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DESIGN PARAMETERS

—INSPECTION CRITERIA
COMPONENT ZONE NUMBER  TYPE OF TEST PLAN ADDENDUM NO Rl SEGMENT NO
CLASS C SYSTEM N/A N/A
CLASS C SYSTEM N/A N/A
NOTES:,

1. THIS COMPONENT WAS NOT BULT TO ASME M, HOWEVER IT
WAS BULT TO THE APPLICABLE CODE AT THE TIME OF
PURCHASE AS PER MCGUIRE PSAR TABLE 1A 4-2.

2. EXPANSION JOINT BULLT TO ASME Bl

CLASS 3 CODE.
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LNE LISTING ~ PEIPE SPEC.  BRESSURE IEMPERATURF CLASS MATERIAL

RNO1 PS 150.3
RNO2 PS 150.3
RNO3 PS 150.3
RNO4 PS 150.3
RNOS PS 1513
RNOB PS 150.4
RN14 TS 27011
RN1B PS 1514
RN1® PS 1513
RN20 PS 1513
RN27 TS 27011
RN28 PS 1514
RNBA PS 150.4

35 PSIG
135 PSIG
135 PSIG
135 PSIG
135 PSIG
135 PSIG
135 PSIG
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QA CONDITION 1 AND 4

DUKE POWER COMPANY

181 CLASS 2

MCGUIRE NUCLEAR STATION UNIT 2

ISI CLASS 3 s
181 EXEMPT

ZONE ———
BOUNDARY

ASME SECTION Xl

INSERVICE INSPECTION PRESSURE TEST BOUNDARY OF

THIS DRAWING IS FOR INSERVICE INSPECTION ONLY AND SHALL NOT BE
USED FOR OTHER PURPOSES SUCH AS MAINTENANCE, MODIFICATION, OR
REPAIRS. THIS DRAWING SHALL BE REVISED WHEN AS-BUILT CHANGES

AFFECT THE INSERVICE INSPECTION BOUNDARIES AND DETAILS OF THE
COMPONENTS/SYSTEMS SHOWN.
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