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NOTES:

1. THE ISI EXEMPT BOUNDARIES SHOWN ON THIS DRAWING ARE EXEMPTED
BECAUSE THEY SERVE ND SAFETY FUNCTION AS DETERMIMED BY

SITE ENGINEERING.
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INSPECTION CRITERIA
TYPE OF TEST _PLAN ADDENDUM NO
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PS 150.3 138 PSIG 85 F
PS 150.3 135 PSIG 150 F
PS 150.4 135 PSIG 95 F
PS 150.4 135 PSIG 150 F
PS 150.4 135 PSIG 150 F
PS  150.2 135 PSIG 250 §
PS 150.4 135 PSIG 150 F
PS 1514 135 PSIG 150 F
PS 1514 135 PSIG 95 F
PS 1514 135 PSIG 150 F
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ABANDONED COMPONENTS RELATED

LEGEND

ISI CLASS 1
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QA CONDITION 1 AND 4

DUKE POWER COMPANY

MCGUIRE NUCLEAR STATION UNIT 2

ISI CLASE 2

ISI CLASS 3 e
ISI EXEMPT e

ZONE
BOUNDARY

ASME SECTION XI

INSERVICE INSPECTION PRESSURE TEST BOUNDARY OF

NUCLEAR SERVICE WATER
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THIS DRAWING IS FOR INSERVICE INSPECTION ONLY AND SHALL NOT BE
USED FOR OTHER PURPOSES SUCH AS MAINTENANCE, MODIFICATION, OR
REPAIRS. THIS DRAWING SHALL BE REVISED WHEN AS-BUILT CHANGES

AFFECT THE INSERVICE INSPECTION BOUNDARIES AND DETAILS OF THE
COMPONENTS/SYSTEMS SHOWN.
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