1 2 3 | 4 5 | 3 /s 8 i 9 | 10 | 11 12 | 13 | 14 I
| DWG.NO . MC-ISIL-2604-03.00 |
RV SUPPLY
L HEADER
ZRV0133
Cl4 Ci4
i
K 135 PSIG
— I D x 2RVO426
J
|
H O
I > <] il
= MC-2676-3.0 g = NC-2576-3.0 |
e BT T HET T8
Mk VENT 04T 28 os] 197 ACTEU 2
&0 CZE) GO
G 2.1/2" ) - = -~ = 2./2
LOWER CONT.
VENT. UNIT 2C
= Gz CaED—
\
F
1727
2Rv0048 X X 2RV0043
= EE—— 08 20
O_ﬁ 2RVOD49 2RVO044 (Y) 2RVOD48
FoO FO
2RVOD51 (Y a7z m
" 2v0050 X oA invoou 07 \Xmm
\
] 1A
— o] 2RV0478
2RV0478 __3/4" )
2RVOATT §< l T CF— & )—
D o2 2] R 2RV0475
G
SP-K ci4 oe | SP-K
0% o o cH * T
C EERN o8 | | | E] EJ D
s
nv@'ﬁ' 2RVO0 P 2RYOM ﬂ%& ¥ i i RVOOTTE N | | u 0076A lI)
") CVTH'I—B _@ BTB—W &2?‘\'@1&4
— .;_g_! 2RVO388 +.U_§ 2RVOMO o _ci —C 00—
Q 2RVO123 1 Jos | RN 2RV0317 —F )
. (1) 2RVO120 \/
L "I> ol [ 83 RN 3 D 3 ©
G @ d + MC-ISIL-1574-01.00 MC-1SIL-1574-01.00 2Vo44 @
B 4 it 1s
e = c ol | N
8 DESIGN PARAMETERS 1RN-831L-C
1. THE ISI EXEMPT BOUNDARIES SHOWN ON THIS DRAWING ARE EXEMPTED LEGﬂ ) QA CONDIT!ON 1 4
_| 7 eeCaUsE THEY SERVE No SAFETY FUNCTION AS CETERMINED BY '-'“E-::f"“— ﬁ ﬁ'ﬂ ::ne::;::m T M . Bl DUKE POWER COMPANY
RNOS PS W04 135 PSic o F F cs 1RN-@31L-C IST CLASS 2 ——v MCGUIRE NUCLEAR STATION UNIT 2
UNIT 1 RVD2 PS 150.4 135 PSIG 180 F G cs ISI CLASS 3 s
—_— RVO3 PS 150.4 135 PSIG 180 F F cs IS1 EXEMPT —— ASME SECTION XI
__INSPECTION CRITERIA RVOS PS 150.2 135 PSIG 180 F B cs ZONE
RVO8 PS 104 135 PSIG 150 F F cs BOUNDARY INSERVICE INSPECTION PRESSURE TEST BOUNDARY OF
R B cs
A e T Lo il Wi RVO9 PS 1504 138 PSIC 10 F F cs COOLING WATER SYSTEM (RV)
RV10 PS 150.2 135 PSIG 80 F B cs THIS DRAWING IS FOR INSERVICE INSPECTION ONLY AND SHALL NOT BE
= g2 2= & & & e N e fme
SRS (L. S RVI3 PS 1804 135 PSIG 200 F 6 cs AFFECT THE INSERVICE INSPECTION BOUNDARIES AND DETAILS OF TWE | [ORIG| RELEASED FOR ISIUSE ONLY TDM [5-8-01]JM8 |5-7-01|RKR [s-6-01 | W A1V D PRAWY
ERN: MCOO9AXD ive Eh = e g - RTINS INO REVISIONS DRN | DATE PHKD|DATE ppPR [pATE P tELECluECH




