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REPORT NO. P0059-008

/0277- 2o 3? 7
NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As required by the Provisions of the ASME Code Section XI 
PNPP No. 9308 Rev. 9/11/00 NQI-1741

1. Owner:

2. Plant:

FIRSTENERGY CORP.  

10 Center Road, Perry, Ohlo 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

. 10 Center Road. Perry, Ohio 44081

Date 2/25/01 

Sheet 1 of I 

Unit ONE 

W.O. 00-3072 R/O 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NR 
Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1B21 NUCLEAR BOILER ,PROCESS INSTRUMENTATION 

5. (a) Applicable Construction Code: ASME Section III NB .1974 Edition 
NAME/SECTION/DIViSIONICLASS 

Winter 19 75 Addenda Code Case(s) N-32.4,N-242.N-272,N-282,N-241.N-413.1728.1644
5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservlce Inspection: 1989 NIA 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED PHOENIX SNUBBER SN#14 WITH LISEGA SNUBBER SERIAL#97
R1426R-O25 FOR ASSET# 1 B21 H0490.

8. Test Conducted: Hydrostatic- E] Pneumatic- E] 
Pressure N/A _ psi Test Temperature N/A

Nominal Operating Pressure- [I Other- [] 

degrees F Code Case(s) N/A

75

Name of Name of Manufacturer NaL Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacenrint,. Code 
No. or Modification Stamped 

PIPING PULLMAN 1B21 109 N/A 1985 MODIFICATION YES 

SYSTEM POWER

I I , i



NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS (Back) 
PNPP No. 9308 Rev. 9111/00 NQI-1741

9. Remarks: NONE.

NO NAMEPLATE/STAMPING PERFORMED DUE TO THE INTERFACE CONTROLS OF RA-2370

BEING IN EFFECT AND JURISDICTIONAL AUTHORITY CONCURRENCE HAVING BEEN RECEIVED.

Note: Attach all applicable Manufacturer's Data Reports. Supplemental sheets such as lists, sketches, or 

drawings may be used, provided (1) size is 8 1/2 in. x 11 in., (2) information in items 1 through 6 of this 

report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded on 
the front of this form.

CERTIFICATE OF COMPLIANCE 

I, DAVID K. ASKEW . certify that to the best of my knowledge and belief the statements made In this report are 

correct and the repair, modification or replacement of the items described. above conforms to Section XI of the ASME 

Code and to the National Board Inspection Code 'NR" rules.  

National Board Certificate of Authorization No. 33 to us e NR st m /eir s 2 . 20 02 

Date 2/25 20 01 Signed FENOC-PNPP ý Co"" , ("--ZIQ 'g 
(name of repair organization) (authonzea/epresentative) (title) 

CERTIFICATE OF INSPECTIONIINSERVICE INSPECTION 

I, triOMAk G- LAPS holding a valid commission issued by The National Board of Boiler and 

Pressure Vessel Inspectors and certificate of competency issued by the jurisdiction of OHIO 

and employed by Factory Mutual Ins. Co. of Johnston, RI have 

inspected the repair, modification or replacement described in this report on G 20I_.. and state that to 

the best of my knowledge and belief, this repair, modification or replacement has been completed in accordance with 

Section XI of the ASME Code and the National Board Inspection Code "NR* rules.  

By signing this certificate, neither the undersigned nor my employer makes any warranty, expressed or implied.  

concerning the work described in this report. Furthermore, neither the undersigned nor my employer shall be liable in 

any manner for any personal injury, property damage rloss of any kind arising from or connected with this inspection.  

Datefg-U 20i.A__. Signed"-i"e,"•4 Y'-' Commissions NB 9330 "N- "-I" A" Ohio Comm.  
(inspector) (National Board (include endorsements), 

and judsdiction, and no.)



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 911l100 NQI-1741

1. Owner: FIRSTENERGY CORP. -.  

10 CenterRoad, PerryiOhioL44081

2. Plant: Peer~yNcerPower Plant (PNPP
10 Center RoadPerryOhio 44081

Date 2/25/01 
Sheet 1 of 1 

Unit ONE 

W.O. 00-2978 R/O 
(Repair Org. P.O. No., etc.)

3.

4.  

5.

5

Work Performed By: FIRSTENERGY Nuclear Operating Companv PNPP Type Code Symbol Stamp MR 

10 Center Road, Perry, Ohio 44081 Authorization No. 33 
Expiration Date 9/26/2002 

Identification of System: 1B21 NUCLEAR BOILER PROCESS INSTRUMENTATION 

(a) Applicable Construction Code: ASME Section III NB ,1974 Edition 

NAMEISECTION/DIVISIONfCLASS 

Winter 19 75 Addenda Code Case(s) N-32-4,N-242.N-272,N-282,N-241,N-413,1728,1644-

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section X1 applicable for Inservice Inspection: 1989 NIA 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989, N/A 19 N/A Addenda NIA 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED PHOENIX SNUBBER SN#19 WITH USEGA SNUBBER SERIAL#97

614263-030 FOR ASSET# 1 B21 H0447.

76

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1B21 109 NIA 1985 MODIFICATION YES 

SYSTEM POWER

8. Test Conducted: Hydrostatic- El Pneumatic- r- Nominal Operating Pressure- [] Other- El 

Pressure NIA psi Test Temperature N/A degrees F Code Case(s) N/A

10 Center Road, Perry, Ohio 44081



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

FIRSTENERGY CORP.  

10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road, Perry, Ohio 44081

Date 2/25/01 
Sheet 1 of I 

Unit ONE 

W.O. 00-3061 R/0 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/2612002

4. Identification of System: 121 NUCLEAR BOILER ,PROCESS INSTRUMENTATION

5. (a) Applicable Construction Code: ASME Section II1 NB

5

.974 Edition

NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-32-4.N-242.N-272.N-282.N-241.N-413,1728,1644-

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 NIA 
Edition Addenda 

(d) Applicable Edition of Section X1 Utilized for Repairs, Modification, or Replacements: 

19899 N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED PHOENIX SNUBBER SN#2002 WITH LISEGA SNUBBER SERIAL#00
614883-001 FOR ASSET# 1B21 H0472.

8. Test Conducted: Hydrostatic- El Pneumatic- [R 

Pressure N/A psi Test Temperature N/A

Nominal Operating Pressure- [] Other- L 
degrees F Code Case(s) NIA

77

1. Owner:

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1B21 109 N/A 1985 MODIFICATION YES 
SYSTEM POWER 

Ir

/ 1321 54t



REPORT NO. P0059-008

1/3161-3/0

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111100 NQI-1741

FIRSTENERGY CORP.  

10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road, Perry, Ohio 44081

Date 2/25101 
Sheet 1 of 1 

Unit ONE 

W.O. 00-2979 RIO 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1B21 NUCLEAR BOILER .PROCESS INSTRUMENTATION

5. (a) Applicable Construction Code: ASME Section III NB 1974 Edition
* 'NAMEISECTION(DIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-32-4.N-242,N-272.N-282.N-241,N-413,1728,1644-
5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section X1 Utilized for Repairs, Modification, or Replacements: 

1989, N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

NIA' 
Code Case(s)

7. Description of Work: REPLACED PHOENIX SNUBBER SN#29 WITH LISEGA SNUBBER SERIAL#00
614813-002 FOR ASSET# 1B212H0452.

8. Test Conducted: Hydrostatic- E] Pneumatic- E] 
Pressure N/A psi Test Temperature N/A

Nominal Operating Pressure- [] Other- E] 
degrees F Code Case(s) N/A

78

1. Owner

2. Plant:

Nameof Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement,. Code 
No. or Modification Stamped 

PIPING PULLMAN 1B21 109 NIA 1985 MODIFICATION YES 
SYSTEM POWER

I , . ,



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111/00 NQI-1741

1. Owner.

2. Plant:

FIRSTENERGY CORP.  

10 Center Road. Perry, Ohio 44081 

Perry Nuclear Power Plant (PN PP)

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road, Perry, Ohio 44081

Date 2125/01 
Sheet 1 of 1 

Unit ONE 

W.O. 00-3075 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1B21 NUCLEAR BOILER ,PROCESS INSTRUMENTATION

5. (a) Applicable Construction Code: ASME Section III NB

5

1974 Edition
NAME/SECTIONIDIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-32-4,N-242.N-272,N-282.N-241 .N-413,1728,1644-

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED PHOENIX SNUBBER SN#17 WITH LISEGA SNUBBER SERIAL# 97
614263-26 FOR ASSET# 1B21 H0491.

8. Test Conducted: Hydrostatic- [] Pneumatic- U 
Pressure NIA psi Test Temperature N/A

Nominal Operating Pressure- r Other- El 
degrees F Code Case(s) NIA

79

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement. Code 
No. or Modification Stamped 

PIPING PULLMAN 1B21 109 NIA 1985 MODIF*ICATION YES 

SYSTEM POWER

i -• = ,,

I f/- -3//

SW



REPORT NO. P0059-008

NIS-2/NR-t OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP, No. 9308 Rev. 9/111100 
NOI-1741 

1. Owner: FIRSTENERGY CORP. Date 2125/01 

10 Center Road, Perry, Ohio 44081 Sheet "1 of 1 

2. Plant Perry Nuclear Power Plant (PNPP) Unit ONE 

10 Center Road. Perr, Ohio 44081 W.O, 00-3051 R/O 
(Repair Org. P.O. No., etc.) 

3. Work Performed By: FIRSTENERGY Nuclear Operating. Company PNPP Type Code Symbol Stamp NR 

10 Center Road, Perry, Ohio 44081 Authorization No. 33 
Expiration Date 9/26/2002 

4. Identification of System: 1821 NUCLEAR BOILER PROCESS INSTRUMENTATION 

5. (a) Applicable Construction Code: ASME Section III NB .1974 Edition 
NAME/SECTIONIDIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-32-4,N-242,N-272,N-282,N24 .N-413,1728,1644

5 

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 NIA 
Edition Addenda Code Case(s) 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 . N/A N/A 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989, NIA 19 N/A Addenda NIA 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Oeratina Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components 

Name of Name of Manufacturer Nat. Other Year Repair. ASME 

Component Manufacturer Serial No. Board ID. Built Replacement. Code 
No. or Modification" Stamped 

PIPING PULLMAN I821 109 NWA 1985 MODI-ICATION YES 

SYSTEM POWER 

7. Description of Work: REPLACED PHOENIX SNUBBER SN#16 WITH LISEGA SNUBBER SERIAL# 97

614263-27 FOR ASSET# 1B21H0462.  

8. Test Conducted: Hydrostatic- E] Pneumatic- rI Nominal Operating Pressure- I] Other- 0] 

Pressure N/A psi Test Temperature N/A degrees F Code Case(s) NIA

80



REPORT NO. P0059-008

0I?3- -3/15 
NIS-21NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As required by the Provisions of the ASME Code Section XI 
PNPP No. 9308 Rev. 9/11100 NOI-1741

FIRSTENERGY CORP.

10 Center Road. Perry. Ohio 44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

. 10 Center Road, Perry. Ohio 44081

Date 2/25/01 

Sheet 1 of 1 

Unit ONE 

W.O. 00-3045 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9126/2002

4. Identification of System: 1B21 NUCLEAR BOILER .PROCESS INSTRUMENTATION

5. (a) Applicable Construction Code: ASME Section III NB

5

1974 Edition
NAMEISECTION/DiVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-32-4,N-242.N-272.N-282.N-241.N-413,1728,1644-

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

1989, N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operatinq Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED PHOENIX SNUBBER SN#i1 WITH LISEGA SNUBBER SERIAL# 97
614263-33 FOR ASSET# 1B21 H0453.

8. Test Conducted: Hydrostatic- E] Pneumatic- 0 

Pressure N/A psi Test Temperature N/A

Nominal Operating Pressure- E] Other- [] 
degrees F Code Case(s) N/A

81

1. Owner:.

2. Plant

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, - Code 
No. or Modification Stamped 

PIPING PULLMAN 1B21 109 N/A 1985 MODIFICATION YES 
SYSTEM POWER



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11100 NQI-1741

1. Owner: FIRSTENERGY CORP.
10 Center Road, Perry, Ohio 44081

2. Plant: Perry Nuclear Power Plant (PNPP)

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operatinc Company PNPP 

, 10 Center Road. Perry, Ohio 44081

Date 2/25/01 
Sheet I of 1 

Unit ONE 

W.O. 00-2872 RIO 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp .R_ 
Authorization No. 33 

Expiration Date 9126/2002

4. Identification of System: 1B21 NUCLEAR BOILER .PROCESS INSTRUMENTATION 

5. (a) Applicable Construction Code: ASME Section III NB ,1974 Edition 
NAMEISECTIONIDIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-32-4.N-242,N-272.N-282.N-241.N-413,1728,1644
5

(b) Construction Code used for repairs, modifications, or replacemepts: 1974 Winter75 
Edition Addenda 

(c) ASME Code Section X1 applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989, N/A 19 NIA Addenda N/A 
Code Case(s) 3 s -1 

(e) Design Responsibilities FIRSTENERGY Nuclear O9 eratint Companv PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED PHOENIX SNUBBERS SN#18 ANDSR#20 WITH LISEGA SNUBBERS 
SERIAL# 97-614263-28 AND SN# 97-614263-29 FOR ASSET# 1 B21 H0446.

8. Test Conducted: Hydrostatic- El Pneumatic- El 
Pressure N/A psi Test Temperature N/A

Nominal Operating Pressure- C] Other- El 
degrees F Code Case(s) NIA

82

Name of Name of Manufacturer Nat. Other Year Repair. ASME 
Component Manufacturer Serial No. Board iD. Built Rdplacement,. Code 

No. or Modification Stamped 

PIPING PULLMAN 1121 109 N/A 1985 MODIFICATION YES 

SYSTEM POWER

lg?-I- 31-V



REPORT NO. P0059-008

/.9/- 5/4 
NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As required by the Provisions of the ASME Code Section XI 
PNPP No. 9308 Rev. 9/11/00 NQI-1741

FIRSTENERGY CORP.  

10 Center Road. Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By. FIRSTENERGY Nuclear Operating Comoany PNPP 

10 Center Road. Perry. Ohio 44081

Date 3118/01 
Sheet 1 of 2 

Unit ONE 

W.O. 99-16254R/0 
(RepaIr Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: I B21 NUCLEAR BOILER .PROCESS INSTRUMENTATION

5. (al Anplicable Construction Code: ASME Section III NB NF 1 Sq7A Edritinn
NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-32-4,N-242,N-272.N-282.N-241 .N-413.1728,1644-
5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A 
Edition Addenda.  

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

19 89. N/A 19 ILA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operatina Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

-N/A Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1B21 64084 N/A 1985 REPLACEMENT YES 
SYSTEM POWER

7. Description of Work: REPLACED HYDRAULIC SNUBBER SN#105 WITH SNUBBER SERIAL#304 FOR 
ASSET# 1B21G7086.

8. Test Conducted: Hydrostatic- LI Pneudmatic- 0I 

Pressure N/A psi Test Temperature NA

Nominal Operating Pressure- [I Other- [I 

dearees F Code Case(s) N/A

83

1. Owner:

2. Plant:

I



REPORT NO. P0059-008 

* FORM NF-1 MANUPACTURMISr DATA REPORT FOR COMPONENT SUPPORTS
As Requird by the Provisions Of the ASME Code Rules. Section III. Division I 

2. MA C~t~~e. Eg~~ipn~~ omcnv.Pifsbuth.PIen nvsalva' 15233 

iLocationf at Pery Ncler owe Pln Units I & Hf. Pery Ohio 4481 

carmoomrit Canadian Aofoo. Sirenl Recort lvpe af sispooen Regnisration aratmnnseA "m a Load C404. Comoonant Ni or 1..N. N. Last Ra. & oat. city Daina Sheet Suwoon oatss No. year BAArlt 
152~2 0 7 C 520-0 Linear I None 1982 

c 304 AI 
t I 

(4)305 *l tI N I lA 

162 307- Al A At 

19) 
(lot 

CEflFICATE OF COMPLIANCE 
We witty that The smuon"" maw in this IW"artet -Oriect and ithat then. ceooonene hwvou oanfowm 10 ?t ~so ,g 
af the ArmS Coca foar Nldew p... Mlain Comoonima. See~est If . 06,slon 1. Sdt~oni "rn omfat 

at e 20, 1982 

Stress Reourt or Load Cacaeity Data Sheen an File at: 

FS"tei~.In .. Mqntck QDivitin. Sa I lak" y Utch 84119 
a*InS"!OfialosC.II.1, nirl ov [I PC SIta L98h h 9 f3 

n~g N 3942.  
SwenAnutvoiairoortor Loa CapacirW DataSh~eanCwt~ite by III Robert Lee Won-en III 

PC State I tch AMg 
eo.t 

III Lt llamas Only. tlInaelee not t'eql0l'eO 

too ~ s..,l S et for10m ofSlt 1. 1014 h" W .,. m .j ma 0 touaO ,teo.,0 25. ,,.j ni n.. 21 infimernini "'itam; IL.A, 49 an, 

l~ l at . o e ~ ~ ne A A ed On e1 0 11 01 1 14 li ) b o g e e .. ll m o ~ e e d I ~ be o ~ 14 nM o llaos I t o4. , 

~i. .A

84



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PN~pp No. 53O8 Rey. g11/00O N~l-1741

FIRSTENERGY CORP.
10 Center Road. Perry, Ohio 44081

Perry Nuclear Power Plant (PNPP)
10• Center Road. Perry, Ohio 44081

3. Work Performed By:. FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perry. Ohio 44081

Date 3/19/01 
Sheet I of 2 

Unit ONE 

W.O. 00-684R/O 
(Repalr Org. P.O. No., etc.)

Type Code Symbol Stamp NR.  
Authorization No. 33 

Expiration Date 9/26/2002

6.

Identification of System: 11H51 LOCAL PANELS AND RACKS 

(al Anolicable Construction Code: ASME Section III NC .1974 Edition
Wntr 17NAME/da ECo sONeDIVISION/CLASS 
Winter 19 75 Addenda Code Case(s) N-242,N-272,N-282,N-413,1644-5.1728,N-2-41

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 - N/A 
Edition Addenda Code Case(s) 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A N/A 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

19 89. N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company pNPP 

Identification of Components Repaired, Modified, or Replacement Components

Na-'•rf- --- Narir of - - -Manufacturer- -N.t._ -ether- Yea - eaL - .__SM

Component Manufacturer Serial No. Board ID. --Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1921 64084 N/A 1985 REPLACEMENT YES 
SYSTEM POWER 

7. Description of Work: REPLACED PSA-1/4 SNUBBER SN#26486 WITH PSA 1/4 SNUBBER 
SN#29940.ASSET 1 H51 HO068, 

8. Test Conducted: Hydrostatic- [I Pneumatic- [] Nominal Operating Pressure- El Other- [3 

Pressure NIA psi Test Temperature N/A degrees F Code Case(s) N/A
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1. Owner,

2. Plant:

4.  

5.

1 Center Road Pnnv- Ohio 44084
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-,'I. 4anead addiese. of M Cedical, Holder) 1 5 1 
2. ~ p Pip~.ing Co. 829 avrAe stsirh A1233 

3.Location Of M2rntalfa:6n n3- t 

4.IdnilehnI) 9c) 9d) (4) (9)) 

Co~mponent Canadian APPlitwo SiteasRprt Tp 

Su1o62~eistratdon Drsv;ung~Ith or Load Ce9 Compon~ent Natl Bar 

.. 4 -- No. Last Renr. & Deam city Doel Shoat Support Class No. Year Built , 

~ '~24 1~ 1pfO-O~T 1Jd38 Iim~ar 1 fl- 1982 

t3 29958 

is) 

18) 

110) 
S. Remarks: 

C:ERTIF)CATE OF COMPLIANCE tu o 
We ertfytha te setmentimd ntarpr . or~ n that these ecompnprents suppor is conform to the rujles of constr Io 

so1974 Wintner 1 75 

of the ASME Code tot Nuctet' Power Plant Components. Section Ill. Oivnon 1. Edtc ý dod 

Code C-ase No., # 
Sot ned ~ PP

T Sciikait iroic 
i' 

Our ASME Cedi~cate of Authoriatuioni No. 1198 to use the - Own" wv 

~Aug. 4, 1984 

Symbol eepifrsi 

CERTIFICATION Or DESIGN ur\ 

Dlosign lrloermaiscin on File at Pacific Scientific 
\.  

Stressa Repoet or Lead Capacity Dols Sheets on File at, 

Bacific 2Scientif ic 

Filedl Per 1-r 3256 
AUG 11983 

D-19n OCCfiCV~hl ~rtl-o t Il - Le E-y ý PE Siate-.Calif=~r 

a.9. No,. IIT o 4993 

Stress.AnaIlysisfltuieosa ci Lad Capacity Dols Shoe IsC., -1id bv 11) Leo~ Z. AY 0 IP 

PE Cal-aýLfornia -no No. 33 

III List -.- e only. eghire.Ci.-q.Cd.  

'Supplemental sheets in form of list%. skttches or drawinas may be used provni4cd Ill size is 8!.- irn.. 171 it'101Mtiflo in items 1. 2.  

AC. As on this Dotm Report i included on ech~i Shrit. and t3)i each $hre~l is nUMbered and number of sheets* IrC40ided At lop Of 
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REPORT NO. P0059-008

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11100 NQI-1741

1. Owner:

2. Plant:

FIRSTENERGY CORP. 
10 Center Road, Perry. Ohio 44061 

Pertv Nuclear Power Plant (PNPP)
10 Center Road. Perny, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Ooeratina Comoanv PNPP 
0NiR 

10 Center Road, Perry, Ohio 44081

Date 4/17/01 
Sheet .1. _ _ of 2 .  

Unit ONE 

98-1791 REV.O 
(RepaeJ Org. P.O. No., eta) 

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identificatlon of System: 18213 NUCLEAR BOILER. PROCESS INSTRUMENTATION

5. (a) Applicable Construction Code: ASME Section III NB .1%974 Edition
NAMEFSECTIONIDIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) *N224-1,N225,N3,N413,N71-6,N71-9,N71-11,1644-5, 

1728.N272

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 NA 
MEdtlon Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

19 89. EDITION 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratina Companv PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REMOVED VALVE S/N 160895 AND INSTALLED VALVE S/N 160854 USING TWO 

NEW 1.5/8-8 INLET STUDS HEAT CODE Z4K AND THREE 1 5/8-8 NUTS HEAT CODES (2) X7J AND (1) 
APM. VALVE ASSET NUMBER 1B21 F00470.""

87

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING GENERAL 1B21 64084 N/A 1985 REPLACEMENT YES 
SYSTEM ELECTRIC

8. Test Conducted: Hydrostatic- [I Pneumatic- [] Nominal Operating Pressure- Z Other- El 

Pressure 1025 psi Test Temperature 185 degrees F Code Case(s) N/A

0 Center Road. Perry, Ohio 44081

Sf



REPORT NO. P0059-008

k 

FORM NV-i MANUFACTURERS' DATA REPORT FOR SAFETY AND SAFETY RELIEF VALVES' 

(As Required by the Provisions of the ASME Code% Section III, Div. 1) 

1. Manufactured by G. Dikkers & C9. N.V. liengelo (u) The Recherlanes 
(Name and Address of Manudaduret)

P,=r rv T
2. Manufactured for .... J (Name and Ad~dress of arctmser or OWnerl 

3. Location of Installation (pr.th Perry h Ohio 
(Name and Address) -- G471-b/125.04.04 26 

. N) (Drawing No.1 (NMti. I

VOW. G471 .. Identifying Valve (Model No-. Series No.) 

S........ .£e: relief 
TyPe fit l¶otFwe Actuated 

Orifice Stze . 4..l4. Nominal Inlet Size (5" 
Inch

set prs=re (PSIG -. L -.....  
Stamped CapacityA ....-.. LT.3 .. bs"hr @ 

Sat. Steam 

Hydrostatic Test IPSIG) Inlet - 235(.  

7. Pressure Retaining Pieces

I 
3rd. No.) (Year eut 

Manuactures Serial No1.

97b III

Outlet Size I 0 11
Inch

Rated Temperature 585 If 
0 % Overpressure Blowdown (PSIG| 97.r 9 

t(AppliCabl to veales fo closed system Oly) 

Material Specificatiori
Serial i~o. or ........... Grad 
Identification nd. Type or Grade

Body .. I?..Ot..S-..d.sa I 

BonnetorYoke 1-6-.6.8,e/n 3 

Support Rods ....  

Nozzle ~ AEUO2.  
Disc 55.-.-8-.0 sa IA 
Spring Washers ,91I 1 65• z.lu. 12..  

Ad•justing Screw -. AVU43ZA'FIJ 094 
SpIndle -AEW-.03O-.  
Spring 

Boting .. _•U.V..AAJ.&,.-AUK, AJJ, ALM, 
Other Pieces -A-AK,-4-J)T.-AJL.  

.M.•nr- pe_ A 0• 1 ... .  

.eat•es.- Alv n39t.Jf.. ..  

Max. outside diam. valve body: 
Max. outside length valve

sA 352 LCI 
"SA 352 LXB

SA 350 LF2 SA 351 -CF3A 
45 Cr Hoo.V.7. .  
sA .182 -F316-...  
A 564'-74 vype.63g -cond. HII0

SA 193-17/SA 194-71/A 194-214 

SA 35-L. -CF3 ......  
SA .351..CF..  

.... SA 105. .  

SA 105..  

47 rata (18.74 inch) 
1645 ium (b4.76 inch)

* Supplemental sheets In form of lists, sketches or drawings may be used provided (1) size is 8.Id2 -. 11%. (2) information 

In items 1-2 on this data report is included on each sheet, and (3) each sheet is numbered and number of shoots Is 

recorded at top of this form.
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REPORT NO. P0059-008

/,F/- 3 Z-2--

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/111/00 NQI-1741

FIRSTENERGY CORP.  
10 Center Road. PerryOhio 44081-

PeryNucglear Power Plant fP NEEL
10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company pNPP 
NR 

10 Center Road, Perry, Ohio 44081

Date 4/17/01 
Sheet 1 of 2 

Unit ONE 

98-1801 REVO 
(Repaer Org. P.O. No., etc.)

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1B21 NUCLEAR BOILER, PROCESS INSTRUMENTATION

5. t(al Anolicable Construction Code: ASME Section III NB .1974 Edition
-- , - - .... NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) *N224-1.N225.N3.N413,N71-6,N71-9.N71-11,1644
5,1728.N272

(b) Construction Code used for repairs, modifications, or replacements: 1974. Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable.for Inservice Inspection: 1989 - N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Oprerating Company PNPP 

6. identification of Components Repaired, Modified, or Replacement Components

'Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Sedal No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING GENERAL 1B21 64084 N/A 1985 REPLACEMENT YES 
SYSTEM ELECTRIC 

Z. Description of Work REMOVED VALVE SIN 160899 AND INSTALLED VALVE SIN 160863 USING 

NINE NEW NUTS 1 5/8-8 HEAT CODE SVX AND ONE 1-8 NUT HEAT CODE HDF. ASSET 1B21 F0051G.

8. Test Conducted: Hydrostatic- [3 Pneumatic-U 

Pressure 1025 psi Test Temperature 187

Nominal Operating Pressure- 10 Other- El 
degrees F Code Case(s) N/A

89

1. Owner: 

2. Plant:

7



REPORT NO. P0059-008

FORM NV-1 MANUFACTURERS' DATA REPORT FOR SAFETY AND SAFETY REUEF VALVES

(As Required by the Provisions of the ASME Code, Section ill Div. I1

1. Manufactured by 

2. Manufac:turea lur 

3. Location of Installation

IOftNI 
S. Valve 

Type 

Orifice Size

(McJul N

G. l)jkkrs: &. CoV.IN.. l~ti.lu (0) Thc §Uthaertal-ds 

WNant and Atfd refI• 1'• 

C471-6/12?. .SIi4.f'J4 ---- " . ... "Y r 

wing No.I 
(Manufacturets° Serial No.1

Safety,. Sa,,V .' iir•o&,r Actuated 

Ic .84" Nominal Inlet Size 8" inchr
Outlet Size Witinch

inch

S 8. set Pressure (PSIG) _ 
Stamped Capacity 

Hydrostatic Test (PSIGI Inlet 2350 
7. Pressure Retaining Pieces

Body 
Bonnet or Yoke 

SUPPWtAOds 
Nozzle 

Disc 

Spring Washers 
Adjusting Screw 
Spindle 
S-Il 
Boiling 

C Other Pieces 

1o. n• e) r Cover 

ven pink-

Rated Temperature 585, 
Ibs/hr @ .-. 0- % Overpressure Slowdown (PSIG .  

Outlet (A lcab to valves for dcoseJ~ tems ctyl

Serial No. or 
Identification

Material Specfication 
Incl. Type or Grade

+SA 352 -L . . --

SA--352 -B -

SA 350 LF2-.  
SA 351 CF3A 
45 Cr Ho V 67 
SA 182 1316 
A 564-74 type 630 cond. HI[00

.5 . *.o-4 '"t 6 
..•.cIXV I%2 .9

SA 193-B71SA

SA 
SA 
SA 
SA

194-7/SA 194-2H

351 CW3A 
351 CP8H 
105 
105

It 

WiYA

RECEIVED

JA.X I 1979 

p,,pp-SOIDC 

Supplena.ntal sheets in form of lists, sketches oc drawings may be used provided (11 size is 8-1/2' x 11'. (2) information 
srn itents 1-2 oft this data report is included on each sheet, and (31 each sheet is numbered and number of sheets is 
eocurded at top of this form.

t• I7t) This form (EO00421 may be cAtiaiifdlrn.,, 01h eidew Dept.. ASME, 345 E. 47 St., Now York, N.Y. 10017
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REPORT NO. P0059-008

/�32-/ 3�z3

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11100 NOI-1741

1. Owner FIRSTENERGY CORP.  

10 Center Road. Perry, Ohlo 44081

2. Plant: Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry, Ohio 44081 

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

N1o 
O 10 Center Road, perry, Ohio 44081"

Date 4/18/01 
Sheet 1 of 2 

Unit ONE 

98-1795 REV.0 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 121 NUCLEAR BOILER, PROCESS INSTRUMENTATION 

5. (a) Applicable Construction Code: ASME Section III NB ,1974 Edition 
NAMEISECTIONIDIVISION/CLASS 

_Winter 19 75 Addenda Code Case(s) *N224-1.N225.N3.N413.N71-6.N719-.N71-11.1644
5.1728.N272

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xi applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements; 

199 . N/A 19 N/A Addenda NIA 
Code case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Oprerating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. --- or Modification Stamped 

PIPING GENERAL 1B21 64084 N/A 1985 REPLACEMENT YES 

SYSTEM ELECTRIC

Description of Work: &ASSET 1B21F0047G REMOVED VALVE S/N 160876 AND INSTALLED VALVE 

0-1, ,-no0- I VQim- ANrI NHW INLET STUD 1 5/8 -8 HEAT CODE Z4K SEE REMARKS SECTION.

91

*

Code Case(s) 

N/A 
Code Case(s)

7.  

8. Test Conducted:. Hydrostatic- E] Pneumatic- Il Nominal Operating Pressure- 9 Other- [I 

Pressure 1025 psi Test Temperature 187 degrees F Code Case(s) N/A

I



REPORT NO. P0059-008 

1/3 3/- Z3 PM6 O64

; NV'-I N CERJFICATE HOLDERS, DATA REPORT FOR SAFETY AND 'SAFETY REUEF VALVES!

As Required by the Provisions of the ASME Code. Section III, Div. Imi?•- O •5L 

I. Manufacturedby -_.-i Dikkers & Co.QýL_.n_ i &e_/.n!..el1 (t))l1I3CId 
4am. and Aiddress of N Certificate NOided 

2. Manufacured for l. cneral Electric San .losIae l (, urm'iari._.,u 
• "(INm• ndAddress of Purc~haset or Owe 

3. Lo.cation of Installation Perry I +'11 spares ,orth Ierr. tJh( 
(Name and Addreast)t7 

. . -J(4j6J5.04.03 rev. 6 ,01 • l _7_.  
(COW) •w No.| . (N1 1 L Brd. No.) .Y0J B'.lltI 

5. Valve U'471 - identifying Nos. -. (1iTeJ3 
(Model.No. Serfs No.) IN Certificate Holder's Seral N4.) 

Type - ~It' tv / re*1 i t 

S00ty, SWsty fl~iatz Pi r uower ""u"' 

Orifice SIZe 4_,4" Nominal Inlet Size 8"(Fla1, s) Outlet Size 10" 
knch jfldh 

6. Set Premre (PSIGI " Rated"Temperature ------- "'F' 

S.tpdapadty." 917253 Ibs1hr 4L,% Overpressure Blowdown (PSIG) 42.35 
So wd set st"ýn • .. :" * " 

• ." "_9(75 " " • 

Hydrostatic Teat jesi inlet 2350 outlet aovat..forel--.d.a.--y) 
7. Pressure Retnn Pieces M om" " 

Serial No. atde! Specifiatiohn 
" " " "" eria" • .Iorii , ...:-. ' Type or G " ldentifiatlpn . .... ," Ine o T • G~rade• ."':

Body 05,19-8 /in 5 
Sonqetokvole .2A.. i/n .  
Support Rods 
Nozle 3.1' 1!3 

*60.07.9 shn .29 % 
sprlnoWahera 'Z6.30.95 s/n 153 
Adjusting Sew • ASB 081 ^/AS 009 
Spindle "" CA) 0101 

BOlting PYA"PAMB/A0 
Other iece

"SA 352 IC14

SA 352 LC'1.I 

SA- 350 LF2 " , .  

Si .351 C3A" 4. cr•o '1 67' " 

SA 182 F3ý -t 
A 564.-7A•. .ype:630 cb~nd. H1106

SA 193-B7/SA 194-71SA 194-211

Liner 63.04.09 s/n I SA 351 CF3A: 

Cover 53,38.8 s/n.-L.- SA 351 CFl-f'% 
Vent otpe Atih (14U SA 105 L 
ýlanj.es ASA 2241ASA 213 51A 105 ":

lax. outiside 
max. ,Outs ide

dias.; valve body: 478 m,,•.82) 
length valve : 1648 or.,.(64.H8)

"Supplemental sheets in formn of lists, sketches or drawings may be used provided (1) size is 8-l12" x 11' (2) infor 1 atlon 

In items 1-2 on this Data Report Is Included on each sheet, and 131 each sheet Is numbered and number of streets is 

recorded at top of this form.  

1t0177 uThis form (E000423 may be obtained from the Order Dept., ASMEo 345 E. 47th St., New York. N.Y. 10017

92



REPORT NO. P0059-008

/132/- ?'Z-/

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP No. 9308 ReV. 9111100 
NOI-1741

1. Owner: FIRSTENERGY CORP. 

10 Center Road, Perry, Ohio 44081 

2. Plant: Perry Nuclear Power Plant (PNPP) 

10 Center Road,. Perry, Ohio 44081 

3. Work Performed By: FIRSTENERGY Nuclear Operating Company' PNPP 
NR 

10 Center Road, Perry, Ohio 44081

Date 4/19/01 
Sheet 1 of 2 

Unit -ONE 

98-1786 REV.A1 
(Repair Org. P.O. No., eta) 

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1 B21 NUCLEAR BOILER, PROCESS INSTRUMENTATION 

5. (a) Applicable Construction Code: ASME Section I11 NB .1974 Edition 
NAME/5ECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) *N224-1,N225,N3,N413,N71-6,N71-N7111,1644
15,1728.N272

6.

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

19 89 NA 19 N/A Addenda NIA 
Code Case(s) 

(e) Design Responslbllitles FIRSTENERGY Nuclear Oprerating Company PNPP 

Identific.ation of Components Repaired, Modified, or Replacement Components

Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING GENERAL 1B21 64084 N/A 1985 REPLACEMENT YES 

SYSTEM ELECTRIC

7. Description of Work: REMOVED VALVE S/N 160887 AND INSTALLED VALVE S/N 160850 USING (9) 

NEW INLET STUDS 1 518 -8 HEAT CODE Z4K & (8• 1 5/8-8 NUTS HEAT CODE SVX. ASSET 1B21F0041E.  

8. Test Conducted: Hydrostatic- [3 Pneumatic- [3 Nominal Operating Pressure- 0 Other- El 

Pressure 1025 psi Test Temperature 187 degrees F Code Case(s) N/A

93
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REPORT NO. P0059-008

13a/-3 ? Z/ sZ- "1c2 

<0RM NV-1 MANUFACTURERS' DATA REPORT FOR SAFETY AND SAFETY RELIEF VALVES
(As Required by the Provisions of the ASME Code, Section III, Div. I) 1I 

1. Manufactured by U. Ji•,ierv & Co. N.V. Hengeto M,) "re -Neche.rsands 
(Name and Address of Manufacurer.  

2. Manufactured For lity 
(Name and Addres of Purchaser or Owner) 

3. Location of Installation Xaorrch Perry, Ohii iO 
(Name and Addmress 

4 . .. G471 -/25.(14.U4 178.  
(CRN| ": (Drawring No.) (NatL fOrd. No.1 (Yar 8ul 

Is. Valve ... (A&21...... . Identifying Nos. 1(0U5U ...  (Modal No, Series No• .) (Manufacturers Serial No.l 
Type ..... sa-afery./ reLie f 

Safety. Safety Relief Po;ot Power Acute-j.  
Orifice Size -... -- Nominal inlet Size ..... Outlet Size ......---.  inchInch Inch 

6. Set Pressure (PSIG) _ . J~b-.......... Rated Temperature ............. . ,5._ ... F 
Stamped Capacity 2-... L732..... -- lbshr @..... O --.- % Overpressurro Blowdown (PSIG) ..  

Hydeostatic Test (PSIG) Inlet - -!2350-Lo..............Outlet ....  
7. Pressure Retaining Pieces (v'e'aWtov• ed Vystems ontyl

Serial No. or 
Identification

Material Specification 
Incl. Type or Grade

----l ~ ~ .S f -.3. . . -... .  

--- AEU-G38 .......  
... 5--5-52i7- s/t. 2A 
..21-1653 san 20 
AFU. I18 + 019 
AlE 005 

AJZ, AJR, UsCA, AJJ, ALR, 
AUY , ArUL 3 4iJt, AJL 
5b.u4.IS s/l.,"', 
54b•u.7 s/h ii 
AIFW uU1 
AIFV 074 + 1uZ

Max. ',Outsidte diaj.n valije body: 
Max. *ueuiae letgtih valve

SA- 352-_243 
SA--352.4 .. CB.....  

S & .3-50- -92 

*.45 .Cr klao VL67.. __ 

.SA. 1 .-..E3JI..-_-_____.  
.A.-hA 2.-y 63() r'nn 1100 

SA,. l-qAB2LA....-SA....L zL

SA 351 £.F&L-.  
SAlOU .......  S'-A 105 . .... . . .....

47b gum (18.74 inch) 
1645 moun (64.76 inch)

RECEIVED 

JAN 11 1979 

P.NPP-SOIDC 

Supplemental sheets in form of lists, sketches or drawings may be used provided (1) size is 8-ii2 s 11. (2) information 

in items 1-2 on this data report Is included on each sheet, end (3) each sheet is numbered and number of sheets Is 
recorded at top of this form.  

(1176) This form (E000J42) may be obtained Irt.,n the Order Dept, ASME, 345 E. 47 St., New York, N.Y. 10017
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Sody 
Sonnet or Yoke 
Support Rods 
Nozzle 
Disc 

Spring Washers 
Adjusdng Screw 
Spindle 
Spring 
Bolting 
Other Pieces 

Linr.  
Ilaver-.  
Vent, pipe 
-!Langes



REPORT NO. P0059-008

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev, 9/11/00 NOI-1741

FIRISTENERGY CORP.
10 Center Road, Perry,Ohio44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

Date 4/19/01 
Sheet 1 of 2 

Unit -QNE 

98-1799 REV.0 
(Repair Org. P.O. No., etc.)

3. Work Performed By: FIRSTIENERGY Nuclear Operating Company PNPP Type Code Symbol Stamp 
NR 

10 Center Road, Perry, Ohio 44081 Authorizatioh No. 33 

Expiration Date 9/26/2002 

4. Identification of System: 1 B21 NUCLEAR BOILER. PROCESS INSTRUMENTATION 

5. (a) Applicable Construction Code: ASME Section III NB .1974_ Edition 
NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) *N224-1.N225.N3.N413.N71-6.N71-9.N71-11,1644
5,1728.N272

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 * 
Edition Addenda Code Case(s) 

(c) ASME Code Section Xl applicable for inservice Inspection: 1989 N/A N/A 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989, N/A 19 N/A Addenda N/A 
Code Csse(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Oprerating Company PNPP

6. Identification of Components Repaired, Modiftie, or ieplacement Componenu s

7. Description of Work. ASSET I B21 F0051 C. REMOVED VALVE SIN 160880 AND INSTALLED VALVE 

S/N 160861 USING (12) NEW INLET STUDS 15/.8-8 HEAT CODE Z4K AND (5) NEW 1 5/8-8 NUTS HEAT

CODE SVX ANDL5 1 In!ýVY 1-8 122.Lo HFIW4I LA.JU r0F.

95

1. Owner

2. Plant:

�1
I

8. Test Conducted: Hydrostatic- [] Pneumatic- [I Nominal Operating Pressure- 0 Other- 0] 

Pressure 1025 psi Test Temperature 17L degrees F Code Case(s) NIA

CODE SVXANU (hi p•W 1-• I•ILI )• MI::/•I L;UU•-. nut.

/41011-jý



REPORT NO. P0059-008

/I/~3zi-3.2S f4-,JL z. ****... ,- •,..:.  / /* FORM NV-1 MANUFACTURERS' DATA REPORT FOR SAFETY AND SAFETY RELIEF VALVES.  
(As Required by the Provisions of the ASME Code. Section Ill, Div. )I Sheet 2 of

I. Manuldcut,4, lV C. D)ikkvjr,: Co. N.V. lj ,*i. .I (1) )i' u:t.iug.rL.tgd" 

2. Met 4ldJcteuss lot Peue-,e rat _ ;_ 

3. Location of Ihmstanlaticin -. J INA,,I, E~W L3*,esC) ..• 

IN4141W and Add uss) 
W4 7 1-P/ 12% ?r04 .04~ t'*tN l'Davong No I 4Nt Year Boo b. Valve It N f N Identifying Nos.--JJ•&.-..3.e'bi 

tModd.q No~ es N01 (Manufacturers'.Seroal No.)

lyeSalatly. S&NVk!tXA I 9~p~~.) AO'V4 AAUzated 

Orifice Size j4.8'41I Nominal Joliet Size I 8f 
Inc inch

Outlet Stze 1o!ic

6. Set Pressure (PSIGI .A1_C._.. Rated Temperature 585 
Stamped Capacity lbs/hr 0 ...Q.. % Overpressure Blowdown (PSIGI 4x 6'q 
Hvdrastatic Test (PSIG) Inlet 2350 Outlet U 

7. Pressure Retaining Pieces (Applicable to valvex for os tns onlyj
Serial No. or 
Identilication

Material Specification 
Indl. Type Or Grade
inch. Type Or Grade

_--a& 12q. &' 

MI- 6

.xn. .

~3e3

.D.5,6... • ,.n. .  

2 co6

t,4 - . Cn"V.iC~e ; Ck .=x &- - 0,

SA 352 .1.08 
SA 352 TOB 

SA 350 LF2 
SA 351 CO3A 
45-Cr Ho V 67 
SA 182 P316 
A 564-74 type 630 cond. H1100 

SA 193-B7-/SA 194-7/SA 19 4-2H

SA 
SA 
SA 
SA

351 CF3iA 
351 CF8M 
105 
105

VA VA y4 

YTvA T%

RECEIVED

JAN 11. 1979 

PNPP-SOJDC 

Suppirirutunial sheets in form of lists, sketches or drawings may be used provided (1) size is 8-1;2 x. 11". (2) information in .ltein-i 1.2 ari this data report is included'on each sheet, and (3) each sheet is numbered and number of sheets is 
ret irded at tap til tlis form.

(117/61 This form (E00042) ,'i"" b-) ijdf Itat, ili a ior the Order Dept., ASME, 345 E. 47 St., New York. N.Y. 10017
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Body 

Bonnet or Yoke 

Nozzle 

Spring Washecs 
Adjustvnig Screw 

Spilndle

Bolting 

Other Pieces 

V.*nr .i :.e 
F1.11111 .-.-

i

"i



REPORT NO. P0059-008

JA,! -?/1

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 NQI-1741 

~~~~~~~~~~j . .. .. .. /. -...-,, ?••' ,41 /l

1. Owner.
in r�ntg�y Pr�ri PArry, Ohio 44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry, Ohio 44081..

3. Work Performed By: FIRSTENERGY Nuclear Onerating Corn panv PNPP 
NR

10 Center Road, Perry, Ohio 44081

Sheet 1 of 2 

Unit ONE 

98-1797 REV.O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 0/26/2002

4. Identification of System: 1B21 NUCLEAR BOILER, PROCESS INSTRUMENTATION

S. (a) Aoplicable Construction Code: ASME Section III NB 19Z74. Edition
NAME/SEnTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s),,N224-1.N225,N3,N413,N71-6.N71-9.N71-11.1644
5,1 728.N-72

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

.(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
dF-ition Addenda 

. (d) Applicable Edition of Sectign X1 Utilized for Repairs, Modification, or Replacements:.* 

198. /A •.....19 N/A -Addenda N/A *; 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Oprerating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

*

Code Case(s) 

N/A' 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, AlM" 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
"No. or Modification Stamped 

PIPING GENERAL 1B21 64084 N/A 1985 REPLACEMENT -YES 

SYSTEM ELECTRIC

7. Description of Work: ASSET IB21F0051A. REMOVED.VALVE S/N 160878 AND INSTALLED VALVE 

S/N 160859 USING (3) NEW INLET STUDS 1.5/8-B HEAT.CODE Z4K, (9) 1 518-8 NUTS HEAT CODE (81 

RVX & 11) AWZ. (2) NEW 1-8 NUTS HEAT CODE HDF AND (2) 1-8 STUDS HEAT CODE MRT.

97.

2. Plant:

8. Test Conducted: Hydrostatic- 0 Pneumatic-C Nominal Operating Pressure- [K Other- Li 

Pressure 1025 psi Test Temperature 187 degrees F Code Case(s) NA

I

FIRSTENERAL Gurilf,



REPORT NO. P0059-008

FORM NV-1 MANUFACTURERS' DATA REPORT FOR SAFETY AND SAFETY RELIEF VALVES, 

(As Required by the Provisions of the ASME Code. Section III, Div. Ii 

I. Manulacturedby G_. Oikkers 6 Co. N.V. Henqelo (0), The" Netherland* 
lNmse atul Add,ass of Manufalure'l 

2. Manufacturndfor Generla ElecLric 

3. Location of InsPallation I to 

4. G471-6/12O9 d4•1• •N e' .33 1978 
ICANI G Orawirig No)o(N.CL 0-•jr"f9 (Year u.ljtl.  

5. Valve Identifying Nos. (Manurers" Serial No.1 
(Model No.. Series No. • 

S 

Type safety/relief 
Safety. Safety Reletf: Pilot; Power A•tuated 1061 

Orifice Size Ih.§ Nominal Inlet Size ic Outlet Size Orfc ie inch minc inch

6. Set Pressure (PSIGI 1190 

Stamped Capacity 2 93 .  
SaL Steam 

Hydrostatic Test (PSIG) Inlet 2350 
7. Pressure Retaining Pieces 

Se 
Ida

-.. .. .. 585 
b Rated Temperature .........  

Ibsthr @ 0 % Overpressure.Slowdown (PSIG 11 

Outlet wa(y)jifo= d st em oly 

rial No. or Material Specifiation 

entificadon Ind. Type or Grade

eody.05.. Sl 4 
BonnetorYoke 10.24.8 s/n 2 

Support Rods "...  
Nozzle AEJ 052 
Disc 53,93.. kB 
Spring Washers 26.30.95. ./n 41 

Adjusting •crew AF. 052; AFU. 085 
Spindle MdW. 097.  
Spring 

Bolting ... .AVT;-.AJR; AKA; AJJ; ALR; 
Other Pieces AOJYL; AM1R; AJM; AJL 
Liner .. 56.07.8 s/n,1' 
Cover .. .1t16,7 s/n 6 
Vent pipes AFW 025 
Flanges AFV 032; AFV 014

SA.•33 LCB 

s35. C9 

SA .5 B..C3.............  

SA.• LF316 

SA 36'I-. sCUA cnd i 0 

SA. 3 F..3&_!_ .. ....... ......  
$A.._351 .(;f.8 ........ . . .  

SA 105 
SA 10.5

Max. outs.5ide diam. valve body: 4178 mm S(18.82") 

Max. outside length valve 16h2 ntit (64.65") 

RE Cr"t'

JAN 11 1379 

.p. NPP.SO/DOC 

Supplemental sheets in form of lists, sketches or drawings may be used provided (1) size is 8-1i2" 11". (2) information 

in items 1-2 on this data report Is included on each sheet. and (3) each sheet Is numbered and number of sheets is 

recorded at top of this form.

This form (E00042) may I t ohlaowdl frot tir Orcder Dept.. ASME. 345 E. 47 St., New York. N.Y. 10017
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REPORT NO. P0059-008

/21 - 37 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

FIRSTENERGY CORP.  

10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By. FIRSTENERGY Nuclear Operating Comoany PNPP 
NR 

10 Center Road. Perrv. Ohio 44081

Date 4119/01 

Sheet I of 2 

Unit ONE 

00-1057 REV.0 
(ReparOrg, P.O. No., eta.)

Type Code Symbol Stamp 

Authorization No... 33 

Expiration Date 9/26/2002

4. Identification of System: 1B21 NUCLEAR BOILER, PROCESS INSTRUMENTATION

5. (a) Applicable Construction Code: ASME Section III NB .1974 Edition
S.... NAME/SECTION/DIVISIOWCLASS 

Winter 19 75 Addenda Code Case(s) *N224-1.N225.N3.N413.N71-6.N71-9.N71-11.1644
5,1728.N272

(b) Construction Code used for repairs, modifications, or replacements: 1974 W inter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

19 89, N/A 19 N/A Addenda NIA 
Code.Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratina Company PNPP 

6. Identification of Components Repaired, Modified, or ReplacementComponents

*

Code Case(s) 

N/A 
Code Case(s)

7. Description of Work. ASSET 1 21F0051D. REMOVED VALVE S/N 160862 AND INSTALLED VALVE 

S/N 160896 USING (6) NEW 1 518-8 STUDS HEAT CODE Z4K AND TWO 1 5/8-8 NUTS HEAT CODE CZL
P_ AND X7J.

99

1. Owner:

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, . ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or-Modification Stamped 

PIPING GENERAL 1B21 64084 N/A 1985 REPLACEMENT YES 
SYSTEM ELECTRIC

8. Test Conducted: Hydrostatic-El Pneumatic- [] Nominal Operating Pressure- 0 Other- U 
Pressure 1025 psi Test Temperature 187 degrees F Code Case(s) N/A

• l . ....... ; ..... I .... i T ..... .. w

1

tvT, 

?..• 

r-. 

T1

9 AND X7J



R~EPORT NO. P0059-008 

1,$2 pae9 O Correcred r~eport 

FOMNV-11 N CERWiICATE HOLDERS' DATA R~kPORT FOR SAFETY AND SAFETY BELIEF VALVES

As R1equ!Ired~ t? he Pro~visions, of the ~ASME Cod*o ;octioa Ill, Ol.IV..

Manufactured by xL.. .DiJa-40.s .&..Cn,. .  

(Name and Address of Nf Certificate Hfolder.  

(N p nd Addrets ocfurc,~eo nwl~ 

Location of Insutallation -erYI+ILspýýAes- ref' LIII o 

4. . J/& - G 471-6jý1~2si.5 13 rev.d ig - 154. 1979 
15;awing K0.1 -(NI(t'L frdN.) fbi~ pu"IiF 

S. Valvo G471* Identifying Nos. A. 0896D..& -

(Model No.- Series No..) - (N~ Certificate Hoidefi SorWa No.) 
Typo ~Safety/Relief___ 

Type lqfotty. Safty. 5elisf; Piota; Power xutod14 
Orifice St"a 4# 84 ,Nominal Inlet Size 8" (Flangie) Outlet Size 1 

Inhinch minc 

6. Set Preasure (MI~G) - 119ed U5_eatr *-.. -. ______ 

StapedCap~ky;.$A9.3 ... lbsthr %Ova rpres~ure*,0lowdoi~mo WS1) 11 6 
~ St.t~n2350 -.~ 975 "7 ros~aur, Tea le MPG).. .f O'.tlqt L_ b!. ~ai~ tq veivas for claodied .aytms onty 

Serial No. orI9~atsrial Specifiation 

- . Identification . . ino. Type or Grade 

Body n3,94,8R./n 1 A S35218 
B onnestor Yoke -- 8,47.8 _____ S8 .35 2* LCJ3' 

Nozzle _____12 SA 3S0FJ2 
Disc S.09.9~ Sin 25 ___ SA 351 CF? 
Spring Washers 26.30 95 s/ti 1 6 45 Cr :10 .V 67' 

Ajusting Screw CBA 0R7 CBA 008 SK 1ý2 'F 316 _________ 

SideCAD 001 - _____ A 64-14 type .3040cond. HI 0 

Spring.~_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ 

-0T'M~ M2,.7./A I ... . ..AW .A 

MeT.* ripe *.AWB3 Ol44 -7 t.10 
H8es ASA-..O.6 A!SA 226 _______ ________ 

Max. outside diam-.R valVe body 4 79 inm .(18.86) 

Max. outside length valve 1647 mm (64.84)

' Supplemental sheets In f6rm of lists, sketches or drawings may be used provided (111size Is.8-112' x 11'. (2) Information 
In Items 1:4 on this Data lBeport is included on each shaet, and (3) each sheat'is numbe(9d a nd number of .oheets Is 
recorded.,p! top of this form.  

ioml7 Thit form I E00G421 may be obtained from the Order Dept., ASME. 345 E. 47th St.,. Now York, N.Y. 10017

100



REPORT NO. P0059-008

1121- 3Z8 
NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As required by the Provisions of the ASME Code Section XI 
PNPP No. 9308 Rev. 9111100 NQI-1 741

1. Owner:

2. Plant:

FIRSTENERGY CORP.  
10 Center Road. Perr. hio 44081 

Perry Nuclear Power Plant (PNPP)
10 Center Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 
NR 

10 Center Road, Perry, Ohio 44081.

Date 4/19101 

Sheet 1 of 2 

Unit ONE 

98-1782 REV. 1A 
(Repair Org. P.O. No., eat) 

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1 B21 NUCLEAR BOILER, PROCESS INSTRUMENTATION

5. (a) Applicable Construction Code: ASME Section III NB .1974 Edition
S.....NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) *N224-1,N225,N3.N413.N71-6.N71-9,N71-11,1644
5,1728.N272

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
EdIlon Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A.  
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

19 89, N/A 19 N/A Addenda N496 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratino Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: ASSET 1B21F0041A. REMOVED VALVE S/N 160883 AND INSTALLED VALVE 

S/N 160846 USING (12) NEW INLET STUDS 1 518 -8 HEAT CODE Z4K, (5) 1 5/8-8 NUTS HEAT CODE 
(3) SVX. (1) AOF-1. (1) FJE. ALSO INSTALLED(1) 1 5/8-8 x 3 1/418-8 SS HELl-COIL HEAT# 52546.

8. Test Conducted: Hydrostatic- [3 Pneumatic- E3 

Pressure 1025 psi Test Temperature 187

Nominal Operating Pressure- 10 Other- El 
degrees F Code Case(s) N/A

101

Name of Name of Manufacturer Nat. Other Year Repair. ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING GENERAL 1B21 64084 N/A 1985 REPLACEMENT YES 
SYSTEM ELECTRIC

10 Center Road Perry, Ohio 44081

a • = , m



REPORT NO. P0059-008

/I/Z/- Sheet 2 of 2 

FORM NV-1 MANUFACTURERS' DATA REPORT FOR SAFETY AND SAFETY RELIEF VALVES, 

(As Required by the Provisions of cite ASME Code. Section fil. Div. 11

) 1. Manufactured by G. ~tikke.rs & Cot. U.V. lilig.j;is (to) The• N,•ticlan~uds 
(Nano acrd AMddse. Of MatWIaIctudeI 

..-. I

2. Manufuactured for ve y & (Name and Add4is Of pweufAset or .--- wne 
3. Location of Installation tiorth Perry, UhLu 

(Name and Addressl 

4. G471-b/125.04.U0 21 
.CFINJ (rsawing No.) (Natl. a

S. Valve (Mode No.
4 :L:NoJ Identifying 

Type . sf,€*/,reLief 
Ore S Safety, Safety. i;•chl,. d, Nower Actuated 

Orifice Size . -4*.84" Nominal Intle Size 841

6. Set Pressure (PSIGI.. 1. ....... ..  

Stamped Capacity .jýVLQ 3 n2-. lbsihr 

Hydrostatic Test (PSIG) Inlet .. 2.350 ...  

7. Pressure Retaining PiecesI 
Serial No. or 
Identification

rd. No.] (Year oul 
(Man,.,fa'uree Serial No.)

1976.

Outlet Size. 10"1 Inch
Inch

. Rated Temperature .... ..... 585 
- 0 .. % Overpressure Blowdown (PSIG) 9S.2.

- . Outlet-..  
JAWplcabweto valvesfor dosed systems'onlyl 

Material Specifi'atlon 
Ini.-Type or Grade

"F:

Body 
Bonnet or Yoke

_..13..4.5..-7.-R3 
---u2-.07.4 -sn I - .

Support Rods 
Nozzle - -- AEU 050 

Disc . -- •5603-d..3b.  
Spring Washers -.- 146535- G/n 2y 

Adjusting Screw .A.FU 1142..+ AFO U2b 

Spindle __A AxW. 024 

Spring .  

Boling -.. [AJZ, .AJX,. AKA, AJJ, ALK, 

Other Pieces - AU, Ax, Aim, AJL, .AJJ 
.Liner .... 74..r07. /fi-,2" 
cover ....... .4..•l 

Vent•, pipe ... .AFW..OJ14. ." 

FLanges 03.-4.,AV U.&-*. 108 

tfax. .nurside diam. valve body: 

.'ax. our.side lenirh valve

* .sk.352- LC-n ...........  
SA.354-.-.LC ........... ...  

• . SA. -35M- . ....... .  

- A4-Ca--o-.V---6.7-.............  
* ..SA. 182. •.3L.b--- .........- 

_..A. .bA-7L,..t47pe 6•3L._cond•_Uhl0U 

* .SA-.t. 3-•~A. .•7IA-t9+-2 

SA 35j..-CF - -- .. --...  

SA 105.................  
SA 105 .  

476 rnu (18.74 inc-h) 
1641 -m (64.61 inch)

RECEIVED 

pt1 pp-SoIDC 

' Supplemental sheets in form of lists, sketches or drawings may be used provided (11 size is 8-1•W2 x 1%" (2) information 

In items 1-2 on this data report is included on each sheet, and (3) each sheet is numbered and number of sheets is 

recorded at top of this form.

(11761 This form (E000421 may be obtained (ur tho Order Dept, ASME, 345 E. 47 St., New York, N.Y. 10017

102 •
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REPORT NO. P0059-008

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

FIRSTENERGY CORP.  

10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating CCompany PNPP 
NR 

In Center Road. Perry. Ohio 44081

Date 4119/01 

Sheet 1 of 2 

Unit ONE 

98-1788 REV.0 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1B21 NUCLEAR BOILER, PROCESS INSTRUMENTATION

5. (a) Applicable Construction Code: ASME Section III NB .1974 Edition
-. . NAME(SECTION/DIVISIONICLASS 

Winter 19 Z§ Addenda Code Case(s) *N224-1,N225,N3,N413,N71-,6N71-9,N71-11,1644
5.1728.N272

(b) Construction Code used for repairs, modifications, or replacemehts: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI .applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989_ N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratlna Comoanv PNPP 

6. Identification of Components Repaired, Modified, or FReplacement Components

Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: ASSET 1B21F0O41G. REMOVED VALVE S/N 160865 AND INSTALLED VALVE 

S/N 160852 USING (2) NEW INLET STUDS 1 5/8 -8 HEAT CODE Z4K, (5) 1 5/8-8 NUTS HEAT CODES 
(4) VX & (1) AOF-1. (4 NEW 1-8 STUDS HEAT CODE MRT, AND (4) NEW 1-8 NUTS HEAT CODE HDF.

103

1. Owner,

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING GENERAL 1821 64084 N/A 1985 REPLACEMENT YES 
SYSTEM ELECTRIC 

0,

8. Test Conducted: Hydrostatic- E0 Pneumatic- [I Nominal Operating Pressure- [K Other- El 

Pressure 1025 psi Test Temperature 187 degrees F Code Case(s) N/A



REPORT NO. P0059-008 

113 Z/ - 3 Z? 2-/i17 .o/ _ 

I::

FORM NV-1 MANUFACTURERS" DATA REPORT FOR SAFETY AND SAFETY RELIEF VALVES" 

(As Required by the Provlsions of the ASME Code, Section I1L. D'V. 1) 

I. Manufactured by G. UlikIers & Co. N.V. Itengelo (p) The Nerherlallds 
(Name andi Address of Manufaclut•el 

2. Manufactured for .A.•rry. [ ...  

(Name and Address of Purchase: or Owned 

3. Location of Installation .. 0rQctih PeTFry .I 10 . . . .. .... .  
(Name and Addcessl 

4. fi471.-6f/2.05.-U
4  

. . .27. . .78 
(CRN) (Drawing No.1 (Natl. Urd. No.. (Year Buit) 

5. Valve .. 471 ,. Identifying Nos. Q05. .. 

(MdlN.Secieswol 
NMnfcuts eilIO: 

Type ... .afisI y_.retiOZ[..................- - .. .  

Type Safety. Salety ReliefP Pilot; Power Aduated.  

Orifice Size -. " A'-" Nominal Inlet Size .. Of. . ic Outlet Size 
Wch Inch 

6. Set Pressure (P5IG _._1165 ............. .. Rated Temperature F . ....  

Stamped Capacity ...-. .905732 -- Ibslhr @ _.0. .... % OSerre Slowdown (PSIG) _ .. 3 ..  

Sat. Steam 

Hydrostatic Test (PSIGI Inlet .23.5d.. ... Outlet s-stems only) 

7. Pressure Retaining Pieces Ote ytm ny 

Secial No. or Material Specificatlon 

Identification kicL. Type or Grade 

Body . .03.. ,.-4.t2.---..-.. . .. .. .....  

Sonnet or Yoke . ..A.04.A7..4).-s.'Ia .4 -.. ........ ... SA,..35- IL.L.  

S u p p o r t l o d s . .. . . .  

Nozzle ... AE1..02$- . ...... .... .... -SA35a L14-3. ............  

Disc ... 55.La_13--......... . .  

= Spring Washers .... 211653.L..s/Li. 45 E Mn V 10 . . .  

Adjusting Screw ...A•£I .048.AFU 1086 SAJS2.E31hb --- .. ....  

"Spindle .. AEkL:03 ..... .. A - 3f1.cYiotl...l1I3 O O 

Spring .. AJZ, AJLR, .AKA, AJJ, ALK, 

Boking . ...A .... AMX, AJ, AJL 

Liner....... 
...  

Cover ...-..... 14-a.6 ... si-5 
.  

Vene pipe ...... AW 008 . SA.,15 .  

FLanges- ._ AFV.A.. l.6ý/AFV 093 . A. 10.5. .... .... .... " ...  

tiax. oursid.e dime. valve body: 475 mm (1O .70 inch) 

Fax. outside Leng•h valve 1644 mun (64.72 inch) 

RECEIVED 

JAN i1 1979 

PNPP-SOIDC 

Supplemental sheets in form of lists, sketches or drawings may be used provided (1) size Is 8-112" x 11". (21 information 

in items 1-2 oo this data report is included on each sheet, and (3) each sheet is numbered and number of sheets is 

recorded at top of this form.  

(11?61 This form (E000421 may be obtained Ifum tile Order Dept., ASME, 345 E. 47 St., New York. N.Y. 10017

104



REPORT NO. P0059-008

1 .. 1 / - 3, 3

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9/11100 NQI-1741

FIRSTENERGY CORP.

10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP).  

10 Center Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 
NR 

10 Center Road. Perry. Ohio 44081

Date 4/19/01 
Sheet 1 of 2 

Unit ONE 

98-1784 REV.0 
(RepaIr Org. P.O. No., et.)

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1B21 NUCLEAR BOILER, PROCESS INSTRUMENTATION

5. (a) Aoplicable Construction Code: ASME Section III NB

Winter 
5,1728.N272

.1974 Edition
NAMEUSECTION/DIVISION/CLASS 

19 75 Addenda Code Case(s) *N224-1,N225,N3,N413,N71-6,N71-9,N71-11,1644-

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Editlon Addenda 

(o) ASME Code Section Xi applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

1989. NIA 19 N/A Addenda N&./A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Oprerating Companv PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: ASSET 1B21 F0041 0. REMOVED VALVE S/N 160866 AND INSTALLED VALVE S/N 

160885 USING (2) 1-8 NUTS HEAT CODE HDF AND (2) 1-8 STUDS HEAT CODE MRTSEE REMARKS.  

8. Test Conducted: Hydrostatic- El Pneumatic- [I Nominal Operating Pressure- 0 Other- F] 
Pressure 1025 psi Test Temperature 187 degrees F Code Case(s) N/A

105

1. Owner:

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING GENERAL 1B21 64084 WA 1985 REPLACEMENT YES 
SYSTEM ELECTRIC

• 9 6 q



REPORT NO. P0059-008 

FORM NV-1 N CERTIFICATV HOLDERS' DATA REPORT FOR SAFETY- AND SAFETY RELIEP VALVES, 
As Required by tht Provilslcns .of thjm ASME C6d:1S*ctlpn U. III 6v. I

1. Msaufactured by G. Dikkers &Co. N_____H ..,(9jh._Netbierand§ 

2. Manufactured for' - GneEc1i!, 'l'orta ____ ______ 

3. Lcatin 9f__J~rry(N+41 rnd Address of Purch rm or or wner 

47S /15 31 '" 145. N. 1979 
(Drawing No.) lNaaLft (VerBuilt 

5. Valve -_____ 67 *, .-.. dentifNying NOS. -7-jP.8 
(ModeNi ¶~~/Re1tef N Ctlca*IW49e aierial Wo.I 

Orifice SIM ________ Nominal Inlet Size (F] lange). Oult lt .1 
Inch inc IulecSeh

G, Set Pressuire IPSIG) 116'j g atedi Temperature wI4 
Stamped copecity .905732 ibshr . % Ovqrprk'w'agre owdown ip!s~IG 2EIiiJ 

Set. Steam 0974
*tiydotoatc, Test W(KIG Inlet 

7. Preseurs tetaiqing Pl*ce
Out14

Serial No. or 
Identification

Jody _01-28.8., sto 2 
Sonnet or Yoke _U.33.-8.s/n..2 
Support Pods 
Nozile AnW 067 ______ 

Disc 53:07.9 ,s/n 2A 
Spring Washers 26,r30.95 s/n 126.  
Adjusting Screw ASB 090 CBA 065 
Spindle APG 037_____ 
Spring 
Bolting y/N/V/J/P/PAZ 

5388s/n 1 
Covr _6.7. s/ri 2 

AKE 091 
________ ASA 025 MASA15

It-

.incl. Type at Citqd#.  

SA 3.52 I;C.  
'SA Sb~l LC1O

SA3 50 L F2 
$A-351 C 13A 

.5A .142 F M1 _______ 

A W6-74::type 630 cortd. H11a0

-- SA 105i
flax. outside diarn. valve body 

Max. outside length valve

479 Min (18.86) 

1645 mm (64.77)

Supplemnental sheets in form of lists, sketches or drawvings mnay be used proyided (1) maze ip B-112" K~ 11%*(2) Informationi 
lit Neoma 1-2 on this Date Report is included an each sheet, and (3) each sheet if liumnberod and ourjibpr of sheets Is 
recorded at top of this form.  

'10177) ThIis form IE000421 may Ue obtianed from the Order Dept., XSME, 3.45 6.4~th St., New1 Yqrk. N.Y. 10017
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REPORT NO, P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11100 NQI-1741

FIRSTENERGY CORP.

10 Center Road. Perry, Ohio 44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10f Ce.nter Rnod Per- Ohh n 44nR1

Date 3/19/01 

Sheet 1 of 2

Unit - ONE 

W.O. 00-2059 R/O 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 912612002

4. Identification of System: 1833 REACTOR RECIRCULATION 

5. (a) Applicable Construction Code: ASME Section III NB , NF 
NAME/SECTION/DMISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-272,1728,1644-4

,1974 Edition

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989. NIA 19 N/A Addenda NIA 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

NIA 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair. ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING GENERAL 1833 64076 N/A 1985 REPLACEMENT YES 
SYSTEM ELECTRIC 

7. Description of Work: REPLACED HYDRAULIC SNUBBER 1B33G7064A SN# 062 WITH SN# 132.

107

1. Owner:

2. Plant

8. Test Conducted: Hydrostatic- [] Pneumatic- [I Nominal Operating Pressure- [] Other- El 
Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A

i .............. I .... t t ..... .....
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REPORT NO. P0059-008

1633-113 

NIS-2_NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

11. Owner:
10 Center Road, P~erryOhio 44081

2. Plant: Perry Nuclear Power Plant (PNPP) 
10 Center Road, PerrY, Ohio 44081

3. Work Performed By:. FIRSTENERGY Nuclear Operatina Company PNPP 

10 Center Road, Perry, Ohio 44081

Date 04/10/01 
Sheet 1 of _

Unit 1 
99-14760, R/O 

(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NRi 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1 B33 Reactor Reclrculation System

5. (a) Applicable Construction Code: ASME Section III, Subsection NB 
NAMEISECTION/DI VISION/CLASS 

Summer 19 73 Addenda Code Case(s) None

.I 71 Edition

6.

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

19 89.. NIA 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratina Company PNPP 

Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. - or Modification Stamped 

Pump Byron Jackson 741-8-1280 N/A 1 B33- 1978 Replacement Yes 
C0001B 

7. Description of Work: Replaced Seal Cartridge Assembly S/N 318455 with new Assembly SIN 318454

109

8. Test Conducted: Hydrostatic- Fl Pneumatic- E] Nominal Operating Pressure- Dl Other- Z 

Pressure 1100 psi Test Temperature- Amb. degrees F Code Case(s) None

FIRSTENERGY CORP.



REPORT NO. P0059-008

FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL 
NUCLEAR PARTS AND APPURTENANCES* 

As Required by the Provisions of the ASME Code, Section III 
Not to Exceed One Day's Production

IB33ýý04 A" 
P. of

1. Manufaqtured-and certified by .]/X:P T OS f , INC.. ]TRP DIV."IM. tOS DIV- KWE I(.. S.23O L VE. t( K &VE.. Vtt' N. CA 90058 
S . -ms V n .d ,d& .1 NPT Cwdificste IKe~d

2. Manufactured for ThE C•EV E!.jC I INWXnW a)0. 10 C•w= lF=,. PEW, OEaO 44081 

(nsm. and sddrwssaf uPhwd 

., I -,.-5. -' P UCU ffir M i'rui JwP. tNT¶ 1 10 C~IMC 1rAD. DOM KGK= 1. NOR= PEW. OHMO 44081

A r.... T~rit¶SS•, ll•J, a.

s. ASM, Code, Section U11 Division 1:.

SA-1R2 E0 P�1�

* s19731.

6. Fabricated In accordance with Const. Spec. (Div. 2 onty) /A Revision .N/ Date W/A 
(no.!

�a�Th - Oh.. �rrsa.�aw aqnn�. �..-,am m�x1� EaDrDrrvw L�PN1ttY
itef FA.L, " • • " AC w1rnr-frtI, flXf 11M 93ZflA 98fl

8. Nom.rnthIckn (,.) 2v625 Min. design thickness (i.) 200 D.. ID (ft&iK 3.1 7.500"t Lngthoveral(Ift &in. )" 3.105
9. WYmn eppicable, Certificate olders' Data Reports are attached for each item of thia report

Pait or Appurtenance National 
Sedal Nufber Boar No.  

in Numerical Order 

(10) 

!(41 

114) 

(6) 
(7) 

(10)] 

(20) 

(121) 

1231 

(24)

Part cw Apputeiac National 
Serial Number Board No.  

In Ndmerdcal 

(27) 

(29) 

J301 

(311 
(32) 

(33) 

(34) 

(35) 

U 1 -_..  

'•""J(36)• 

(37) WN

(38) 
(39) 
(40) 
(41) 

(42 
(43) 

(45) 
(46) 

(471 
(48) 

(4.

t. Oeslgn pressure 1650 psI. Temp. 575 OF. Hydro. test pressure 2065 PS'"1. 60 "INMat temp. OF (when appftsel 

SSupp~enntal information in the form of Nsts, sketches, or drawings may be used provided'(1) size Is 8 V x 11.421 information In Items 2 and 3 on this Data Report 
;kncided on each sheet. (31 each sheet is numbered and the number of sheets Is recorded at the top of this form.  

11881 tThis form 1E00040) may be obtained from the Order Dept.. ASMF. 22 Law Drive, Box 2300. Fairfield. NJ 07007-2300.  

Reprint (7i91)
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7.

75; �flflfl PSI

SW 1973

(owisew. dt.t

Nix

1

1996
75 _fm -Time 10=168 MA )k KIM

N,/A

t(od Cb , Uno.!

-Mtol HIMIMUG"

1971 1973

•o
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REPORT NO. P0059-008

1C41-026 

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9130196 NQI-1741

1. Owner

2. Plant

FirstEnergy Nuclear Operating Co 

10 Center Road. Perry. Ohio 44081

Perry Nuclear Power Plant 

10 Cente" Road. Perry. Ohio 44081

3. Work Performed By: FirstEnergy Nuclear Operating Co.  

,10 Center Road, Perry, Ohio 44081

Date 09/29/99 

Sheet I of I 

Unit one 

WO 99-7136 R1A1 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-2002

4. Identification of System: C41 STANDBY LIQUID CONTROL 

5. (a) Applicable Construction Code: ASME SECTION III NC ,1974 Edition 

WINTER 19 75 Addenda Code Case(s) N-240. N-242, N-272, N-413, 1644-5. 1644-8

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 1989, 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: REPLACED INSTALLED RELIEF VALVE 1C41-F0029B, SERIAL # 2, WITH A NEW 
RELIEF VALVE SERIAL # 6

8. Test Conducted: Hydrostatic- [] Pneumatic- 12 
Pressure 1220 psi Test Temperature 86.__

Nominal Operating Pressure- X Other- E] 

degrees F Code Case(s) NIA

ill

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built 'Replacement, Code 

No. or Modification- -Stamped 
PIPING PULLMAN C41 108 NIA 1985 REPLACEMENT YES 
SYSTEM POWER



REPORT NO. P0059-008

1C41-027 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/30196 NQI-1741

1. Owner Cleveland Electric Illuminating Company 

P.O. Box 5000, Cleveland. Ohio 44108

2. Plant: Perry Nuclear Power Plant

10 Center Road, North Perry, Ohio 44081

3. Work Performed By: FirstEnergy Nuclear Operating Company 
j 10 Center Road. North Perry. Ohio 44081

Date 12-27-99 

Sheet 1 of 2 

Unit ONE 

WO 99-14597 RIO 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-2002

4. Identification of System: C41 STANDBY LIQUID CONTROL 

5. (a) Applicable Construction Code: ASME SECTION III NC .1974 _ Edition 

WINTER - 19 75 Addenda Code Case(s) N-240,N-242,N-272,N-413,1644-5.1644-8

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements: 19 89 
Addenda 

Identification of Components Repaired, Modified, or Replacement Components

19 NO

7. Description of Work. REPLACED RELIEF VALVE iC41-FOO29-A, SERIAL NO. 7 WITH NEW RELIEF__ 

VALVE SERIAL NO. 2 

8. Test Conducted: Hydrostatic- E] Pneumatic- [] Nominal Operating Pressure- X Other- I] 
Pressure 1220 psi Test Temperature 86_ degrees F Code Case(s) NIA_

112

6

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement. Code 

No. " _or Modification Stamped 

PIPING PULLMAN C41 108 N/A 1985 REPLACEMENT YES 
SYSTEM POWER

I 10 .... .. Ce te Road .. Norh e Oi o .... ....



REPORT NO. P0059-008

. C41-02.7 Sheet 2 of 2 
FORiM NV-1 MANUFACTURlERS' DATA REPORT FOR SAFETY AND SAFETY RE~IEF VALVES

(As Required by the Provisions of the ASME Code, Section III. Div. 11 

1. Manutactured by TARGET ROCK CORP. , 1966 E. BroadholIlow Rd. ,E. Fa m ingda Ie, Ny 

2.Manufacturedfor Cleveland '9rc ti"t~u~na~ting ca. , Cleveland, Ohio 
3.oaaoistlao Perry N tiegdd T4ff-rI',-,Perry, Ohio 

4. 1 1/2x T"4aM- 171druI18~.  
(OiA" HingN. (WtL Ord..NO. - (Year Buillt 

(M.e No. 6Er012 Identifying; Nos. 2 ý 6&Ha 
Tp. Retf av 

6afet. Satet Redw. ila t efAww 
riieSiz= .500 omnE 1 1/2 2n.  

Inch inch Incua

*, Se pm m (pIG 4z *1400 Rated. Tleniperatre 120 * 
-Stamnped Capacity . bsthr @%Ove ressure Blowdown (PSIG) 
U--a -r- 10Clt f 3250 3250

7. Press.1re Retaining Pieces

Body 
Bonnet or Yoke 
Support Rods 
Nozze.  

Sprinsr-Washers 
Acquedng Screw~ 
Spindle 
Sprin

Serial No. or 
Identification

.300424 
39!2387

Wuq APPWiA~O to Valves kwr etaed ovm=aa an"y 

Material Specification 
Incl. TiVe or Gradoe

ASNE-SA479-316L 
ASI4-S4.79-316

ASEAE-SA479-316L 
ASME-SA564. GR. 63

Nut Hex 3/8-16 uNC2B AME-SA194-2H

01 

-5 
C 
N 

-c 

ci 

ci 
tc� 
lb 

e 
ci 

lb

4.  

-I 

I 
-I 

3

F~rt~e202074 ASME-SA479-316L 
&ormr Sock, Ed. 3/8-16 x 1 1/2 ASMiE-SA193-:B7 
$cr= Sock. Ed. 102602 ASbME-SA193-B7

*Supplemenul sheets in form of fists, sketches or drawings may be used provided (1) size is 8-112' x 11'. (21 information 
in items 1-2 on this dama report is included on each sheet and (3) each sheet is numnbered and number of sheets is 
recorded at too of thias form.

0

This form (6000422 rmy be obtafned from %he Orderbtepia ASME, 345E. 47 St-. New York, N.Y.  

0 
n. A64. 1^1
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REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

1. Owner

2. Plant:

FIRSTENERGY CORP.  

10 Center Road. Perry, Ohio 440_81 

PerryNuiclear Power Plant (PNPP L
10 Center Road. Perry. OhioA44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perry, Ohio 44081

4. Identification of System: 041 STANDBY LIQUID CONTROL SYSTEM

5. (a) Applicable Construction Code: ASME Section III .Subsection N C

Date 03126'01 
Sheet 1 of 2 

Unit 1 

WO 99-20282 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp N 

Authorization No. 33 

Expiration Date 9/26/2002 

1974 Edition
NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-240, N-242, N-272, N-413, 1644-5 & 1644-8

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A.  
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

19 89,. N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratlna Companv PNPP 

Identification of Components Repaired, Modified, or Replacement Components

N/A " Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 041 108 1C41- 1985 REPLACEMENT YES 
SYSTEM POWER F0029A 

7. Description of Work: Replaced Valve 1C41-f0029A Serial Number 2 with new Serial Number 7

114

6.

8. Test Conducted: Hydrostatic- El Pneumatic- [I Nominal Operating Pressure- 0 Other- 17 

Pressure 1220 psi Test Temperature AMB. degrees F Code Case(s) N/A

1OCenterRoad Per Ohlo440

I

1 ....
I W



REPORT NO. P0059-008

'FOR N'V-11 CERTIFICATE HODR'DATA REPORT FO AEYADSAFETY RELIEF VALVES# As Required by thte Provtivl sof the ASME Code, Secjlon III. Mivllion I l'g....L~ot....2.j 

1.fatfactured and ce,1rtifleby 211-1`0121 ~ rp lgG~radolo Rd.. Farminingdale
.L. 17

*NY 
35

n1s-�-4�- 711mh�nRt�nG �a. Cleveland. OH

t~satonof instsallton Rrtrv Niscipar POWr ant: 10 Center Rd.; Perry, OH

4.11Vt"..&I. L .rifiteeize i0.Jiciiet size 1 1/2 Otlet size 2 

6. ASMEbode.Sectionitt- 14974..- SuMmer 1975 E A 

T.,aiq 1 1400 1330 :.120*F 2350 at AinbienteF 

7. Identification 7fif-012A NA NA 1996 

IL Presrwe retakinigtem os,

Body 
Sonnet or Yoke 

Support Rods 

Nozzle 

Disk 
Sspring Withers 
Adjusting Screws 
Spindle 

Spring 
Bolting 
Other itertt 

9. Remaurks .rE1ginl

10.

Serial No. 6r 

Identification 

SqIN 108 

~IN I0I 

'S N 17 

100-0115

Mail. SPMe.  
linetudirts Type or Grade 
SA479 316L 
SA472-316 

sA479 316r.  
SA6 610 H1100 

SA191 137 

SA194 2H1

RleviahngcipiltV tu.1 S'M t2_L '-berttffed by the National Board N'n' JqjlI a

'Suppleme~ntal Inforrnislan In 110rm of fIstiskeithehs, or drawings a nu e -$.d Voresd.5 t1f III4 fies fix. x I 1.12) Irclermt a.l In It, in I 
thra~ael 4 ans this Voe. Sepert Is Ieirleedient aerhe$host. (.11 eiells.shc~ I hnumberofsoritI .1.1. ls.1': 11 

I6/801 This I-'n ma&4 hy h-phsl,,tonsee e v- mpul .o~ 345 E. 41thlit.,N Yok, N.Y. 10017.

115

2.

Tensile 
Strength 
70 kei 
75 ksi 

70 ksi 

125 ksi 

N/IA 
70 kai~

CERTIFICATE OF SHOP COMPLIANCE 
We certify thsat the staterrnents madfe Irk this Report are correct and shot this valve cortlorms to the rules for rc.ssntrucrlon of the ASME 
Code, Sectioen ILl 

" NV 0 ertificate o r A uthorization N o. N - 1 9 4 9 E x~p ires - 1 2 2 / 8_ _ _ _ _ 

Cite___________ Name SItjQLC1rD."X 

CERTIFICATION OF DESIGN R.tGlIzier, H ;,QE 
Design SpecIficatIon certified by - Jan RAWtt SOCflf'1e Prof. Eng. Stale PA..... Rtg. Nn.2flJ.3.fE 

Design Report certified by_,... _ j.*ro!. Enii. S~te . .fleg. Nor ý

Manufactured got- o.! Moiveland OH



REPORT NO. P0059-008

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

PNPP No.98 RV. 9/11 As required by the Provisions of the ASME Code Section XI

FIRSTENERGY CORP.  

10 Center Road. Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perrv, Ohio 44081

3. Work Performed By,. FIRSTENERGY Nuclear Operating Company P.NPP 

1A Cemnter RnOd. PArrv. Ohio 44081

Date 4117/01 
Sheet 1 of 2 

Unit -ONE 

W.O. 99-20283 Rth 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NR4 
Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: IOC41 STANDBY LIQUID CONTROL

5. (a) Applicable Construction Code: ASME Section III NC

6.

.1%74 Edition
' " NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-242,N-272,N-240,N-413,1644--5.1644-8

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

Identification of Components Repaired, Modified, or Replacement Components

N/A Code Case(s) 

NIA 
Code Case(s)

7. Description of Work: REPLACED RELIEF VALVE 1C41F0029B SN# 3 WITH TARGET ROCK RELIEF VALVE 
SN#4.

116

1. Owner.

2. Plant:

Nat. I .lI o •-1 A "OIL=.

Component Manufacturer Serial No. 0u8U10 ID. Built or' " M . .  
_________No. o~rMvodification Stamped 

PIPING PULLMAN 1C41 108 N/A 1985 REPLACEMENT YES 
SYSTEM POWER

8. Test Conducted: Hydrostatic- [] Pneumatic- [] Nominal Operating Pressure- R Other- 0l 

Pressure 1220 psi Test Temperature AMBIENT degrees F Code Case(s) N/_A

• ............. r .... rl ..... ..... ,

mat. ye-

= ....SW

lKeJD I r,Nat. •41•. v=•ril f If .... E
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/),'h .".."• "'/ ;'... , -.  

FORM NV-1 MANUFACTURERS! DATA REPORT'FOR SAFETY AND SAFETY REUEF V.VES 
(As. Required.by the Previslons of the ASME Code, Sectionm I11, Div. I) 

1. Manufacturedby. TARGET ROCK CORP., 1966E'. Broadhol low Rd.,EjFarmtngdale, Ny 

2. Manufactured'for Cleveland 'Trr'c /I fummo'nat:inng Co.,, Cleve-land, Ohio.  

3. Locaton-of-inta.laton Perry N ''¶tffgPd r?1"Y'cnT ,Perry," Ohio.  

4. -- I lrZ- , - 10f%.. • 
(Drawing N)•f. INeti. Ort..No. - 'veag Bulk) 

S. vat" o6 " ,o r ,S Identifying .Nosr,. 4N" (Modl No, Sekm N.I MafaUrJt. .aie No.) 
Type Relietf Valve -.  

' .AW Safety Rolit; Plo Pwer Ae-ated. 1./2 2" 
Orifice, Size. 00 Nominal Inlet Size C 1/2 Outlet Size 

Inch - I loth 

6. Set Pressure- (PSiGI) 1275 frated: Temperature, - 120 

Stamped Capacity ---- lbsthr Overpressure Slowdown (PSiG) 

Hydrostatic Test (PSIG) Inlet 3250 . 3250 
7. Pressure Retaining Pieces.

Seoial No. or 
Identification

Material Specification 
IncL.TypeorGrade..

300424

202075.  

Nut Hex 3/8-16 UNC2E

ASME-SA479-316L 
ASE•-SA479-316

ASLME-SA479-316L 
ASM•-SA564.. GR.63fl

ASE-4SA194-2H

]EP1anze 202074 ASME-SA479-3t6L 
Screwv Sonk. Ed. 318-16 x 1 1/2 '.K- SA193-47 
Serey Sock. rd. 102609 . .. ASME-SA193-B7 

4

Supplemental sheets in form of lists, sketches or drawings may be used provided (1) size is 8-112 x 11, (2) information
in. items 1-2 on this data report Is included on each sheet; and (31 each sheet Is numbered and number of sheets is 
recorded at top of this form.

3
This form (E00042) may bi obtained from the Order'Depi.. ASME, 345 F. 47 St., New York, N.Y. 10017

7 "'M "0-7.  "".'-', "; ; ''-^-:s".-- ++: ,€.,. .+;., :•'•,:+..• ; .. K~ 77.v-7--.7'.';-.= .-'-:.7177:77:; -7.-V.e.+ ;777'",.2.'-7 7,' 7;•'::,•'',''.'".•;m.' :'-" ":..'.`'":-
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Body 
Bonnet or Yoke 
Support Sods" 
Nozde 
Disc 
Spring.Washers 
Adjusting Screw.  
Spindle.  
Spring 
so"itig

tl/761

w
I
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_____ _____IE12-243

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/30196 NQI-1741

The Illuminating Company 

P.O. Box 5000, Cleveland, Ohio 44108 

Pery Nuclear Power Plant 

10 Center Road. North Perrv. Ohio 44081

3. Work Performed By: The Illuminating Company 

10 Center Road. North Perry. Ohio 44081l

Date 8-5-99 

Sheet I of 3 

Unit one 

WO 98-829 REV. 0 
(Repair Org. P.O. No., etc,) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-99

4. Identification of System: RESIDUAL HEAT REMOVAL (1E12) 

5. (a) Applicable Construction Code: ASME SECTION Ill NC ,19Z4_ Edition 

WINTER 19 75 Addenda Code Case(s) N224,N242.N272.N282,N275.N413,1728,1644-5.  

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 1989 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components 

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. or Modification Stamped 

PIPING PULLMAN 1E12 83 1E12 1985 MODIFICATION YES 
SYSTEM POWER 

7. Description of Worlc SEE REMARKS.

8. Test Conducted: Hydrostatic- 0] Pneumatic- 0 

Pressure NIA psi Test Temperature N/A

Nominal Operating Pressure- E3 Other- [I 
degrees F Code Case(s) N/A

118

1. Owner: 

2. Plant

1E12-243
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i6 q43 /'441/1 .o 

FONNI NPV-1 MANUFACTURERS" DATA REPORT FOR NUCLEAR PUMPS OR VALVrS* 

As Required by the Provilions, o the ASME Code Rules 

BI-1/IP International, Inc., Valve .Division

701 First St., williansport, PA 17701 Order No -125P-l 
1. Manufactcd e use oatu 

The Illuminating Company 

2. Manufacturedfor P.O. Box 94608, Cleveland, Ohio 44101-460B Oder No. S143892 

eNamt n Address) 

3. o The illuminating Company 

4. Locationof Plant_ PAr•r Nuclear Power Plant, 10 Center Rd.. Worth Perry, Ohio 44081 

5. Pump ot Valve Idcntificadn Valve S/N: E-125P-1-1 

3/4" - 1500f Y-Globe Valve w/8 1120 Tee Handle 
(adol deocriptlmof . corvie. If uhl equipinoat sdoSICnbd 

BW/zP International, Inc., Valve Division 

(a) Drawi No.7500 0 0 12 4;, R/- prepared gy 701 First St., Williamsport, PA 17701 

(b) National Boa No.ad 
6. Desi• Conditons 2580 650 or 

(PrOSSWe) (Teuparnt+t).  

7. The material, design, construction, and workmanship complies with ASME Code Secion [111. Class 2 

Edition 1974 - Addenda Date Winter 1975 ,case No. N/A

&U&k No. moifitor" 30414 Ice

(a) C
(a) C

(bl O�IIft53 ___________________ 
__________________________

Body: Trace Code: A9 SAI0S BW/IP Int'l Inc. PumP Div.  

Yoke: RS 1328926 SAI05 BW/IP Int'l inc.j Pump Div.  

SfI4 173 ______________________

I. _ * I _I I

119
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1E12-244

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/30196 NQI-1741

1. Owner Cleveland Electric Illuminating Company 

P.O. Box 5000, Cleveland, Ohio 44108

2. Plant Perry Nuclear Power Plant 

10 Center Road, North Perry, Ohio 44081

3. Work Performed By: Cleveland Electric Illuminating Company (CEI) 

,10 Center Road. North Perry. Ohio 44081

Date 9-2-99. _ 

Sheet I- of " 1 

Unit ONE 

WO 99-4020 RIA-1 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp _RR 

Authorization No. 33 

Expiration Date 9-26-99

4. Identification of System: RESIDUAL HEAT REMOVAL IE-12.  

5. (a) Applicable Construction Code: ASME SECTION III NC .1974 Edition 

WINTER 19 75 Addenda Code Case(s) N224,N242,N272,N282,N275,N413,1728,1644-5

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 1989 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: SEE REMARKS________________________

Other- C]

121

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement. Code 
No. or Modification Stamped 

PIPING PULLMAN 1E12 83 1E12 1985 REPLACEMENT YES 
SYSTEM POWER

8. Test Conducted: Hydrostatic- Q1 Pneumatic- E] Nominal Operating Pressure- X 

Pressure 157.4_ psi Test Temperature degrees F Code Case(s)
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1E12-245 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP No. 9308 Rev. 9/30196 NQI-1741

1. Owner. The Illumlnating Company
P.O. Box 5000. Cleveland, Ohio 44108

2. Plant Perry Nuclear Power Plant 

10 Center Road. North Perry. Ohio 44081

3. Work Performed By: The Illuminatinq Compan.  

,10 Center Road. North Pe~rrv. Ohio 44081

Date 9-16-99 

Sheet I *_.of 1 

Unit one 

WO 99-3974 REV O 
(Repair Org. P.O. No., etcl) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-99

4. Identification of System: I E12 Residual Heat Removal 

5. (a) Applicable Construction Code: ASME SECTION III NC .1974 Edition 

WINTER 19 75 Addenda Code Case(s) N272, N275. N282, N242, N416-1 _

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 1989 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

4 4 4 I + 4 4-4

7. Description of Work: SEE REMARKS

8. Test Conducted: Hydrostatic- I] Pneumatic- I] 
Pressure 67 psi Test Temperature 98

Nominal Operating Pressure- X 

. degrees F Code Case(s)

122

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID.. Built Replacement, Code 

No. . or Modificatlin Stamped 
Piping Sys Pullman Power IE12 83 N/A 1985 MODIFICATION Yes

Other- E]
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IE12-246 

NIS-2!NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xi 

PNPP No. 9308 Rev. 9/30/96 NQI-1741

1. Owner FirstEnergy Nuclear Operating Co
10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant 

10 Center Road. Perry. Ohio 44081

3. Work Performed By. FirstEnergy Nuclear Operatinq Co.  

10 Center Road. Perry, Ohio 44081

Date 1/3100 

Sheet I of I 

Unit one 

WO 99-8427 R/A1 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NIR 

Authorization No. 33 

Expiration Date 9-26-2002

4. Identification of System: 1E12 Residual Heat Removal 

5. (a) Applicable Construction Code: ASME SECTION III NC .1974 Edition 

WINTER 19 75_ Addenda Code Case(s) N224.N242.N272,N282.N275,N413,1728,1644-5.

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 1989. 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: SEE REMARKS

8. Test Conducted: Hydrostatic- 0" Pneumatic- Dl 

Pressure 102 psi Test Temperature 77

Nominal Operating Pressure- [9 Other- 0 

degrees F Code Case(s) N/A

123

2. Plant:

Name of Name of Manufacturer Nat Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement; Code 

No. or Modification Stamped 

PIPING PULLMAN 1E12 83 NIA 1985 REPLACEMENT YES 
SYSTEM POWER
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FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY 
As Required by the Provisions of the ASME Code, Section XI

.SH ./A;rý / 4/• Z.  

/-'/Z - 2 Y7

1. Owner FirstEnergy Nuclear Operating Co Date 12/29/99 
Name 

10 Center Rd. North Perry. OH 44081 Sheet I of 2 
Address 

2. Plant Perry Plant Unit One 
Name 

10 Center Rd. North Perry, Oh 44081 Replacement wo 99-20887 joh 39092 
Address RepalrlReplacement Organization P.O. No., Job No., as.  

3. Work Performed by Welding Services Inc. Type Code Symbol Stamp NR 69 
Name Authorization No. 69 

2225 Skyland CourtNorcross, GA 30071 Expiraton Date 11-7-2001 
Address 

4. Identification of System Residual Heat- Removal 

5. (a) Applicable Construction Code ASME 11 ,19 74 Edition, W 1975 Addenda, n/a CodeCase 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 19 89 

6. Identification of Components: 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Year Removed, or Stamped 
Component Manufacturer Serial No. No. Other Identification Built Installed (Yes or No) 

Piping Pullman 

System Power gE12 83 N/A 1985 installee yes 

7. Description of Work Installed double blind flange s/n 829ZNF2

8. Tests Conducted: Hydrostatic 0 Pneumatic 0 Nominal Operating Pressure 9

Other [3 Pressure 102 pSI Test Temp. 77 -F 

NOTE: Supplemental sheets In form of lists, sketches, or drawings may be used, provided (1) size is 81/1 in. x 11 in., 

(2) Information In Items 1 through 6 on this report is included on each sheet, and j3) each sheet is numbered and 

number of sheets is recorded at the top of this form.

This form may be obtalned from the Order Dept., ASME, 22 Law Drive, Box 2300, Fairfield, NJ 07D07-2300. REPRINT 7/e6

I II111!I13l 0 I11111111111 E00030

124
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FORM NR-I REPORT OF REPAIRD_-- MODIFICATIONE--- ORREPLACEMENT['] 

TO NUCLEAR COMPONENTS AND SYSTEMS IN NUCLEAR POWER PLANTS 

Work pedbormcd by Welding Services Inc. Job #39092 
(oeofNk-fiRa.. bold.) (P.O. eo., Jab m.,C•.) 

.2225 Skyland Court, Norcross, Georgia 30071 

2. Owner First Energy Nuclear Operating Corp.  

S / .10 Center Road, North Perrym Ohio 44081 

3. Name, address and identification ofnuclear power plant Perry Plant Unit I 
10 Center Road, North Perry, Ohio 44081 

4. System Residual Heat Removal 
S5. Iters Which Required, Modification. or Replacement Adtivities 

Identifion . o Code Activity 
Name' I•icd' o= R 

No Type of Mt Mtg. " Nht'Bd. YuIisd. Yea e Editiof MCode Code 
Item Name SeridalNo. No. No: Built Addenda Cass) Class Division Replace 

T1 Piping Pullman I El S 83 nea n/a 1985 ASME[II. 1974W75 N-224 Class I1 replace 
2 System Power N-242 

3 Products •_-_ N-272 
4 N-282 
S N-275 
6 " - N-413 
7 N-1728 

_ 1644-5 
9 "__ 

10 
11 

5b. Iterns Installed Dusin Replacemnen Activities _________ 

Identification Con-stucion Code 
"Type of Instled or Mf& Mfg Natl Bd. J Oi& otd- Year Name dton/ -Code Code 

Item replaced Name SeaiaNo. No. No. Built Secod Addenda Case(s) Class 
5a Item No Division 

Double I WFI 829ZNF2 n/a nla. nla 1999 ASME III 1974 W75 nla If 
Blind Nuclear 

Flange _mduct __ 

Inc. I 

6. ASka Codb Secortoa appliceble or inservices inspeotion .1989 nla N416-1 
(-Wow . (ak-ud) (Cod5 C..(.)) 

7. ASMR Code Section )aused for repair, modifications, or eplacements: 1989 nra N416-1 
_ 0-0d, 

S. Construction Code us• a for d.'M ration,,or eplaenents: ASME III 1974 W75 n/a 
(,deoGO (.da&.d, (od C--(.)) 

9. Desn responsibittes Pery Nuclear Plant 

I. Tests conducted: hydrostatic m p at desig pressure EJ pressure, p. Code Case(s)_ 

See remarks-Note 1

125
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1E12-248 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/30196 NQI-1741

1. Owner FirstEnerqy Nuclear Operating Co

10 Center Road. Perry. Ohio 44081

2. Plant: S-Perry Nuclear Power Plant 

10 Center Road. Perry. Ohio 44081

3. Work Performed By: FirstEnergy Nuclear Operating Co.  

in Center Road Perrv- Ohio 44081

Date 1127/2000 

Sheet I of 2 

Unit one 

WO 91-995 R/1 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-2002

4. Identification of System: 1E12 RESIDUAL HEAT REMOVAL 

5. (a) Applicable Construction Code: ASME SECTION III NC .1974 Edition 

WINTER 19 75 Addenda Code Case(s) N-242,N-272,N-224,N-413,N-282,N-275,1644-5,1728_

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements: 1989 , ' 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. or Modification -Stamped 

PIPING PULLMAN IE12 83 N/A 1985 REPLACEMENT YES 
SYSTEM POWER ____________

7. Description of Work: REPLACED VALVE SN H708AAM WITH VALVE SN AAW44-9. Used %" sch 160 pipe 

heat# 74335 and %" pipe ht# 601144. Weld filler metal used ER70S-2 HT#s 65210 and 65627. MPL#1E12f582.

8. Test Conducted: Hydrostatic- [ Pneumatic- Ml Nominal Operating Pressure- [I Other- [ 

Pressure NIA psi Test Temperature N/A degrees F Code Case(s) N/A_

126
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*CORRECTED COPY 
"*CORRECTED COPY 

FORM NPV-1 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PUMPS OR VALVES* 
As Required by the Provisions of the ASME Code, Section III, Div. I 

(C133266) 
1. Manufactured and certified by Kerotest Mfg. Corp., 2525 Liberty Ave, Pgh, Pa 15222 (NU-76189) 

(name and address of N Certificate Holder) 

2. Manufactured for Cleveland Electric III.um. Co., Cleveland, OH 44101 
(name and address of Purchaser or Owned 

3. Location of Installation Perry Nuclear Power Plant, Units 1 & 2, Paineville, OH 
(name and address) 

4. Model No., Series No., or Type Globe Drawing PP-D-216o6G- B CRN N/A 

6. ASME Code Section ll. 1977 Winter 1978 2 N/A 
Edition Addenda date Class Code Case no.  

6. Pump or valve Valve Nominal Inlet size 3/4" Outlet size 3/41 
(in.1 (in.) 

7. Material: Body SA105 Bonnet SA105 Disk AMS 5387 Bolting N/A 

(a) (b) (c) (dl (a) 
Cert. Nat'l Body Bonnet Disk 

Holder's Board Serial Serial Serial 
Serial No. No. No. No. No.  

AwAwW-1 - N/A AAW44-1 EAS LAO 
AAWbL4-3, N/A AAw44-3 LAS LAO 
AAw¶J4-4 /.. N/A AAW44-4 EAS LAO 
AAWIL-6 Y, N/A AAW44-6 EAS LAC 

A - V N/A AAW -9 AS LAC 
A A,4-1 /n N/A AAW44-1o HAS LAC 
AAw44-1, P N/A AAW44-12 EAS LAC 
Awklh-ih " N/A AAW44-14 EAS LAC 

AAw4--iA"- N/A AAW44-16 EAS LAC 
AAW4•1-7 / N/A AAw44-rT EAS LAC 
AAW44-188 , N/A AAW44-18 EAS LAC 
AAw44-19 '" N/A AAw44-1g EAS LAC 
AAW44-20 NIA AAw44-20 EAS LAC 
&42+ N/A AAW44-21 EAS LAC 

"44-29 N/A AAW44-2.3 HAS LAC 
AAWhk4-•2l N/A AAW44-24 HAS LAC 

"*Supplemental information in the form of lists. sketches, or drawings may be used provided (1) size Is 8% x 11, 121 informatiqo in items I through 4 on 
this Data Report is included on each sheet, 131 each sheet is numbered and the number of sheets Is recorded at the top of this. form.  

(6/851 This form lE00037) may be obtained from the Order Dept., ASME. 345 E. 47th St.. New York, N.Y. 10017 

-.,. 'N,
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1E12-249 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 1110/00 NQI-1741

1. Owner: FIRSTENERGY Nuclear Operating Company (FENOC)PNPP_ 

1O CentPr RRod. Perry, Ohio 44081

2. Plant: Perry Nuclear Power Plant
10 Center Road. Perry. Ohio 44081

3. Work Performed By:. FIRSTENERGY Nuclear Oceratlina Comoany 
10 Center Road. Perry Ohio 44081

Date 10-24-00 

Sheet 1 of 2 

Unit ONE 

W.O. 99-4017 RIO 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-02

4. Identification of System: 1 El 2 RESIDUAL HEAT REMOVAL

5. (a) Applicable Construction Code: ASME SECTION III. I 

WINTER 19 75Addenda Code Case(s) 
1728

NO .19 74 Edition 

N-242,N-272,N-224.N-413.N-282.N-275.1644-5.

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 1989 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1E12 83 NA 1985 MODIFICATION YES 
SYSTEM POWER

7. Description of Work: INSTALL BLIND PIPE FITTING IN PLACE OF 1 E12F0054A AND INSTALL BLIND 
BONNET PER .MRF 99-5l01 (CONTINUED IN REMARKS)

128

8. Test Conducted: Hydrostatic- -Pneumatic- El Nominal Operating Pressure- [ * Other- C 
Pressure 145.2 psi Test Temperature 86 degrees F Code Case(s) NIA

10 Center Road. Perry, Ohio 44081
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FORM N-2 CERTIFCATE HOLDERS' DATA MEORT FOR IDENTICAL 
NUCLEAR PARTS AND APPURTENANCES* 

As Required by the Provisions of the ASME Code, Section HI1 
Not to exceed One Day's Production

*1E12-249 
page 2 of 2

Pgý 1. Of 1

X)8-A007042973 
i. Mazafactured and certified by 

L. Manufactured for 

3. Location of installation

4. Type

F
7
ISHER CONTROLS INrL INC., 205 SOUTH CENTrER STREET.-MISALON A 05 

FIRST EýNERGY CORRY,.O. BOX 3611. AKRON, OHIO, 44309 
(nameaWnd drc0fPiicA~h).  

PERRY PLANT. 10 aCENTER RtD, NORTE PeRRY, OHIO, 4408 1 
(nae and address)

27BD266 REV. A -SAIOS 
(drawing no.) (aLsen.

5. ASME Code Section Ilk

In0 V91

10'1t

(edition) Temca 197C)

NIA
(LKNJ �year OUUI)

2.

6. Fabricatein wcodanoeith Const. Sper- (Div. 2 only) _ N/A Revision N/A.- Date N/A

DESIGN: AsME B&PVC SE~t 1L 1974 EDMON. SUMMER 1976 ADDENDA, CLASS 2 

07MER ASME B&PVC SECT. 1lL 1989 EDTINNOADDENDA. CLASS 2

S.NOM. thickness (0n.) N/A , e M desigatlicidcess Cm.) NIA E 

9. Whben applicable. Cerifcate Holders! Dea Itepocs are attced for ech hlem ofthis 

]Partor Appurtenai2O HeatNumber

(I) 
(2) 
(3) 
(4) 

(7) 
(8)

(12).  
(13) 
(14) 

(17) 
(18) 
(19) 
(20) 

(23) 
(24) 
(25)

9379-2

L5 ID (At &Le) NIA Iangth W-11 (a& i[) NIA

Partor Appnstcoance Heat Number 
SeralNumber 

(26) __ _ _ _ _ _ _ 

*(27) __ _ _ _ _ _ 

(28) __ _ _ _ _ _ 

(29) 
(30) 

(32) _ _ _ _ _ _ _ _ 

(33) __ _ _ _ _ _ _ 

(34) _ _ _ _ _ _ _ _ 

(35) _ _ _ _ _ _ _ 

(36) __ _ _ _ _ _ _ 

(37) __ _ _ _ _ _ _ 

(38) __ _ _ _ _ _ 

(39) __ _ _ _ _ _ _ 

(40) __ _ _ _ _ _ 

(41). ________ __ 

(42) __________ 

(43) ___________ 

(44) 
(45) 
(46) 
(47) _ _ __ _ _ _ 

(48) ___________ _ 

(49) _____________ 

(SO) ______________

lO.DesignPtessure 500 PaL. Temip. 358 I.1' IHydroUtstpresmr 2250 azccmp"9 
(when.aplicable)

'Supleienal nfw atloaenooflist. aldA'es. Wapmybotaaed~rovidd(l) wsizezK12 xl ()inbxtoninitnna land~clSotsDat 

tachdisbct (3) oach sheet is numbered and the unuber orf si recoded datibe top oftlais iorml ~id
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7. Renmaics:

N/A

2000
(tensile fftreog%)

(CI-j(add-da datc) -(edilivu)

AH0090-1 
AH009(ý.2

--------------- 7

J-



REPORT NO. P0059-008

/6-/2.- 9-50 

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 1/10100 NQI-1741

1. Owner, FIRSTENERGY Nuclear Operatina Company (FENOC)PNPP 

10 Center Rnoad PprrY, Ohio 44081

2. Plant: PeryNuclear Power Plant
10 Center Road. Perrv. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company 
NR 

10 Center Road. Perry, Ohio 44081

Date 11/29/00 
Sheet 1 of 1

Unit ONE 
WO 99-4018 R/O 

(Repalr Org. P.O. No., etc.) 

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1E12 RESIDUAL HEAT REMOVAL

5. (a) Applicable Construction Code: 

WINTER 19 75Addenda

,SME SECTION III N,19 N74 Edition 

Code Case(s) 1644-5,1728.N224,N242.N272.N275.N282.N413

(b) Applicable Edition of Section X1 Utilized for Repairs or Replacements: 19 89. EDITION 19 N/A Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1E12 83 1E12 1985 MODIFICATION YES 
SYSTEM POWER

7. Description of Work: REMOVED CHECK VALVE 1E12F0054B (SIN 0-0427) AND INSTALLED BLIND 

S1 El 2D01003B HT# 8972299.

130

.8. Test Conducted: Hydrostatic- El Pneumatic- El Nominal Operating Pressure- [K Other- El 
Pressure psi Test Temperature degrees F Code Case(s) N/A

loCenterRoad Perry Ohlo44081

S. . .. .. . . . . I



REPORT NO. P0059-008

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 1/10100 NQI-1741

1. Owner: FIRSTENERGY Nuclear Ooeratina Company (FENOC)PNPP

10 Center Road. Perry. Ohio 44081 

Perry Nuclear Power Plant 

10 Center Road, Perry, Ohio 44081

2. Plant:

3. Work Performed By: FIRSTENERGY Nuclear Operatlna Company 
NR 

n10 Canter Road. Perry. Ohio 44081

Date 11/29/00 

Sheet 1 of 3 

Unit ONE 

WO 99-4018 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1E12 RESIDUAL HEAT REMOVAL

5. (a) Applicable Construction Code: ASME SECTION III N( 

SUMMER 19 76Addenda Code Case(s)

.19 1974 Edition

NONE

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements: 19 89. EDITION 19 N/A 
Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

VALVE FISHER 6893466 5706 1E12 1980 MODIFICATION YES 
CONTROLS 

r. Description of Work: REMOVED THE BONNET FROM VALVE 1E12F0065B AND INSTALLED BLIND 

BONNET S/N AH0090-2 USING (8, % STUDS HT# CR59200 AND (8' ½'NUTS HT# B87035

131

8. Test Conducted: Hydrostatic- ED Pneumatic- El Nominal Operating Pressure- 0 Other- El 

Pressure 135 psi Test Temperature 70 degrees F Code Case(s) N/A

S.............. T .... I i ..... .

NONE

7



REPORT NO. P0059-008

1E1IZ. -2 9 P641& 2. 0- j? 
FORM NPV-1 N CERTIRCATE HOLDERS' DATA REPORT FOR -NUCLEAR PUMPS OR VALVES* 

As Required by the Provisions of the ASME Code, Section 1"1, Dov. 1 /

1. Manufactured by Fisher Controls Co.. P.O. Box 190. Marshalltown, Iowa 50158
IName ano Adoress of N Certificate Holder) 

2. Manufactured for r1]svFtland Flpr' T11Iuminnting Cn PQ Box 5890.Cleveland., OH 44101
(Name end Address of Purchaser or Ownm), 

3. Location of Instalation -Perry Nuclear Power Plant, Cleveland, Ohio
(Name end Address) 

4. Pump or Valve V- l Ve Nominal Inlet Size 4 Outlet Size 4 
(inch) (inch)

(a) Model No., 
Series No.  

or Type

(b) N Certificate Holder's 
Serial 

No.

(c) Canadian 
Registration (d) Drawing 

No. No.
(1f Nae'l. 1g) Year 

(e) Class Bd. No. Built

N/A RA7121 Pmv n 9(1) 
(2) 
(3) 
(4) 
(5) 
(6) 
(7) 
(6) 

(10)

rnn~nro.a f~rr.,., *ntsarn~n c.
4 ~n ,~1980,

(Brief deacriot'on of eukvi for which equipmen was designedl

rt7ng

6. Design Conditions o500 psi 358 F or Valve Pressure Class N/A 
(Pressurel (Tempertturel 

7. Cold Working Pressure 72.11 psi at IO0F.  
8. Pressure Retaining Places

Mark No. Material Spec. No. Manufacturer Remarks 

(al Castings "_
D4671-T SA-216-WCB Northern Ordnance Valve Body 
Eg162-4 SA-216-WCB Northern Ordnance Bonnet 

(b) Forgings 

CJ6MH2-3 SA-234-WPB Ladish Reducer 
CJGMH2-4 SA-234-WPB Ladish Reducer 

_ I1II BY.  9547 --•:,E

C~~~n 1__ _ __ _ _

(1) For manually operated valves only.

.- ,. I

* Supplemental sheets in form of lists, sketches or drawings may be used-provided (1) size is 8-19" x 11' (2) Information In 
Items 1, 2 and 5 en this Data Report Is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at top of this form.

ho/771 This form I E00037) may be obtained from the Order Dept., ASME, 346 E. 47th St.. New York, N.Y. 10017

132
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)08-AG07042873 
Manufacturedand cztifid by 

.Mnufachture for 

3. Loclaa~n of intafalon

REPORT NO. P0059-008 

~~~~~ r~-L.~Opt 

FORM N-2 CERTIFICATE H1OLDERS' DATA REORT FOR IDENTICAL 
NUCLEAR PARTS AND APPURTENANCES* 

As R.equired by the Provisions of the ASME Code, Section EII 
Not to exceed One Day's Production 

Pg. 1 Of 1 

FISHER CONTROLS INTIL INC,. 205 SOUTH CENTER STREET, MAIRSHALLTOWN, IA. 50158 

FIST ENERGY CO"J..?.O BOX 3611, AXRON . 0111,44309 
(nae a&d address of purdhase) 

PERKY PLANT, 10 CENTER RD, NORTH PERRY. OMI.448 
(name and address)

4. Type �WU4DOR�V.t�

(drawing no.)

5. ASME CodC.Scdim M'

eAlnq
27BO266sl REY.ft -1.

(edition976)

6. Fa!= dnwaccordnf with ConoL Spec (Div. 2 only) N/A 
(no.)

7fl ICRT

OTUDwt00 1owul 2.-I

PRevisin W/A

(Code Casn) 

Dale N/A

-n~fn S A00"S
DESIGN.- ASME B&PVC w.SE= Mii 1974 EDMl - AUIN.R Oý .R.i -

a. Nowhicknesst. W-NA Min. dedp~ lbidsnes (in) NIA Dim 

9. WVep lWcable. Caftficdat Ioldeci' DafARepoeft are affached for mh Acm thsre 

(I) AH0090-1 ;F5792-1 
(2) AH0090.2 P579n2-2 

(3) 
(4) 
(5) 
(6) 
(7) 

(10) 
(91) 
(10) 

(13) 
(14) 
(15) 
(16) 
(17) 
(18) 
(19) 
(20) 
(21) 
(22) 
(23) 
(24) 
(25) 

10.DazignPrmeurc Soo PeE Temp. 358

WAM Lecttlxverllýf.in) W

Hydrnust apreaswe 2250 attemp.~'F 
(whenapplicable)

.Supplernnta inlcmalo hi.the fogm oflialt "keche, or dcavwing May be used provided (1) size isea 112 3C 11, (9) info mton in Mmot 2 and 3 a s au.d n 

each sheet, (3) each shedtisnunmbered aWdthe nuberorsads diszunwtled atthetop of ai fom.=ni~ t1 d do

133

7. Remarks.:

Heat Number Put or Appoctenanco

_______________________ 1� 
____________ 

.9.

____________ 
.9.

_______________________ 
.9.

NIA 2000

(mdL Xp- -. )

(addead, dda) , " 01-j(CMM*

NIA Lagth0VCMU(a&bL) NIA

HadNumberPart or Appwtmw= 
gerialNumber



REPORT NO. P0059-008

1Ez12 - 2 5c 

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP No. 9308 Rev. 1110/00 NQI-1741

1. Owner. FIRSTENERGY Nuclear Operating Company (FENOC)PNPP 

10 Center Road. Perry. Ohio 44081

2. Plant: Perry Nuclear Power Plant 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operatina Company 
10 Center Road. Perry. Ohio 44081

Date 1/10101 
Sheet 1 of 1 

Unit ONE 

W.O. 00-739 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-02

4. Identification of System: 1 E12 RESIDUAL HEAT REMOVAL

5. (a) Applicable Construction Code: ASME SECTION III N 

WINTER 19 Z5Addenda Code Case(s)

C .19 74 Edition 

N-242,N-272,N-224.N-413,N-282.N-275,1644-5

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 1989 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer NaLt Other Year Repair, ASME 

Component Manufacturer Serial No. BQard ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1E12 83 NIA 1985 MODIFICATION YES 
SYSTEM POWER

7. Description of Work: REPLACED PSA SNUBBER SN# 39125 WITH LISEGA SNUBBER SN#00-614803-003 

PER ECP# 00-8017. ASSET # 1E12H2051.

134

8. Test Conducted: Hydrostatic- El Pneumatic- F_], Nominal Operating Pressure- [I Other- 0 

Pressure N/A psi Test Temperature NL/ degrees F Code Case(s) N/A

S.. ............ i .... ii ... .



REPORT NO. P0059-008

1 E12-253 

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111100 NOI-1741

1. Owner: 

2. Plant:

FIRSTENERGY CORP.
10 Center Road, Perry, Ohio 44081

Perry Nuclear Power Plant (PNPP)
10 Center Road. Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY NuclearOperating Company PNPP 

10 Ce.nter Rnmd. Perry. Ohio 44081

Date -G4-06-01 

Sheet 10F2 

Unit ONE 

WO 99-15224 REV. 0 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 09-26-2002

4. Identification of System: 1E12 Residual Heat Removal'

5. fal Anolicable Construction Code: ASME SECTION III NC 1 974_._ Edition
-- -rr NAMEISECTION/DIVISION/CLASS 

WINTER 19 75 Addenda Code Case(s) 1644-5, 1728, N-224, N-242, N-272, N-275, N282, 

N-413

(b) Construction Code used for repairs, modifications, or replacements: 1974 1975 (see above) 
Edition Addenda Code Case(s) 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 no n/a 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989. 19 no Addenda n/a 
Code Case(s) 

(e) Design Responsibilities FirstEnerqy Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

Piping Pullman Power 1E12 83 N/A 1985 replacement yes 
System 

7. Description of Work: Replaced snubber S/N 722 with new E-systems snubber S/N 356.at 1 El 2-H0491.

135

8. Test Conducted: Hydrostatic-fl Pneumatic- [] Nominal Operating Pressure- [I Other- fi 

Pressure N/A psi Test Temperature N/A_ degrees F Code Case(s) N/A

v, I,--

S.. ............ ! .......... ... ..
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REPORT NO. P0059-008

1 E12-254 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111/00 NQI-1741 

1. Owner: FIRSTENERGY CORP. Date 0r-0el 

10 Center Road. Perry. Ohio 44081 Sheet 1 OF 2 

2. Plant: Perry Nuclear Power Plant (PNPP) Unit ONE 

10 Center Road. Perry, Ohio 44081 WO 99-15194 REV. 0 
% (Repair Org. P.O. No., etc.) 

3. Work Performed By- FIRSTENERGY Nuclear Operating Comoany PNPP Type Code Symbol Stamp N__R 

10 Center" Road, Perryn Ohio 44081 Authorization No. 33 
9 Expiration Date 09-26-2002

4. Identification of System: 1E12 Residual Heat Removal

5. (a) Applicable Construction Code: ASME SECTION III NC .1974 Edition
* " NAME/SECTIONIDIVISION/CLASS 

WINTER 19 75 Addenda Code Case(s) 1644-5, 1728. N-224. N-242, N-272, N-275, N282.  

N-413

(b) Construction Code used for repairs, modifications, or replacements: 1974 WINTER 75 see above 

Edition Addenda Code Case(s) 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 no n/a 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

19 89.. _ n/a . 19 n/a Addenda n/a 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY NUCLEAR OPERATING COMPANY PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: Replaced snubber S/N 723 with new E-systems snubber S/N 358.at 1 E12-H0490.  

8. Test Conducted: Hydrostatic- [I Pneumatic- [I Nominal Operating Pressure- El Other- El 
Pressure N/A psi Test Temperature N/A__ degrees F Code Case(s) N/A

137

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. or Modification Stamped 

Piping Pullman Power 1E12 83 N/A 1985 replacement yes 
System
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REPORT NO. P0059-008

1.E.IZ-?255 
pg. T of 2 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI PNPP No. 9308 Rev. 9/11/00 NQl-1741

1. Owner.  

2. Plant:

FIRSTENERGY CORP.  

10 Center Road. Perry. Ohio 44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perrv, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road, Perry, Ohio 44081

Date 2/6101 

Sheet I of 2 

Unit ONE 

W.O. 99-15171 R/O 
(RepairOrg. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33.  

Expiration Date 9/26/2002

4. Identification of System: ,1E12 RESIDUAL HEAT REMOVAL

5. (a) Applicable Construction Code: ASME Section III NC .19' L Edition
NAME(SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-242.N-272.N-224.N-413.N-282.N-275,1644-5,1728

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservlce Inspection: 1989 NIA 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 . N/A 19 NO Addenda NIA 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Oprerating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components.

N/A 
Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. or Modification Stamped 

PIPING PULLMAN 1E12 83 N/A 1985 REPLACEMENT YES 
SYSTEM POWER 

7. Description of Work: REPLACED HYDRAULIC SNUBBER 1 El 2H031 5 SN# 716 WITH SNUBBER SN#723.

139

8. Test Conducted: Hydrostatic- El Pnepmatic- E] Nominai Operating Pressure- [] Other- El 
Pressure N/A psi Test Temperature NLA degrees F Code Case(s) N/A



REPORT NO. P0059-008

IE12-255 

FORM NF-1 MANUFACTURERS' DATA REPORT FOR COMPONENT SUPPORTS, 
As Required by the Provisions of the ASME Code Rules, Section Ill, Division 1 

1. Manufacturedby -Systers. Inc.. Montek Division. Salt Lake City, Utah 84119 
"(Name and address of manufacturer) 

2. Manufacturer for.- - -_werJipLng_ p.ny. .u-- b.•nnr-.-nia 15233 
(Name and address of purchaser or owner) 

3. Location of nstallation Pern, Nuclegher Power Plant. Units I & It, Perry Ohio 44081 
4. Identification 

(a) (b) (c) (d) le) (f) (g) (hi 
Component Canadian Applicable Stress Report Type of 

Support Registraijon Drawings with or Load Capa- . Component Nat'l Board 
1.D. No. Na.. . Last Rev. & Date city Data Sheet Support Class No. Year Built 

(1) 715 N/A _, L520_ 52000-602 Linear 1 None 1982 
(21 79 3 II . i. 5 I , - t It

(3) FA77 " 152202 F "i It 1f 
(4) F678 "" , It " " 

(6) 
(7) 
(8) 
(9) 

5. Remarks:

Design Specifications Certified by (1) Rnbp-Ir Ice Warren iit PE State ,,jah Lj45 383 
Rag. No. 3942 - •T 

Stress Analysis Report or Load Capacity Data Sheets Certified by (1) Robert Lee Warren Ill BY 

PE Stt. Utah Rea. No. 3942 _.P9p 

(1) List name only. slinature not required.  

*Supplemental shuts lin form of, lists..sketchei or drawingip may be used provided (1) else Is 81& in., (2) information In llama 1. 2. 4C, 4g 

on this data report Is Included on each sheet, and (3) each sheet is numbered and number of sheets is recorded at top of this form.  
. ...........  

(1176) S~" I Thisf Ir(E00075) is available from the Order Dept., ASME, 345 E. 47 SI.. Now York. N.Y. 10017 
G- 7 0 ;.t Ii' 4t 8 

I -. .

140

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in this report are correct and that these components-upports conform to the rut 

of the ASME Code for Nuclear Power Plant Components. Section Ill. Division 1. Edition 1974 ' Addenda Vl I 
Code cas No. 1644-4,N-242-1 ,Para.5. 5 . .5" 
Date-a...21,.1982 Signed E-Swsem. I by

Our ASME Certificate of Authorization No. M-93 o use the - IJPT 
(NPT) 

Symbol expires June 21, 1985 -.. ..... (atel------------

CERTIFICATION OF DESIGN 

Design Information on File at E-$yite__ms. Enc_.. J ntekDivLs!on, .Sa.t L.ak- tyj.e Utah 84119 

'Stress Report or Load Capacity Data Sheets on File at: 
P-•, - m nr- AA-~nl-w=•- lh;v;cinn 5rs~l I mir Cityv (l1~rs R41 19



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

ARSTENERGY CORP.  

10 Center Road, Perry. Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Comoanv PNPP 
NR 

in1 C•.nt•r Pnr~dt Pp.rr Ohmn 440R1

Date 21/8/01 

Sheet 1 of 3 

Unit One 

WO 01-751 R/1 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1 El 2 Residual Heat Removal 

5. (a) Applicable Construction Code: ASME Section III NC 
NAME/SECTION/DIVISION(CLASS 

Winter 19 75 Addenda Code Case(s) 

N272,N242.N413,1644-5,1728 ..

,1974. Edition

(b) Construction Code used for repairs, modifications, or replacements; 1974 WInter 75 
Edition Addenda 

(c) ASME Code Section Xi applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 N/A 19 N/A Addenda 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratino Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

Code Case(s) 

Code Case(s)

7. Description of Work. Modified supports 1E12H0457 and 1E12H0460 as described in the remarks section.  

8. Test Conducted: Hydrostatic- El Pneumatic- _l Nominal Operating Pressure- E] Other- [] 

Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A

141

1. Owner: 

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
_ _No. or Modification Stamped 

piping Pullman Power 1E12 83 N/A 1985 Modification Yes 
system

0 Center.... Roa Per- Ohi .... ....



REPORT NO. P0059-008

142



REPORT NO. P0059-008

143



REPORT NO. P0059-008

2E 2-?-57 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP Noz.9308 Rev..9/1 1100 NQI-1741

1. Owner:.

2. Plant

FIRSTENERGY CORP.  

10 Center Road. Perrv, Ohio 44081 

Perry Nuclear Power Plant (PNPP)
10 Center Road. Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 nCnter Road. Perry, Ohio 44081

Date 2/18/01 
Sheet I of .2 

Unit ONE 

W.O. 99-15228 RIO 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NR 
Authorization No. 33 

Expiration Date 912612002

4. Identification of System: 1 E12 RESIDUAL HEAT REMOVAL

5. (a) Applicable Construction Code: ASME Section III NC J1974 Edition
NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-224,N-242,N-272.N-282,N-275,N-4i3.1718,1644-5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 N/A 
Edition Addenda ...". Code Case(s) 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A NIA 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

1989 . NIA 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Oprerating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: REPLACED HYDRAULIC SNUBBER 1 E12HO367 SN#399 WITH SNUBBER SN#400.

8. Test Conducted: Hydrostatic- [] Pneumatic- [ 

Pressure N/A psi Test Temperature N/A

Nominal Operating Pressure- [I Other- E] 
degrees F Code Case(s) N/A
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Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. or Modification Stamped 

PIPING PULLMAN 1012 83 N/A 1985 REPLACEMENT YES 

SYSTEM POWER

10 Center Road, Perry, Ohio 44081

S.. ............ 1 .... [ T - =

SE



REPORT NO. P0059-008 

2 of 2

.0f.  

FOFIM NF-1 MANUFACTURERS' DATA REPORT FOR COMPONENT SUPP'ORTS, 

As Required by the Provisionts of the ASME Code Rulms Section 111, Division 1

I.~ ~ MnEuedty f-Systems. Inc., Monztek Diviro Sat Lake City, Utah 84119 

2. Msn.jic1,a:e f Powýer PTiing comýarw. itburmh, Pennysivania 15233 

3. Lotino nTlt PerryNuclear Power plant _Untits I & ItPer, Ohio--44081 

tal (bi (c) 1d] fla If) (9) 111) 

Cc1mooa'er" Cjh-oiawa' A00kablbe Streq Atooet Type of 

Succlon Regizutrion Orzwkvn Vitft be Load Caoa- Compnni~t'e Naloarta 

1.0. NO. Nn. I=s RNV & 0at. cile Data Sheet - Suooti 02=a No. Year Built 

>t 02 CUMeDr N/ NneG 1T 
it n it It 

wifIs 
It IN 19 

M=34fl IT IN Ist 

ItISI I t1 Is to 

(w '659 INt 1Ift It ININ 

tm 522 IN 152005 G Is IsINd 

is) 523 is1 t tI 
CAAAIt I 2205 F aIt.

Mo ~~ t tJ 

;10 ITr itts

CEnFI1CATION OF DESIGN 

I::eis;m swcema,cn an ISq tf r-Syslems. inc.. &A.ntek Divsionl. Scit Lcl6 City, Utch 841.19 

strrss Avootn v ý.SA .:.vwc.rv 0a= s ietis o, x. zz: 

C~vtP,¶Inc montek Divisicn,. Sall LcJke Cit.o Utch. 84.119

I RnnprI IdttICt3~ -~l Yt -r III - PE State.  

I~~~~ TVI O~f~ . .t~Ctats sh-ti crýnl-C ow III Robert Lee Warren HIl

teens

145

C6MTIFCATE OF COMPLIANCE 

We cea ,itv roil 14 ssararnets mao. in this reooare MS rflWCans crust In.." compioflnenSJots su mconorm toet ft. nsrles of 

oft fle ASME C.oce foe Nurcae .Povere Pantt Com- tq'~ -SoctonlIII. O~iica.
4 nI.Edtiiin 1 974 Adt.~.~oa .Winle~ 

coC--d4-A~.o. 164-Ai-A- 1%-42-7 , Para.5.5. ICv 

Oa, F- 24,. 1283 s~g,,oF-5Xstern,s Inc. M--tetk Dv 9 !
IPA- nu l - J.LynI

. PT
Our AUSME :411 ct of Aumortztaton Na.__N___7________ to use Nl

:3mocc ceA.rs June 21. 985

.r.,.,., .t.tI - .t"� IttafIt. �.  

.... ..... <�. .... at and at .�:. .. a .. -.. n.b.,cO antI .t..m�f .It .N.t. .I.�UW..a a, 400
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REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 ' NOI-1741

1. Owner:

2. Plant:

FIRSTENERGY CORP.  

10 Center Road. Perry. Ohio 44081

Perry Nuclear Power Plant (PNPP)

10 Center Road. Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perry. Ohio 44081

Date 3/6/01 

Sheet 1 of .2 

Unit ONE 

W.O. 99-15172 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: I E12 RESIDUAL HEAT REMOVAL

5. (a) Applicable Construction Code: ASME Section III NC ,1974 Edition
NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-242,N-272,N-224,N-413.N-282,N-275,1644-5,1728

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989. N/A 19 NO Addenda N/A 
------------... .. Code Case(s) ....  

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratinq Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

NIA 
Code Case(s) 

NIA.  
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair,.. ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. or Modification Stamped 

PIPING PULLMAN 1E12 83 N/A 1985 REPLACEMENT YES 
SYSTEM POWER 

7. Description of Work: REPLACED HYDRAULIC SNUBBER 1E12H0316 SN# 719 WITH SNUBBER SN#718

8. Test Conducted: Hydrostatic- [] Pneumatic- [ 

Pressure N/A psi Test Temperature N/A

Nominal Operating Pressure- [] Other- E 
degrees F Code Case(s) N/A
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REPORT NO. P0059-008

/6/2 2•8 
�A�Z 4�

S- •- FORM NF-1 MANUFACTURERS' DATA REPORT FOR COMPONENT SUPPORTS!

As Required by the Provisions of the ASME Code Rules, Section Ill, Division 1 

"" M. Mac,,redt E-Systems. .nc, /_kntek Divtsiro..Salt Lake City, Utah 84119 

2. Wn..,ctu.er fo,__QR•_.W4r pipnig..CQCo any,g .p !pttbu Pe-6u-.myonia 15233 ___ 

Name .n add.r•s at•e", pu ,. o ownir

3. Locatbor oI ,nstallat.... -em' 
440•1tzlu.ieg.p9er.tU& -

4 'dontificstiOn 

to) - (b) (c) (d) (a) if| (g) (hi 

Component Cahediatn Applicable Stress Report Type of 

Support Registration Orawings with of Load Caps- Componoent Nat'I Board 

1.2. No. No. Last Rev. & Date city Data Shoee Support Class No. Year Built 

IlLhV 02AH LCD15~Q20 2 in I- None 1983 
27.L6. ....___ 520ooo_ , I I

""II; tt II 

c4 t Is 
It IttitiI 

(i 721 It 

47Z2__ It______ _ It is I Is it is 

(a)-2 -

II

5. Remsrhr. .

CERTIFCATE OF COMPLIANCE 

We certify that the statemants made In this report are correct and that these componentstsupports conform to the rusles of construcetion 

of the ASME Code for Nuclear Power Plant Componentst Section Ill, Division 1. Edtion 1-94-4 Addenda -Mnter 1975 

Coda Case Nco•.•Jt4L-ŽŽ242-1, Pora.S.. 5. (Dat) 

DatSa In.dn, 1,Sem8 Inc.S gdntek Di•v• by

Our ASME Certificate of Authorization No. M-.2563 to use the 
(NFT) 

Symbol expires 1u DC(S)198 

Desin inorrtsti~t onCERTIFICATION O~F DESIGN4 

Dein nofaio nFile atYq sin Sa1Lg1Lýtt

Stress Report or Load C.P city Oata Sheets on File at: 

Design Spaciticutlons Certified by i1) Robert Lee Warren Ill Fe state U~anh JOL. r .  

Reg. No. 3942 

Stress Analysis Repnrt or Load Capacity Data Sheets Certiliedby (1) Robert Lee Warren Ill .• 

PC State 11W, R Reg. Na. -33-
4 2 -- -- -

(t) List nlr-, onty, sianerure flat ren'lred.  

*Supplemental sheets In fiorm of Ilsn. akethsei or drewinosm -ay be used provided (1) size is 8a In.. (21 information In Items 1. 2. 4A.-f 

on thils data report is included on aeo sheet, and (31 each sheet is numbered and nutbaCl of agists Is recorded at top of this form,

This form (E000752 if availabla from the Order Dept. ASME. 345 E. 47 St.. New York. N.Y. TQjV
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REPORT NO. P0059-008

/6/2-2,<-7
NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As required by the Provisions of the ASME Code Section Xl 
PNPP No. 9308 Rev. 9/11/00 NQI-1741

FIRSTENERGY CORP.
10 Center Road, Perry, Ohio 44081

Perry Nuclear Power Plant (PNPP) 
10 Center Road. Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Rond. Perry, Ohio 44081

Date 3/7/01 

Sheet 1 of 2 

Unit ONE 

W.O. 99-15182 R/O 
(Repafr Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9126/2002

4. Identification of System: 1E12 RESIDUAL HEAT REMOVAL

5. (a) Aoolicable Construction Code: ASME Section III NC 1974 Edition
NAME/SECTION/DIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-242.N-272,N-224,N-413,N-282,N-275,1644-5,1728

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 N/A 19 NO Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratinq Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Coda Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED HYDRAULIC SNUBBER 1E12H0361 SN# 718 WITH SNUBBER SN#722 

8. Test Conducted: Hydrostatic- [3 Pneumatic- EI Nominal Operating Pressure- E] Other- [l 

Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A

148

1. Owner

2. Plant

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. o ID. Built Replacement, Code 
"No. or Modification Stamped 

PIPING PULLMAN 1E12 83 N/A 1985 REPLACEMENT YES 
SYSTEM POWER

S.. ............ I .... 11 ..... .....

--. %•-I



PEPORT NO. P0059-008

FORM NF.1 MANUFACTURERS' DATA REPORT FOR COMPONENT SUPPORTS' 

As Required by the Provisions of the ASME Code Rules. Sect~on 111. Division 1

1. anuacwadY -Systems, Inc. 5. Plontek.P1iAJ2ir~si L eCity. Utah 84119 (N.. Maulcistb EOl Salt Lakel.Csu 

2. Manulaciuteio ---- or E~Q-wM lt~un i 
IaN, and middrefs.of CaruChaswff owrbt 

3. LOCat1on Of Installation P ,PerO i 4,4081 
4. Identification 

fal (diS (c) (Of (9) 111 (9) (h) 

Cwnrpooenl Canadian Applicabl Stress. Report Type of

1.D. No. No. Last Rev. & Date city Data Sheat SUP""r Casts No. Year Built 

it) 716. NIA 152002H LCD15200002 L.r 1 Noe 93 

Of718. of It 

IS) 
7 2

0 H 
I t t 

.0)71 as a - - If K a 

5. pcens:ru

CERTIFICATION OF DESIG~N 

Dtsgn oionsacnn Feer E~~t1USfl~~ ~lt~kD~j~~fl..SR1L~kC1.Z Ltoh 8,4119 

Surefs Report or Load Capacity Data Shaeet on Fits at, 

Emepl Aksntfsk Dlvisionn Sqft take .tCi .ty +,h 4I119..  

onsionSoelgfisationtCertified by III Robert Lee Warren III PE State -Utah JUL 2 1 W 

Rag. No..392d2 T t 

Stres Analysis Report or Load CaPacitY Data Shasta Cetlifed by III Robert Lee Warren 111 499 

PE Stig - 1101 Re,. tio.-. 3 942. - . PHP 

111 List tmarn onlty. signature flstattissd.

ont ibis Iats report Is iss~ettdd 0t casch thseat.lmadtsl 0sacs 0"1 s fwet,~nsoarod and nrenb~r of sh-.t, s recorded at 10s, at this farm.  

Imst The torts IEC0o7Si itararable Irons hr Ordsr Dept.. ASME.345 E. 47 St. NeveYok. N.Y. 10017
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CE~FICATE- OF COMPLIANCE 
Vie certify that the isltrtteserta made In this reportame correct and that dieweoomponerttsi supports cosloant to the fsias Of Conissctioti 

of the ASME Code for Nuclear Powse Plant Components. Section Ill. Divison 1. Edition..1974L Addenda Winter 1975 
Code Cmu Nci 6A-44 .4 -242-1, Para.5.5.  

.Dae In -12,983 -nad - -. * n. Montek Di.  
*Daa.C~ls-.Z..~fl... ~ massractured r)X-yc

-MIT I I ilyKt�A�

at... ASMS tt~rsiite 0?AutZhorit~tIOntt Am.________ _ %ow UX5W StrT :.A

Cr L1sl
Syinbelezpires lin. &N1 1985

I
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I



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 NOW- 741

1. Owner.
10 Center Road. Perry, OhiAo 481

2. Plant: Per ulear Power Plant (PNPP)~
10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

In Cernter Road. Perrv. Ohio 44081

Date 3/7/01 

Sheet I of 2 

Unit ONE 

W.O. 99-15190 R/O 
(RepairOrg. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Dat 9126/2002

4. Identification of System: I El 2 RESIDUAL HEAT REMOVAL

5. (a) Applicable Construction Code: ASME Section III NC 1974 Edition
NAM E/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-242,N-272,N-224.N-413.N-282.N-275,1644-5,1728

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 
1989. N/A 19 NO_ Addenda NIA 

Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratina Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED HYDRAULIC SNUBBER 1E12H0362 SN# 717 WITH SNUBBER SN#716 

8. Test Conducted: Hydrostatic- [] Pneumatic- [3 Nominal Operating Pressure- [] Other- E 
Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A

150

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1E12 83 N/A 1985 REPLACEMENT YES 
SYSTEM POWER

% #

FIRSTENERGY CORP.

10 Center Road, Perry, Ohio 44081

S.. ............ 1 .... i ] • .

1 

....



REPORT NO. P0059-008 

FORM NFA1 MANUFACTURERS' DATA REPORT FOR COMPONENT SUPPORTS' 

As Required by the Provisions ofi the ASME Code Rules. Section Ill, Divisionl I 

W, 1. .Exte s_ Maulaluek by.iot Salt Lake cityý Utah 841,19 

tN~klt nd t It .trnutot152 3 

3. ieeal'oe csiftiiaii -UL---l. ,Oi 44081 

4. Idea-ihcittiohi 

gl (di lei Idl (0) Ill Ili (h 

Comnponenbt Canadian Applicioht Stress Report Type of 

support Regrsisation oraatings with or Load Cape- compontent Nael Board 

1.0. No. No. Last Rev, I Da ta, city Data shieet support 04"t No. Yew Built 

w 716. JN/A -152002H LCD1520606
02  Lnr 1 None 1983 

t2) 717- Is ..'a a as 

(371a.Ntea 
Hm 

(4) 719- eN U I 

is) 

IS.  

We certify, that estmanomease mae& in thsis teotriomadla wsomoususpports tonlorm too rulents @5 eons ructiont 

of t.he ASSME Code tar Nuclear Pow, Plant Componenm Sectio Il,Oivowoe 1Edit5Of.. 11974 .^~ddtsd Winter 1975 

Code~ atl.6AA I-2421 4 Para.5.5.  
.0at~k1...2.~l.2 -. ,.ed F-ý%e-terrjn. et-.fMntask Div_ by 

(DtSE~tfato tattratino to-e 

CERTIFICATION OF DESIGN 

Design Information an Filet atIko-eSC-flQy-12 ioh 41192 

Stresns Repoert or Load Capacity Data Shetts Oft File at; 

Design Specilicaltinsittrtilled by~It Robert Lee Warr en Ill FESet Utah JUL 2 1 193 

Raoe. ato.-- 
2

d
2 

-.. 
,rT4 

Strait Analysis Report of Load Capacity Date sheets Certified by (1) 
By~tLe arnII 

tli List nar ny sgauene esbd 

-supplen-etd gheta infoprm of ;.Ill, gkesefi rs- drawnrseras mae rtoued preeed Ill Vz~ S5Iti.*42ttrnttl nuest2 e 

onIN. dt?*ai f5rt ks 6cluded on each sheet. and (31 each sheet b ersebefed -dr nrarrbt. at O.het is esordid as top of this form.

This farmr IE000751 2 oas atable Isoms the Canter Dept.. ASME. 345 E. 4755.ý Newa Volis. N.Y. 1001?

Ethel
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REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

1. Owner.

2. Plant:

FIRSTENERGY CORP.  

10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP)
10 Center Road, Perry, Ohio44081

3. Work Performed By* FIRSTENERGY Nuclear Operating Company PNPP 

in Center Rnod. Pprrv. Ohio 44081

Date 3121/01 
Sheet 1 of 1

Unit ONE 
W.O. 01-666 RIO 

(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

Identification of System: IE12 RESIDUAL HEAT REMOVAL 

(a) Applicable Construction Code: ASME Section III NC, NF .1974 Edition 
NAME/SECTION/DVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-242.N-272.N-224.N-413.N-282.N-275,1644-5,1728

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 NIA • 
Edition Addenda Code Case(s) 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A N/A 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 . N/A 19 NO Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratina Company PNPP 

6. Identification of.Components Repaired, Modified, or Replacement Components.

7. Description of Work: REPLACED LOAD STUD HT CODE# MSU AND (4) JAM NUTS HT CODE# BSL.IN 
•NII IRP:R R1IFPORT 1E12H0581.

152

4.  

5.

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement. Code 
No. or Modification Stamped 

PIPING PULLMAN 1E12 83 N/A 1985 REPLACEMENT YES 
SYSTEM POWER

8. Test Conducted: Hydrostatic- [I Pneuinatic- [I Nominal Operating Pressure- [I Other- [I 

Pressure NIA psi Test Temperature N!A degrees F Code Case(s) N/A

/ 9!5W! - cl:14 /

10 Center Road, Perrv. Ohio 44081

• . ............ | .... J! ..... .. ,



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provislons of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 NOI-1741

1. Owner:

2. Plant:

FIRSTENERGY CORP.  

10 Center Road. PerryOhio 44081 

Perry Nuclear Power Plant (PNEPI)
10 Center Road, Perr Ohio 44081

3. Work Performed By:. FIRSTENERGY Nuclear Oceratina Company PNPP 

1n Crntpr Road. Perry. Ohio 440V1

Date 03/22/01 

Sheet I of., 2 

Unit 1 

99-16436, REV 0 
(RepalrOrg. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-02

4. Identification of System: I E12 RESIDUAL HEAT REMOVAL SYSTEM 

5. (a) Applicable Construction Code: ASME SECTION Ill, SUBSECTION NC ,1974 Edition 
NAME/SECTION/DIVISION/CLASS 

WINTER 19 75 Addenda Code Case(s) N-242, N-272, N-224, N-413, N-282. N-275. 1644-5.  
AND 1728.

(b) Construction Code used for repairs, modifications, or replacements: 1974 .W75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989. N/ 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FirstEner y Nuclear Operatinci Company PNPP 

Identification of Components Repaired, Modified, or Replacement Components.

Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN. 1E12 83 N/A 1985 REPLACEMENT YES 

SYSTEM POWER

7. Description of Work: REPLACED 6" VALVE (1 El 2-F0086I SERIAL NO. 1-11392-01 WITH VALVE SERIAL 

NO. 2-11949-01

153

6

8. Test Conducted: Hydrostatic- [I Pneumatic. E5 Nominal Operating Pressure- 9 Other-fl 

Pressure i53 psi Test Temperature AMB. degrees F Code Case(s) NIA

S.............. r I I

6



REPORT No. P0059-008 

FORM NPV-1 CERTIFICATE HOLDERS DATA RiEPORT FOR NUCLEAR PUMPS OR VALVES' 
As Required by the Provisions of the ASME Code, Section Iti, Division I 

Pg. lof 2 

1. Manufactured and certlfied by:. Atwood & Morritl Co.. Inc_ 28S Canal $I_ Salem, MA 01970 

(name and address of N Certificate Holder) 

2. Manufactured for First Enery CQ;oorgation. P.O. Box 3611. Akron.Oh 44349.3811
(name and address of Purchaser) 

3. Location of Installation Penv Plant 10 Center Road, Ndh Perry Oh. 44081
(name and address) 

4. Model No., SeW1es No. or Type Dual Plele Drawing 1g49-01 Rev. 01 CRN NIA 

S. ASME Code, Section II. Division 1: 1974 - Winter 1975 .2.. NIA 
(ediOe) (aeddenda dae) fdet.)• (CoftCse m 

I. Pump or Valve Valve Nominal Inlet size 6 Outlet size _.6._ 
(in.) (in.) 

7. Material: Body -SA216-WCB Bonnet NIA Disk SA487-CA•NM Bolting NIA

(a) 
Cart.  

Holders 
Serial No.  

2-11949-01

(b) 

Nat'I 
Board 
No.  

NIA

(C) 
Body 
Serial 
No.  

HT. P. E49758 
S/N: 6

(d) 
Bonnet 
Serial 
No.  

NIA

(e) 
-Disk 
Serial 
No.  

HT. t. A5083 
SIN: 3 & 4

* Supplemen.•a infaimaulon in toem of liste, stel0hre, ncdrewing3 may be used providod (1) asio 8 Z It, (.1) " •.rrnbtion In items I lfa-ugh4 
01 t .his 01113 Report Is lncluded on each shoat, (3) V':h halda is nurnbered and UMe number of shuiR~ is mtolded &t the top ot this form 

(1218) This form (E00037) may be obtained from the Order Dept.. ASME. 22 Law Drive. Box 2".00 FaviltV. NJ 07007-'30W 
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REPOR' No. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9111100 NQI-1741

1. Owner.

2. Plant:

FIRSTENERGY CORP.  

10 CAnter Road. Perry. Ohio 44081

Perry Nuclear Power Plant (PNPPI 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perry. Ohio 44081

Date 03/22/011 

Sheet 1 of 2 

Unit 1 

99-16408. REV 0 
(RepaIr Org. P.O. No., etc.)

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-02

4. Identification of System: 1 E12 RESIDUAL HEAT REMOVAL SYSTEM

5. (a) Applicable Construction Code: ,ASME SECTION III, SUBSECTION NC .1 974 Edition
NAME/SECTION/ODIVISION/CLASS 

WINTER 19 75 Addenda Code Case(s) N-242. N-272. N-224, N-413. N-282, N-275, 1644-5.  
AND 1728.

(b) Construction Code used for repairs, modifications, or replacements: 1974 W75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservlce Inspection: 1989 N 
Edition Addenda" 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989. N/A 19 N'A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FirstEnerov Nuclear Operating Co.PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

I�ILA
N/A 
Code Case(s) 
N/A 
Code Case(s)

7. Description of Work: REPLACED 80 VALVE 1E12-F0063B. SERIAL NUMBER 1-11372-01 WITH NEW 8" 
VALVE SERIAL NUMBER 2-11372-01, 

8. Test Conducted: Hydrostatic- El Pneuinatlc- E] Nominal Operating Pressure- 0 Other- 0l 

Pressure 196 psi Test Temperature AMB. degrees F Code Case(s) N/A
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Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement. Code 

No. or Modification Stamped 

PIPING PULLMAN 1E12 83 N/A 1985 REPLACEMENT YES 
SYSTEM POWER
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NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl No. 9305 9~v. n/l/tv,

1. Owner FIRSTENERGY CORP.  

10 Center Road, Perry, Ohio 44081

2. Plant: Perry Nuclear Power Plant (PNPP) 
10 Center Road, Perry, Ohio 44081 

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perry, Ohio 44081 

4. Identification of System: 1E12 RESIDUAL HEAT REMOVAL SYSTEM

Date 03/22/01 

Sheet 1___ of 2

Unit 1 

99-16407, REV. 0 
(RepalrOrg. P.O. No., etc.) 

Type Code Symbol Stamp N 
Authorization No. 33 

Expiration Date 9-26-02

5. (a) Applicable Construction Code: 3ASME SECTION III, SUBSECTION NC .1974 Edition 
NAME/SECTION/DIVISION/CLASS 

WINTER 19 75 Addenda Code Case(s) N-242. N-272, N-224, N-413, N-282, N-275. 1644-5 AND 1728.

(b) Construction Code used for repairs, modifications, or replacements: 19_64 W75 .NA 
Edition Addenda Code Ca 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A N/A 
Edition Addenda Code Ca' 

(d) Applicable. Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 
19,89. iN/A 19 N/A • Addenda N/A 

Code Case(s) (e) Design Responsibilities FirstEnerqy Nuclear Ogerating Company 
6. Identification of Components Repaired, Modified, or Replacement Components

�e�) 

�s)

,. uescripuion of WorK: REPLACED VALVE 1E12-F0063A, SERIAL NUMBER 2-11372-01 WITH NEW VALVE 
ERL NŽ~UMBER 1-50079-A

8. Test Conducted: Hydrostatic- E] Pneufnatic- E] Nominal Operating Pressure- N Other- [] 
Pressure 153 psi Test Temperature AMB. degrees F Code Case(s) N/A

157

-I

Name of Name of Manufacturer Nat. Other Year Repair, ASME Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN I E12 83 N/A 1985 REPLACEMENT YES SYSTEM POWER

I C_ I.K -&A W, ý

SPNPP

741
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FORM NPV-1 CERTIFICATE HOLDERS DATA REPORT FOR NUCLEAR PUMPS OR VALVEs• As Required by the Provisions of the ASME Code, Section III, Division 1 

Pg. 1 of.  

1. Manufactured and certifled by. Atwood Morrill Co.-n. .2 Canal St. Salem MA 01970 
(name and address of N Certificate Holder) 

2. Manufactured for Firsl Enery Comooralion 10 Center Rd P.O Bor g7 North Pet. OH 44081 
(name and address of Purchaser) 

3. Locallon of Installation Perry Nuclear Power Plant1 0 Center Red Dock No .Nodh Perry OH 4,01 
(-ame, and a ress) 

4. Model No, Series No, or Type IDualPlateChek Vtale Drawing 5007-a. Rev. _0 CRN _.

S. ASME Code, Section Ill, Division I..L _j
{-WI0 tLe

6. Pump or Valve V Nominal Inlet size ._._. Outlet size 8 
(in.) (in.) 

7. Material. Body 5A2J6-W ý Bonnet NHA Disk SA487--A6NM Bolting N 
(a) (b) (c) (d) (e) Cert. Narl Body Bonnet Disk, Holder's Board Serial Serial Serial Serial No. No. No. No. No.  

1.50079-A WA HT. #: 0091 N/A HT. #I C884 
SIN: M163 SIN: 1 &2 

• s • •"• . . ' --

Supplemental Inlorn• in forin of fist. sketches. or dranwsgo may b•• ued pro•.dO.4) sie 81'1 n 11. •,^.nform,•rtion in : .  on this Data Report Is rncluded 0nAwe-. ehhet, (3) each she.is ttum b d t-.-- ..... .e " . .. oet o !' trm 
•'•~ ~ ~~~~~~W ... ...... 104,•• -•mnurrIt n! shout:: 1-. n:. •019od Ill tho top ,.'/he.,forn 

(12/81 This lna I maybe ebtained from the Order Dept.. ASM•.. 2tiaw Dri. Oby 2100. Fi•.tilid NJ 07O0?." "*

.2__

•0

158
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NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xi 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

FIRSTENERGY CORP.  

10 Center Road, Perr, Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By:. FIRSTENERGY Nuclear Operating Company PNpPP 

10 Center Road. Perry. Ohio 44081

Date 03/22-01 

Sheet I of 2 

Unit 1 

99-16410, REV 0 
(Repair Org, P.O. No., etc.)

Type Code Symbol Stamp NR 

Authorization No.. 33 

Expiration Date 9-26-02

4. Identification of System: 1 El 2 RESIDUAL HEAT REMOVAL SYSTEM

5. (a) Applicable Construction Code: ASME SECTION III, SUBSECTION NC.  
NAME/SECTION/DIVISION/CLASS 

-..... WINTER - -. 19 -75- -Addenda-- CodeCase.(s)_ 

N-242. N-272. N-224, N-413, N-282, N-275,1644-5 AND 1728

19Z74_ Edition

(b) Construction Code used for repairs, modifications, or replacements: 1974 W75 
Editlon Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
"Edition Addenda 

(d) Ap icabie Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1 S -NIA 19 N/A Addenda N/A 
.4-O.•/5// / Code Case(s) 

(e) Design Responsibilities FIRSTENERGY NUCLEAR OPERATING COMPANY 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: VALVE 1 El 2-F0063C REPLACEMENT, REPLACED VALVE SERIAL NUMBER 1-11064
01 WITH NEW VALVE SERIAL NUMBER 2-50079-A

159

1. Owner,

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement. Code 
No. or Modification Stamped 

PIPING PULLMAN 1E12 83 1E12- 1985 REPLACEMENT YES 
SYSTEM POWER F00630

8. Test Conducted: Hydrostatic- [] Pneumatic- [] Nominal Operating Pressure- Z Other- [I 

Pressure 153 psi Test Temperature AMB. degrees F Code Case(s) N/A

T ....................



REPORT NO. P0059-008 

FORM.NPV-1 CERTIFICATE HOLDERS DATA REPORT FOR NUCLEAR PUMPS OR VALVES' 
As Required by the Provisions of the ASME Code, Section 111, Division I 

Pg.•1' of 2 

1. Manufactured and certllfed by: Atwood & Morrll C.. Inc 285 Canal St. Salem MA 01 970 
(name and address of N Certicfiate Holder) 

2. Manufactured for First Energy Coroorton 10 Center Rd P O pox 97 Nort, Perr- ON 44-1

(name and address of Purchaser) 

3. Location of InstallatfonPerry Nuclear Power Plart 10 Center Road Oock No I North Perry OH 44081 
(name and address) 

4. Model No, SerlesNo. or Type Dust Plate Check Valve DrawingQ52W &.P Rev. .0.1 _ CRN Nh/.

5. ASME Code. Section itt, Division 1: 1 Winteri975 
(eortlen) (addenda date)

B, Pump Dr Valve _Valve Nomninal Inlet size _A_.. Outlet sizea 
(in.) (n) 

7. Material: Body *§A216-JW Bonnet NIA Disk S§ .MAA .-CAQ Balting NIA

--od. Cas eo.)

(a) 
Cert 

Holders 
Serial No.  

2-50079-A

(b) 
Nat'l 

Board 
No.  

N/A

(c) 
Body 
Serial 

No.  

HT. #: 0078
S/N: M161

(d) 
Sonnet 
Serial 
No.  

N/A

(e) 
Disk 

Serial 
No.  

HT. #: C8840 
SIN: 3 & 4

'I. efm in aion frm offist%. skel oiek ctf cit? s may beUsed pfzded :~.iut14.01, (2)or -n.! :: -t nmiems I throulf4,4 On this 0a.. Rept r';R'juis on eacn:.,i~ae. (3) each shiec is numbered and tIhe numrof shelts is recorded at the top of this form 
(12/18) This form (E00037) may be obtalrlldfromihe Order Dept.. ASME, 22 L;w Dtive., -o.0Q. Feirti4i. ,J W .300.  

*S. 1 1

160
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NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP No. 9308 Rev. 9/11100 NQ1-1741

1. Owner: 

2. Plant

FIRSTENERGY CORP.

IA (�ont�r �nseI Party. Ohio 44081

Perry Nuclear Power Plant (PNPP)
10 Center Road. Perry, Ohio 44081

3. Work Performed By:. FIRSTENERGY Nuclear Operating Comoanv PNPP

10 Center Road. Perry. Ohio 44081

Date 03/22/01 

Sheet 1 of 2 

Unit 1 

01-6569, REVO 
(Repalr Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration-Date 9-26-02

4. Identification of System: 1E12 RESIDUAL HEAT REMOVAL SYSTEM 

5. (a) Applicable Construction Code: ., ASME SECTION IiI, SUBSECTION NC .19Z74 Edition 
NAMF.JSECTION/OIVISION/CLASS 

WINTER 19 75 Addenda Code Case(s) N-224. N-242, N-272, N-275. N-282, N-413, 1644-5 
AND 1728

(b) Construction Code used for repairs, modifications, or replacements: 1974 W75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 - N/A 
Edition Addenda 

(d) Applicable Edition- of Section XI Utilized for Repairs, Modification, or Replacements: 

1989, WA 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY NUCLEAR OPERATING COMPANY, PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components.

NCA 
Code Case(s) 
NIA 
Code Case(s)

7. Description of Work: REPLACED SNUBBER S/N 22898 ON SUPPORT 1 El 2-Hol 80 WITH SNUBBER S/N 
24365 

8. Test Conducted: Hydrostatic- [] Pne'umatic- El Nominal Operating Pressure- [I Other- [3 

Pressure _ psi Test Temperature _ degrees F Code Case(s)

161

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN .E12 83 1 E12- 1985 REPLACEMENT YES 
SYSTEM POWER H0180
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FORM NF.1 NPT CERTIFICATE HOLDERS' DAT T 0 O 0 T SU*PRs 

As Required by the Provisions of thse ASME Code Rules. Section [it, Divsriion I

" . Manufactured Pacific Scienific 1346 S. State College Blvd. Anahe3m, Ch 92803 
aNil.. ard 444dr,41 o NP.I Cnilicate iold erl 

2. ~ ~ Power Ppxs Co. 829 Beaver Ave. Pittsbargh, PA 15233 
i INarn and Rcaeing o1f Oichoiei or O•1•ftl • 

3. Location ol Installeio -.  "1 l, 4 dentilicalttCl .'- .r ' , • ••• "" 

I) Ibi -.-. ,. ' - c) Id) 1 .- - l .-.flib [hii 

CompoIent Canadian Applicable Street Report Type of 

Support •Rgistratin" Drawiings waith or Load Cape- Component Natiloud Si/ 

I.D. No. No. Li.4TWeW. & Date city ODta Sheet support Class NO. Y.ar/Built 

111 24344 M 1801102-05-L DR1351 ,ev. A Lim= 1 

121 tt 
131 24410 " 
141 
IS) 
171 

173 

191 

1101 
5. Remarks:

lo

CERTIF•ICATION OF DESIGN 

Design Information on File at Pacific Scientific 

Strets Report or Load Caoacity Dait Sheets on File at 

p C qkgn tcientiic _______

Filed Per tr-A 3256 
Design Sp•cificationslCriliold W 11 L . _.-Y PE ssa.._CalXf09 a AUG 2 5 M93

Str..u Analysis Rwaor atr Load CeoucT, Do to Sheets Certified by IlI La E. Ay 

S,,,, s Cat l fornia, N 13533 Re IlLt aNiao n. 13513 etrq.ma,

I[II List risi ng¥ @I,'linl•v -O14 rQIql. .7, -=--" V. " 

*Suplemlntla sheets in form of list, sketch.es o-dliawngs may be used prov,•dedi)*e is o'in. .121 informalion in tem •.  

4c, 4g on this Data Report is included on each'shel'and 131 •ech Sheet is numbered 8£,,d.n•v^ r of sheles is recorded at top r',( 

this lorr ,,..- .  
- .7

"-";.4.. .',.. -.*5.4*, *tk~7 .- .,< . 4... '.,•. , ••• . .. ..

162

"CERTIFICATE OF COMPLIANCE 

We cartify that the statements Mack in this regort are correct and, that shesel conponentl tuppolti conform to the rules of construction 

of the ASMIE Code for Nuclear Power Plant Components. Section Ill. Division I. Edition 1974 . V€!rinter '75 

Code Ceaifset roio t,; 

t~1 ~ SigTned Pacific Scientific A.W/i lae 
O l i I N .IM T C er ti f i c a t e H4 o l d el/•. " 

Okur ASMC- Certificate of Authorizationi No.___________ to use thea 

Symbol expirs Aug. 4, 1984 • ,o.,. exie "" N ~" •'.3

1 .  

0

It'll - I * . --

,1\ .1,10

J

no.. N._ "l '• •':1"4
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.4. 61i - ?6 7 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111/00 NOI-1741

FIRSTENERGY CORP.

10 CenterRoad, PerryOhio44081

Perry Nuclear Power Plant (PNPPI 

10 Center Road, Perny, Ohio 44081

3. Work Performed By. FIRSTENERGY Nuclear OPeratinq Company PNPP 

10 Center Road. Perry, Ohio 44081

Date 03122/01 

Sheet 1 of 1 

Unit 1 

01-6567, REV. 0 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NRl 

Authorization No. 33 

Expiration Date 9-26-02

4. Identification of System: I El 2 RESIDUAL HEAT REMOVAL

5. (a) Arolicable Construction Code: ASME SECTION III, SUBSECTION NC .1974 Edition
-19 75 Ad NAMEdSed ECod Case N-. N .CLASS 
WINTER 19 75._ Addenda Code Case(s) N-272. N-242, N-413, 1644-5, AND 1728

(b) Construction Code used for repairs, modifications, or replacements: 1974 W75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 ,N/A 
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

19 89 4NA 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY NUCLEAR OPERATING COMPANY. PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED SNUBBER SERIAL NUMBER 10806 OF SUPPORT 1E12-H0410 WITH 
NEW SNUBBER SERIAL NUMBER 41782

163

1. Owner.

2. Plant:

Name of Name of Manufacturer NaL Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. I or Modification Stamped 

PIPING PULLMAN 1E12 N/A .k'E-2- 1965 REPLACEMENT YES 
SYSTEM POWER H0410

8. Test Conducted: Hydrostatic- [I Pneumatic- [j Nominal Operating Pressure- [I Other- [I 

Pressure __ psi Test Temperature - degrees F Code Case(s)

w- •,--6
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NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No 93D8 Rev. 9111/00 NQI-1741

FIRSTENERGY CORP.  

10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP)

10 O.'nt,�r �rorf PArrv� Ohio 44051

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

1A Cefnter Rr, Pe-rrv Ohio 440n1

Date 03/24/01 

Sheet 1 of I 

Unit 1 

01-6568, R/O 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NR 
Authiorization No. 33 

Expiration Date 9-26-02

Identification of System: 1E12 RESIDUAL HEAT REMOVAL SYSTEM 

(a) Applicable Construction Code: ,ASME SECTIONIII, NC 
NAME/SE=TION/DIVISION/CLASS

.1974 Edition

!9 WITE 1 Adden~da Gede Gase(s) N. 242 N 212 bl.1 1645& 72

(b) Construction Code used for repairs, modifications, or replacements: 1974 W75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 , N/A 19 N/A Addenda NA 
"Code Case(s)

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company, PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: REPLACED SNUBBER SERIAL NUMBER 10807 OF SUPPORT 1 E12-H0386 WITH 
SNUBBER SERIAL NUMBER 41372

164

1. Owner.

2. Plant:

4.  

5.

NdA 
.Code Case(s) 
NIA 
Code Casaes)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. or Modification Stamped 

PIPING PULLMAN 1E12 N/A N/A 1985 REPLACEMENT YES 
SYSTEM POWER

8. Test Conducted: Hydrostatic- -. Pneumatic- C. Nominal Operating Pressure- 5 Other- [I 

Pressure N/A psl Test Temperature N/A degrees F Code Case(s) N/A

1W Center ...... Pe .... T| ... . ..

w• v ...... ,,, .... T .... 11 •,', ........
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NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9/11100 - NQI-1741

1. Owner.

2. Plant:

FIRSTENERGY CORP.  

10 Center Road, Perr, hio 44081 

Perry Nuclear Power Plant (PNPP)
1/A C~rnt~r Rn~rt Penrv. Ohio 44081

3, Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 
10 Center Road. Perrm. Ohio 44081

Date 04/03/01 
Sheet 1 of 2 

Unit 1 

98-0949 R-0, JA 
(Repa/r Org. P.O. No., etc.)

Type Code Symbol Stamp .RR 
Authorization No. 33 

Expiration Date 912612002

4. Identification of System: 1 El 2 RESIDUAL HEAT REMOVAL SYSTEM

5. (a) Applicable Construction Code: 6SME Section Ill. Subsection NC ,1 
NAMEUSECTIONIDIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-224, N-242, N-272, N-282

L4._ Edition

(b) Construction Code used for repairs, modifications, or replacements: 1974 .Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989, N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

NI/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1E12(1E12A) WA 1E12- 1984 REPLACEMENT YES 

SYSTEM POWER F0018A 

7. Description of Work: SEE REMARKS

8. Test Conducted: Hydrostatic- 0 Pneumatic- [I 

Pressure 153 psi Test Temperature AMB.

Nominal Operating Pressure- 0 Other- El 
degrees F Code Case(s) N/A

165

i 0 Center Road Piq- Qhlm 44081

S.. ............ ] - • i i
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/eI2 - ,,24; • 

FORM NPV-1 MANUFACTURERS' DATA REPORT FOR NUCLEAR PUMPS OR VALVES* 

As Required by tihe Provisions of the ASWE Code Rules

Flowserve Corp.  
701 First Street. WilliamsDort, PA 17701 E802P-1

Manufactured by r " Order 0. 
(mOM. & Addess of nuftae-ursr) 

Cleveland Electric Illuminating Company .  

•Ma.ufa&cted for P.O. Box 3611, Akron, OH. 44309-3611. OrderNo. 7 0 19 2 4 2 _

(ame and Address) 

Cleveland Electric Illuminating Company Owner 

Location ofPlantPerry Nuclear Station, 10 Center Rd., N. Perry, OH. 44081. 

Pump or Valve Identification Valve, (1) one each, 6"-300#- Gate Valve. / 

Serial Number: -E802P-l-lY 
(Brt, f description of service for which equipment was designed)

/ 

(a) Drawing No. 80970-I Rev A Prepared • Flowserve Corporation 

(h) National Boad No. N/A 

Design Conditios 720 psi 100 
(Pressure) (Temprat•re) 

The material, design, construction, and workmanship complies with ASME Code Section I11. Class 2 

Edition 1974 Addeand Dae (W) 1975 Came No. N/A

Mark No. material Spec. No. Itsmuf.ctts.r Remarks"

Body: ::HT#:#0059V SN: M77 SA216&WCB PRL Industries 

Bonnet: HT# 0060 SN: M78 5A26'WB P.RL industries 

Disc: HT# 0035 SN: M18 SA216-WCB PRL Industries 

i m.

(b) Forging*

N/A

166

1.  

2.  

3.  

4.  

5.

6.  

7.I

(a) Castings

'Suppieinatal sheets in form of a stIo aketache or drwingas may be used provided Ci) iLze La W•" x 11*. (2) rmoatmon In iteams, 1, 2, 5. and 
Sb on this data report i included on each sheet. and (3) each gheot Is numbered and number or abhots i. recorded at top at this form.



REPORT NO. P0059-008

/6�'/- �g�t

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/111/00 NOI-1741

FIRSTENERGY CORP.

10 Center Road, PerrOhio44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. PerrY. Ohio 44081

Date 3/8101 

Sheet I of 2 

Unit ONE 

W.O. 99-15707 R/O 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1E21 LOW PRESSURE CORE SPRAY

5. (a) Applicable Construction Code: ASME Section III' NB A1974 Edition
"NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s)'N-224.N-242.N-272.N-413,1728,1644-5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

198 9 . N/A,_ 19 NIA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired. Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer. Serial No. Board ID. Built Replacement. Code 
No. or Modification Stamped 

PIPING PULLMAN 1E21 85 N/A 1985 REPLACEMENT YES 

SYSTEM POWER 

7. Description of Work: REPLACED HYDRAULIC SNUBBER SERIAL# 528 WITH SERIAL# 003 FOR 

IE21HOO02.

167

1. Owner

2. Plant

8. Test Conducted: Hydrostatic- 0] Pneumatic- -' Nominal Operating Pressure- [3 Other- [] 

Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A
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REPORT NO. P0059-008

lie?/ - 6,3 -; 
NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As required by the Provisions of the ASME Code Section XI 
PNPP No. 9308 Rev. 9/111/00 NQI-1741

FIRSTENERGY CORP.

10 Center Road. Perry, Ohio 44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 
10 C~nter Rn~d Ppmrr flhin AANR1

Date 318/01 

Sheet 1 of 2 

Unit ONE 

W.O. 99-7180R/0 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 912612002

4. Identification of System: I E21 LOW PRESSURE CORE SPRAY

5. (a) Applicable Construction Code: ASME Section III NB 1974 Edition
NAMEISECTIONIDIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-224.N-242.N-272.N-413,1728,1644-5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 NIA 
Edftlon Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989. N/A 19 NIA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. I or Modific.tion Stamped 

PIPING PULLMAN IE21 85 N/A 1985 REPLACEMENT YES 
SYSTEM POWER 

r. Description of Work: REPLACED HYDRAULIC SNUBBER SERIAL# 521 WITH SERIAL# 533 FOR 
1E21HOOO1.

169

1. Owner

2. Plant

8. Test Conducted: Hydrostatic- E] Pneumatic- E] Nominal Operating Pressure- E] Other- El 
Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A

10 Center Road Per- Ohio 44081
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1E21-036 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As required by the Provisions of the ASME Code Section Xi 

PNPP No. 9308 Rev. 9111100 
NQ0-1741

1. Owner.

2. Plant:

FIRSTENERGY CORP.

Perry Nuclear Power Plant (PNPP)
•in C•.nter Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operatina Company PNPP 

10 Center Road, Perry, Ohio 44081

Date 4-17-01 

Sheet-1 of 2 

Unit one 

WO 01-4946 R/1 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 09-26-2002

Identification of System: 1 E21 Low Pressure Core Spray 

(a) Applicable Construction Code: ASME SECTION III Class 2 .1974 Edition 
NAMEISECTIONIDMSIONICLASS 

Winter 19 75 Addenda Code Case(s) 1728, 1644-5. N-242, N-224, N-272, N-413

(b) Construction Code used for repairs, modifications, or replacements: 1974_ winter 75 see above 
Edition Addenda Code Case(s) 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 no__ nla 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989. n/a 19 nLa Addenda n/a 
Code Case($) 

(e) Design Responsibilities FIRST ENERGY NUCLEAR OPERATION COMPANY PNPP 

^., __.:=,__=.__i (31 (.p•U.......IL I "os',, '',"lfi, nr Repnlace._.ment Comonents

Name of Name of Manufacturer Nat. Other Year Repairmn ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code No. or Modification Stamped 

PIPING PULLMAN 1E21 1985 N/A 1984 REPLACEMENT YES 
SYSTEM POWER

7. Description of Work Replaced 1-1/2" Relief Valve s/n 2 with new relief valve sin1 at 1 E21 F001-8.  

8. Test Conducted: Hydrostatic- , Pneumatic- [ Nominal Operating Pressure- x Other- C] 

Pressure 490 psi Test Temperature 78 degrees F Code Case(s) n/a
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4.  

5.

Center Road Perrv Ohio 44081

10CenterRoad Perrv ON044

,,,- . .... , .. ..

I



REPORT NO. P0059-008

- c . o 
.. ; I.t:S ".. I. .  

• 4-.

d."

172.



REPORT NO. P0059-008

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

1. Owner.

2. Plant:

FIRSTENERGY CORP.  

10 Center Road. PerryOhio 44081 

Perry Nuclear Power Plant (PNPP)
in ('.ntar Rnnd _ P nrrv. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Parrv. Ohio 44081

Date 3/20101 
Sheet 1 of 2 

Unit ONE 

W.O. 99-20188R/0 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NRI 
Authorization No. 33 

Expiration Date 9126/2002

4. Identification of System: 1E22 HIGH PRESSURE CORE SPRAY SYSTEM, DIV.3

5. ('•) Aoolicable Construction Code: ASME Section III NO .1974 Edition
NAME/SECTION/DIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-242,N-272,N-413,1644-5.N-240.N-275.N-224
1,1683-1

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

19 89.. N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operatina Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components.

N/A 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED RELIEF VALVE TARGET ROCK SN#3 WITH TARGET ROCK RELIEF 
•IAI \J= •M* • p•C:R A~q.TWI'.1 F='9'FOO15________________

173

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1E22 86 N/A 1985 REPLACEMENT YES 

SYSTEM POWER

8. Test Conducted: Hydrostatic- El Pneitriatic- [] Nominal Operating Pressure- El Other- E] 

Pressure 1300 psi Test Temperature AMBIENT degrees F Code Case(s) N/A

S.............. 1 .... IN •- . m
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REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

1. Owner: FIRSTENERGY CORP.

10 Center Road, Perry, Ohio 44081

2. Plant: Perry Nuclear Power Plant (PNPP1
10 Center Road. Perry, Ohio 44081

3. Work Performed By- FIRSTENERGY Nuclear OperatingQ Company PNPP 

10 Center Road. Perry, Ohio 44081

Date 3/20/01 

Sheet 1 of 2 

Unit ONE 

W.O. 99-20218R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration-Date 9/26/2002

4. Identification of System: I E22 HIGH PRESSURE CORE SPRAY SYSTEM, DIV.3 

5. (a) Applicable Construction Code: ASME Section III NO .1974 Edition 
NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-242.N-272.N-413,1644-5.N-240.N-275,N-224
1,1683-1

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 N/A 
Edition Addenda Code Case(s) 

(c) ASME Code Section X1 applicable for Inservice Inspection: 1989 N/A N/A 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section Xi Utilized for Repairs, Modification, or Replacements: 

19 89 NIA 19 NIA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operatina Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components,

7. Description of Work: REPLACED RELIEF VALVE TARGET ROCK SN#6 WITH TARGET ROCK RELIEF 
VALVE SN# 3 FOR ASSET#1 E22FO014.

175

Name of Name of Manufacturer NaL Other Year Repair, ASME 

Component Manufacturer Sedal No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1E22 86 N/A 1985 REPLACEMENT YES 
SYSTEM POWER

8. Test Conducted: Hydrostatic- El Pneuimatic- C] Nominal Operating Pressure- [I Other- LI 

Pressure 28.6.. psi Test Temperature AMBIENT degrees F Code Case(s) N/A

10 Center Road Perm Ohio 44081



R3POR No_ pOO59_0 0 8 

FORM NV-1 MANUFACTURERS' DATA HFPCRT FOR SAFErY AND SAFE(Y Hf!-*UF VLVES, 
J~s Required by the Provisions of the ASAIE Code. Section "!. D;.V. 1) 

'~an~iiabyTAR~GET ROCK CORP., 196E roadio o .nd. n -,:ri~f~d.~ 

2. ~,4r 8 oCaeyeand ctic' (1" II Lminti~nq.Co ~2~.bx3~d, ~ 
3. Location of lns:3r.i~dn AerrATOýP~e rr,?, Ohi*-6 

5. Vzj%.a .-- t2-GH-003 IetfingNos. 3o. thrgi 

Crifica Size - .375 - Nominal Inlet Size 1"cullat 5:;-. 2 
;nth Inch 4 

6. Set Pressure (PSIG 10 .o Rated Temperature 
Stamp'd * Steamy Ibsý%r @%Overpressure Blowdown IPSIG) 2 .  
Hydres-atfr Test (PSiG) Inlet 425 Oult425 ____ 

7. Pressure Setainýn; Pieces 
Serial No. or - . Material Sj:c ifc,):ion 
Identification Inmd. Type or Srtsde 

Boy300380 ____ ASMESA105 
GotorYk -21J2 U3-7 -2 ___ TE-S(T 5 

Su~pport Riod$ ____ 

Nozzle TO4- _____XSM=-M~ ~9,7T3T6 
Ois IO20-2 6~ . ~'E256~a30 

*Spring Washers . -- -

Adjusting Screw 

Spring 
Botn S o cketi- Hd§Sc re, wS71767 ThUN C -Z M S- ýEAlD32'7 
Oth-sr~ics .. pktH.~C~5l1 N 2ý 00 A ______ 

Flange 202063- S Es I 37 
F I P ceL ZZ~. ASMiEz.SA1JA2.'! 

'Cosse 102459-______ ASME-SA)05 

Pla4te- 202036-2 

S9128 

Supplemental sheets in form of lists. sketches or drawings may be used provided (1) size is ;-li/2 x I V. (2) inofrmation 
in items 1-2 on this data report is included on each sheet; and 13) eachl sheet is numbered and number of shu.nts is 
recorded at top of this form.  

~~tl761Th aon (E04I u vgb; Jn the Owe~r Crot.. NS.'5t 
t~few Yorkr, N.Y. I 0ýo17 

(- 76 A___________________________
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1453Z - 140

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111100 NQI-1741

FIRSTENERGY CORP.  

10 Center Road. Perr, hio 44081 

Perry Nuclear Power Plant (PNPP)
ll C.anfer Plnnd[ PArnIv Ohio 44081

Date 3119/01 

Sheet 1 of I 

Unit ONE 

W.O. 00-587R/0 
(Repair Org. P.O. No.. etc.)

Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP Type Code Symbol Stamp NFR 

10 Center Road, Perry, Ohio 44081 Authorization No. 33 
Expiration Date 9/26/2002 

Identification of System: 1 E32 MAIN STEAM ISOLATION VALVES LEAKAGE CONTROL 

(a) Applicable Construction Code: ASME Section III NC. NF .19741 Edition
nAM CodeICase•I s) I.242.N-2.  

Winter 19 75_ Addenda Code Case(s) N-242,N-272,N-275,N-240,N-413,1644-5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for InserVice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs.'Modification, or Replacements: 

1989. N/A 19 NIA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP.  

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

NIA 
Code Case(s)

7. Description of Work: REPLACED PSA SNUBBER 1E32H0231 SN# 39126 WITH LISEGA SNUBBER 
SN#00614803/005.  

8. Test Conducted: Hydrostatic- E- Pne.umatic- El Nominal Operating Pressure- [I Other- El 

Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A

177

1. Owner.

2. Plant:

3.

4.  

5.

Name of Name of Manufacturer Nat Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. - or Modification Stamped 

PIPING PULLMAN 1E32 104 N/A 1985 REPLACEMENT YES 
SYSTEM POWER

10 Center Road Pprnr Ohin 44nfll



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11100 NQI-1741

FIRSTENERGY CORP.  

10 Center Road. Perry, Ohio 44081

Perry Nuclear Power Plant (PNPP1 

10 Center Road, Perry, Ohio 44081

3. Work Performed By:. FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perrv. Ohio 44081

Date 3/19/01 

Sheet 1 of 

Unit ONE 

W.O. 00-664R/0 
(RepairOrg. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1 E32 MAIN STEAM ISOLATION VALVES LEAKAGE CONTROL

5. (a) Applicable Construction Code: ASME Section III NC, NF -. 19Z74 Edition
NAMESECTION/DIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-242,N-272.N-275.N-240.N-413,1644-5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989, N/A .19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operatino Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A " 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED PSA SNUBBER 1E02H0234 SN# 34368 WITH PSA SNUBBER SN#34929

178

1. Owner.

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1E32 104 N/A 1985 REPLACEMENT YES 
SYSTEM POWER

8. Test Conducted: Hydrostatic- [I Pne.umatic- [3 Nominal Operating Pressure- [] Other- El 
Pressure NIA psi Test Temperature NIA degrees F Code Case(s) N/A
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FORM NF-1 NPT CERTIFICATE HOLDERS' DATA REPORT FOR COMPONENT SUPPORTSe i, 2-/l, 
A0. DUn..ir•d by the Provisions of the ASME Code Rules, Section III, Division I /. Z.

S•iun-r~cn Division 

1. Ma.ufactured by Pacific Scientific 1346 S. State College Blvd. Anaheim, CA 92803 
(Nami and address of NPT Certificate Holderl 

2. Manufacturer for Power Piping Co. 829 Beaver Ave. Pittsburgh, PA 15233 

(Name and address of purchase or owner) 

3. Location of Installationt 

4. Identification 

(al (b) Ic) Cd) {el If) Ig) (h) 

Component Canadian Applicable Stress Report Type of 

Support Registration Drawings with or Load Cape- Component Natl Board 

1.D. No. No. Last Rae. & Date city Data Sheet Support Class No. Year/Built 

Ii) 14A42 NONE 1801104-05-J DR1348 pRm. R Linear 1 NONE 19M 

12)_ 3 4 i t (3)-34946""

14) 
(51 

(6) 

(71 

(8, 
(9) 

(1. Re-; .:marks.":. .-.. ; CIl

CERTIFICATE OF COMPLIANCE 

we certify that the statements mad. in this report are correct and that these components supports conform to the rules of construction 

of the ASME Code for Nuclear Powr Plant Components, Section 111. Division 1. Edition 1974 " - O.,,75 

C o de C ase N O --. .  

rPacif icScientific_______ ________ Date ---- A1MSigne 3Y 
INPT Certificate Holder) 

ODr ASME Certificate of Authorization No. ieito use thef iPT 

symbol expires - (aa 

CERTIFICATION OF-DESIGN •..  

Stress Report or Load Capacity Data Sheets on File at: 

P ac if ig.. cie n ..tif i C 

Filed Per ICA 3256 
Design Specification& Certified by I1)l- -. -P-. Ay PE State 

Rag. No. 13'5-

Stress Analysis Reporrbr Load Capacity Data Sheets Certified by (1) .eO E. Ay 

PE Stat- Californlia Rag. No. 13533 

(1) List name only. oignaturS not required.

S*Supplemental sheets in form of lists. sketches or drawings may be used provided III size is 8%j in.. (21 information in items 1. 2.  

4c. 4g on this Data Report is included on each sheet, and (3) each sheet is numbered and number of sheets is recorded at top of 

this form.

(101771 This form (E00075) may be obtained from the Order Dept.. ASME, 345 E. 47th St., New York, N.Y. 10017 01754
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163c2Z- 103

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9/11t00 - NQ1-1741

FIRSTENERGY CORP.

10 Center Road. Pery,. Ohio 44081

Perry NuclearPower Plant PNPP)~.~
10 Cnter Road. Perry, Ohio 44081

Date 03/24/01 

Sheet 1_ of 2 

Unit 1 

00-665 R/O 
(Repair Org. P.O. No., etc.)

3.  

4.  

5.

Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP Type Code Symbol Stamp NR 

10 Center Road, Peru. Ohio 44081 Authorization No. 33 

Expiration Date 9-26-02 

Identification of System: 1 E32 MAIN STEAM ISOLATION VALVES LEAKAGE CONTROL 

(a) Applicable Construction Code: ASME SECTION Ill, NO .1974 Edition 
NAMEISECTION/DIVISIONICLASS 

WINTER 19 75 Addenda Code Case(s) N-240, N-242, N-272, N-275.N-413, & 1644-5

(b) Gonstruction Code used for repairs, modifications, or replacements: 1974 W75 N/A 
Edition Addenda Code Case(s) 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A N/A 
Edition -Addernda Code Case(s) 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

1989 N/A 19 NIA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FlrstEneray Nuclear Operating Company 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: Replaced Snubber Serial # 39124 with other Snubber Serial # 29989.  

8. Test Conducted: Hydrostatic- [I Pneumatic- El Nominal Operating Pressure- El Other- [I 

Pressure bLA psi Test Temperature N/A degrees F Code Case(s) N/A

180

1. Owner.

2. Plant:
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a

FORM NF-1 NPT CERTIFICATE HOLDERS* DATA REPORT FOR COMPONENT SU pTS.  
As Required by the Piovisions of the ASME Code Rules. Section III. Division I% g2z--

ii 

t! ' 

* ! "I
CERTIFICATE OF COMPLIANCE 

We certify that the statemients made in this report o# correct and that These components supoorts conform to the rules of constructiC 

01 the ASME Code for Nuclear Power Plant Components. Section III. Division, 1. Edition 1974 . 4 ly7.i " 

Code Case No. - Pa.f. _ _ _'_ _ _ _ _ _ _ ,.) • O., Da1t1e_ Signed Pacific Scientific "by. /(./• %/ • " 
INPT C •ltiCate Holtdr)' 

Out ASME Certificate of Authorization No. to use the - --" _ _PT_ _ " _"_" 

Aug. 4, 1984 ISymbol expires C.419 .

CERTIFICATION OF DESIGN 

Design Information on Fits at Pacific Scientific pIA

Stresu Report or Load Capacity Data Sheets on Fite at.  

Pail i~c..S~c&t~ific__________ _________ 

FUled Per U.A 3256 
' O.,g Sp.c,lcations Crtifihd by I11- TJ Y-.E_.Ay PE slt.,__Cal.fornia 

*RaNo.. 13533 

*StreetAnalysis Report or Load Capacity Data ShettiCertsef~d by III Leo E. Ay 04993 *1 
pE S,,at California Reg. No 1.3533 .PNPP .O 

I II List ..-. ontly. as- . not ...r,. is.a 

Supptlementa Shhets ;n form of lists. stalches or drawings may be used piovkl0;dd (II pte is V1, in.. 121 ,nfomatl,on ;n items 1.? 
4C 4C On this Date Report is included on ach sheet. and 131 each shet ,s nurntwiid and rn•uier of sheets is leCortel at"lop O! .: ... "Ilhs form.  

11.17,11EO.O"•h'' b .... tlha it *~~ y~. '4-. ':".  
.. Th. f 7ir O p.. A-:i : lr. iii tent 

, .....- -.......... ..--.. ::.::, _...-,-. ,-" .•181 

181.

r-

- ' h'S T ... .I--- - -
,. M.,nulctudbv Pacific Scientific 1346 S. State Colleqe Blvd. Anaheim, .  

188cm.l land ~ae..,,~ O| Net Canhlllcair. ieold•r 

2. al~lnUfluctue |1• Fve Piping Co. B29 Bcaver Ave. Pittshsxgh,_PA 15233 
; I~~~Nsaml end efldil..I 05f pI~tnase., 084 oweS. I . enifcationo_ l l" 

INSM41b 4"c) 4,1( i ll 1 P GjjCa I f) s1 i 

Component Canadian Applicable Stress Repoq Typ, of 
.,Supoet ft~gistreteon Ci,,vinng with a' Load Caps " Component Net'l Oorar 
1.0. No. NO. L est R e. &i. Dute city Data Sh et| Supiog Cr B 9 elvt NO. YAar Pu 

(2) t~ 
13) .i'JU UZ.i 

N 4), 

152 .l 

16) 

191 , 

It01 

S. Remarlis:

1 

I 
Ci

---- ii



NIS-2lNR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XN 

PNPP No. 9308 Rev. 9/30I96 NQI-

1. Owner. Cleveland Electric Illuminating Company 

P.O. Box 5000. Cleveland. Ohio 44108

2. Plant Perry Nuclear Power Plant 

10 Centdr Road. North Perry. Ohio 44081

3. Work Performed By: Cleveland Electric Illuminating Comoanv (CEI) 

,10 Center Road. North Perry. Ohio 44081

4.

Date 9-20-99 

Sheet 1. of I 

Unit ONE 

W099-2964 RIO 
(RepatrOrg. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-99

Identification of System: I E51 REACTOR CORE ISOLATION

5. (a) Applicable Construction Code: ASME SECTION III NC .1974 Edition 

WINTER 19 75 Addenda Code Case(s) N224. N241,'N242, N275, N272, 1644-5. 1728,

N413.  

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 1989 NO ADDENDA_ 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work. Implemented SMRF 98-5049 to remove check valve IE51F0047, and orifice 1E51D0004 
USING2-1" 3000 PSI FULL PIPE COUPLING HT. # L4517, 1" SCH. 80 PIPE HT. # 217504, AND WELD ROD 
HT# F-5512,N69774, 83044.  

8. Test Conducted: Hydrostatic- E Pneumatic- [] Nominal Operating Pressure- E Other- [] 

Pressure NIA psi Test Temperature N/A degrees F 
Code Case(s) NIA

182

REPORT NO. P0059-008

1E51-114

-1741

Name of Name of Manufacturer Nat. Other Year Repalir ASME 
Component Manufacturer Serial No. Board ID. Built Replacement. Code 

No. or Modification Stamped 

PIPING PULLMAN IE51 84 N/A 1985 6 1- LC-M.NT YES 
SYSTEM POWER /,/.7 flOA _

S.. ............ ..........1 i1 .... ..



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9111100 NQI-1741

FIRSTENERGY CORP.  

10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP

10 Center Road, Perry, Ohio 44081

Sheet 1 of 1 

Unit ONE 

W.O. 00-3076 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NLR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: IE51 RX CORE ISOLATION COOLING

5. (a) Applicable Construction Code: ASME Section III NC ,1974 Edition
NAMEJSECTION/DIVISIONICLASS 

Winter 19 75 Addenda Code Case(s). N-241.N-242.N-275.N-272,1644-5,1728,N-413

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section X1 applicable for Inservice Inspection: 1989 N/A 
Edition -Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED PHOENIX SNUBBER SN#015 WITH LISEGA SNUBBER SN#97-614263
032 FOR ASSET I E51H0072. ALSO REPLACED REAR BRACKET PIN HT#N1947C.

183

1. Owner:

2. Plant

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN IE51 84 NIA 1985 MODIFICATION YES 
SYSTEM POWER

8. Test Conducted: Hydrostatic- F1 Pneumatic- [] Nominal Operating Pressure- [I Other- C1 

Pressure N/A psi Test Temperature NIA degrees F Code Case(s) N/A



REPORT NO. P0059-008

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111100 NOI-1741

FIRSTENERGY CORP.  

10 Center Road Perry. Ohio 44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

S10 Center Road, Perry, Ohio 44081

Date 2/26101 

Sheet 1 of I 

Unit ONE 

W.O. 00-3077 R/O 
(RepairOrg. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: I E51 RX CORE ISOLATION COOLING

5. (a) Applicable Construction Code: ASME Section III NC .1 974 Edition
NAMEJSECTION/DIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-241.N-242.N-275.N-272,1644-5,1728.N-413

(b) Construction Code used-for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

1989, NIA 19 NIA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operatinq Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work. REPLACED PHOENIX SNUBBER SN#2038 WITH LISEGA SNUBBER SN#00-614803
001 FOR ASSET IE51 H2069.

8. Test Conducted: Hydrostatic- E] Pneumatic- El 
Pressure NIA psi Test Temperature N/A

Nominal Operating Pressure- [] Other- El 
degrees F Code Case(s) N/A

184

1. Owner'.

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement. Code 

No. or Modification. Stamped 

PIPING PULLMAN 1E51 84 N/A 1985 MODIFICATION YES 
SYSTEM POWER

I q I w I
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185

/S II - 17 
NIS-21NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111100 
NQI-1741 

1. Owner: FIRSTENERGY CORP. Date 2/26/01 

10 Center Road, Perry, Ohio 44081 Sheet I of 1 

2. Plant: Perry Nuclear Power Plant (PNPP) Unit ONE 

10 Center Road, Perry, Ohio 44081 W.O. 00-3086 RIO 
(Repair Org. P.O. No., etc.) 

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP Type Code Symbol Stamp NR 

10 Center Road, Perry, Ohio 44081 Authorization No. 33 

Expiration Date 912612002 

4. Identification of System: IE51 RX CORE ISOLATION COOLING 

5. (a) Applicable Construction Code: ASME Section I[I NC .1974 Edition 

NAMEISECTIONIDIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-241,N'413 

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 N/A 
Edition Addenda Code Case(s) 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A NIA 

Edition Addenda Code Case(s) 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

1989., N/...A 1 9 N/A Addenda NIA 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operatinq Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components" 

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. or Modification Stamped 

PIPING PULLMAN IE51 84 NWA 1985 MODIFICATION YES 

SYSTEM POWER 

7. Description of Work: REPLACED PHOENIX SNUBBER SN# 2041 WITH LISEGA SNUBBER SN#00-614B03

002 FOR ASSET 1E51H2076.  

8. Test-Conducted: Hydrostatic- [] Pneumatic- El Nominal Operating Pressure- [] Other- E] 

Pressure NIA psi Test Temperature N/A degrees F Code Case(s) N/A



REPORT NO. P0059-008

le55- //9e

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 - NOI-1741

1. Owner:

2. Plant:

FIRSTENERGY CORP

10 Center Road. Perry, Ohio 44081 

-Perry Nuclear Power Plant (PNEPP'
10 Center RoadPerry,Ohio 44081

3. Work Performed By:. FIRSTENERGY Nuclear Operatlng doemany PNPP 

10 Center Road, Perry, Ohio 44081

Date 3/20101 
Sheet 1 of I 

Unit ONE 

W.O. 00-6243R/0 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NR 
Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1 E51 RX CORE ISOLATION COOLING 

5. (a) Applicable Construction Code: ASME Section III NB .1974 Edition 
NAME/SECTION/oDIVsION/cLASS 

Winter 19 75 Addenda Code Gase(s) N-242.N-272,1728.N-413.1644-5,N-241.N-275

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Sectioni Xl applicable for Inservice inspection: 1989 /WA 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

19 89 NIA 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operatina Com.any PNPP 

6 IrlentificRtion of Components Repaired, Modified, or Replacement Components

NIA Code Case(s) 

N/A 
code case(s)

7. Description of Work: REPLACED VALVE GATE HEAT# 9959 AND 1/2' PLUG HT#CT50 ASSET 1 E51 F0064.

186

Name of Name of Manufacturer Nat Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
- or Modification Stamped 

VALVE BORGWARNER 43512 N/A 1 E51- 1980 REPLACEMENT YES 
NF0064

8. Test Conducted: Hydrostatic- E5 Pneumatic- E] Nominal Operating Pressure- [I Other- [I 

Pressure L psi Test Temperature N/A degrees F Code Case(s) NfA

10 Center Road, Perry, Oh io 44081

W•



REPORT NO. P0059-008

/M? 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 NQI-1741

1. Owner 

2. Plant:

FIRSTENERGY CORP.  

10 Center Road. Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operatina Company PNPP
10 Center Road, Perr, hio 448,1

Date 03/22/01 
Sheet I of- 1 

Unit 1 

WO-O0-6008.. REV.0 
(RepaIr Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-02

4. Identification of System: 1 E51 REACTOR CORE ISOLATION COOLING SYSTEM

(a) Aoollcable Construction Code: ASME SECTION III, SUBSECTION NB .1974 Edition
NAMEISEc1nON/DIMVSION/CLASS 

WINTER 19 75 Addenda Code Case(s) N224. N241. N242, N272. N275. N413. 1644-5.1728

(b) Construction Code used for repairs, modifications, or replacements: 1974 W75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: f989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for. Repairs, Modification, or Replacements: 

19 89. N/A - /19 NIA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRST ENERGY NUCLEAR OPERATING COMPANY, PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
.Code CAse(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat Other Year Repair. ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN E151 84 N/A 1985 REPLACEMENT YES 
SYSTEM POWER 

7. Description of Work SEE REMARKS

187

1 5.

8. Test Conducted: Hydrostatic- 0 Pneumatic- [] Nomlnal Operating Pressure- 0 Other- U 
Pressure 1025 psi Test Temperature 140 degrees F Code Case(s) N/A

10 Center Road, Perry, Ohio 44081

%--#-



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP No. 9308 Rev. 9/11/00 4e',.5"/070 NQI-1741 

1. Owner FIRSTENERGY CORP, Date 3/28/01 

l Center Road, Perry, Ohio 44081 Sheet 1 of 

2. Plant: Perry Nuclear Power Plant (PNPP) Unit ONE 
10 Center Road. Perry, Ohio 44081 W.O. 99-7807 Rev 1A 

(Repair Org. P.O. No., eta) 

3. Work Performed By: FIRSTENERGY Nuclear Operatina Company PNPP Type Code Symbol Stamp NR 

10 Center Road, Perry, Ohio 44081 Authorization No. 33 
Expiration Date 9/26/2002 

4. Identification of System: REACTOR CORE ISOLATION COOLING SYSTEM 

5. (a) Applicable Construction Code: ASME Section III NC .1974 Edition 

NAME/sECTION/DIVISION/CLASS 

Whnter-G-9-- - e -- eGas N242_Nh272 N4-'t, t6445-, 

1728 

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 -N/A 
Edition Addenda Code Case(s) 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 NIA N/A 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

1989.NA' 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratinq Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: Replace rupture disc on 1 E51 D0001 with new disc S/N 99090003-1.  

8. Test Conducted: Hydrostatic- 0 Pneumatic- EJ Nominal Operating Pressure- [I Other- EQ 

Pressure 925 psi Test Temperature 400 degrees F Code Case(s) nfl

188

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. - or Modification Stamped 

Piping Pullman Power 1E51 84 N/A 1985 Replacement Yes 
System



REPORT NO. P0059-008

/�6•I- /2)

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No, 9308 Rev. 9,11,00 NQL-1741

1. Owner.

2. Plant:

FIRSTENERGY CORP.  
10 Center Road. PeM&,Ohio 44051 

Perry Nuclear Power Plant (PNPP)
10 Center Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Rnod Perry. Ohio 44081

Date 03/28/01 
Sheet 1 of 1 

Unit I 

99-19864 R/O 
(Repair Org. P.O. No., etr.)

Type Code Symbol Stamp NR 
Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: I E51 RX CORE ISOLATING COOLING SYSTEM 

5. (a) Applicable Construction Code: ASME Section III ., Subsection NB .1974 Edition

N-275

NAME_/SETION/DIVISIUNf4LAS 

Winter 19 75 Addenda Code Case(s) N-272, 1644-5, 1728, N-413, N-244, N-241, N-242.

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section X1 applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989. N/A 19 NIA Addenda WA 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components.

N/A
N/A 
Code Case(s) 
NIA 
Code Case(s)

7. Description of Work: REPLACED DISC/PISTON ASSEMBLY S/N T5143-35 WITH NEW DISC/PISTON 
ARSFMBLY S/N 64642-1 IN VALVE 1 E51-F0066 _______________

189

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serfal No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

VALVE ROCKWELL RA-53 84 1E12- 1982 REPLACEMENT YES 
INTER. F0066

8. Test Conducted: Hydrostatic- [I Pneumatic- [] Nominal Operating Pressure- E] Other- C 
Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A

10 Center Road, Perry, Ohio 44081

S........ • , ..... f r .......... .....



REPORT NO. P0059-008

/C-Si- j Z,?

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP No. 9308 Rev. 9/11100 NQI-1741

FIRSTENERGY CORP.
10 Center Road. Perry, Ohio 44.081

Perry Nuclear Power Plant (PNPP) 
10 Center Road. Perry, Ohio 44081

3. Work Performed By-. FIRSTENERGY Nuclear Operating Company PNPP 
10 Center Road. Perry. Ohio 44081

Date 03/28/01 
Sheet 1._ of 1 

Unit I 

99-19864 R/O 
(Repair Org. P.O. No.. etc.)

Type Code Symbol Stamp NR 
Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1 E51 RX ISOLATING COOLING SYSTEM 

5. (a) Applicable Construction Code: ASME Section Iii , Subsection NB 
NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-224, N-241, 
1728

,1974 Edition 

N-242, N-272, N-275, N-413. 1644-5.

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 NIA 
Edition Addenda Code Case(s) 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 AdN/A N/A 
Edition Addenda, Code Case~s) 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989. N/A 19 NIA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operatino Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1_E51 84 1E51- 1985 REPLACEMENT YES 
SYSTEM POWER F0066 

7. Description of Work: SEE REMARKS

190

1. Owner

2. Plant:

8. Test Conducted: Hydrostatic- [3 Pnepumatic- [3 Nominal Operating Pressure- 19 Other- El 

Pressure 1025 psi Test Temperature 140 degrees F Code Case(s) N/A

. ............ lm •- i i I I

I



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9/111/00 /•"A'-~-,o-- NQ1-1741

1. Owner.

2. Plant:

FIRSTENERGY CORP.  

10 Center Road. Perrv, Ohio 44061 

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perrv. Ohio 44081

4. Identification of System: REACTOR CORE ISOLATION COOLING SYSTEM

5. (a) Applicable Construction Code: ASME Section III NC

Date 3/28/01 

Sheet i of 1 

Unit ONE 

W.O. 99-7808 Rev IA 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/2612002 

"I 07A 4rlmn-

NAMF./ECTION/DIVISIONICLASS 

Winter 19 75_ Addenda Code Case(s) N224, N241, N242. N272, N275, N413, 1644-5.  

1728

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI UtIlized for Repairs, Modification, or Replacements: 

19 89 N/A 19' N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Oprerating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

'1N/A,, 
Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Sedal No. Board ID. Built Replacement, Code 

No. I or Modification Stamped 

Piping Pullman Power IE51 84 N/A 1985 [Replacement Yes 
System 

7. Description of Work: Replace rupture disc on I E51 D0002 with new disc S/N 99090003-1.

191

8. Test Conducted: Hydrostatic- 0 Pneumatic- [] Nominal Operating Pressure- El Other- 0 

Pressure 925 psi Test Temperature 400 degrees F Code Case(s) n/a

, te• •J.L SL"=•I L|I=#I I



REPORT NO. P0059-008

1E61-003 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/30/96 NQI-1741

1. Owner. FirstEnery Nuclear Operatin Co
10 Center Road. Perry, Ohio 44081

2. Plant Perry Nuclear Power Plant

10 Center Road. Perry Ohio 44081

Date 09129/99 
Sheet I .of I 

Unit one 

WO 99-4055 RiO 
(RepairOro. P.O. No., etc.)

3. Work Performed By: FirstEnergy Nuclear Operating Co. Type Code Symbol Stamp NR 

'10 Center Road, Perry, Ohio 44081 Authorization No. 33 

Expiration Date 9-26-2002 

4. Identification of System: I E61-CONTAMIMENT INTERGRATED LEAK RATE SYSTEM 

5. (a) Applicable Construction Code: ASME SECTION III NC .1974 Edition 

WINTER 19 75 Addenda Code Case(s) N-242, N-272, N-413 & 1644-5

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 1989 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: DURING WORK ON SUPPORT 1E61-HI005, REPLACED 2 EA. JAM NUTS, { HT# 
81R036 } AND 2 EA. HHX BOLTS { HT# 864521 

8. Test Conducted: Hydrostatic- C] Pneumatic- [] Nominal Operating Pressure- [] Other- C] 

Pressure NIA_ psi Test Temperature N/A_ degrees F Code Case(s) NIA

192

Name of Name of Manufacturer Nat Other Year .Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. _____or Modification Stamped 

PIPING PULMMAN E61 N/A 1E61- 1985 IREPLACEMENT YES 
SYSTEM POWER H1005



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. si11/co NQ1-1741

FIRSTENERGY CORP.  

10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 C(enter Road. Perry. Ohio 44081

Date 3/21/01 
Sheet 1 of 1 

Unit ONE 

W.O. 00-672R/0 
(Repalr Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: I G33 REACTOR WATER CLEANUP

5. (a) Applicable Construction Code: ASME Section III NC 1974 Edition
NAME/SECTION/DIVISION/CLASS 

Winter 19 75_ Addenda Code Case(s) N-242.N-272.N-275.N-413,1644-5.N-240.N-32
4,1644-6

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice inspection: 1989 _ WA 
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

19 iAL89 NA 19 N/A -Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components.

N/A 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED LOAD STUD HT CODE # MSU AND (4) JAM NUTS HT CODE #1BSL ON 
PSA SNUBBER 1G33H0223.
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1. Owner:

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board IDo Built Replacement, Code 
No. - or Modification Stamped 

PIPING PULLMAN 1G33 100 N/A 1985 REPLACEMENT YES 
SYSTEM POWER

8. Test Conducted: Hydrostatic- El Pneumatic- [] Nominal Operating Pressure- E " Other- El 

Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A

S.. ............ i .... ] ...... ..



REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REp,6LACEMENTS 
As required by the Provisions of the ASME Code Section XI-q.18 

PNPP No. 9308 Rev. 9/11100 NOI-1741

1. Owner.

2. Plant:

FIRSTENERGY CORP.  

10 Center Road, Perry, Ohio 44081 

Perry Nuclear Power Plant (PNPP)
tIA (.onftr Pner[ Pe~rry. Ohio 44081

3. Work Performed y:. FIRSTENERGY Nuclear Operating Company PNPP 

10 O.nter Road. Perry, Ohio 44081

Date 3-28-01 
Sheet 1 of 2 

Unit one 

W.O. 97-3293 Rev 1 A 
(RepaIr Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: REACTOR WATER CLEANUP I G33

5 (al Anplicable Construction Code: ASME Section III NB qj74 Edition

-Winter------

NAMEISECTION/DIVISION/CLASS

IN I0-F-.

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

*1989- N/A "19 NAA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGy Nuclear Opreratinq Company PNPP 

6. Identification of Componenti Repaired, Modified, or Replacement Components

Code Case(s) 

.N/A 
Code Case(s)

7. Description of Work: Replaced 2" valve 1G33F0506A with new valve sin E060T-1-1 and IG33FO505A with 

,/ FlnRnT-1-f_ Also installed the followtna materials Per DCP 99-5049:2"sch. 160 ptpe HT# 404797, (cent)
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Name of Name of Manufacturer Nat Other Year Repair. ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. I or Modification Stamped 

PIPING PULLMAN 1G33 100 WNA 1985 REPLACEMENT YES 
SYSTEM POWER

8. Test Conducted: Hydrostatic- [ Pneumatic- E] Nominal Operating Pressure- 0] Other- El 

Pressure 1025 psi Test Temperature 170 degrees F Code Case(s) N/A

10 Centar RnRd Pprrv- nhin 44081

S.. ...... f ..... | .......... ...

-1ý r%^eja fnec% _11272-N2,75, N240

S...... I I

•" 'k--." " "rr- ...........



REPORT NO. P0059-008 

FORM NPV-1 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PUMPS OR VALVES* 
As Required by the Provisions of the ASME Code, Section III, Division I 

Pg. 1 of 2 

Flowserve Corp.  

1. Manufacturedandcertifledby 701 First Street, WilliamspOrt. PA 17701 
(namr and address of N Certlifcate Holder) 

2. Manufacturedfor Fi'rst Energy, P.O. Box 3611, Akron, OR 44309-3611 
Iname and address of Purchaser) 

3. Location of installation Perry Plant, 10 Center Roadr Nbrth Perry, OH 44081 
(name and address) 

4. Model No., Series No., or Type DD Gate Drawing - flD22.!L9- Rev. -CRN N/L 

5. .ASME Code, Section i1I, Division 1: 1974 nWinte 2 1 N/A 
(edition) (addenda date) (class] (Code Case no.) 

6. Pump or valve Valve Nominal Inlet size 2" . Outlet size 2" 
(in.) (in.) 

7. Material: Body SA216-WCB Bonnet SAIOS . Disk 1ORBM B 1 Bolting N/A

(a) 
Cart.  

Holder's 

Serial No.  

w.rnr;f)-1 -1 

yrtnef)-l -. , 

1(fl•,nfl'-1 -A

lb) 
Nat'l 

6oard 

No.  

,, •/

(c) 
Body 

Serial 
No.  

1 

"I;

(d) 
Bonnet 

Serial 
No.  

4R

(el 
Disk 
Serial 

No.  

"1 43360 

114- - #360 
m+- - Ag

* Supplemental Information In form of lists, sketches, or drawings may be used provided (1) size Is 8% x 11, (21 Information In items 1 through 4 

on this Data Report Is Included on each sheet. 13) each sheet Is numbered and the number of sheets Is recorded at the top of this form.  

112J'88 This form IE000371 may be obtained from the Order Dept.. ASME. 22 Law Drive. Box 2300. Fairfield, NJ 07007-2300. REPRJNT W53
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REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11/00 1 ,3;3-9/.. NOI-1741

1. Owner:

2. Plant:

FIRSTENERGY CORP.
10 Center Road. Perry, Ohio 44081 

- ~ Perry Nuclear Power* Pant (PNPP)
10 Center Road. Perry, Ohio 44081

3. Work Performed By:. FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perry. Ohio 44081 

4. Identification of System: REACTOR WATER CLEANUP 1 G33

Date 3-29-01 

Sheet 1 of -3 

Unit one 

W.O. 99-14164 Rev 1A 
(Repair Org. P.O. No., etz.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

5. (a) Applicable Construction Code: ASME Section III NB . 1974 Edition 
NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N32-4. N1 644-5. N413, N242, N272, N275. N240, 
NI• 64-.

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

1989.LNIA .19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Opreratina Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. - or Modification Stamped 

PIPING PULLMAN 1G33 100 NIA 1985 REPLACEMENT YES 
SYSTEM POWER 

- -

7. Description of Work: Replaced 2" valve 1 G33F0506B with new valve s/n E060T-1- 4 and 1 G33F0505B with 

,I:n ~AAT.-A.. Alsn installed the fnllnwlnn.materials ner DOP 99-5049: 2" sch. 160 pipe HT# 404797, (cont)

196

8. Test Conducted: Hydrostatic- 0 Pneumatic- El Nominal Operating Pressure- El Other- 0

Pressure 1025 psi Test Temperature 170 degrees F Code Case(s) N/A

I

N1644-6

• .f .....



REPORT NO. P0059-008 

FORM NPV-1 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PUMPS OR VALVES* 

As Required by the Provisions of the ASME Code, Section III, Division I 
Pg. 1 of 2...  

Plowserve Corp.  

1. Manufactured'andcertifiedby 701 First Street. WilJlams ort. PA 17701 
Inarm and address of N Certilicaft Holderi 

2. Manufactured for First Energy, P.O. Box 3611, Akron. OH 44309-3611 
(name and address of Purchaser) 

3. Locationolmnstehlation Perry Plant, 10 Center Road. North Perry, OH 44081 
(name and addressl 

4. Model No., Series No., or Type DD Gate rawing D222- Rev. - CRN .. /JL.  

S. ASME Code. Section Ill, Division 1: 1974 .Witer 19M I _ N/A 

(edition) (addenda datel Iciass) (Code Case no.) 

6. Pump or valve valve - Noinal inlet siz 2 _ Outlet size 2" 
Peln,) in.) 

7. Material: Body SA216-WCB Bonnet SA105 Disk . Bolting W/A

eal 
Cart.  

Holder's 

Serial No.

Ebi 
Nat'l 

Board 
No.  

MJIA

ic) Body 
Serial 

No.

ld) 
Bonnet 
Serial 

No.

(e) Disk 

Serial 

No.  

1*4- 4-4-160

- Supplemental Informetion in form of Hlsu. sketches, or drawings may. be used provided (1) size Is O% x 11. 121 information In items 1 through 4 

on this odti Report is Included on each sheet, 131 each sheet Is numbered and the number of sheets is recorded at the top of this form.  

1121681 This form 1E000371 may be obtained from the Order Dept, ASME, 22 Law Drive, Box 2300. Fairfield. NJ 07007-2300. REPRINT 4153
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REPORT NO. P0059-008 

FORM NPV-1 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PUMPS OR VALVES* 
As Required by the Provisions of the ASME Code, Section III, Division I 

Pg. I of 2 

Flowserve Corp.  

1. Manufactured and certified by 701 First Street, WilliaMsoort, PA 17701 
(name a•d address of N Certificate Holder) 

2. Manufacturedfor First Energy, P.O. Box 3611, Akron, OR 44309-3611 
(name and address of Purchaser) 

3. Locationof Installation Perry Plant, 10 Center Road, Nbrth Perry, OH 44081 
tname and address) 

4. Model No., Series No., or Type DD Gate Drawing -Q~z225A9. Rev. - CRNA W/A 

5.. ASME Code, Section 111. Division 1: 1974 --- W1_nter 1975 _ 

leditloni (addenda date) (ass) (Code Case no.) 

s. Pump or valve Valve Nominal inletsivP 2" . Outlet size 2" 

7ln.l Min.) 
7. Material: Body SA216-WCB Bonnet SA~105 Disk 3¶OREM B -.1-- Bolting N/A

(a) 
Cert.  

Holder's 

Serial No.  

.(rninr-1 -7 
E.(WfIT-1 -2 

rfl;0,V-1 -1

1bi 
Nat'l 

Board 

No.  

N/IA 

N/!A

to) 
Body 

Serial 

No.  

1

Id) 
Bonnet 

Serial 
No.  

49

(e) 
Disk 

Serial 

No.  

F. $1-46n 
V74- . -SL 

ni I-Aq .

•Supplemental Information In formt of as, sketches, or drawings may be used provided (1i size Is B y x 11. (2) Information In Items I through 4 

on this Data Report Is Included on each sheet. (31 each sheet Is numbered and the number of sheets Is recorded at the t°P of this form.  

(12188) This form (E00037) may be obtained from the Order Dept., ASME. 22 Law Drive. Box 2300, FairflIeld, NJ 07007-2300. REPRINT 5N
3
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REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9/11100 NQI-1741

FIRSTENERGY CORP.

IA (�pnt,�r Pn�cf P�rrv. OhIo 44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 
NR 

10 ra-nter Road. Perry. Ohio 44081

Date 4/25/01 

Sheet 1 of 1 

Unit ONE 

WO 99-20476 REV. Al 
(RepalrOrg. P.O. No., etc.)

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9/2612002

4. Identification of System: REACTOR WATER CLEAN UP

5. (a) Applicable Construction Code: ASME SECTION III NB 
NAME/SECTION/DIVISIONICLASS 

Winter 19 75 Addenda Code Case(s)

1974 Edition 

*N413, N272, 1644-5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservlce Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

19 89. N/A 19 N Addenda NIA 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Ooreratina Companv PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

Code Case(s) 

CeA Code Case(s)

7. Description of Work: REMOVE A 6 NPS U-BOLT AND FOUR 5/8-11 NUTS TO ALLOW ACCESS FOR 

EXAMINATION. INSTALLED NEW 6 NPS U-BOLT HEAT # A3588 AND FOUR 5/8-11 NUTS HEAT # 
B87035.  

8. Test Conducted: Hydrostatic- E] Pneumatic- [I Nominal Operating Pressure- [I Other- I] 
Pressure N/A psi Test Temperature NIA degrees F Code Case(s) N/A

199

1. Owner:

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

PIPING PULLMAN 1G33 100 1G33- 1985 REPLACEMENT YES 
SYSTEM H0081



REPORT NO. P0059-008

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

PNPP No 9~38 Rev. g111/00 As required by the Provisions of the ASME Code Section X11 6 .", 3 .. ,,, NQI-1741

FIRSTENERGY CORP.
10 Center Road.~ Perry, OhioA4408

Perry Nuclear Power Plant (PNPP) 
10 Center Road. Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operatinno Company PNPP 

10 Center Road. Perry. Ohio 44081

Date 4/17/01 
Sheet 1 of 1 

Unit -ONE 

W.O. 00-2180 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NR 
Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1G43 SUPPRESSION POOL MAKE-UP

5. (a) Anolicable Construction Code: ASME Section III NC , -1 974 Edition
"NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-249. N-272. N413,1728, N-3. N-32-4. N-71-6.  

N71-9

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xi applicable for Inservice Inspection: 1989 N/A 
Ediltion Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

1989 N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Oprerating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

NIA Code Case(s) 

N/A 
Code Casets)

7. Description of Work: Perform modification per DCP 99-5053 to Install vented caps by adding. 1-1/4" Sf40 

smis. pipe SA312 TP304 HT# W23510 and 1-114" 3M thrd cap SA 182 F304 HT# JCS (cont.)

8. Test Conducted: Hydrostatic- 0l Pneumatic- El 

Pressure N/A psi Test Temperature N/A

Nominal Operating Pressure- El Other-[] 

degrees F Code Case(s) N/A

200

1. Owner

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Sedal No. Boar'd ID. Built Replacement, Code 
No. or Modification Stamped 

Piping Johnson 1G43-0065-F 019 N/A 1985 Modification YES 
System Controls

-- T ,--# v



REPORT NO. P0059-008

1 4z- oo-3 
NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As required by the Provisions of the ASME Code Section XI 
PNPP No. 9308 Rev. 9/11/00 NOI-1741

FIRSTENERGY CORP.  

10 Center Road. Perry. Ohio 44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perrn. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating ComKany PNPP 

10 Center Road. Perry. Ohio 44081

Date 2126/01 

Sheet 1 of 1 

Unit ONE 

W.O. 00-3092 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1 H22 LOCAL PANELS AND RACKS

5. (a) Applicable Construction Code: ASME Section III NC 
NAME/SECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-249-1.N-71-10.N-540

,1974 Edition

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
'Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989. N/A 19 NIA Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operatingt Company PNPP 

6. Identification of Components Repaired. Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

7. Description of Work: REPLACED PHOENIX SNUBBER SN# 2015 WITH LISEGA SNUBBER SN#00-614803
006 FOR ASSET 1H22H2744.

201

1. Owner.  

2. Plant:

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. or Modification. Stamped 

PIPING GENERAL 1H22 122 N/A 1985 MODIFICATION YES 
SYSTEM ELECTRIC

8. Test Conducted: Hydrostatic- [] Pneumatic- [] Nominal Operating Pressure- F] Other- C] 
Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A



REPORT NO. P0059-008

IMi4-003

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 1110100 NOI-1741

1. Owner: FIRSTENERGY Nuclear Opemting Company IFENOC)PNPP

10 Center Road, Perry. Ohio 44081 

Perry Nuclear Power Plant 

10 Center Road, Perry, Ohio 44081

2. Plant:

3. Work Performed By: FIRSTENERGY Nuclear Operating Company 

1 CentAr RnAd- Perry. Ohio 44081

Date 1/17/01 

Sheet 1 of I 

Unit ONE 

W.O. 00-0686 R/O 
(Repair Org. P.O. No., eta) 

Type Code Symbol Stamp NZ 

Authorization No. 33 

Expiration Date 9-26-02

4. Identification of System: I M14 CONTAINMENT VESSEL AND DiW PURGE 

5. (a) Applicable Construction Code: ASME SECTION III NC, NF .19 74_ Edition 

WINTER 19 75Addenda Code Case(s) N-242.N-272

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements: 19 89_. _ 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. _____or Modification Stamped 

PIPING PULLMAN 11V14 113 N/A 1985 MODIFICATION YES 
SYSTEM POWER- - -

7. Description of Work: REPLACED PSA SNUBBER SN# 15559 WITH LISEGA SNUBBER SN#00-614883-002 

PER ECP# 00-8042. ASSET I M1 4H0007.  

8. Test Conducted: Hydrostatic- [: Pneumatic- [] Nominal Operating Pressure- [3 Other- E3 
Pressure NIA psi Test Temperature N/A degrees F Code Case(s) N/A
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S.............. ....1 I I ..... .....



REPORT NO. P0059-008

IM51-025 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9130/96 NQI-1741

1. Owner. FirstEnerqv Nuclear Operating Co 

I0 epntAr Rmad. Pprrv. OhIo 44081

2, Plant Perry Nuclear Power Plant 

10 Center Road, Perry, Ohio 44081

Date 1-3-2000 
Sheet I of 2 

Unit one 

WO 99-8898 R/O 
(Repair Org. P.O. No., etc.)

3. Work Performed By: FirstEner-ay Nuclear Operating Co.  

,10 Center Road, Perry, Ohio 44081

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-2002

4. Identification of System: I M51 COMBUSTIBLE GAS CONTROL

5. (a) Applicable Construction Code: ASME SECTION III NC 

WINTER 19 75 Addenda Code Case(s) NIA

1974 Edition

(b) Applicable Edition of Section X1 Utilized for Repairs or Replacements: 1989, 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No.. -or Modification S tamped 

CHECK TRW NIA N/A IM51F- 1980 REPLACEMENT YES 
VALVE ______0501A -

7. Description of Work: REPLACED VALVE DISC, STOP AND HINGE PIN, AND SPRING. VALVE PLATE HT# 

L2222 SIN B82&B83 IN MPL# IM51F0501A SIN N2738.

203

8. Test Conducted: Hydrostatic- [] Pneumatic- [3 Nominal Operating Pressure- [] Other- E 

Pressure N/A_ psi Test Temperature N/A_ degrees F Code Case(s) NIA_



(

0

0 

0o 

0 
0 

0 
0



REPORT NO. P0059-008

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111100 NQI-1741

1. Owner

2. Plant:

FIRSTENERGY CORP.  

10 Center Road. Perry. Ohio 44081

Perry Nuclear Power Plant (PNPPI

10 Center Road. Perry, Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perry, Ohio 44081

Date 3/12/01 

Sheet 1 of 2 

Unit ONE 

W.O. 99-15621 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/2612002

4. Identification of System: I N27 REACTOR FEEDWATER SYSTEM

5. (a) Applicable Construction Code: ASME Section III NB ,1974 
NAMEISECTION/DIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-242.N-272.N-282.N-413,1644-5

Edition

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section Xl applicable for Inservice Inspection: 1989 NIA 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification,. or Replacements: 

1989, N/A 19 NIA Addenda NIA 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A.  
Code Case(s) 

NIA 
Code Case(s)•

Name of Name of Manufacturer Nat. Other Year Repair. ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code No. or Modification Stamped 

PIPING PULLMAN 1N27 89 N/A 1985 REPLACEMENT YES 
SYSTEM POWER 

7. Description of Work: REPLACED HYDRAULIC SNUBBER 1N27H0007 SN# 303 WITH SN# 301.  

8. Test Conducted: Hydrostatic- [ Pneumatic- [] Nominal Operating Pressure- L] Other- fl 
Pressure N/A psi Test Temperature NIA degrees F Code Case(s) N/A

205

i .............. ! .... i! ..... .....



REPORT NO. P0059-008 

FORM NF-1 MANUFACTUREtS' DATA FIEPORT FOR COMPONENT SUPPVRTs
As flewfred by the. ProviTio'is of theo ASidE Code, Rulas. S~ction [U. Div~ion I 

1. E-Systemrs. Inc., Montek ivisioo, Salt Loke City. Utah 84.179 

2. mwu.nj.ýr.lof. P~ Piping Compay PtXu-i enyvna 53 
3. Losto atn Ngjcloeloer nt, Units tj A i ery Mo 4481 
4. low.tifcka"C 

W1 -fbl IC) l8dI) Ifll 
Cmmoongt Cso-ja Axwi~cable SOru Reoort TyOC Of 

sucoaet Re~imiion -~.nj wlfto Or Load Camx- Cooomxnt Nat'l Bcowe 1. 0. N~o. No. Lncs *. & Dat. CitV OVU ShW. SuooorT CE*U NO. Yow sudt 
(1399 NIA 152003G LCDIS D0--602 Linear I Nne 1982 

13340 a N a3 cc 
M4 52CY It 152005 G of If 

IsIS
2 6

- #13 3 33 

17)527-l of It is n-3 

1 1529,- is If -- If333 

152052 07 H If If

CMT[RCATr= OF COMPULANCE 
V% Clif Tht Ite smwrno ade n tis tc1 we tonved and Vv tirtt. cU3'aonenfumcoomconform to am. rwt of coxnavcda 

of the A-We Coca for Nud~wwPu~w Piat" Comoonanu. Seetionfmt. Djvisio 1.E&lision 9_74. Add.., Minter 1975 
code cam No- 164-t- L N-7422-1, Para. 5.5.  

Dot.'i-R 2 192 vm F-Sysfaml- Inc, - Montek Myv.  

Owr ASidE ce.rxflato Awzowci~,, Pi. ...N.2563 .w vi 

Dwin Iffomadn o Fi* -S 0sxseml. Inc,. Montek Division, Soft Leke City Utah 811

041sig.. a0fiu20 carufmd W 411 20b*.ri1 ... ý WOMMr.L.n PSL pite
RgN.3942 II3 

Sru Anevit1s Rao.1or Ioa3dCayOr DtaSheu Cw-tifl.~ayli Robert Lee Warren Il I * B 
PEs. !tcu,. _3942 (g4993 1 
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REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111100 NQI-1741

FIRSTENERGY CORP.  

10 Center Road. Perry. Ohio 44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perry, Ohio 44081

Date 3/12/01 

Sheet 1 of 2 

Unit ONE 

W.O. 99-15615 RIO 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 912612002

4. Identification of System: 1 N27 REACTOR FEEDWATER SYSTEM

5. (a) Applicable Construction Code: ASME Section III NB 1974 Edition
NAMEISECTION/DIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-242,N-272,N-282,N-413,1644-5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 NIA 
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 
.1989. N/A 19 NIA Addenda N/A 

Code Case(s) 
(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

NIA 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. BUilt Replacement. Code 

No. or Modification Stamped 

PIPING PULLMAN 1N27 89 N/A 1985 REPLACEMENT YES 
SYSTEM POWER 

7. Description of Work: REPLACED HYDRAULIC SNUBBER 1N27H0006 SN# 304 WITH SN#299.  

8. Test Conducted: Hydrostatic- [3 Pneumatic- E] Nominal Operating Pressure- [D Other- E] 
Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A

207

1. Owner.

2. Plant:
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FORM IY-. MANUFACTURERS' DATA REPORT FOR COMPONENT SUPPORTS' 
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REPORT NO. P0059-008

NIS-21NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9111/00 NQ1-1 741

FIRSTENERGY CORP.

10 Center Road, Perry. Ohio 44081 

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road Perry Ohio 44081

Date 3/12101 

Sheet I of I 

Unit ONE 

W.O. 00-0697R/0 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9126/2002

4. Identification of System: 1 N27 REACTOR FEEDWATER SYSTEM

5. (a) Applicable Construction Code: ASME Section III NC -1 07A CAM

NAMEISECTION/DIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-242,N-272,N-282,N-413,1644-5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section Xl Utilized for Repairs, Modification, or Replacements.: 

19 89, N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/A 
Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. I_ Ior Modification Stamped 

PIPING PULLMAN IN27 89 N/A 1985 REPLACEMENT YES 
SYSTEM POWER 

7. Description of Work: REPLACED PHOENIX SNUBBER SN# 2018 WITH LISEGA SNUBBER 
SN#00614803/004 FOR ASSET 1N27H1 145.

209

1. Owner:

2. Plant:

8. Test Conducted: Hydrostatic-fj Pneumatic- [] Nominal Operating Pressure- [] Other- F1 

Pressure N/A psi Test Temperature N/A degrees F Code Case(s) NIA

I .............. f .... II ....... v-- -
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REPORT NO. P0059-008

0111 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP No. 9308 Rev. 9/111/00 NQI-1741

FIRSTENERGY CORP.

10 Center Road. Perrv. Ohio 44081

Perry Nuclear Power Plant (PNPP) 

10 Center Road. Perry. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road, Perry, Ohio 44081

Date 3/8/01 

Sheet I of 2 

Unit ONE 

W.O. 98-8834 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9/2612002

4. Identification of System: 1 N27 REACTOR FEEDWATER SYSTEM

5. (a) Applicable Construction Code: ASME Section III NB ,1974 Edition
NAME/SECTIONIDIVISION/CLASS 

Winter 19 75 Addenda Code Case(s) N-242,N-272.N-282,N-413,1644-5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for Inservice Inspection: 1989 NIA 
Edition Addenda 

(d);"Applicablle Edition of Section Xl Utilized for Repairs, Modification, or Replacements: 

1989. N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 
6. Identification of Components Repaired, Modified, or Replacement Components

* N/A 
Code Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 
Component Manufacturer Serial No. Board ID. Built Replacement, Code 

No. I or Modification Stamped 

PIPING PULLMAN 1N27 89 N/A 1985 REPLACEMENT YES 
SYSTEM POWER 

7. Description of Work: REPLACED HYDRAULIC SNUBBER 1 N27H0004 SN# 003 WiTH SN# 327.

210

1. Owner

2. Plant

8. Test Conducted: Hydrostatic- E] Pneumatic- [] Nominal Operating Pressure- E] Other- [] 
Pressure N/A psi Test Temperature N/A degrees F Code Case(s) N/A
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REPORT NO. P0059-008

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

dNPP No 9308 Rev. 911100 NQI-17
4 1

1. Owner.  

2. Plant:

FIR�TFMFR�V CORP.

...... ntr.Road. Perr.. OhIo-44081

Perrv Nuclear Power Plant (PNPP)

10 Cente. Road . Perry... Ohio 4 08

3. Work Performed By. FIRSTENERGY Nuclear Operating Company PNPP_ 

10 Center Road, Perry, Ohio 44081

Date 3/21/01 

Sheet 1 of 1 

Unit ONE 

W.O. 98-1559R/0 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NiR 

Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1 P43 NUCLEAR CLOSED COOLING 

5. (a) Applicable Construction Code: ASME Section .11 NC ,1974 Edition 
NAMEISECTIONIDIVISIONICLAUS 

Winter 19 75 Addenda Code Case(s) N-242,N-272.N-275.N-413 

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 N/A 
Edition Addenda Code Case(s) 

(c) ASME Code Section Xi applicable for Inservice Inspection: 1989 N/A N/A 
Edition Addenda Code Case(s) 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989 . N/A 19 N/A Addenda N/A 
Code Case(s) 

(e) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

1U ,,-.-,UCI,, U.*-. of Conmnonents Rnaired. Modified. or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME Component Manufacturer Serial No. Board iD. Built Replacement, Code 

No. or Modification Stamped 

VALVE TRW MISSION N-19324 N/A 1 P43- 1979 REPLACEMENT YES 
F0721 

- I 

7. Description of Work: REPLACED DISC FOR WAFER CHECK VALVE SN# N19324 WITH REPLACEMENT 

DISC SN# B430-2.  

8. Test Conducted: Hydrostatic-fl Pnepimatic- 0 Nominal Operating Pressure- [I Other- C 

Pressure 120 psi Test Temperature AMBIENT degrees F Code Case(s) N/A

212

1A1,3-,016

FIRSTENERGY C()RP-



REPORT NO. P0059-008

1P53-081

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP No. 9308 Rev. 9/30/96 N01-1 741

1. Owner. The Illuminating Company

2. Plant:

P.O. Box 5000, Cleveland, Ohio 44108 

Perry Nuclear Power Plant 

10 Center Road, North Perry, Ohio 44081

3. Work Performed By: The Illuminatina Company 

10 Center Road. North Perry, Ohio 44081

Date 7-22-99 
Sheet -I of 1

Unit one 
WO 97-082 R/O 

(RepalrOrg. P.O. No.. etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-99

4. Identification of System: 1 P53 Penetration Pressurization 

5. (a) Applicable Construction Code: ASME SECTION III NC ,1977 Edition 

WINTER 19 78 Addenda Code Case(s) None

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements: 19 89, 19 NO Addenda 

6. Identification of Components Repaired. Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement. Code 
No. or Modification Stamped 

Valve Contromatics 86413-1-39 NIA N/A 1981 Replacement yes 

Valve Contromatics 86413-1-53 N/A WA 1981 Replacement yes 

Valve Contromatlcs 86413-2-39 N/A N/A 1981 Replacement yes 

Valve Contromatics 86413-2-56 N/A N/A 1981 Replacement yes

7. Description of Work. Replaced balls in four ball valves. See remarks section for heat numbers.

213

8. Test Conducted: * Hydrostatic- 0l Pneumatic- f Nominal Operating Pressure- [] Other- E] 
Pressure N/A psi TestTemperature NIA degrees F Code Case(s) N/A

I.-- I ........ l q,



REPORT NO. P0059-008

1P53-082 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9/30D96 
NQ8-19741

1. Owner: The Illuminating Company 

P.O. Box 5000. Cleveland, Ohio 44108 

2. Plant Perry Nuclear Power Plant 

10 Center Road, North Perry, Ohio 44081 

3. Work Performed By: The Illuminating Company 

'10 Center Road, North Perry, Ohio 44081

Date 859 
Sheet I of ;I 

Unit one 

WO 99-12238 REV O 
(Repalr Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-99

4. Identification of System: I P53 PENETRATION PRESSURIZATION.  

5. (a) Applicable Construction Code: ASME SECTION III NC .1977 Edition 

WINTER 19 78 Addenda Code Case(s) N-240, 1644-5, 1683-1, N-272, N-242

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 19 89_9._ 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: SEE REMARKS_ 

8. Test Conducted: Hydrostatic- E Pneumatic- C] Nominal Operating Pressure- [3 Other- E] 

Pressure N/A_ psi Test Temperature NIA_ degrees F Code Case(s)

214

Nameof Nameof. Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. BuIt Replacement, Code 
No. or Modification Stamped 

1 /21 BALL Contromatics 86413-1-40 NIA 1P53- 1981 REPLACEMENT YES 

VALVE I F0577A 

I /2* BALL Contromatics 86413-1-21 N/A 1P53- 1981 REPLACEMENT YES 

VALVE F0578A



REPORT NO. P0059-008

1P53-083 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xl 

PNPP No. 9308 Rev. 9/30/98 NOI-1741

1. Owner: The Illuminating Company

P.O. Box 5000, Cleveland, Ohio 44108 

Perry Nuclear Power Plant 

10 Center Road, North Perrv, Ohio 44081

3. Work Performed By: The Illuminating Comoany
in Center Road. North Perry. Ohio 44081

Date 2-14-00 
Sheet 1 of I

Unit one 
WO 99-7346 r/o 

(Repair Org. P.O. No.. etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-2002

4. Identification of System: 1 P53 Penetration Pressurization

5. (a) Applicable Construction Code: ASME SECTION III 

WINTER 19 78 Addenda Code Case(s)

NC1977 Edition

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements: 1989 , - 19 NOW Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. or Modification Stamped 

Valve Contromatics 86413-4-25 N/A N/A 1981 Replacement yes 

Valve Contromatics 86413-2-26 N/A NIA 1981 Replacement yes 

Valve Contromatics 86413-1-33 NIA N/A 1981 Replacement yes 

Valve Contromatics 86413-1-35 N/A N/A 1981 Replacement yes

7. Description of Work: kszII� in fnir hrall U2lVt�5e 5h�e remarks section 
I�CLJ�OUCtJ MOSIC 555 S'.'� '*"' **'---- for heat numbers.

215

2. Plant:

.8. Test Conducted: Hydrostatic- n] Pneumatic- r-] Nominal Operating Pressure- D Other- E] 

Pressure N/A psi Test Temperature N/A degrees F Code Case(s) NIA

S............... I ...... T p a

•c .1977 Edition

k 11 1 f- r hnil 1-31yes See remarks section ep ace a n I A
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1 P54-007 

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section X1 

PNPP No. 9308 Rev. 9/30196 NQI-1741

1. Owner FirstEner-gy Nuclear Operating Co 

10 Center Road, PerrV. Ohio 44081

2. Plant: Perry Nuclear Power Plant 

10 Center Road, Perry, Ohio 44081

3. Work Performed By: FirstEnergy Nuclear Operating Co.  

,10 Center Road. PerrV, Ohio 44081

Date 2-7-2000 

Sheet I of 2

Unit one 

WO 99-7139 R/00 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp NR 

Authorization No. 33 

Expiration Date 9-26-2002

4. Identification of System: 1P54 FIRE PROTECTION 

5. (a) Applicable Construction Code: ASME SECTION III NC ,1974 Edition 

WINTER 19 75 Addenda Code Case(s) N-242-1,N-272,N-224,N-413,1644-5

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 1989, 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

7. Description of Work: RELACED VALVE 1 P54F5604 SERIAL # 62903-00-0009 WITH VALVE SERIAL # 
62903-00-0015.  

B. Test Conducted: Hydrostatic- El Pneumatic- fl Nominal Operating Pressure- [I Other- LI 

Pressure NtA__ psi Test Temperature N/A____ degrees F Code Case(s) N/A_

/

216

Name of* Name of Manufacturer Nat.. Other Year Repair. ASME 
'Component Manufacturer Serial No. Board. 10. Built Replacement, Code 

No. ____ or Modification Stamped 

PIPING PULLMAN 11354 76 NIA 1985 REPLACEMENT YES 
SYSTEM POWER

.- . . ,
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Q.C.-292, Rev. A

REPAIR AND REPLACEMENT 
TO N1CLE AR COMPONENTS AND SYSTEMS IN NUCLEAR POWER PLANTS

1. Work performed by Crosby Valve Inc., 43 Kendrick St., Wrentham, MA 02093

(Repair organization's P.O. No., Job No., etc.)
(Nat• and Address) 

NV0000157

2. Owner 

3. Name and Identification of Nuclear Power Plant 

4. Address of Nuclear Power Plant

5. Identification of System

FIRST ENERGY
(Name and Address) 

PERRY NUCLEAR POWER PLANT

PERRY .OH

RELIEF VALVE

6. a. Identification of component repaired or replacement component 

b. Name of manufacturer CF

E12-F025C 

OSBY VALVE INC.  
__ -- 1979

c. Identifying Nos.
(Mfr's. Serial No.) (Nat'l. Bd. No.) -' (jurisdiction No.)

turner) �i car z�uuij

7. Applicable Section(s) M of ASME Code, 1977 Edition NO ADDENDAAddenda Code Case -

8. Tests conducted: Hydrostatic [-] Pneumatic [] Design Pressure lIi Pressure 750 psi

9. Description of work. REFURBPSHMENT 

(use of additional sheet(s) or sketch~es) Is acceptable if properly identified) 

10. Remarks: THE DISC WAS REPLACED WITH SERAL NUMBER N91394-90-0367

RI 
SRi

217

IP54-0n7

CERTIFICATE OF COMPLIANCE 

e certify that the statements made in this report are correct and all design, material, and workmanship on this 

__ _ _ __ _ _ conforms to the applicable section of the ASME Code.  

(repir, replacement) 

Signae ý 'ACorepair iqA J2660'1-q 

(Authorzed Repr organization) Critre) (Date)

CERTIFICATE OF INSPECTION 

, the undersigned, holding a valid commission issued by the Nationa Board of Boler and Pressure Vessel Inpecrs and 

the State or Province of Ma~smi1'usetts and employed by * Protectiof M m.ran . Co. Of 

Norwood. MR.,isehusettq have inspected the valve described in this report on g, g I? ;oa -, 

and state that to the best of my knowledge and belief, this repair or replacement has been made or cuns(ructed in 

ccrdance with the applicable section of the ASME Code.  

By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning 

the repair or replacement described in this report. Furthermore, neither the Inspector nor his employer shall be liable in 

any manner for any personal injury or property damage or a loss of any kind arising from or connected with this 

inspection.  

Date o!j,~~ Signed d ~n :)-1 /Y, W *n 

(Authorized Inspector) (Nat'l. Bd. (inci. Endorsements) and state or prov. and no.) 

L* Factory Mu,.,al System

vage I of 2

FIRST 

ENERGY

-i

Winuer) k, 3 Car DtUM



REPORT NO. P0059-008

NIS-2INR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section Xi 

PNPP No. 9308 Rev. 9/11/00, NQI-1741

FIRTENEIJYCOCORP-
I n (.nntrr Rn~nd. Perrv. Ohio 44081

Perry Nuclear Power PlantIEEELPP
10 Center Road. Perr,. Ohio 44081

3. Work Performed By: FIRSTENERGY Nuclear Operating Company PNPP 

10 Center Road. Perrv, Ohio 44081

Date 3/20/01 
Sheet 1.._ of 1 

Unit ONE 

W.099-104471R/0 
(Repair Org. P.O. No., etc.)

Type Code Symbol Stamp NFi 
Authorization No. 33 

Expiration Date 9/26/2002

4. Identification of System: 1 P54 FIRE PROTECTION

5. (a) Applicable Construction Code: ASME Section III NC 1974 Edition
NAMEISECTIONIDIVISIONICLASS 

Winter 19 75 Addenda Code Case(s) N-242-1.N-272,N-224.N-413,1644"5

(b) Construction Code used for repairs, modifications, or replacements: 1974 Winter 75 
Edition Addenda 

(c) ASME Code Section XI applicable for inservice Inspection: 1989 N/A 
Edition Addenda 

(d) Applicable Edition of Section XI Utilized for Repairs, Modification, or Replacements: 

1989..• NIA .19 N/A Addenda N/A 
Code Case(s) 

(a) Design Responsibilities FIRSTENERGY Nuclear Operating Company PNPP 

6. Identification of Components Repaired, Modified, or Replacement Components

N/ACode Case(s) 

N/A 
Code Case(s)

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement. Code 
No. or Modification Stamped 

VALVE T.R.W. N2735 NIA 1P54F- 1980 REPLACEMENT YES 
1098 

_ _ _ _ _ 
...-.-.-

7. Description of Work: REPLACED REPLACED (8) 3/4-IOX 8.0" STUDS HT#85098, AND (16) 3/4-10 HEAV.  
HEX NUTS HT# DTP2HB, ASSET 1P54F1098.  

8. Test Conducted: Hydrostatic- [I Pneumatic- El Nominal Operating Pressure- El Other- 0l 

Pressure 8.0 psi Test Temperature 72 degrees F Code Case(s) N/A
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1. Owner.

2. Plant:

10 Center Road, Perrý, Ohio 44081

SW



REPORT NO. P0059-008

NMLo3 7 

NIS-2/NR-1 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As required by the Provisions of the ASME Code Section XI 

PNPP No. 9308 Rev. 9a3-/g NOI-1741

1. Owner: FlrstEnergy Nuclear Operatlng Co

2. Plant

10 Center Road, Perry,. Ohio 44081 

Perry Nuclear Power Plant 

10 Center Road. Perry, Ohio 44081

3. Work Performed By: FirstEnerov Nuclear Operating Co.  
NR 

•10 Center Road. Perry. Ohio 44081

4. Identification of System:

Date 12117199 
Sheet I .of 1 

Unit one 

WO 99-8427 R/O 
(Repair Org. P.O. No., etc.) 

Type Code Symbol Stamp 

Authorization No. 33 

Expiration Date 9-26-2002

N/A

5. (a) Applicable Construction Code: ASME SECT1ON Ill NC 

WINTER 19 75 Addenda Code Case(s)

1974 Edition

N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements: 19 89_._, _ 19 NO Addenda 

6. Identification of Components Repaired, Modified, or Replacement Components

Name of Name of Manufacturer Nat. Other Year Repair, ASME 

Component Manufacturer Serial No. Board ID. Built Replacement, Code 
No. - or Modification Stamped 

Blind Fitting WFI Nuclear 829ZNF2 N/A N/A 1999 Repair NO 
,products Inc.

7. Description of Work: Performed base metal build up of weld Prep areas uslna the following filler metal: 

ER70S-2 HT # F5512 and E7018 HT # T28157,

8. Test Conducted: Hydrostatic- C Pneumatic-C 

Pressure NIA psi Test Temperature N/A

Nominal Operating Pressure- D Other- 0 
degrees F Code Case(s) WA
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