
Review of NEI comments dated August 30, 1999 

COMMENT/PAGE # AGREE? PROPOSED RESOLUTION 

Price Anderson derivation/p. 17 No There should be a total of 50 
SFP sites in 10 years 
resulting in F > 2E-6 

48 hour threshhold for recovery No Data exists to counter this 
p. 18 and 21 asertion 

incorrect statement made at Yes fix evaluation to make "Best 
workshop/p. 34 Estimate" 

effects of Zr corrosion layer Yes treat in report 
p. 54 

non-linear behavior Yes treat in report 
p. 54 

hot forge at 1100 degrees C Yes treat in report 
p. 57


