
Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
3 1 DNG 20C 8.17 54 
5 1 DNG 23C 6.24 54 
7 1 DNG 01H 9.63 12 
7 1 DNG 01H 10.75 12 
7 1 DNG 05H 2.06 12 
7 1 DNG 05H 2.66 12 
1 2 DNT 1OH .78 87 
2 2 DNG 13C 24.46 52 
3 2 DNG 05H 2.40 87 
3 2 DNG 05H 3.06 87 
3 2 DNG 05H 3.50 87 
3 2 DNG 16C 3.81 52 
4 2 DNG 08H 42.86 87 
4 2 DNG 08H 44.04 87 
4 2 DNG 09H 7.16 87 
4 2 DNG 09H 13.10 87 
4 2 DNG 09H 20.04 87 
4 2 DNG 12C 7.52 52 
4 2 DNG 12C 13.11 52 
4 2 DNG 12C 20.00 52 
4 2 DNG 13C 44.07 52 
5 2 DNG 07H 32.80 87 
7 2 DNG 10H 33.81 10 
9 2 DNG 09H 14.29 12 
9 2 DNG 09H 15.30 12 
9 2 DNG 12C 13.06 12 
9 2 DNG 12C 14.13 12 
12 2 DNG 01H 10.86 12 
12 2 DNG 05H 3.53 12 
12 2 DNG 05H 15.52 12 
12 2 DNG 06H 1.52 12 
12 2 DNG 06H 3.16 12 
12 2 DNG 06H 3.44 12 
12 2 DNG 16C 14.17 12 
12 2 DNG 16C 15.07 12 
13 2 DNG TSC 3.71 12 
1 3 DNG 16C 3.42 52 
2 3 DNG 06H 25.90 85 
2 3 DNG 06H 36.26 85 
8 3 DNG 16C 1.54 10 
8 3 DNG 18C 3.75 10 
8 3 DNG 19C 3.40 10 
8 3 DNG 19C 9.54 10 
8 3 DNG 20C 9.23 10
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Appendix C



Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
8 3 DNG 20C 15.42 10 
9 3 DNG 05H 3.64 10 
9 3 DNG 12C 15.18 10 

12 3 DNG 12C 8.78 10 
13 3 DNG 22C 2.26 12 
13 3 DNG 22C 3.42 12 
13 3 DNG AV4 4.97 12 
14 3 DNG 09H 43.58 12 
14 3 DNG 09H 44.64 12 
14 3 DNG 10H 11.01 12 
14 3 DNG 10H 12.81 12 
14 3 DNT 10H -.43 12 
15 3 DNG 06H 2.32 12 
15 3 DNG 06H 3.37 12 
15 3 DNG 09H 4.96 12 
15 3 DNG 09H 11.29 12 
15 3 DNG 09H 27.21 12 
15 3 DNG 09H 36.13 12 
15 3 DNG 09H 37.35 12 
15 3 DNG 09H 38.62 12 
15 3 DNG 09H 39.41 12 
15 3 DNG 09H 40.36 12 
15 3 DNG 09H 41.27 12 
16 3 DNG 01H 19.16 10 
16 3 DNG 01H 25.07 10 
16 3 DNG 02H 3.08 10 
16 3 DNG 02H 9.21 10 
16 3 DNG 02H 15.10 10 
16 3 DNG 02H 21.11 10 
16 3 DNG 02H 27.06 10 
16 3 DNG 02H 33.01 10 
16 3 DNG 03H 2.93 10 
16 3 DNG 03H 9.07 10 
16 3 DNG 03H 15.16 10 
16 3 DNG 03H 21.13 10 
16 3 DNG 03H 27.36 10 
16 3 DNG 03H 33.30 10 
16 3 DNG 08H 1.53 10 
16 3 DNG 09H 15.03 10 
16 3 DNG 09H 36.93 10 
16 3 DNG 09H 42.92 10 
16 3 DNG 12C 26.77 10 
16 3 DNG 18C 8.28 10 
16 3 DNT 10H -.38 10
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
16 3 DNT 10H .43 10 
1 4 DNG 21C 2.13 52 
1 4 DNG 21C 8.17 52 
1 4 DNG TSC 3.16 52 
2 4 DNG 16C .77 52 
7 4 DNG 02H 1.22 16 
11 4 DNG 02H 29.79 16 
12 4 DNT 20C -.32 10 
13 4 DNG 02H 29.36 10 
14 4 DNG 09H 14.61 10 
14 4 DNG 09H 19.11 10 
14 4 DNG 09H 22.52 10 
14 4 DNG 09H 27.79 10 
14 4 DNG 09H 30.96 10 
14 4 DNG 09H 40.25 10 
14 4 DNG 09H 41.19 10 
14 4 DNG 12C 24.92 10 
15 4 DNG 05H 5.77 12 
15 4 DNG 09H 28.47 12 
15 4 DNG 12C 26.98 12 
15 4 DNT 01H -.38 12 
16 4 DNG 05H 16.29 12 
17 4 DNG 17C 27.24 12 
17 4 DNG 17C 39.58 12 
18 4 DNG 09H 19.55 10 
18 4 DNG TSH 8.86 10 
19 4 DNG 15C 5.26 10 
1 5 DNG 16C 25.92 52 
4 5 DNG 20C 3.38 54 
7 5 DNG 17C 2.26 16 
7 5 DNG 17C 3.28 16 
9 5 DNG 05H 3.68 14 
9 5 DNG 16C 2.42 14 
9 5 DNG 16C 3.46 14 
12 5 DNG 05H 2.98 16 
12 5 DNG 05H 4.06 16 
12 5 DNG 13C 16.23 16 
12 5 DNG 13C 18.40 16 
12 5 DNG 14C 7.19 16 
12 5 DNG 16C 2.11 16 
12 5 DNG 16C 3.16 16 
12 5 DNG 16C 3.75 16 
12 5 DNG 20C 11.67 16 
15 5 DNG 04H 4.91 16
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
17 5 DNG 09H 26.19 92 
17 5 DNG 09H 26.29 16 
19 5 DNG 15C 10.46 12 
19 5 DNG 15C 31.77 12 
21 5 DNG 02H 8.63 10 
21 5 DNG 02H 14.61 10 
21 5 DNG 02H 20.67 10 
21 5 DNG 02H 26.76 10 
21 5 DNG 02H 32.82 10 
21 5 DNG 03H 2.94 10 
21 5 DNG 03H 9.25 10 
21 5 DNG 03H 15.16 10 
22 5 DNG 01H 11.56 10 
22 5 DNT 11C -.38 10 
1 6 DNG 05H 3.57 87 
1 6 DNG 08H 41.24 87 
1 6 DNG 16C 1.00 52 
1 6 DNG 16C 3.61 52 
4 6 DNG 01H 24.50 87 
4 6 DNG 03H 2.52 87 
4 6 DNG 03H 20.24 87 
4 6 DNG 05H 5.73 87 
4 6 DNG 05H 11.81 87 
4 6 DNG 05H 17.80 87 
4 6 DNG 05H 23.90 87 
4 6 DNG 22C 10.50 52 
4 6 DNG 22C 13.63 52 
5 6 DNG 05H 24.16 87 
5 6 DNG 05H 36.56 87 
6 6 DNG 17C 22.24 14 
7 6 DNG 09H 23.64 16 
7 6 DNG 12C 24.26 16 
8 6 DNG 17C 20.49 14 
9 6 DNG 06H 3.40 14 
9 6 DNG 06H 4.10 14 
9 6 DNG TSH 5.84 14 
12 6 DNG 09H 41.85 14 
12 6 DNG 09H 42.87 14 
13 6 DNG 11C -1.38 14 
13 6 DNG 12C 41.40 14 
13 6 DNG 12C 42.32 14 
14 6 DNG 09H 44.97 14 
14 6 DNG 12C 40.54 14 
14 6 DNG 12C 41.49 14
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
14 6 DNG 12C 42.18 14 
14 6 DNG 12C 42.72 14 
14 6 DNG 12C 43.84 14 
16 6 DNG 09H 44.78 14 
16 6 DNG I0H 1.60 14 
16 6 DNG 12C 43.64 14 
16 6 DNG 12C 44.53 14 
16 6 DNT 10H -.35 14 
16 6 DNT 10H .46 14 
16 6 DNT 11C -.06 14 
21 6 DNG 12C 44.74 16 
22 6 DNT 11C -.48 12 
5 7 DNG 05H 18.23 85 
5 7 DNG 13C 30.61 58 
8 7 DNG 12C 18.59 20 
8 7 DNT 23C -.50 20 
8 7 DNT 23C .47 20 
9 7 DNG 09H 35.81 20 
13 7 DNG 09H 23.56 14 
13 7 DNG 09H 24.58 14 
13 7 DNG 09H 28.30 14 
13 7 DNG 09H 29.42 14 
13 7 DNG 12C 23.52 14 
14 7 DNG 09H 21.72 14 
14 7 DNG 09H 22.85 14 
14 7 DNG AV1 9.27 14 
14 7 DNG AV1 10.56 14 
14 7 DNG AV1 10.91 14 
14 7 DNG AV1 22.65 14 
14 7 DNG AVi 23.34 14 
14 7 DNG AVi 23.71 14 
14 7 DNG AVI 24.00 14 
14 7 DNG AV4 2.31 14 
14 7 DNG AV4 3.49 14 
14 7 DNG AV4 4.55 14 
14 7 DNG AV4 5.22 14 
14 7 DNG AV4 5.53 14 
14 7 DNG AV4 7.62 14 
18 7 DNG 19C 4.76 14 
19 7 DNG 16C .86 14 
21 7 DNG 05H 2.35 14 
21 7 DNG 05H 2.96 14 
23 7 DNG 09H 42.91 14 
24 7 DNG 05H 3.47 12
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
25 7 DNG 12C .88 12 
25 7 DNT 12C .40 12 
26 7 DNG 06H 15.87 10 
26 7 DNG 12C 42.10 10 
26 7 DNG 12C 43.09 10 
7 8 DNG 12C 12.89 16 
8 8 DNG 02H 25.35 18 
8 8 DNG 02H 27.22 18 
8 8 DNG 02H 27.42 18 
8 8 DNG 02H 28.64 18 
8 8 DNG 05H 3.53 18 
9 8 DNG 05H 3.21 20 
9 8 DNG 05H 3.77 20 
9 8 DNG 09H 15.23 20 
9 8 DNG 15C 2.46 20 
9 8 DNG 15C 3.58 20 
9 8 DNT 11C -.50 20 

14 8 DNG 09H 38.87 16 
14 8 DNG 09H 39.68 16 
14 8 DNG 10H 2.84 16 
15 8 DNG 09H 23.92 16 
15 8 DNG 09H 33.40 16 
15 8 DNG 09H 34.46 16 
18 8 DNG TSH 3.82 16 
20 8 DNG 04H 24.08 16 
20 8 DNG 05H 36.25 16 
23 8 DNG 05H 2.22 16 
23 8 DNG 05H 3.29 16 
24 8 DNG 09H 7.57 16 
24 8 DNT 10H .48 16 
24 8 DNT 11C .39 16 
25 8 DNT 10H .45 14 
26 8 DNG 04H 43.72 12 
26 8 DNG 05H 3.50 12 
26 8 DNG 12C 43.33 12 
26 8 DNG 12C 44.23 12 
26 8 DNT 10H .35 12 
26 8 DNT 11C -.40 12 
26 8 DNT 11C .41 12 
1 9 DNG 16C 3.53 52 
1 9 DNG 17C 3.34 52 
1 9 DNG 17C 35.49 52 
2 9 DNG 02H 20.49 85 
2 9 DNG 08H 1.93 85
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
2 9 DNG 12C 36.26 54 
7 9 DNG 09H 22.17 16 
10 9 DNG 05H 1.58 18 
10 9 DNG 05H 1.87 18 
10 9 DNG 05H 2.75 18 
10 9 DNG 05H 3.16 18 
10 9 DNG 05H 3.54 18 
10 9 DNG 16C 1.33 18 
10 9 DNG 16C 2.48 18 
10 9 DNG 16C 3.60 18 
10 9 DNG 19C 11.45 18 
10 9 DNG 20C 10.32 18 
10 9 DNG 20C 11.43 18 
10 9 DNG 20C 12.03 18 
10 9 DNG 20C 12.63 18 
13 9 DNG 01H 10.80 18 
13 9 DNG 08H 10.16 18 
14 9 DNG 09H 38.04 18 
14 9 DNG 12C 37.11 18 
14 9 DNT 10H .06 18 
16 9 DNG 12C 20.11 92 
16 9 DNG 12C 20.14 102 
17 9 DNG 18C 11.65 92 
17 9 DNG 20C 11.31 92 
17 9 DNG 20C 11.46 102 
17 9 DNG TSH 7.22 102 
17 9 DNG TSH 7.73 92 
17 9 DNG TSH 8.01 102 
17 9 DNG TSH 8.50 92 
23 9 DNG 21C 7.76 92 
24 9 DNG 05H .92 92 
24 9 DNG 05H 1.99 92 
24 9 DNG 16C 4.02 92 
26 9 DNT 10H .42 92 
29 9 DNG 16C -.45 16 
29 9 DNG 16C .67 16 
6 10 DNG 16C 3.61 14 
11 10 DNG 05H 2.24 20 
11 10 DNG 05H 3.31 20 
11 10 DNG 09H 40.48 20 
11 10 DNT 11C .37 20 
12 10 DNG 16C 1.66 20 
12 10 DNG 16C 2.76 20 
13 10 DNG 04H 19.43 20
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
13 10 DNG 04H 23.82 20 
13 10 DNG 09H 5.61 20 
13 10 DNG 09H 24.32 20 
13 10 DNG 09H 37.97 20 
13 10 DNG 09H 38.87 20 
13 10 DNG 09H 39.94 20 
13 10 DNG 09H 40.62 20 
13 10 DNG 09H 40.96 20 
13 10 DNG 09H 41.35 20 
13 10 DNG 09H 41.72 20 
•13 10 DNG 09H 42.06 20 
13 10 DNG 09H 42.37 20 
13 10 DNG 09H 42.74 20 
13 10 DNG 09H 43.19 20 
13 10 DNG 09H 43.84 20 
13 10 DNG 09H 44.43 20 
13 10 DNG 10H 1.12 20 
13 10 DNG 12C 3.72 20 
13 10 DNG 12C 20.29 20 
13 10 DNG 12C 21.35 20 
13 10 DNG 12C 26.95 20 
13 10 DNG 12C 34.28 20 
13 10 DNG 12C 35.18 20 
13 10 DNG 12C 35.73 20 
13 10 DNG 12C 37.33 20 
13 10 DNG 12C 38.00 20 
13 10 DNG 12C 38.48 20 
13 10 DNG 12C 38.78 20 
13 10 DNG 12C 39.40 20 
13 10 DNG 12C 39.60 20 
13 10 DNG 12C 40.02 20 
13 10 DNG 12C 40.38 20 
13 10 DNG 12C 40.99 20 
13 10 DNG 12C 41.58 20 
13 10 DNG 12C 42.11 20 
13 10 DNG 12C 42.70 20 
13 10 DNG 12C 43.37 20 
13 10 DNG 12C 44.07 20 
13 10 DNG 12C 44.44 20 
13 10 DNG 17C 8.81 20 
13 10 DNT 10H .06 20 
13 10 DNT 11C -.31 20 
14 10 DNG 09H 35.54 20 
14 10 DNG 09H 36.56 20
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
14 10 DNG 10H 3.55 20 
14 10 DNG 12C 32.33 20 
14 10 DNG 12C 32.97 20 
14 10 DNG 12C 34.03 20 
14 10 DNG 12C 34.43 20 
15 10 DNG 13C 44.32 20 
16 10 DNG 01H 13.76 20 
16 10 DNG 10H 1.97 20 
16 10 DNG 12C 41.75 20 
16 10 DNG 12C 42.77 20 
16 10 DNG 12C 43.58 20 
20 10 DNG 15C 38.85 20 
21 10 DNG 09H 32.98 20 
22 10 DNG 22C 6.23 20 
25 10 DNG 09H 19.04 20 
5 11 DNG 14C 41.09 58 
6 11 DNG 23C 2.43 14 
13 11 DNG 09H 28.77 92 
13 11 DNG 09H 33.74 92 
13 11 DNG 09H 35.26 92 
13 11 DNG 09H 36.09 92 
13 11 DNG 09H 37.76 92 
13 11 DNG 09H 38.95 92 
13 11 DNG 09H 40.91 92 
13 11 DNG 09H 42.82 92 
16 11 DNG 09H 23.01 92 
16 11 DNG 09H 23.45 102 
17 11 DNG 17C 9.98 102 
17 11 DNG 17C 10.09 92 
19 11 DNG 04H 20.69 92 
19 11 DNG 04H 20.82 102 
19 11 DNG 07H 18.14 92 
19 11 DNG 07H 18.59 102 
19 11 DNG 22C 1.92 92 
19 11 DNG 22C 2.00 102 
21 11 DNG 01H 12.93 92 
21 11 DNG 01H 13.24 102 
23 11 DNT 10H .47 92 
23 11 DNT 10H .51 102 
23 11 DNT 11C .41 92 
23 11 DNT 11C .42 102 
25 11 DNT 10H .45 92 
25 11 DNT 10H .45 102 
27 11 DNG 06H 37.56 92
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
27 11 DNG 06H 37.75 102 
30 11 DNG 07H 2.73 102 
30 11 DNG 12C 31.56 102 
30 11 DNG 12C 32.03 92 
30 11 DNG 12C 40.51 92 
30 11 DNG 12C 40.57 102 
30 11 DNG 12C 41.52 92 
30 11 DNG 12C 41.71 102 
30 11 DNT 11C .41 102 
30 11 DNT 11C .42 92 
3 12 DNG 15C 4.97 56 
3 12 DNG 16C 38.23 56 
3 12 DNG 17C 35.36 56 
3 12 DNG 21C 3.38 56 
3 12 DNG 21C 8.55 56 
3 12 DNG 21C 15.18 56 
3 12 DNG 22C 2.57 56 
3 12 DNG 22C 9.16 56 
3 12 DNG 22C 14.76 56 

14 12 DNG 04H 18.45 20 
15 12 DNG 12C 43.73 20 
18 12 DNG 02H 30.98 20 
18 12 DNG 02H 31.47 20 
24 12 DNG 09H 33.85 20 
24 12 DNG 09H 34.43 20 
24 12 DNG 09H 34.54 20 
24 12 DNG 09H 43.88 20 
26 12 DNG 14C 22.12 20 
30 12 DNG 12C 37.68 20 
33 12 DNG 17C 12.87 20 
34 12 DNG 02H 29.17 20 
10 13 DNG 05H 2.91 18 
10 13 DNG 05H 3.70 18 
10 13 DNG 16C 2.42 18 
14 13 DNG 09H 42.63 18 
14 13 DNG 09H 43.22 18 
14 13 DNG 09H 43.69 18 
14 13 DNG 09H 44.77 18 
14 13 DNG 12C 41.75 18 
17 13 DNG 19C 16.40 18 
19 13 DNG 12C 42.31 18 
20 13 DNG 12C 14.63 18 
20 13 DNG 12C 15.75 18 
20 13 DNG 12C 39.02 18
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
20 13 DNG 12C 39.99 18 
20 13 DNG 12C 40.37 18 
20 13 DNG 12C 44.87 18 
20 13 DNG 13C 34.10 18 
20 13 DNG 13C 43.74 18 
20 13 DNT 11C .36 18 
21 13 DNG 09H 32.45 18 
21 13 DNG 09H 42.45 18 
21 13 DNT 11C .42 18 
23 13 DNT 10H -.54 92 
23 13 DNT 10H .47 92 
24 13 DNG 05H 5.94 92 
24 13 DNG AV3 12.20 92 
27 13 DNT 10H .39 18 
28 13 DNT 11C .36 18 
29 13 DNG 06H 13.33 18 
29 13 DNT 10H .35 18 
29 13 DNT 11C .33 18 
30 13 DNG 02H 20.97 18 
31 13 DNG 14C 41.04 18 
31 13 DNG 14C 41.70 18 
34 13 DNG 04H 33.30 18 
35 13 DNG 09H 37.58 18 
35 13 DNG 16C .86 18 
35 13 DNG 16C 1.61 18 
35 13 DNG 16C 3.74 18 
7 14 DNG 19C 11.33 16 
7 14 DNG 22C 11.38 16 
7 14 DNG 23C 3.45 16 
8 14 DNG 04H 43.96 18 
8 14 DNG 16C 9.90 18 
8 14 DNG 16C 23.33 18 
8 14 DNG 16C 29.36 18 
9 14 DNG 05H 3.67 20 
11 14 DNG 01H 11.35 20 
11 14 DNG 07H 13.27 20 
14 14 DNG 15C 3.74 20 
19 14 DNG 02H 28.47 20 
19 14 DNG 02H 29.32 20 
19 14 DNG 02H 30.49 20 
19 14 DNG 02H 30.82 20 
19 14 DNG 12C 35.79 20 
19 14 DNG 12C 36.75 20 
19 14 DNG 12C 40.54 20
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
19 14 DNG 17C 1.25 20 
19 14 DNG 17C 2.86 20 
19 14 DNG 20C 11.86 20 
19 14 DNG 20C 12.19 20 
19 14 DNG 20C 12.66 20 
20 14 DNG 09H 39.82 20 
23 14 DNG 1OH 9.78 20 
23 14 DNG AV1 1.49 20 
23 14 DNG AV2 5.55 20 
23 14 DNG AV4 2.25 20 
23 14 DNT 10H .44 20 
24 14 DNG 09H 24.37 20 
24 14 DNG TSC 2.07 20 
25 14 DNG 18C 2.49 20 
27 14 DNT 10H .38 20 
30 14 DNT 10H .41 20 
31 14 DNG 16C 3.47 20 
33 14 DNG 06H 3.49 20 
33 14 DNG 12C 39.37 20 
34 14 DNG 05H 2.43 20 
34 14 DNG 05H 3.42 20 
34 14 DNG 13C 27.18 20 
34 14 DNG 15C 3.53 20 
35 14 DNG 02H 34.60 20 
35 14 DNG 03H 5.12 20 
35 14 DNG 03H 10.92 20 
35 14 DNG 03H 12.10 20 
35 14 DNG 03H 13.77 20 
35 14 DNG 03H 14.25 20 
35 14 DNG 03H 17.25 20 
35 14 DNG 03H 27.37 20 
35 14 DNG 04H 19.57 20 
35 14 DNG 04H 24.60 20 
35 14 DNG 12C 19.20 20 
11 15 DNG 05H 38.70 18 
11 15 DNG 12C 30.70 18 
11 15 DNG 16C 13.75 18 
12 15 DNG 16C 4.26 18 
14 15 DNG 01H 3.69 18 
14 15 DNG 06H 3.65 18 
15 15 DNG 21C 14.62 18 
16 15 DNG 08H 30.46 18 
17 15 DNG 09H 41.04 18 
17 15 DNG 09H 41.92 18
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
17 15 DNG 10H 1.12 18 
17 15 DNG 17C 4.16 18 
18 15 DNG 06H 4.35 18 
19 15 DNG 05H 3.59 18 
23 15 DNT 10H .39 18 
25 15 DNG 20C 17.51 18 
30 15 DNG 02H 19.55 18 
30 15 DNG 02H 21.20 18 
30 15 DNG 09H 44.55 18 
30 15 DNG 10H 20.25 18 
30 15 DNT 09H -.44 18 
30 15 DNT 10H .15 18 
31 15 DNG 16C 2.89 18 
34 15 DNG 20C 8.51 18 
34 15 DNG 20C 9.47 18 
34 15 DNG 20C 10.33 18 
34 15 DNG 20C 10.82 18 
36 15 DNG 16C 1.51 18 
36 15 DNG 16C 2.37 18 
36 15 DNG 16C 2.66 18 
36 15 DNG 16C 3.06 18 
36 15 DNG 16C 3.40 18 
36 15 DNG 16C 3.54 18 
36 15 DNG 20C 10.44 18 
36 15 DNG 20C 11.71 18 
36 15 DNT 10H .30 18 
36 15 DNT 11C .30 18 
37 15 DNG 02H 29.96 18 
1 16 DNG 19C 5.64 56 
3 16 DNG 03H 7.09 87 
4 16 DNG 12C 13.09 56 
4 16 DNG 12C 13.29 56 
7 16 DNG 02H 29.40 18 
7 16 DNG 02H 29.85 18 
8 16 DNG 17C 41.17 18 
10 16 DNG 09H 39.40 18 
10 16 DNG 09H 41.51 18 
14 16 DNG 12C 13.31 20 
14 16 DNG AV4 16.53 20 
17 16 DNT 11C .39 20 
18 16 DNG 09H 42.20 20 
32 16 DNG 05H 42.12 20 
32 16 DNG 17C 2.89 20 
32 16 DNG TSC 7.87 20

C-13

Appendix C



Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
32 16 DNT 23C -.44 20 
34 16 DNG 05H .80 20 
36 16 DNT 10H .41 20 
36 16 DNT 11C .32 20 
37 16 DNG 16C 1.43 20 
37 16 DNG 16C 2.22 20 
37 16 DNG 16C 3.37 20 
38 16 DNG 15C 3.37 20 
39 16 DNG 05H 3.50 20 
39 16 DNT 11C .26 20 
2 17 DNG 04H 27.06 85 
2 17 DNG 16C 2.39 58 
2 17 DNG 16C 3.46 58 
4 17 DNG 09H 19.28 85 
4 17 DNG 09H 20.25 85 
4 17 DNG 09H 24.54 85 
4 17 DNG 12C 19.02 58 
5 17 DNG 09H 17.80 85 
8 17 DNG 17C 7.03 38 
8 17 DNG 17C 22.30 38 
9 17 DNG 09H 23.45 38 
9 17 DNG 09H 27.37 38 
9 17 DNG 09H 28.52 38 
9 17 DNG 09H 32.52 38 
9 17 DNG 09H 33.59 38 
9 17 DNG 09H 35.81 38 
9 17 DNG 12C 27.69 38 
9 17 DNG 12C 31.36 38 
9 17 DNG 12C 32.43 38 

13 17 DNG 09H 26.66 18 
13 17 DNG 09H 32.58 18 
13 17 DNG 09H 34.89 18 
14 17 DNG 09H 27.18 18 
14 17 DNG 09H 38.75 18 
14 17 DNG 09H 39.81 18 
14 17 DNG 10H 12.98 18 
14 17 DNG 12C 36.21 18 
14 17 DNG 12C 38.98 18 
14 17 DNG 12C 42.21 18 
14 17 DNG 12C 43.21 18 
14 17 DNG 12C 44.21 18 
23 17 DNG TSH 1.73 18 
24 17 DNG AV3 11.80 18 
30 17 DNG 10H 3.81 18
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
30 17 DNG 10H 6.36 18 
30 17 DNG AVI 9.59 18 
31 17 DNG 02H 3.28 18 
31 17 DNG 08H 34.22 18 
32 17 DNG 03H 10.79 18 
34 17 DNG 05H 1.97 18 
34 17 DNG AV1 25.35 18 
34 17 DNG AV2 11.05 18 
34 17 DNT 10H .38 18 
35 17 DNG 12C 44.90 18 
35 17 DNT 11C .41 18 
37 17 DNG 01H 5.78 18 
1 18 DNG 12C 15.20 56 
1 18 DNG 12C 20.04 56 
2 18 DNG 19C 13.36 58 
4 18 DNG 09H 23.12 87 
4 18 DNG 12C 22.82 56 
4 18 DNG 12C 23.97 56 
5 18 DNG 12C 21.15 56 
5 18 DNG 12C 23.36 56 
7 18 DNG 02H 8.63 36 
7 18 DNG 09H 15.96 36 
10 18 DNG 20C 10.15 38 
10 18 DNG 20C 11.22 38 
13 18 DNG 09H 7.81 20 
13 18 DNG 09H 35.56 20 
13 18 DNG 09H 39.42 20 
13 18 DNG 09H 40.09 20 
13 18 DNG 10H 3.53 20 
15 18 DNG 12C 8.36 20 
26 18 DNG 09H 20.58 20 
29 18 DNT 10H .50 20 
29 18 DNT 11C -.48 20 
29 18 DNT 11C .35 20 
31 18 DNG 06H 8.74 20 
31 18 DNG 06H 16.70 20 
31 18 DNG 06H 23.90 20 
31 18 DNT 1lC .35 20 
32 18 DNG 09H 29.35 20 
32 18 DNG 09H 34.27 20 
32 18 DNG 12C 24.07 20 
32 18 DNG 12C 24.46 20 
33 18 DNG 12C 31.95 20 
33 18 DNT 11C .44 20
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
40 18 DNG 05H 3.59 20 
40 18 DNG 05H 4.32 20 
40 18 DNG 12C 44.79 20 
40 18 DNG 16C 1.57 20 
40 18 DNG 16C 2.27 20 
40 18 DNT 11C -.42 20 
1 19 DNT 10H .25 87 
2 19 DNG 01H 9.28 85 
2 19 DNG 02H 11.24 85 
2 19 DNG 13C 31.15 58 
2 19 DNG 13C 32.56 58 
2 19 DNG TSH 3.62 85 
9 19 DNG 09H 7.68 36 

10 19 DNG AV4 14.60 22 
13 19 DNG 12C 43.26 22 
14 19 DNG 01H 4.89 22 
14 19 -DNG 01H 10.97 22 
14 19 DNG 01H 17.17 22 
14 19 DNG 02H 1.14 22 
14 19 DNG AV1 14.27 22 
14 19 DNG TSH 8.24 22 
15 19 DNG 04H 19.04 22 
15 19 DNG 09H 28.28 22 
15 19 DNG 12C 43.95 22 
15 19 DNT 11C -.34 22 
17 19 DNT 05H .00 22 
20 19 DNG 05H .85 22 
26 19 DNG 12C 12.98 22 
26 19 DNG 23C 5.85 22 
27 19 DNG 07H 4.86 22 
28 19 DNG 16C 4.59 22 
28 19 DNG 16C 10.52 22 
28 19 DNG 16C 16.42 22 
28 19 DNG 16C 22.81 22 
31 19 DNG 01H 8.56 18 
32 19 DNG 03H 31.32 18 
32 19 DNG 03H 32.53 18 
32 19 DNG 03H 33.33 18 
33 19 DNG 18C 11.00 18 
34 19 DNG 05H 2.65 18 
38 19 DNT 11C .33 18 
39 19 DNG 17C 4.14 18 
40 19 DNG 21C 9.49 18 
42 19 DNG 16C 3.98 20
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
1 20 DNG 16C 3.28 56 
7 20 DNG 21C 3.43 38 
8 20 DNG 01H 1.13 38 
8 20 DNG 01H 5.26 38 
8 20 DNG 01H 10.54 38 
8 20 DNG 01H 11.01 38 
8 20 DNG 01H 11.54 38 
8 20 DNG 02H 3.70 38 
8 20 DNG 02H 19.51 38 
9 20 DNG 05H 2.73 38 
9 20 DNG 05H 3.86 38 
9 20 DNG TSC 4.77 38 
10 20 DNG 05H 2.67 38 
10 20 DNG 05H 3.77 38 
10 20 DNG 19C 1.45 38 
10 20 DNG 19C 2.60 38 
10 20 DNG 20C 1.94 38 
10 20 DNG 20C 4.73 38 
10 20 DNG 20C 6.24 38 
10 20 DNG 20C 6.83 38 
10 20 DNG 20C 11.11 38 
10 20 DNG 20C 12.74 38 
10 20 DNG 21C 1.09 38 
10 20 DNG 21C 2.46 38 
10 20 DNG 21C 6.80 38 
10 20 DNG 21C 10.19 38 
10 20 DNG 21C 10.83 38 
10 20 DNG 21C 12.04 38 
10 20 DNG 21C 14.81 38 
11 20 DNG 16C 11.16 24 
14 20 DNG 10H 8.60 24 
14 20 DNG 10H 11.30 24 
14 20 DNG 10H 11.89 24 
14 20 DNG 10H 12.31 24 
14 20 DNG 10H 13.26 24 
14 20 DNG 10H 13.29 24 
14 20 DNG 10H 13.80 24 
14 20 DNG 10H 14.22 24 
14 20 DNG 16C 3.70 24 
14 20 DNG AVI 1.77 24 
14 20 DNG AV1 2.25 24 
14 20 DNG AVl 4.44 24 
32 20 DNG 18C 3.06 20 
33 20 DNG 16C 14.41 20
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
37 20 DNG 21C 12.64 20 
38 20 DNG 02H 11.68 20 
38 20 DNG 16C 1.44 20 
38 20 DNG 16C 3.38 20 
40 20 DNG 15C 8.31 20 
42 20 DNG 03H 25.32 20 
42 20 DONT 11C -.49 20 
2 21 DNG 02H 13.17 85 
2 21 DNG 08H 26.58 85 
2 21 DNG 09H 41.43 85 
2 21 DNG 12C 3.66 58 
2 21 DNG 12C 17.13 58 
11 21 DNG 09H 44.46 22 
11 21 DNG 1OH 1.34 22 
11 21 DNG 12C 42.38 22 
11 21 DNG 12C 43.36 22 
11 21 DNG 12C 44.00 22 
11 21 DNT 11C -.43 22 
14 21 DNG 16C 3.58 22 
14 21 DNG 16C 3.81 22 
15 21 DNG 12C 37.65 22 
24 21 DNG 17C 13.41 26 
30 21 DNG TSH 2.79 26 
35 21 DNG 23C 1.52 26 
37 21 DNG 13C 19.09 26 
39 21 DNG 03H 20.11 26 
39 21 DNG 09H 28.89 26 
39 21 DNG TSH 2.76 26 
39 21 DNG TSH 8.82 26 
39 21 DNT 11C .36 26 
40 21 DNG 01H 12.00 26 
40 21 DNG 03H 25.67 26 
40 21 DNG 09H 25.46 26 
40 21 DNG 09H 34.82 26 
40 21 DNG 09H 35.90 26 
40 21 DNG 09H 38.88 26 
40 21 DNG 12C 29.34 26 
40 21 DNG 21C 3.72 26 
40 21 DNT 11C -.55 26 
41 21 DNG 12C 44.81 26 
42 21 DNT 11C -.55 26 
43 21 DNG 12C 44.72 26 
43 21 DNT 11C .32 26 
1 22 DNG 16C 1.87 56
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
12 22 DNG 09H 24.13 92 
13 22 DNT 08H -.21 92 
15 22 DNG 17C 7.21 92 
19 22 DNG 21C 8.83 28 
19 22 DNG 21C 8.84 92 
19 22 DNG AV2 19.43 28 
26 22 DNG 02H 5.66 92 
31 22 DNT 11C .41 92 
38 22 DNG 03H 7.18 92 
41 22 DNT 11C -.55 26 
42 22 DNG 12C 40.93 26 
42 22 DNG 15C 14.45 26 
42 22 DNT 11C -.60 26 
43 22 DNT 11C .36 26 
44 22 DNG 09H 41.52 26 
44 22 DNT 11C -.55 26 
44 22 DNT 11C .36 26 
10 23 DNG 12C 8.23 26 
11 23 DNG 14C 11.91 26 
12 23 DNG 03H 18.19 26 
28 23 DNG 04H 35.23 26 
33 23 DNG 05H 27.25 26 
34 23 DNG 03H 26.23 26 
34 23 DNG 09H 4.23 26 
39 23 DNT 11C .35 26 
42 23 DNT 11C -.60 26 
43 23 DNT 11C -.63 26 
44 23 DNG 09H 43.11 26 
44 23 DNG 12C 41.67 26 
44 23 DNT 10H .50 26 
44 23 DNT 11C -.60 26 
44 23 DNT 11C .33 26 
45 23 DNT 11C .36 26 
8 24 DNG 08H 15.87 38 
9 24 DNG 05H 4.40 38 
9 24 DNG 15C 4.42 38 
10 24 DNG 20C 15.56 26 
10 24 DNG TSC 5.91 26 
11 24 DNG 06H 23.50 30 
11 24 DNG 13C 30.21 30 
14 24 DNG 05H 33.48 30 
14 24 DNT 15C -.54 30 
22 24 DNG 02H 33.67 92 
22 24 DNG 03H 2.59 92
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
25 24 DNG 01H .80 92 
25 24 DNT 01H .80 92 
27 24 DNG 13C 27.89 30 
29 24 DNG 15C 10.10 30 
30 24 DNG 18C 2.00 30 
35 24 DNG 12C 10.67 30 
35 24 DNG 12C 11.93 30 
35 24 DNT 11C .41 30 
36 24 DNG 10H 2.56 30 
37 24 DNG 02H 7.21 30 
37 24 DNG 02H 25.91 30 
37 24 DNG 15C 16.39 30 
39 24 DNT 1OH -.49 30 
39 24 DNT 10H .61 30 
40 24 DNG 12C 23.47 30 
40 24 DNG 12C 26.29 30 
40 24 DNG 12C 27.40 30 
40 24 DNG 12C 29.66 30 
40 24 DNG 12C 30.13 30 
40 24 DNG 12C 30.88 30 
40 24 DNG 12C 30.91 30 
40 24 DNG 12C 31.42 30 
40 24 DNG 12C 36.78 30 
40 24 DNT 11C -.64 30 
40 24 DNT 11C .52 30 
41 24 DNG 09H 31.85 30 
41 24 DNG 09H 32.90 30 
41 24 DNG 09H 41.09 30 
41 24 DNG 12C 32.64 30 
41 24 DNG 12C 34.61 30 
41 24 DNG 12C 36.24 30 
41 24 DNG 12C 39.96 30 
41 24 DNG 12C 41.14 30 
41 24 DNT 10H -.25 30 
41 24 DNT 11C -.62 30 
41 24 DNT 11C .47 30 
42 24 DNT 11C -.77 92 
43 24 DNT 10H .51 26 
43 24 DNT 11C .39 26 
44 24 DNG 09H 39.06 26 
44 24 DNG 09H 41.85 26 
44 24 DNT 11C -.66 26 
44 24 DNT 11C .44 26 
45 24 DNG 10H 1.43 26
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
45 24 DNT 11C .33 26 
46 24 DNG 02H 29.54 26 
46 24 DNT 11C .30 26 
1 25 DNG 05H 10.44 87 
3 25 DNG 05H 7.97 85 

36 25 DNG 09H 19.72 26 
37 25 DNG 05H 3.70 26 
37 25 DNG 22C 1.14 26 
37 25 DNG 22C 2.73 26 
37 25 DNG 22C 4.39 26 
37 25 DNG 22C 5.70 26 
40 25 DNG 18C 6.38 26 
42 25 DNT 11C -.66 26 
43 25 DNG 04H 1.75 26 
43 25 DNG 04H 2.81 26 
43 25 DNT 11C -.69 26 
44 25 DNG 09H 41.64 26 
44 25 DNT 11C -.66 26 
44 25 DNT 11C .45 26 
45 25 DNG 20C 10.45 26 
45 25 DNT 1lC -.69 26 
45 25 DNT 11C .39 26 
46 25 DNG 17C 17.49 26 
46 25 DNG 17C 21.76 26 
46 25 DNG 17C 22.99 26 
46 25 DNT 11C -.69 26 
46 25 DNT 11C .32 26 
7 26 DNG 07H 34.58 38 
7 26 DNG 07H 40.44 38 
9 26 DNG 07H 39.80 38 
9 26 DNG 12C 30.86 38 

14 26 DNG 02H 6.26 92 
19 26 DNG 02H 26.74 92 
25 26 DNG 06H 11.32 92 
36 26 DNG AV4 26.81 30 
41 26 DNG 20C 2.28 30 
41 26 DNG 21C 7.62 30 
41 26 DNG 22C 1.71 30 
43 26 DNT 1lC -.70 30 
44 26 DNG 09H 41.76 30 
44 26 DNT 11C -.64 30 
44 26 DNT 11C .44 30 
45 26 DNT 11C -.67 30 
45 26 DNT 11C .41 30
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
46 26 DNG AV2 2.27 30 
46 26 DNT 1lC -.70 30 
46 26 DNT 1lC .35 30 
47 26 DNT 11C -.50 30 
47 26 DNT lIC .50 30 
9 27 DNG 08H 8.65 38 
9 27 DNG 08H 10.40 38 
9 27 DNG 08H 14.11 38 
9 27 DNG 08H 15.48 38 
9 27 DNG 08H 27.65 38 
9 27 DNG 13C 26.40 38 

13 27 DNG 15C 38.88 26 
13 27 DNG 17C 40.88 26 
13 27 DNG 17C 42.04 26 
14 27 DNG 01H 26.56 26 
14 27 DNG TSC 1.52 26 
25 27 DNG 17C 1.92 26 
26 27 DNG 15C 35.03 92 
29 27 DNT 1OH .47 26 
36 27 DNG 22C 13.03 36 
36 27 DNG AV4 27.07 36 
39 27 DNG 09H 33.52 36 
39 27 DNG 20C 4.37 36 
44 27 DNG 01H 1.85 36 
44 27 DNG 01H 7.95 36 
44 27 DNG 01H 20.13 36 
44 27 DNG 02H 4.38 36 
44 27 DNG 12C 41.55 36 
44 27 DNG TSH 4.95 36 
45 27 DNT 11C -.69 36 
45 27 DNT 11C .38 36 
47 27 DNG 09H 38.86 36 
47 27 DNT 11C -.66 36 
47 27 DNT 11C .26 36 
1 28 DNG 01H 1.17 87 
5 28 DNG 01H 3.35 87 
5 28 DNG 15C 38.01 56 
8 28 DNG 15C 42.86 36 
8 28 DNG 20C 8.74 36 
8 28 DNG 21C 15.67 36 
15 28 DNG 12C 40.75 92 
25 28 DNG 09H 3.62 30 
25 28 DNG 09H 4.52 30 
25 28 DNG 17C 12.62 30
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
25 28 DNG 17C 18.50 30 
43 28 DNG 06H 24.60 38 
44 28 DNG 09H 41.83 38 
46 28 DNT 11C -.71 36 
46 28 DNT 11C .35 36 
48 28 DNT 11C .35 38 
2 29 DNG 06H 2.81 85 
2 29 DNG 16C 34.31 58 
2 29 DNG 23C 5.89 58 
5 29 DNG 02H 18.10 85 

23 29 DNG 16C 41.11 36 
26 29 DNG 09H 39.06 36 
29 29 DNG 04H 9.47 36 
29 29 DNG 04H 10.17 36 
29 29 DNG 04H 14.96 36 
29 29 DNG 04H 15.72 36 
29 29 DNG 04H 16.24 36 
29 29 DNG 04H 17.11 36 
29 29 DNG 04H 17.78 36 
29 29 DNG 04H 20.54 36 
29 29 DNG 04H 24.99 36 
29 29 DNG 04H 28.79 36 
38 29 DNG 15C 9.39 36 
42 29 DNG 15C 19.18 36 
46 29 DNG 15C 10.27 36 
47 29 DNG 09H 19.50 36 
47 29 DNG 09H 20.56 36 
47 29 DNG 09H 22.75 36 
47 29 DNG 09H 31.77 36 
47 29 DNG 09H 33.90 36 
47 29 DNG 09H 35.02 36 
47 29 DNG 09H 39.82 36 
47 29 DNG 09H 41.40 36 
47 29 DNT 11C .35 36 
48 29 DNT 11C .35 38 
5 30 DNG 15C 42.48 56 
5 30 DNG 17C 38.07 56 
5 30 DNG 18C 6.96 56 
5 30 DNG 18C 7.79 56 
5 30 DNG 20C 1.18 56 
5 30 DNG 20C 2.62 56 
6 30 DNG 09H 7.56 36 
9 30 DNG 08H 10.46 38 
12 30 DNG 05H 3.56 38
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
18 30 DNG 02H 16.62 38 
25 30 DNG 02H 19.54 38 
28 30 DNG 03H 14.53 38 
35 30 DNG 02H 29.25 38 
36 30 DNG 04H 12.69 38 
36 30 DNG 16C 25.38 38 
39 30 DNG 16C 6.09 38 
39 30 DNG 16C 30.18 38 
40 30 DNG 07H 12.73 38 
40 30 DNG 07H 31.08 38 
40 30 DNG 17C 16.16 38 
41 30 DNG 01H 26.95 38 
43 30 DNG 15C 31.90 38 
44 30 DNG 09H 41.63 38 
4 31 DNG 08H 1.25 85 
15 31 DNG 12C 39.71 36 
18 31 DNG 03H 19.54 36 
18 31 DNG 12C 23.51 36 
29 31 DNG 16C 26.05 36 
31 31 DNG 15C 18.76 36 
31 31 DNG 16C 33.77 36 
31 31 DNG 17C 24.24 36 
31 31 DNG 17C 42.66 36 
31 31 DNG 18C 5.51 36 
31 31 DNG 18C 11.61 36 
31 31 DNG 19C 5.42 36 
31 31 DNG 19C 11.45 36 
32 31 DNG 03H 6.32 36 
32 31 DNG 03H 10.45 36 
32 31 DNG 03H 11.79 36 
33 31 DNG 09H 32.90 36 
36 31 DNG AV4 25.04 36 
36 31 DNG AV4 27.08 36 
39 31 DNG 15C 5.44 36 
39 31 DNG 16C 27.27 36 
39 31 DNG 16C 33.21 36 
39 31 DNG 16C 38.94 36 
40 31 DNG 18C 9.54 36 
44 31 DNG 09H 40.94 36 
46 31 DNG 08H 21.66 36 
1 32 DNT 10H .20 87 
2 32 DNG 04H 15.60 87 
2 32 DNG 04H 28.95 87 
2 32 DNG 04H 30.39 87
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
2 32 DNG 04H 31.86 87 
6 32 DNG 07H 7.38 36 
9 32 DNG 05H 10.28 36 
9 32 DNG TSC 3.84 36 
14 32 DNG 03H 32.38 38 
37 32 DNG 16C 1.96 38 
37 32 DNG 16C 3.16 38 
37 32 DNG 16C 4.31 38 
37 32 DNG 16C 37.69 38 
39 32 DNG 04H 3.62 38 
40 32 DNG 03H 6.49 38 
42 32 DNG 17C 20.14 38 
44 32 DNG 09H 41.65 38 
4 33 DNG 18C 11.20 58 
8 33 DNG 23C 5.29 46 

12 33 DNG 17C 13.14 42 
20 33 DNG 06H 2.16 42 
21 33 DNG 14C 5.29 42 
25 33 DNG 02H 20.25 38 
25 33 DNG 12C 35.12 38 
30 33 DNG 1OH 4.06 36 
30 33 DNG 15C 14.37 36 
32 33 DNG 05H 26.52 36 
32 33 DNG 05H 41.13 36 
35 33 DNG 06H 3.73 36 
35 33 DNG 09H 23.87 36 
36 33 DNG 15C 28.35 36 
36 33 DNG 16C 25.41 36 
38 33 DNG 16C 13.76 36 
5 34 DNT 1lC .37 56 
5 34 DNT 11C .46 87 
8 34 DNG 1OH 3.21 44 
8 34 DNG 23C 5.41 44 
9 34 DNG 02H 12.43 46 
9 34 DNG 05H 9.39 46 
9 34 DNG 08H 20.01 46 
9 34 DNG 08H 28.27 46 
9 34 DNG 09H 44.57 46 
17 34 DNG 14C 8.44 40 
17 34 DNG 15C 5.07 40 
17 34 DNG 15C 11.34 40 
17 34 DNG 15C 17.47 40 
17 34 DNG 15C 23.43 40 
17 34 DNG 15C 29.50 40
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
17 34 DNG 15C 35.63 40 
17 34 DNG 15C 41.76 40 
25 34 DNG 06H 25.54 36 
25 34 DNG 06H 40.36 36 
26 34 DNG 04H 3.78 36 
32 34 DNG 03H 1.37 10 
34 34 DNG 09H 43.12 10 
34 34 DNG 09H 44.25 10 
38 34 DNG 08H 32.83 10 
45 34 DNG 03H 4.86 10 
46 34 DNG 15C 22.42 10 
46 34 DNG 18C 14.19 10 
1 35 DNT 10H -. 11 87 
2 35 DNG 12C 7.20 58 
3 35 DNG 08H 33.22 85 
5 35 DNG 14C 20.35 58 
8 35 DNG 23C 5.45 44 
16 35 DNG 09H 8.28 42 
18 35 DNG 12C 17.57 42 
19 35 DNG 12C 42.13 42 
21 35 DNG 12C 43.15 42 
21 35 DNG 13C 22.29 42 
31 35 DNG 21C -.90 12 
31 35 DNG 22C 5.51 12 
31 35 DNG 22C 16.94 12 
2 36 DNG 01H -.94 87 
2 36 DNG 01H 1.15 87 
5 36 DNG 02H 25.64 87 
5 36 DNG 02H 28.08 87 
5 36 DNG 08H 33.41 87 
8 36 DNG 09H 12.73 44 
8 36 DNG 23C 4.83 44 
12 36 DNG 04H 29.42 44 
12 36 DNT 01H -.43 44 
23 36 DNG 10H 4.15 40 
23 36 DNG 10H 5.55 40 
30 36 DNG 03H 10.67 10 
31 36 DNG 05H 33.45 12 
31 36 DNG 17C 4.71 12 
32 36 DNG 15C 17.24 10 
36 36 DNG 05H 12.08 10 
36 36 DNG AV4 27.90 10 
43 36 DNG 15C 24.04 10 
47 36 DNG 17C 8.17 10
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
47 36 DNG 18C 5.90 10 
4 37 DNG 02H 8.43 85 
5 37 DNG 03H 26.03 85 
8 37 DNG 08H 10.61 92 
8 37 DNG 23C 5.23 92 
14 37 DNG 12C 27.40 46 
14 37 DNG 12C 31.14 46 
15 37 DNG 12C 18.90 42 
15 37 DNG 12C 36.71 42 
15 37 DNG 12C 42.92 42 
15 37 DNG 18C 15.20 42 
22 37 DNG 09H 28.14 42 
22 37 DNG 09H 29.35 42 
22 37 DNG 09H 30.22 42 
22 37 DNG 09H 31.14 42 
22 37 DNG 09H 31.95 42 
22 37 DNG 10H 5.15 42 
22 37 DNG 16C 7.60 42 
23 37 DNG 15C 35.70 42 
28 37 DNG 05H 29.90 42 
34 37 DNG 09H 42.15 12 
34 37 DNG 09H 43.35 12 
34 37 DNG 14C 16.64 12 
37 37 DNG 05H 35.96 12 
40 37 DNG 07H 2.44 12 
40 37 DNG 07H 3.67 12 
40 37 DNG 07H 4.93 12 
40 37 DNG 10H 1.01 12 
40 37 DNG 15C 21.02 12 
40 37 DNG 16C 10.49 12 
40 37 DNG 16C 14.59 12 
41 37 DNG 16C 3.47 12 
41 37 DNG 17C 44.57 12 
43 37 DNG 14C 29.91 12 
45 37 DNT 11C .41 12 
46 37 DNG 12C 27.40 12 
48 37 DNG 15C 3.94 12 
1 38 DNG 07H 12.71 87 
2 38 DNG 05H 26.23 87 
2 38 DNG 06H 34.72 87 
2 38 DNG 12C 14.60 56 
2 38 DNG 12C 20.98 56 
2 38 DNG 13C 42.41 56 
14 38 DNG 13C 31.73 40
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
16 38 DNG 02H 31.36 40 
16 38 DNG 04H 15.85 40 
16 38 DNG 04H 22.49 40 
16 38 DNG 04H 23.41 40 
16 38 DNG 04H 36.98 40 
16 38 DNG 04H 41.72 40 
16 38 DNG 05H 21.85 40 
24 38 DNG 02H .87 40 
30 38 DNG 12C 41.65 10 
30 38 DNG 12C 42.86 10 
41 38 DNG 01H 11.50 10 
41 38 DNG 01H 23.63 10 
41 38 DNG 05H 6.08 10 
16 39 DNG 15C 2.19 42 
16 39 DNG 15C 2.75 42 
30 39 DNG 07H 26.17 12 
30 39 DNG 07H 26.41 12 
32 39 DNG 01H 2.83 12 
32 39 DNG 01H 4.34 12 
34 39 DNG 09H 36.58 12 
36 39 DNG AV4 27.49 12 
39 39 DNG 15C 20.93 12 
39 39 DNG 15C 26.68 12 
40 39 DNG 09H 29.75 12 
40 39 DNG 20C 6.89 12 
40 39 DNG 20C 12.91 12 
40 39 DNG 21C 7.46 12 
40 39 DNG 21C 13.22 12 
41 39 DNG 17C 12.57 12 
44 39 DNT 06H -.25 12 
46 39 DNG 09H 41.88 12 
7 40 DNG 22C 8.85 44 
8 40 DNG 15C 23.94 44 
9 40 DNG 01H 22.19 44 
9 40 DNG 01H 24.07 44 
9 40 DNG 03H 13.61 44 
12 40 DNG 03H 1.64 40 
31 40 DNG 15C 44.25 10 
39 40 DNG 01H 11.33 10 
44 40 DNG 04H 8.72 10 
44 40 DNG 04H 10.54 10 
46 40 DNG 12C 29.56 10 
46 40 DNT 10H .35 10 
47 40 DNG 05H 2.98 10
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
47 40 DNT 10H .40 10 
3 41 DNG 14C 41.02 58 

21 41 DNG 16C 14.22 42 
21 41 DNG 18C 4.94 42 
23 41 DNG 04H 22.31 42 
23 41 DNG 05H 19.19 42 
23 41 DNG 05H 43.43 42 
23 41 DNG 06H 22.43 42 
23 41 DNG 06H 34.40 42 
23 41 DNG 07H 6.90 42 
23 41 DNG 07H 12.70 42 
23 41 DNG 07H 18.63 42 
23 41 DNG 08H 3.95 42 
23 41 DNG 08H 15.93 42 
23 41 DNG 08H 39.87 42 
33 41 DNG 07H 40.92 12 
35 41 DNG 05H .98 12 
35 41 DNG 05H 1.23 12 
35 41 DNG 05H 1.80 12 
35 41 DNG 05H 2.44 12 
35 41 DNG 05H 3.67 12 
35 41 DNG 20C 12.48 12 
35 41 DNT 05H .39 12 
36 41 DNG 03H 22.66 12 
36 41 DNG 06H 6.26 12 
36 41 DNG AV4 26.69 12 
38 41 DNG 19C 12.61 12 
40 41 DNG 22C 2.05 12 
44 41 DNG 05H 2.45 12 
48 41 DNG 14C 9.53 12 
5 42 DNG 04H 10.41 87 
9 42 DNG 09H 26.31 44 
18 42 DNG 03H 10.56 40 
24 42 DNG 15C 31.14 40 
27 42 DNG 01H 7.11 40 
27 42 DNG 01H 8.12 40 
27 42 DNG 01H 17.27 40 
27 42 DNG 01H 18.25 40 
27 42 DNG 01H 21.20 40 
27 42 DNT 10H -.45 40 
27 42 DNT 10H .35 40 
27 42 DNT 11C -.46 40 
28 42 DNG AV1 10.60 40 
34 42 DNG 18C 3.02 10
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
40 42 DNG 04H 43.33 10 
41 42 DNG 03H 35.03 10 
41 42 DNG 04H 2.03 10 
41 42 DNG 04H 3.08 10 
41 42 DNG 04H 5.88 10 
41 42 DNG 05H 36.77 10 
41 42 DNG 07H 28.98 10 
41 42 DNT 04H .14 10 
44 42 DNG 13C 26.89 10 
2 43 DNG 20C 8.76 58 
7 43 DNG 17C 3.72 50 
8 43 DNG 23C 5.30 50 

19 43 DNG 02H 23.81 42 
19 43 DNG 02H 27.65 42 
19 43 DNG 09H 31.09 42 
19 43 DNG 17C 6.08 42 
28 43 DNG AV1 10.90 42 
32 43 DNT 10H .44 12 
36 43 DNG AV4 27.54 12 
41 43 DNG 11C -1.38 12 
41 43 DNG 12C 44.09 12 
41 43 DNG 17C 42.80 12 
44 43 DNG TSC 1.83 12 
45 43 DNG 09H 42.72 12 
45 43 DNG 09H 43.79 12 
46 43 DNG 22C 3.16 12 
46 43 DNT 10H .47 12 
8 44 DNG 23C 4.16 48 
13 44 DNG 12C 42.26 50 
13 44 DNG 12C 43.24 50 
14 44 DNG 03H 1.64 40 
16 44 DNG 07H 7.53 40 
37 44 DNG 06H 17.55 6 
37 44 DNG 18C 13.70 6 
38 44 DNG 05H 20.64 6 
38 44 DNG 05H 23.39 6 
40 44 DNG 04H 26.68 6 
40 44 DNG 06H .69 6 
40 44 DNG 06H 1.51 6 
40 44 DNG 06H 1.85 6 
41 44 DNG 08H 8.59 6 
42 44 DNG 04H 18.51 6 
45 44 DNG 07H 36.22 10 
3 45 DNG 01H 5.71 85
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
4 45 DNG 09H 19.25 85 
10 45 DNG 02H 21.55 48 
10 45 DNG 22C 5.03 48 
10 45 DNG 22C 10.98 48 
10 45 DNG 23C 3.40 48 
11 45 DNG 13C 43.03 48 
13 45 DNG 21C 12.21 48 
26 45 DNG 17C 25.07 42 
28 45 DNG 04H 42.82 40 
37 45 DNG 02H 8.31 8 
38 45 DNG 14C 38.43 8 
38 45 DNG 14C 39.41 8 
38 45 DNG 17C 1.67 8 
38 45 DNG 17C 3.02 8 
38 45 DNG 17C 3.50 8 
38 45 DNG 17C 4.55 8 
38 45 DNG 20C 11.77 8 
38 45 DNG 20C 12.86 8 
39 45 DNG 05H 25.52 8 
39 45 DNG 05H 42.16 8 
39 45 DNG 06H 4.28 8 
42 45 DNG 04H 27.04 8 
42 45 DNG 04H 27.38 8 
42 45 DNG 17C 4.32 8 
4 46 DNG 07H 14.00 87 
5 46 DNG 09H 25.65 87 

12 46 DNG 12C 4.51 50 
22 46 DNG 06H 4.60 40 
23 46 DNG 13C 12.00 40 
27 46 DNG 14C 4.21 40 
33 46 DNG 01H 2.70 6 
33 46 DNG 03H 12.13 6 
37 46 DNG 02H 14.74 6 
38 46 DNG 05H 28.15 6 
38 46 DNG 12C 22.23 6 
44 46 DNG 13C 41.26 6 
8 47 DNG 17C 15.06 48 
8 47 DNG 21C 12.16 48 
9 47 DNG 22C 14.46 48 
10 47 DNG 16C 32.36 48 
19 47 DNG 14C 37.52 42 
19 47 DNG 18C 4.75 42 
19 47 DNG 19C 16.74 42 
19 47 DNG 20C -.90 42

C-31

Appendix C



Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
19 47 DNG 20C 10.70 42 
32 47 DNG 12C 13.81 8 
35 47 DNG 19C 14.08 8 
44 47 DNG 09H 26.23 8 
47 47 DNG 15C 35.12 6 
1 48 DNG 12C 33.49 56 
7 48 DNG 01H 15.35 50 
8 48 DNG 10H 3.25 50 

13 48 DNG 12C 44.13 50 
15 48 DNG 01H 17.95 40 
17 48 DNT 07H .18 40 
33 48 DNT 1lC .50 6 
33 48 DNT 11C .56 92 
36 48 DNG 20C 4.26 6 
38 48 DNG 09H 10.12 6 
38 48 DNG 09H 16.58 6 
44 48 DNG 03H 2.23 6 
45 48 DNG 18C 3.81 6 
47 48 DNG AV3 33.21 6 
1 49 DNT 11C .24 56 
4 49 DNG 01H 10.53 85 
8 49 DNG 23C 5.63 48 
10 49 DNG 16C 28.93 48 
12 49 DNG 15C 9.54 48 
15 49 DNG 12C 44.05 46 
23 49 DNG TSH 2.22 46 
35 49 DNG 17C 41.69 8 
37 49 DNT 18C .14 8 
48 49 DNG 01H 4.28 8 
48 49 DNG 01H 4.53 8 
3 50 DNG 02H 14.90 87 
3 50 DNG 05H 18.00 87 
8 50 DNG 23C 5.60 50 

10 50 DNG 02H 27.50 48 
10 50 DNG 03H .83 48 
10 50 DNG 20C 13.41 48 
11 50 DNG 12C 6.21 48 
13 50 DNG 20C 4.40 48 
16 50 DNG 19C 12.63 46 
23 50 DNG TSH 2.40 44 
30 50 DNG 15C 22.60 2 
36 50 DNG 07H 34.70 2 
47 50 DNG 18C 11.82 2 

48 50 DNG 06H 10.37 2
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
48 50 DNG AV2 3.92 2 
2 51 DNG 09H 5.23 85 
13 51 DNG 01H 19.92 50 
16 51 DNG 17C 10.30 50 
23 51 DNG TSH 2.34 44 
32 51 DNG 17C 34.47 4 
38 51 DNG 12C 44.24 4 
44 51 DNG 16C 22.20 4 
7 52 DNG 04H 12.36 48 
7 52 DNG 04H 12.79 48 
7 52 DNG 04H 16.15 48 
7 52 DNG 08H 26.26 48 
7 52 DNG 08H 28.03 48 
7 52 DNG 08H 34.27 48 
7 52 DNG 08H 36.65 48 
8 52 DNG 01H 4.59 48 

24 52 DNG 06H 37.02 50 
24 52 DNG 07H 21.60 50 
44 52 DNG 06H 38.60 4 
44 52 DNG 18C 10.50 4 
2 53 DNG 09H 27.95 85 
4 53 DNG 09H 26.77 85 
7 53 DNG 01H 8.85 48 
8 53 DNG 01H 24.33 48 
14 53 DNG 02H 34.29 48 
17 53 DNG 02H 26.01 48 
17 53 DNG 02H 26.47 48 
17 53 DNG 02H 26.98 48 
17 53 DNG 02H 28.14 48 
17 53 DNG 02H 29.82 48 
17 53 DNG 02H 30.41 48 
17 53 DNG 02H 32.00 48 
17 53 DNG 03H 15.49 48 
17 53 DNG 04H 31.50 48 
23 53 DNG TSH 2.22 48 
27 53 DNG 03H 24.72 44 
27 53 DNG 09H 2.17 44 
27 53 DNG 14C 6.02 44 
27 53 DNT 02H .37 44 
39 53 DNG 17C 11.69 4 
39 53 DNG TSH 3.03 4 
43 53 DNG 13C 24.69 4 
44 53 DNG 06H 29.73 4 
4 54 DNG 15C 4.06 62
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
8 54 DNG 23C 4.97 96 

15 54 DNG 23C 6.54 54 
23 54 DNG TSH 2.43 54 
46 54 DNG 09H 30.00 2 
1 55 DNG 10H .84 87 

14 55 DNG 06H 35.46 52 
14 55 DNG 15C 23.44 52 
36 55 DNG 09H 4.25 4 
36 55 DNG 09H 8.28 4 
36 55 DNG 09H 9.58 4 
36 55 DNG 09H 10.09 4 
40 55 DNG 01H 1.23 4 
42 55 DNG 02H 11.97 4 
45 55 DNG 05H 17.26 4 
45 55 DNG 06H 28.52 4 
45 55 DNG 15C 10.40 4 
11 56 DNG TSH 8.25 94 
16 56 DNG 01H 10.03 54 
17 56 DNG 22C 9.96 54 
23 56 DNG TSH 2.35 54 
27 56 DNG 05H 6.23 92 
27 56 DNG 14C 42.23 92 
31 56 DNG 02H 24.37 2 
32 56 DNG TSH 7.27 2 
32 56 DNG TSH 7.86 2 
5 57 DNG 06H 20.68 85 
8 57 DNG 23C 5.76 94 
11 57 DNG 20C 17.26 102 
11 57 DNT 17C .11 102 
11 57 DNT 18C -.33 102 
11 57 DNT 19C -.79 102 
23 57 DNG TSH 2.45 52 
28 57 DNG 03H 19.67 52 
28 57 DNG 06H 38.84 52 
31 57 DNG 10H 3.68 4 
31 57 DNG 10H 4.76 4 
31 57 DNG TSC 6.23 4 
31 57 DNT 11C .44 4 
32 57 DNG TSH 6.23 4 
37 57 DNG TSC 1.66 4 
37 57 DNG TSC 7.78 4 
38 57 DNG 05H 2.42 4 
45 57 DNG 15C 37.20 4 
1 58 DNG 10H 1.33 87
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
35 58 DNG 03H 9.73 2 
35 58 DNG 03H 12.69 2 
35 58 DNG 03H 17.10 2 
35 58 DNG 12C 36.92 2 
36 58 DNG 07H 22.96 2 
43 58 DNG 06H 4.00 2 
7 59 DNG 16C 33.61 94 
8 59 DNG 01H 6.53 94 
8 59 DNG 02H 1.14 94 
8 59 DNG 06H 32.42 94 
10 59 DNG 03H 9.99 94 
27 59 DNG 20C 5.06 52 
31 59 DNG 01H 15.65 4 
31 59 DNG 06H 23.63 4 
31 59 DNG 07H 14.85 4 
32 59 DNG 07H 19.42 4 
32 59 DNG 07H 30.15 4 
37 59 DNG 12C 34.81 4 
40 59 DNG 18C 13.83 4 
41 59 DNG 09H 11.67 4 
42 59 DNG 01H 19.66 4 
4 60 DNG 02H 16.83 87 
7 60 DNG 23C 1.21 96 
8 60 DNG 23C 5.79 96 
15 60 DNT 06H .20 54 
19 60 DNG 06H 4.10 54 
20 60 DNG TSC 3.43 54 
20 60 DNG TSC 5.09 54 
4 61 DNG 09H 39.23 85 
18 61 DNG 09H 15.69 52 
20 61 DNG TSC 5.15 52 
20 61 DNG TSH 4.72 52 
2 62 DNG 08H 33.52 87 

10 62 DNG 15C 41.41 108 
15 62 DNG 19C 8.93 52 
37 62 DNG AV2 20.91 2 
1 63 DNG 01H 8.68 89 
6 63 DNG 08H 22.79 108 
8 63 DNG 06H 9.53 108 

11 63 DNG 05H 23.63 108 
11 63 DNG 05H 36.17 108 
15 63 DNG 05H 21.00 52 
17 63 DNG AVI 23.91 52 
26 63 DNG 06H 40.22 52
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
35 63 DNG AV3 8.85 4 
38 63 DNG AV4 17.04 4 
39 63 DNG 23C 4.48 4 
47 63 DNG 22C 13.35 4 
8 64 DNG 05H 17.03 108 
8 64 DNG 05H 23.09 108 
8 64 DNG 05H 29.12 108 

14 64 DNT 10H -.46 96 
19 64 DNT 02H -.08 66 
20 64 DNG 06H 34.04 66 
25 64 DNG 15C 37.55 68 
26 64 DNG 20C 5.96 70 
27 64 DNG 07H 5.62 68 
27 64 DNG 12C 23.82 68 
27 64 DNT 10H .06 68 
27 64 DNT 10H .51 68 
30 64 DNG 10H 19.64 6 
31 64 DNT 10H .55 6 
33 64 DNG 09H 42.40 6 
33 64 DNG 12C 34.06 6 
33 64 DNG AV2 7.36 6 
34 64 DNT 10H .55 6 
37 64 DNG AV2 20.77 2 
39 64 DNG AV2 15.91 2 
40 64 DNG 08H 37.33 2 
42 64 DNG 14C 5.34 2 
44 64 DNG 19C 9.41 2 
48 64 DNG 15C 22.53 4 
1 65 DNG 22C 7.69 108 
4 65 DNG 21C 16.82 108 
8 65 DNG 07H 7.25 108 
14 65 DNG 19C 3.25 96 
25 65 DNG 20C 14.70 68 
31 65 DNG 17C 3.38 8 
33 65 DNG AV2 7.50 8 
33 65 DNT 10H .55 8 
36 65 DNG 19C 9.74 8 
36 65 DNG 22C 6.61 8 
37 65 DNG AV2 22.22 4 
45 65 DNG 23C 8.02 4 
1 66 DNG 07H 35.55 89 
3 66 DNG 18C 11.62 108 
6 66 DNG 12C 38.44 108 
12 66 DNG 12C 27.76 108

C-36

Appendix C



Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
25 66 DNG 17C 37.15 68 
26 66 DNG 17C 25.85 70 
26 66 DNG 17C 26.14 102 
33 66 DNG AV2 7.86 6 
35 66 DNT 10H .55 6 
37 66 DNG 05H 41.72 6 
38 66 DNG 05H 3.86 6 
38 66 DNG 06H 3.22 6 
38 66 DNG 06H 4.39 6 
38 66 DNG 07H 1.21 6 
38 66 DNG 07H 1.95 6 
38 66 DNG 07H 3.07 6 
38 66 DNG 07H 4.26 6 
42 66 DNG 05H 3.40 6 
42 66 DNG 05H 4.44 6 
48 66 DNG 04H 42.88 6 
48 66 DNG 05H 4.20 6 
48 66 DNG AVI 9.21 6 
1 67 DNT 10H .15 89 
5 67 DNG 02H 28.75 89 
6 67 DNG 03H 29.67 108 
7 67 DNG AVI 3.67 108 
11 67 DNG TSC 6.02 108 
23 67 DNG 03H 4.12 64 
23 67 DNG TSH 2.28 64 
24 67 DNG 04H 17.99 70 
33 67 DNG AV2 8.32 8 
35 67 DNG 10H .62 8 
38 67 DNG TSH 2.32 8 
38 67 DNG TSH 8.43 8 
47 67 DNG 02H 15.48 8 
47 67 DNG 02H 22.31 8 
47 67 DNG 02H 22.81 8 
47 67 DNG 02H 23.34 8 
47 67 DNG 02H 24.51 8 
47 67 DNG 02H 25.26 8 
47 67 DNG 02H 25.54 8 
47 67 DNG 02H 26.83 8 
47 67 DNG 02H 27.05 8 
47 67 DNG 04H 10.67 8 
47 67 DNT 10H .47 8 
6 68 DNG 05H 35.12 108 
6 68 DNG 05H 37.84 108 
6 68 DNG 20C .79 108
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
6 68 DNG 21C 16.76 108 
10 68 DNG 09H 20.25 108 
26 68 DNG 10H 16.20 102 
38 68 DNG 16C 3.65 6 
38 68 DNG 17C 43.04 6 
3 69 DNG 15C 27.82 108 
6 69 DNG 03H 15.59 108 
6 69 DNG 05H 3.90 108 
6 69 DNG 05H 10.00 108 

23 69 DNG TSH 2.33 64 
32 69 DNG 14C 36.16 8 
46 69 DNG 12C 43.35 8 
47 69 DNG AV2 21.42 8 
2 70 DNG 16C 33.48 108 
2 70 DNG 19C 8.89 108 
6 70 DNG 09H 5.56 116 
8 70 DNG 01H 6.11 116 
8 70 DNT 04H .59 116 

14 70 DNT 03H .45 96 
19 70 DNG 17C 14.61 66 
23 70 DNG TSH 2.25 64 
24 70 DNG AV3 12.60 70 
24 70 DNG AV4 6.86 70 
25 70 DNG 07H 43.12 68 
25 70 DNG 19C 10.54 68 
28 70 DNG 07H 25.35 68 
42 70 DNG 17C 12.30 6 
42 70 DNG 17C 14.98 6 
42 70 DNG 17C 15.59 6 
42 70 DNG 17C 18.07 6 
44 70 DNG 12C 11.53 6 
4 71 DNG 12C 11.93 108 
10 71 DNG 06H 2.27 116 
12 71 DNG 04H 7.57 116 
16 71 DNG. 14C 35.94 64 
23 71 DNG 13C 20.04 64 
23 71 DNG TSH 2.39 64 
24 71 DNG 02H 4.41 70 
24 71 DNG 02H 4.72 102 
36 71 DNG 10H 2.47 8 
39 71 DNG 10H 17.78 8 
41 71 DNG 07H 2.25 8 
44 71 DNT 10H .55 8 
47 71 DNG 17C 43.63 8
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S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
48 71 DNG 16C 1.46 8 
48 71 DNG 16C 1.99 8 
48 71 DNG 17C 43.91 8 
48 71 DNT 10H .46 8 
48 71 DNT 16C -.48 8 
2 72 DNG 19C 2.03 108 
2 72 DNG 19C 2.07 110 
7 72 DNG 01H 14.80 116 
8 72 DNG AVi 5.84 116 
8 72 DNG AV4 9.29 116 
13 72 DNG 04H 6.10 116 
13 72 DNG 23C 5.57 116 
18 72 DNG 14C 24.12 64 
19 72 DNG TSH 5.59 66 
19 72 DNG TSH 5.60 114 
23 72 DNG TSH 2.34 64 
34 72 DNG 14C 22.08 70 
39 72 DNG 10H 3.92 72 
40 72 DNG 10H 1.43 78 
40 72 DNG 13C 36.63 78 
40 72 DNG 14C 9.88 78 
41 72 DNG 10H 5.43 76 
41 72 DNG 10H 6.52 76 
41 72 DNT 10H .42 76 
43 72 DNG 01H 5.11 76 
43 72 DNG 01H 11.08 76 
43 72 DNG 02H 26.00 76 
43 72 DNG 10H 6.50 76 
44 72 DNG 12C 41.19 76 
44 72 DNT 10H .53 76 
45 72 DNT 10H .50 76 
46 72 DNG 01H 2.71 76 
46 72 DNG 01H 8.64 76 
46 72 DNG 12C 31.02 76 
46 72 DNG 12C 32.16 76 
46 72 DNG 12C 37.30 76 
46 72 DNG TSH 5.82 76 
47 72 DNG 06H 7.73 76 
47 72 DNG 20C 7.98 76 
8 73 DNG 01H 5.26 112 

13 73 DNG 17C 18.93 112 
20 73 DNG 04H 29.08 66 
21 73 DNG 03H 31.89 64 
27 73 DNG 01H 20.14 70
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S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
27 73 DNG 13C 8.75 70 
44 73 DNG 12C 41.23 78 
45 73 DNG 06H 40.39 78 
45 73 DNG 10H 4.20 78 
45 73 DNG 10H 5.26 78 
46 73 DNG 1OH 7.04 78 
46 73 DNG 10H 8.15 78 
46 73 DNG 15C 17.66 78 
46 73 DNG 17C 38.03 78 
47 73 DNG 10H 5.12 78 
48 73 DNG 09H 36.74 76 
48 73 DNG 09H 38.22 76 
48 73 DNG 12C 38.22 76 
4 74 DNG 22C 13.90 112 
4 74 DNG 22C 13.94 110 
8 74 DNG 01H 4.88 112 

10 74 DNG 09H 7.44 112 
15 74 DNG 15C 31.37 96 
18 74 DNG 04H 9.26 64 
24 74 DNG 03H 27.18 .70 
26 74 DNG 21C 4.27 70 
35 74 DNG 16C 1.43 68 
35 74 DNG 17C 21.89 68 
36 74 DNG 16C 2.32 74 
41 74 DNG AV3 16.64 76 
42 74 DNG AV3 7.27 76 
43 74 DNT 10H .58 78 
43 74 DNT 1lC .46 78 
44 74 DNG 09H 12.27 78 
46 74 DNG 09H 42.30 76 
46 74 DNG 16C 1.09 76 
46 74 DNG 17C 3.42 76 
47 74 DNG 16C 3.32 78 
47 74 DNG AV4 25.64 78 
48 74 DNG AV2 22.62 76 
5 75 DNG 18C 8.93 110 
5 75 DNG 18C 8.95 112 
8 75 DNG 01H 5.44 112 
8 75 DNG 17C 14.85 112 

28 75 DNG AV4 21.95 70 
32 75 DNT 06H .82 70 
33 75 DNT 11C .42 68 
36 75 DNG 10H 2.37 74 
36 75 DNG AV1 11.08 74
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S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
47 75 DNG AV4 6.30 78 
47 75 DNG AV4 26.26 78 
48 75 DNG AV2 23.65 76 
2 76 DNG 01H 14.80 91 
6 76 DNG 05H 36.11 62 
7 76 DNG 01H 2.21 62 
8 76 DNG 01H 4.80 60 
8 76 DNG 21C 7.58 60 
9 76 DNG AV4 15.55 62 
14 76 DNG 03H 6.50 64 
25 76 DNG 18C 4.36 68 
28 76 DNG AV4 23.15 70 
32 76 DNT 03H .00 70 
40 76 DNT 10H .55 78 
43 76 DNG 13C 40.55 76 
47 76 DNG AV4 26.79 78 
48 76 DNG AV2 22.88 76 
4 77 DNG 05H 23.81 91 
15 77 DNG 03H 10.58 66 
19 77 DNG 06H 39.58 66 
19 77 DNG 08H 7.66 66 
19 77 DNG 08H 8.40 92 
19 77 DNG 16C 4.19 66 
19 77 DNG 16C 4.26 92 
20 77 DNG 02H 23.39 66 
20 77 DNG 17C 5.67 66 
20 77 DNG 17C 6.51 66 
20 77 DNG 17C 23.03 66 
20 77 DNG 17C 28.84 66 
20 77 DNG 17C 34.34 66 
20 77 DNG 17C 38.54 66 
20 77 DNG 17C 42.72 66 
23 77 DNG 09H 7.78 64 
23 77 DNG TSH 10.59 64 
24 77 DNG 01H 13.07 70 
24 77 DNG 06H 11.64 70 
25 77 DNG 19C 15.70 68 
28 77 DNG AV4 23.31 70 
33 77 DNG 21C 12.45 68 
33 77 DNT 1lC .33 68 
37 77 DNG 04H 23.62 72 
38 77 DNG AV2 7.95 74 
41 77 DNG 22C 12.41 76 
43 77 DNG 06H 14.21 78
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ROW COLUMN INDICATION LOCATION CAL NUMBER 
44 77 DNG 22C 3.19 76 
47 77 DNG AV4 6.50 78 
47 77 DNG AV4 26.21 78 
48 77 DNG AV2 22.79 76 
19 78 DNG 06H 33.51 66 
28 78 DNG 11C 1.42 70 
31 78 DNG 01H 11.88 68 
37 78 DNG 14C 6.54 72 
41 78 DNG 14C 11.78 76 
44 78 DNG 02H 7.37 78 
45 78 DNG 01H 15.63 78 
47 78 DNG AV4 6.78 78 
47 78 DNG AV4 26.33 78 
48 78 DNG 05H 2.55 76 
48 78 DNG 05H 3.67 76 
48 78 DNG 05H 4.33 76 
48 78 DNG 09H 18.80 76 
2 79 DNG 01H 3.71 91 
2 79 DNG 01H 9.93 91 
2 79 DNG 01H 15.35 91 
2 79 DNG 23C -.80 62 
2 79 DNG TSC 8.64 62 
2 79 DNG TSH .89 91 
2 79 DNG TSH 6.44 91 
2 79 DNG TSH 6.94 91 

24 79 DNT 1OH .55 70 
26 79 DNG 07H 1.65 70 
35 79 DNG 14C 2.02 68 
35 79 DNG 20C 10.09 68 
35 79 DNG TSH 6.22 68 
44 79 DNG AV1 29.04 76 
47 79 DNG AV4 7.46 78 
47 79 DNG AV4 26.91 78 
48 79 DNG 01H 21.54 76 
48 79 DNG AV2 10.88 76 
2 80 DNG 04H 23.46 89 
2 80 DNG 14C 6.03 60 
8 80 DNG 01H 4.80 60 
10 80 DNG 15C 3.05 60 
10 80 DNG 15C 4.46 60 
10 80 DNG 15C 5.72 60 
13 80 DNG 16C 1.60 62 
13 80 DNG 16C 3.63 62 
13 80 DNG 17C 7.44 62
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ROW COLUMN INDICATION LOCATION CAL NUMBER 
17 80 DNG 15C -1.63 92 
17 80 DNG 16C 43.63 66 
25 80 DNG 22C 15.52 68 
28 80 DNG AV4 22.57 70 
32 80 DNG 21C 6.61 70 
32 80 DNG 21C 12.43 70 
37 80 DNG 21C .89 72 
37 80 DNG TSC 1.12 72 
43 80 DNG 21C 4.92 78 
44 80 DNG 23C 2.73 76 
47 80 DNG 10H .98 78 
47 80 DNG AV4 6.90 78 
47 80 DNG AV4 26.34 78 
48 80 DNG 16C 1.69 76 
8 81 DNG 03H 18.65 60 
14 81 DNG AV4 13.83 64 
39 81 DNG 09H 14.73 72 
45 81 DNG TSC 1.85 78 
46 81 DNG 04H 3.83 76 
47 81 DNG AV4 7.56 78 
47 81 DNG AV4 27.03 78 
47 81 DNT 10H .41 78 
1 82 DNG TSC 4.20 60 
8 82 DNG 23C 5.54 60 
16 82 DNG 1OH 4.52 64 
16 82 DNG AV4 14.20 64 
17 82 DNG 03H 19.06 66 
24 82 DNG AV1 7.10 70 
25 82 DNG 16C 33.13 68 
46 82 DNG 01H 14.14 76 
46 82 DNG 01H 20.50 76 
47 82 DNG AV4 7.09 78 
47 82 DNG AV4 7.20 114 
47 82 DNG AV4 26.63 78 
47 82 DNG AV4 26.98 114 
1 83 DNG 05H 19.92 89 
3 83 DNG 18C 1.54 60 
6 83 DNG 06H 34.40 60 

10 83 DNG 07H 40.58 60 
11 83 DNG 23C 2.11 62 
16 83 DNG 17C 16.02 64 
18 83 DNG 06H 38.26 64 
18 83 DNG 21C 13.59 64 
24 83 DNG AVi 6.27 70
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
25 83 DNG 03H 10.81 68 
25 83 DNG 03H 13.20 68 
25 83 DNG 05H 20.96 68 
28 83 DNG 22C 14.89 70 
34 83 DNG 13C 17.27 70 
47 83 DNG AV4 7.52 78 
47 83 DNG AV4 26.83 78 
48 83 DNG 16C 1.66 76 
48 83 DNG 16C 4.89 76 
48 83 DNG 17C 33.27 76 
48 83 DNG 17C 34.92 76 
48 83 DNG 17C 35.09 76 
48 83 DNG 17C 38.87 76 
1 84 DNG 16C 20.40 60 
2 84 DNG 13C 3.21 62 
2 84 DNG 13C 9.32 62 
2 84 DNG 13C 21.37 62 
2 84 DNG 13C 27.45 62 
2 84 DNG 14C 6.26 62 
2 84 DNG 14C 12.30 62 
2 84 DNG 14C 18.33 62 
2 84 DNG 14C 24.29 62 
2 84 DNG 14C 36.58 62 
2 84 DNG 15C 3.43 62 
2 84 DNG 15C 15.53 62 
2 84 DNG 15C 39.37 62 
2 84 DNG 16C 6.06 62 
2 84 DNG 16C 12.26 62 
2 84 DNG 16C 18.66 62 
2 84 DNG 16C 24.64 62 
2 84 DNG 16C 30.78 62 
2 84 DNG 17C 2.63 62 
2 84 DNG 17C 15.01 62 
2 84 DNG 17C 39.45 62 
2 84 DNG 21C 7.17 62 
2 84 DNG 21C 8.08 62 
2 84 DNG 22C 13.78 62 
2 84 DNG TSC 2.85 62 
4 84 DNG 15C 42.12 62 

24 84 DNG 10H .93 70 
24 84 DNG 10H 1.77 70 
24 84 DNG 1OH 1.97 70 
24 84 DNG AVI 6.35 70 
24 84 DNT 11C .38 70
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
26 84 DNG 19C 3.99 70 
34 84 DNG 04H 19.19 104 
34 84 DNG 04H 19.24 70 
35 84 DNT 1lC .36 68 
36 84 DNG 06H 40.40 74 
37 84 DNG 16C 44.36 72 
41 84 DNG 07H 35.33 76 
41 84 DNG 22C 12.08 76 
47 84 DNG AV4 7.56 78 
47 84 DNG AV4 27.09 78 
1 85 DNT 11C -.41 60 
1 85 DNT 11C .35 60 
8 85 DNG 02H 30.89 60 

13 85 DNG 20C 1.40 62 
13 85 DNG 20C 2.04 62 
13 85 DNG 20C 2.96 62 
13 85 DNG 20C 4.49 62 
13 85 DNG 20C 7.59 62 
13 85 DNG 20C 9.88 62 
13 85 DNG 21C 16.33 62 
16 85 DNG 15C 6.02 64 
23 85 DNG 18C 2.21 64 
23 85 DNG 18C 4.39 64 
23 85 DNG 19C 12.25 64 
23 85 DNG 19C 15.90 64 
23 85 DNG AV3 4.93 64 
24 85 DNG AVI 6.22 70 
42 85 DNG AV3 7.23 104 
47 85 DNG AV4 7.78 78 
47 85 DNG AV4 27.18 78 
48 85 DNG 09H 38.99 76 
1 86 DNT 11C -.47 60 
9 86 DNG 03H 11.43 62 
10 86 DNG 20C 15.55 60 
14 86 DNG AV4 13.59 64 
15 86 DNG 05H 18.01 66 
24 86 DNG AV1 6.62 70 
25 86 DNG 13C 38.35 68 
33 86 DNG 02H 28.83 68 
33 86 DNG 12C 27.37 68 
34 86 DNG 07H 35.33 70 
40 86 DNG 04H 33.25 78 
48 86 DNG 12C 36.43 76 
1 87 DNT 1lC .29 60
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
2 87 DNG 14C 18.08 62 
16 87 DNG 16C 19.06 64 
16 87 DNG 16C 25.84 64 
18 87 DNG 20C 9.21 64 
26 87 DNG 02H 4.47 70 
26 87 DNG 02H 5.56 70 
27 87 DNG 05H 28.77 68 
30 87 DNG 10H 21.12 70 
33 87 DNG 09H 43.66 68 
37 87 DNG 07H 28.69 68 
38 87 DNG TSH 8.25 74 
40 87 DNG 09H .92 78 
42 87 DNG AV3 7.54 104 
43 87 DNG 04H 15.91 78 
2 88 DNG 07H 3.41 89 
5 88 DNG 23C 1.88 60 
6 88 DNG 22C 1.20 60 
8 88 DNG 01H 5.71 60 
17 88 DNG TSH 7.63 66 
30 88 DNG 10H 22.16 70 
33 88 DNG 03H 16.60 68 
47 88 DNG 19C 12.30 78 
3 89 DNG 06H 32.31 91 
4 89 DNG 06H 20.31 91 
14 89 DNG 13C 9.60 64 
20 89 DNG AV3 14.41 66 
21 89 DNG 14C 33.09 64 
26 89 DNG 02H 7.05 70 
26 89 DNG 02H 13.21 70 
26 89 DNG 02H 19.09 70 
26 89 DNG 02H 25.38 70 
26 89 DNG 02H 31.12 70 
26 89 DNG 03H 1.43 70 
26 89 DNG 03H 7.45 70 
26 89 DNG 03H 13.35 70 
26 89 DNG 03H 19.81 70 
26 89 DNG 08H 1.68 70 
29 89 DNG 05H 32.21 68 
47 89 DNG AV3 33.29 78 
2 90 DNG 12C 26.02 62 
4 90 DNG 04H 23.04 89 
7 90 DNG 12C 30.78 62 

19 90 DNG AV3 3.77 66 
19 90 DNG AV3 4.16 66
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
20 90 DNG AV3 14.52 66 
24 90 DNG 12C 43.63 104 
24 90 DNG 12C 43.68 70 
24 90 DNG 20C 7.49 70 
24 90 DNG 20C 7.54 104 
24 90 DNT 1OH .49 70 
24 90 DNT 10H .63 104 
24 90 DNT 11C -.82 104 
24 90 DINT 11C -.48 70 
26 90 DNG 10H 8.87 104 
26 90 DNG 10H 9.42 70 
27 90 DNG 01H 4.17 68 
27 90 DNG 04H 42.99 68 
34 90 DNG 14C 28.05 70 
36 90 DNG 12C 40.66 70 
44 90 DNG 21C 2.72 76 
45 90 DNG 20C 9.91 78 
5 91 DNG TSC .86 60 
11 91 DNG 01H 7.12 62 
11 91 DNG 04H 9.87 62 
11 91 DNG 06H 20.24 62 
11 91 DNG 06H 26.25 62 
11 91 DNG 06H 32.20 62 
11 91 DNG 07H -1.34 62 
14 91 DNG 21C 1.32 64 
14 91 DNG 21C 2.52 64 
14 91 DNG TSH 1.10 64 
14 91 DNT 21C -.03 64 
17 91 DNG 03H 12.87 92 
17 91 DNG 03H 12.95 66 
19 91 DNG AV3 4.42 66 
21 91 DNG 06H 7.80 64 
21 91 DNG 15C 25.05 64 
21 91 DNG 15C 44.24 64 
21 91 DNG TSH .91 64 
26 91 DNG 10H 8.87 104 
26 91 DNG 10H 9.12 70 
27 91 DNG 17C 29.60 68 
33 91 DNG 06H 2.88 68 
35 91 DNG 13C 4.25 68 
38 91 DNG 07H 27.37 74 
42 91 DNG AV3 7.60 76 
47 91 DNG 23C 5.52 78 
47 91 DNG AV4 26.78 78
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
2 92 DNG 08H 30.31 89 
2 92 DNG 15C 16.53 62 
2 92 DNG 15C 32.74 62 
2 92 DNG 16C 25.84 62 
2 92 DNG 17C 3.60 62 
2 92 DNG 17C 18.37 62 
2 92 DNG 17C 19.67 62 
2 92 DNG 17C 25.18 62 
2 92 DNG 18C 2.97 62 
2 92 DNG 18C 4.26 62 
2 92 DNG 18C 9.24 62 
13 92 DNT 03H -.45 62 
13 92 DNT 17C .11 62 
18 92 DNG 13C 22.78 64 
18 92 DNG 13C 34.93 64 
19 92 DNG AV3 4.35 66 
20 92 DNG 06H 3.49 66 
20 92 DNG 17C 31.47 66 
23 92 DNG 03H 23.35 64 
24 92 DNG AV1 6.74 70 
26 92 DNG 10H 8.80 70 
35 92 DNG 21C 2.20 68 
35 92 DNG 21C 3.42 68 
35 92 DNG 21C 4.31 68 
35 92 DNG 21C 5.56 68 
35 92 DNG 21C 7.79 68 
35 92 DNG 21C 8.59 68 
35 92 DNG 21C 10.33 68 
35 92 DNG 21C 12.48 68 
35 92 DNG 21C 15.29 68 
35 92 DNG 22C 13.88 68 
35 92 DNG 22C 15.93 68 
35 92 DNG 22C 17.11 68 
35 92 DNG 23C 7.71 68 
35 92 DNT 21C -.43 68 
42 92 DNG AV3 7.50 104 
46 92 DNG 01H 22.65 76 
46 92 DNG 06H 5.34 76 
46 92 DNG 06H 41.69 76 
3 93 DNG 15C 32.54 60 
8 93 DNG 06H 43.36 60 
14 93 DNG AV4 .85 64 
15 93 DNG 22C 14.26 66 
16 93 DNG 20C .80 64
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
23 93 DNG 06H 31.13 64 
26 93 DNG AV3 11.56 70 
36 93 DNG TSC 5.11 70 
42 93 DNG AV3 7.34 76 
20 94 DNG 16C 3.82 66 
24 94 DNG 07H 12.92 68 
24 94 DNG 07H 13.95 68 
26 94 DNG 10H 3.40 70 
26 94 DNG AVI 12.66 70 
35 94 DNG 01H 3.13 68 
47 94 DNG 10H 23.04 78 
6 95 DNG 06H 23.61 60 
9 95 DNG 01H 8.76 62 

23 95 DNG 02H 5.66 64 
23 95 DNG 02H 11.77 64 
29 95 DNG TSC 2.39 68 
38 95 DNG 10H 26.84 68 
38 95 DNG 13C 14.79 68 
38 95 DNG 13C 15.14 68 
41 95 DNG 17C 10.36 78 
42 95 DNG 20C 3.37 76 
43 95 DNG TSH 6.38 78 
47 95 DNT 11C .21 76 
2 96 DNG 03H 13.92 89 
2 96 DNG 03H 17.07 89 
2 96 DNG 03H 17.85 89 
3 96 DNG 13C 2.45 86 
3 96 DNG 13C 8.55 86 
3 96 DNG 13C 14.80 86 
3 96 DNG 13C 20.51 86 
3 96 DNG 13C 20.59 86 
3 96 DNG 14C 35.92 86 
3 96 DNG 14C 41.90 86 

10 96 DNG 17C 11.21 84 
10 96 DNG 21C 2.81 84 
10 96 DNG 21C 10.05 84 
16 96 DNG 14C 22.87 80 
18 96 DNG 06H 21.63 80 
20 96 DNG 01H 11.13 80 
21 96 DNG 02H 15.13 80 
24 96 DNG 12C 41.61 80 
24 96 DNG 23C 4.84 80 
24 96 DNG AV4 14.24 80 
36 96 DNG 16C 14.73 80
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
38 96 DNG 22C 1.40 80 
42 96 DNG 12C 44.67 76 
42 96 DNG AV! 22.60 76 
44 96 DNG 12C 44.72 76 
46 96 DNG AV4 .46 78 
46 96 DNT 11C .26 78 
2 97 DNG 17C 26.25 84 
5 97 DNG 09H 23.01 91 
5 97 DNG 09H 25.67 91 
5 97 DNG 09H 26.76 91 
5 97 DNG 09H 27.08 91 
5 97 DNG 09H 27.86 91 
5 97 DNG 12C 23.77 84 
5 97 DNG 12C 24.57 84 
5 97 DNG 12C 25.68 84 
5 97 DNG 12C 27.11 84 
5 97 DNG 12C 27.83 84 
5 97 DNG 12C 28.31 84 
6 97 DNG 01H 8.83 84 
6 97 DNG 02H 5.13 84 
6 97 DNG 02H 17.29 84 
6 97 DNG 02H 29.42 84 
6 97 DNG 03H 5.66 84 
6 97 DNG 03H 29.97 84 
6 97 DNG 04H 5.98 84 
8 97 DNG 16C 3.09 84 
8 97 DNG 17C 10.92 84 
9 97 DNG 06H 8.93 86 
15 97 DNG 01H 9.70 82 
20 97 DNT 11C .35 82 
25 97 DNG 08H 14.74 82 
27 97 DNG 09H 6.09 82 
27 97 DNG 14C 39.36 82 
31 97 DNG 06H 21.52 82 
33 97 DNG 03H 14.54 82 
33 97 DNG AV1 9.95 82 
36 97 DNG 05H 24.25 80 
37 97 DNT 10H .41 82 
38 97 DNG 17C 26.02 80 
43 97 DNT 11C -.49 78 
46 97 DNG TSC .75 78 
46 97 DNG TSH .87 78 
8 98 DNG 01H 5.13 86 
11 98 DNG 06H 12.03 80
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
11 98 DNG 08H 5.78 80 
17 98 DNG 14C 8.12 80 
17 98 DNG 16C 6.52 80 
17 98 DNG 23C 1.37 80 
37 98 DNG 12C 42.06 82 
43 98 DNG 21C 5.58 78 
43 98 DNG 21C 6.93 78 
44 98 DNT 11C -.49 76 
44 98 DNT 1lC .27 76 
45 98 DNG 12C 28.93 78 
8 99 DNG 01H 5.18 84 
17 99 DNG 05H 24.18 82 
26 99 DNG 08H 20.61 80 
38 99 DNG 12C 41.74 80 
44 99 DNT 11C -.49 76 
7 100 DNG 19C 2.96 86 
7 100 DNG 20C 12.90 86 

29 100 DNG 02H 10.61 82 
29 100 DNG 06H 4.64 82 
33 100 DNG AVI 9.56 82 
36 100 DNG 03H 21.80 80 
43 100 DNT 11C -.55 78 
43 100 DNT 11C .26 78 
6 101 DNG 08H 44.05 86 
8 101 DNG 09H 28.40 104 
10 101 DNG AV4 12.75 86 
11 101 DNG 09H 28.39 86 
11 101 DNG 09H 30.48 86 
11 101 DNG 09H 30.77 86 
11 101 DNG 09H 31.87 86 
11 101 DNG 12C 30.20 86 
15 101 DNT 05H -.39 86 
17 101 DNG 03H 18.84 86 
25 101 DNG 23C 2.81 82 
39 101 DNG 16C 20.97 78 
40 101 DNG 12C 39.99 76 
41 101 DNT 11C .44 78 
42 101 DNG 12C 39.60 76 
4 102 DNG 04H 39.23 89 
4 102 DNG 05H 6.15 89 
15 102 DNG 09H 32.07 84 
15 102 DNT 11C .51 84 
26 102 DNG AV4 13.11 80 
33 102 DNG 01H 11.01 82
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
36 102 DNG 16C 21.33 80 
36 102 DNG 16C 29.50 80 
38 102 DNG 12C 40.71 80 
38 102 DNG AV3 1.58 80 
40 102 DNG 04H 18.60 76 
41 102 DNG 13C 21.11 78 
42 102 DNG TSC ..83 76 
2 103 DNG 15C 31.87 84 
2 103 DNG 20C 13.44 84 
2 103 DNG 21C 13.71 84 
8 103 DNG 01H 4.91 86 
8 103 DNG 02H 33.10 86 
8 103 DNG 03H 3.27 86 
8 103 DNG 03H 9.38 86 
8 103 DNG 03H 21.56 86 
8 103 DNG 10H 9.13 86 
8 103 DNG 10H 10.27 86 
8 103 DNG AV1 5.11 86 
8 103 DNG AV1 6.45 86 

10 103 DNG 09H 39.74 86 
11 103 DNT 10H -.31 86 
15 103 DNG 03H 14.59 86 
32 103 DNG 17C 17.26 80 
36 103 DNG 16C 11.90 80 
38 103 DNG 09H 39.47 80 
38 103 DNG AV3 1.52 80 
3 104 DNG 10H 17.01 89 

10 104 DNG AV4 13.10 84 
23 104 DNG 10H 21.35 84 
35 104 DNT 11C -.55 82 
35 104 DNT 11C .38 82 
39 104 DNG 12C 32.05 78 
40 104 DNG 09H 43.76 104 
6 105 DNG 23C 8.99 84 
8 105 DNG 14C 39.33 84 

16 105 DNG 23C 1.04 156 
16 105 DNG 23C 1.05 86 
23 105 DNG AV2 6.17 84 
27 105 DNG 18C 16.46 82 
32 105 DNG AV1 -1.06 80 
35 105 DNG 09H 6.09 82 
36 105 DNG 22C 5.86 80 
36 105 DNT 11C .38 80 
37 105 DNG 09H 30.71 82
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Appendix C
Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
39 105 DNG 03H 31.84 78 
39 105 DNG 14C 38.00 78 
4 106 DNG 09H 25.80 89 
4 106 DNG 12C 21.24 86 

13 106 DNG 17C 6.28 84 
13 106 DNG 17C 8.36 84 
13 106 DNG 17C 8.89 84 
13 106 DNG 19C 3.03 84 
13 106 DNG 19C 4.06 84 
13 106 DNG 19C 5.88 84 
13 106 DNG 19C 8.44 84 
13 106 DNG 19C 15.24 84 
28 106 DNG 23C 1.86 80 
33 106 DNG AV1 9.30 82 
3 107 DNG 09H 27.29 91 
3 107 DNG 10H 1.69 91 
3 107 DNG 10H 20.78 91 
3 107 DNT 10H .33 91 
3 107 DNT 10H .42 91 
5 107 DNG 19C 4.82 84 
5 107 DNG 21C 15.30 84 
6 107 DNG 09H 5.65 84 
8 107 DNG 01H 5.13 84 
8 107 DNG 03H 22.39 84 
8 107 DNG 03H 28.44 84 
9 107 DNG 06H 32.43 84 

10 107 DNG 02H 10.07 84 
10 107 DNG 05H 29.38 84 
10 107 DNG 12C 2.72 84 
12 107 DNG 210C 8.71 86 
17 107 DNG 04H 3.59 86 21 107 DNG 03H 21.44 86 

23 107 DNG 03H 1.40 86 
23 107 DNG 03H 18.39 86 23 107 DNG 03H 19.21 86 
23 107 DNG 04H 43.98 86 
23 107 DNG 09H 14.12 86 
27 107 DNG 03H 5.15 82 

27 107 DNG 18C 14.38 82 
36 107 DNG 12C 18.64 80 
3 108 DNG 10H 15.82 89

I UO

108 
108

.N(G

DNG

DNG L _______ A __________ L

12C 6.84
01H 5.43 
07H 21.42?

86 
86 
86
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Dents and Dings

S/G-D

ROW COLUMN 
13 108 
15 108 
15 108 
15 108 
15 108 
15 108 
16 108 
16 108 
16 108 
16 108 
16 108 
16 108 
18 108 
23 108 
25 108 
25 108 
29 108 
29 108 
30 108 
7 109 
8 109 
16 109 
16 109 
18 109 
18 109 
18 109 
18 109 
18 109 
18 109 
18 109 
21 109 
21 109 
21 109 
25 109 
9 110 

21 110 
23 110 
23 110 
23 110 
30 110 
6 111 
6 111 
15 111 
21 111

INDICATION LOCATION 
DNG 14C 1.04 
DNG 09H 37.42 
DNG 09H 40.85 
DNG 09H 41.59 
DNG 12C 37.13 
DNG 12C 38.13 
DNG 01H 13.19 
DNG 01H 19.12 
DNG 01H 25.23 
DNG 02H 3.14 
DNG 02H 9.18 
DNG 02H 15.11 
DNG 13C 40.04 
DNG AV2 6.05 
DNG 14C 6.57 
DNG AV1 1.32 
DNT 10H .51 
DNT 11C .41 
DNG TSC 8.19 
DNG 06H 28.68 
DNG 01H 5.35 
DNG 08H 18.47 
DNG 15C 17.12 
DNG 02H 9.89 
DNG 02H 15.91 
DNG 02H 22.16 
DNG 02H 28.04 
DNG 02H 34.18 
DNG 03H 4.35 
DNG TSH 4.68 
DNG 04H 19.88 
DNG 04H 25.76 
DNG 04H 31.76 
DNG 16C 16.28 
DNG 07H 4.69 
DNG 04H 5.19 
DNG AV1 1.32 
DNG AV2 5.90 
DNG AV4 9.36 
DNG 14C 4.77 
DNG 09H 24.60 
DNG 23C 8.05 
DNG 10H 14.41 
DNG 22C 3.66

CAL NUMBER 

84 
84 
84 

84 
84 
84 
84

8484 

84 
84 
84 
84 
84 
86 
82 
82 

82 
82 
80 
84 
84 
86 
86 
86 
86 
86 
86 
86 
86 
86 
86 
86 
86 
82 

90 
84 
84 
84 

84 
80 

88 
88 
86 
86
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Dents and Dings 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
23 ill DNG 09H 33.09 86 
23 111 DNG 09H 34.12 86 
23 111 DNG 09H 36.17 86 
23 111 DNG 09H 38.13 86 
23 111 DNG 12C 40.19 86 
23 111 DNG 12C 41.76 86 
23 111 DNG 12C 42.86 86 
23 111 DNG 12C 43.76 86 
23 111 DNG AV2 6.21 86 
25 111 DNG 05H 37.45 86 
4 112 DNG 01H 12.43 89 
5 112 DNG 17C 18.01 90 
7 112 DNG 15C 38.17 90 
8 112 DNG 01H 5.08 90 
10 112 DNG 02H 6.06 86 
21 112 DNG 02H 15.12 84 
24 112 DNG 09H 39.49 84 
29 112 DNT 15C .14 82 
3 113 DNG 03H 13.74 91 
6 113 DNG 23C 8.74 88 
8 113 DNG TSH 7.87 88 
9 113 DNG 04H 39.04 88 
11 113 DNG 21C 1.76 86 
13 113 DNG 20C 7.99 86 
13 113 DNG TSC 7.89 86 
21 113 DNG 08H 34.07 86 
21 113 DNG 08H 40.12 86 
21 113 DNG 09H .67 86 
21 113 DNG 09H 12.94 86 
21 113 DNT 09H .67 86 
27 113 DNG 09H 43.58 82 
27 113 DNG 15C 10.05 82 
3 114 DNG 13C 32.29 90 
8 114 DNG 01H 5.17 90 
13 114 DNG 20C 15.90 84 
17 114 DNG 12C 41.54 84 
18 114 DNG 12C 34.39 84 
18 114 DNG 12C 35.44 84 
20 114 DNT 11C .42 84 
23 114 DNG AV2 5.77 84 
24 114 DNG AV1 5.06 86 
3 115 DNG 09H 32.01 91 
4 115 DNG 12C 24.77 88 
4 115 DNG 23C 5.82 88
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Dents and Dings 

S/G-D
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Appendix C

ROW COLUMN INDICATION LOCATION CAL NUMBER 
10 115 DNG 17C 21.06 86 
11 115 DNG 22C 5.61 86 
15 115 DNG 06H 31.95 86 
16 115 DNG 09H 27.93 86 
20 115 DNT 11C .38 86 
2 116 DNG 06H 32.82 89 
13 116 DNG 17C 44.51 84 
16 116 DNG 12C 44.50 84 
16 116 DNT 12C -.63 84 
17 116 DNG 12C 44.31 84 
19 116 DNT 1IC -.09 84 
5 117 DNG 08H 42.79 91 
13 117 DNG 07H 33.96 86 
14 117 DNT 12C -.62 86 
15 117 DNT 12C -.62 86 
16 117 DNT 12C -.62 86 
16 117 DNT 12C .11 86 
17 117 DNT 12C -.62 86 
17 117 DNT 12C .11 86 
18 117 DNG 17C 18.76 86 
18 117 DNT 12C -.62 86 
1 118 DNG 16C 21.14 90 
8 118 DNG 01H 4.95 90 
13 118 DNG 04H 1.12 84 
15 118 DNG 13C 44.78 84 
15 118 DNT 12C -.75 84 
16 118 DNG 13C 44.83 84 
16 118 DNT 12C -.69 84 
7 119 DNG 08H 11.92 90 
8 119 DNG 01H 5.33 88 
8 119 DNG 02H 34.22 88 
13 119 DNG 16C 15.27 86 
1 120 DNG 01H 7.18 89 
4 120 DNG 23C 2.74 112
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APPENDIX D

TUBES WITH TUBE WALL 

THICKNESS REDUCTION



Tubes with Wall 
Thickness Reduction 

S/G-A

ROW COLUMN INDICATION LOCATION CAL NUMBER 
16 3 12 AV1 -.09 10 
13 10 SAI 02H -.09 141 
30 10 SAI 02H .00 141 
10 14 SAI 02H -. 01 155 
20 15 MAI 02H .00 141 
20 15 MAI 02H .06 141 
9 16 SAI 02H .03 141 

10 16 SAI 02H -.01 141 
16 16 SAI 03H .00 141 
39 16 SAI TSC 1.02 110 
13 17 SAI 02H -. 01 141 
15 17 SAI 02H .00 141 
26 17 SAI 02H .00 141 
14 19 SAI 03H -.03 141 
23 20 SAI 02H .03 141 
14 21 SAI 02H .00 141 
17 21 SAI 02H .00 141 
22 21 SAI 02H .00 141 
15 22 SAI 02H -.01 141 
20 23 SAI 02H .02 141 
14 24 SAI 03H -.01 141 
23 24 SAI 02H -.01 149 
42 24 SAI 16C 29.76 108 
44 24 13 AV3 .00 28 
44 24 5 AV4 .00 28 
22 25 SAI 02H -.03 141 
23 25 SAI 02H -.01 141 
23 25 SAI 03H -.06 141 
13 27 SAI 02H .08 129 
14 27 SAI 03H .00 141 
19 27 SAI 02H .02 141 
19 27 SAI 04H .01 141 
21 27 MAI 03H .11 141 
21 27 MAI 03H .19 141 
19 28 MAI 03H .01 141 
19 28 MAI 03H .11 141 
26 28 SAI 02H .00 141 
29 28 MAI 02H -.03 129 
29 28 MAI 02H .05 129 
19 29 SAI 02H -.04 129 
20 29 MAI 03H -.04 141 
20 29 MAI 03H -.01 141 
24 29 SAI 04H -.01 141
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Tubes with Wall 
Thickness Reduction 

S/G-A

ROW COLUMN INDICATION LOCATION CAL NUMBER 
15 30 SAI 02H .01 141 
15 30 SAI 03H .00 141 
22 30 SAI 02H .14 129 
11 32 SAI 02H .00 141 
13 32 SAI 02H .00 141 
21 32 SAI 02H .00 141 
22 33 SAI 04H .00 141 
27 33 SAI 03H .06 141 
18 34 MAI 02H -.05 129 
18 34 MAI 02H .09 129 
19 34 SAI 02H .01 141 
20 34 SAI 02H .05 129 
17 35 SAI 05H .15 129 
18 35 SAI 02H -.02 141 
21 35 SAI 03H -.02 141 
35 35 SAI 16C 32.33 108 
43 35 11 AV1 -.23 22 
43 35 5 AV2 -.08 22 
20 38 MAI 02H -.06 141 
20 38 MAI 02H .01 141 
23 38 MAI 02H -.06 129 
23 38 MAI 02H .03 129 
23 38 SAI 03H -.02 141 
21 39 SAI 02H -.02 141 
24 41 SAI 02H .07 141 
33 41 SAI 03H .01 141 
26 42 SAI 02H .00 141 
23 43 SAI 03H .10 141 
23 43 SAI 04H .02 141 
22 44 SAI 04H .04 141 
24 44 SAI 03H .12 141 
25 44 MAI 02H .01 141 
25 44 MAI 02H .05 141 
18 45 SAI 02H -.06 129 
35 45 SAI 04H -.09 141 
24 46 SAI 05H .02 129 
14 50 SAI 02H -.06 141 
25 50 SAI 02H -.11 141 
18 51 SAI 02H .09 141 
26 51 MAI 03H -.02 141 
26 51 MAI 03H .18 141 
43 51 SAI 02H .06 145 
36 52 SAI 11C 3.24 124
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Tubes with Wall 
Thickness Reduction 

S/G-A

ROW COLUMN INDICATION LOCATION CAL NUMBER 
19 54 MAI 02H -.01 129 
19 54 MAI 02H .02 129 
19 54 SAI 03H .08 141 
32 54 MAI 02H .06 141 
32 54 MAI 02H .06 141 
27 55 SAI 04H .00 141 
23 56 SAI 02H -.03 129 
33 56 SAI 03H -.16 149 
26 59 SAI 02H .09 141 
26 59 SAI 03H -.08 141 
24 62 SAI 02H -.01 141 
45 62 19 AVI .00 6 
44 63 14 AV1 .00 6 
46 63 10 AV2 .15 8 
46 63 11 AV3 -.03 8 
46 64 11 AV4 .00 12 
26 65 SAI 03H -.02 141 
28 65 MAI 02H -.01 141 
28 65 MAI 02H .02 141 
28 65 SAI 03H -.06 141 
36 65 SAI 04H -.16 149 
25 66 SAI 02H -.09 129 
26 66 SAI 02H .02 141 
26 66 SAI 03H -.01 141 
28 66 SAI 03H -.02 141 
23 67 MAI 02H -.02 141 
23 67 MAI 02H .06 141 
25 67 SAI 03H -.06 141 
28 67 MAI 03H .04 141 
28 67 MAI 03H .08 141 
20 68 SAI 02H -.15 141 
31 68 SAI 02H -.01 145 
35 69 SAI 12C 28.71 108 
45 69 SVI 05H 29.06 131 
19 70 SAI 02H .00 141 
24 70 SAI 03H -.11 141 
28 70 SAI 03H -.03 141 
24 71 SAI 03H .02 141 
26 71 SAI 02H -.12 141 
33 71 SAI 03H -.01 145 
37 71 SAI 03H -.05 145 
42 71 SAI 02H -.02 145 
24 72 MAI 02H .00 141
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Tubes with Wall 
Thickness Reduction 

S/G-A

ROW COLUMN INDICATION LOCATION CAL NUMBER 
24 72 MAI 02H .10 141 
31 72 MAI 03H -.13 145 
31 72 MAI 03H -.04 145 
44 72 SAI 03H -.01 141 
22 73 SAI 02H .06 141 
24 73 SAI 04H -.04 141 
32 74 MAI 03H -.01 145 
32 74 MAI 03H .06 145 
32 74 SAI 02H -.07 145 
32 74 SAI 04H -.04 141 
33 74 SAI 02H .01 141 
21 75 SAI 03H .12 141 
22 75 SAI 03H -.07 141 
31 75 SAI 03H .03 141 
24 76 SAI 03H .02 141 
26 76 MAI 03H -.02 141 
26 76 MAI 03H .17 141 
26 76 SAI 04H -.04 141 
27 76 SAI 04H .07 141 
23 77 SAI 03H -.01 141 
25 77 MAI 02H -.04 141 
25 77 MAI 02H .00 141 
25 77 SAI 03H -.01 141 
28 77 MAI 02H -.05 141 
28 77 MAI 02H .18 141 
28 77 MAI 03H -.10 141 
28 77 MAI 03H .10 141 
22 78 MAI 02H -.04 131 
26 78 MAI 03H .08 141 
26 78 MAI 03H .11 141 
35 78 SAI 03H -.04 141 
23 79 SAI 03H -.04 141 
25 79 SAI 03H .03 141 
32 79 SAI 03H .00 141 
20 80 MAI 02H .04 131 
23 80 SAI 03H -.01 141 
24 80 SAI 02H -.01 141 
45 80 SCI TSH -.16 79 
20 81 MAI 03H -.04 141 
20 81 MAI 03H .00 141 
22 81 MAI 03H .11 141 
22 81 MAI 03H .17 141 
33 81 SAI 03H .11 141
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Tubes with Wall 
Thickness Reduction 

S/G-A

ROW COLUMN INDICATION LOCATION CAL NUMBER 
24 82 MAI 03H -. 11 131 
26 82 MAI 03H .02 141 
26 82 MAI 03H .08 141 
33 82 MAI 03H -.01 141 
33 82 MAI 03H .01 141 
33 82 MAI 03H .06 141 
26 83 MAI 03H .09 141 
26 83 MAI 03H .13 141 
31 83 SAI 04H .08 141 
34 83 SAI 03H .02 141 
4 84 SCI TSH -.15 81 
19 84 SAI 02H -.08 141 
21 84 SAI 04H -.01 141 
25 84 SAI 02H .14 141 
30 84 MAI 03H .17 141 
30 84 MAI 03H .19 141 
20 85 MAI 02H -.27 141 
20 85 MAI 02H .00 141 
20 85 SAI 03H .02 141 
22 85 MAI 03H -.04 141 
22 85 MAI 03H .02 141 
34 85 SAI 02H .05 145 
17 86 SAI 02H .05 141 
22 86 SAI 02H .02 141 
23 86 MAI 02H .02 141 
23 86 MAI 02H .09 141 
47 86 5 21C -.28 100 
14 87 SAI 02H -.02 141 
16 87 MAI 02H -.07 131 
19 87 SAI 02H .03 141 
25 87 MAI 02H .01 141 
25 87 MAI 02H .06 141 
21 88 SAI 02H .04 129 
29 88 SAI 03H .03 141 
16 89 SAI 02H -.02 141 
18 89 SAI 02H -.03 141 
33 89 SAI 04H .05 141 
37 89 SAI 04H .15 141 
18 90 MAI 02H .02 141 
18 90 MAI 02H .20 141 
18 90 MAI 03H -.13 141 
18 90 MAI 03H .04 141 
31 90 MAI 03H -.07 141
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Tubes with Wall 
Thickness Reduction 

S/G-A

ROW COLUMN INDICATION LOCATION CAL NUMBER 
31 90 MAI 03H .00 141 
43 90 10 AV3 .00 58 
13 91 SAI 02H -.02 141 
14 91 SAI 02H .01 141 
16 91 SAI 02H -.03 141 
19 91 SAI 03H -.10 141 
23 91 SAI 02H -.16 141 
23 91 SAI 03H .00 141 
29 91 SAI 04H .00 141 
11 92 SAI 02H .11 129 
18 92 SAI 02H -.01 143 
20 92 SAI 02H -.09 143 
13 93 MAI 02H .00 143 
14 93 SAI 02H .03 129 
16 93 SAI 02H .06 143 
25 93 SAI 03H -.09 143 
25 94 MAI 03H .01 143 
25 94 SAI 04H -.05 143 
16 95 MAI 03H .00 143 
18 95 SAI 02H -.02 143 
17 96 MAI 03H .00 143 
17 96 MAI 03H .05 143 
23 96 MAI 03H .00 143 
23 96 MAI 03H .01 143 
23 96 SAI 02H -.04 143 
38 96 6 AV2 .00 58 
8 97 SAI 02H -.02 145 

18 97 MAI 02H .16 143 
18 97 SAI 03H .08 143 
22 97 MAI 02H .04 143 
23 97 MAI 02H .13 143 
25 97 MAI 02H -.02 143 
25 97 MAI 02H -.02 143 
17 98 SAI 02H .01 143 
9 99 SAI 02H .00 143 
10 99 SAI 02H .15 143 
15 99 SAI 03H .08 143 
16 99 SAI 04H -.10 143 
18 99 SAI 02H .03 143 
18 99 SAI 03H -.09 143 
21 100 SAI 02H .00 143 
36 100 16 AV3 .00 66 
17 101 SAI 02H .03 143
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Tubes with Wall 
Thickness Reduction 

S/G-A
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ROW COLUMN INDICATION LOCATION CAL NUMBER 
18 101 MAI 03H -. 11 143 
18 101 MAI 03H .00 143 
18 101 SAI 02H .00 143 
23 101 SAI 03H .04 143 
16 102 SAI 03H -.05 143 
18 102 SAI 02H .08 129 
20 102 MAI 03H -. 11 143 
20 102 MAI 03H .00 143 
23 102 SAI 02H -.01 143 
25 102 SAI 02H .01 143 
14 103 SAI 02H .12 129 
18 103 SAI 03H -.01 143 
22 103 SAI 02H .03 143 
23 103 SAI 02H .07 143 
24 103 SAI 02H -.03 143 
24 103 SAI 03H -.01 143 
27 103 MAI 03H -. 11 143 
27 103 MAI 03H -. 01 143 
18 104 SAI 02H -.02 143 
36 104 SAI 15C 15.92 108 
16 105 MAI 03H .03 143 
16 105 MAI 03H .04 143 
22 105 SAI 02H .10 129 
13 106 SAI 02H .09 143 
28 106 SVI 06H 15.17 129 
37 106 12 AV2 .00 66 
19 107 SAI 02H .07 143 
35 107 10 AV2 .17 68 
20 110 SC! TSH .00 39 
26 114 SAI TSC 3.46 110 
14 115 SAI 02H .00 143



Tubes with Wall 
Thickness Reduction 

S/G-B

ROW COLUMN INDICATION LOCATION CAL NUMBER 
13 2 18 AV4 .00 22 
10 6 SAI 03H -.03 127 
10 10 MAI 03H .00 127 
10 10 MAI 03H .01 127 
15 10 SAI 02H .08 127 
8 11 MAI 02H -.01 141 
8 11 MAI 02H .09 141 
11 11 MAI 02H .01 127 
11 11 MAI 02H .01 127 
11 11 MAI 02H .01 127 
12 11 SAI 02H .09 123 
15 11 MAI 02H -.17 127 
15 11 MAI 02H -.13 127 
18 11 MAI 02H .00 127 
18 11 MAI 02H .03 127 
18 11 MAI 02H .13 127 
17 13 MAI 02H .06 127 
23 13 SAt 02H .02 127 
10 14 MAI 02H -.04 127 
10 14 MAI 02H -.01 127 
10 14 SAI 03H -.05 127 
18 14 SAI 02H -.14 127 
16 15 SAI 02H -.09 127 
17 15 SAI 02H -.04 127 
17 15 SAI 03H .01 127 
22 15 SAI 02H .06 127 
28 15 SAI 02H .01 127 
12 16 SAI 02H .01 123 
16 16 SAI 02H .01 127 
20 16 SAI 02H -.05 127 
21 16 SAI 02H -.05 127 
35 16 MAI 02H -.06 141 
35 16 MAI 02H -.01 141 
16 17 MAI 03H -.11 127 
16 17 MAI 03H .13 127 
16 17 SAI 02H -.06 127 
16 17 SAI 04H -.03 127 
18 17 SAI 02H -.07 127 
19 17 MAI 03H -.18 127 
19 17 MAI 03H .04 127 
19 17 SAI 02H -.05 127 
23 17 MAI 02H -.02 127 
23 17 MAI 02H .04 127
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Tubes with Wall 
Thickness Reduction 

S/G-B

16 18 MAI 02H .04 127 
16 18 MAI 02H .06 127 
16 18 SAI 03H .03 9 
5 19 SAI 02H -.08 127 
10 19 SAI 02H -.01 127 
14 19 MAI 02H -.06 127 
14 19 MAI 02H .02 127 
15 19 MAI 02H -.06 127 
15 19 MAI 02H -. 01 127 
19 19 SAI 02H -.15 127 
19 19 SAI 04H .00 127 
21 19 SAI 02H -.08 127 
36 19 MAI 03H -.06 129 
36 19 MAI 03H -.04 129 
14 20 SAI 04H .04 127 
14 21 SAI 03H .02 127 
17 21 SAI 04H -.08 127 
14 22 SAI 02H -.06 127 
15 22 SAI 02H -.06 127 
16 22 SAI 03H .01 127 
17 22 SAI 02H .01 127 
17 22 SAI 04H -.02 127 
22 22 SAI 04H -.04 129 
25 22 MAI 02H -.17 129 
25 22 MAI 02H -.09 129 
26 22 MAI 03H -.14 129 
26 22 MAI 03H -.05 129 
26 22 MAI 03H -.01 129 
27 22 SAI 02H -.03 129 
34 22 SAI 03H .00 141 
13 23 SAI 02H .00 9 
20 23 SAI 03H .06 129 
27 23 SAI 02H -. 11 129 
35 23 SAI 03H -.18 129 
38 23 SAI 03H .01 129 
6 24 SAI 02H .11 129 
11 24 SAI 02H .00 129 
14 24 SAI 02H -.03 129 
16 24 MAI 03H -.06 129 
16 24 MAI 03H .03 129 
18 24 SAI 02H .01 129 
21 24 MAI 02H -.15 129 
21 24 MAI 02H -. 01 129 
14 25 MAI 03H -.12 129
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Tubes with Wall 
Thickness Reduction 

S/G-B

14 25 MAI 03H -.02 129 
14 25 MAI 03H .16 129 
17 25 MAI 04H -.16 129 
17 25 MAI 04H -.06 129 
13 26 SAI 02H -.02 129 
16 26 SAI 02H -.05 129 
32 26 MAI 02H -.04 129 
32 26 MAI 02H .09 129 
35 26 MAI 02H -.10 129 
35 26 MAI 02H -.08 129 
37 26 MAI 02H -.06 141 
37 26 MAI 02H -.02 141 
10 27 SAI 02H .10 129 
18 27 SAI 03H .10 129 
20 27 SAI 04H -. 12 129 
22 27 MAI 02H -.14 129 
22 27 MAI 02H -.08 129 
22 27 SAI 03H -.01 129 
11 28 SAI 02H .16 129 
12 28 SAI 02H .03 129 
14 28 SAI 02H -.08 141 
14 28 SAI 03H -.04 129 
20 28 SAI 02H -. 11 129 
24 28 MAI 02H -.09 123 
24 28 MAI 02H -. 09 123 
17 29 SAI 03H -.17 129 
20 29 MAI 02H -.18 129 
20 29 MAI 02H -.09 129 
20 29 MAI 05H -.03 123 
20 29 MAI 05H .00 123 
38 29 MAI 02H -. 23 129 
38 29 MAI 02H -.09 129 
10 30 SAI 02H .08 123 
15 30 SAI 02H -.15 129 
17 30 SAI 02H .11 129 
19 30 SAI 03H .05 129 
23 30 SAI 02H -.18 129 
26 30 MAI 05H -.02 123 
26 30 MAI 05H .18 123 
26 30 SAI 02H -. 11 129 
36 30 MAI 02H -.09 129 
36 30 MAI 02H -.08 129 
15 31 SAI 03H .17 129 
15 31 SAI 04H -.02 129
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Tubes with Wall 
Thickness Reduction 

S/G-B

17 31 SAI 02H .00 123 
18 31 SAI 03H .14 129 
35 31 SCl TSH -.04 67 
38 31 11 AV2 .00 38 
13 32 SAI 02H -.03 129 
15 32 MAI 02H -.14 129 
15 32 MAI 02H -.08 129 
18 32 SAI 02H .04 129 
18 32 SAI 03H .02 129 
24 32 MAI 02H -.16 129 
24 32 MAI 02H .02 129 
25 32 SAI 03H -.13 129 
23 33 SAI 03H -.04 129 
24 33 SAI 03H .07 129 
26 33 SAI 02H .00 129 
36 33 SAI 04H .01 129 
37 33 SAI 03H .00 13 
12 34 MAI 02H .01 129 
12 34 MAI 02H .05 129 
14 34 SAI 02H .00 129 
15 34 SAI 02H .00 129 
20 34 SAI 02H .09 129 
28 34 SAI 02H .07 129 
35 34 MAI 02H -.04 141 
35 34 MAI 02H .15 141 
35 34 SAI 03H -.08 129 
35 34 SAI 03H -.06 141 
23 35 SAI 02H -.04 129 
14 36 SAI 02H .04 129 
21 36 SAI 02H -.02 129 
27 36 MAI 02H -.21 129 
27 36 MAI 02H -.10 129 
27 36 MAI 03H -.14 141 
27 36 MAI 03H -.05 129 
27 36 MAI 03H .09 141 
30 36 SAI 02H .03 129 
31 36 SAI 04H -.01 129 
32 36 SAI 03H .05 141 
37 36 SAI 02H .00 13 
37 36 SAI 03H .15 13 
18 37 SAI 03H .07 129 
19 37 MAI 02H -.11 129 
19 37 MAI 02H -.08 129 
19 37 SAI 04H -.08 129
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Tubes with Wall 
Thickness Reduction 

S/G-B

21 37 SAI 02H .03 129 
27 37 SAI 02H -.12 129 
17 38 MAI 02H -.07 123 
17 38 MAI 02H .09 123 
23 38 MAI 03H -.12 129 
23 38 MAI 03H -.07 129 
23 38 MAI 03H -.07 129 
23 38 SAI 02H .01 129 
28 38 SAI 03H .11 129 
38 38 SAI 02H -.05 129 
45 38 SAI 03H .11 129 
17 39 MAI 03H -.05 123 
17 39 MAI 03H .05 123 
17 39 SAI 02H -.07 123 
18 39 SAI 03H .11 129 
19 39 SAI 02H .01 129 
21 39 SAI 04H -.08 129 
22 39 SAI 02H -.05 129 
23 39 SAI 03H -.12 129 
24 39 SAI 02H -. 11 129 
24 39 SAI 03H -.09 129 
37 39 SAI 03H .05 13 
18 40 SAI 02H -.08 123 
22 40 SAI 03H -.08 129 
23 42 MAI 04H -.05 145 
23 42 MAI 04H -.05 145 
23 42 SAI 03H .10 141 
24 42 SAI 03H .12 131 
27 42 SAI 03H .02 131 
29 42 SAI 03H -. 02 131 
29 42 SAI 04H .00 131 
40 42 MAI 03H -.11 123 
40 42 MAI 03H .06 123 
22 43 MAI 04H -.09 131 
22 43 MAI 04H -.04 131 
22 43 SAI 02H -.10 131 
22 43 SAI 02H -.06 141 
24 43 SAI 02H .02 131 
25 43 MAI 03H -.10 131 
25 43 MAI 03H -.01 131 
20 44 SAI 02H .10 131 
28 44 SAI 03H .11 131 
29 44 SAI 03H -. 11 131 
32 44 SAI 04H .09 141

D-5

Appendix D



Tubes with Wall 
Thickness Reduction 

S/G-B

17 45 SAI 02H -.03 131 
20 45 MAI 02H .05 131 
20 45 MAI 02H .05 131 
24 45 MAI 03H -.12 131 
24 45 MAI 03H -.02 131 
25 45 SAI 02H -.20 131 
22 46 SAI 04H .02 131 
21 47 MAI 02H -.11 131 
21 47 MAI 02H .02 131 
19 48 SAI 02H -.06 131 
20 48 MAI 03H -.09 123 
20 48 MAI 03H -.03 123 
20 48 MAI 03H .04 123 
20 48 SAI 02H .03 131 
21 48 SAI 03H .07 131 
22 48 MAI 03H -.01 131 
22 48 MAI 03H .08 131 
22 48 SAI 04H -.03 131 
29 48 MAI 03H -.02 131 
29 48 MAI 03H .00 131 
29 48 MAI 03H .07 131 
33 48 SAI 03H .09 141 
20 50 SAI 02H .19 131 
24 50 SAI 03H -. 11 131 
24 50 SAI 04H .00 131 
32 50 SAI 03H .03 131 
36 50 SAI 03H .10 141 
47 50 MAI 02H .01 131 
47 50 MAI 02H .07 131 
19 51 SAI 03H .16 131 
20 51 SAI 03H -.02 131 
24 51 MAI 03H .14 131 
24 51 MAI 03H .17 131 
27 51 MAI 03H -.06 131 
27 51 MAI 03H .02 131 
27 51 MAI 05H -.05 123 
27 51 SAI 04H -.10 131 
39 52 MAI 02H -.10 131 
39 52 MAI 02H -.04 131 
42 52 7 AV3 -.06 2 
42 52 9 AV3 .00 112 
42 52 SAI 02H -.07 131 
19 53 SAI 02H .03 131 
25 53 SAI 03H -.09 131
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Tubes with Wall 
Thickness Reduction 

S/G-B

37 53 SAI 03H -.07 135 
39 53 MAI 02H -.24 141 
39 53 MAI 02H -.01 141 
20 54 SAI 02H -.02 131 
25 54 SAI 03H -.17 131 
27 54 MAI 04H -.09 131 
27 54 MAI 04H -.03 131 
28 54 MAI 03H -.10 131 
28 54 SAI 03H -.04 131 
33 54 SAI 02H -.06 135 
37 54 SAI 04H -.05 135 
39 54 SAI 04H .00 135 
44 54 MAI 03H -.06 141 
44 54 MAI 03H -.02 141 
45 54 SAI 02H -.12 131 
16 55 MAI 02H -.05 131 
16 55 MAI 02H .11 131 
32 55 SAI 04H -.01 135 
40 55 22 AV2 .00 4 
40 55 33 AV3 .00 4 
42 55 24 AV2 .00 4 
42 55 29 AV3 .00 4 
42 55 16 AV4 .00 4 
24 56 SAI 03H -.13 131 
24 56 SAI 04H -.03 131 
34 56 SAI 03H -. 11 135 
28 57 MAI 02H -.14 131 
28 57 MAI 02H -.07 131 
28 57 MAI 02H -.03 131 
28 57 SAI 03H -.13 23 
24 58 SAI 04H -.03 131 
36 58 SAI 03H -. 11 135 
39 58 SAI 02H -.05 135 
25 59 SAI 03H -.02 131 
43 59 4 AV4 .00 4 
44 59 28 AV2 .00 4 
31 62 SAI 02H -.02 123 
33 62 SAI 03H -.06 141 
36 62 SAI 03H .01 141 
37 62 SAI 02H .03 135 
30 64 MAI 02H -.02 133 
30 64 MAI 03H .01 133 
37 64 SAI 02H -.04 135 
44 64 20 AV2 .00 6
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Tubes with Wall 
Thickness Reduction 

S/G-B

44 64 18 AV3 .00 6 
44 64 SAI 03H .04 135 
33 65 MAI 02H -.06 135 
33 65 MAI 02H -.01 135 
33 65 SAI 04H -.09 135 
40 65 SAI 02H -.08 135 
25 66 MAI 02H .01 123 
25 66 MAI 02H .07 123 
30 67 MAI 02H .30 133 
30 67 MAI 02H .30 133 
39 67 SAI 02H .04 141 
23 68 SAI 04H .02 133 
35 69 SAI 02H -.06 133 
36 69 SAI 03H .03 133 
38 69 MAI 02H -.12 133 
38 69 MAI 02H .01 133 
33 70 16 AV3 .00 10 
41 70 SAI 04H -.06 133 
28 71 SAI 03H .10 123 
46 71 MAI 02H -.09 141 
46 71 MAI 02H .03 141 
23 72 SAI 03H .05 133 
20 75 MAI 02H -.13 133 
20 75 MAI 02H -.10 133 
26 75 MAI 03H -.05 133 
26 75 MAI 03H .04 133 
29 75 SAI 04H -.10 133 
35 75 MAI 02H -.17 133 
35 75 MAI 02H -.10 133 
35 75 MAI 02H -.02 133 
40 75 MAI 03H -.01 133 
42 76 SAI 02H -.06 133 
26 77 SAI 04H -.07 133 
41 78 MAI 03H -.01 141 
37 79 29 AV1 .00 96 
17 81 SAI 17C 15.32 132 
28 81 SCl TSH -.02 25 
32 82 SAI 03H .04 133 
35 82 SAI 02H -.02 133 
41 82 MAI 04H .04 133 
41 82 MAI 04H .06 133 
18 83 SAI 02H -.04 133 
42 83 SAI 03H -.04 133 
22 84 SAI 03H -.05 133
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Tubes with Wall 
Thickness Reduction 

S/G-B

38 84 SAI 03H -. 11 133 
41 84 SAI 03H -.12 133 
17 85 MAI 02H .01 133 
17 85 MAI 02H .03 133 
19 85 MAI 02H -.10 133 
19 85 MAI 02H -.03 133 
19 85 SAI 04H .00 133 
20 85 SAI 02H -.07 133 
20 85 SAI 04H -.13 133 
22 85 SAI 02H -.08 133 
18 86 SAI 02H .02 133 
25 86 MAI 03H -.07 133 
46 86 MAI 02H -. 01 141 
46 86 MAI 02H .05 141 
46 86 4 22C .00 119 
29 87 SAI 02H .10 133 
36 88 SAI 02H .04 141 
15 89 SAI 02H .13 123 
18 89 MAI 02H -.07 133 
18 89 MAI 02H .04 133 
20 89 SAI 02H -.07 133 
46 89 4 22C .17 119 
14 90 MAI 03H -. 11 133 
14 90 MAI 03H -.09 133 
14 90 MAI 03H -.07 133 
18 90 SAI 04H -.07 133 
34 90 SAI 02H -.05 133 
12 91 SAI 02H .02 133 
14 91 SAI 02H -.04 133 
14 91 SAI 04H -.08 133 
20 91 SAI 02H .04 133 
12 92 SAI 02H .05 133 
12 92 SAI 03H .12 123 
14 93 MAI 02H -.07 133 
14 93 MAI 02H -.01 133 
16 93 SAI 02H -.09 133 
17 93 SAI 03H -.01 133 
27 93 SAI 02H -.13 133 
11 94 MAI 02H -.04 123 
11 94 MAI 02H .10 123 
20 94 SAI 03H -.07 133 
17 95 MAI 02H -.20 133 
17 95 MAI 02H -.08 133 
17 95 MAI 02H .02 133
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Tubes with Wall 
Thickness Reduction 

S/G-B

15 96 SAI 02H .00 133 
33 96 21 AV2 .00 86 
16 97 MAI 02H .02 133 
16 97 MAI 02H .08 133 
16 97 SAI 03H -.03 133 
17 97 SAI 03H -.01 133 
15 99 SAI 03H .07 133 
18 99 SAI 03H -.06 133 
11 100 MAI 02H .01 123 
11 100 MAI 02H .05 123 
10 102 SAI 02H .01 133 
16 102 SAI 02H -.05 133 
14 103 MAI 02H -.02 133 
14 103 MAI 02H .00 133 
16 103 SAI 03H .03 133 
16 105 MAI 02H -.04 133 
18 105 MAI 03H -. 10 133 
18 105 MAI 03H -.09 133 
22 105 SAI 03H .03 133 
23 105 SAI 03H .07 133 
14 106 MAI 02H -.09 133 
14 106 MAI 02H -.01 133 
14 106 SAI 03H .00 133 
16 106 SAI 03H -.04 133 
37 106 16 AV2 .00 100 
37 106 17 AV2 .00 108 
10 107 MAI 02H .07 133 
11 108 SAI 02H -.06 133 
17 108 MAI 03H -.14 133 
17 108 MAI 03H -.03 133 
10 109 MAI 02H -.17 133 
10 109 MAI 02H .04 133 
10 109 MAI 03H -.07 133 
10 109 MAI 03H -.06 133 
12 109 MAI 03H .02 133 
16 110 MAI 03H .00 35 
12 111 SAI 02H -.09 133 
31 111 16 AV2 -.09 90 
15 112 MAI 03H -.17 133 
15 112 MAI 03H -.09 133 
10 114 SAI 02H .09 133 
10 114 SAI 03H .08 133 
22 115 14 AV1 .00 92
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Tubes with Wall 
Thickness Reduction 

S/G-C

ROW COLUMN INDICATION LOCATION CAL NUMBER 
15 8 SAI 02H .01 141 
27 8 9 AV2 -.09 72 
13 9 MAI 02H .04 141 
13 9 MAI 02H .08 141 
12 11 SAI 02H .04 141 
5 13 SAI 02H .04 163 

23 13 SAI 02H -.05 141 
11 14 MAI 03H -.02 141 
11 14 MAI 03H .02 141 
39 16 SAI TSC .86 118 
13 18 SAI 02H -.01 141 
22 18 SAI 03H -.04 163 
39 19 18 AV2 .00 70 
39 19 17 AV4 .00 70 
9 20 SAI 02H .08 141 
14 20 MAI 02H -.06 141 
14 20 MAI 02H -.04 141 
29 20 SAI 02H -.03 141 
42 20 6 AVI .11 72 
11 21 MAI 04H -. 11 141 
11 21 MAI 04H -.07 141 
11 21 MAI 04H .07 141 
41 21 13 AV1 .00 70 
8 22 MAI 04H .05 141 
8 22 MAI 04H .06 141 
8 22 MAI 04H .07 141 
8 22 SAI 05H .02 139 
10 22 SAI 04H -.01 141 
15 22 MAI 03H -.08 141 
15 22 MAI 03H .01 141 
18 22 MAI 02H .04 141 
18 22 MAI 02H .08 141 
18 22 MAI 03H -.13 141 
18 22 MAI 03H -.12 141 
18 22 MAI 04H -.12 141 
18 22 MAI 04H -.06 141 
23 22 SAI 03H -.01 139 
13 23 MAI 03H -.05 141 
13 23 MAI 03H -.04 141 
13 23 MAI 03H .11 141 
13 23 MAI 04H .00 141 
13 23 MAI 04H .00 141 
22 23 MAI 02H -.15 141
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Tubes with Wall 
Thickness Reduction 

S/G-C

ROW COLUMN INDICATION LOCATION CAL NUMBER 
22 23 MAI 02H -.04 141 
22 23 MAI 02H .06 141 
23 23 SAI 02H -.05 141 
23 23 SAI 03H .05 163 
24 24 SAI 02H .01 139 
32 24 MAI 03H -.05 163 
32 24 MAI 03H -.03 163 
37 24 SAI 04H -.02 139 
15 25 MAI 03H -.10 141 
15 25 MAI 03H -.06 141 
21 26 SAI 03H -.14 141 
14 27 SAI 02H -.06 141 
29 27 MAI 03H -.14 141 
29 27 MAI 03H -.08 141 
29 27 SAI 02H -.12 141 
12 28 SAI 02H .07 141 
37 28 MAI 03H -.14 141 
37 28 MAI 03H .05 141 
37 28 MAI 03H .08 141 
37 28 SAI 03H -.23 141 
16 29 MAI 02H .00 141 
16 29 MAI 02H .06 141 
47 29 5 21C -.25 122 
37 30 MAI 04H .03 167 
20 31 SAI 04H -.03 141 
17 32 SAI 02H .01 141 
40 33 MAI 04H -.16 143 
40 33 MAI 04H -.03 143 
25 34 SAI 04H -.01 141 
27 34 SAI 02H -.16 143 
37 34 SAI 02H -.09 143 
37 34 SAI 04H -.08 143 
3 35 SAI 05H 32.47 157 

21 35 SAI 03H -.04 139 
24 35 SAI 04H -.03 141 
29 35 SAI 03H -.14 143 
30 35 SAI 04H -.10 143 
44 35 23 AV4 -.09 42 
44 35 SAI 02H .08 163 
39 36 MAI 03H -.17 143 
39 36 MAI 03H -.14 143 
39 36 MAI 03H .03 143 
39 36 MAI 03H .08 143
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Tubes with Wall 
Thickness Reduction 

S/G-C

ROW COLUMN INDICATION LOCATION CAL NUMBER 
25 37 MAI 03H -.15 143 
25 37 MAI 03H .02 143 
26 37 SAI 03H -.04 143 
30 37 SAI 02H -.05 143 
30 37 SAI 04H .05 163 
34 37 16 AV4 -.26 42 
36 37 SAI 04H -.17 163 
21 38 SAI 02H .02 143 
27 38 SAI 04H .07 143 
44 38 MAI 02H .01 143 
44 38 MAI 02H .05 143 
25 39 SAI 03H .00 143 
28 40 SAI 03H .05 143 
30 40 MAI 02H -.08 143 
30 40 MAI 02H -.02 143 
30 40 MAI 04H -.13 143 
30 40 MAI 04H -.07 143 
22 42 SAI 04H -. 01 143 
28 42 SAI 04H .00 143 
21 43 SAI 02H .09 143 
34 43 SAI 02H .06 163 
38 44 SAI 03H -.05 143 
39 44 MAI 03H -.12 163 
39 44 MAI 03H -.10 163 
26 45 SAI 04H .00 143 
39 45 MAI 03H -.14 143 
39 45 MAI 03H -.12 143 
27 46 SAI 02H .06 143 
28 46 SAI 04H -.18 143 
7 47 SAI 12C 1.01 118 

39 47 SAI 02H -.19 143 
26 48 MAI 02H -.06 143 
26 48 MAI 02H -.02 143 
26 48 SAI 03H .06 143 
31 49 SAI 02H .02 143 
39 49 SAI 04H -.09 143 
39 50 SAI 03H -.10 163 
25 51 MAI 04H -.23 143 
25 51 MAI 04H -.17 143 
26 51 MAI 03H -.18 143 
26 51 MAI 03H -.18 143 
17 52 SAI 04H .01 143 
25 52 SAI 03H -. 01 143
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Tubes with Wall 
Thickness Reduction 

S/G-C

ROW COLUMN INDICATION LOCATION CAL NUMBER 
35 52 SAI 03H .01 163 
26 53 SAI 04H -. 15 143 
40 53 MAI 04H -.23 163 
40 53 MAI 04H -.15 163 
23 54 SAI 02H -. 01 143 
27 54 MAI 02H -.18 143 
27 54 MAI 02H -.14 143 
27 54 SAI 04H -.07 143 
40 54 MAI 03H -.19 143 
40 54 MAI 03H -.17 143 
40 54 SAI 02H -.12 163 
40 54 SAI 04H -.07 163 
31 55 MAI 03H -.13 163 
31 55 MAI 03H -.08 163 
27 56 MAI 02H -.14 143 
27 56 MAI 02H -.08 143 
41 56 MAI 04H -.09 145 
41 56 MAI 04H .00 145 
23 57 SAI 02H .00 143 
24 57 SAI 02H -.19 143 
25 57 MAI 03H -.04 143 
25 57 MAI 03H .00 143 
25 57 SAI 02H -.20 143 
26 57 SAI 04H -.11 143 
37 57 SAI 03H -.06 163 
23 58 SAI 02H .00 145 
26 58 SAI 02H -.03 145 
33 58 SAI 03H -.01 145 
41 58 SAI 03H -.05 157 
3 59 MCI TSH -.16 95 
3 59 MCI TSH -.15 95 

44 59 25 AV1 .21 2 
37 63 MAI 03H -.10 163 
37 63 MAI 03H -.09 163 
41 63 SAI 04H -.05 145 
42 63 SAI 06H .02 157 
44 63 SAI 03H -.12 163 
10 64 SAI 20C 11.07 136 
19 64 SAI 04H -.07 145 
41 64 SAI 03H -.10 145 
41 64 SAI 04H -.08 145 
42 64 SAI 04H -.15 145 
29 65 SVI 07H 16.22 157
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Tubes with Wall 
Thickness Reduction 

S/G-C

ROW COLUMN INDICATION LOCATION CAL NUMBER 
39 65 SAI 05H .00 141 
41 65 MAI 03H -.15 163 
41 65 MAI 03H -.07 145 
41 65 MAI 03H -.06 145 
41 65 MAI 03H -.05 163 
41 65 SAI 04H -. 01 145 
45 65 SAI 03H .01 163 
17 66 SAI 03H .01 145 
36 66 MAI 02H -.14 145 
36 66 MAI 02H -.08 145 
39 66 SAI 03H -.02 145 
39 66 SAI 04H -.08 163 
45 66 SAI 03H .06 163 
16 68 SAI 02H .00 145 
23 68 SAI 02H -.03 145 
23 68 SAI 06H -.07 139 
24 68 SAI 04H -.16 145 
28 68 SAI 04H -.04 145 
17 69 MAI 02H .01 139 
17 69 MAI 02H .01 139 
17 69 MAI 03H .02 139 
24 69 SAI 03H -.09 145 
24 69 SAI 06H -.16 139 
27 69 MAI 02H -.05 145 
27 69 MAI 02H -.01 145 
28 69 SAI 03H -.05 145 
36 69 SAI 02H .04 145 
17 70 MAI 02H .03 139 
17 70 MAI 02H .08 139 
20 70 SAI 03H .05 145 
26 70 SAI 04H -.12 145 
35 70 SAI 04H -.10 163 
39 70 SAI 04H -.22 163 
24 71 SAI 03H -.09 139 
26 71 SAI 04H -.14 141 
29 71 SAI 02H -.12 145 
41 71 SAI 02H -.07 145 
7 72 MAI 01H 10.70 35 
7 72 MAI 01H 10.77 35 
16 72 SAI 02H .12 145 
23 72 SAI 03H .01 145 
20 73 SAI 02H .02 139 
21 73 SAI 04H .09 145
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Tubes with Wall 
Thickness Reduction 

S/G-C

ROW COLUMN INDICATION LOCATION CAL NUMBER 
24 73 SAI 02H .01 145 
24 73 SAI 04H -.02 145 
17 74 MAI 02H .06 139 
17 74 MAI 02H .10 139 
17 74 SAI 03H .14 145 
26 74 MAI 02H .00 145 
26 74 MAI 03H -.05 145 
26 74 MAI 03H -.02 145 
26 74 SAI 02H .03 145 
26 74 SAI 04H -.06 145 
39 74 SAI 21C 6.59 124 
43 74 SAI 02H .05 139 
43 74 SAI 03H -.01 163 
33 75 SAI 03H .00 145 
41 75 MAI 03H -.06 163 
41 75 MAI 03H -.03 163 
44 75 SAI 02H .10 139 
24 76 MAI 03H -.08 145 
24 76 MAI 03H -.07 145 
25 76 MAI 02H -.07 145 
25 76 MAI 02H -.06 145 
31 76 SAI 04H .01 163 
36 76 SAI 03H -.10 145 
20 77 SAI 03H .00 145 
22 77 SAI 03H .04 145 
24 77 SAI 03H .00 145 
25 77 SAI 03H -.01 145 
21 78 SAI 02H -.03 145 
21 78 SAI 03H -.03 145 
22 78 SAI 03H .01 145 
26 78 MAI 03H -.10 145 
26 78 MAI 03H -.03 145 
27 78 MAI 02H -.08 145 
27 78 MAI 02H -.02 145 
33 78 SAI 03H -.02 145 
37 78 SAI 02H .03 145 
37 78 SAI 03H .00 145 
16 79 SAI 03H 21.54 141 
19 79 MAI 02H .00 139 
19 79 MAI 02H .09 139 
24 79 SAI 04H -.08 145 
26 79 MAI 02H -. 04 145 
27 79 MAI 02H .00 145
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Tubes with Wall 
Thickness Reduction 

S/G-C

ROW COLUMN INDICATION LOCATION CAL NUMBER 
34 79 SAI 02H .03 163 
21 80 SAI 03H -.05 145 
27 80 SAI 04H -.09 145 
31 80 SAI 04H -.01 145 
34 80 SAI 03H -.02 145 
18 81 MAI 02H -.02 139 
18 81 MAI 02H .04 139 
27 81 SAI 03H .01 145 
30 81 SAI 04H -.14 145 
34 81 SAI 02H .04 139 
36 81 MAI 03H -.09 163 
36 81 MAI 03H -.02 163 
38 81 SAI 02H .03 145 
29 82 12 AV1 -.12 26 
36 82 SAI 03H .00 145 
37 82 MAI 03H -.02 167 
45 82 SAI 02H .11 163 
27 83 SAI 02H .02 145 
25 84 SAI 03H -.19 147 
18 85 SAI 02H -.05 147 
20 85 SAI 03H .00 147 
25 85 SAI 04H -.16 147 
28 85 MAI 03H -.18 147 
28 85 MAI 03H -. 17 147 
28 85 SAI 02H .11 147 
29 85 SAI 03H -.22 147 
17 86 MAI 02H -.12 147 
17 86 MAI 02H .08 147 
18 86 SAI 02H -.12 147 
24 86 SAI 03H -.17 147 
29 86 SAI 03H -.01 147 
25 87 SAI 03H -.16 147 
17 88 SAI 03H -.08 147 
18 88 SAI 03H -.12 147 
21 88 SAI 02H .00 139 
22 88 SAI 03H -.11 139 
23 88 SAI 03H -.04 147 
26 88 SAI 02H .03 147 
28 88 SAI 03H -.08 147 
36 88 MAI 03H -.06 163 
36 88 MAI 03H -.05 163 
22 89 SAI 02H -.10 147 
22 89 SAI 04H -.19 147
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Appendix D
Tubes with Wall 

Thickness Reduction

ROW COLUM 
27 89 
27 89 
28 89 
20 90 
20 90 
23 90 
23 90 
25 90 
25 90 
25 90 
33 90 
33 90 
34 90 
34 90 
36 90 
7 91 
15 91 
19 91 
22 91 
22 91 

23 91 
25 91 
25 91 

19 92 
19 92 
19 92 
22 92 
22 92 
22 92 
22 92 
23 92 
23 92 
24 92 
24 92 
27 92 
27 92 
29 92 

34 92 
34 92 
48 92 
48 92 

11 93 
32 93

S/G-C 

N INDICATION LOCATION 
SAI 02H -.22 
SAI 03H .01 

SAI 03H -.10 
SAI 02H -.10 
SAI 04H -.16 
SAI 03H .05 
SAI 04H -.18 
MAI 02H .00 
MAI 02H .00 
SAI 04H .03 
MAI 03H -.07 
MAI 03H -.06 
MAI 04H -.15 
MAI 04H -. 11 
SAI 03H -.05 
SAI 05H -.12 
SAI 03H -. 11 
SAI 04H -.03 
MAI 03H -.23 
MAI 03H -. 12 
SAI 02H -.04 
MAI 03H -.20 
MAI 03H .06 
MAI 02H -.14 
MAI 02H -.08 
MAI 02H .04 
MAI 04H -.19 
MAI 04H -.05 
MAI O5H -.08 
MAI 05H -.02 
MAI 02H -.14 
MAI 02H .00 
MAI 02H -.05 
MAI 02H -.04 
MAI 04H -.16 
SAI 03H -.17 
SAI 02H -.01 
MAI 02H -.11 
MAI 02H .02 
SA! TSH 1.33 SAI 

TSH 1.35 
SAI 02H .15 

SAI 15C 30.76

CAL NUMBER 

147 
147 
147 
147 
147 

147 
147 
147 
147 
147 
147 
147 
139 
139 
163 
139 
147 

147 
147 
147 
139 
147 
147 
147 
147 
147 
139 
139 
139 
139 
147 
147 
147 
147 
147 
147 
147 
147 
147 

65 
141 
147 
126
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Tubes with Wall 
Thickness Reduction 

S/G-C

ROW COLUMN INDICATION LOCATION CAL NUMBER 
48 93 SVI 22C .63 110 
14 94 SAI 02H .02 139 
15 94 SAI 02H -.06 147 
18 94 SAI 17C 29.08 126 
18 94 SAI 17C 32.41 126 
18 94 SAI 17C 33.28 126 
21 94 SAI 02H -.16 147 
22 94 SAI 02H -. 11 147 
22 94 SAI 03H -.08 147 
29 94 MAI 02H -.15 147 
29 94 MAI 02H -.12 147 
29 94 MAI 03H -.18 147 
29 94 MAI 03H -.06 147 
29 94 MAI 03H .10 147 
48 94 SAI TSC 1.29 118 
26 95 MAI 03H -.19 147 
26 95 MAI 03H -.01 147 
26 95 MAI 04H -.06 147 
26 95 MAI 04H -. 01 147 
15 96 SAI 02H -.10 147 
19 96 MAI 02H -.08 147 
19 96 MAI 02H -.02 147 
22 96 SAI 04H .14 147 
24 96 SAI 02H .07 147 
27 96 MAI 02H -.13 147 
27 96 MAI 02H -.13 147 
29 96 SAI 03H -.03 147 
32 96 SAI 02H .15 163 
4 97 SCI TSH -. 11 41 
15 97 SAI 02H -.05 163 
16 97 SAI 02H -.06 163 
10 98 MAI 02H -.02 147 
10 98 MAI 02H .04 147 
10 98 SAI 03H -.12 147 
16 98 MAI 02H -.27 147 
16 98 MAI 02H .05 147 
18 98 SAI 02H .03 147 
20 98 MAI 02H -.19 147 
20 98 MAI 02H -.04 147 
20 98 SAI 04H .06 139 
26 98 MAI 02H -.18 147 
26 98 MAI 02H -.16 147 
29 98 SAI 03H -.24 147
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Tubes with Wall 
Thickness Reduction 

S/G-C

ROW COLUMN INDICATION LOCATION CAL NUMBER 
17 99 MAI 02H -.07 147 
17 99 MAI 02H .04 147 
30 99 MAI 02H -.11 147 
30 99 MAI 02H .15 147 
11 100 SAI 02H .09 147 
17 100 SAI 03H .05 147 
22 100 MAI 02H -.10 147 
22 100 MAI 02H -.02 147 
23 100 MAI 02H -.15 147 
23 100 MAI 02H -.08 147 
14 101 SAI 03H -.05 147 
16 101 SAI 02H -.01 147 
17 101 MAI 02H -.05 147 
17 101 MAI 02H -.02 147 
20 101 SAI 04H .01 147 
33 101 MAI 03H -.25 147 
33 101 MAI 03H -.19 147 
33 101 MAI 03H -.03 147 
16 102 SAI 02H .09 147 
17 102 SAI 02H .02 147 
19 102 SAI 02H .02 163 
20 102 SAI 03H -.18 151 
21 102 SAI 02H -.15 151 
27 102 SAI 03H -.03 151 
30 102 SAI 04H -.15 151 
41 102 14 AVI -.14 20 
8 103 SAI 02H .04 147 

20 103 SAI 03H -.08 151 
24 103 SAI 03H .06 151 
28 103 SAI 04H -.08 151 
7 104 SAI 02H .02 139 

24 104 SAI 02H -.03 151 
25 104 MAI 03H -.14 151 
25 104 MAI 03H -.03 151 
28 104 SAI 04H -.03 151 
12 105 SAI 02H -.02 151 
23 105 SAI 02H -.06 139 
27 105 SAI 03H -.10 151 
18 106 SAI 02H .06 151 
20 106 MAI 02H -.03 139 
20 106 MAI 02H .10 139 
20 106 MAI 03H -. 12 151 
20 106 MAI 03H -. 11 151

D-10

Appendix D



Tubes with Wall 
Thickness Reduction 

S/G-C

D-1 I

Appendix D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
20 106 MAI 03H .05 151 
23 106 SAI 03H .02 151 
10 107 MAI 02H -.08 151 
10 107 MAI 02H .07 151 
19 107 SAI 03H .04 151 
11 108 MAI 02H .05 139 
11 108 MAI 02H .05 139 
13 108 SAI 02H -.06 151 
15 108 SAI 02H -.06 139 
18 108 SAI 02H -.04 151 
19 108 SAI 03H .02 151 
8 109 SAI 02H -.08 163 
9 109 SAI 02H .04 151 
16 109 SAI 02H .02 151 
8 110 SAI 02H .00 151 
11 110 SAI 02H .05 151 
12 110 SAI 02H -.07 151 
21 110 SAI 03H .05 151 
12 111 SAI 02H -.02 163 
18 112 SAI 02H -.06 151 
18 112 SAI 03H .00 151 
16 115 SVI 04H 18.40 141 
24 115 10 AVi .00 30 
22 116 16 AV1 .00 30 
10 119 SAI 02H -.03 151



Tubes with Wall 
Thickness Reduction 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
1 2 SAI 10H 7.23 39 
6 10 SAI 16C 2.52 118 
6 10 SCl 16C 3.50 118 

15 10 SAI 02H .03 143 
12 11 SAI 02H .10 143 
21 11 MAI 02H .00 143 
21 11 MAI 02H .11 143 
21 12 SAI 02H .03 143 
21 14 SAI 02H .03 143 
13 15 SAI 02H .03 143 
16 16 SAI 02H .00 143 
17 16 SAI 02H .08 143 
20 16 SAI 02H .10 143 
27 16 MAI 02H .00 143 
27 16 MAI 02H .03 143 
28 16 SAI 02H .04 143 
24 17 SAI 02H -.08 143 
26 17 SAI 02H .01 143 
30 17 SAI 02H -.02 143 
21 18 SAI 02H .01 143 
29 18 SAI 02H .04 143 
15 20 MAI 02H -.03 143 
15 20 MAI 02H .03 143 
23 20 SAI 02H -.06 143 
24 20 SAI 02H -.04 143 
27 20 SAI 02H .04 95 
30 20 SAI 02H -.03 143 
17 21 SAI 02H .06 143 
32 21 SAI 03H -. 11 143 
18 22 SAI 02H .03 143 
19 22 SAI 02H -.16 143 
20 22 MAI 02H -.02 143 
20 22 MAI 02H .00 143 
29 22 SAI 03H .01 143 
37 22 SAI 02H .06 143 
17 23 SAI 02H .03 143 
21 23 SAI 02H -.04 143 
21 24 MAI 02H -.04 143 
21 24 MAI 02H .00 143 
22 24 SAI 03H -.10 143 
23 24 SAI 02H .01 143 
25 24 SAI 02H -.02 143 
28 24 SAI 02H -.05 95
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Tubes with Wall 
Thickness Reduction 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
21 25 SAI 03H .06 95 
23 25 SAI 02H -.02 143 
36 25 SAI 02H .00 143 
14 26 SAI 02H -.02 143 
14 26 SAI 03H .08 143 
16 26 SAI 02H -.03 143 
17 26 SAI 02H -.06 143 
19 26 MAI 02H -.02 143 
19 26 MAI 02H -.02 143 
19 26 SAI 03H -.07 143 
23 26 SAI 02H -.08 143 
23 26 SAI 03H -.01 143 
24 26 SAI 02H -.06 95 
26 26 SAI 02H .01 129 
29 26 SAI 03H .09 129 
33 26 SAI 02H -.01 143 
34 26 SAI 02H -.08 143 
13 27 SAI 02H .04 143 
21 27 SAI 02H -.02 95 
21 27 SAI 03H .17 95 
22 27 SAI 02H -.02 143 
22 27 SAI 03H .08 143 
26 27 SAI 03H .06 143 
14 28 SAI 02H .00 143 
15 28 SAI 02H .02 143 
16 28 SAI 03H .08 143 
16 28 SAI 04H .09 143 
20 28 SAI 02H .01 129 
20 28 SAI 04H .06 143 
23 28 SAI 04H -.03 143 
27 28 MAI 04H -.02 129 
27 28 MAI 04H .01 129 
28 28 SAI 03H -.04 143 
29 28 SAI 02H -.02 143 
30 28 MAI 02H -.05 129 
30 28 MAI 02H -.02 129 
30 28 MAI 04H -.08 143 
30 28 MAI 04H -.02 143 
29 29 SAI 03H -.04 143 
34 29 SAI 02H .03 143 
16 30 SAI 02H -.13 143 
22 30 SAI 02H -.18 143 
27 30 SAI 03H .02 143
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Tubes with Wall 
Thickness Reduction 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
28 30 SAI 03H .03 143 
35 30 SAI 03H .01 143 
15 31 SAI 03H .09 143 
16 31 SAI 02H -.04 143 
18 31 SAI 02H -.10 143 
21 31 SAI 02H .06 5 
30 31 SAI 02H -.08 95 
30 31 SAI 03H -.10 15 
37 31 SAI 03H .10 143 
20 32 SAI 02H -.07 143 
22 32 MAI 02H -.03 143 
22 32 SAI 04H .10 143 
23 32 MAI 02H -.14 143 
23 32 MAI 02H -.09 143 
23 32 SAI 03H .06 143 
25 32 SAI 02H -.07 143 
19 33 MAI 03H -.22 143 
19 33 MAI 03H -.15 143 
19 33 SAI 02H -.08 143 
20 33 SAI 04H -.06 143 
22 33 SAI 03H .00 95 
24 33 SAI 03H .05 95 
26 33 SAI 02H -.04 143 
26 33 SAI 03H .03 143 
27 33 SAI 02H .02 143 
18 34 SAI 03H .00 143 
27 34 SAI 03H -.13 143 
29 34 SAI 02H -.03 143 
30 34 MAI 03H .01 143 
30 34 MAI 03H .01 143 
16 35 MAI 02H -.09 143 
16 35 MAI 02H .00 143 
17 35 MAI 03H -.10 143 
17 35 MAI 03H .02 143 
18 35 SAI 03H .02 143 
24 35 SAI 02H -.14 143 
25 35 MAI 03H -.08 143 
25 35 MAI 03H .01 143 
15 36 SAI 03H .06 143 
22 36 SAI 02H -.02 95 
29 36 SAI 03H .02 143 
19 37 SAI 03H .15 143 
23 37 SAI 04H .03 143
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Tubes with Wall 
Thickness Reduction 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
29 37 SAI 03H -.01 143 
17 38 SAI 03H -.04 143 
23 38 SAI 03H .05 143 
25 38 MAI 02H -.08 143 
25 38 MAI 02H -.05 143 
25 38 SAI 03H -.05 143 
18 39 SAI 02H .01 143 
19 39 SAI 02H .04 143 
22 39 MAI 02H -.04 143 
22 39 MAI 02H .12 143 
23 39 SAI 02H -.02 143 
25 39 SAI 02H .04 95 
25 39 SAI 03H .07 95 
32 39 SAI 02H .10 145 
32 39 SAI 02H .11 143 
38 39 SAI 03H -.09 145 
19 40 SAI 02H -. 01 145 
20 40 SAI 03H .00 145 
26 40 SAI 03H .12 95 
27 40 MAI 02H -.13 145 
27 40 MAI 02H .08 145 
27 40 SAI 03H -.04 145 
31 40 SAI 03H -.02 145 
19 41 SAI 03H .09 145 
25 41 SAI 03H .00 145 
26 41 SAI 02H .00 145 
26 41 SAI 03H -.02 145 
19 42 SAI 03H .12 145 
20 42 SAI 02H .12 145 
23 42 SAI 02H -.01 95 
24 42 SAI 03H .05 145 
29 42 SAI 02H -.06 145 
29 42 SAI 03H .05 145 
25 43 MAI 03H -.08 145 
25 43 MAI 03H .01 145 
25 43 SAI 02H .08 145 
37 43 7 AV4 .35 12 
20 45 SAI 02H .11 145 
24 45 SAI 05H .00 95 
27 45 MAI 02H -.07 95 
27 45 MAI 02H .03 95 
23 46 MAI 02H .07 145 
23 46 MAI 02H .13 145
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Tubes with Wall 
Thickness Reduction 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
23 46 SAI 03H -.02 145 
24 46 SAI 03H .08 95 
27 46 SAI 02H -.04 145 
27 46 SAI 03H .07 145 
41 46 21 AV2 .00 6 
41 46 26 AV3 .00 6 
22 47 MAI 02H -.03 145 
22 47 MAI 02H .05 145 
24 47 SAI 02H .14 95 
24 47 SAI 03H -.07 95 
25 47 SAI 02H .00 95 
25 47 SAI 03H .02 95 
29 47 SAI 03H -.01 145 
25 49 SAI 02H .04 145 
25 49 SAI 03H .11 145 
33 49 SAI 04H -.04 145 
26 50 SAI 03H .15 145 
28 50 SAI 03H -.04 145 
36 52 SAI 02H -. 11 97 
25 53 SAI 02H -.05 145 
30 54 MAI 03H -.06 145 
30 54 MAI 03H -.02 145 
35 54 SAI 03H .04 149 
18 55 SAI 02H -.01 145 
24 55 SAI 04H .06 145 
29 55 SAI 03H .10 145 
37 55 SAI 02H -.10 149 
37 55 SAI 03H -.08 149 
26 56 MAI 02H -.01 145 
26 56 MAI 02H .01 145 
26 56 SAI 03H .11 145 
26 56 SAI 04H .13 145 
26 56 SAI 05H .05 95 
30 56 SAI 04H -.01 145 
39 56 SAI 02H .09 149 
23 58 SAI 04H .05 145 
28 58 SAI 03H -.02 145 
44 58 14 AV2 -.03 2 
45 58 13 AV2 -.03 2 
45 58 18 AV3 -.06 2 
45 58 14 AV4 -.06 2 
41 59 14 AV2 .00 4 
43 59 16 AV1 .00 4
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Tubes with Wall 
Thickness Reduction 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
43 59 17 AV2 .00 4 
43 59 13 AV3 .00 4 
44 59 23 AV3 .00 4 
44 59 19 AV4 .00 4 
26 63 SAI 04H -.02 145 
29 63 MAI 02H -.07 145 
29 63 MAI 02H -.02 145 
27 64 SAI 04H -.07 145 
40 64 SAI 03H .00 23 
40 64 SAI 05H .03 23 
30 65 MAI 03H .06 145 
30 65 MAI 03H .08 145 
30 65 MAI 03H .08 145 
35 65 SAI 03H -.01 149 
26 66 SAI 03H -.12 145 
26 67 SAI 04H -.11 145 
36 67 MAI 03H .00 145 
36 67 MAI 03H .01 145 
24 68 SAI 04H -.02 129 
27 68 SAI 03H -.02 145 
40 68 SAI 02H -.02 145 
19 69 SAI 02H -.02 145 
23 69 SAI 04H -.06 145 
25 69 SAI 02H -.04 95 
33 69 SAI 03H -.04 95 
4 71 SCI TSH -.14 27 
15 71 SAI 02H -.03 145 
16 71 SAI 02H -.06 145 
18 71 MAI 03H -.17 145 
18 71 MAI 03H -.05 145 
23 71 SAI 02H .15 145 
24 71 SAI 04H -.06 95 
37 71 MAI 02H -.14 145 
37 71 MAI 02H -.13 145 
37 71 MAI 02H .07 145 
42 71 SAI 02H .00 145 
16 72 SAI 04H -.02 145 
23 72 SAI 02H -.08 145 
25 72 SAI 02H .00 95 
25 72 SAI 04H .00 145 
35 72 17 AV3 -.11 68 
41 72 SAI 02H .03 145 
14 73 SAI 02H .03 145
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Tubes with Wall 
Thickness Reduction 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
24 73 MAI 02H -.03 145 
24 73 MAI 02H .09 145 
35 74 25 AV3 .09 68 
41 74 SAI 02H -.04 145 
15 75 SAI 03H .01 145 
18 75 SAI 02H -.03 145 
30 75 MAI 04H .03 147 
30 75 SAI 03H -.05 145 
30 75 SAI 03H .00 147 
30 75 SAI 04H .04 153 
32 75 SAI 02H .02 21 
25 76 MAI 02H .00 147 
29 76 MAI 02H .01 147 
29 76 MAI 03H -.07 147 
29 76 MAI 03H .00 147 
19 77 SAI 03H .00 129 
23 78 SAI 03H -.02 95 
35 78 12 AV3 -.23 68 
35 78 SAI 03H -.07 147 
25 79 MAI 04H .02 147 
17 80 SAI 03H -.05 147 
22 81 MAI 03H -.08 147 
22 81 SAI 04H .01 147 
26 81 SAI 03H .03 147 
35 81 18 AV3 -.06 68 
38 81 MAI 03H -.09 147 
38 81 MAI 03H -.02 147 
35 82 SAI 17C 34.46 120 
47 82 4 19C -.22 114 
1 83 SAI 05H 19.92 99 

20 83 MAI 02H -.02 147 
20 83 SAI 03H -.01 147 
43 83 MAI 02H .06 147 
44 83 MAI 02H .00 147 
28 84 SAI 04H .00 147 
32 84 16 AV3 .00 70 
34 84 SAI 05H -.06 95 
40 84 16 AV2 .00 78 
40 84 32 AV3 .00 78 
19 85 MAI 03H .02 147 
21 85 SAI 03H .03 147 
26 85 SAI 02H -.10 147 
35 85 9 AV3 .00 68
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Tubes with Wall 
Thickness Reduction 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
42 85 MAI 02H .05 147 
43 85 SAI 02H .02 147 
29 86 SAI 02H -.01 147 
33 86 8 AV3 .06 68 
18 87 SAI 03H .00 147 
37 87 SAI 03H -.06 147 
17 88 SAI 03H .00 147 
28 88 MAI 02H -. 01 147 
35 88 SAI 03H -.06 147 
40 88 MAI 03H -.03 147 
16 89 SAI 04H -.03 147 
18 89 SAI 03H .03 147 
30 89 MAI 03H .02 147 
30 89 MAI 04H -.13 147 
38 89 MAI 02H -.02 147 
38 89 MAI 02H -.02 147 
42 89 MAI 03H -.09 147 
16 90 SAI 03H .01 147 
20 90 14 AV3 .00 66 
24 90 SAI 03H -. 01 147 
26 90 MAI 03H -.03 147 
30 90 SAI 02H -.08 147 
30 90 SAI 03H -.13 25 
41 90 16 AV2 -.40 76 
17 91 SAI 02H .03 147 
21 91 SAI 02H -.05 147 
21 91 SAI 05H -.08 95 
26 91 MAI 02H .00 147 
26 91 MAI 02H .01 147 
26 91 MAI 04H -.09 147 
26 91 MAI 04H -.08 147 
27 91 MAI 02H .01 147 
13 92 SAI 03H -.01 147 
15 92 MAI 03H -. 12 147 
26 92 MAI 02H .01 147 
22 93 MAI 02H .09 147 
24 93 MAI 02H .08 147 
14 94 SAI 02H -.04 147 
30 94 MAI 04H .05 147 
36 94 SAI 03H -.10 147 
18 95 MAI 03H -.02 147 
22 95 SAI 04H -.03 147 
13 96 SAI 03H .01 147
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Tubes with Wall 
Thickness Reduction 

S/G-D

ROW COLUMN INDICATION LOCATION CAL NUMBER 
21 97 MAI 03H -.15 147 
21 97 MAI 03H -.05 147 
18 99 SAl 02H -.09 147 
19 99 MAI 03H -.05 147 
19 99 MAI 03H .11 147 
17 100 SAI 03H -.09 147 
26 100 MAI 03H -.05 147 
16 102 SAI 02H .10 147 
21 102 MAI 03H -.11 147 
24 102 MAI 03H -.01 147 
12 103 SAI 03H .03 147 
13 103 MAI 02H .11 147 
19 103 MAI 03H -.05 147 
20 103 SAI 03H -.02 147 
23 104 SAI 02H -.05 147 
25 104 MAI 02H -.14 147 
25 104 MAI 02H -.12 147 
17 105 MAI 03H -.03 147 
17 105 MAI 03H -.01 147 
21 105 SAI 03H .01 147 
39 105 15 AV2 .00 78 
13 106 MAI 02H -.09 147 
28 106 MAI 02H .00 147 
12 107 SAI 02H -.03 147 
22 107 MAI 02H -.02 147 
9 108 MAI 02H .03 95 
9 108 MAI 02H .08 95 

16 108 SAI 02H .04 29 
17 108 SAI 02H -.07 95 
18 108 MAI 02H .09 147 
25 108 SAI 02H .02 147 
27 108 SCI TSH .30 73 
10 109 SAI 02H .07 95 
14 110 MAI 02H .03 147 
14 110 MAI 02H .13 147 
13 119 SAI TSH 2.08 75
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APPENDIX E

TUBES REMOVED FROM 

SERVICE PRIOR TO 

AND

DURING 2RE08
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APPENDIX F 

Owners Report for 

Inservice Inspection 

NIS-1 Form


