
Committed to Nuclear xceence Point Beach Nuclear Plant 
Operated by Nuclear Management Company, LLC

NRC 2001-040 10 CFR 50.4(b)(6) 
10 CFR 50.71(e)

June 27, 2001 

Document Control Desk 
U. S. Nuclear Regulatory Commission 
Mail Station P1-137 
Washington, DC 20555 

Ladies/Gentlemen: 

DOCKETS 50-266 AND 50-301 
PERIODIC UPDATING OF THE FINAL SAFETY ANALYSIS REPORT 
POINT BEACH NUCLEAR PLANT, UNITS 1 AND 2 

In accordance with the requirements of 10 CFR 50.71(e), Nuclear Management Company, LLC 

(NMC), licensee for Point Beach Nuclear Plant (PBNP), is submitting the June 2001 revision to 

the PBNP Final Safety Analysis Report (FSAR). As required by 10 CFR 50.4(b)(6), the original 

and ten (10) copies of this revision package are enclosed.  

Each package contains revised FSAR pages that are to be inserted in accordance with the 

accompanying instructions. This package includes page change instructions, list of effective 
pages, description of changes, and replacement FSAR pages. The package reflects changes 

made to the facility in accordance with the provisions of 10 CFR 50.59 since our last submittal 
dated June 23, 2000.  

Please contact us if you have any questions.  

Sincerely, 

, -4x"Y
Thomas J. Webb 
Licensing Director 

Enclosures 

cc: NRC Resident Inspector 
NRC Project Manager

NRC Regional Administrator

6590 Nuclear Road 0 Two Rivers, Wisconsin 54241 
Telephone: 920.755.2321
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(06/01)

Errata to Page Change Instructions

Remove the following pages:

Table 1.7-1 
Table 1.7-3

Insert the following pages:

Table 1.7-1 
Table 1.7-3

Note: These tables were not revised as part of the 2001 FSAR update, but are being re-issued 
because the tables in some manuals did not contain all information due to a copying error.
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TABLE 1.7-i 1 ", 

POINT BEACH NUCLEAR PLANT CALCULATED TOTAL ANNUAL GASEOUS RELEASES (Ci/yr)

AUXILIARY BUILDING VENT*

.Isotope

Ar-41 
Kr-83m 
Kr-85m 
Kr-85 
Kr-87 
Kr-88 
Kr-89 
Xe-1i31m 
Xe-1i33m 
Xe-1i33 
Xe-135m 
Xe-1i35 
Xe-1i37 
Xe-1i38 
1-131 
1-133 
Co-58 
Co-60 
Mn-54 
Fe-59 
Sr-89 
Sr-90 
Cs-1i34 
Cs-1i37 
C-14 
H-3

Total 
Total 
Total

Noble Gases 
lodines 
Particulates

Auxiliary 
Building 
Ventilation 

7.2E-01 
3.OE+00 
2.6E+00 
2.2E + 00 
6.4E+00 
2.0E-01 
1.8E-01 
1.4E+00 
5.6E+01 
5.6E-01 
7.2E+00 
3.8E-01 
1.8E+00 
7.4E-02 
1.0E-01 
1.2E-03 
5.4E-04 
3.6E-04 
1.2E-04 
2.6E-05 
4.OE-06 
3.6E-04 

* 6.OE-04 
1.6E+01 
7.7E+01

8.3E+01 
1.7E-01 
2.3E-03

Gas Decay 
Tank 
Effluent

7.2E+01 

3.1E+01

1.OE+02

Unit 1 and Unit 2 
Condenser Air 
Ejectors

3.2E-01 
1.6E+00 
1.6E+00 
8.OE-01 
3.1E+00 
2.5E-07 
1.1 E-01 
8.3E-01 
3.4E+01 
2.2E-02 
4.3E+00 
4.7E-06 
6.1E-02 
4.6E-02 
6.4E-02

4.7E+01 
1.1E-01

UNIT 1 CONTAINMENT PURGE VENT 
Unit 1 

Unit 1 Continuous 
Containment Containment 
Purge Ventilation

2.5E+01 
5.4E-02 
4.1 E-01 
1.7E+01 
1.3E-01 
6.3E-01 
9.8E-04 
7.3E-01 
1.6E+00 
1.4E+02 
1.OE-02 
1.7E+00 
2.1 E-03 
3.3E-02 
3.1E-03 
4.9E-04 
7.5E-04 
3.4E-04 
2.2E-04 
7.5E-05 
1.7E-05 
3.OE-06 
2.2E-04 
3.8E-04 

2.65E +02

1.9E+02 
3.8E-03 
2.OE-03

8.2E-03 
8.4E-02 
2.5E+00 
1.7E-02 
1.1E-01 
6.8E-05 
1.3E-01 
3.4E-01 
2.8E+01 
8.4E-04 
4.OE-01 
1.5E-04 
2.7E-03 
5.7E-04 
1.7E-04

1.

3.2E+01 
7.4E-04

UNIT 2 CONTAINMENT PURGE VENT 
Unit 2 

Unit 2 Continuous Gas Stipper 
Containment Containment Building 
Purgee- Ventilation Ventilation

2.5E+01 
5.4E-02 
4.1E-01 
1.7E+01 
1.3E-01 
6.3E-01 
9.8E-04 
7.3E-01 
1.6E+00 
1.4E+02 
1.OE-02 
1.7E+00 
2.1E-03 
3.3E-02 
3.1E-03 
6.9E-04 
7.5E-04 
3.4E-04 
2.2E-04 
7.5E-05 
1.7E-05 
3.OE-06 
2.2E-04 
3.8E-04 

2.65E+02 

1.9E+02 
3.8E-03 
2.OE-03

8.2E-03 
8.4E-02 
2.5E+00 
1.7E-02 
1.1 E-01 
6.8E-05 
1.3E-01 
3.4E-01 
2.8E+01 
8.4E-04 
4.OE-01 
1.5E-04 
2.7E-03 
5.7E-04 
1.7E-04

3.2E+01 
7.4E-04

2.3E-02 
1.1 E-01 
2.3E+00 
6.6E-02 
2.2E-01 
4.OE-03 
4.OE-02 
1.2E-01 
9.2E+00 
1.2E-02 
3.1E-01 
7.7E-03 
3.9E-02

1.2E+O1

TURBINE BUILDING 
ROOF EXHAUST 

Turbine Building 
Ventilation

1.23-04 
5.OE-04 
4.2E-04 
3.4E-04 
1.OE-03 
3.4E-05 
3.OE-05 
2.2E-04 
8.8E-03 
8.6E-05 
1.2E-03 
6.OE-05 
2.8E-04 
3.OE-03 
4.2E-03

1.3E-02 7.2E-03

Total Annual Releases

5.OE+01 1.2E+00 
5.7E + 00 
1.2E+02 
3.4E + 00 
1.1E+01 
2.1 E-01 
2.1E+00 
6.2E + 00 
4.7E + 02 
6.2E-01 
1.6E+01 
3.9E-01 
2.OE+00 
1.3E-01 
1.7E-01 
2.7E-03 
1.2E-03 
8.0E-04 
2.7E-04 
6.OE-05 
1.OE-05 
8.OE-04 
1.4E-03 
1.6E+01 
6.1E+02 

6.9E+02 
3.OE-01 
7.2E-03

* Unit 1 and 2 Auxiliary Building Ventilation Releases Include Drumming Area Vent Releases Since Exit Velocities and Locations are 

Essentially Identical.
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TABLE 1.7-3 
POINT BEACH NUCLEAR PLANT 

CALCULATED ANNUAL RELEASES BY SOURC

Isotope 
Br-83 
Br- 84 
Br-85 
1-130 
1-131 
1-132 
1-133 
1-134 
1-135 
Rb-86 
Rb-88 
Cs- 134 
Cs-136 
Cs- 137 
Cr-51 
Mn-54 
Fe-55 
Fe-59 
Co-58 
Co-60 
Sr-89 
Sr-90 
Sr-91 
Y-90 
Y-91m 
Y-91 
Y-93 
Zr-95 
Nb95 
Mo-99 
Tc-99m 
Ru- 103 
Ru- 106 
Rh-103m 
Rh- 106 
Te-125m 
Te-127m 
Te-127 
Te- 129m 
Te-129 
Te- 131m 
Te-131 
Te- 132 
Ba- 137m 
Ba- 140 
La-140 
Ce- 141 
Ce- 143 
Ce- 144 
Pr-143 
Pr-144 
Np-239 

Total

Steam 
Generator 
B Lowdown, 
Ea. Unit 
2.2E-03 
3.5E-04 
5.6E-06 
1.9E-03 
2.7E-01 
5.BE-02 
3.BE-01 
9.9E-03 
1.4E-01 
1.2E-04 
1.7E-02 
3.2E-02 
1.8E-02 
2.6E-02 
2.5E-03 
5.6E-04 
2.3E-03 
1.7E-03 
2.3E-02 
2.5E-03 
5.7E-04 
1.1E-05 
1.5E-04 
1.AE-05 
8.4E-05 
2.5E-03 
5.8E-05 
1. 1E-04 
I11E-04 
2.OE-01 
1.8E-01 
5.7E-05 
1.1E-05 
5.7E-05 
1.1E-05 
1.7E-05 
2.8E-04 
8.7E-04 
1.7E-03 
1.7E-03 
2.9E-03 
5.6E-04 
2.9E-02 
2.5E-02 
2.8E-04 
2.OE-04 
1.1 E-04 
2.9E-05 
5.6E-05 
5.7E-05 
5.6E-05 
1.7E-03 

1.44E+00

Lab. Drains 
Per Plant 
4.5E-09 
6.1E-12 
0.0 
2.6E-08 
1.5E-05 
1.3E-06 
7.7E -06 
1.8E-09 
1. 1E-06 
5.2E-09 
2.5E-12 
1.6E-06 
8.3E-07 
1.2E-06 
1.1E-07 
1.9E-08 
9.4E-08 
6.1E-08 
9.4E-07 
1.3E-07 
2.1E-08 
6.1E-10 
6.1E-09 
8.8E--10 
4.OE-09 
1.2E-07 
1.3E-09 
3.6E-09 
3.OE-09 
1.9E-05 
1.8E-05 
2.6E-09 
6.1E-10 
2.6E-09 
6.1E-10 
1 .7E-09 
1.7E-08 
2.2E-08 
8.3E-08 
5.4E-08 
7.2E-08 
1.3E-08 
1.2E-06 
1. 1E-06 
1.2E-08 
1. 1E-08 
4.1E-09 
1.2E-09 
2.OE-09 
3.OE-09 
2.OE-09 
4.6E-08 

6.99E-05

Sampt ing 
Drains 
Per Unit 
2.OE-07 
2.5E-10 
0.0 
1.2E-06 
6.2E-04 
5.8E-05 
3.5E-04 
7.7E-08 
4.7E-04 
2.3E-07 
I.1E-10 
7.2E-05 
3.5E-05 
5.3E-05 
4.BE-06 
8.2E-07 
4.2E-06 
2.6E-06 
4.1E-05 
5.3E-06 
9.1E-07 
2.6E-08 
2.6E-07 
3.8E-08 
1.8E-07 
5.3E-06 
5.8E-08 
1.6E-07 
1.3E-07 
8.2E-04 
7.7E-04 
1.2E-07 
2.6E-08 
1.2E-07 
2.6E-08 
7.7F-08 
7.2E-07 
9.6E-07 
3.7E-06 
2.4E-06 
3. 1E-06 
5.8E-07 
5.3E-05 
4.8E-05 
5.3E-07 
4.BE-07 
1.8E-07 
5.3E-08 
8.6E-08 
1.3E-07 
8.6E-08 
2.OE-06

Laundry and 
Shower Drains
Per Plant 
0.0 
0.0 
0.0 
0.0 
3.5E-06 
0.0 
0.0 
0.0 
0.0 
0.0 
0.0 
8.7E-07 
0.0 
1.6E-06 
0.0 
6.8E-08 
0.0 
0.0 
2.6E-07 
6.OE-07 
0.0 
0.0 
0.0 
0.0 
0.0 
0.0 
0.0 
9.3E-08 
1.3E-07 
0.0 
0.0 
9.3E-09 
1.6E-07 
8.7E-09 
1 .6E-07 
0.0 
0.0 
0.0 
0.0 
0.0 
0.0 
0.0 
0.0 
1.5E-06 
0.0 
0.0 
0.0 
0.0 
3.3E-07 
0.0 
3.3E-07 
0.0

:E (CiIvr�

Containment 
Sump Drains 
Ea. Unit 
2.3E-07 
2.9E-10 
0.0 
1.3E-06 
7.3E-04 
6.6E-05 
4.0E-04 
8.8E-08 
5.4E-05 
2.6E-07 
1.3E-10 
8.3E-05 
4.OE-05 
6.1E-05 
5.5E-06 
9.4E-07 
4.BE-06 
3.OE-06 
4.7E-05 
6.1E-06 
1.OE-06 
3.OE-08 
3.OE-07 
4.4E-08 
2.OE-07 
6.1E-06 
6.6E-08 
1.8E-07 
1.5E-07 
9.4E-04.  
8.8E-04 
1.3E-07 
3.OE-08 
1.3E-07 
3.OE-08 
8.8E-08 
8.3E-07 
1.1E-06 
4.2E-06 
2.7E-06 
3.5E-06 
6.6E-0O 
6.1E-05 
5.5E-05 
6.1E-07 
5.4E-07 
2.OE-07 
6.1E-08 
9.9E-08 
1.5E-07 
9.9E-08 
2.3E-06 

3.45E-03

Aux. Bldg.  
FLoor Drains 
Per Plant 
2.3E-07 
2.9E-10 
0.0 
1.3E-06 
7.2E-04 
5.5E-05 
4.OE-04 
8.BE-08 
5.4E-05 
2.6E-07 
1.3E-10 
8.3E-05 
4.OE-05 
6. 1E-05 
5.5E-06 
9.4E-07 
4.8E-06 
3.OE-06 
4.7E-05 
6. 1E-06 
1 OE-06 
3.OE-08 
3.OE-07 
4.4E-08 
2.OE-07 
6.1E-06 
6.6E-08 
1.8E-07 
1.5E-07 
9.4E-04 
8.8E-04 
1.3E-07 
3 .OE-08 
1 .3E-07 
3.DE-08 
8. BE-08 
8.3E-07 
1 .1E-06 
4.2E-06 
2.7E-06 
3.5E-06 
6.6E-07 
6.1E-05 
5.5E-05 
6.1E-07 
5.4E-07 
2.OE-07 
6.1E-08 
9.9E-08 
1.5E-07 
9.9E-08 
2.3E-06 

3.45E-03 1.19E-03 3.13E-04

Misc.  
Waste 
Per Plant 
7.BE-08 
1 .OE-10 
0.0 
4.6E-07 
2.5E-04 
2.3E-05 
1.4E-04 
3.OE-08 
1.9E-05 
9.1E-08 
4.4E-11 
2.9E-05 
1.4E-05 
2.1E-05 
1.9E-06 
3.2E-07 
1.7E-06 
1 .OE-06 
1.6E-05 
2.1E-06 
3.6E-07 
1. IE-08 
I .OE-07 
1.5E-09 
7.OE-08 
2.1E-06 
2.3E-08 
6.3E-08 
5.5E-08 
3.2E-04 
3.OE-04 
4.6E-08 
1.OE-08 
4.6E-08 
1.OE-08 
3.OE-08 
2.9E-07 
3.8E-07 
1.5E-06 
9.3E-07 
1.2E-06 
2.3E-07 
2.1E-05 
1.9E-05 
2.1E-07 
1.9E-07 
7.OE-08 
2.1E-08 
3.4E-08 
5.1E-08 
3.4E-08 
8.OE-07

Turb. Bldg.  
FLoor Drains, 
Ea. Unit 
0.0 
0.0 
0.0 
0.0 
2.OE-04 
4.9E-08 
1.4E-13 
0.0 
0.0 
3.8E-08 
0.0 
3.0E-05 
3.5E-06 
2.5E-05 
1.2E-06 
5.1E-07 
2.3E-06 
1. IE-06 
1.7E-05 
2.5E-06 
3.7E-08 
1. 1E-08 
0.0 
1.1E-08 
0.0 
1.8E-06 
0.0 
7.BE-08 
9.8E-08 
9.8E-08 
9.8E-08 
3.3E-08 
9.8E-09 
3.2E-08 
9.8E-09 
1.2E-08 
2.3E-07 
2.3E-07 
8.9E-07 
5.7E-07 
1.7E-13 
3.0E-14 
4.7E-08 
2.5E-05 
5.4E-08 
6.2E-08 
5.7E-08 
7.7E-15 
5.1E-08 
1.3E-08 
5. 1E-08 
2.5E-10

Secondary Side 
Sampl ing 
Per Plant 
0.0 
0.0 
0.0 
0.0 
3.OE-05 
7.5E-09 
2.6E-14 
0.0 
0.0 
5.9E-09 
0.0 
4.7E-06 
5.4E-07 
3.9E-06 
1.8E-07 
7.8E-08 
3.5E-07 
1.7E-07 
2.6E-06 
3.8E-07 
5.7E-09 
1.7E-09 
0.0 
1.7E-09 
0.0 
2.7E-07 
0.0 
1.2E-08 
1.5E-08 
1.5E-08 
1.5E-08 
5.1E-09 
1.5E-09 
5.DE-09 
1.5E-09 
1. BE- 09 
3.5E-08 
3.5E-08 
1,4E-07 
8.7E-08 
2.6E-14 
4.7E-15 
7.2E-09 
3.8E-06 
8.3E-09 
9.5E-09 
8.7E-09 
1.2E-15 
7.8E-09 
2.OE-09 
7.8E-09 
3.8E-11 

4.74E-05

TABLE 1.7-3

Reactor Coolant 
Letdown Each Unit 
0.0 
0.0 
0.0 
I .OE-09 
2.6E-04 
6.4E-07 
2.5E-06 
0.0 
5.4E-10 
9.9E-08 
0.0 
6.4E-05 
1.1E-05 
4.7E-05 
5.2E-07 
1.5E-07 
7.6E-07 
3.3E-07 
5.8E-06 
9.9E-07 
1.2E-07 
4.BE-09 
5.0E-12 
5.OE-09 
3.4E-12 
7.6E-07 
1.7E-12 
2.3E-08 
2.4E-08 
7.6E-06 
7.6E-06 
1 .4E-08 
4.6E-09 
1.4E-08 
4..6E-09 
1.OE-08 
1.2E-07 
1.1E-07 
4.3E-07 

.7E -07 
6.4E-09 
1.2E-09 
6A4E-07 
4.4E-05 
3.3E-08 
3. BE-08 
2.OE-08 
1.3E-10 
1.5E-08 
8.7E-09 
1.5E-08 
1.5E-08 

4.56E-04
3.43E-03 6.15E-06

Reactor Coolant 
Leakage Each Unit 
0.0 
0.0 
0.0 
7.3E-10 
1.BE-04 
4.5E-07 
1.8E-06 
0.0 
3.8E-10 
1.3E-08 
0.0 
8.6E-06 
1.6E-06 
6.5E-06 
3.7E-07 
I .OE-07 
5.3E-07 
2.3E-07 
4.1E-06 
6.9E-07 
8.6E-08 
3.4E-09 
3.5E-12 
3.5E-09 
2.4E-12 
5.3E-07 
1.2E-12 
1.6E-08 
1.7E-08 
5.3E-06 
5.3E-06 
9.BE-09 
3.2E-09 
9.8E-09 
3.2E-09 
7.3E-09 
8.2E-08 
7.8E-08 
3.OE-07 
1.9E-07 
4.5E-09 
8.2E-10 
4.5E-07 
6.1 E-06 
5.7E-08 
2.7E-08 
1.4E-08 
9.4E-11 
1 .OE-08 

6.1E-09 
1-.OE-08 
1.OE-08 

2.24E-04
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Page Change Instructions

Remove the followin2 Pares: Insert the followin2 pares:

(6/00) List of Effective Pages (pages 1-29) 

(6/00) Description of Changes (pages 1-41) 

Table of Contents (pages i- I - 45) 

1.2-1 - 1.2-4 
1.2-8 (Figure 1.2-4) 
1.2-11 (Figure 1.2-7) 

1.4 (Entire section)

3.1-1 - 3.1-14

3.2 (Entire section) 
3.3 (Entire section) 
3.4 (Entire section) 

4.1 (Entire section) 
4.2 (Entire section) 
4.3 (Entire section) 
4.4 (Entire section) 

5.1-1 - 5.1-79 
5.1-83 - 5.1-88 
5.1-94 
5.1-103 
5.1-106 
5.1-108 - 5.1-113 

Figure 5.2-9 
Figure 5.2-35-2 
Figure 5.2-36-2 
Figure 5.2-39-2 
Figure 5.2-40-2 
Figure 5.2-43-2 
Figure 5.2-44-2 
Figure 5.2-47-2 
Figure 5.2-48-2

(6/01) List of Effective Pages (pages 1-29) 

(6/01) Description of Changes (pages 1-47) 

Table of Contents (pages i-I - 46) 

1.2-1 - 1.2-4 
1.2-8 (Figure 1.2-4) 
1.2-11 (Figure 1.2-7) 

1.4-1 - 1.4-29

3.1-1 - 3.1-12 

3.2-1 - 3.2-130 
3.3-1 - 3.3-4 
3.4-1 - 3.4-18 

4.1-1 - 4.1-23 
4.2-1 - 4.2-34 
4.3-1 - 4.3-9 
4.4-1 - 4.4-13 

5.1-1 - 5.1-79 
5.1-83 - 5.1-88 
5.1-94 
5.1-103 
5.1-106 
5.1-108 - 5.1-113 

Figure 5.2-9 
Figure 5.2-35-2 
Figure 5.2-36-2 
Figure 5.2-39-2 
Figure 5.2-40-2 
Figure 5.2-43-2 
Figure 5.2-44-2 
Figure 5.2-47-2 
Figure 5.2-48-2
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Page Change. Instructions

Remove the following pages:

Figure 5.3-1 Sh 2 
Figure 5.3-1 Sh 3 
Figure 5.3-1 Sh 4

5.5-1

Insert the following pages:

Figure 5.3-1 Sh 2 
Figure 5.3-1 Sh 3 
Figure 5.3-1 Sh 4

5.5-1

5.6 (Entire section) 5.6-1 - 5.6-31

6.0-1 6.0-1

6.1 (Entire section) 
6.2 (Entire section) 
6.3 (Entire section) 
6.4 (Entire section) 
6.5 (Entire section) 

7.1 (Entire section) 
7.2 (Entire section) 
7.3 (Entire section) 

7.5 (Entire section) 
7.6 (Entire section) 

8.0 (Entire section) 
8.1 (Entire section) 

8.6 (Entire section) 
8.7 (Entire section) 
8.8 (Entire section)

Figure 8-3 
Figure 8-4 
Figure 8-5 
Figure 8-6 
Figure 8-7 
Figure 8-11 
Figure 8-12 
Figure 8-14

9-i 
9.0 (Entire section)

9.1-1 - 9.1-10 (Do NOT remove Figure 9.1-2)

6.1-1 - 6.1-7 
6.2-1 - 6.2-53 
6.3-1 - 6.3-19 
6.4-1 - 6.4-28 
6.5-1 - 6.5-11 

7.1-1 - 7.1-10 
7.2-1 - 7.2-44 
7.3-1 - 7.3-21 

7.5-1 - 7.5-20 
7.6-1 - 7.6-26 

8.0-1 - 8.0-5 
8.1-1 - 8.1-6 

8.6-1 - 8.6-6 
8.7-1 - 8.7-7 
8.8-1 - 8.8-10 

Figure 8-3 
Figure 8-4 
Figure 8-5 
Figure 8-6 
Figure 8-7 
Figure 8-11 
Figure 8-12 
Figure 8-14 

9-i 
9.0-1 - 9.0-2 

9.1-1 - 9.1-10
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Page Change Instructions 

Remove the following pages: Insert the following pages: 

9.2 (Entire section) 9.2-1 - 9.2-7 
9.3 (Entire section) 9.3-1 - 9.3-39 
9.4 (Entire section) 9.4-1 - 9.4-13 

9.6 (Entire section) 9.6-1 - 9.6-16 

9.8 (Entire section) 9.8-1 - 9.8-9 
9.9 (Entire section) 9.9-1 - 9.9-12 

Figure 9.10-1 Figure 9.10-1 
Figure 9.10-2 Figure 9.10-2 
Figure 9.10-4 (Note: There is no Figure 9.10-3) Figure 9.10-4 

9.11 (Entire section) 9.11-1 - 9.1-11 

10.1 (Entire section) 10.1-1 - 10.1-46 

10.2-1 (Entire Section) 10.2-1 - 10.2-8 

Table 11.0-3 (deleted per FCR 99-009) (no insert provided) 

11.1 (Entire Section) 11.1-1 - 11.1-20 

Figure 11.2-1 Sh 1 Figure 11.2-1 Sh 1 
Figure 11.2-1 Sh 2 Figure 11.2-1 Sh 2 
Figure 11.2-1 Sh 3 Figure 11.2-1 Sh 3 
Figure 11.2-2 Figure 11.2-2 
Figure 11.2-3 Sh 1 Figure 11.2-3 Sh 1 
Figure 11.2-3 Sh 2 Figure 11.2-3 Sh 2 

11.4 (Entire section) 11.4-1 - 11.4-20 
11.5 (Entire section) 11.5-1 - 11.5-28 
11.6 (Entire section) 11.6-1 - 11.6-20 

12.2 (Entire section) 12.2-1 - 12.2-4 

12.6 (Entire section) 12.6-1 - 12.6-2 

12.8-1 12.8-1 - 12.8-2 

14.0 (Entire section) 14.0-1 - 14.0-16
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Page Change Instructions

Remove the following pages: 

14.1.1 (Entire section) 
14.1.2 (Entire section) 
14.1.3 (Entire section) 
14.1.4 (Entire section) 
14.1.5 (Entire section) 
14.1.6 (Entire section) 
14.1.7 (Entire section) 
14.1.8 (Entire section) 
14.1.9 (Entire section) 
14.1.10 (Entire section) 
14.1.11 (Entire section) 

14.2.1 (Entire section) 

14.2.4 (Entire section) 
14.2.5 (Entire section) 
14.2.6 (Entire section) 

14.3.1 (Entire section) 
14.3.2 (Entire section) 
14.3.3 (Entire section) 
14.3.4 (Entire section) 

App. A.5 (Entire section) 

App. 1.2 (Entire Section) 

App. T(Entire section)

Insert the following pages: 

14.1.1-1 - 14.1.1-8 
14.1.2-1 - 14.1.2-17 
14.1.3-1 - 14.1.3-4 
14.1.4-1 - 14.1.4-14 
14.1.5-1 - 14.1.5-6 
14.1.6-1 - 14.1.6-2 
14.1.7-1 - 14.1.7-19 
14.1.8-1 - 14.1.8-26 
14.1.9-1 - 14.1.9-11 
14.1.10-1 - 14.1.10-16 
14.1.11-1 - 14.1.11-15 

14.2.1-1 - 14.2.1-7 

14.2.4-1 - 14.2.4-15 
14.2.5-1 - 14.2.5-37 
14.2.6-1 - 14.2.6-19 

14.3.1-1 - 14.3.1-31 
14.3.2-1 - 14.3.2-42 
14.3.3-1 - 14.3.3-10 
14.3.4-1 - 14.3.4-43 

A.5-i, A.5-1 - A.5-38 

1.2-1 - 1.2-8 

T-1 - T-4
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