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Amendment 42 to the PNPS I license was issued on May 12, 1980 with,.a page 
omission. Enclosed is page 5a to the PNPS Technical Specifications.  
The approval and associated safety evaluation was issued in Amendment 42 
(pg. 18 of SE).  

Sincerely, 

T. ý. IP°•

Thomas A. Ippolito, Chief 
Operating Reactors Branch #2 
Division of Licensing

Enclosure: 
As stated 
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See next page 
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UNITED STATES 

0, NUCLEAR REGULATORY COMMISSION 
C •WASHINGTON, D. C. 20555 

March 4, 1981 

Docket No. 50-293 

Mr. A. Victor Morisi, Manager 
Nuclear Operations Support Dept.  
Boston Edison Company 
M/C Nuclear 
800 Boylston Street 
Boston, Massachusetts 02199 

Dear Mr. Morisi: 

SUBJECT: AMENDMENT 42 TO DPR-35 (APPENDIX A) 

Amendment 42 to the PNPS I license was issued on May 12, 1980 with a page 
omission. Enclosed is page 5a to the PNPS Technical Specifications.  
The approval and associated safety evaluation was issued in Amendment 42 

(pg. 18 of SE).  

Sincerely, 

ThomasV Ippolito, Chief 
Operating Reactors Branch #2 
Division of Licensing 

Enclosure: 
As stated 

cc w/encl: 
See next page



1.0 DEFINITIONS (Cont'd) 

U. Surveillance Frequency - Unless otherwise stated in these specifica

tions, periodic surveillance tests, checks, calibrations, and 

examinations shall be performed, within the specified surveillance 
intervals. These intervals may be adjusted plus 25%. The total 

maximum coml .'ed interval time for any three consecutive tests shall 

not exceed 3.25 times the specified interval. The operating cycle 
interval is considered to be 18 months and the tolerances stated 
above are applicable.  

V. Surveillance Interval - The surveillance interval is the calendar 

time between surveillance tests, checks, calibrations, and 
examinations to be performed upon an instrument or component when 
it is required to be operable. These tests may be waived when 
the instrument, component, or system is not required to be 

operable, but the instrument, component, or system shall be tested 

prior to being declared operable.  

W. Fire Suppression Water System - A fire Suppression Water System shall 

consist of: a water source(s); gravity tank(s) or pump(s); and dis

tribution piping with associated sectionalizing control or isolation 
valves. Such valves shall include hydrant post indicator valves and 
the first valve ahead of the water flow alarm device on each sprinkler, 

hose standpipe or spray system riser.  

X. Staggered Test Basis - A Staggered Test Basis shall consist of: (a) a 

test schedule for n systems, subsystems, trains, or other designated 
components obtained by dividing the specified test interval into n 
equal subintervals; (b) the testing of one system, subsystem, train or 

other designated components at the beginning of each subinterval.  
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Amendment No. 42



Mr. A. Victor Morisi 
Boston Edison Company 

cc: 

Mr. Richard D. Machon 
Pilgrim Station Manager 
Boston Edison Company 
RFD #1, Rocky Hill Road 
Plymouth, Massachusetts 02360 

Henry Herrmann, Esquire 
Massachusetts Wildlife Federation 
151 Tremont Street 
Boston, Massachusetts 02111 

Plymouth Public Library 
North Street 
Plymouth, Massachusetts 02360 

Resident Inspector 
c/o U. S. NRC 
P. 0. Box 867 
Plymouth, Massachusetts 02360
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