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UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, DC 20555 - 0001 

EA-00-179 
EA-01-033 

Mr. John Groth 
Senior Vice President - Nuclear Operations 
Consolidated Edison Company of 

New York, Inc.  
Indian Point 2 Station 
Broadway and Bleakley Avenue 
Buchanan, NY 10511 

SUBJECT: CONSOLIDATED EDISON RESPONSE, DATED JANUARY 19,2001 TO THE 
NOTICE OF VIOLATION ISSUED BY THE NRC ON NOVEMBER 20,2000, 
CONCERNING INDIAN POINT 2 

This refers to your letter, dated January 19, 2001, from Mr. J. Baumstark, in response to the 
Notice of Violation issued by the NRC on November 20, 2000 for a violation that occurred at 
Indian Point 2. The violation involved failures in your corrective action program during 1997 
steam generator inspections. NRC determined that Con Edison did not adequately account for 
conditions that adversely affected the detectability of, and increased the susceptibility to, tube 
flaws in the steam generators.  

In your January 19 response, you denied that the violation occurred. As a basis for the denial, 
you contended that the 1997 steam generator tube inservice examination at Indian Point 2 was 
conducted in accordance with the industry guidelines and requirements applicable at the time.  
You noted that the NRC inspection report, upon which the Notice of Violation was based, does 
not reference any requirement, industry standard, benchmark, or guidance that was not met in 
1997 which could have led to a failure to detect Primary Water Stress Corrosion Cracking 
(PWSCC) tube flaws. You also provided several affidavits prepared by individuals with 
experience in steam generator inspection and eddy current testing, which you attest found your 
performance to be acceptable.  

The NRC has carefully reviewed and considered your response, including the bases that you
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provided for denial of the violation. Based on our review, we have concluded that no additional 
information was presented that would alter the NRC's conclusion that a violation of 10 CFR 50, 
Appendix B, Criterion XVI existed. Your response and the associated affidavits contain a 
number of statements in which the NRC and Con Edison are not in agreement. We do not 
intend to address each of these points, because many of these issues have been previously 
discussed with your staff during the NRC special inspection and subsequent meetings, including 
the regulatory conference conducted on September 26, 2000.  

Regarding your denial of the violation, 10 CFR 50, Appendix B. Criterion XVI, requires in part, 
that significant conditions adverse to quality be evaluated and actions taken to prevent 
recurrence. This regulation recognizes that prescriptive requirements cannot be written for 
every condition that may be encountered, particularly in the case of plant specific conditions.  
Therefore, when such conditions are encountered, licensees must take actions that are 
commensurate with the significance of the conditions. Criterion XVI to 10 CFR 50 Appendix B 
requires conditions adverse to quality be promptly identified and corrected. Notwithstanding 
your position regarding industry standards, the NRC maintains that the results of your 1997 
inspection provided you a reasonable opportunity to take corrective actions to preclude your 
failure to identify existing flaws. As documented in NRC inspection report 50-247/2000-010, 
Con Edison encountered significant eddy current test signal interference (i.e. high noise), tube 
restriction in the upper support plate of the low row tubes that indicated the potential for 
hourglassing, and a PWSCC indication in the apex of a low row tube during the 1997 steam 
generator inspections. Based on industry information, Con Edison should have recognized that 
these conditions were significant and adversely affected the detectability of, and increased 
susceptibility to, PWSCC at the apex of low row u-bends. The NRC continues to maintain that, 
despite opportunities, Con Edison did not recognize and take appropriate corrective actions to 
adequately evaluate and account for these conditions.  

The NRC believes that the high signal noise in areas susceptible to PWSCC (i.e., the low row u
bends) should have been accounted for in the inspection program. Adjustments could have 
been made to perform a more in-depth interrogation of available data associated with those 
susceptible areas or, if conditions prevented the detection of flaws, actions could have been 
taken to simply plug the potentially affected tubes. These adjustments, as well as others that 
may have been necessary to support a full cycle of operation, were not considered in 1997, 
although the NRC considers that it was both necessary and reasonable for you to have done so 
given these factors. Therefore, the NRC has concluded that your evaluation of these conditions 
and corrective actions at the time were not adequate, and that the violation remains as cited in 
the Notice.  

Although you denied the violation, your letter acknowledged that weaknesses exist in your 
corrective action program and that initiatives to improve the program are being taken. In 
addition, you indicate that the measures developed for monitoring the program's effectiveness
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have shown some improvement While the NRC acknowledges that some improvements have 
been made, NRC inspection (including the recently conducted 95003 inspection) has noted that 
continuing challenges to overall program effectiveness remain. These challenges include the 
timeliness of implementing corrective actions, the quality of corrective action reviews, and the 
initiation of condition reports upon discovery of adverse trends. Therefore, continued attention 
to the corrective action program is needed as part of your station performance improvement 
plan. The NRC's follow-up to this issue will focus on your corrective actions. Planning for these 
inspections will be finalized during the reactor oversight program year-end assessments in 
April 2001.
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No response to this letter is required. In accordance with 10 CFR 2.790 of the NRC's "Rules of 
Practice," a copy of this letter and its attachment will be available electronically for public 
inspection in the NRC Public Document Room or from the Publicly Available Records (PARS) 
component of NRC's document system (ADAMS). ADAMS is accessible from the NRC Web site 
at http:ltwww.nrc.gov/NRC/ADAMSrindex.html (the Public Electronic Reading Room).  

Sincerely, 

R. W. Borchardt, Director 
Office of Enforcement 

cc: 
A. Alan Blind, Vice President - Nuclear Power 
J. Baumstark, Vice President, Nuclear Power Engineering 
J. McCann, Manager, Nuclear Safety and Licensing 
B. Brandenburg, Assistant General Counsel 
C. Faison, Licensing, Entergy Nuclear Operations, Inc.  
J. Ferrick, Operations Manager 
C. Donaldson, Esquire, Assistant Attorney General, New York Department of Law 
P. Eddy, Electric Division, Department of Public Service, State of New York 
T. Rose, NFSC Secretary 
F. William Valentino, President, New York State Energy Research 
and Development Authority 

J. Spath, Program Director, New York State Energy Research 
and Development Authority 

The Honorable Sandra Galef, NYS Assembly 
County Clerk, West Chester County Legislature 
A. Spano, Westchester County Executive 
R. Bondi, Putnam County Executive 
C. Vanderhoef, Rockland County Executive 
J. Rampe, Orange County Executive 
T. Judson, Central NY Citizens Awareness Network 
M. Elie, Citizens Awareness Network 
D. Lochbaum, Nuclear Safety Engineer, Union of Concerned Scientists 
J. Riccio, Public Citizen's Critical Mass Energy Project 
M. Mariotte, Nuclear Information & Resources Service 
E. Smeloff, Pace University School of Law
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DDambly, OGC 
LChandler, OGC 
HMiller, RI 
SCollins, NRR 
EAdensam, NRR 
WScott, NRR 
JWilcox, NRR 
TFrye, NRR 
GWunder, NRR 
MGamberoni, NRR 
BSheron, NRR 
Treis, NRR 
JShea, RI EDO Coordinator 
Enforcement Coordinators 

RII, Rill, RIV 
BBeecher, OPA 
PLohaus, OSTP 
DScrenci/NSheehan, PAO-RI 
WLanning/BHolian, DRS 
PEselgroth, DRP 
SBarber, DRP 
LHarrison, DRP 
Resident Inspector, Indian Point 2 
BFewell, ORA 
DHolody, ORA 
Rurban, ORA 
RJunod, DRP 

DOCUMENT NAME: S:\Enf-AIIg\Enforcement\lP2-denial-Revl2.wpd 
After declaring this document "An Official Agency Record" it will be released to the Public.  
To receive a copy of this document, indicate in the box: "C" = Copy without attachment/enclosure "E" = 
Copy with attachment/enclosure "N" = No copy 
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