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Mr. William 0. Parker, Jr.  
Vice President - Steam Production 
Duke Power Company 
P. 0. Box 33189 
422 South Church Street 
Charlotte, North Carolina 28242 

Dear Mr. Parker:

The Commission has issued the enclosed Amendments NOs.108 * 108 , and 
105 for Licenses Nos. DPR-38, DPR-47 and DPR-55 for the Oconee Nuclear 
Station, Units Nos. 1, 2 and 3. These amendments consist of changes 
to the Station's common Technical Specifications (TSs) in response to 
your request dated March 8, 1982.  

These amendments revise the TSs to reinstate the heatup and cooldown 
curves for Unit I which had been revised by License Amendments Nos.  
107, 107 and 104 which were issued on February 22, 1982.

Copies of the Safety Evaluation 
enclosed.

Enclosures: 
1. Amendment No. 1 08 
2. Amendment No. 108 
3. Amendment No. 105 
4. Safety Evaluation 
5. Notice

and the Notice of Issuance are also 

Sincerely, 

Philip C. 0agner, Project Manager 
Operating Reactors Branch #4 
Division of Licensing

to DPR-38 
to DPR-47 
to DPR-55

cc w/enclosures: 
See next page
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Duke Power Company

cc w/enclosure(s): 

Mr. William L. Porter cc w/enclosure(s) & incoming dtd.: 
Duke Power Company 3/8/62 
P. 0. Box 33189 
422 South Church Street Office of Intergovernmental Relations 
Charlotte, North Carolina 28242 116 West Jones Street 

Raleigh,.North Carolina 27603 
Oconee County Library 

501 West Southbroad Street 
Walhalla, South Carolina 29691 

Honorable James M. Phinney 
County Supervisor of Oconee County 
Walhalla, South Carolina 29621 

Mr. James P. O'Reilly, Regional Administrator 
U. S. Nuclear Regulatory Commission, Region II 
101 Marietta Street, Suite 3100 
Atlanta, Georgia 30303 

Regional Radiation Representative 
EPA Region IV 
345 Courtland Street, N.E.  
Atlanta, Georgia 30308 

William T. Orders 
Senior Resident Inspector 
U.S. Nuclear Regulatory Commission 
Route 2, Box 610 
Seneca, South Carolina 29678 

Mr. Robert B. Borsum 
Babcock & Wilcox 
Nuclear Power Generation Division 
Suite 220, 7910 Woodmont Avenue 
Bethesda, Maryland 20814 

Manager, LIS 
NUS Corporation 
2536 Countryside Boulevard 
Clearwater, Florida 33515 

J. Michael McGarry, III, Esq.  
DeBevoise & Liberman 
1200 17th Street, N.W.  
Washington, D. C. 20036
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$0 UNITED STATES 

A- NUbtEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

"DUKE POWER COMPANY 

DOCKET NO. 50-269 

OCONEE NUCLEAR STATION, UNIT NO. 1 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 108 

License No. DPR-33 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Duke Power Company (the licensee) dated 
March 8, 1982, complies with the standards and requirements of the 
Atomic Energy Act of 1954, as amended (the Act), and the Commission's 
rules and regulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, the pro

visions of the Act, and the rules and regulations of the Commission; 

C. There is reasonable assurance (i) that the activities authorized by this 

amendment can be conducted without endangering the health and safety of 

the public, and (ii) that such activities will be conducted in compliance 
with the Commission's regulations, 

D. The issuance of this amendment will not be inimical to the common defense 

and security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of the 

Commission's regulations and all applicable requirements have been satis
fied.  

2. Accordingly, the license is amended by changes to the Technical Specifications 
as indicated in the attachment to this license amendment and paragraph 3.3 of 
Facility Operating License No. DPR- 38 is hereby amended to read as follows: 

3.B Technical Specifications 

The Technical Specifications contained in Appendices A and B, as 
revised through Amendment No. 108are hereby incorporated in the 
license. The licensee shall operate the facility in accordance 
with the Technical Specifications.  
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3. This license amendment is effective as of the date of its issuance.

FOR THE NUCLEAR

n F. Stolz, Chief' 
rating Reactors Branch #4 
'ision of Licensing

Attachment: 
Changes to the Technical 

Specifications 

Date of Issuance: March 16, 1982
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NLtrcLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 
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DUKE POWER COMPANY 

DOCKET NO. 50-27n 

OCONEE NUCLEAR STATION, UNIT NO. 2 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 108 
License No. DPR-47 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Duke Power Company (the licensee) dated 
March 8, 1982, complies with the standards and requirements of the 
Atomic Energy Act of 1954, as amended (the Act), and the Commission's 
rules and regulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, the pro
visions of the Act, and the rules and regulations of the Commission; 

C. There is reasonable assurance (i) that the activities authorized by this 
amendment can be conducted without endangering the health and safety of 
the public, and (ii) that such activities will be conducted in compliance 
with the Commission's regulations

D. The issuance of this amendment will not be inimical to the common defense 
and security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of the 
Commission's regulations and all applicable requirements have been satis
fied.  

2. Accordingly, the license is amended by changes to the Technical Specifications 
as indicated in the attachment to this license amendment and paragraph 3.B of 
Facility Operating License No. DPR-47 is hereby amended to read as follows: 

3.B Technical Specifications 

The Technical Specifications contained in Appendices A and B, as 
revised through Amendment No. 108 are hereby incorporated in the 
license. The licensee shall operate the facility in accordance 
with the Technical Specifications.
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3. This license amendment is effective as of the date of its issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Jo h~ F. Stolz, Chief .  
Op erating Reactors Branch #4 

1' ision of Licensing 

Attachment: 
Changes to the Technical 

Specifications 

Date of Issuance: March 16, 1982
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WASHINGTON, D. C. 20555 

DUKE POWER COMPANY 

DOCKET NO. 50-287 

OCONEE NUCLEAR STATION, UNIT NO. 3 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 105 
License No. DPR-55 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Duke Power Company (the licensee) dated 
March 8, 1982, complies with the standards and requirements of the 
Atomic Energy Act of 1954, as amended (the Act), and the Commission's 
rules and regulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, the pro
visions of the Act, and the rules and regulations of the Commission; 

C. There is reasonable assurance (i) that the activities authorized by this 
amendment can be conducted without endangering the health and safety of 
the public, and (ii) that such activities will be conducted in compliance 
with the Commission's regulations: 

D. The issuance of this amendment will not be inimical to the common defense 
and security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of the 
Commission's regulations and all applicable requirements have been satis
fied.  

2. Accordingly, the license is amended by changes to the Technical Specifications 
as indicated in the attachment to this license amendment and paragraph 3.B of 
Facility Operating License No. DPR- 5 5 is hereby amended to read as follows: 

3.B Technical Specifications 

The Technical Specifications contained in Appendices A and B, as 
revised through Amendment No.105 are hereby incorporated in the 
license. The licensee shall operate the facility in accordance 
with the Technical Specifications.
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3. This license amendment is effective as of the date of its issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

F. Stolz, Chief 
")perating Reactors Branch #4 
Division of Licensing 

Attachment: 
Changes to the Technical 

Specifications 

Date of Issuance: March 16, 1982



ATTAC1*1ENT TO LICENSE AMENDMENTS 

AMENDMENT NO. 108 TO DPR-38 

AMENDMENT NO. 108 TO DPR-47 

AMENDMENT NO. 105 TO DPR-55 

DOCKETS NOS. 50-269, 50-270 AND 50-287

Replace the following pages of the Appendix "A" Technical Specifications 
with the attached pages. The revised pages are identified by amendment 
numbers and contain vertical lines indicating the area of change.

Remove Pages Insert Pages

3.1-3a 

3.1-4 

3.1-6 

3.1-7

3.1-3a 

3.1-4 

3.1-6 

3.1-7



I3.1.2.6 Prior to exceeding six (Unit 1) 
fifteen (Unit 2) 
fifteen (Unit 3) 

effective full power years of operation 

Figures 3.1.2-1A (Unit 1), 3.1.2-2A (Unit 1) 
-3.1,2-1B (Unit 2), 3.1.2-23 (Unit 2) 
3.1.2-IC (Unit 3), 3.1.2-2C (Unit 3) 

and 3.1.2-3A (Unit 1) 
3.1.2-3B (Unit 2) 
3.1.2-3C (Unit 3) 

and Technical Specification 3.1.2.1, 3.1.2.2 and 3.1.2.3 shall 
be updated for the next service period in accordance with 
10 CFR 50, Appendix G, Section V.B.  

3.1.2.7 The updated proposed technical specification referred to in 
3.1.2.6 shall be submitted for NRC review at least 90 days prior 
to the end of the service period for Units 1, 2, and 3.

Amendments Nos. 108 ,108 , & 105 3.1-3c.



Bases - Units 19 2, and 3 

All components in the Reactor Coolant System are designed to withstand the 

effects of cyclic loads due to system temperature and pressure changes.  

These cyclic loads are introduced by normal load transients, reactor trips, 

startup and shutdown operations, and inservice leak and hydrostatic tests.  

The various categories of load cycles used for design purposes are provided 

in Table 4.8 of the FSAR.  

The major components of the reactor coolant pressure boundary have been 

analyzed in accordance with Appendix G to 10 CFR 50. Results of this 

analysis, including the actual pressure-temperature limitations of the 

reactor coolant pressure boundary, are given in BAW-1699 and BAW-1697.  

The Figures specified in 3.1.2.1, 3.1.2.2 and 3.1.2.3 present the pressure-" 
temperature limit curves for normal heatup, normal cooldown and hydrostatic 
tests respectively. The limit curves are applicable up to the indicated 
effective full power years of operation. These curves are adjusted by 25 psi 

and 10°F for possible errors in the pressure and temperature sensing instru
ments. The pressure limit is also adjusted for the pressure differential 
between the point of system pressure measurement and the limiting component 
for all operating reactor coolant pump combinations.  

The cooldown limit curves are not applicable to conditions of off-normal 
operation (e.g., small LOCA and extended loss of feedwater) where cooling is 

achieved for extended periods of time by circulating water from the HPI 
through the core. If core cooling is restricted to meet the cooldown limits 
under other than normal operation, core integrity could be jeopardized.  

The pressure-temperature limit lines shown on the figures specified in 3.1.2.1 

for reactor criticality and on the figures referred to in 3.1.2.3 for hydro

static testing have been provided to assure compliance with the minimum 

temperature requirements of Appendix G to 10 CFR 50 for reactor criticality 
and for inservice hydrostatic testing.  

The actual shift in RTDT of the beltline region material will be established 
periodically during operation by removing and evaluating, in accordance with 

Appendix H to 10 CFR 50, reactor vessel material irradiation surveillance 
specimens which are installed near the inside wall of this or-a similar 
reactor vessel in the core region, or in test reactors.  

The limitation on steam generator pressure and temperature provide protection 

against nonductile failure of the secondary side of the steam generator. At 

metal temperatures lower than the RT of +600F, the protection against 

nonductile failure is achieved by liNhng the secondary coolant pressure 

to 20 percent of the preoperational system hydrostatic test pressure. The

Amendments Nos. 108 , 108 , & 105
3.1-4
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UNITED STATES 
0 NUCLEAR REGULATORY COMMISSION 
SWASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

SUPPORTING AMENDMENT NO.108 TO FACILITY OPERATIr;G LICENSE NO. DPR-38 

AMENDMENT NO. 108TO FACILITY OPERATING LICENSE NO. DPR-47 

AMENDMENT NO.105 TO FACILITY OPERATING LICENSE NO. DPR-55 

DUKE POWER COMPANY 

OCONEE NUCLEAR STATION, UNITS NOS. 1, 2 AND 3 

DOCKETS NOS. 50-269, 50-270 AND 50-287 

1.0 Introduction 

On March 5, 1982, representatives of Duke Power Company (Duke or the licensee) 

informed the NRC Project Manager that an administrative error had been made 

on the heatup and cooldown curves which had been submitted by letter dated 

January 12, 1982, and subsequently approved by License Amendments 107, 107 

and 104 issued on February 22, 1982, for the Oconee Nuclear Station, Units 

1, 2 and 3, respectively. The error involves not allowing sufficient pressure 

at lower temperatures (below approximately 200°F) to operate the Unit 1 

Reactor Coolant Pumps (RCPs). Apparently, when the curves for all three 

Units were developed, the fact that the Unit 1 RCPs are different than those 

in Units 2 and 3 and require a high net positive suction head (NPSH) was not 

adequately considered. Accordingly, NRC's review and approval of the pro

posed curves did not consider the operational viability but only the safety 

aspects. Since we determined that the proposed curves represented a con

servative mode of operation, we found them acceptable. In order to allow 

Unit 1 to operate the RCPs during heatup and cooldown at lower temperatures, 

a change to the curves, in the form of a license amendment, is needed. Duke 

was informed of this and decided to request the reinstatement of the curves, 

which had been superceded by the above-mentioned License Amendments, for 

Unit 1 for the interim and to propose the technical adjustments that are 

necessary.to allow long-term operation in the near future. By letter dated 

March 8, 1932, Duke submitted the request that the original curves be rein

stated, 

2.0 Evaluation 

Duke's request to reinstate the heatup and cooldown curves for Oconee Unit 1 

has been reviewed and determined to be little more than an administrative 

change to the TSs. The heatup and cooldown curves for normal operation of 

Oconee Unit 1 were approved by License Amendments 71, 71 and 68, which were 

issued on March 19, 1979, to be applicable for the first six effective 

full power years (EFPY) of operation. Since Oconee Unit 1 has an accumulated 

service life of approximately 5.1 EFPY, the curves which were superceded by 

more conservative replacements are still valid and sufficiently conservative 

for the remainder of the first six EFPY, 
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Since the proposed curves had been reviewed and found to be acceptable, we 
find that Oconee Unit 1 can continue to operate safely under these limita
tions. Additional changes will be required for long-term operation and 
will be addressed in future correspondence.  

3,0 Environmental Consideration 

We have determined that the amendments do not authorize a change in effluent 
types or total amounts nor an increase in power level and will not result in 
any significant environmental impact. Having made this determination, we have 
further concluded that the amendments involve an action which is insignificant 
from the standpoint of environmental impact and, pursuant to 10 CFR §51.5(d)(4), 
that an environmental impact statement, or negative declaration and environ
mental impact appraisal need not be prepared in connection with the'issuance of 
these amendments.  

4.0 Conclusion 

We have concluded, based on the considerations discussed above, that: (1) 

because the amendments do not involve a significant increase in the probability 

or consequences of accidents previously considered and do not involve a signi

ficant decrease in a safety margin, the amendments do not involve a significant 

hazards consideration, (2) there is reasonable assurance that the health and 

safety of the public will not be endangered by operation in the proposed manner, 

and (3) such activities will be conducted in compliance with the Commnission ' s 

regulations and the issuance of these amendments will not be inimical to the 

conmnon defense and security or to the health and safety of the public.  

Dated: March 16, 1982 

The following NRC staff personnel have contributed to this Safety Evaluation: 
Philip C. Wagner.
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UNITED STATES NUCLEAR REGULATORY COMMISSION 

DOCKETS NOS. 50-269, 50-270 AND 50-287 

DUKE POWER COMPANY 

NOTICE OF ISSUANCE.DF AMENDMENTS TO FACILITY 
OPERATING LICENSES 

The U. S. Nuclear Regulatory Commission (the Commission) has issued 

Amendments Nos. 108,108 and105 to Facility Operating Licenses Nos. DPR-38, DPR-47 

and DPR-55, respectively, issued to Duke Power Company, which revised the Tech

nical Specifications (TSs) for operation of the Oconee Nuclear Station, 

Units Nos. 1, 2 and 3, located in Oconee County, South Carolina. The amend

ments are effective as of.the date of issuance.  

These amendments revise the common TSs to reinstate the heatup and 

cooldown curves for Unit 1 which had been revised by License Amendments 

107, 107 and 104 which were issued on February 22, 1982.  

The application for the amendments complies with the standards and require

ments of the Atomic Energy Act of 1954, as amended (the Act), and the Commission's 

rules and regulations. The Commission has made appropriate findings as required 

by the Act and the Commission's rules and regulations in 10 CFR Chapter I, which 

are set forth in the license amendments. Prior public notice of these amendments 

was not required since the amendments do not involve a significant hazards consi

derati on.  

The Conmmission has determined that the issuance of these amendments will not 

result in any significant environmental impact and that pursuant to 10 CFR Section 

51.5(d)(4) an environmental impact statement or negative declaration and environ

mental impact appraisal need not be prepared in connection with the issuance of 

these amendments.  
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7590.41

For further details with respect to this action, see (1) the applica

tion for amendments dated March 8, 1982, (2) Amendments Nos. 108 , 108 , and 
1 0 5 to Licenses Nos. DPR-38, DPR-47 and DPR-55, respectively, and (3) the Commis

sion's related Safety Evaluation. All of these items are available for public 

inspection at the Commission's Public Document Room, 1717 H Street, N. W., 

Washington, D. C., and at the Oconee County Library, 501 West Southbread Street, 

Walhalla, South Carolina 29691. A copy of items (2) and (3) may be 

obtained upon request addressed to the U. S. Nuclear Regulatory Commission, 

Washington, D. C. 20555, Attention: Director, Division of Licensing.  

Dated at Bethesda, Maryland, this 16th day of March 1982.  

FOR THE NUCLEAR REGULATORY COMMISSION

#4
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