
Omaha Public Power District 

444 South 16th Street Mall 

Omaha NE 68102-2247

July 17, 2001 
LIC-01-0068 

U. S. Nuclear Regulatory Commission 
Attn.: Document Control Desk 
Washington, D.C. 20555 

References: 1. Docket No. 50-285 
2. Letter from OPPD (S. K. Gambhir) to NRC (Document Control Desk) 

dated June 22, 1998 (LIC-98-0082) 

SUBJECT: Fort Calhoun Station (FCS) 2001 Refueling Outage Inservice Inspection (ISI) 

Results and NIS-1 and NIS-2 Forms 

Pursuant to FCS Unit No. 1 Technical Specification 5.9.3.a and American Society of Mechanical 

Engineers (ASME) Boiler and Pressure Vessel Code, Section XI, Subsection IWA-6230, Omaha 

Public Power District (OPPD) submits the inservice inspection results for FCS.  

Form NIS-1, "Owner's Report for Inservice Inspections," for the FCS 2001 refueling outage 

(RFO) is enclosed. Also enclosed is Form NIS-2, "Owner's Report for Repairs or 

Replacements," for applicable repairs and replacements completed during Fuel Cycle No. 19, 

including those completed during the 2001 RFO.  

Included in the NIS-1 Form is a list of exams performed during the 2001 RFO with less than 100 

percent of Code required volumetric coverage. In Reference 2, OPPD committed to provide this 

information on the NIS-1 Form.  

If you have any questions, please contact me.  

;rely, 

•SK. Gambhir 
Division Manager 
Nuclear Operations 

SKG/DLS/dls 

Enclosures 
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c: E. W. Merschoff, NRC Regional Administrator, Region IV 
A. Wang, NRC Project Manager 
W. C. Walker, NRC Senior Resident Inspector 
Winston & Strawn



FORM NIS-1 OWNER'S REPORT FOR INSERVICE INSPECTIONS 

As required by the Provisions of the ASME Code Rules 

1. Owner Omaha Public Power District, 444 S. 16th Mall, Omaha, NE 68102-2247 

(Name and Address of Owner) 

2. Plant Fort Calhoun Station, P. 0. Box 399, Fort Calhoun, NE 68023 

(Name and Address of Plant) 

3. Plant Unit 1 4. Owner Certificate of Authorization (if required) N/A 

5. Commercial Service Date 9/26/73 6. National Board Number for Unit N/A

7. Components inspected

Manufacturer 

Component or Manufacturer or Installer State or National 

Appurtenance or Installer Serial No. Province No. Board No.  

Pressurizer CE 66602 20852 

See attached pages for all exams per-ormed

_______ I I i 1

I I + t

-- ___ I I +-

4 + r

Note: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8½ in. x 11 in., 

(2) information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and 

the number of sheets is recorded at the top of this form.  

Sheet 1 (,Z I ( 5/L2E) 

(12/88) This form (EO0029) may be obtained from the Order Dept., ASME, 22 Law Drive, Box 2300, Fairfield, NJ 07007-2300.



FORM NIS-1 (Back) 

8. Examination Dates 2/19/01 to 5/11/01 

9. Inspection Period Identification Third Period 

10. Inspection Interval Identification Third Interval 

11. Applicable Edition of Section XI 1989 Addenda N/A 

12. Date/Revision of Inspection Plan March 27, 1998 Rev. 3A 

13. Abstract of Examinations and Tests. Include a list of examinations and tests and a statement concerning status of work required 
for the Inspection Plan.  

See attachment 
14. Abstract of Results of Examinations and Tests.  

See attachment 
15. Abstract of Corrective Measures.  

See attachment 

We certify that a) the statements made in this report are correct, b) the examinations and tests meet the Inspection Plan as required by the ASME Code, Section XI, and c) corrective measures taken conform to the rules of the ASME Code, Section 
XI.  

Certificate of Authorization No. (if applicable) N/A Expiration Date N/A 

Date 19 2001 signed ByOPPD 
Owner 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State or Province of Nebraska and employed byHSBI & I CO of Hartford, CT have inspected the components described in this Owner's Report during the period 2/19/01 to 5/11/01 , and state that to the best of my knowledge and belief, the Owner has performed examinations and tests and taken corrective measures described in this Owner's Report in accordance 
with the Inspection Plan and as required by the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the examinations, tests, and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or 
connected with this inspection.  

Commissions NB 11047, N. I. A National Board. State, Provdce. and Endoraenents 
Date _7a_______e __( _ 1912001



OPPo 
444 S. 16TH MALL 
OMAHA, NE 68102

2001 REFUELING OUTAGE 
AT FORT CALHOUN 

UNIT 1, COMM. OP. 9/26/73

FORT CALHOUN STAION 
POST OFFICE BOX 399 

FORT CALHOUN, NE 68023

A B C D E F G 

CATEGORYý ITEM # COMPONENT DESCRIPTION ISO # EXAM RESULTS 

1 _ B-B B2.11 PRZ-SC-5-403 UPPER SHELL TO TOP HEAD A-03 :UT ACCEPT 

2i B-B B2.12 PRZ-SL-2-403A SHELL LONGITUDINAL SEAM AT 270 _A-03 UT -ACCEPT 

3 B-B 82.51 RHE-CS-9 SHELL TO HEAD A-07 LUT ACCEPT 

4 B-B B2.70 RHE-LSD-20 LONGITUDINAL SHELL WELDS A-07 UT ACCEPT 

51 8- B2.80 RHE-TS-12 TUBE SHEET TO SHELL WELDS A-07 UT ACCEPT 

6 B-D B3.150 RHE-BC-8 NOZZLE WELD A-07 UT ACCEPT 

7! B-D _ B3.150 RHE-N-6 NOZZLEWELD A-07 UT ACCEPT 

8ý B-D B3.160 RHE-BC-8-IR INSIDE RADIUS SECTION A-07 1UT ACCEPT 

91 B-D B3.160 RHE-N-6-IR INSIDE RADIUS SECTION A-07 UT ACCEPT 

10: B-F B5.130 4-PSS-1/07B SAFE END (316) TO SAFE END (600) A-15 PT/UT ACCEPT 

11 B-F 85.140 3-PRL-1/01 RED (INCL 600) TO SAFE END (316) A-19 PT ACCEPT 

12 B-G-1 86.50 :RPV-C-W-01 RPV CLOSURE HEAD WASHERS A-01A VT-i ACCEPT 

13 B-G-1 B6.50 RPV-G1-W-02 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

14: B-G-1 86.50 RPV-G1-W-03 _RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

15, B-G-1 B6.50 RPV-G1-W-04 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

165 B-G-1 B6.50 RPV-G1-W-05 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

17 B-G-1 B6.50 RPV-G1-W-06 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

18! B-G-1 B6.50 RPV-G1-W-07 iRPV CLOSURE HEAD WASHERS 1A-01A VT-1 ACCEPT 

19i B-G-1 B6.50 !RPV-G1-W-08 iRPV CLOSURE HEAD WASHERS I A-01A VT-1 ACCEPT 

201 B-G-1 86.50 'RPV-GI-W-09 RPV CLOSURE HEAD WASHERS A-OIA:VT-1 ACCEPT 

21; B-G-1 B6.50 RPV-G1-W-O9 RPV CLOSURE HEAD WASHERS A-O1A VT-1 ACCEPT 

221 B-G-1 B6.50 RPV-G1-W-11 RPV CLOSURE HEAD WASHERS A-O1A VT-i ýACCEPT 

23i B-G-1 86.50 RPV-GI-W-12 RPV CLOSURE HEAD WASHERS A-O1AtVT-I ACCEPT 

242 B-G-1 B6.50 !RPV-G1-W-13 RPV CLOSURE HEAD WASHERS A-01AYVT-i ACCEPT 

2Ji B-G-1 B6.50 RPV-G1-W-14 RPV CLOSURE HEAD WASHERS A-01AVT-1 ýACCEPT 

264 B-G-1 B6.50 IRPV-GI-W-15 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

271 B-G-1 B6.50 IRPV-G1-W-16 RPV CLOSURE HEAD WASHERS A-01AiVT-1 ACCEPT 

281 B-G-1 B6.50 ý:RPV-G1-W-17 RPV CLOSURE HEAD WASHERS A-01A!VT-1 ACCEPT 

291 8-G-1 863.50 ýRPV-Gi-W-18 RPV CLOSURE HEAD WASHERS A-AVT-i ACCEPT 

301 B-G-1 B6.50 iRPV-G1-W-19 RPV CLOSURE HEAD WASHERS A-O1AIVT-1 IACCEPT 

311 B-G-1 B6.50 1RPV-Gi-W-20 RPV CLOSURE HEAD WASHERS , A-01A VT-1 ACCEPT 

321 B-G-1 86.50 IRPV-G-W-21 RPV CLOSURE HEAD WASHERS A-01A,VT-1 ACCEPT 

33! B-G-1 B6.50 !RPV-G1-W-22 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

34' B-G-1 B6.50 RPV-GI-W-23 RPV CLOSURE HEAD WASHERS A-OiAiVT-1 ACCEPT 

351 B-G-1 B6.50 RPV-Gi-W-24 RPV CLOSURE HEAD WASHERS A-01AjVT-1 .ACCEPT 

361 B-G-1 86.50 RPV-Gi-W-25 RPV CLOSURE HEAD WASHERS .A-01AVT-1 ACCEPT 

37! B-G-1 B6.50 RPV-G1-W-26 RPV CLOSURE HEAD WASHERS A-01A:VT-i ACCEPT 

38: B-G-1 86.50 RPV-G1-W-27 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

39i B-G-1 B6.50 RPV-G1-W-28 ýRPV CLOSURE HEAD WASHERS !A-01A VT-i ACCEPT 

340 B-G-1 B6.50 RPV-G1-W-29 RPV CLOSURE HEAD WASHERS A-01A iVT-1 ACCEPT 

413 B-G-1 B6.50 RPV-Gi-W-30 RPV CLOSURE HEAD WASHERS A-01AVT-1 ACCEPT 

421 B-G-1 B6.50 RPV-Gi-W-37 RPV CLOSURE HEAD WASHERS A-O1AVT-1 !ACCEPT 

43 B-G-1 B6.50 _ýRPV-G1-W-32 RPV CLOSURE HEAD WASHERS A-01AIVT-1 ACCEPT 

440 B-G-1 B6.50 RPV-G1-W-33 RPV CLOSURE HEAD WASHERS A-01A:VT-1 ACCEPT 

45' B-G-1 B6.50 RPV-Gi-W-34 RPV CLOSURE HEAD WASHERS i A-01A VT-1 ACCEPT 

461 B-G-1 B6.50 RPV-G1-W-35 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

471 B-G-1 86.50 RPV-Gi-W-36 RPV CLOSURE HEAD WASHERS A-01A VT-i ACCEPT 

481 B-G-1 B6.50 RPV-GI-W-37 RPV CLOSURE HEAD WASHERS A-01AVT-1 ACCEPT 

49; B-G-1 B6.50 RPV-GI-W-33 RPV CLOSURE HEAD WASHERS A-01AVT-F ACCEPT 

50 B-G-1 86.50 RPV-G1-W-39 RPV CLOSURE HEAD WASHERS 'A-01A VT-1 ACCEPT 

514 B-G-1 B6.50 RPV-G1-W-40 RPV CLOSURE HEAD WASHERS .A-01A VT-1 ACCEPT 

527. B-G-1 86.50 RPV-Gi-W-41 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

531 B-G-1 B6.50 RPV-G1-W-42 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 
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OPPD 
444 S. 16TH MALL 
OMAHA, NE 68102

2001 REFUELING OUTAGE 
AT FORT CALHOUN 

UNIT 1, COMM. OP. 9/26/73

FORT CALHOUN STAION 
POST OFFICE BOX 399 

FORT CALHOUN, NE 68023

CATEGORY ITEM # COMPONENT DESCRIPTION ISO # EXAM RESULTS 

54i B-G-1 B6.50 RPV-Gi-W-43 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

55 B-G-1 B6.50 RPV-G1-W-44 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

56 B-G-1 B6.50 RPV-G1-W-45 RPV CLOSURE HEAD WASHERS A-01A VT-i ACCEPT 

57 B-G-1 B6.50 RPV-G1-W-46 RPV CLOSURE HEAD WASHERS A-01A VT-I ACCEPT 

58 B-G-1 B6.50 RPV-G1-W-47 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

591 B-G-1 B6.50 RPV-G1-W-48 RPV CLOSURE HEAD WASHERS A-01A VT-1 ACCEPT 

601 B-G-2 87.70 3-PSL-i/RC-141 VALVE BOLTING A-16 VT-1 ACCEPT 

61 B-G-2 B7.70 3-PSL-2/RC-142 VALVE BOLTING A-I6 VT-1 ACCEPT 

62! B-G-2 87.70 3-PSS-14/PCV-103-2 VALVE BOLTING A-17 VT-1 ACCEPT 

63 B-G-2 B7.70 3-PSS-22/PCV-103-1 VALVE BOLTING A-18 VT-1 ACCEPT 

64 B-G-2 B7.70 2.5-PRL-2/PCV-102-2 VALVE BOLTING, DRESSER 2.5S A-20 _VT-1 ACCEPT 

65 B-G-2 B7.70 2.5-PRL-3/PCV--102-i VALVEBOLTING, DRESSER 2.5S A-20 VT'-I ACCEPT 

661 B-G-2 B7.70 2-AS-1/CH-469 BOLTING, ANCHOR-DARLING 2.OC - A-21 VT-1 ACCEPT 

67' B-G-2 87.70 2-AS1/HCV-240 _VALVE BOLTING, FISHER 2.0T A-21 VT-1 ACCEPT 

68 B-J 89.11 10-PSG-10/06 PIPE TO ELBOW A-14 PT/UT ACCEPT 

691 B-J B9.11 io-PSG-10/07 ELBOW TO PIPE A-14 PT/UT ACCEPT 

70! B-J B9.11 i10-PSG-10/08 PIPE TO ELBOW A-14 PT/UT ACCEPT 

71: B-J 89.11 i10-PSG-10/09 .ELBOW TO PIPE A-14 PT/UT ACCEPT 

721 B-J B9.11 14-PSL-1/03 45 ELBOW TO PIPE A-16 PT/UT ACCEPT 

73; B-J 89.11 14-PSL-1/04 PIPE TO 45 ELBOW A-16 PT/UT ACCEPT 

741 B-J 89.11 12-SI-14/16 PIPE TO ELBOW A-23 PT/UT ACCEPT 

75, B-J B9.11 12-SI-14/17 ELBOW TO PIPE A-23 PT/UT ACCEPT 

761 B-J B9.11 6-SI-14/12 [PIPE TO ELBOW A-27 PT/UT ACCEPT 

771 B-J B9.11 6-S1-14/13 ELBOW TO PIPE A-27 PT/UT 'ACCEPT 

781 B-J B9.11 ý6-SI-14/14 PIPE TO TEE A-27 PT/UT ACCEPT 

791 B-J B9.1i1 6-SI-22/03 VALVE (SI-194) TO ELBOW A-28 PT/UT ACCEPT 

801 B-J B9.11 16-SI-22/04 -ELBOW TO PIPE A-28 PT/UT ACCEPT 

81 B-J B9.21 !3-PSS-14/07 PIPE TO ELBOW A-17 !PT 'ACCEPT 

82: B-J 89.21 i3-PSS-14/08 ELBOW TO PIPE A-17 IPT ACCEPT 

83! B-J 89.21 ;3-PSS-14/22A 'PIPE TO VALVE (PCV-103-2) A-17 IPT 'ACCEPT 

841 B-J 89.21 :3-PSS-14/24 PIPE TO ELBOW A-17 ýPT 'ACCEPT 

851 B-J B9.21 13-PSS-14/25 ELBOW TO PIPE A-17 PT ACCEPT 

86i B-J B9.21 3-PSS-22/25A PIPE TO VALVE (PCV-103-1) A-18 PT ACCEPT 

87; B-J 89.21 3-PSS-22/28 'ELBOW TO PIPE A-18 ;PT ýACCEPT 

88i B-J B9.21 3-PSS-22/29 PIPE TO ELBOW A-18 'PT ACCEPT 

89 B-J J B9.21 3-PSS-22/30 ELBOW TO PIPE A-18 PT 'ACCEPT 

90! B-i B9.21 *2.5-PRL-2/10 PIPE TO ELBOW A-20 PT ACCEPT 

91 B-J 89.21 i2.5-PRL-2/11 ELBOW TO VALVE (PCV-102-2) A-20 PT ýACCEPT 

92' B-J B9.21 2.5-PRL-3/21 PIPE TO ELBOW A-20 PT ACCEPT 

931 B-J B9.21 2.5-PRL-3/22 ;ELBOW TO VALVE (PCV-102-1) A-20 !PT ACCEPT 

941 B-J B9.21 3-HPH-14/06 PIPE TO ELBOW A-3I PT ACCEPT 

95 B-J B9.21 3-HPH-14/08 ELBOW TO PIPE A-31 !PT .ACCEPT 

96: B-J B9.21 !3-HPH-14/09 PIPE TO ELBOW A-31 PT ACCEPT 

97 B-J B9.21 3-HPH-14/1 PIPE TO ELBOW A-31 PT ACCEPT 

98 B- 89.40 2-AS-1/01B PIPE TO ELBOW A-21 PT ACCEPT 

99. B-J 89.40 2-AS-1/01B1 VALVE TO PIPE (CH-469) A-21 PT ACCEPT 

100; B-J B9.40 2-AS-1/01C ELBOW TO PIPE A-21 PT ACCEPT 

1 0 4I B-J B9.40 2-AS-i/01D PIPE TO TEE A-21 ýPT ACCEPT 

1021 B-J B9.40 2-AS-1/01E PIPE TO TEE A-21 PT ACCEPT 

103i B-J B9.40 2-AS-1/02 PIPE TO VALVE (CH-205) A-21 !PT ýACCEPT 

104; B-J 89.40 !2-AS-1/02A tTEE TO PIPE A-21 !PT ýACCEPT 

105i B-J B9.40 i2-AS-1/03 VALVE (HCV-240) TO PIPE A-21 'PT ACCEPT 

1065 B-i B9,40 :2-AS-1/04 PIPE TO VALVE (CH469) A-21 PT !ACCEPT

Sgei 7-3 c$'i 1



OPPD 
444 S. 16TH MALL 
OMAHA, NE 68102

2001 REFUELING OUTAGE 
AT FORT CALHOUN 

UNIT 1, COMM. OP. 9126/73

FORT CALHOUN STAION 
POST OFFICE BOX 399 

FORT CALHOUN, NE 68023

CATEGORY' ITEM # COMPONENT DESCRIPTION ISO # EXAM RESULTS 

107 B-J B9.40 2-HPH-1.12/13 VALVE (S1-102) TO PIPE A-35 PT ACCEPT 

108 B-J B9.40 2-HPH-1.12114 PIPE TO ELBOW A-35 PT ACCEPT 

109. B-J B9.40 '2-HPH-1.12/15 ELBOW TO PIPE A-35 PT ACCEPT 

110 B-K-1 B10.20 RCP-RC3C-SL-1 PUMP INTEGRAL ATTACHMENT A-09A PT ACCEPT 

111 _ B-K-1 _ B10.20 RCP-RC3C-SL-2 PUMP INTEGRAL ATTACHMENT A-09A PT ACCEPT 

112 B-L-2 B12.20 RCP-PC-RC3A-2 RCP INTERNAL SURFACES A-09A VT-3 ACCEPT 

113 B-M-1 B 12.30 2-DL-10/RC-122 _ . VALVEBODY WELD, DRESSER 2.OT A-10 PT ACCEPT 

114. B-M-1 B12.30 2-CL-1/CH-202__.._ VALVE BODY WELD, VELAN 2.OC A-43 PT ACCEPT 

115' C-A C1.20 SDHE-AC-4A-C-1 HEAD TO SHELL B-44 UT ACCEPT 

1161 C-A C1.30 SDHE-AC-4A-C-2 TUBE SHEET TOSHELL B-44 UT ACCEPT 

117i C-B C2.21 SDHE-AC-4A-N-3 SHELL TO NOZZLE B-44 PT/UT ACCEPT 

1148 C-B __ C2.21__ SDHE-AC-4A-N-4 NOZZLE TO SHELL B-44 PT/UT ACCEPT 

119i C-C C3.10 RHE-1-PL-3 HEAT EXCH INTEGRAL ATTACH. 8-43 PT ACCEPT 

120, C-C C3.20 28-MS-2001/1 1-PL-1 INTEGRAL ATTACHMENT B-03 MT ACCEPT 

121 C-C C3.20 28-MS-2001/11-PL-2 INTEGRAL ATTACHMENT B-03 MT ACCEPT 

122' C-C C3.20 28-MS-2001/11-PL-3 INTEGRAL ATTACHMENT B-03 MT ACCEPT 

1231 C-C C3.20 28-MS-2001/11-PL-4 ýINTEGRALATTACHMENT B-03 ýMT ACCEPT 

124. C-F-i C5.11 6-SI-2014/20 REDUCER TO PIPE B-34 PT/UT ACCEPT 

125i C-F-1 C5.11 6-SI-2002/15 iELBOW TO FLANGE B-42 PT/UT ACCEPT 

126 C-F-2 C5.51 6-MS-2005/02 'PIPE TO FLANGE 8-06 MT/UT ACCEPT_ 

127i C-F-2 . C5.51 6-MS-2006/02 PIPE TO FLANGE B-06 WMT/UT'ACCEPT 

1281 C-F-2 TOO THINC 1 -AC-2002111 ELBOW TO PIPE 8-51 MT/UT ACCEPT 

1298 C-F-2 TOO THIN 10O-AC-2002/11 'PIPE TO ELBO B-5i MT/UT ACCEPT 

1301 C-F-2 TOO THIN 10-AC-2002/19 PIPE TO ELBOW B-51 MT/UT ACCEPT 

131 C-F-2 TOO THIN!1IO-AC-2002/20 ELBOW TO PIPE B-51 MT/UT ACCEPT 

132! C-F-2 TOO THINi10-AC-2002127 'PIPE TO ELBOW B-51 MT/UT ACCEPT 

133! F-A F1.10 i0-PSG-10/05-PR-2 :SPRINGCAN A-14 VT-3 !ACCEPT 

134: F-A F1.10 10-PSG-10/07-PR-1 STRUT, 3-BOLT A-14 .VT-3 ACCEPT 

135 F-A F11.10 3-PSS-14/22-PR DUAL BOX A-17 'VT-3 ACCEPT 

136! F-A iF1.10 '3-PSS-22/26-PR-3 IPED, I-BEAM, 3-BOLT A-18 IVT-3 !ACCEPT 

137! F-A F1.10 2.5-PRL-2/01-PR-1 !SPRING CAN, ROD, 3-BOLT A-20 !VT-3 iACCEPT 

1381 F-A F1.10 3-HPH-14/10-PR-1 STRUT, 3-BOLT A-31 jVT-3 ýACCEPT 

139i F-A F1.10 2-LL-1/27-PR ANGLE, U-BOLT A-45 iVT-3 ACCEPT 

140 F-A F1.10 2-LL-1/26-PR-2 ANGLE, U-BOLT A-46 VT-3 ýACCEPT 

141' F-A F1.20 128-MS-2001/15-PR-1 WHIP RESTRAINT, U-BOLT B-04 iVT-3 ACCEPT 

142 F-A F1.20 10-AC-2002/32-PR-1 GANG SUPPORT, BOX B-51 VT-3 ACCEPT 

143' F-A F1.20 .8-AC-2001/26-PR-3 GANG SUPPORT, BOX B-52 VT-3 ACCEPT 

144ý F-A F1.20 8-AC-2004/01-PR TRAPEZE, STRUT B-55 :VT-3 ACCEPT 

145i F-A F1.20 8-AC-2004/04-PR-1 :BOX, GANG-2 B-55 VT-3 ACCEPT

ý,, ,E9T 0. ' O /1



OPbD 
444 S. 16TH MALL 

OMAHA, NE. 68102

2001 REFUELING OUTAGE 
AT FORT CALHOUN 

UNIT 1, COMM.OP. 9/26/73

FORT CALHOUN STATION 
POST OFFICE BOX 399 

FORT HALHOUN. NE. 68023

Component Inspection 
Category 

E-A Containment Inspection Remarks 
Surfaces 

LIN-001(Wall Liner Plate) VT General ACCEPTABLE 
LIN-002 (Dome Liner Plate) VT General ACCEPTABLE 
AIR-001 (Personnel Air Lock) VT General ACCEPTABLE 
HAT-001(Equip Hatch) VT General ACCEPTABLE 

Bolting VT-3 
MB-001 (Moisture Barrier) VT General ACCEPTABLE 
M-100 (Spent Fuel Trnsfr Tube) Bolting VT-3 ACCEPTABLE 
M-1 (Spare Penetrations) VT General ACCEPTABLE 
M-2 (Mechanical Penetration) VT General ACCEPTABLE 
M-3 (Mechanical Penetration) VT General ACCEPTABLE 
M-4 (Spare Penetration) VT General ACCEPTABLE 
M-5 (Mechanical Penetration) VT General ACCEPTABLE 
M-6 (Mechanical Penetration) VT General ACCEPTABLE 
M-7 (Mechanical Penetration) VT General ACCEPTABLE 
M-8 (Mechanical Penetration) VT General ACCEPTABLE 
M-9 (Mechanical Penetration) VT General ACCEPTABLE 
M-10 (Mechanical Penetration) VT General ACCEPTABLE 
M-1 1 (Mechanical Penetration) VT General ACCEPTABLE 
M-12 (Mechanical Penetration) VT General ACCEPTABLE 
M-13 (Mechanical Penetration) VT General ACCEPTABLE 
M-14 (Mechanical Penetration) VT General ACCEPTABLE 
M-15 (Mechanical Penetration) VT General ACCEPTABLE 
M-1 6 (Mechanical Penetration) VT General ACCEPTABLE 
M-1 7 (Mechanical Penetration) VT General ACCEPTABLE 
M-1 8 (Mechanical Penetration) VT General ACCEPTABLE 
M-19 (Mechanical Penetration) VT General ACCEPTABLE 
M-20 (Mechanical Penetration) VT General ACCEPTABLE 
M-21 (Spare Penetration) VT General ACCEPTABLE 
M-22 (Mechanical Penetration) VT General ACCEPTABLE 
M-23 (Spare Penetration) VT General ACCEPTABLE 
M-24 (Mechanical Penetration) VT General ACCEPTABLE 
M-25 (Mechanical Penetration) VT General ACCEPTABLE 
M-26 (Spare Penetration) VT General ACCEPTABLE 
M-27 (Spare Penetration) VT General ACCEPTABLE 
M-28 (Spare Penetration) VT General ACCEPTABLE 
M-29 (Spare Penetration) VT General ACCEPTABLE 
M-30 (Mechanical Penetration) VT General ACCEPTABLE 
M-31 (Mechanical Penetration) VT General ACCEPTABLE 
M-32 (Spare Penetration) VT General ACCEPTABLE 
M-33 (Spare Penetration) VT General ACCEPTABLE 
M-34 (Spare Penetration) VT General ACCEPTABLE 
M-35 (Spare Penetration) VT General ACCEPTABLE 
M-36 (Spare Penetration) VT General ACCEPTABLE 
M-37 (Spare Penetration) VT General. ACCEPTABLE

Page 1
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OPPD 
444 S. 16TH MALL 

OMAHA, NE. 68102

2001 REFUELING OUTAGE 
AT FORT CALHOUN 

UNIT 1, COMM.OP. 9/26/73

FORT CALHOUN STATION 
POST OFFICE BOX 399 

FORT HALHOUN, NE. 68023

Component Inspection 
Category Inspection Remarks 

E-A Containment 
Surfaces 

M-38 (Mechanical Penetration) VT General ACCEPTABLE 
M-39 (Mechanical Penetration) VT General ACCEPTABLE 
M-40 (Mechanical Penetration) VT General ACCEPTABLE 
M-41 (Spare Penetration) VT General ACCEPTABLE 
M-42 (Mechanical Penetration) VT General ACCEPTABLE 
M-43 (Mechanical Penetration) VT General ACCEPTABLE 
M-44 (Mechanical Penetration) VT General ACCEPTABLE 
M-45 (Mechanical Penetration) VT General ACCEPTABLE 
M-46 (Mechanical Penetration) VT General ACCEPTABLE 
M-47 (Mechanical Penetration) VT General ACCEPTABLE 
M-48 (Mechanical Penetration) VT General ACCEPTABLE 
M-49 (Mechanical Penetration) VT General ACCEPTABLE 
M-50 (Mechanical Penetration) VT General ACCEPTABLE 
M-51 (Mechanical Penetration) VT General ACCEPTABLE 
M-52 (Mechanical Penetration) VT General ACCEPTABLE 
M-53 (Mechanical Penetration) VT General ACCEPTABLE 
M-54 (Spare Penetration) VT General ACCEPTABLE 
M-55 (Spare Penetration) VT General ACCEPTABLE 
M-56 (Spare Penetration) VT General ACCEPTABLE 
M-57 (Mechanical Penetration) VT General ACCEPTABLE 
M-58 (Mechanical Penetration) VT General ACCEPTABLE 
M-59 (Spare Penetration) VT General ACCEPTABLE 
M-60 (Spare Penetration) VT General ACCEPTABLE 
M-61 (Spare Penetration) VT General ACCEPTABLE 
M-62 (Spare Penetratios) VT General ACCEPTABLE 
M-63 (Mechanical Penetration) VT General ACCEPTABLE 
M-64 (Spare Penetration) VT General ACCEPTABLE 
M-65 (Spare Penetration) VT General ACCEPTABLE 
M-66 (Spare Penetration) VT General ACCEPTABLE 
M-67 (Spare Penetration) VT General ACCEPTABLE 
M-68 (Spare Penetration) VT General ACCEPTABLE 
M-69 (Mechanical Penetration) VT General ACCEPTABLE 
M-70 (Spare Penetration) VT General ACCEPTABLE 
M-71 (Spare Penetration) VT General ACCEPTABLE 
M-72 (Spare Penetration) VT General ACCEPTABLE 
M-73 (Mechanical Penetration) VT General ACCEPTABLE 
M-74 (Mechanical Penetration) VT General ACCEPTABLE 
M-75 (Mechanical Penetration) VT General ACCEPTABLE 
M-76 (Mechanical Penetration) VT General ACCEPTABLE 
M-77 (Mechanical Penetration) VT General ACCEPTABLE 
M-78 (Mechanical Penetration) VT General ACCEPTABLE 
M-79 (Mechanical Penetration) VT General ACCEPTABLE 
M-80 (Mechanical Penetration) VT General ACCEPTABLE 
M-81 (Spare Penetration) VT General ACCEPTABLE

Page 2
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OPPD 
444 S. 16TH MALL 

OMAHA, NE. 68102

2001 REFUELING OUTAGE 
AT FORT CALHOUN 

UNIT 1, COMM.OP. 9/26/73

FORT CALHOUN STATION 
POST OFFICE BOX 399 

FORT HALHOUN, NE. 68023

Component Inspection 
Category Inspection Remarks 

E-A Containment 
Surfaces 

M-82 (Mechanical Penetration) VT General ACCEPTABLE 

M-83 (Mechanical Penetration) VT General ACCEPTABLE 

M-84 (Mechanical Penetration) VT General ACCEPTABLE 

M-85 (Mechanical Penetration) VT General ACCEPTABLE 
M-86 (Mechanical Penetration) VT General ACCEPTABLE 

M-87 (Mechanical Penetration) VT General ACCEPTABLE 
M-88 (Mechanical Penetration) VT General ACCEPTABLE 

M-89 (Mechanical Penetration) VT General ACCEPTABLE 

M-90 (Spare Penetration) VT General ACCEPTABLE 
M-91 (Mechanical Penetration) VT General ACCEPTABLE 

M-92 (Spare Penetration) VT General ACCEPTABLE 
M-93 (Mechanical Penetration) VT General ACCEPTABLE 
M-94 (Mechanical Penetration) VT General ACCEPTABLE 

M-95 (Mechanical Penetration) VT General ACCEPTABLE 
M-96 (Mechanical Penetration) VT General ACCEPTABLE 
M-97 (Mechanical Penetration) VT General ACCEPTABLE 
M-98 (Spare Penetration) VT General ACCEPTABLE 
M-99 (Spare Penetration) VT General ACCEPTABLE 
A-1 (Electrical Penetration) VT General ACCEPTABLE 
A-2 (Electrical Penetration) VT General ACCEPTABLE 
A-4 (Electrical Penetration) VT General ACCEPTABLE 
A-5 (Electrical Penetration) VT General ACCEPTABLE 
A-6 (Electrical Penetration) VT General ACCEPTABLE 
A-7 (Electrical Penetration) VT General ACCEPTABLE 
A-8 (Electrical Penetration) VT General ACCEPTABLE 
A-9 (Electrical Penetration) VT General ACCEPTABLE 
A-10 (Electrical Penetration) VT General ACCEPTABLE 
A-1 1 (Electrical Penetration) VT General ACCEPTABLE 
B-1 (Electrical Penetration) VT General ACCEPTABLE 
B-2 (Electrical Penetration) VT General ACCEPTABLE 
B-4 (Electrical Penetration) VT General ACCEPTABLE 
B-5 (Electrical Penetration) VT General ACCEPTABLE 
B-6 (Electrical Penetration) VT General ACCEPTABLE 
B-7 (Electrical Penetration) VT General ACCEPTABLE 
B-8 (Electrical Penetration) VT General ACCEPTABLE 
B-9 (Electrical Penetration) VT General ACCEPTABLE 
B-1 0 (Electrical Penetration) VT General ACCEPTABLE 
B-i1 (Electrical Penetration) VT General ACCEPTABLE 
C-1 (Electrical Penetration) VT General ACCEPTABLE 
C-2 (Electrical Penetration) VT General ACCEPTABLE 
C-4 (Electrical Penetration) VT General ACCEPTABLE 

C-5 (Electrical Penetration) VT General ACCEPTABLE 
C-6 (Electrical Penetration) VT General ACCEPTABLE 
C-7 (Electrical Penetration) VT General ACCEPTABLE

Page 3
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OPPD 
444 S. 16TH MALL 

OMAHA, NE. 68102

2001 REFUELING OUTAGE 
AT FORT CALHOUN 

UNIT 1, COMM.OP. 9/26/73

FORT CALHOUN STATION 
POST OFFICE BOX 399 

FORT HALHOUN, NE. 68023

Component Inspection 
Category Inspection Remarks 

E-A Containment 
Surfaces 

C-8 (Electrical Penetration) VT General ACCEPTABLE 
C-9 (Electrical Penetration) VT General ACCEPTABLE 
C-1 0 (Electrical Penetration) VT General ACCEPTABLE 
C-11 (Electrical Penetration) VT General ACCEPTABLE 
D-1 (Electrical Penetration) VT General ACCEPTABLE 
D-2 (Electrical Penetration) VT General ACCEPTABLE 
D-4 (Electrical Penetration) VT General ACCEPTABLE 
D-5 (Electrical Penetration) VT General ACCEPTABLE 
D-6 (Electrical Penetration) VT General ACCEPTABLE 
D-7 (Electrical Penetration) VT General ACCEPTABLE 
D-8 (Electrical Penetration) VT General ACCEPTABLE 
D-9 (Electrical Penetration) VT General ACCEPTABLE 
D-10 (Electrical Penetration) VT General ACCEPTABLE 
D-11 (Electrical Penetration) VT General ACCEPTABLE 
E-1 (Electrical Penetration) VT General ACCEPTABLE 
E-2 (Electrical Penetration) VT General ACCEPTABLE 
E-4 (Electrical Penetration) VT General ACCEPTABLE 
E-5 (Electrical Penetration) VT General ACCEPTABLE 
E-6 (Electrical Penetration) VT General ACCEPTABLE 
E-7 (Electrical Penetration) VT General ACCEPTABLE 
E-8 (Electrical Penetration) VT General ACCEPTABLE 
E-9 (Electrical Penetration) VT General ACCEPTABLE 
E-10 (Electrical Penetration) VT General ACCEPTABLE 
E-1 I (Electrical Penetration) VT General ACCEPTABLE 
F-1 (Electrical Penetration) VT General ACCEPTABLE 
F-2 (Electrical Penetration) VT General ACCEPTABLE 
F-4 (Electrical Penetration) VT General ACCEPTABLE 
F-5 (Electrical Penetration) VT General ACCEPTABLE 
F-6 (Electrical Penetration) VT General ACCEPTABLE 
F-7 (Electrical Penetration) VT General ACCEPTABLE 
F-8 (Electrical Penetration) VT General ACCEPTABLE 
F-9 (Electrical Penetration) VT General ACCEPTABLE 
F-10 (Electrical Penetration) VT General ACCEPTABLE 
F-11 (Electrical Penetration) VT General ACCEPTABLE 
G-1 (Electrical Penetration) VT General ACCEPTABLE 
G-2 (Electrical Penetration) VT General ACCEPTABLE 
G-3 (Electrical Penetration) VT General ACCEPTABLE 
G-4 (Electrical Penetration) VT General ACCEPTABLE 
H-1 (Electrical Penetration) VT General ACCEPTABLE 
H-2 (Electrical Penetration) VT General ACCEPTABLE 
H-3 (Electrical Penetration) VT General ACCEPTABLE 
H-4 (Electrical Penetration) VT General ACCEPTABLE

Page 4
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OPPD 
444 S. 16TH STREET MALL 
OMAHA, NE 68102

UNIT 1 
COMMERCIAL OPS 09/26/1973

FT CALHOUN STATION 
P.O. BOX 399 

FT CALHOUN, NE 68023

SYSTEM PRESSURE TESTS PERFORMED - FORT CALHOUN STATION 
DURING CYCLE 19 AND 2001 RUFUELING OUTAGE

TEST PERFORMED SYSTEM TESTED 
SE-ST-AFW-3002 AUXILIARY FEEDWATER 
SE-ST-CA-3001 COMPRESSED AIR 
SE-ST-CCW-3001 COMPONENT COOLING WATER 
SE-ST-CH-3001 CVCS 
SE-ST-CH-3002 CVCS 
SE-ST-FW-3001 FEEDWATER 
SE-ST-IA-3001 INSTRUMENT AIR 
SE-ST-SDC-3003 SHUTDOWN COOLING 
SE-ST-SI-3003 SAFETY INJECTION 
SE-ST-SI-3004 SAFETY INJECTION 
SE-ST-SI-3006 SAFETY INJECTION 
SE-ST-SI-3008 SAFETY INJECTION 
SE-ST-SI-3014 SAFETY INJECTION 
SE-ST-SI-3027 SAFETY INJECTION 
SE-ST-SL-3001 PRIMARY SAMPLE 
SE-ST-SL-3002 PRIMARY SAMPLE 
SE-ST-SL-3003 PRIMARY SAMPLING 
SE-ST-SL-3005 PRIMARY SAMPLING 
SE-ST-WDL-3003 WASTE DISPOSAL 
OP-ST-RC-3007 REACTOR COOLANT



OPPO 
444 S. 16TH MALL 
OMAHA, NE 68102

2001 REFUELING OUTAGE 
AT FORT CALHOUN 

UNIT 1, COMM. OP. 9/26/73

FORT CALHOUN STAION 
POST OFFICE BOX 399 

FORT CALHOUN, NE 68023

Preservice VT-I examinations of replaced bolting was performed on the following class 1 components 

RC-2B MANWAY BOLTING 
RC-4 MANWAY BOLTING 
RC-141 FLANGE BOLTING 
RC- 142 FLANGE BOLTING 
FE-319 FLANGE BOLTING 
FH-5 FLANGE BOLTING
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oPPo 
444 S. 16TH MALL 
OMAHA, NE 68102

2001 REFUELING OUTAGE 
AT FORT CALHOUN 

UNIT1l, COMM. OP. 9/26/73

FORT CALHOUN STAION 
POST OFFICE BOX 399 

FORT CALHOUN, NE 68023

Fort Calhoun Spring 2001 COVERAGE <100% 
COMPONENT !ISO ICOVERAGE ACHIEVED 

6-S1-22/03 !A-28 50 
6-S1-14/14 IA-27 47.1 
PRZ-SC-5-403 IA-03 77 _ 

PRZ-SL-2-403A IA-03 66 
RHE-BC-8 !A-07 50 _ 

RHE-N-6 !A-07 46.4 _ 

SDHE-AC-4A-C-1 B-44 96.8 
SDHE-AC-4A-C-2 B-44' 95.2 
6-Sl-2002/15 B-42 i 41.7 
6-MS-2005/02 B-06 41 
6-MS-2006/02 B-06 48



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY 

As Required by the Provisions of the ASME Code, Section XI

1. Owner Omaha Public Power District 
Name 

444 S. 16th Street Mall, Omaha, NE 
Address 

2. Plant Fort Calhoun Station 
Name 

P.O. Box 399, Ft. Calhoun, NE 68023 
Address 

3. WorkPerformedby Omaha Public Power District 
Name 

See above 
Address

Date 07-06-2001 

Sheet I of 8 

Unit No. 1 

Omaha Public Power District 
Repair/Replacement Organization P.O. No., Job No., etc.  

Type Code Symbol Stamp N/A 
Authorization No. N/A 
Expiration Date N/A

4. Identification of System See attached sheets 

See attached sheets 
5. (a) Applicable Construction Code ,19 __ Edition, Addenda, Code Case 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 19 89

6. Identification of Components:

7. Description of Work See attached sheets

8. Tests Conducted: Hydrostatic LI Pneumatic El Nominal Operating Pressure El

Other El Pressure psi Test Temp. _ F 

See attached sheets 
NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. x 11 in., 

(2) information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and 

number of sheets is recorded at the top of this form.  

(12/95) This form may be obtained from the Order Dept., ASME, 22 Law Drive, Box 2300, Fairfield, NJ 07007-2300. REPRINT 7/96 

I 11 I IIII I11111 11111 11111 11111 III III 
E00030

e RASME 
National Corrected, Code 

Name of Name of Manufacturer Board Year Removed, or Stamped 
Component Manufacturer Serial No. No. Other Identification Built Installed (Yes or No) 

See att ched shee4s t I
I__ _ I I I 4- i -

4 4 1 I t t I

4 1 I I 1- -t I

___________ .1 ____________ L ____________ I ____________ I _______________ J...............L ____________ I

Exempt 0]



Sheet 2 of 8 
FORM NIS-2 (Back) 

9. Remarks N/A 
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE 
I certify that the statements made in the report are correct and that this conforms to the requirements of the ASME 

Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A 
Sin nP~d .

Owner or Owner's Designee, Title

xpiration Date N/A 

Date 7--,5- -UW

CERTIFICATE OF INSERVICE INSPECTION 
1, the undersigned, holdin a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Nebraska and employed by HSBI & I CO 
of Hartford, CT have inspected the components described 
in this Owner's Report during the period 01/20/2000 to 07/06/2001 , and state that 
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described 
in this Owner's Report in accordance with the requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning 
the examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his 
employer shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or 
connected with this inspection.  

_Conmmisinno NB 11047, N, I, A, C
Inspator's Signature 

Date ate0,I•.)t

National Board, State, Province, and Endorsements

Sinned



OPPD 
444 S. 16TH STREET MALL 
OMAHA, NE 68102

UNIT 1 
COMMERCIAL OPS 09/26/1973

FT CALHOUN STATION 
P.O. BOX 399 

FT CALHOUN, NE 68023

ASME COMPONENTS REPAIRED/REPLACED - FORT CALHOUN STATION 
DURING CYCLE 19 AND 2001 REFUELING OUTAGE 

ASMJE 

NAT'L CODE 
WORK BOARD APPLICABLE YEAR STAMP REPAIR/ 

DOCUMENT COMPONENT CL. SER. NO MANUF. NO. SYS. WORK PERFORMED CONSTRUCTION CODE BUILT Y/N REPLACEMENT TEST CONDUCTED 

MCDONNELL REPLACED FLOW SWITCH, 

WO 15692-01 FC-2819 3 N/A MILLER N/A CCW PIPE, UNIONS, TEES USAS B31.7 68 DRAFT N/A N REPLACEMENT VT, VT-2 (90PSI/85F) 

WO 14948 AC-12A 3 2427 S.P. KINNEY N/A AC-RW REPLACED STRAINER USAS 131.7 68 DRAFT N/A N REPLACEMENT VT-2 
MT, VT, 

VT-2 (30PSI/34F), 

WO 47744-01 REDUCER 4" X 3" 3 N/A N/A N/A AC-RW REPLACED REDUCER USAS B31.7 68 DRAFT N/A N REPLACEMENT CC N-416-1 

WO 49542-01 LO-150 3 N/A N/A N/A LO REPLACED BALL VALVE CONTRACT 763 N/A N REPLACEMENT VT-2 

89-0971- C&S VALVE 

WO 44899-02 TCV-2897A 3 01Q-01 COMPANY N/A AC-CCW REPLACED VALVE USAS B31.7 68 DRAFT 1990 N REPLACEMENT VT-2 

WO 55761 LO-151 3 N/A N/A N/A LO REPLACED BALL VALVE CONTRACT 763 N/A N REPLACEMENT VT-2 

BYRON 

CWO 99-0006 AC-10D 3 N/A JACKSON N/A AC-RW REPLACED PUMP ASSEMBLY CONTRACT 763 H16 1998 N REPLACEMENT VT-2 (46PSI/49F) 
REPLACED AIR PRESSURE 

WO 46312-01 SA-194 3 N/A NORGREN N/A DG-SA REGULATOR CONTRACT 763 N/A N REPLACEMENT VT-2 (180PSI/85F) 

REPLACED AIR PRESSURE 

WO 53496-01 SA-143 3 N/A NORGREN N/A DG-SA REGULATOR CONTRACT 763 N/A N REPLACEMENT VT-2 (180PSI/78F) 

REPLACED AIR PRESSURE 

WO 53494-01 SA-144 3 N/A NORGREN N/A DG-SA REGULATOR CONTRACT 763 N/A N REPLACEMENT VT-2 (180PSI/78F) 
PT, VT, 
VT-2 (35PSI/1 14F) 

WO 43842-04 CH-372 2 N/A N/A N/A CH REPLACED PIPING USAS B31.7 68 DRAFT NA N REPLACEMENT CC N-416-1 

MANTON 

WO 64825-02 CH-IA 2 N/A GALVIN N/A CVCS REPLACED PUMP BLOCK USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (2190PSI/80F) 

REPLACED AIR PRESSURE 

WO 67120-01 SA-193 3 N/A NORGREN N/A DG-SA REGULATOR CONTRACT 763 N/A N REPLACEMENT VT-2 
MT, PT, UT, VT, 

VT-2 (2170PSI/440F), CC 

WO 71780-01 TE-108 I N/A CE N/A RC WELD REPAIR ASME III 65W66 1969 Y REPAIR 2143-1 
VT, 

WO 71996-01 TE-107 1 N/A CE N/A RC INSTALLED MNSA CLAMP ASME III 65W66 1969 Y REPLACEMENT VT-2 (2170PSI/440F) 

PT, VT, 

REPAIRED WELD F-4A & VT-2 (21 OOPSI/1 30F) 

WO 74542-01 CH-198 2 N/A N/A N/A CVCS WELD BUILD-UP ON F-3A USAS B31.7 68 DRAFT N/A N REPAIR CC N-416-1 

C&S VALVE 

WO 67880-01 RW-117 3 N/A COMPANY N/A AC-RW REPLACED VALVE USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (35PSI/37F) 

SENIOR 

WO 82163 M-94 MC V-0600 FLEXONICS INC. N/A MS REPLACED BELLOWS ASME III 89 1998 N REPLACEMENT VT, PT 

RW SPOOL REPLACED PIPE SPOOL 

WO 76257-1,2,3,4 PIECES 3 N/A N/A N/A AC-RW PIECES USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT, PT, VT-2 

REPLACED STEM/PLUG 

WO 20314-01 AC-163 3 N/A DRESSER N/A AC-CCW ASSEMBLY USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (42PSI/55F) 

REPLACED SEAT & REPAIR & 

WO 16340-01 HCV-444 2 4662154 FISHER N/A AC-CCW MACHINED DISC USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (I00PSI/71F) 

WO 54953-01 RC-10-21 1 23866-21 CE 21259 RC REPLACED SEAL HOUSING ASME III 65W67 1971 N REPLACEMENT VT-2 (2160PSI/440F) 

WO 55051-01 RC-10-34 1 23866-34 CE 21259 RC REPLACED SEAL HOUSING ASME III 65W67 1971 N REPLACEMENT VT-2 (2160PSI/440F)

co 

0 

(V)

07/03/2001ASME SECTION XIl- 1989



OPPD 
444 S. 16TH STREET MALL 
OMAHA, NE 68102

UNIT 1 
COMMERCIAL OPS 09/26/1973

FT CALHOUN STATION 
P.O. BOX 399 

FT CALHOUN, NE 68023
ASME COMPONENTS REPAIREDIREPLACED - FORT CALHOUN STATION 

DURING CYCLE 19 AND 2001 REFUELING OUTAGE 

NAT'L CODE 
WORK BOARD APPLICABLE YEAR STAMP REPAIR! 

DOCUMENT COMPONENT CL. SER.NO MANUF. NO. SYS. WORK PERFORMED CONSTRUCTION CODE BUILT Y/N REPLACEMENT TEST CONDUCTED 

WO 59292-01 RC-2A 1 66505 CE 20880 RC INSTALLED TUBE PLUGS ASME III 65W66 1970 Y REPAIR N/A CC N-474-1 

WO 59293-01 RC-28 1 66506 CE 20880 RC INSTALLED TUBE PLUGS ASME III 65W66 1970 Y REPAIR N/A CC N-474-1 

REPLACED VALVE BODY & U- PT, VT-2 (2185PSI/NOT) 
WO 16201-01 CH-187 2 N/A DRESSER N/A CVCS BOLT USAS B31.7 68 DRAFT 1973 N REPLACEMENT CC N-416-1 

SCHUTTE & REPLACED SHAFT BEARING REPAIR & PT, VT, 
WO 61848-01 HCV-1041B 2 N690325 KOERTING N/A MS & MACHINED SEAT USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (900PSI/520F) 

MWO 971050 & 6910-95003- MACHINED BODY, REPLACED PT, VT, 
WO 18805-01 PCV-210 3 2-1 COPES-VULCAN N/A CVCS BODY & BOLTING USAS B31.7 68 DRAFT 1969 N REPLACEMENT VT-2 (2190PSI/80F) 

WO 53300-01 MS-281 2 BN09117 DRESSER N/A MS REPLACED DISC & BOLTING USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (880PSI/530F) 
MT, VT, VT-2, 

WO 68883-01 RW HEADER 3 N/A N/A N/A RW REPAIRED BASE METAL USAS B31.7 68 DRAFT 1973 N REPAIR (25PSI/43F)CC N-416-1 

WO 59712-01 FH-5 2 N/A CE N/A CONT. REPLACED FLANGE BOLTING ASME 11168 1970 N REPLACEMENT VT-1, LLRT 
MACHINED END 

WO 86383-01 S/G SNUBBER NF FC-133-009 GRINNELL N/A RC ATTACHMENT USAS B31.7 68 DRAFT 1973 N REPAIR VT-I 
BYRON REPLACED ROTATING 

WO 78087-04 RC-3A 1 671-N-0029 JACKSON N/A RC ASSEMBLY ASME III 68 1973 N REPLACEMENT VT-2 (2160PSI/440F) 

PT, VT, 
PERFORMED WELD VT-2 (210OPSI/365F) 

WO 82128-01 CVCS HEADER 2 N/A N/A N/A CVCS OVERLAY USAS B31.7 68 DRAFT 1971 N REPAIR CC N-416-1 

CIRCA 
WO 82338-03 CHVH-162 2 N/A N/A N/A CVCS REWELD SUPPORT USAS B31.7 68 DRAFT 1982 N REPAIR VT 

REPLACED DISC INSERT, 
WO 46697-01 RC-141 1 N/A CROSBY N/A RC NOZLE, & BOLTING USAS B31.7 68 DRAFT 1973 Y REPLACEMENT VT-2 (2160PSI/440F) 

WO 16797-01 SI-140 2 32740 MISSION VALVE N/A SI REPLACED STUDS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (7PSI/80F) 

PROGRESSIVE 
WO 20722-01 SI-9 2 K9200-SI-9 FAB N/A SI REPLACED NUTS ASME III 68 1969 N REPLACEMENT VT-2 (LLRT) 

REPLACED U-BOLTS& ALL
WO 19248-01 CVCS SUPPORTS 2 N/A N/A N/A CVCS THREAD SUPPORTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT N/A 

WO 20294-01 RC-2B 1 66506 CE 20880 RC REPLACED NUTS ASME III 65W66 1970 Y REPLACEMENT VT-2 (2150PSI/440F) 
BYRON REPLACED SCREWS, STUDS, 

CWO 99-0006 AC-10D 3 N/A JACKSON N/A AC-RW NUTS CONTRACT 763 H16 1998 N REPLACEMENT N/A 

WO 14948-01 AC-12A 3 2427 S.P. KINNEY N/A AC-RW REPLACD STUDS & NUTS USAS B31.7 68 DRAFT 1968 N REPLACEMENT VT-2 (20PSI/NOT) 

WO 64825-02 CH-1A 2 N/A APV GALVIN N/A CVCS REPLACED STUDS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (2190PSI/80F) 

WO 71031-01 RC-4 I 66602 CE 20852 RC REPLACED NUTS ASME III 65W66 1970 Y REPLACEMENT VT-2 (2152PSI/440F) 

C&S VALVE 
WO 67880-01 RW-117 3 N/A COMPANY N/A AC-RW REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (35PSI/37F) 

FISHER 
WO1e HCV-344 2 4662046 CONTROLS N/A SI REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1969 N REPLACEMENT VT-2 (130PSI/60F) 

FISHER 
WO 44519-01 HCV-345 2 4662047 CONTROLS N/A SI REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1969 N REPLACEMENT VT-2 (130PSI/60F) 

WO 76257-02 HCV-2881B 3 12112789 FISHER N/A AC-RW REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (42PSI/55F) 

WO 76257-01 HCV-2880B 3 12112788 FISHER N/A AC-RW REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (30PSI/NOT)
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OPPD 
444 S. 16TH STREET MALL 
OMAHA, NE 68102

UNIT I 
COMMERCIAL OPS 09/26/1973 

ASME COMPONENTS REPAIRED/REPLACED - FORT CALHOUN STATION

FT CALHOUN STATION 
P.O. BOX 399 

FT CALHOUN, NE 68023

DURING CYCLE 19 AND 2001 REFUELING OUTAGE 

NAT'L CODE 
WORK BOARD APPLICABLE YEAR STAMP REPAIR/ 

DOCUMENT COMPONENT CL. SER. NO MANUF. NO. SYS. WORK PERFORMED CONSTRUCTION CODE BUILT YIN REPLACEMENT TEST CONDUCTED 

ALLIS 
WO 43530-02 AC-102 3 65054-3 CHALMERS N/A AC-CCW REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (82PSI/55F) 

WO 21283-01 HCV-403B 2 144196 FISHER N/A AC-CCW REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (82PSI/55F) 

WO 21287-01 HCV-400B 2 144181 FISHER N/A AC-CCW REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (82PSI/55F) 

WO 21286-01 HCV-401B 2 144187 FISHER N/A AC-CCW REPLACED STUDS & NUTS USAS B31.768 DRAFT 1973 N REPLACEMENT VT-2 (82PSI/55F) 

WO 22006-01 HCV-402D 2 144194 FISHER N/A AC-CCW REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (82PSI/55F) 

WO 22005-01 HCV-403D 2 144199 FISHER N/A AC-CCW REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (82PSI/55F) 

WO 83806-03 SI-6B 2 7495-2 CE N/A SI REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (250PSI/60F) 

WO 22008-01 HCV-401D 2 144189 FISHER N/A AC-CCW REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (82PSI/55F) 

WO 84880-01 HCV-438A 2 4662148 FISHER N/A AC-CCW REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (96PSI/83F) 

WO 46534-01 RC-4 1 66602 CE N/A RC REPLACED NUTS ASME III 65W66 1970 Y REPLACEMENT VT-2 (2160PSI/440F) 

WO 34471-01 MS-276 2 BN9114 DRESSER N/A MS REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (880PSI/530F) 

BYRON 
WO 78478-01 RC-3A 2 671-N-0029 JACKSON N/A AC-CCW REPLACED STUDS & NUTS ASME 11168 1973 N REPLACEMENT VT-2 (100PSI/60F) 

DANIEL 
WO 60792-01 FE-236 2 N/A INDUSTRIES N/A CH REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (2190PSI/80F) 

WO 46695-01 RC-142 1 N/A CROSBY N/A RC REPLACED NUTS USAS B31.7 68 DRAFT 1973 Y REPLACEMENT VT-2 (2160PSI/440F) 

DANIEL 
WO 43306-01 FE-319 I N/A INDUSTRIES N/A SI REPLACED NUTS USAS B31.7 68 DRAFT 1969 N REPLACEMENT VT-2 (250PSI/95F) 

WO 59189-01 RC-2B 2 66506 CE 20880 RC REPLACED STUDS & NUTS ASME III 65W66 1970 Y REPLACEMENT VT-2 (900PSI/95F) 

WO 54098-01 CH-166 2 29110 MISSION VALVE N/A CVCS REPLACED STUDS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (30PSI/90F) 

SCHUTTE & 
WO 43901 HCV-1042A 2 N/A KOERTING N/A MS REPLACED STUDS & NUTS USAS B31.7 68 DRAFT 1973 N REPLACEMENT VT-2 (900PSI/520F) 

WO 85178-01 SI-6B PIPING 2 7495-2 CE N/A SI REPLACED U-BOLT CONTRACT 763 1973 N REPLACEMENT N/A
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OPPD 
444 S. 16TH STREET MALL 
OMAHA, NE 68102

UNIT 1 
COMMERCIAL OPS 09/26/1973

FT CALHOUN STATION 
P.O. BOX 399 

FT CALHOUN, NE 68023
SNUBBERS REPLACED - FORT CALHOUN STATION 

CYCLE 19 AND 2001 REFUELING OUTAGE 

SNUBBER- LOCATION I MFG I SIN REMOVED SIN INSTALLED I DATE INSTALLEDI LOCATION OF REMOVED FUNCTIONAL TEST EXAMINATIONS 
SNUBBERS REQUIRED TO BE FUNCTION TESTED 

AFW-65 BP FC-003-001 FC-003-086 02/28/01 FWS-8B-BOTTOM Y - 37 VT-3 
FWS-242 G FC-32268 FC-32268 04/12/01 REINSTALLED Y - 37 VT-3 
FWS-33 BP FC-003-281 FC-003-238 03/20/01 FWS-1A Y - 37 VT-3 

FWS-3-BOTTOM BP FC-010-099 FC-010-105 02/28/01 FWS-4A Y - 37 VT-3 
FWS-6-BOTTOM BP FC-010-094 FC-010-106 02/27/01 SPARE Y - 37 VT-3 
FWS-98 BP FC-003-039 FC-003-320 03/28/01 FWS-8F Y - 37 VT-3 
FWS-9-WEST BP FC-020-016 FC-020-016 04/09/01 REINSTALLED Y - 37 VT-3 
MSS-10-EAST BP FC-030-001 FC-030-001 04/09/01 REINSTALLED Y - 37 VT-3 
MSS-10-WEST BP FC-030-002 FC-030-002 04/09/01 REINSTALLED Y - 37 VT-3 
MSS-11-TOP BP FC-010-096 FC-010-090 02/27/01 SPARE Y - 37 VT-3 
MSS-8B BP FC-010-069 FC-010-086 03/23/01 SPARE Y - 37 VT-3 
MSS-9C-BOTTOM BP FC-010-018 FC-010-015 02/28/01 FWS-5A Y - 37 VT-3 
RCP-Cl G FC-050-007 FC-050-005 03/28/01 SPARE Y - 37 VT-3 
RCP-D2 G FC-050-009 FC-050-006 03/28/01 SPARE Y - 37 VT-3 

RCS-4 BP FC-003-260 FC-003-192 03/23/01 ACS-407 Y - 37 VT-3 
RCS-41 PSA 10749 10749 04/07/01 REINSTALLED Y - 10% VT-3 
SIS-101 BP FC-003-339 FC-003-295 03/01/01 SIS-134 Y - 37 VT-3 

SIS-102 BP FC-003-147 FC-003-129 03/01/01 FWS-36 Y - 37 VT-3 
SIS-112C PM PD26791-1237 PD26971-1241 03/19/01 SIS-2034-1 Y - 37 VT-3 
SIS-112D BP FC-003-069 FC-003-312 03/19/01 SIS-174E Y - 37 VT-3 
SIS-119-TOP BP FC-003-352 FC-003-046 03/22/01 SPARE Y - 37 VT-3 
SIS-123 BP FC-003-254 FC-003-307 03/20/01 FWS-2B Y - 37 VT-3 
SIS-124 BP FC-003-272 FC-003-043 03/28/01 SIS-176G Y - 37 VT-3 

SIS-132-TOP PSA 26148 26148 04/07/01 REINSTALLED Y - 10% VT-3 

SIS-149 BP FC-003-290 FC-003-298 03/24/01 RCS-2036-1 Y -37 VT-3 
SIS-162 BP FC-010-055 FC-010-073 03/22/01 MSS-8A Y - 37 VT-3 
SIS-2034-1 PM PD26791-1250 PD26791-1237 04/04/01 SPARE Y - 37 VT-3 
SIS-32 BP FC-010-082 FC-010-043 03/02/01 SIS-37-TOP Y - 37 VT-3 
SIS-35-TOP BP FC-010-047 FC-010-004 03/06/01 SIS-89 Y - 37 VT-3 
SIS-36-TOP BP FC-010-024 FC-010-109 03/06/01 SIS-9 Y - 37 VT-3 
SIS-37-TOP BP FC-010-076 FC-010-082 03/09/01 SPARE Y - 37 VT-3 
SIS-44C BP FC-003-195 FC-003-300 03/05/01 SPARE Y - 37 VT-3
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OPPD 
444 S. 16TH STREET MALL 
OMAHA, NE 68102

UNIT 1 
COMMERCIAL OPS 09/26/1973 

SNUBBERS REPLACED - FORT CALHOUN STATION 
CYCLE 19 AND 2001 REFUELING OUTAGE

FT CALHOUN STATION 
P.O. BOX 399 

FT CALHOUN, NE 68023

SNUBBER - LOCATION I MFG I SIN REMOVED I SIN INSTALLED I DATE INSTALLED LOCATION OF REMOVED FUNCTIONAL TESTJ EXAMINATIONS 

SIS-63 BP FC-010-038 FC-010-062 03/07/01 SPARE Y - 37 VT-3 

SIS-7 BP FC-003-202 FC-003-133 03/02/01 SIS-165A-TOP Y - 37 V'I'-3 

SIS-79 BP FC-003-064 FC-003-278 03/01/01 RCS-47-TOP Y - 37 VT-3 

SIS-80 BP FC-003-251 FC-003-293 03/01/01 SIS-130 Y - 37 VT-3 

SIS-86 BP FC-010-109 FC-010-075 03/02/01 SIS-36-TOP Y - 37 VT-3 

SIS-93 BP FC-003-183 FC-003-313 03/07/01 SIS-127 Y - 37 VT-3 

SIS-99 BP FC-003-138 FC-003-083 03/02/01 RCS-33 Y - 37 VT-3 

SNUBBERS CHANGED OUT OR REBUILT DUE TO MAINTENANCE/SEAL LIFE 

SIS-97 BP FC-010-045 FC-010-084 04/04/01 SPARE Y VT-3 

SIS-77A BP FC-003-125 FC-003-305 03/01/01 SPARE Y VT-3 

SIS-104A BP FC-003-135 FC-003-110 03/01/01 SPARE Y VT-3 

SIS-89 BP FC-010-051 FC-010-047 03/09/01 RCS-5B Y VT-3 

SIS-9 BP FC-010-086 FC-010-024 03/07/01 MSS-8B Y VT-3 

SIS-28 BP FC-020-008 FC-020-013 03/06/01 SPARE Y VT-3 

SIS-33-TOP BP FC-010-073 FC-010-072 03/06/01 SIS-162 Y VT-3 

SIS-1A BP FC-003-171 FC-003-351 03/05/01 SPARE Y VT-3 

SIS-11 BP FC-003-175 FC-003-134 03/05/01 SPARE Y VT-3 

ACS-123 BP FC-003-213 FC-003-137 03/27/01 SPARE Y VT-3 

ACS-128 BP FC-003-113 FC-003-120 03/27/01 SPARE Y VT-3 

ACS-407 BP FC-003-076 FC-003-260 04/21/01 SPARE Y VT-3 

ACSP-406 BP FC-003-235 FC-003-801 03/21/01 SPARE Y VT-3 

FWS-1A BP FC-003-222 FC-003-281 03/24/01 SPARE Y VT-3 

FWS-2B BP FC-003-227 FC-003-254 03/24/01 SPARE Y VT-3 

FWS-36 BP FC-003-233 FC-003-147 03/24/01 SPARE Y VT-3 

MSS-8A BP FC-010-080 FC-010-055 03/23/01 SPARE Y VT-3 

RCP-D3 G FC-021-007 FC-021-006 03/28/01 SPARE Y VT-3 

RCS-5B BP FC-010-084 FC-010-051 03/23/01 SIS-97 Y VT-3 

RCS-13 BP FC-003-244 FC-003-176 04/02/01 SPARE Y VT-3 

RCS-20 BP FC-003-267 FC-003-308 03/29/01 SPARE Y VT-3 

RCS-33 BP FC-003-252 FC-003-138 03/22/01 SPARE Y VT-3 

RCS-47-TOP BP FC-003-256 FC-003-064 03/22/01 SPARE Y VT-3 

RCS-2036-1 BP FC-003-292 FC-003-290 04/02/01 SPARE Y VT-3 

SG-BI G FC-1 33-009 FC-1 33-008 04/04/01 SPARE Y VT-3
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OPPD 
444 S. 16TH STREET MALL 
OMAHA, NE 68102

UNIT 1 
COMMERCIAL OPS 09/26/1973 

SNUBBERS REPLACED - FORT CALHOUN STATION 
CYCLE 19 AND 2001 REFUELING OUTAGE

FT CALHOUN STATION 
P.O. BOX 399 

FT CALHOUN, NE 68023

SNUBBER - LOCATION I MFG I SIN REMOVEDI SIN INSTALLED DATE INSTALLEDI LOCATION OF REMOVEDI FUNCTIONAL TEST EXAMINATIONS 

SG-B2 G FC-133-010 FC-133-007 04/04/01 SPARE Y VT-3 

SIS-115 BP FC-020-014 FC-020-018 04/07/01 SPARE Y VT-3 

SIS-127 BP FC-003-248 FC-003-183 03/26/01 SPARE y VT-3 

SIS-130 BP FC-003-146 FC-003-251 03/26/01 SPARE Y VT-3 

SIS-134 BP FC-003-207 FC-003-339 03/26/01 SPARE Y VT-3 

SIS-165A-TOP BP FC-003-31 0 FC-003-202 03/22/01 SPARE y VT-3 

SIS-174E BP FC-003-299 FC-003-069 04/06/01 SPARE Y VT-3 

SIS-176G BP FC-003-306 FC-003-272 04/06/01 SPARE Y VT-3 

FWS-3B-NORTH BP FC-003-092 FC-003-105 04/13/01 SPARE Y VT-3 

FWS-3B-SOUTH BP FC-003-093 FC-003-359 04/13/01 SPARE Y VT-3 

FWS-4A BP FC-010-014 FC-010-099 04/16/01 SPARE Y VT-3 

FWS-5A BP FC-010-100 FC-010-018 04/16/01 SPARE Y VT-3 

FWS-4-EAST BP FC-020-022 FC-020-022 04/12/01 REINSTALLED Y VT-3 

FWS-4-WEST BP FC-020-023 FC-020-023 04/09/01 REINSTALLED y VT-3 

FWS-8B-BOTTOM BP FC-003-114 FC-003-001 04/13/01 SPARE Y VT-3 

FWS-8B-TOP BP FC-003-321 FC-003-015 04/13/01 SPARE Y VT-3 

FWS-8F BP FC-003-318 FC-003-039 04//03/01 SPARE Y VT-3 

FWS-9-EAST BP FC-020-017 FC-020-017 04/09/01 REINSTALLED Y VT-3 

FWS-10A BP FC-010-101 FC-010-108 04/16/01 SPARE y VT-3 

MSS-9B-SOUTH BP FC-003-103 FC-003-108 04/13/01 SPARE Y VT-3
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