D txu

Wy

TXU Electric
Comanche Peak
Steam Electric Station
P.O.Box 1002

Glen Rose, TX 76043
Tel: 254 897 8920

Fax: 254 897 6652
lterry1@txu.com

C. Lance Terry Ref. #10CFRS50.55a(g)(5)(iii)

Senior Vice President & Principal Nuclear Officer

CPSES-200101761
Log # TXX-01132

File# 10010.1
905.2 (clo)

August 2, 2001

U. S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, DC 20555

SUBJECT: COMANCHE PEAK STEAM ELECTRIC STATION (CPSES) - UNIT 2
DOCKET NO. 50-446
SUPPLEMENT TO RELIEF REQUEST C-5 FOR UNIT 2
INSERVICE INSPECTION PROGRAM
(1986 EDITION OF ASME CODE, SECTION XI, NO ADDENDA;
UNIT 2 INTERVAL DATES: AUGUST 3, 1993 - AUGUST 3, 2003,
FIRST INTERVAL)

REF: 1) TXU Electric Letter, logged TXX-01110, from Mr. C. L, Terry
To the NRC dated June 22, 2001

Gentlemen:

Via this letter TXU Electric is submitting attached sketches to supplement Reference
1. These sketches depict field conditions (surface configuration between the pipe and
valve) and further explain the difficulties for completing the volumetric examination
as defined in Table IWB-2500-10of the ASME Code Section XI.
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There are no new licensing based commitments in the communication. Should you
have additional questions, please contact Obaid Bhatty at 254-897-5839.

Sincerely,

C.L. Terry

By:ﬁoﬂﬁ/v ﬁ. Wx%“

Roger 8. Walker
Regulatory Affairs Manager

OAB/dws
Attachments

cc: E. W. Merschoff, Region IV
J. A. Clark, Region IV
D. H. Jaffe, NRR
Resident Inspectors, CPSES
G. Bynog, TDLR
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CPSES UNIT 2- RELIEF REQUEST C-5 (continued)
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CPSES UNIT 2- RELIEF REQUEST C-5 (continued)

: Westinghouse Nuclear Service Division
! Inspection Services
PROFILE OF THE EXAMINATION VOLUME

j?Plam Amaaggc e Peak Unit 2 SketchInX-2-2577 REV.O

giSySt:m/Coxnp CONTRINMENT <PRAY Procedure TX-IST-20¢ Revi 1 re.142
W:Ld Idendficaton : 12, Date T==-94 Mﬂw—/
level I

e A7 R1Dg

wr
SgadeH Unisr™ Doz 7o

S yepdce oF VALE
Cul YATIRE

Lo.

70 ° DATUMA
JALVE. J'\ l

2 sI0E . .
AN ’ s S/OE.
i il
/ ’ : =.b.
Downe To Ag INSPLeTeD
a0 gt kT 54
. audl
LocATIoN OF PROFILE
D.

- -~

K Sreee Avbie, Derscr
Wice No7T Be 2&7‘51:74:5:4




Attachment 3

Page 6 of 8
CPSES UNIT 2- RELIEF REQUEST C-5 (continued)
Westinghouse Nuclear Service Division
Inspecton Services
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CPSES UNIT 2- RELIEF REQUEST C-5 (continued)
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CPSES UNIT 2- RELIEF REQUEST C-5 (continued)
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Inspection Services
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CPSES UNIT 2- RELIEF REQUEST C-5 (continued)
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