October 19, 1993

~—

Docket Nos. 50-424 Distribution

and 50-425 Docket File D.Hagan MNBB4702

PDII-3 R/F G.Hi11(4) P1-37

Mr. C. K. McCoy NRC/Local PDRs C.Grimes 11F23
Vice President - Nuclear S.Varga ACRS(10) P-135
Vogtle Project R.Hermann PA 2G5
Georgia Power Company C.E.Carpenter 0C/LFMB MNBB4702
P. 0. Box 1295 L.Berry E.Merschoff, RII

Birmingham, Alabama 35201 0GC 15B18
Dear Mr. McCoy:

SUBJECT: CORRECTION TO AMENDMENT NOS. 67 AND 46 - VOGTLE ELECTRIC
GENERATING PLANT, UNITS 1 AND 2 (TAC NOS. M85932 AND M85933)

The Nuclear Regulatory Commission issued Amendment No. 67 to Facility
Operating License NPF-68 and Amendment No. 46 to Facility Operating License
NPF-81 for the Vogtle Electric Generating Plant, Units 1 and 2, on
September 30, 1993. The amendments consist of changes to the Technical
Specifications (TS) in response to your application dated March 1, 1993, as
supplemented July 26 and August 27, 1993.

Due to an administrative error, Items 13, 14 and 15 of TS Table 3.3-1 on page
3/4 3-4, and Item 3.a.2 of TS Table 4.3-2 on page 3/4 3-37, were incorrectly
changed.

Please replace TS pages 3/4 3-4 and 3/4 3-37 with the enclosed revised pages.
We regret any inconvenience this may have caused.

. Sincerely,

/s/

C. E. Carpenter, Jr., Acting Project Manager
Project Directorate II-3

Division of Reactor Projects - I/II

Office of Nuclear Reactor Regulation

Enclosures:
Revised TS pages 3/4 3-4
and 3/4 3-37

cc w/enclosures:
See next page

OFC | LA:PD23:DRHE PM: PD23 : DRPE AD: PD23 2DRPE
NAME LGBerrqu 4ﬁ) CECarpenter:cw L4§h§kﬁé#% I
DATE | 10/ A /93 10//4 /93 (28| 10/ 1593 CF/

OFFICIAL RECORD COPY
FILE NAME: G:\VOGTLE\V0G85932.COR

019 MHEROR R meaa
331027008R 3%30%54 NaG HiE 6
R . =




S

UNITED STATES
NUCLEAR REGULATORY COMMISSION
WASHINGTON, D.C. 20555-0001

October 19, 1993

Docket Nos. 50-424
and 50-425

Mr. C. K. McCoy

Vice President - Nuclear
Vogtle Project

Georgia Power Company

P. 0. Box 1295
Birmingham, Alabama 35201

Dear Mr. McCoy:

SUBJECT: CORRECTION TO AMENDMENT NOS. 67 AND 46 - VOGTLE ELECTRIC
GENERATING PLANT, UNITS 1 AND 2 (TAC NOS. M85932 AND M85933)

The Nuclear Regulatory Commission issued Amendment No. 67 to Facility
Operating License NPF-68 and Amendment No. 46 to Facility Operating License
NPF-81 for the Vogtle Electric Generating Plant, Units 1 and 2, on
September 30, 1993. The amendments consist of changes to the Technical
Specifications (TS) in response to your application dated March 1, 1993, as
supplemented July 26 and August 27, 1993.

Due to an administrative error, Items 13, 14 and 15 of TS Table 3.3-1 on page
3/4 3-4, and Item 3.a.2 of TS Table 4.3-2 on page 3/4 3-37, were incorrectly
changed.

Please replace TS pages 3/4 3-4 and 3/4 3-37 with the enclosed revised pages.
We regret any inconvenience this may have caused.

Sincerely, ~

[T

C. E. Carpenter, Jr.; Acting Project Manager
Project Directorate II-3

Division of Reactor Projects - I/II

Office of Nuclear Reactor Regulation

Enclosures:
Revised TS pages 3/4 3-4
and 3/4 3-37

cc w/enclosures:
See next page
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TABLE 3.3-1 (Continued)
REACTOR TRIP SYSTEM INSTRUMENTATION

MINIMUM
TOTAL NO. CHANNELS CHANNELS APPLICABLE
FUNCTIONAL UNIT OF CHANNELS T0 TRIP OPERABLE MODES
b. Two Loops (Ab@ve P-7 and 3/Toop 2/1o0p in 2/1o0p 1f
below P-8) - ° two oper- each oper-
: ating loops ating loop
(LOOP1 LoOP2 LOOP3 LOOP4
FI-0414 FI-0424 FI-0434 FI-0444
FI-0415 'FI-0425 FI-0435 FI-0445
FI-0416 FI-0426 - FI-0436 FI-0446)
13. Steam Generator Water 4/stm. gen. 2/stm. gen. 3/stm. gen. 1, 2
Level--Low-Low in any oper- each oper-
ating stm. ating stm.
gen. gen.
(LOOP1 LOOP2 LOOP3 LOOP4
LI-0517 LI-0527 LI-0537 LI-0547
LI-0518 LI-0528 LI-0538 LI-0548
LI-0519 LI-0529 LI-0539 LI-0549
LI-0551 LI-0552 LI-0553 LI-0554)
14. Undervoltage--Reactor Coolant . ]
Pumps 4-2/bus 2' 3 1
15. Underfrequency--Reactor Coolant . ]
Pumps 4-2/bus 2' 3 1
16. Turbine Trip
a. Low Fluid 0i1 Pressure 3 2 2 1°
(PT-6161, PT-6162, PT-6163)
b. Turbine Stop Valve Closure 4 4 1 1°
17. Safety Injection Input
from ESF 2 1 2 1, 2

'See Specification 3.3.3.6
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TABLE 4.3-2 (Continued)

ENGINEERED SAFETY FEATURES ACTUATION SYSTEM INSTRUMENTATION -
SURVEILLANCE REQUIREMENTS
TRIP
ANALOG ACTUATING MODES
CHANNEL DEVICE MASTER SLAVE  FOR WHICH
CHANNEL CHANNEL OPERATIONAL OPERATIONAL ACTUATION RELAY RELAY SURVEILLANCE
FUNCTIONAL UNIT CHECK CALIBRATION TEST TEST LOGIC TEST TEST TEST IS REQUIRED
1. (Continued)
e. Steam Line S R Q N.A. N.A. N.A. N.AL L, 2#4, 384 |
Pressure-Low* (
(LOOP1 LOOP2 LOOP3 LOOP4
PI-0514A,B&C PI-0524A4B PI-0534A4B PI-0544A,B&C
PI-0515A PI-0525A PI-0535A PI-0545A
PI-0516A PI-0526A PI-0536A PI-0546A)
2. Containment Spray
a. Manual Initiation N.A. N.A. N.A. R N.A. N.A. N.A. 1, 2, 3, 4
b. Automatic Actuation N.A. N.A. N.A. N.A. - M(1) M(1) Q 1, 2, 3, 4
Logic and Actuation
Relays
c. Containment Pressure- S R Q N.A. N.A. N.A. N.A. 1##,2##,3##,4##
High-3** (PI-0934,
P1-0935, PI-0936, (
PI-0937) \
3. Containment Isolation
a. Phase "A" Isolation
1) Manual Initiation N.A. N.A. N.A. R N.A. N.A. N.A 1, 2, 3, 4
2) Automatic Actuation N.A. N.A. N.A. N.A M(1) M(1) Q 1, 2, 3, 4

Logic and Actuation
Relays

**See Specification 4.3.3.6.



Mr. C. K. McCoy
Georgia Power Company

(of o
Mr. J. A. Bailey

Manager - Licensing
Georgia Power Company

P. 0. Box 1295

Birmingham, Alabama 35201

Mr. J. B. Beasley

General Manager, Vogtle Electric
Generating Plant

P. 0. Box 1600

Waynesboro, Georgia 30830

Regional Administrator, Region II

U. S. Nuclear Regulatory Commission
101 Marietta Street, NW., Suite 2900
Atlanta, Georgia 30323

Office of Planning and Budget
Room 615B

270 Washington Street, SW.
Atlanta, Georgia 30334

Office of the County Commissioner
Burke County Commission
Waynesboro, Georgia 30830

Mr. J. D. Woodard

Senior Vice President -
Nuclear Operations

Georgia Power Company

P. 0. Box 1295

Birmingham, Alabama 35201

Vogtle Electric Generating Plant

Harold Reheis, Director
Department of Natural Resources
205 Butler Street, SE. Suite 1252
Atlanta, Georgia 30334

Attorney General

Law Department

132 Judicial Building
Atlanta, Georgia 30334

Mr. Alan R. Herdt

Project Branch #3

U. S. Nuclear Regulatory Commission
101 Marietta Street, NW. Suite 2900
Atlanta, Georgia 30323

-Mr. Dan H. Smith, Vice President

Power Supply Operations
Oglethorpe Power Corporation
2100 East Exchange Place
Tucker, Georgia 30085-1349

Charles A. Patrizia, Esquire
Paul, Hastings, Janofsky & Walker
12th Floor

1050 Connecticut Avenue, NW.
Washington, DC 20036

Arthur H. Domby, Esquire
Troutman Sanders

NationsBank Plaza

600 Peachtree Street, NE.
Suite 5200

Atlanta, Georgia 30308-2216

Resident Inspector

U. S. Nuclear Regulatory Commission
P. 0. Box 572

Waynesboro, Georgia 30830



