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THE ALLEGER STATED THEY RECENTLY LAID HIM OFF BECAUSE THE SYSTEM ENGINEER FUNCTION 

HE WAS DOING ON THE ICE CONDENSER DID NOT REQUIRE A FULL TIME POSITION. HE STATED 

THAT THE SYSTEM DID REQUIRE FULL TIME ATTENTION DUE TO THE MANY CHALLENGES THE 

SYSTEM PRESENTS BASED ON HIS MANY YEARS OF EXPERIENCE WITH IT. HE IS CONCERNED THE 

SYSTEM MAY DEGRADE AND NOT RECEIVE SUFFICIENT ATTENTION. THE CURRENTLY ASSIGNED 

PERSON (RESERVED) HAS TWO OTHER SYSTEMS ALSO.  

2 

THE ALLEGER ALSO HAD A TECHNICAL CONCERN INVOLVING BROKEN SCREWS WHICH WERE 

FOUND IN THE ICE CONDENSER IN 1995. A PER WAS INITIATED TO PERFORM AN EVALUATION. TVA 

INITIALLY PERFORMED A METALLURGICAL ANALYSIS. SUBSEQUENT TO THAT REPORT, THE ISSUE 

WAS GIVEN TO WESTINGHOUSE TO ANALYZE. THE ISSUE WAS VERY QUICKLY ANALYZED AWAY 

AND THE FIRST REPORT WAS NOT USED TO SUPPORT THE ANALYSIS. HE IS CONCERNED WHETHER 

THE ANALYSIS WAS ADEQUATE. THE ALLEGER CALLED DUKE POWER TO ASK IF THEY HAD 

EXPERIENCED A SIMILAR PROBLEM. THEY STATED THAT THEY FIND BROKEN SCREWS REGULARLY 

DURING OUTAGES AND REPLACE THEM WITH STAINLESS STEEL SCREWS. THEY IMPLIED TO HIM 

THAT THEY HAD PERFORMED AN INFORMAL INTERNAL ANALYSIS OF THE ISSUE AND DID NOT 

INVOLVE WESTINGHOUSE NOR DID THEY HIGHLIGHT THE ISSUE AS AN INDUSTRY PROBLEM. HE 

STATED THAT HE WOULD MAIL COPIES OF TWO REPORTS TO THE NRC OFFICE AT WATTS BAR.
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