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DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 13

PAGE: ISALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-6)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

INSTRUCTIONS 
**CALIBRATION BLOCK**

200921 13-STG-21 

TUBE SHEET TO STUB 

BARREL

C-A 

C1.30

UT 1 -
2- 
3- -

THE WESTINGHOUSE S/N FOR 

- - P -- THE NEW REPLACEMENT S/G 
IS 2171. (REF. SUM# 

202300, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959. MANUAL UT EXAMINATION 

PERFORMED IN AREAS WHERE M-UT WAS NOT POSSIBLE, DUE TO PHYSICAL LIMITATIONS. LIMITED EXAM, DUE TO STUB 

BARREL GEOMETRY.

200926 13-STG-22 C-A 

STUB BARREL TO SHELL A C1.10

UT 1------------
2 - - - - - - P 
32------------

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2171. (REF. SUM# 

202400, OLD S/G) 
**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.OA. P3-0879959. SEE CNF# SAM-006, FOR 

ACCEPTABLE MUTOW INDICATIONS IAW ASME SECTION XI.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 11

PAGE: 2SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO 0ETH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-4)

200930 11-STG-31 

SHELL A TO SHELL B

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 12 34 1 234

C-A UT 1 

C1.10 2------------
3

INSTRUCTIONS 
**CALIBRATION BLOCK**

NOT AT A GROSS 

STRUCTURAL 

DISCONTINUITY.  

REQUIRED.

NO EXAM



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 13

PAGE: 3SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 
SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-6)

200936 13-STG-23 C-A 

SHELL B TO TRANSITION C1.10 

CONE

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 23 4 1 234 1 234

UT 1------------
2----------- p 

3-------------

INSTRUCTIONS 
"**CALIBRATION BLOCK**

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2171. (REF. SUM# 

202500, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959. MANUAL UT EXAMINATION 

PERFORMED IN AREAS WHERE M-UT WAS NOT POSSIBLE, DUE TO PHYSICAL LIMITATIONS.

200941 13-STG-24 

TRANSITION CONE TO 

SHELL C

C-A 

C1. 10

UT 1 -
2- - -
3 - ---

P -

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2171. (REF. SUM# 

202600, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI BY SWRI AT THE SEA BROOK , UNDER P.O.P3-0879959. MANUAL UT EXAM PERFORMED IN AREAS WHERE H-UT WAS NOT 

POSSIBLE, DUE TO PHYSICAL LIMITATIONS. LIMITED UT, DUE TO LEVEL TAP NOZZLES & WELDED PADS.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 11

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-4)

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 12 34 1 2 34

INSTRUCTIONS 
**CALIBRATION BLOCK**

200945 11-STG-32 

SHELL C TO SHELL D

C-A 

Cl. 10

UT 1----------------------- - - -- -- --

2----------------------- - - -- -- --

3----------------------- - - -- -- ---

NOT AT A GROSS 

STRUCTURAL 

DISCONTINUITY. NO EXAM 

REQUIRED.

PAGE: 4



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 13

PAGE: 5SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-6)

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-OUTAGE----------

1 2 3 4 1 2 3 4 1 2 3 4
INSTRUCTIONS 

**CALIBRATION BLOCK**

200951 13-STG-25 C-A 

SHELL D TO UPPER HEAD C1.20

UT 1- - ------
2 ------- ---- P 

3 --- ------

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2171. (REF. SUM# 

202700, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA 

HEAD SIDE, DUE TO WELDED PADS.

BROOK FACILITY, UNDER P.O.# P3-0879959. LIMITED UT EXAM ON

NOZZLE-TO-VESSEL WELDS (REF. DWG. NO. A-6)

200956 32-MSN-2131-1 

HEAD TO NOZZLE

C-B MT 1-

C2.21 UT 2 - - -
3- - - -

THE WESTINGHOUSE S/N FOR 

- - P-THE NEW REPLACEMENT S/G 

IS 2171. (REF. SUM# 

202800, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959.

\ 200961 16-BFN-2131-1 

NOZZLE TO SHELL

C-B MT 

C2.21 UT

1---
2-

3-
P

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2171. (REF. SUM# 

202900, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959.

NOZZLE INSIDE RADIUS SECTION (REF. DWG. NO. A-6)

200971 32-MSN-2131-IRS C-B 

INSIDE RADIUS SECTION C2.22

UT 1 -
2-

3--
P -

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2171. (REF. SUM# 

202910, OLD S/G) 

**IR-CSCL-112-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.4 P3-0879959.

200976 16-BFN-2131-IRS C-B 

INSIDE RADIUS SECTION C2.22

UT 1 
2 ------- ---- P 

3- - -------

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2171. (REF. SUM# 

202920, OLD S/G) 

**IR-CSCL-112-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 14

SALEM NUCLEAR GENER 

INSERVICE INSPECTION 

CLASS 2 ALL STJ

INSPECTION INTERVAL

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY 

NUMBER IDENTIFICATION ITEM NO 

CIRCUMFERENTIAL WELDS (REF. DWG.

201201 14-STG-21 

TUBE SHEET TO STUB 

BARREL

C-A 

Cl. 30

95RF - PSI EXAM PERFORMED BY SWRI AT 

WHERE M-UT WAS NOT POSSIBLE.  

& BLOW DOWN TAP.  

201301 14-STG-22 C-A 

STUB BARREL TO SHELL A C1.10

NDE 
METH 

NO. A-7)

FIRS 
PERI 

1 2

UT 1 -

2- 

3- 

THE SEA BROOK FAC13 

THE MUT45 INDICATI( 

UT 1 -

2- 
3- -

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BRO(

TING STATION UNIT 1 

ROGRAM LONG TERM PLAN 

S COMPONENTS 

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

- -OUTAGE----------

4 1 2 3 4 1 2 34

p -

PAGE: 6 

INSTRUCTIONS 
**CALIBRATION BLOCK** 

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2172. (REF. SUM# 

203400, OLD S/G) 

**PL-3-CS-51-SAM**

VY, UNDER P.O.# P3-0879959. MANUAL UT PERFORMED IN AREAS 

; ARE GEO. REFLECTORS FROM THE SECONDARY SIDE DRAIN LINE 

- -THE WESTINGHOUSE S/N FOR 

- - - P---------- THE NEW REPLACEMENT S/G 
- -IS 2172. (REF. SUM# 

203500, OLD S/G) 

**PL-3-CS-51-SAM** 

FACILITY, UNDER P.O.# P3-0879959.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 12

SALEM NUCLEAR GENERJ 

INSERVICE INSPECTION i 

CLASS 2 ALL STm

INSPECTION INTERVAL

SUMMARY EXAMINATION AREA 
NUMBER IDENTIFICATION

AS1E 

SEC. XI 

CATEGY 
ITEM NO

NDE 
METH

FIRS 
PERI' 

1 2

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-5) 

201350 12-STG-31 C-A UT 1 -

SHELL A TO SHELL B C1.10 2 -
3 - -

I

I 

!ING STATION UNIT 1 

DGRAM LONG TERM PLAN 

PS COMPONENTS 

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

- - OUTAGE--------

4 1 2 3 4 1 2 34

- -- - -NOT AT A GROSS 
- -STRUCTURAL 

DISCONTINUITY. NO EXAM 

REQUIRED.

PAGE: 7

INSTRUCTIONS 
**CALIBRATION BLOCK**



SALEM NUCLEAR GENERJ 

INSERVICE INSPECTION i 

CLASS 2 ALL STJ

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-7)

201401 14-STG-23 C-A 

SHELL B TO TRANSITION C1.10 

CONE

FIRS 

PERI4 

12:

UT 1 

2
3-

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROC 

PERFORMED IN AREAS WHERE M-UT WAS NOT POSSIBLE, I

201502 14-STG-24 

TRANSITION CONE TO 

SHELL C

C-A UT 1 -

Cl.10 2 -
3 -

95RF - PSI BY SWRI AT THE SEA BROOK , UNDER PO P3-08799! 

ALLOWABLE LIMITS OF ASME CODE. INDICATION WAS RI 

WHERE M-UT WAS NOT POSSIBLE.

a

DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 14

ING STATION UNIT 1 

OGRAM LONG TERM PLAN 

US COMPONENTS 

PLAN STATUS 

SECOND 
PERIOD 

-- OUTAGE-

4 1 2 3 4 1

p P 

FACILITY, UNDER P.O.9 P3-0879959 

TO PHYSICAL LIMITATIONS.

PAGE: 8 

INSTRUCTIONS 
**CALIBRATION BLOCK**

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2172. (REF. SUM# 

203600, OLD S/G) 

**PL-3-CS-51-SAM** 

MANUAL UT EXAMINATION

THE WESTINGHOUSE S/N FOR 

- -- P-- - THE NEW REPLACEMENT S/G 
IS 2172. (REF. SUM# 

203700, OLD S/G) 

**PL-3-CS-51-SAM** 

SEE CNF# SAM-001, MUT45&60 INDICATIONS DID EXCEED THE 

)VED BY GRINDING @ SALEM. MANUAL UT PERFORMED IN AREAS

THIRD 
PERIOD 

2 34



SALEM NUCLEAR GENER 

INSERVICE INSPECTION 1 

CLASS 2 ALL STI

INSPECTION INTERVAL

ASME 
SEC. XI 

SUMMARY EXAMINATION AREA CATEGY 
NUMBER IDENTIFICATION ITEM NO 

CIRCUMFERENTIAL WELDS (REF. DWG.  

201550 12-STG-32 C-A 

SHELL C TO SHELL D C1.10

NDE 
METH 

NO. A-5) 

UT 1 
2 

3

FIRS 
PERI' 

1 2

PAGE: 9ING STATION UNIT 1 

DGRAM LONG TERM PLAN 

is COMPONENTS

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

- -OUTAGE-------
4 1 2 34 1 234

INSTRUCTIONS 
**CALIBRATION BLOCK**

NOT AT A GROSS 

STRUCTURAL 

DISCONTINUITY. NO EXAM 

REQUIRED.

DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 12

I



SALEM NUCLEAR GENERJ 

INSERVICE INSPECTION I 

CLASS 2 ALL STJ

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-7)

201601 14-STG-25 C-A 

SHELL D TO UPPER HEAD C1.20

FIRS 

PERIl 

1 2

UT 1 -

2- 

3- -

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROC 

PERFORMED IN AREAS WHERE M-UT WAS NOT POSSIBLE, I 

TO WELDED PADS.  

NOZZLE-TO-VESSEL WELDS (REF. DWG. NO. A-7)

201701 32-MSN-2141-1 

HEAD TO NOZZLE

C-B MT 

C2.21 UT

1 -
2-
3--

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROC

K-

201801 16-BFN-2141-1 

NOZZLE TO SHELL

C-B MT 

C2.21 UT

1 

2 
3 -

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROC 

NOZZLE INSIDE RADIUS SECTION (REF. DWG. NO. A-7

201806 32-MSN-2141-IRS C-B 

INSIDE RADIUS SECTION C2.22

UT 1 -

2-

3- -

PAGE: 10ING STATION UNIT 1 

:GRAM LONG TERM PLAN 

JS COMPONENTS

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

- -OUTAGE-------
4 1 2 34 1 234

P

INSTRUCTIONS 
**CALIBRATION BLOCK**

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2172. (REF. SUM# 

203800, OLD S/G) 

**PL-3-CS-51-SAM**

FACILITY, UNDER P.O.# P3-0879959. MANUAL UT EXAMINATION 

TO PHYSICAL LIMITATIONS. LIMITED UT, ON HEAD SIDE DUE

P -

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2172. (REF. SUM# 

203900, OLD S/G) 

**PL-3-CS-51-SAM**

FACILITY, UNDER P.O.# P3-0879959.

P -

- - - - THE WESTINGHOUSE S/N FOR 

- - - - THE NEW REPLACEMENT S/G 
IS 2172. (REF. SUM# 

204000, OLD S/G) 

**PL-3-CS-51-SAM**

FACILITY, UNDER P.O.# P3-0879959.

P -

- - - - THE WESTINGHOUSE S/N FOR 

- - - - THE NEW REPLACEMENT S/G 
IS 2172. (REF. SUM# 

204010, OLD S/G) 

**IR-CSCL-112-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BRO( ---~~~~~~~~~~~ ~ ~ ~ ---- --- --- --- --- --- -- - - - - - - - - - - - - - - - - - - - - - - - -

DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 14

FACILITY, UNDER P.OJ P3-0879959.  
ý ------- -------------------- -------------------------



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 14

PAGE: 11SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

201811 16-BFN-2141-IRS C-B UT 

INSIDE RADIUS SECTION C2.22

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 1 234 1 234

2 - - - - - - p - - - -
31------------

INSTRUCTIONS 
**CALIBRATION BLOCK**

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2172. (REF. SUM# 

204020, OLD S/G) 

**IR-CSCL-112-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 12

PAGE: 12SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-5)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

INSTRUCTIONS "**CALIBRATION BLOCK**

202301 12-STG-21 

TUBE SHEET TO STUB 

BARREL

C-A 

C1.30

UT 1- 
2-

3--
- - P -- ----

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2173. (REF. SUM# 

201200, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI BY SWRI AT THE SEA BROOK FACILITY, UNDER 

WHERE M-UT WAS NOT POSSIBLE, DUE TO PHYSICAL 

FROM THE SECONDARY SIDE DRAIN LINE.

P.O.# P3-0879959. MANUAL UT EXAMINATION PERFORMED IN AREAS 

LIMITATIONS. THE UT45 INDICATIONS ARE GEOMETRIC REFLECTORS

202401 12-STG-22 C-A 

STUB BARREL TO SHELL A Cl.10

UT 1 
2 - - - - - - P 
32-- ---------------------

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2173. (REF. SUM# 

201300, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.4 P3-0879959. SEE CNF# SAM-0004, 

THE MUTOW INDICATION IS ACCEPTABLE IAW ASME SECTION XI.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 13

PAGE: 13SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-6)

202450 13-STG-31 

SHELL A TO SHELL B

C-A 

Cl. 10

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTACE-----------
1 2 34 123 4 1 23 4

UT 1 
2----------------------- - - -- -- --

3 - - - - - - - - - - - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NOT AT A GROSS 

STRUCTURAL 

DISCONTINUITY. NO EXAM 

REQUIRED.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 12

PAGE: 14SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-5)

202501 12-STG-23 C-A 

SHELL B TO TRANSITION C1.10 

CONE

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 12 34 1 2 34

UT 1------------
2 - - - - - - p 
32------------

INSTRUCTIONS 
"**CALIBRATION BLOCK**

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2173. (REF. SUM# 

201400, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959. MANUAL UT EXAMINATION 

PERFORMED IN AREAS WHERE M-UT WAS NOT POSSIBLE, DUE TO PHYSICAL LIMITATIONS.

202601 12-STG-24 

TRANSITION CONE TO 

SHELL C

C-A 

C1.10

UT 1 -
2---
3-

P -

- - - - THE WESTINGHOUSE S/N FOR 

- - - - THE NEW REPLACEMENT S/G 
IS 2173. (REF. SUM# 

201500, NEW S/G) 

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959. MANUAL UT EXAMINATION 

PERFORMED IN AREAS WHERE M-UT WAS NOT POSSIBLE, DUE TO PHYSICAL LIMITATIONS. LIMITED EXAM, DUE TO LEVEL 

TAP NOZZLES.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 13

PAGE: 15SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-6)

202650 13-STG-32 

SHELL C TO SHELL D

C-A 

Cl. 10

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 23 4 1 234 1 234

UT 1 - - - - - - - - - - -

2----------------------- - - -- -- --

3 - - - - - - - - - - - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NOT AT A GROSS 

STRUCTURAL 

DISCONTINUITY. NO EXAM 

REQUIRED.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 12

PAGE: 16SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 
SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-5)

202701 12-STG-25 C-A 

SHELL D TO UPPER HEAD C1.20

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

1 OUTAGE-------------
1 2 34 12 34 1 234

UT 1----------------------- - - -- -- ---
2- 
3- -

p -

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2173. (REF. SUM# 

201600, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959. SEE CNF# SAM-005, THE 

MUTOW INDICATION IS ACCEPTABLE IAW ASME SECTION XI. LIMITED EXAM ON HEAD SIDE, DUE TO WELDED PADS.  

NOZZLE-TO-VESSEL WELDS (REF. DWG. NO. A-5)

202801 32-MSN-2121-1 

HEAD TO NOZZLE

C-B MT 1

C2.21 UT 2--
3- - -

p -

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2173. (REF. SUM# 

201700, OLD S/G) 

**51-SAM/88-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK 

NOZZLE SIDE, DUE TO NOZZLE CONFIGURATION.

FACILITY, UNDER P.O.# P3-0879959. EXAM LIMITED TO 4" ON

202901 16-BFN-2121-1 

NOZZLE TO SHELL

C-B MT 1

C2.21 UT 2 - - - - - - P -

3- - -----

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2173. (REF. SUM# 

201800, OLD S/G) 

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959.  

NOZZLE INSIDE RADIUS SECTION (REF. DWG. NO. A-5)

202911 32-MSN-2121-IRS C-B 

INSIDE RADIUS SECTION C2.22

UT 1 
2- - ----

3- - -----

P-

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2173. (REF. SUM# 

201805 OLD S/G) 

**IR-CSCL-112-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959.



DATE: 07/27/2001

REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

STEAM GENERATOR 12

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

EXAMINATION AREA CATEGY NDE 

IDENTIFICATION ITEM NO METH 

16-BFN-2121-IRS C-B UT 

INSIDE RADIUS SECTION C2.22

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 1 234 1 234

1 

2 
3

p-

INSTRUCTIONS 
**CALIBRATION BLOCK** 

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2173. (REF. SUM# 

201810, OLD S/G) 

**IR-CSCL-112-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959.

SUMMARY 
NUMBER 

202921

PAGE: 17



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 11

PAGE: 18SALEM NUCLEAR GENERATING STATION UNIT I 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-4)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

203401 11-STG-21 

TUBE SHEET TO STUB 

BARREL

C-A 

C1.30

UT 1-
2- 

3--
C P 

- X- - -----

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2174. (REF. SUM# 

200920, OLD S/G). THE 

SCH. "C" IN 2/2/2 IS 

FROM THE DELETED SUM# 

200920 FOR ALLOCATION % 

PURPOSES.  

**PL-3-CS-51-SAM**

95RF - PSI BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.* P3-0879959. MANUAL UT PERFORMED IN AREAS WHERE M-UT WAS 

NOT POSSIBLE, DUE TO PHYSICAL LIMITATIONS. THE MUT45 INDICATIONS ARE GEOMETRIC REFLECTORS FROM THE 

SECONDARY SIDE DRAIN LINE.

203501 11-STG-22 C-A 

STUB BARREL TO SHELL A Cl.10

UT 1 
2 - ------ ---- P 

3- - -------

- C 
X

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT SIG 

IS 2174. (REF. SUM# 

200925, OLD SIG) 

**PL-3-CS-51-SAM**

O1RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959.



DATE: 07/27/2001

REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

STEAM GENERATOR 14

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-7)

203550 14-STG-31 

SHELL A TO SHELL B

C-A 

Cl. 10

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 23 4

UT 1----------------------- - - -- -- --

2----------------------- - - -- -- --

3----------------------- - - -- -- ---

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

NOT AT A GROSS 

STRUCTURAL 

DISCONTINUITY. NO EXAM 

REQUIRED.
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DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 11

PAGE: 20SALEM NUCLEAR GENERATING STATION UNIT I 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY 

NUMBER IDENTIFICATION ITEM NO 

CIRCUMFERENTIAL WELDS (REF. DWG.  

203601 11-STG-23 C-A 

SHELL B TO TRANSITION Cl.10 

CONE

NDE 
METH 

NO. A-4)

FIRST 
PERIOD 

1 2 3 4

UT 1 -
2c - -

3x - - -

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34

-- p ----

INSTRUCTIONS 
**CALIBRATION BLOCK** 

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2174. (REF. SUM# 

200935, OLD S/G). THE 

SCH. "C" IN 2/1/1 IS 

FROM THE DELETED SUM# 

200935 FOR ALLOCATION % 

PURPOSE S.  

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959. MANUAL UT EXAMINATION 

PERFORMED IN AREAS WHERE M-UT WAS NOT POSSIBLE, DUE TO PHYSICAL LIMITATIONS.

203701 11-STG-24 

TRANSITION CONE TO 

SHELL C

C-A UT 1-

C1.10 2 - C 
3-X - -

p -- ----

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2174. (REF. SUM# 

200940, NEW S/G). THE 

SCH. "C" IN 2/1/2 IS 

FROM THE DELETED SUM# 

200940 FOR ALLOCATION % 

PURPOSES.  

**PL-3-CS-51-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959. MANUAL UT EXAMINATION 

PERFORMED IN AREAS WHERE M-UT WAS NOT POSSIBLE, DUE TO PHYSICAL LIMITATIONS. LIMITED EXAM, DUE TO LEVEL 

TAP NOZZLES & WELDED PADS.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 14

PAGE: 21SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-7)

203750 14-STG-32 

SHELL C TO SHELL D

C-A 

Cl. 10

PLAN STATUS 

FIRST SECOND THIRD 

PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 1 234 1 23 4

UT 1----------------------- - - -- -- --
2------------------- - - ---- ---
3------------------- - - ---- ----

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NOT AT A GROSS 

STRUCTURAL 

DISCONTINUITY. NO EXAM 

REQUIRED.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 11

PAGE: 22SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUIOIARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. A-4)

203801 11-STG-25 

SHELL D TO UPPER HEAD

C-A 

Cl. 20

FIRST 
PERIOD 

1 2 3 4

UT 1-
2-

3--

PLAN STATUS 

SECOND THIRD 

PERIOD PERIOD 

OUTAGE--------
1 2 34 1 23 4

- P - R C 
- X

INSTRUCTIONS 
**CALIBRATION BLOCK** 

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2174. (REF. SUM# 

200950, OLD SIG) 

**PL-CS-4.5-88-SAM**

01RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959. MANUAL UT EXAMINATION 

PERFORMED IN AREAS WHERE M-UT WAS NOT POSSIBLE, DUE TO PHYSICAL LIMITATIONS. LIMITED EXAM ON HEAD SIDE, 

DUE TO WELDED PADS.  

99RF - THIS EXAM IS RESCHEDULED TO S1RFO#14, DUE TO THE LACK OF SCAFFOLDING SUPPORT.  

NOZZLE-TO-VESSEL WELDS (REF. DWG. NO. A-4)

203901 32-MSN-2111-1 

HEAD TO NOZZLE

C-B MT 1-

C2.21 UT 2 - - -
3- - - -

-P - R C - -

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2174. (REF. SUM# 

200955, OLD S/G) 

**PL-CS-4.5-88-SAM**

01RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959. EXAMINATION LIMITED 

ON NOZZLE SIDE DUE TO NOZZLE CONFIGURATION.  

99RF - THIS EXAM IS RESCHEDULED TO S1RFO#14, DUE TO THE LACK OF SCAFFOLDING SUPPORT.

204001 16-BFN-2111-1 

NOZZLE TO SHELL

C-B MT 

C2.21 UT 2 - P--- - - C -

3 --------------- -- x

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2174. (REF. SUM# 

200960, OLD S/G).  

LIMITATION: (UT) 

LIMITED TO 70.64% (MT) 

LIMITED TO 85.21% DUE TO 

INSULATION RING ON 

SHELL.  

**PL-3-CS-51-SAM**

01RF - W/O# 50009730 TO PERFORM NDE. LIMITATION: (UT) LIMITED TO 70.64% (MT) LIMITED TO 85.21% DUE TO INSULATION 

RING ON SHELL.  

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959. EXAMINATION LIMITED 

ON NOZZLE SIDE DUE TO NOZZLE CONFIGURATION.



DATE: 07/27/2001 

REVISION: 0 

STEAM GENERATOR 11

PAGE: 23SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL- PLAN STATUS 

ASME FIRST SECOND THIRD 

SEC. XI PERIOD PERIOD PERIOD 

SUMMARY EXAMINATION AREA CATEGY NDE O----------- 0 U T A G E------

NUMBER IDENTIFICATION ITEM NO METH 1 2 3 4 1 2 3 4 1 2 3 4 

NOZZLE INSIDE RADIUS SECTION (REF. DWG. NO. A-4)

204011 32-MSN-2111-IRS C-B 

INSIDE RADIUS SECTION C2.22

UT 1 -
2-
3--

P - R C 
- X

INSTRUCTIONS 
**CALIBRATION BLOCK** 

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT SIG 

IS 2174. (REF. SUM# 

200970, OLD SIG) 

** IR-CSCL-112-SAM**

W/O# 50009730 TO PERFORM NDE.  

PSI EXAMINATION PERFORMED BY SWRI AT THE SEA 

THIS EXAM IS RESCHEDULED TO S1RFO#14, DUE TO

BROOK FACILITY, UNDER P.O.# P3-0879959.  

THE LACK OF SCAFFOLDING SUPPORT.

204021 16-BFN-2111-IRS C-B 

INSIDE RADIUS SECTION C2.22

UT 1-
2-

3--
- C P 

X - -

THE WESTINGHOUSE S/N FOR 

THE NEW REPLACEMENT S/G 

IS 2174. (REF. SUM# 

200975, OLD SIG). THE 

SCH. "C" IN 2/1/2 IS 

FROM THE DELETED SUM# 

200975 FOR ALLOCATION % 

PURPOSES.  

**IR-CSCL-112-SAM**

95RF - PSI EXAMINATION PERFORMED BY SWRI AT THE SEA BROOK FACILITY, UNDER P.O.# P3-0879959.

01RF 

95RF 

99RF -



DATE: 07/27/2001 

REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

BORON INJECTION TANK

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 1 

CIRCUMFERENCIAL WELDS (REF. DWG. NO. B-108)

204400 1-BIT-A 

LOWER HEAD TO 

TRANSITION PIECE

C-A 

Cl. 10

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-34 OUTAGE-----------
2 34 1 23 4 1 23 4

UT 1 
2 - x - - - -
3 - - - - - - - - - X -

01RF - W/O# 50009730 TO PERFORM NDE. (UT) EXAM LIMITED TO 85.9% OF CODE REQUIRED VOLUME 

NOZZLES.  

91 - EXAMINED 82% OF THE CODE REQUIRED VOLUME FOR CIRCUMFERENTIAL INDICATIONS AND 90% 

LIMITED EXAM DUE TO VESSEL SUPPORTS AND 1" NOZZLES.

204410 1-BIT-B 

TRANSITION PIECE TO 

SHELL

C-A 

C1. 10

UT 1-
2 - K 

3----

INSTRUCTIONS 
**CALIBRATION BLOCK**

LIMITATION: (UT) EXAM 

LIMITED TO 85.9% OF CODE 

REQUIRED VOLUME DUE TO 

VESSEL SUPPORTS AND 

NOZZLES.  

**PL-CSCL-3.0-76-SAMR** 

DUE TO VESSEL SUPPORTS AND 

FOR AXIAL INDICATIONS.  

LIMITATION: (UT) EXAM 

LIMITED TO 65.5% OF CODE 

REQUIRED VOLUME DUE TO 

INSULATION RING, BRANCH 

CONNECTIONS, AND WELDED 

LUGS.  

**76-SAM-R/42-SAM**

01RF - W/O# 50009730 TO PERFORM NDE. (UT) EXAM LIMITED TO 65.5% OF CODE REQUIRED VOLUME DUE TO INSULATION RING, 

BRANCH CONNECTIONS, AND WELDED LUGS.  

91 - EXAMINED 73% OF THE CODE REQUIRED VOLUME FOR CIRCUMFERENTIAL INDICATIONS AND 58% FOR AXIAL INDICATIONS.  

LIMITED EXAM DUE TO VESSEL SUPPORTS, PERMANENT INSULATION AND LUGS.

204420 1-BIT-C 

SHELL TO TRANSITION 

PIECE

C-A UT 1-

Cl.10 2---
3----

- -- - C - -

- -- - X - - -

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.

204430 I-BIT-D 

TRANSITION PIECE TO 

UPPER HEAD

C-A 

Cl. 10

UT 1 -

2- - -
3 - ---

- -- - C - -

- -- - X - - -

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.

PAGE: 24
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DATE: 07/27/2001 

REVISION: 0 

BORON INJECTION TANK

PAGE: 25SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

NOZZLE TO SHELL WELDS (REF. DWG. NO. B-10

204440 1-BIT-I C-B 

INLET NOZZLE TO SHELL C2.21

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

MT 1------------

UT 2- C - --- ------

3- X -----------

INSTRUCTIONS 
**CALIBRATION BLOCK**

**PL-CSCL-3.0-76-SAMR**

91 - EXAMINED 50% OF THE CODE REQUIRED VOLUME FOR CIRCUMFERENTIAL INDICATIONS AND 22% FOR AXIAL INDICATIONS.  

LIMITED UT EXAM DUE TO NOZZLE CONFIGURATION.

204450 1-BIT-2 C-B 

OUTLET NOZZLE TO SHELL C2.21

MT 

UT
21- - -

2 - - - -
C - -

- - - - C - - -

LIMITATION: EXAMINED 

(UT) 21.2% OF THE CODE 

REQUIRED VOLUME, DUE TO 

THE NOZZLE 

CONFIGURATION.  

**76-SAM-R**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.  

TO THE NOZZLE CONFIGURATION.

LIMITATION: EXAMINED (UT) 21.2% OF THE CODE REQUIRED VOLUME, DUE

SUPPORTS (REF. DWG. NO. B-108)

204480 1-BIT-VS-I 

SUPPORT AT 45 DEG.

C-C 

C3. i0

MT I-
2 -c 

3- X

91 - EXAMINED 90% OF THE CODE REQUIRED AREA. LIMITED EXAM DUE TO INSULATION SUPPORT.

204490 I-BIT-VS-2 

SUPPORT AT 135 DEG.

C-C 

C3.10

MT 1 -

2 - - -

3 - - - -

92 - LIMITED EXAM DUE TO INSULATION SUPPORT RING. EXAMINED OVER 90% OF REQUIRED AREA.

204500 1-BIT-VS-3 

SUPPORT AT 225 DEG.

C-C MT 1 - - - - - - - - - - -

C3. 10 2---- --- --- --- --- ---------C - -
3 - - - - - - - - - - - -

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.

204510 1-BIT-VS-4 

SUPPORT AT 315 DEG.

C-C 

C3.10

MT 1 -
2- 
3- -

- -- - C - - -

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.

C



DATE: 07/27/2001 

REVISION: 0 

BORON INJECTION TANK

PAGE: 26SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

BOLTING (REF. DWG. NO. B-108)

204520 1-BIT-STUD-i THRU 16 C-D 

MANWAY STUDS C4.10

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 12 34 1 23 4

UT I1-----------
2 - K - - - R - - - C 
3 - - - - - - - - - x -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

16 STUDS.  

**2.563-8-12-MSIV-82A-SA 

M**

01RF - W/O# 50009730 TO PERFORM NDE.  

91 - EXAMINED 16 STUDS IN PLACE.  

93 - EXAM DELETED. THIS EXAM WAS PERFORMED DURING A PREVIOUS OUTAGE IN THE 2ND INTERVAL.



DATE: 07/27/2001 

REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

CHEMICAL AND VOLUME CONTROL TANK

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. B-2)

FIRST 
PERIOD 

12 3 4

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

204700 1-CVCT-1 

UPPER HEAD TO SHELL

C-A UT 1 - C -

C1.20 2 K - -
3----

- -- - C - -

- -- - X - - -

LIMITATION: EXAMINED 

(UT) 95.2% OF THE CODE 

REQUIRED VOLUME, DUE TO 

THE OBSTRUCTION FROM 

WELDED LUGS AND PIPING.  

WELD LENGTH = 300".  

BASELINE EXAM PERFORMED 

ON 20% (60") OF WELD 

LENGTH. CODE CASE 

N-435-1 APPLIES.  

**PL-SS-.250-97-SAM**

89 - 100% OF WELD LENGTH EXAMINED. LIMITED EXAMINATION DUE TO WELDED LUG. EXAMINED 95% OF CODE REQUIRED 

VOLUME.  

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. THE UT 45 REVEALED ACCEPTABLE GEOMETRIC REFLECTORS FROM THE WELD 

ROOT CONFIGURATION. LIMITATION: EXAMINED (UT) 95.2% OF THE CODE REQUIRED VOLUME, DUE TO THE OBSTRUCTION 

FROM WELDED LUGS AND PIPING.

204800 1-CVCT-2 

SHELL TO LOWER HEAD

C-A 
C1.20

UT 1 - C -
2- - -

3 S s - -

A - -
LIMITATION: EXAM (UT) 
81.6% OF THE CODE REQ.  

VOL., DUE TO A WELDED 

SUPPORT OBSTR. CODE 

CASE N-435-1 APPLIES.  

WELD = 300". PSI 

PERFORMED ON 20% (60") 

OF WELD. DURING 2/3/1 

FRACT. ANAL. (PSBP# 

324393). 50.59 EVAL 

70001790) SCH'D EXAM FOR 

NEXT 3 RFO 

**PL-SS-.250-97-SAM**

01RF - W/O# 50009730 TO PERFORM NDE. RE-EXAM PREVIOUS INDICATION DISCOVERED IN RFO #13. AND FOUND INDICATIONS HAVE 

NO CHANGE IN SIZE.  

99RF - FTI W.O.#50000402 (NDE). THE UT45 FOUND (2) INDICATIONS (NOT# 20008368). **FRACTURE ANALYSIS (PSBP# 

324393). **50.59 EVAL (SAP# 70001790). LIMITATION: EXAMINED (UT) 81.6% OF THE CODE REQUIRED VOLUME, DUE 

TO A WELDED SUPPORT OBSTRUCTIONS.
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DATE: 07/27/2001 

REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

CHEMICAL AND VOLUME CONTROL TANK

INSPECTION INTERVAL_

ASME FIR 
SEC. XI PER 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 1 2 

INTEGRALLY WELDED SUPPORTS (REF. DWG. NO. B-2)

ST 
IOD 

3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

204810 1-CVCT-2VS-1 THRU 8 

VESSEL SUPPORT

C-C 

C3. 10
PT 1 - y 2 

2 - - - - - - - - - C 
3 - - - - - - - - - x

REF. SUM# 522470 

(1-CVCT). REDEFINED AS 

2VS-1 THRU 8. SEE 

SUMMARY NOS. 204810, 

204820, 204830 & 204840.  

BASELINE EXAMINATION WAS 

PERFORMED IN OUTAGE 2.  

PT EXAM LIMINATED DUE TO 

LEG OF SUPPORT.

01RF - W/O# 50009730 TO PERFORM NDE. PT EXAM LIMINATED DUE TO LEG OF SUPPORT.

N->
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DATE: 07/27/2001

REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

EXCESS LETDOWN HEAT EXCHANGER

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. B-3)

204860 1-ELHEX-1 

FLANGE TO SHELL

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
12 34 12 34 1 234

C-A UT 1 - C -

Cl. 10 2C - -

3x - - -

INSTRUCTIONS 
**CALIBRATION BLOCK**

WELD LENGTH = 30-1/8".  

BASELINE EXAM PERFORMED 

ON 100% OF WELD LENGTH.  

NO UT UPSTREAM DUE TO 

FLANGE CONFIGURATION.  

NO UT DOWNSTREAM DUE TO 

BRANCH CONNECTION.  

**9.5-SS-X-.750-86-SAM**

89 - NO EXAMINATION FROM THE FLANGE SIDE DUE TO FLANGE CONFIGURATION AND LIMITED EXAMINATION DUE TO SMALL 

DIAMETER NOZZLES ON THE SHELL SIDE. EXAMINED 69% OF THE CODE REQUIRED VOLUME.

204870 1-ELHEX-2 

SHELL TO LOWER HEAD

C-A 

C1.20

UT 1 - C -
2 ------- -------- C - -
3 ------- -------- X - -

LIMITATION: EXAMINED 

(UT) 71.7% OF THE CODE 

REQUIRED VOLUME, DUE TO 

THE TWO BRANCH 

CONNECTIONS 

CONFIGURATION.  

WELD LENGTH = 30".  

BASELINE EXAM PERFORMED 

ON 100% OF WELD LENGTH.  

**9.5-SS-X-.750-86-SAM**

99RF - FTI UNDER W.O.#50000402 (NDE). THE UT45 REVEALED ACCEPTABLE GEO. REFLECTORS FROM THE WELD ROOT CONFIG. & 

INTERNAL ATTACH'S. LIMITATION: EXAMINED (UT) 71.7% OF THE CODE REQUIRED VOLUME, DUE TO THE TWO BRANCH 

CONNECTIONS CONFIGURATION.
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REGENERATIVE HEAT EXCHANGER
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ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. B-7)

205085 1-RHE-I 

CAP TO SHELL

C-A 

Cl. 10

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 123 4 1 234

UT 1 - - C 
2 -C 

3- X

INSTRUCTIONS "CALIBRATION BLOCK** 

WELD LENGTH = 30".  

BASELINE EXAM PERFORMED 

ON 20% (6") OF WELD 

LENGTH.  

**9.5-SS-X-. 750-86-SAM**

91 - EXAMINED 100% (30") OF WELD LENGTH. EXAMINED 100% OF THE CODE REQUIRED VOLUME. LIMITED EXAM.

INTEGRALLY WELDED SUPPORTS (REF. DWG. NO. B-7)

205087 1-RHE-1VS-1&2 

VESSEL SUPPORT

C-C PT 1 -- ------

C3.10 2- - ------
3 - - - ------

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.  

CIRCUMFERENTIAL WELDS (REF. DWG. NO. B-7)

205090 1-RHE-2 

SHELL TO TUBE SHEET

C-A UT 1 -- C- ----

C1.30 2 - C -- ----
3 - X -- -----

WELD LENGTH = 30".  

BASELINE EXAM PERFORMED 

ON 20% (6") OF WELD 

LENGTH FROM L=3" TO 9" 

(ONLY AREA ACCESSIBLE).  

REF. WEST. NSAL-00-002 

(REGEN HX EXCHGR TUBE 

SHEET UNDERSIZED WELDS).  

**9.5-SS-X-.750-86-SAM[**

91 - EXAMINED 100% (30") OF 

CONNECTION AND HANGER.  

205095 1-RHE-3 

TUBE SHEET TO SHELL

WELD LENGTH. EXAMINED 99% OF THE CODE REQUIRED VOLUME. LIMITED EXAM DUE TO BRANCH

C-A 

C1.30

UT 1 - - C 
2 -C 

3- X

WELD LENGTH = 30".  

BASELINE EXAM PERFORMED 

ON 20% (6") OF WELD 

LENGTH FROM L=3" TO 9" 

(ONLY AREA ACCESSIBLE).  

REF. WEST. NSAL-00-002 

(REGEN EX EXCHGR TUBE 

SHEET UNDERSIZED WELDS).  

**9.5-SS-X-.750-86-SAM**

91 - EXAMINED 100% (30") OF WELD LENGTH. EXAMINED 75% OF THE CODE REQUIRED VOLUME FOR CIRCUMFERENTIAL 

INDICATIONS AND 0% FOR AXIAL INDICATIONS. LIMITED EXAM DUE TO BRANCH CONNECTION, HANGER AND RESTRAINT.  
i~~ -----.. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .... . . . . . . . . . . . . . . . . . . . . . . . . . . . . .- - - - - - - - - - - - - - - - - - - - - - - - -
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REGENERATIVE HEAT EXCHANGER

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

205100 1-RHE-4 C-A UT 1 

SHELL TO CAP C1.10 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34

- - C------------------ - -- ---

- C------------------ - -- ---

- X------------------ - -- ----

INSTRUCTIONS 
**CALIBRATION BLOCK** 

WELD LENGTH = 30".  

BASELINE PERFORMED ON 

20% (6") OF WELD LENGTH.  

**9.5-SS-X-.750-86-SAM**

91 - EXAMINED 100% (30") OF WELD LENGTH.

205105 1-RHE-5 

CAP TO SHELL

C-A 

Cl.10

UT 1 - - C 
2---
3----

C 

X

WELD LENGTH = 30".  

BASELINE EXAM PERFORMED 

ON 20% (6") OF WELD 

LENGTH.  

**9.5-SS-X-.750-86-SAM**

93 - W.O.#931121035 TO PERFORM NDE. THE UT45 INDICATION IS A GEOMETRIC REFLECTOR FROM THE INSIDE SURFACE.

INTEGRALLY WELDED SUPPORTS (REF. DWG. NO. B-7)

205107 1-RHE-5VS-1&2 

VESSEL SUPPORT

C-C PT 1-

C3.10 2 - - -
3----

CIRCUMFERENTIAL WELDS (REF. DWG. NO. B-7)

205110 1-RHE-6 

SHELL TO TUBE SHEET

C-A 

Cl. 30

UT 1 - - C 
2--- 
3- - - -

- R - -- ----

WELD LENGTH = 30".  

BASELINE EXAM PERFORMED 

ON 20% (6") OF WELD 

LENGTH FROM L=3" TO 9" 

(ONLY AREA ACCESSIBLE).  

**9.5-SS-X-.750-86-SAM**

93 - THIS WELD WAS DELETED, DUE TO A DUPLICATED EXAM. SEE SUMMARY #205090 & 205095.

205115 1-RHE-7 

TUBE SHEET TO SHELL

C-A UT 1 - - C 

C1.30 2- ----- R-- ----

3-------------

WELD LENGTH = 30".  

BASELINE EXAM PERFORMED 

ON 20% (6") OF WELD 

LENGTH FROM L=3" TO 9" 

(ONLY AREA ACCESSIBLE).  

**9.5-SS-X-.750-86-SAM**

93 - THIS WELD WAS DELETED, DUE TO A DUPLICATED EXAM. SEE SUMMARY #205090 & 205095.
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1-RHE-8 

SHELL TO CAP

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-A UT 

C1.10 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

-- - C 

C

INSTRUCTIONS 
**CALIBRATION BLOCK** 

WELD LENGTH = 30".  

BASELINE EXAM PERFORMED 

ON 20% (6") OF WELD 

LENGTH.

93 - W.O.#931121035 TO PERFORM NDE. THE UT45 AND UT60 INDICATIONS ARE GEOMETRIC REFLECTORS FROM THE WELD ROOT.

205125 1-RHE-9 

CAP TO SHELL

C-A 

Cl. 10

UT 1 - C 
2---
3-- - -

WELD LENGTH = 30".  

BASELINE EXAM PERFORMED 

ON 20% (6") OF WELD 

LENGTH.  

**9.5-SS-X-.750-86-SAM**

INTEGRALLY WELDED SUPPORTS (REF. DWG. NO. B-7)

205127 1-RHE-9VS-1&2 

VESSEL SUPPORT

C-C 

C3. 10

PT 1-

2- - -
3 -- --

CIRCUMFERENTIAL WELDS (REF. DWG. NO. B-7)

205130 1-RHE-10 

SHELL TO SHELL 

205135 1-RHE-II 

SHELL TO TUBE SHEET

C-A 

Cl. 10

UT 1 -

2- - -

3- - - -

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY, SELECTION 

NOT REQUIRED.  

**9.5-SS-X-.750-86-SAM** 

NO BASELINE EXAM 

PERFORMED DUE TO 

NON-REMOVABLE RESTRAINT 

AND INSULATION.  

**9.5-SS-X-.750-86-SAM**

C-A UT 1 

C1.30 2 
3

SUMMARY 
NUMBER 

205120
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205140 1-RHE-12 

TUBE SHEET TO SHELL

205145 1-RHE-13 

SHELL TO CAP

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-A UT 

C1.30

C-A 

C1.10

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

"**CALIBRATION BLOCK**

1 ----------------------- NO BASELINE EXAM 

2 ----------------------- PERFORMED DUE TO 

3 NON-REMOVABLE RESTRAINT 

AND INSULATION.  
**9.5-SS-X-.750-86-SAM**

UT 1 - - C 
2 - - -

3 - - - -

WELD LENGTH = 30".  

BASELINE EXAM PERFORMED 

ON 20% (6") OF WELD 

LENGTH.  

**9.5-SS-X-.750-86-SAM**
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CIRCUMFERENTIAL WELDS (REF. DWG. NO. B-8)

205150 11-RHRHEX-1 

FLANGE TO SHELL

C-A 

Cl. 10

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
12 34 1 234 1 23 4

UT 1 - C- - ----

2 c 
3 - - - - x - - -

89 - NO EXAMINATION FROM THE FLANGE SIDE DUE TO FLANGE CONFIGURATION AND 

TO NOZZLE INTERFERENCE. EXAMINED 80% OF THE CODE REQUIRED VOLUME.

INSTRUCTIONS 
**CALIBRATION BLOCK**

- - - - WELD LENGTH = 117".  
- - - - BASELINE EXAM PERFORMED 

ON 20% (24") OF WELD 

LENGTH. NO UT UPSTREAM 

DUE TO FLANGE 

CONFIGURATION.  

**PL-SS-.750-85-SAM** 

LIMITED EXAMINATION FROM THE SHELL DUE

205160 11-RHRHEX-2 

SHELL TO FLANGE

C-A 

C1.10

UT 1 - C -
2- - ------

3- - -------
R C 
- X

o1RF - w/o# 50009730 TO PERFORM NDE. (UT) EXAM LIMITED TO 16.03% OF CODE REQUIRED VOLUME 

SUPPORTS. RECORDABLE GEOMETRY DUE TO DIVIDER PLATE.  

99RF - RESCHEDULED TO S1RFO#14, DUE TO DELAYED DELIVERY OF MODIFIED CLEK 85-SAM.

LIMITATION: (UT) 
LIMITED TO 16.03% OF 

CODE REQUIRED VOLUME DUE 

TO FLANGE CONFIGUATION 

AND VESSEL SUPPORTS.  

GEOMETRY INDICATIONS DUE 

TO DIVIDER PLATE.  

**PL-SS-.750-85-SAM** 

DUE TO FLANGE AND VESSEL

NOZZLE-TO-SHELL WELDS (REF. DWG. NO. B-8)

205163 11-RHRHEX-IN 

NOZZLE TO SHELL

C-B PT 1 - C -

C2.21 UT 2 C - -
3X - - -

NO UT FROM UPSTREAM SIDE 
DUE TO NOZZLE 

CONFIGURATION. LIMITED 

UT FROM DOWNSTREAM SIDE 

DUE TO SUPPORT LUGS.  

LIMITED UT ON WELD DUE 

TO PROXIMITY OF WELDS 1 

AND 2.  

**PL-SS-.750-85-SAM**

89 - NO UT FROM THE NOZZLE SIDE DUE TO NOZZLE CONFIGURATION AND LIMITED UT ON THE VESSEL DUE TO INTERSECTING 

WELDS. EXAMINED 92% OF THE CODE REQUIRED AREA AND 60% OF VOLUME.
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205168 11-RHRHEX-OUT 

SHELL TO NOZZLE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-B 

C2.21

NDE 
METH 

PT 

UT

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 1 234 1 23 4

1 - C - - - - - - - - -

2 ------- -------- L C -

3 X

INSTRUCTIONS 
**CALIBRATION BLOCK** 

LIMITATION: (UT) 

LIMITED TO 25.44% ON 45S 

& 22.47%ON 60L DUE TO 

NOZZLE CONFIGURATION 

DOWNSTREAM, SUPPORT LUGS 

UPSTREAM & PROXIMITY OF 

WELDS 1&2 

**PL-SS-. 750-85-SAM**

01RF - W/O# 50009730 TO PERFORM NDE. LIMITATION: (UT) LIMITED TO 25.44% ON 45S & 22.47%ON 

CONFIGURATION DOWNSTREAM, SUPPORT LUGS UPSTREAM & PROXIMITY OF WELDS 1&2 

99RF - FTI UNDER W.O.#50000402 TO PERFORM PT EXAM. RESCHEDULED UT DURING S1RFO#14, DUE TO 

MODIFIED CLBK 85-SAM.

60L DUE TO NOZZLE 

DELAYED DELIVERY OF

INTEGRALLY WELDED SUPPORTS (REF. DWG. NO. B-8)

205170 11-RHRHEX-1VS 

VESSEL SUPPORT

C-C 

C3. 10

PT 1 - C -
2---
3----

C -

X -

REF. SUM# 510880 (#11 

RHR HEAT EXCHANGER 

SUPPORT)

93 - W.O.#931121035 TO PERFORM NDE.

205180 11-RHRHEX-2VS 

VESSEL SUPPORT

C-C 

C3.10

PT 1 - C -
2- - -

3----
-C

REF. SUM# 510880 (#11 

RHR HEAT EXCHANGER 

SUPPORT)

93 - W.O.#931121035 TO PERFORM NDE.
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SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

CIRCUMFERENTIAL WELDS (REF. DWG. NO. B-9)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

205200 12-RHRHEX-1 

FLANGE TO SHELL

C-A 

Cl. 10

UT 1 - C 
2 

3

WELD LENGTH = 117".  

BASELINE EXAM PERFORMED 

ON 20% (24") OF WELD 

LENGTH. NO UT FROM 

UPSTREAM SIDE DUE TO 

FLANGE CONFIGURATION.  

**PL-SS-.750-85-SAM**

205210 12-RHREEX-2 

SHELL TO FLANGE

C-A UT 1 - C -

C1. 10 2 - - -
3----

WELD LENGTH = 117".  

BASELINE PERFORMED ON 

20% (24") OF WELD 

LENGTH. NO UT DOWNSTREAM 

DUE TO FLANGE 

CONFIGURATION. LIMITED 

UT UPSTREAM DUE TO 

NOZZLE CONFIGURATION.  

**PL-SS-. 750-85-SAM**

NOZZLE-TO-SHELL WELDS (REF. DWG. NO. B-9)

205220 12-RHRHEX-IN 

NOZZLE TO SHELL

C-B PT 

C2.21 UT

1 -C -

2---
3-

WELD LENGTH = 64-3/4".  

NO UT FROM UPSTREAM SIDE 

DUE TO NOZZLE 

CONFIGURATION. LIMITED 

UT FROM DOWNSTREAM SIDE 

DUE TO PROXIMITY OF 

WELDS 1 AND 2.  

**PL-SS-.750-85-SAM**
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205230 12-RHRHEX-OUT 

SHELL TO NOZZLE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-B 

C2.21

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

1 
2 

3

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34

- C

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

WELD LENGTH = 65-3/16".  

NO UT FROM DOWNSTREAM 

SIDE DUE TO NOZZLE 

CONFIGURATION. LIMITED 

UT FROM UPSTREAM SIDE 

DUE TO PROXIMITY OF 

WELDS 1 AND 2 AND 

SUPPORT.  

**PL-SS-. 750-85-SAM**

INTEGRALLY WELDED SUPPORTS (REF. DWG. NO. B-9)

205240 12-RHRHEX-1VS 

VESSEL SUPPORT

C-C 

C3.10

PT 1 - C 
2- -

3- - -

REF. SUM# 510885 (012 

RHR HEAT EXCHANGER 

SUPPORT)

205250 12-RHRHEX-2VS 

VESSEL SUPPORT

C-C 

C3. 10
PT 1 - C 

2--
3-

REF. SUM# 510885 (*12 

RHR HEAT EXCHANGER 

SUPPORT)
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ASME FIRS 

SEC. XI PERI 

SUMMARY EXAMINATION AREA CATEGY NDE - -

NUMBER IDENTIFICATION ITEM NO METH 1 2 

INTEGRALLY WELDED SUPPORTS (REF. DWG. NO. B-98)

PLAN STATUS 

T SECOND THIRD 
OD PERIOD PERIOD 

--- OUTAGE---------
3 4 1 2 34 1 234

INSTRUCTIONS 
**CALIBRATION BLOCK**

205280 11-CHG/SI-PMP-IA (1-4) C-C 

PUMP SUPPORT C3.30

PT 1- 
2- 

3- -
- P - - C -

LIMITATION: EXAMINED 

(PT) 73% OF THE CODE 

REQUIRED SURFACE ON 4 

LUGS, DUE TO A PUMP 

SKID AND PUMP END CAP 

OBSTRUCTION.

01RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI BASELINE EXAM PERFORMED PER MM 97-099 / S-97-156 / 970613277-10 (#11 PUMP REPLACED WITH NEW SS PUMP 

CASING). LIMITATION: EXAMINED (PT) 73% OF THE CODE REQUIRED SURFACE ON 4 LUGS, DUE TO A PUMP SKID AND 

PUMP END CAP OBSTRUCTION.  

INTEGRALLY WELDED SUPPORTS (REF. DWG. NO. B-99)

205290 12-CHG/SI-PMP-IA (1-4) C-C 

PUMP SUPPORT C3.30

PT 1-
2---
3-
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SEC. XI 
SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

14-BF-2141 (REF. DWG. NO. B-10)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

"CALIBRATION BLOCK**

206900 14-BF-2141-1 

VALVE TO PIPE

207000 14-BF-2141-2 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1- 

2 

3

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**14-CS-120-1.14-36-SAM*

C-F-2 MT 1- - ------

C5.51 UT 2- - ------
3- - -------

THIS WELD IS NOT AT A 

GROSS STRUCTURAL 

DISCONTINUITY.  

**14-CS-120-1.14-36-SAM*

207100 14-BF-2141-2PL-1 THRU C-C 

8 PIPE LUGS C3.20

MT 1 - C -
2---

3- - - -
C - - -

REF. SUM# 506160 

(1P-14FWG-021).  

REDEFINED AS 2PL-1 THRU 

8. SEE 207100, 207200, 

207300, 207400, 207600, 

207700, 207800 & 207900.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.

207950 14-BF-2141-2PS-1 

PIPE SUPPORT 

208000 14-BF-2141-2PS-2 

PIPE SUPPORT TO 

PENETRATION

C-C 

C3.20 

C-C 

C3.20

MT 1 
2 
3 

MT 1 
2 
3

NON LOAD BEARING MEMBER.

REF. SUM# 506165 

(1P-FWA-PS08).- C 
- X

208100 14-BF-2141-3 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT
2 - - -

2---
3 --

- C - - NO UT FROM UPSTREAM SIDE 

DUE TO PIPE 

CONFIGURATION.  

**34-SAM/36-SAM**
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FEEDWATER SYSTEM

INSPECTION INTERVAL

SUMMARY EXAMINATION AREA 

NUMBER IDENTIFICATION 

208200 14-BF-2141-3PS-1A 

THRU ID PIPE 

SUPPORT

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

REF. SUM# 506155 

(IC-14FWH-022).  

REDEFINED AS 3PS-IA THRU 

ID. SEE SUMMARY NOS.  

208200, 208220, 208240 & 

208260.

208300 14-BF-2141-3PS-2 

PIPE SUPPORT

C-C 

C3.20

MT 1 
2 

3

WELDED ATTACHMENT 

ASSOCIATED WITH 14FWLS-8 

(NOT IWF).

208400 14-BF-2141-4 

PIPE TO ELBOW 

208500 14-BF-2141-5 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

1 
2 

3

**34-SAM/35-SAM** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO PIPE SUPPORT 

INTERFERENCE.  

**34-SAM/35-SAM**

C-F-2 MT 1-

C5.51 UT 2 -
3- -

208700 14-BF-2141-6 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

1----------------------- - - -- -- --
2 - - - - - - - - - - -

3 - - - - - - - - - - - -
**14-CS-80-.760-35-SAM**

208800 14-BF-2141-7 

ELBOW TO PIPE

C-F-2 MT 1 

CS.51 UT 2 

3- - -------
**14-CS-80-.760-35-SAM**
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SUMMARY EXAMINATION AREA 
NUMBER IDENTIFICATION 

208900 14-BF-2141-7PL-1 & 2 

PIPE LUGS

ASME 

SEC. XI 
CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

"**CALIBRATION BLOCK** 

REDEFINED AS 7PL-1 & 2.  

SEE SUMMARY NOS. 208900 

& 209000. WELDED 

ATTACHMENT ASSOCIATED 

WITH 14-FWR-5 (NOT IWF).  

NON LOAD BEARING MEMBER.

209100 14-BF-2141-8 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1---
2-
3-

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-CS-80-.760-35-SAM**

209200 14-BF-2141-8PL-1 THRU C-C 

8 PIPE LUGS C3.20 

210200 14-BF-2141-SPL-9 & 10 C-C 

PIPE LUGS C3.20 

210240 14-BF-2141-8PL-11 THRU C-C 

18 PIPE LUGS C3.20

MT 1 -

2 - - -
3-

MT 1 
2-
3-

MT2 - - -

2 - - -

MT 1 -
2 - - -
3 - - - -

REF. SUM# 506145 

(1C-14FWH-024).  

REDEFINED AS 8PL-1 THRU 

8. SEE SUMMARY NOS.  

209200, 209300, 209400, 

209500, 209800, 209900, 

210000 & 210100.  

REF. SUM# 511140 

(FWG-14-3068). REDEFINED 

AS 8PL-9 & 10. SEE 

SUMMARY NOS. 210200 & 

210220. NON LOAD BEARING 

MEMBER.  

REF. SUM# 506140 

(IC-14FWH-025).  

REDEFINED AS 8PL-11 THRU 

18. SEE SUMMARY NOS.  

210240,210260, 210280, 

210300, 210320, 210340, 

210360 & 210380.

01RF - ORDER# 50009730 TO PERFORM NDE.

--- ------- --- --- -- .... .. . . ... ...  

- ------------------------- -------- 

C
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SUMMARY EXAMINATION AREA CATEGY 
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210400 14-BF-2141-9 C-F-2 

PIPE TO PIPE C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1 2 34

1 
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-CS-80-.760-35-SAM**

210425 14-BF-2141-10 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

**34-SAM/35-SAM**1- 
2 
3

210430 14-BF-2141-10PL 

PIPE LUG 

210450 14-BF-2141-11 

ELBOW TO PIPE

C-C 

C3.20

MT 1-
2 

3

WELDED ATTACHMENT 
ASSOCIATED WITH 14-FWR-2 

(NOT IWF).

C-F-2 MT 1 -

C5.51 UT 2 -
3- -

14-BF-2141 (REF. DWG. NO. B-10-1)

210500 14-BF-2141-12R1 

PIPE TO ELBOW 

95RF - PSI BASELINE PERFORMED 

210525 14-BF-2141-13R1 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

1-
2-

3--
-- P - -

BY SWRI PER EWP# 1EA-1240-14 (S/G REPLACEMENT).  

C-F-2 MT 1 

C5.51 UT 2- - ------ P --------

3-------------

**14-CS-80-.760-35-SAM**

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-14 (S/G REPLACEMENT). UT45 & UT45T FOUND TWO GEOMETRIC 

REFLECTORS 360 DEG. AROUND FROM THE INSIDE SURFACE.

210555 14-BF-2141-14R3 

PIPE TO ELBOW

C-F-2 MT 1 

C5.51 UT 2 ------- ---- P 

3-------------

(REF. SUM# 210550, 

DELETED) 

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-14 (S/G REPLACEMENT).
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210578 14-BF-2141-15R2 

ELBOW TO PIPE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 1 

UT 2 
3

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-~OUTAGE------

1 2 3 4 1 2 3 4 1 2 34 

-P - - C -
X -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

**14-CS-80-.760-35-SAM**

01RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-14 (S/G REPLACEMENT).

210580 21315014-BF-2141-16 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT
2 - -
32 - ------ - - -

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-14 (S/G REPLACEMENT).

210582 14-BF-2141-17 

ELBOW TO PIPE

C-F-2 MT 1-

C5.51 UT 2---
3- - - -

- - p-- **14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-14 (S/G REPLACEMENT).

210584 14-BF-2141-18 

PIPE TO ELBOW

C-F-2 MT 

Cs.51 UT 2 --- P 

3----------
**14-CS-80-.760-35-SAM**

PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-14 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR

210586 14-BF-2141-19 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

1 
2 
3

P- - - C -
P, X **14-CS-80-.760-35-SAM**

01RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-14 (S/G REPLACEMENT).

210588 14-BF-2141-20 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

1--
2-

3-
- -- p - - C -

x
**14-CS-80-.760-35-SAM**

O1RF - w/O# 50009730 TO PERFORM NDE.  

95RF - PSI BASELINE PERFORMED BY SWRI 

FROM THE INSIDE SURFACE.

PER EWP# 1EA-1240-14 (S/G REPLACEMENT). UT45 FOUND ONE GEOMETRIC REFLECTOR

210590 14-BF-2141-21 

ELBOW TO 14" X "I16"t 

FORGED REDUCING EL

C-F-2 MT 

C5.51 UT

1- 
2-

3--
-- P---------- **14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-14 (S/G REPLACEMENT). UT45 FOUND TWO GEOMETRIC REFLECTORS 

360 DEG. AROUND FROM THE INSIDE SURFACE.

"-V

\ " 95RF -
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16-BF-2141 (REF. DWG. NO. B-10-1)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

INSTRUCTIONS 
**CALIBRATION BLOCK"*

210605 16-BF-2141-1R3 

14" X 16" FORGING TO 

NOZZLE

C-F-2 MT 

C5.51 UT

1--
2
3--

- P - R C 
X

SEE SUM.# 210601, FOR 

PREVIOUS A-E. (REF.  

SUM# 210600, DELETED).  

(ATS ITEM LER 

272/92-014-00 A-E 

(UT&RT) WAS PREVIOUSLY 

APPLIED.) **123-SAM**

01RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# SLM-MOD-03 (S/G REPLACEMENT). UT45 FOUND 

360 DEG. AROUND FROM THE INSIDE SURFACE.  

99RF - RESCHEDULED TO S1RFO#14, DUE TO A LACK OF SCAFFOLDING SUPPORT.

ONE GEOMETRIC REFLECTOR

14-BF-2131 (REF. DWG. NO. B-11)

210800 14-BF-2131-1 

VALVE TO PIPE

C-F-2 MT 1 

C5.51 UT 2---- C 
3 ---- X

- - - - NO EXAM FROM UPSTREAM 

- - - - SIDE DUE TO THE VALVE 

CONFIGURATION.  

**14-CS-120-1.14-36-SAM*

92 - NO UT FROM THE UPSTREAM SIDE DUE TO VALVE CONFIGURATION. 100% OF CODE REQUIRED COVERAGE OBTAINED.

210900 14-BF-2131-2 

PIPE TO PIPE

211000 14-BF-2131-3 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

C-F-2 MT 

CS.51 UT

1 -
2-
3 --

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.  

**14-CS-120-1.14-36-SAM*

1----------------------- - - -- -- --

2----------------------- - - -- -- --
3----------------------- - - -- -- ---

**14-CS-120-1.14-36-SAM*
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14-BF-2131-3PL-1 & 2 

PIPE LUG

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT I 

C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4 

- C -

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS "*C*ALIBRATION BLOCK** 

REF. SUM# 506115 

(1P-13-FWH-018).  

REDEFINED AS 3PL-1 & 2.  

SEE SUMMARY NOS. 211050 

& 211100.

211150 14-BF-2131-3PS-1 & 2 

PIPE SUPPORT

C-C 
C3.20

MT 1- 

2---
3-

REF. SUM# 506115 

(1P-13-FWH-018R).  

REDEFINED AS 3PS-1 & 2.  

SEE SUMMARY NOS. 211150 

& 211200.

211250 14-BF-2131-4 

ELBOW TO PIPE

C-F-2 MT 1 

C5.51 UT 2 
3

LIMITED UT FROM UPSTREAM 

SIDE DUE TO PIPE LUG.  

**14-CS-120-1.14-36-SAM*

211300 14-BF-2131-4PS C-C 

ENCAPSULATION TO PIPE C3.20

-2-MT 1 
2 
3

211320 14-BF-2131-4A 

PIPE TO PIPE

C-F-2 

C5.51

SEE 1- 
2---
3-

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-CS-120-1.14-36-SAM*

211600 14-BF-2131-10 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1- 
2- 
3- -

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-CS-120-1.14-36-SAM*

SUMMARY 
NUMBER 

211050
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211610 14-BF-2131-1OPL-1 THRU 

4 PIPE LUGS

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-C 

C3.20

NDE 
METH 

MT 1 

2 

3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE 2 
1 23 41

THIRD 
PERIOD

2 3
INSTRUCTIONS 

**CALIBRATION BLOCK**
4

REF. SUM# 506135 
(1P-FWG-PS07).

211650 14-BF-2131-10PS 

PIPE SUPPORT

C-C 

C3.20

MT 1 -
2 
3

REF. SUM# 506130 
(1P-FWA-PS07).C

211700 14-BF-2131-11 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1--
2-
3-

THIS WELD IS NOT AT AT 
STRUCTURAL 

DISCONTINUITY.  

**14-CS-120-1.14-36-SAM*

211730 14-BF-2131-11PS-1 

PIPE SUPPORT 

211740 14-BF-2131-11PS-2 

PIPE SUPPORT

C-C 
C3.20 

C-C 

C3.20

MT 1 -
2-
3--

MT 1 
2
32 ----

REF. SUM# 506100 

(lC-13FWH-021).  

WELDED ATTACHMENT 

ASSOCIATED WITH 13FWLS-9 

(NOT IWF).

211750 14-BF-2131-12 

PIPE TO ELBOW 

211800 14-BF-2131-13 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

1-
2 

3

1 -----------

3 -- --------

**34-SAM/35-SAM** 

LIMITED UT FROM 

DOWNSTREAM SIDE AND ON 

WELD DUE TO RANGER 

INTERFERENCE.  

**34-SAM/35-SAM**

32
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211850 14-BF-2131-13PS 

PIPE SUPPORT

ASME 

SEC. XI 
CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20

FIRST 
PERIOD 

1 2 3 4

1 
2 

3

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE

1 2 3 4 

2

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

WELDED ATTACHMENT 

ASSOCIATED WITH 

13-FWLS-7 (NON IWF).

211900 14-BF-2131-14 

PIPE TO ELBOW 

211950 14-BF-2131-15 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

1-
2-

3--

1-

2- -
3- - -

**14-CS-80-. 760-35-SAM** 

**14-CS-80-. 760-35-SAM**

212000 14-BF-2131-15PL-1 & 2 

PIPE LUG

C-C 

C3.20

MT 1 
2 

3

REDEFINED AS 15PL-1 & 2.  

SEE SUMMARY NOS. 212000 

& 212050. WELDED 

ATTACHMENT ASSOCIATED 

WITH 13-FWR-6 (NON IWF).  

NON LOAD BEARING MEMBER.

212100 14-BF-2131-16 

PIPE TO PIPE

C-F-2 MT 

CS.51 UT

1 
2 
3

THIS WELD IS NOT AT AT 

STRUCTURAL 

DISCONTINUITY.  

**14-CS-80-.760-35-SAM**

212150 14-BF-2131-16PL-1 THRU C-C 

8 PIPE LUGS C3.20

MT 1
2--

3---

REF. SUM# 506090 

(1C-13FWH-023).  

REDEFINED AS 16PL-1 THRU 

8. SEE SUMMARY NOS.  

212150, 212200, 212250, 

212300, 212350, 212400, 

212450 & 212500.

-------------------
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212550 14-BF-2131-16PL-9 & 10 

PIPE LUGS

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS

SECOND 
PERIOD 

OUTAGE E 

1 2 3 4

THIRD 
PERIOD 

1 2 34

1 
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

REF. SUM# 511130 

(FWG-13-3067). REDEFINED 

AS 16PL-9 & 10. SEE 

SUMMARY NOS. 212550 & 

212600. NON LOAD BEARING 

MEMBER.

212650 14-BF-2131-16PL-11 C-C 

THRU 18 PIPE LUG C3.20

MT 1 -
2-

3--

REF. SUM# 506085 
(IC-13FWH-024).  

REDEFINED AS 16PL-11 

THRU 18. SEE SUMMARY 

NOS. 212650, 212700, 

212750, 212800, 212850, 

212900, 212950 & 213000.

213050 14-BF-2131-17 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1-
2 -

3 --

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.  

**14-CS-80-.760-35-SAM**

213100 14-BF-2131-18 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

**34-SAM/35-SAM**1 
2 
3

213120 14-BF-2131-18PL 

PIPE LUG

C-C 

C3.20

MT 1 -
2-
3--

- - C - WELDED ATTACHMENT 

ASSOCIATED WITH 13-FWR-2 

(NOT IWF). NON LOAD 

BEARING MEMBER.

213150 14-BF-2131-19 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

**34-SAM/35-SAM**1--
2-

3- -X

01RF - W/O# 50009730 TO PERFORM NDE.

- c
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213170 14-BF-2131-19PS 

PIPE SUPPORT

ASME 

SEC. XI 
CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-- OUTAGE----------

1 2 3 4 1 2 3 4 1 2 3 4 

14 
21-----------

32------------

INSTRUCTIONS 
**CALIBRATION BLOCK** 

WELDED ATTACHMENT 

ASSOCIATED WITH 13-FWR-1 

(NOT IWF).

14-BF-2131 (REF. DWG. NO. B-IIA-1)

C-F-2 MT 1---------

C5.51 UT 2 ------- ---- p -

3----------

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP* 1EA-1240-13 

360 DEG. AROUND FROM THE INSIDE SURFACE.

213280 14-BF-2131-21R1 

PIPE TO ELBOW

(S/G REPLACEMENT).

C-F-2 MT 1-- -------

C5.51 UT 2- ----- - P 
3-- --------

- - - (REF. SUM# 213225, 
- - - DELETED) 

**14-CS-80-. 760-35-SAM** 

UT45 FOUND ONE GEOMETRIC REFLECTOR 

- - - (REF. SUM# 213275, 

- - - DELETED) 

**14-CS-80-. 760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-13 (S/G REPLACEMENT).

213305 14-BF-2131-22RI 

ELBOW TO ELBOW

C-F-2 MT 

C5.51 UT

1--
2-
3-

P - - C 

x
**14-CS-100-.938-18-HPC*

01RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-13 (S/G REPLACEMENT).

16-BF-2131 (REF. DWG. NO. B-11A-I)

213402 16-BF-2131-1R3 

14" X 16" FORGING TO 

NOZZLE

C-F-2 

C5.51

MT 

UT

1- -
2- -
3-

P - ----
SEE SUM.# 213401, FOR 

PREVIOUS A-E. (REF.  

SUM# 213400, DELETED).  

(ATS ITEM LER 

272/92-014-00 A-E 

(UT&RT) WAS PREVIOUSLY 

APPLIED.) **123-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# SLM-MOD-03 (S/G REPLACEMENT).

213230 14-BF-2131-20R1 

PIPE TO PIPE
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SEC. XI 

CATEGY NDE

NUMBER IDENTIFICATION ITEM NO METH 

14-BF-2131 (REF. DWG. NO. B-IIA-I)

PLAN STATUS 

FIRST SECOND 
PERIOD PERIOD 

--OUTAGE

THIRD 
PERIOD

1 2 3 4 1 2 3 4 1 2 34

INSTRUCTIONS 
**CALIBRATION BLOCK**

213555 14-BF-2131-23R2 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT 2 -- P -

3----------
**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-13 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR

213560 14-BF-2131-24R1 

PIPE TO ELBOW

C-F-2 MT 1 

C5.51 UT 2- - ----- P 
3-------------

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-13 (S/G REPLACEMENT).

213563 14-BF-2131-25 

ELBOW TO PIPE

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

p -- ---- **14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1A-1240-13 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR

213565 14-BF-2131-26 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT 2 --- P 

3----------
**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-13 (S/G REPLACEMENT).

213570 14-BF-2131-27 

ELBOW TO PIPE

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

-- P---------- **14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-13 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR

213575 14-BF-2131-28 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

1-
2- 
3- -

-- P- **14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-13 (S/G REPLACEMENT).

213580 14-BF-2131-29 

ELBOW TO 14" X 16" 

FORGED ELBOW REDUCER

C-F-2 MT 1 

C5.51 UT 2- ---- - - P 
3-- --------

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-13 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR
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14-BF-2121 (REF. DWG. NO. B-12)

214700 14-BF-2121-1 

VALVE TO PIPE

C-F-2 

Cs.51

PLAN STATUS 

FIRST SECOND THIRD 

PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 23 4 1 234 1 2 34

MT 1 
2 - - - - E 
3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**14-CS-120-1.14-36-SAM*

92 - MT PERFORMED AT REQUEST OF PSE&G AS PART OF AN EXPANDED SCOPE DUE TO INDICATION ON 34-MS-2121-2.

214800 14-BF-2121-2 

PIPE TO ELBOW

C-F-2 

C5.51

MT 1 -
2- 

3- -

92 - MT PERFORMED AT REQUEST OF PES&G AS PART OF AN EXPANDED SCOPE DUE TO INDICATION ON 34-MS-2121-2.

214900 14-BF-2121-3 

ELBOW TO PIPE

C-F-2 MT 

CS.51 UT

1---
2- 
3-

NO UT FROM DOWNSTREAM 

SIDE DUE TO PIPE 

CONFIGURATION.  

**14-CS-120-1.14-36-SAM*

214910 14-BF-2121-3PL-1 THRU C-C 

8 PIPE LUG C3.20

MT 1-
2- 

3- -

- C -

C

LIMITED EXAM DUE TO PIPE 

SUPPORT. REF. SUM# 

506065 (1C-12FWG-017).  

REDEFINED AS 3PL-1 THRU 

8. SEE SUMMARY NUMBERS 

214910, 214920, 214930, 

214940, 214950, 214960, 

214970, & 214980.

215000 14-BF-2121-3PS-1 

PIPE SUPPORT

C-C 
C3.20

MT 1-
2- 
3- -

E **14-CS-120-I.14-36-SAM*
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215100 14-BF-2121-3PS-2 

PIPE SUPPORT TO 

PENETRATION

ASME 
SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-~OUTAGE------

1 2 3 4 1 2 3 4 1 2 3 4 

2 - - - - C 
3-------------

INSTRUCTIONS 
**CALIBRATION BLOCK**

REF. SUM# 506070 

(1P-FWA-PS06).

215200 14-BF-2121-4 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

**34-SAM/35-SAM**
21- - -
2---
3--

215300 14-BF-2121-5 

ELBOW TO PIPE 

215350 14-BF-2121-SPS 

PIPE SUPPORT

**34-SAM/35-SAM**C-F-2 MT 1-

C5.51 UT 2 - - -
3- - - -

C-C 

C3.20

MT 1 -
2-
3--

ASSOCIATED WITH 12FWLS-8 

(NOT IWF).

215400 14-BF-2121-6 

PIPE TO ELBOW 

215600 14-BF-2121-7 

ELBOW TO PIPE

C-F-2 MT 1-

C5.51 UT 2---
3----

C-F-2 MT 

C5.51 UT

**14-CS-80-.760-35-SAM** 

**14-CS-80-.760-35-SAM**
1
2 
3

215800 14-BF-2121-8 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT
1-2 -------- --- - - -- --

2-3 -------- --- - - -- ---
**14-CS-80-.760-35-SAM**

----------
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215900 14-BF-2121-8PS-1 THRU 

4 PIPE SUPPORT

ASME 

SEC. XI 
CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE------

1 2 3 4 1 2 34 

-- C -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

REF. SUM# 506055 

(1C-12FWH-019).  

REDEFINED AS 8PS-I THRU 

4. SEE SUMMARY NOS.  

215900, 216000,216020 & 

216040.

01RF - ORDER# 50009730 TO PERFORM NDE.

216060 14-BF-2121-8PS-5 

PIPE SUPPORT

C-C 

C3.20

MT 1-

2 - - -

3 - - - -

WELDED ATTACHMENT 

ASSOCIATED WITH 12FWLS-6 

(NOT IWF)-

216100 14-BF-2121-9 

PIPE TO ELBOW

217400 14-BF-2121-10 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

C-F-2 MT 

C5.51 UT

1--
2
3--

1--
2-
3-

**14-CS-80-.760-35-SAM**

**14-CS-80-.760-35-SAM**

217420 14-BF-2121-10PL-1 & 2 

PIPE LUG

C-C 

C3.20

MT 1 
2 
3

REDEFINED AS 10PL-1 & 2.  

SEE SUMMARY NOS. 217420 

& 217440. NON LOAD 

BEARING MEMBER.

217500 14-BF-2121-11 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1-

2 - - -

3 - - - -

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-CS-80-.760-35-SAM**
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14-BF-2121-11PL-1 THRU 

8 PIPE LUG

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20 2 
3

FIRST 
PERIOD 

1234 

- C - -

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

REF. SUM# 506050 

(IC-12FWH-020).  

REDEFINED AS 11PL-1 THRU 

8. SEE SUMMARY NOS.  

217510, 217520, 217530, 

217540, 217550, 217560, 

217570 & 217580.

217590 14-BF-2121-11PL-9 & 

10 PIPE LUG

C-C 

C3.20

217610 14-BF-2121-11PL-11 C-C 

THRU 18 PIPE LUG C3.20 

217700 14-BF-2121-12 C-F-2 

PIPE TO PIPE C5.51

MT 1-
2- 

3---

MT 1 -
2- 

3- -

REF. SUM# 511142 

(FWG-12-3066). REDEFINED 

AS 11PL-9 & 10. SEE 

SUMMARY NOS. 217590 7 

217600. NON LOAD BEARING 

MEMBER.  

REF SUM# 506045 

(1C-12FWH-021).  

REDEFINED AS 11PL-11 

THRU 18. SEE SUMMARY 

NOS. 217610, 217620, 

217630, 217640, 21650, 

217660, 217670 & 217680.  

THIS WELD IS NOT AT A 

STRUCTURAL DISCONTINITY.  

**14-CS-80-.760-35-SAM**

MT 1-

UT 2 - - -
3- - - -

217710 14-BF-2121-13 

PIPE TO ELBOW

C-F-2 MT 1 -

C5.51 UT 2-
3- -

**14-CS-80-.760-35-SAM**

SUMMARY 
NUMBER 

217510

-------------------------------

--------------------------- ..... .
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14-BF-2121-13PL C-C MT 1 

PIPE LUG C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE E

THIRD 
PERIOD

1 2 3 4 1 2 34

INSTRUCTIONS 
**CALIBRATION BLOCK**

NON LOAD BEARING MEMBER.

217730 14-BF-2121-14 

ELBOW TO PIPE

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

**14OCS-80-. 760A35SAM**

217740 14-BF-2121-14PL 

PIPE LUG

C-C 

C3.20

- -- - - - -- - NON LOAD BEARING MEMBER.MT 1 
2 
3

14-BF-2121 (REF. DWG. NO. B-12A-1)

217750 14-BF-2121-15RI 

PIPE TO ELBOW

C-F-2 MT 

CS.51 UT

1 
2 

3

p - **14-CS-80-.760-35-SAM**

PSI BASELINE PERFORMED BY SWRI PER EWP# 

360 DEG. AROUND FROM THE INSIDE SURFACE.

IEA-1240-12 (S/G REPLACEMENT). UT45 FOUND TWO GEOMETRIC REFLECTORS

217760 14-BF-2121-16RI 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT
21- - -2---

3--

- C 
- P - - C -

- X
**14-CS-80-.760-35-SAM**

o0RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# IEA-1240-12 (S/G REPLACEMENT) 

14-BF-2121 (REF. DWG. NO. B-12)

217770 14-BF-2121-17R2 

PIPE TO 16" X 14" 

FORGING

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

-- P **14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED PER DCP# 1EC-3336 (MOD.).

SUMMARY 
NUMBER 

217720

95RF -
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14-BF-2121 (REF. DWG. NO. B-12 A-i)

217771 14-BF-2121-17R3 

PIPE TO ELBOW

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 23 4 123 4 1 234

C-F-2 MT 1-----------

C5.51 UT 2 -p- -- -
3------------

INSTRUCTIONS 
**CALIBRATION BLOCK** 

(REF. SUM# 217770, 

DELETED) 

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-12 (S/G REPLACEMENT).

217779 14-BF-2121-18R2 

ELBOW TO PIPE

C-F-2 MT 1-----------

C5.51 UT 2--- P -- -
3------------

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-12 (S/G REPLACEMENT).

217781 14-BF-2121-19 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

1- 
2-
3- -

P - **14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-12 (S/G REPLACEMENT).

217782 14-BF-2121-20 

ELBOW TO PIPE

C-F-2 MT 1 

C5.51 UT 2 ------- ---- P 

3-- --------
**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-12 (S/G REPLACEMENT).

217783 14-BF-2121-21 

PIPE TO ELBOW

C-F-2 MT 1 

C5.51 UT 2 ---- --- --- --- ----- P - -

3-------------------- - -- - ----
**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-12 (S/G REPLACEMENT).

217784 14-BF-2121-22 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT 2 -- P -

3- - -------
**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# IEA-1240-12 (S/G REPLACEMENT).

217785 14-BF-2121-23 

PIPE TO ELBOW

C-F-2 MT 1 

C5.51 UT 2- - ----- P 
3

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-12 (S/G REPLACEMENT).

217786 14-BF-2121-24 

ELBOW TO 14" X 16" 

FORGING

C-F-2 MT 

C5.51 UT 2 - -P -

3- - -------
**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-12 (S/G REPLACEMENT).
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16-BF-2121 (REF. DWG. NO. B-12A-1)

217792 16-BF-2121-1R3 

14" X 16" FORGING TO 

NOZZLE

PLAN STATUS 

FIRST SECOND THIRD 

PERIOD PERIOD PERIOD 

-OUTAGE 

1 2 3 4 1 2 3 4 1 2 34

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

p -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

SEE SUM. # 217791, FOR 

PREVIOUS A-E. (REF.  

SUM# 217790, DELETED).  

(ATS ITEM LER 

272/92-014-00 A-E 

(UT&RT) WAS PREVIOUSLY 

APPLIED.) **123-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# SLM-MOD-03 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR

14-BF-2111 (REF. DWG. NO. B-13)

217800 14-BF-2111-1 

VALVE TO PIPE

C-F-2 MT 

C5.51 UT

1----------------------- - - -- -- --
2----------------------- - - -- -- --

3----------------------- - - -- -- ---
**14-CS-120-1.14-36-SAM*

"217900 14-BF-2111-2 

PIPE TO ELBOW

218000 14-BF-2111-3 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

1 
2 

3

C-F-2 MT 1 

C5.51 UT 2 
3

**14-CS-120-1.14-36-SAM*

K K - C NO UT FROM DOWNSTREAM 
SIDE DUE TO PENETRATION 

CONFIGURATION.  

**14-CS-120-1.14-36-SAM*

218050 14-BF-2111-3PL-1 THRU C-C 

8 PIPE LUG C3.20

MT 1 
2 

3
C - -

X - - -

REF. SUM# 506025 
(1C-11FWG-015).  

REDEFINED AS 3PL-1 THRU 

8. SEE SUMMARY NUMBERS 

218050, 218060, 218070, 

218080, 218090, 218100, 

218110, & 218120.

89 - LIMITED EXAMINATION DUE TO ACCESSIBILITY. EXAMINED 67% OF CODE REQUIRED AREA.  
------- ------------------------- ------------------------- -----------------------------------.....
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14-BF-2111-3PS-1 

PIPE SUPPORT

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20 2 
3

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-- OUTAGE----------

1 2 3 4 1 2 3 4 1 2 34

K - - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

LIMITATION: EXAMINED 

(MT) 32% OF THE CODE 

REQUIRED SURFACE, DUE TO 

A PERMANENT OBSTRUCTION 

FROM ADJACENT COMPONENTS 

AND THE COMPONENT 

CONFIGURATION.  

ASSOCIATED WITH PEN #5 

(R-110)

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. LIMITATION: EXAMINED (MT) 32% OF THE CODE REQUIRED SURFACE, DUE 

TO A PERMANENT OBSTRUCTION FROM ADJACENT COMPONENTS AND THE COMPONENT CONFIGURATION.

218140 14-BF-2111-3PS-2 

PIPE SUPPORT

C-C 

C3.20

MT 1 
2 

3

REF. SUM# 506030 

(1P-FWA-PS05).

218200 14-BF-2111-4 

PIPE TO ELBOW 

218300 14-BF-2111-5 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

NO UT FROM UPSTREAM SIDE 

DUE TO PIPE 

CONFIGURATION.  

**34-SAM/35-SAM**

1 - C -

2 - - -
3- 

31- - -

2- 

3- -

218350 14-BF-2111-5PS 

PIPE SUPPORT

C-C 

C3.20

MT 1 - 4 
2 
3

WELDED ATTACHMENT 

ASSOCIATED WITH 11FWLS-7 

(NOT IWF).

218400 14-BF-2111-6 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

1- 

2 

3
**14-CS-80-.760-35-SAM**

SUMMARY 
NUMBER 

218130
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218600 14-BF-2111-7 

ELBOW TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

Cs.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE-

1 2 3 4

THIRD 
PERIOD

1 2 3
INSTRUCTIONS "*CALIBRATION BLOCK**4

1 

2 

3
**14-CS-80-. 760-35-SAM**

218700 14-BF-2111-8 

ELBOW TO PIPE 

218800 14-BF-2111-8PS 

PIPE SUPPORT 

220200 14-BF-2111-9 

PIPE TO ELBOW 

220300 14-BF-2111-10 

ELBOW TO PIPE

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

C-C 

C3.20

MT 1 -

23- - -

3 --- -

**14-CS-80-.760-35-SAM** 

WELDED ATTACHMENT 

ASSOCIATED WITH 11FWLS-5 

(NOT IWF) 

**14-CS-80-.760-35-SAM** 

**14-CS-80-.760-35-SAM**

C-F-2 MT 1 -

C5.51 UT 2 - - -
3----

C-F-2 MT 

C5.51 UT

1 
2 
3

220305 14-BF-2111-1OPL-1 C-C 

THRU 2 PIPE LUGS C3.20

MT 1 
2 

3

REDEFINED AS 10PL-1 THRU 

2. SEE SUMMARY NOS.  

220305 & 220310. NON 

LOAD BEARING MEMBER.

220315 14-BF-2111-10PL-3 

THRU 10 PIPE

C-C 

LUGS C3.20

MT 1-
2---
3-

REDEFINED AS 10PL-3 THRU 

10. REF. SUM# 506010 

(1C-11FWH-018). SEE 

SUMMARY NOS. 220315, 

220320, 220325, 220330, 

220340, 220350, 220360 & 

220370.

---- - ---- --
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220380 14-BF-2111-10PL-11 C-C MT 1 

THRU 12 PIPE LUG C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

REDEFINED AS 10PL-11 

THRU 12. REF. SUM# 

511115 (FWG11-3065). SEE 

SUMMARY NOS. 220380 & 

220390. NON LOAD BEARING 

MEMBER.

220400 14-BF-2111-10PL-13 C-C 

THRU 20 PIPE LUG C3.20 

220480 14-BF-2111-11 C-F-2 

PIPE TO PIPE C5.51

MT 1-

2- - -
3 - ---

REDEFINED AS 1OPL-13 

THRU 20. REF. SUM# 

506005 (1C-11FWH-019).  

SEE SUMMARY NOS. 220400, 

220410, 220420, 220430, 

220440, 220450, 220460 & 

220470.  

THIS WELD IS NOT AT AT 

STRUCTURAL 

DISCONTINUITY.  

**14-CS-80-.760-35 SAM**

MT 1 

UT 2 - -
3- - -

220500 14-BF-2111-12 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

**34-SAM/35-SAM**
1- 
2 

3

220510 14-BF-2111-12PL 

PIPE LUG 

220520 14-BF-2111-13 

ELBOW TO PIPE

C-C MT 1-

C3.20 2-
3- -

C-F-2 MT 

C5.51 UT

NON LOAD BEARING MEMBER.  

**34-SAM/35-SAM**
1
2 
3

REVISION: 0
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220530 14-BF-2111-13PL 

PIPE LUG

ASME 
SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20 2 
3

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-OUT AGE
1 2 34 12 34 1 234

INSTRUCTIONS "**CALIBRATION BLOCK** 

NON LOAD BEARING MEMBER.

14-BF-2111 (REF. DWG. NO. B-13A-1)

220540 14-BF-2111-14R1 

PIPE TO ELBOW

C-F-2 MT 1-- -------

C5.51 UT 2- ----- - P -
3-- --------

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-11 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR

220550 14-BF-2111-15R1 

ELBOW TO PIPE

C-F-2 MT 

CS.51 UT 2 -- P -

3----------
**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# IEA-1240-11 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR

220561 14-BF-2111-16R2 

PIPE TO ELBOW

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

P

(REF. SUM# 220560, 

DELETED) 

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# IEA-1240-11 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR

220562 14-BF-2111-18 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT 2 ----------- P 
3-----------------

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-11 (S/G REPLACEMENT).

220563 14-BF-2111-19 

ELBOW TO PIPE

C-F-2 MT 1 -

C5.51 UT 2 - - -
3----

p - **14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-11 (S/G REPLACEMENT).  

360 DEG. AROUND FRCM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR

220564 14-BF-2111-20 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT
2 - - - - - - P 
31------------

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-11 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND ONE GEOMETRIC REFLECTOR
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220565 14-BF-2111-21 

ELBOW TO PIPE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

CS.51

FIRST 
PERIOD

NDE 
METH 

MT 

UT

PLAN STATUS 

SECOND 
PERIOD

THIRD 
PERIOD

-OUTAGE 
1 2 3 4 1 2 3 4 1 2 3 4

1----------------------- - - -- -- --

2---------------------- p -- -- --

3----------------------- - - -- -- ---

INSTRUCTIONS 
**CALIBRATION BLOCK** 

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-11 (S/G REPLACEMENT). UT45 

360 DEG. AROUND FROM THE INSIDE SURFACE.

FOUND TWO GEOMETRIC REFLECTORS

220566 14-BF-2111-22 

PIPE TO ELBOW

C-F-2 MT 1 -

C5.51 UT 2---
3----

p P----------
**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-11 (S/G REPLACEMENT). UT45 

360 DEG. AROUND FROM THE INSIDE SURFACE.

FOUND ONE GEOMETRIC REFLECTOR

220567 14-BF-2111-23 

ELBOW TO 16"X14" 

FORGING

C-F-2 MT 1 

C5.51 UT 2- ----- - P 
3-- --------

**14-CS-80-.760-35-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-11 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND TWO GEOMETRIC REFLECTORS

16-BF-2111 (REF. DWG. NO. B-13A-1)

220568 16-BF-2111-1R3 

16" X 14" FORGING TO 

NOZZLE

C-F-2 

C5.51

MT 

UT
1- - -

2 - - - -

(REF. SUM# 220572, 

- - P DELETED). (ATS ITEM LER 

272/92-014-00 A-E 

(UT&RT) WAS PREVIOUSLY 

APPLIED.) **123-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# SLM-MOD-03 (S/G REPLACEMENT).  

14-BF-2111 (REF. DWG. NO. B-13A-1)

220571 14-BF-2111-17R2 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT
21- - -2---
3-

P - - C -
- X -

**14-CS-80-.760-35-SAM**

01RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1240-11 (S/G REPLACEMENT).  
----...............................................

<��

1 
2 
3
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6-CS-2125 (REF. DWG. NO. B-14)

220574 8-CS-2125-1 

TEE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1 
2 

3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

- C - -

INSTRUCTIONS 
**

CA
LIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220576 8-CS-2125-2 

ELBOW TO ELBOW 

220578 8-CS-2125-3 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1-
2-

3--

1
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220580 8-CS-2125-4 

PIPE TO ELBOW

220581 8-CS-2125-5 

ELBOW TO VALVE

C-F-I PT 1 -

A-E<3/8 UT 2 -
3--

C-F-I PT 

A-E<3/8 UT

1 -
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C - NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

8-CS-2115 (REF. DWG. NO. B-14)

220582 8-CS-2115-1 

TEE TO PIPE

C-F-i PT 1-

A-E<3/9 UT 2 -
3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

REVISION: 0
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NUMBER IDENTIFICATION ITEM NO 

220583 8-CS-2115-2 C-F-1 

PIPE TO PIPE A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34

1 -----------

2 -----------

3 ------------

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220584 8-CS-2115-3 

PIPE TO VALVE

C-F-I PT 1 

A-E<3/8 UT 2 
3

- - C - NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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8-CV-2101 (REF. DWG. NO. B-15,16,17)

220585 8-CV-2101-1 

VALVE TO PIPE

FIRST 
PERIOD 

1 2 3 4

C-F-I PT 1 - K -

A-E<3/8 UT 2 - - -
3----

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1 2 34

C

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220586 8-CV-2101-2 

PIPE TO TEE

C-F-I PT 1 -

A-E<3/8 UT 2 - - -
3- - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220587 8-CV-2101-3 

VALVE TO PIPE

C-F-I PT 

A-E<3/8 UT 3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

\- Ž20588 8-CV-2101-4 

PIPE TO TEE

C-F-I PT 

A-E<3/8 UT

1 - - C 
2-

3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220590 8-CV-2101-5 

TEE TO PIPE

C-F-I PT 1 

A-E<3/8 UT 2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220592 8-CV-2101-6 

PIPE TO ELBOW

220594 8-CV-2101-7 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1 
2 
3

1-

2- - -
3 - - - -

C - - NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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220596 8-CV-2101-8 C-F-i 

PIPE TO VALVE A-E<3/8

FIRST 
PERIOD

NDE 
METH 

PT 

UT

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD

OUTAGE 
1 2 3 4

THIRD 
PERIOD

1 2 34

1 
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220598 8-CV-2101-9 

VALVE TO PIPE

220600 8-CV-2101-1OA 

PIPE TO PIPE

C-F-I PT 1-

A-E<3/8 UT 2 - - -
3- - - -

C-F-1 PT 

A-E<3/8 UT

1 
2 

3

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C

220601 8-CV-2101-10B 

PIPE TO TEE 

220602 8-CV-2101-1OC 

TEE TO PIPE 

220603 8-CV-2101-10D 

PIPE TO PIPE 

220605 8-CV-2101-11A 

PIPE TO TEE

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

C-F-i PT 

A-E<3/8 UT

1 - C
2-

3---

I - C -
2-
3 - - -

S......................  
1---
2-
3-

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 - C 
2- -
3- - -
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220607 8-CV-2101-12A C-F-i 

TEE TO PIPE A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

1 

2 

3

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE

1 2 3 4 

C -

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220609 8-CV-2101-13A 

PIPE TO PIPE

C-F-I PT 

A-E<3/8 UT
21- - -2---
3-

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220610 8-CV-2101-14A 

PIPE TO PIPE

C-F-i PT 1-

A-E<3/8 UT 2 - - -
3----

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

8-CV-2101 (REF. DWG. NO. B-16)

8-CV-2101-14PS 

PIPE SUPPORT

C-C 

C3.20

PT 1-

2- - -

3- -- -

REF. SUM# 521640 

(1A-CVCA-455). REF.  

DWG. 232398.

8-CV-2101 (REF. DWG. NO. B-15,16,17)

220612 8-CV-2101-15 

PIPE TO TEE 

220614 8-CV-2101-16 

TEE TO PIPE

C-F-i PT 1 

A-E<3/8 UT 2 
3

C-F-I PT 

A-E<3/8 UT

- C

1 
2 
3

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

- C -
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220616 8-CV-2101-17 C-F-1 

PIPE TO ELBOW A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE

1 2 3 4 

C - -

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220618 8-CV-2101-18 

ELBOW TO PIPE

220619 8-CV-2101-19 

PIPE TO PIPE 

220620 8-CV-2101-20 

PIPE TO TEE

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1- 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1- 

2 
3 

1

2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220622 8-CV-2101-21 

TEE TO PIPE

C-F-I PT 

A-E<3/8 UT

1-
2-
3--

K C NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220624 B-CV-2101-22 

PIPE TO ELBOW

220626 8-CV-2101-23 

ELBOW TO PIPE

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-i PT 

A-E<3/8 UT

-C -

1---
2-
3-

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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220628 8-CV-2101-24 

PIPE TO ELBOW

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-i 

A-E<3/8

FIRST 
PERIOD

NDE 
METH 

PT 1 

UT 2 
3

1 2 3

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE -

4 1 2 3 4 1

THIRD 
PERIOD

23 4
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220630 8-CV-2101-25 

ELBOW TO PIPE 

220632 8-CV-2101-26 

PIPE TO ELBOW 

220634 8-CV-2101-27 

ELBOW TO PIPE 

220636 8-CV-2101-28 

PIPE TO ELBOW 

220638 8-CV-2101-29 

ELBOW TO PIPE

220640 8-CV-2101-30 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1 - K 
2 
3 

1

2 

3

C - -
- - - - - - - - -

- - - - - - - - -

- .................... ............................  

- - - - - - - - -

- - - - - - - - -

- - - - - - - - -

------------------------------ -------

- - - - - - - - -

- - - - - - - - -

- - - - - - - - -

---------------------------------------------- - --

- - - - - - - - -

- - - - - - - - -

- - - - - - - - -

---------------------- --------- --------------- 

- - - - - - - - -

- - - - - - - - -

- - - - - - - - - -

C-F-I PT 1 -

A-E<3/8 UT 2 -
3- -

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1- 
2 
3 

1-

12- 
2 
3-

C-F-I PT 1 

A-E<3/8 UT 2 
3- - -------

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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220642

EXAMINATION AREA 

IDENTIFICATION 

8-CV-2101-31 

ELBOW TO PIPE

220644 8-CV-2101-32 

PIPE TO PIPE

220646 8-CV-2101-33 

PIPE TO PIPE

220648 8-CV-2101-34 

PIPE TO PIPE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

FIRST 
PERIOD

NDE 
METH 

PT 

UT

PLAN STATUS 

SECOND 
PERIOD

- -- - 0 U 

1 2 3 4 1 2 

1 C 
21 - ----

32 - -----

TAG E 

3 4

THIRD 
PERIOD

1 2 34

C-F-I PT 1 -

A-E<3/8 UT 2 -

3- -

C-F-I PT 

A-E<3/8 UT

C-F-i PT 

A-E<3/8 UT

1 
2 

3

1 

2 
3

INSTRUCTIONS 
**CALIBRATION BLOCK"* 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220650 8-CV-2101-35 

PIPE TO PIPE

C-F-I PT 1 

A-E<3/8 UT 2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220652 8-CV-2101-36 

PIPE TO PIPE

C-F-I PT 

A-E<3/8 UT
21- - -

2 - - -

3--1
NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220654 8-CV-2101-37 

PIPE TO PIPE

C-F-i PT 1 -

A-E<3/8 UT 2 - - -

3- - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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EXAMINATION AREA 
IDENTIFICATION 

8-CV-2101-38 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-1 

A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 3 4
INSTRUCTIONS 

**CALIBRATION BLOCK**

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220658 8-CV-2101-39 

ELBOW TO PIPE

220660 8-CV-2101-40 

PIPE TO TEE

C-F-I PT 1 

A-E<3/8 UT 2 - -
3- - -

C-F-I PT 

A-E<3/8 UT

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 
2 

3

K C NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220661 8-CV-2101-40PS 

PIPE SUPPORT

C-C 

C3.20

PT 1-

2- - -

3 - ---

- C--------- - -- --- REF. SUM# 522060 

(1A-SIA-210). REF. DWG.  

231510, TRUNNION T-210.

220662 8-CV-2101-41 

VALVE TO PIPE

220664 8-CV-2101-42 

PIPE TO TEE 

220666 8-CV-2101-43 

TEE TO REDUCER

C-F-I PT 1 -

A-E<3/8 UT 2 - - -
3- - - -

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1

2 

3 

1

2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

SUMMARY 
NUMBER 

220656
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SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

6-CV-2112 (REF. DWG. NO. B-18)

220700 6-CV-2112-1A 

TEE TO ELBOW 

220702 6-CV-2112-2A 

ELBOW TO VALVE

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1 

2 

3 

1 

2 

3

FIRST 
PERIOD 

12 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------

1 2 3 4 1 2 34

- C 

- - C -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220704 6-CV-2112-3 

VALVE TO ELBOW 

220706 6-CV-2112-4 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

21- - -

2 - - -3-

21- - -2---
3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220708 6-CV-2112-5 

PIPE TO PIPE 

220710 6-CV-2112-6 

PIPE TO PIPE 

220711 6-CV-2112-6A 

PIPE TO PIPE

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-i PT 

A-E<3/8 UT

C-F-i PT 

A-E<3/8 UT

2------------------ - -- --

2-3 ---------------- - -- ---

1- 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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220712 6-CV-2112-7 C-F-i 

PIPE TO ELBOW A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

1 

2 
3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220714 6-CV-2112-8 

ELBOW TO ELBOW

220716 6-CV-2112-9 

ELBOW TO PIPE 

220718 6-CV-2112-10 

PIPE TO PIPE

C-F-i PT 1-

A-E<3/8 UT 2 - - -
3----

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-i PT 

A-E<3/8 UT

C - - - NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1
2 

3

220720 6-CV-2112-1I 

PIPE TO FLANGE 

220722 6-CV-2112-12 

FLANGE TO PIPE

220724 6-CV-2112-13 

PIPE TO FLANGE

C-F-i PT 1 

A-E<3/8 UT 2 
3

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1
2 

3

1
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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220726 6-CV-2112-14 

FLANGE TO PUMP

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-G PT 

C6.10 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

6-CV-2111 (REF. DWG. NO. B-19)

220727 6-CV-2111-1 

TEE TO ELBOW 

220728 6-CV-2111-2 

ELBOW TO VALVE 

220730 6-CV-2111-3 

VALVE TO ELBOW 

220732 6-CV-2111-4 

ELBOW TO PIPE

220734 6-CV-2111-5 

PIPE TO PIPE 

220736 6-CV-2111-6 

PIPE TO PIPE

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1 
2 
3

1 
2 

3

C

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1- 
2 
3

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-1 PT 1 

A-E<3/8 UT 2 
3
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220738 6-CV-2111-7 

PIPE TO PIPE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1 2 3 4

1 
2 
3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220740 6-CV-2111-8 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1 
2 

3

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220742 6-CV-2111-9 

ELBOW TO ELBOW 

220744 6-CV-2111-10 

ELBOW TO PIPE 

220746 6-CV-2111-11 

PIPE TO FLANGE

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1 
2 

3

1 - - K - C - ------

2------------
3-------------

1- 
2-
3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220748 6-CV-2111-12 

FLANGE TO PIPE 

220750 6-CV-2111-13 

PIPE TO FLANGE

C-F-I PT 1 --- -----

A-E<3/8 UT 2 --- -----
3-

C-F-i PT 1 -

A-E<3/8 UT 2 -
3- -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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220757 6-CV-2111-14R1 

INLET NOZZLE TO PUMP

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-G PT 

C6.10

PLAN STATUS 

FIRST SECOND THIRD 

PERIOD PERIOD PERIOD 

-2OUTAGE 
1 2 34 12 34 1 234

1- -

2--
3--

INSTRUCTIONS 
**CALIBRATION BLOCK**

S-P - - C - -

01RF - W/O# 50009730 TO PERFORM NDE.  

95RF - PSI BASELINE EXAM PERFORMED BY MQS PER MM 97-099 / 

PUMP CASING).

S-97-156 / 970613277-10 (#11 PUMP REPLACED WITH NEW SS

6-CV-2101 (REF. DWG. NO. B-20)

220760 6-CV-2101-1 

REDUCER TO ELBOW

C-F-i PT 

A-E<3/8 UT

1 
2 
3

- C - NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220762 6-CV-2101-2 

ELBOW TO TEE

C-F-I PT 

A-E<3/8 UT

1-
2-

3 --

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220764 6-CV-2101-3 

TEE TO PIPE 

220766 6-CV-2101-4 

PIPE TO REDUCER

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1
2 -2 

3 

1 
2 

3

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220768 6-CV-2101-5 

TEE TO ELBOW

C-F-I PT 
A-E<3/8 UT

1-
2- 

3--

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

220770 6-CV-2101-6 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

1- 

2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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SEC. XI PERIOD PERIOD PERIOD 

SUMMARY EXAMINATION AREA CATEGY NUE O----------- 0 U T A G E------
NUMBER IDENTIFICATION ITEM NO METH 1 2 3 4 1 2 3 4 1 2 34 

220772 6-CV-2101-7 C-F-I PT 1------------

PIPE TO VALVE A-E<3/8 UT 2------------
3-------------

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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34-MS-2141 (REF. DWG. NO. B-21)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

220800 34-MS-2141-1 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1-
2-

3--
A 

- S - -

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

A-E LAW MEB 3-1.  

**51-SAM (ALT#01)**

95RF - W.O.#950526019 TO PERFORM NDE.

220840 34-MS-2141-1/8-MS-2141 

8 IN. BRANCH 

CONNECTION

C-F-2 

CS.81

A-E IAW MEB 3-1.

MT 1 
2 

3

- C Y **51-SAM (ALT#01)**

220880 34-MS-2141-1/8-MS-2142 

8 IN. BRANCH 

CONNECTION 

220900 34-MS-2141-1/8-MS-2143 

8 IN. BRANCH 

CONNECTION 

221000 34-MS-2141-1/8-MS-2144 

8 IN. BRANCH 

CONNECTION

C-F-2 MT 

C5.81 UT

C-F-2 

C5.81

1- 

2 
3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**51-SAM (ALT#01)**

**51-SAM (ALT#01)**MT 1-
2 

3

C-F-2 MT 

C5.81 UT

1- 

2 

3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**51-SAM (ALT#01)**

221100 34-MS-2141-1/8-MS-2145 

8 IN. BRANCH 

CONNECTION 

221200 34-MS-2141-1/6-MS-2146 

6 IN. BRANCH 

CONNECTION

C-F-2 

C5.81

MT 1 -

2 

3

**51-SAM (ALT#01)** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**51-SAM (ALT#01)**

C-F-2 MT 1 

C5.81 UT 2 
3-

- - - - - - - - -

- - - - - - - - -

- - - - - - - - -

................. .................................  
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221300 34-MS-2141-1/6-MS-2147 C-F-2 MT 1 

6 IN. BRANCH C5.81 2 
3 

CONNECTION

FIRST 
PERIOD 

12 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

INSTRUCTIONS 
**CALIBRATION BLOCK**

221400 34-MS-2141-1PL-1 

PIPE LUG 

221500 34-MS-2141-1PL-2 

PIPE LUG

C-C MT 1 

C3.20 2 
3

C-C 

C3.20

221600 34-MS-2141-1PL-3 THRU C-C 

6 PIPE LUG C3.20 

222000 34-MS-2141-1PL-7 THRU C-C 

10 PIPE LUG C3.20

C - -

S - - -

MT 1 -
2C - -

MT 1 -
2 C - -

3x - -

MT 1-
2C - -

3x - - -

- C

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

IP-MS-VS-068 (504735).  

REF. DWG. 236832. A-E 

IAW MEB 3-1.  

ASSOCIATED WITH DELETED 

NON-IW SUPPORT 

1P-MS-VS-059 (504720).  

REF. DWG. 236832. A-E 

lAW MEB 3-1.  

A-E IAW MEB 3-1. REF.  

SUM#504695 (1P-MSS-116).  

SUM. #Is 221700, 221800 

& 221900 WERE DELETED & 

INCORPORATED INTO SUM.  

#226100, SINCE THEY ARE 

CONSIDERED AS ONE 

SUPPORT UNIT.  

A-E IAW MEB 3-1. REF.  

SUM# 504695 

(IP-MSS-116). SUM.#'s 

222100, 222200 & 222205 

WERE DELETED & 

INCORPORATED INTO SUM.* 

222000, SINCE THEY ARE 

CONSIDERED AS ONE 

SUPPORT UNIT.
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34-MS-2141-1PL-11 

PIPE LUG

ASME 
SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4 

C - -

S - - -

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE
1 2 34

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS "**CALIBRATION BLOCK** 

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

1P-MS-VS-065 (504730).  

REF. DWG. 236832. A-E 

IAW MEB 3-1.

222215 34-MS-2141-1PL-12 

PIPE LUG

C-C 

C3.20

222220 34-MS-2141-1PL-13 THRU C-C 

16 PIPE LUG C3.20

MT 1-
2 C - -
3 s - -

MT 1-
2 C - -
3 s - - -

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

1P-MS-VS-056 (504715).  

REF. DWG. 236832. A-E 

IAW MEB 3-1.  

A-E IAW MEB 3-1. REF.  

SUM# 504700 

(IP-MSS-120). SUM.#'s 

222225, 222230 & 222235 

WERE DELETED & 

INCORPORATED INTO SUM.# 

222220, SINCE THEY ARE 

CONSIDERED AS ONE 

SUPPORT UNIT.

222240 34-MS-2141-1PL-17 THRU C-C 

20 PIPE LUG C3.20

MT 1-

2 C--
3 s - - -

A-E IAW MEB 3-1. REF.  
SUM# 504700 

(1P-MSS-120). SUM.#'s 

222245, 222250 & 222255 

WERE DELETED & 

INCORPORATED INTO SUM.# 

222240, SINCE THEY ARE 

CONSIDERED AS ONE 

SUPPORT UNIT.

SUMMARY 
NUMBER 

222210

¾���>

........................... ..

7 - - -
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222260 34-MS-2141-1PL-21 C-C 

PIPE LUG C3.20

NDE 
METH 

MT

FIRST 
PERIOD 

1 2 3 4

1 
2 
3

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 2 34

THIRD 
PERIOD 

1 2 34

C -

S - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

ASSOCIATED WITH DELETED 

NON- IWF SUPPORT 

IP-MS-VS-062 (504725).  

REF. DWG. 236832. A-E 

IAW MEB 3-1.

222300 34-MS-2141-2 

PIPE TO VALVE

C-F-2 MT 

Cs.51 UT
1--

2- x
B--------------- ----

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION. A-E IAW 

MEB 3-1. **51-SAM 

(ALT#01) **

92 - MT PERFORMED (EXPANDED SCOPE) DUE TO INDICATION ON 34-MS-2121-2. NO RECORDABLE INDICATIONS WITHIN THE CODE 

REQUIRED EXAM AREA. EXAM REVEALED ONE LINEAR INDICATION OUTSIDE THE CODE REQUIRED EXAM AREA, ON ADJACENT 

VALVE BODY. SEE CNF SAM1-12.  

34-MS-2131 (REF. DWG. NO. B-22)

222400 34-MS-2131-1 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1- 
2- 
3- -

A -

LIMITATION: EXAMINED 

lAW MEB 3-1 (MT & UT) 0% 

OF THE CODE REQUIRED 

AREA/VOLUME, DUE TO 

PERMANENTLY INSTALLED 

STRUCTURAL ELEMENTS. NO 

UT FROM UPSTREAM SIDE 

DUE TO WELDED COLLAR.  

NO UT FROM DOWNSTREAM 

SIDE DUE TO PIPE TAPER.  

A-E IAW MEB 3 **51-SAM 

(ALT#01) **

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEB 3-1. LIMITATION: EXAMINED (MT & UT) 0% OF THE CODE REQUIRED 

AREA/VOLUME, DUE TO PERMANENTLY INSTALLED STRUCTURAL ELEMENTS.

222500 34-MS-2131-1/8-MS-2131 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION

MT 1 

:3
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222600 34-MS-2131-1/8-MS-2132 C-F-2 MT 

8 IN. BRANCH C5.81 

CONNECTION

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

1 
2 
3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.

222700 34-MS-2131-1/8-MS-2133 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION

222800 34-MS-2131-1/8-MS-2134 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION

222900 34-MS-2131-1/8-MS-2135 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION 

223000 34-MS-2131-1/6-MS-2136 C-F-2 

6 IN. BRANCH C5.81 

CONNECTION

MT 1 -

2 - - -

3 - - - -

MT 1 
2 
3

C 

X

NOT SELECTED FOR 

EXAMINATION DURING PSI.

MT 1 
2- - ------
3- - -------

MT 1 -
2-
3--

223100 34-MS-2131-1/6-MS-2137 C-F-2 

6 IN. BRANCH C5.81 

CONNECTION

223200 34-MS-2131-1PL-1 

PIPE LUG

C-C 

C3.20

MT 1 -
2-

3--

MT 1-

2 - - -

3 - - - -

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**51-SAM (ALT#01)**

C - -

X - - -

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

IP-MS-VS-034 (504635).  

REF. DWG. 236832. A-E 

lAW MEB 3-1.

92 - LIMITED EXAM DUE TO INACCESSIBILITY. EXAMINED 90% OF REQUIRED AREA.

REVISION: 0
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223300 34-MS-2131-1PL-2 C-C MT 

PIPE LUG C3.20

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-~OUTAGE------

1 2 3 4 1 2 3 4 1 2 34 

2 - C 

3---- C

INSTRUCTIONS 
**CALIBRATION BLOCK** 

A-E IAW MEB 3-1.  

LIMITED EXAM DUE TO 

PROXIMITY OF PERMANENT 

SUPPORT. ASSOCIATED 

WITH DELETED NON-IWF 

SUPPORT IP-MS-VS-026 

(504625). REF. DWG.  

236832.

92 - LIMITED EXAM DUE TO INACCESSIBILITY. EXAMINED 90% OF REQUIRED AREA.

223400 34-MS-2131-1PL-3 THRU C-C 

6 PIPE LUG C3.20 

223800 34-MS-2131-1PL-7 THRU C-C 

10 PIPE LUG C3.20

MT 1 -
2-

3---

MT 1 -

2- - -

3- -- -

C - -

S - -

C - -

S - - -

A-E IAW MEB 3-1. REF.  

SUM# 504595 

(1P-MSS-115). NO MT EXAM 

ON PIPE LUG #6, DUE TO 

THE INACCESSIBILITY OF 

THE SUPPORT BEAMS ON THE 

HDR. SUM. #'S 223500, 

223600 AND 223700 WERE 

DELETED AND INCORPORATED 

INTO THIS SUM. # 

(CONSIDERED AS ONE 

SUPPORT UNIT).  

A-E IAW MEB 3-1. REF.  

SUM# 504595 

(1P-MSS-115). NO EXAM ON 

PIPE LUG #8, DUE TO THE 

INACCESSIBILITY OF THE 

SUPPORT BEAMS ON THE 

HDR. SUM. #'S 223900, 

224000 AND 224100 WERE 

DELETED AND INCORPORATED 

INTO THIS SUM. #, 

CONSIDERED AS ONE 

SUPPORT UNIT.

-------------
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34-MS-2131-1PL-11 

PIPE LUG

ASME 

SEC. XI 
CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-~OUTAGE------

1 2 3 4 1 2 3 4 1 2 34 

2 - - - C- - -----
3 - - - S- - ------

INSTRUCTIONS 
**CALIBRATION BLOCK**

A-E IAW MEB 3-1.  

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

1P-MS-VS-031 (504630).  

REF. DWG. 236832.

92 - LIMITED EXAM DUE TO INACCESSIBILITY. EXAMINED 90% OF REQUIRED AREA.

224015 34-MS-2131-1PL-12 

PIPE LUG

C-C 

C3.20

MT 1
2- -
3---

- C--------- ----- ---

- S--------- ----- ----

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

1P-MS-VS-023 (504620).  

REF. DWG. 236832. A-E 

IAW MEB 3-1.

92 - LIMITED EXAM DUE TO INACCESSIBILITY. EXAMINED 90% OF REQUIRED AREA.

224020 34-MS-2131-1PL-13 THRU C-C 

16 PIPE LUG C3.20

MT 1
2- -
3---

C - -

S - - -

A-E IAW MEB 3-1. REF.  

SUM# 504600 

(1P-MSS-119). NO EXAM ON 

PIPE LUG #16, DUE TO THE 

INACCESSIBILITY OF THE 

SUPPORT BEAMS ON THE 

HDR. SUM. #'S 224025, 

224030 AND 224035 WERE 

DELETED AND INCORPORATED 

INTO THIS SUM. #, 

CONSIDERED AS ONE 

SUPPORT UNIT.

SUMMARY 
NUMBER 

224010
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224040 34-MS-2131-1PL-17 THRU 

20 PIPE LUG

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20

FIRST 
PERIOD 

1 2 3 4

1---

3--

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 2 34

C 

S

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

A-E IAW MEB 3-1. REF.  

SUM# 504600 

(1P-MSS-119). NO EXAM ON 

PIPE LUG #18, DUE TO THE 

INACCESSIBILITY OF THE 

SUPPORT BEAMS ON THE 

HDR. SUM. #'S 224045, 

224050 AND 224055 WERE 

DELETED AND INCORPORATED 

INTO THIS SUM. #, 

CONSIDERED AS ONE 

SUPPORT UNIT.

224060 34-MS-2131-1PL-21 

PIPE LUG

C-C 

C3.20

MT 1 

2- -

3- - -
C - -

S - - -

ASSOCIATED WITH DELETED 

NON- IWF SUPPORT 

1P-MS-VS-020 (504615).  

REF. DWG. 236832. A-E 

LAW MEB 3-1.

92 - LIMITED EXAM DUE TO INACCESSIBILITY. EXAMINED 90% OF REQUIRED AREA.

224100 34-MS-2131-2 

PIPE TO VALVE

C-F-2 MT 1 

C5.51 UT 2 - -
3- - -

E A 

- S -

LIMITATION: EXAMINED 

lAW MEB 3-1, MT (70%) & 

UT (19%) OF THE CODE 

REQUIRED AREA/VOLUME, 

DUE TO PERMANENTLY 

INSTALLED STRUCTURAL 

ELEMENTS AND INSULATION 

SHEATHING. NO EXAM FROM 

DOWNSTREAM SIDE DUE TO 

VALVE CONFIG. A-E IAW 

MEB 3-1. **51-SAM 

(ALT#01) **

92 - MT PERFORMED AT REQUEST OF PSE&G AS PART OF AN EXPANDED SCOPE DUE TO INDICATION ON 34-MS-2121-2.  

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEB 3-1. LIMITATION: EXAMINED MT (70%) & UT (19%) OF THE CODE 

REQUIRED AREA/VOLUME, DUE TO PERMANENTLY INSTALLED STRUCTURAL ELEMENTS AND INSULATION SHEATHING.

REVISION: 0
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34-MS-2121 (REF. DWG. NO. B-23)

224200 34-MS-2121-1 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-OUTAGE 

1 2 3 4 1 2 3 4 1 2 34 

2 - - - - - - A - - - -

3 S - - - - - -

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEE 3-1. LIMITATION: EXAMINED MT (18% 

REQUIRED AREA/VOLUME, DUE TO PERMANENTLY INSTALLED STRUCTURAL ELEMENTS.

224300 34-MS-2121-1/8-MS-2121 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION

MT 1-

2- - -

3 - - - -

INSTRUCTIONS 
**CALIBRATION BLOCK**

LIMITATION: EXAMINED 

IAW MEB 3-1 MT (18% ) & 

UT (0%) OF THE CODE 

REQUIRED AREA/VOLUME, 

DUE TO PERMANENTLY 

INSTALLED STRUCTURAL 

ELEMENTS. NOT SELECTED 

FOR EXAMINATION DURING 

PSI. A-E IAW MEB 3-1.  
t *51-SAM (ALT#01)** 

& UT (0%) OF THE CODE 

NOT SELECTED FOR 

EXAMINATION DURING PSI.

224400 34-MS-2121-1/8-MS-2122 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION

224500 34-MS-2121-1/8-MS-2123 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION 

224600 34-MS-2121-1/8-MS-2124 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION

MT 1 
2 

3

LIMITED MT DUE TO 
PROXIMITY OF PERMANENT 

SUPPORTS.

MT 1-
2-

3---

MT 1-
2-
3--

PAGE: 86
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224700 34-MS-2121-1/8-MS-2125 

8 IN. BRANCH 

CONNECTION

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-F-2 MT 

C5.81

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

1 
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.

224800 34-MS-2121-1/6-MS-2126 

6 IN. BRANCH 

CONNECTION

C-F-2 

C5.81

MT 1 -

2- - -

3 --- -

NOT SELECTED FOR 

EXAMINATION DURING PSI.

224900 34-MS-2121-1/6-MS-2127 

6 IN. BRANCH 

CONNECTION

C-F-2 

C5.81

MT 1-

2- - -
3 -- --

225000 34-MS-2121-1PL-1 

PIPE LUG

C-C 

C3.20

MT 1 -

2- - -
3- -- -

R 
S -

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

1P-MS-VS-051 (504565).  

REF. DWG. 236832. A-E 

TAW MEB 3-1.

99RF - RESCHEDULED TO S1RFO#14, DUE TO SCHEDULE CONSTRAINTS.

225100 34-MS-2121-1PL-2 

PIPE LUG

C-C 

C3.20

MT 1-
2-
3--

R - -
S - - -

ASSOCIATED WITH DELETED 

NON- WF SUPPORT 

1P-MS-VS-042 (504550).  

REF. DWG. 236832. A-E 

lAW MEB 3-1.

99RF - RESCHEDULED TO SIRFO#14, DUE TO SCHEDULE CONSTRAINTS.

225200 34-MS-2121-1PL-3 

PIPE LUG

C-C 

C3.20

MT 1-
2 - - -

3 - - - -

R - -
S - - -

ASSOCIATED WITH DELETED 
NON-IWF SUPPORT 

1P-MS-VS-048 (504560).  

REF. DWG. 236832. A-E 

lAW MEB 3-1.

99RF - RESCHEDULED TO S1RFO#14, DUE TO SCHEDULE CONSTRAINTS.
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225300 34-MS-2121-1PL-4 

PIPE LUG

ASME FIRST 

SEC. XI PERIOD 

CATEGY NDE 
ITEM NO METH 1 2 3 4 

C-C MT 1-

C3.20 2---
3----

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1234 

R - -
S - - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

1P-MS-VS-039 (504545).  

REF. DWG. 236832. A-E 

IAW MEB 3-1.

99RF - RESCHEDULED TO S1RFO#14, DUE TO SCHEDULE CONSTRAINTS.

225400 34-MS-2121-1PL-5 THRU C-C 

8 PIPE LUG C3.20

MT 1 -

2- - -

3 - ---

A-E IAW MEB 3-1. REF.  

R - - - SUM# 504530 

S (1P-MSS-118). SUM.#'s 

225500, 225600 & 225610 

WERE DELETED & 

INCORPORATED INTO SUM.* 

225400, SINCE THEY ARE 

CONSIDERED AS ONE 

SUPPORT UNIT.

99RF - RESCHEDULED TO S1RFO#14, DUE TO SCHEDULE CONSTRAINTS.

34-MS-2121-1PL-9 THRU C-C 

12 PIPE LUG C3.20

MT 1 -
2- 

3--
R - -
S - - -

A-E IAW MEB 3-1. REF.  

SUM# 504530 

(1P-MSS-118). SUM.#'s 

225630, 225640 & 225650 

WERE DELETED & 

INCORPORATED INTO SUM.* 

225620, SINCE THEY ARE 

CONSIDERED AS ONE 

SUPPORT UNIT.

99RF - RESCHEDULED TO S1RFO#14, DUE TO SCHEDULE CONSTRAINTS.

225660 34-MS-2121-1PL-13 

PIPE LUG

C-C 

C3.20

MT 1 -
2- 
3- -

- -- - R - -

- -- - S - - -

ASSOCIATED WITH DELETED 

NON- IWF SUPPORT 

1P-MS-VS-045 (504555).  

REF. DWG. 236832. A-E 

IAW MEB 3-1.

99RF - RESCHEDULED TO S1RFO#14, DUE TO SCHEDULE CONSTRAINTS.

\," 225620
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225665 34-MS-2121-1PL-14 THRU C-C MT 

17 PIPE LUG C3.20

FIRST 
PERIOD 

1 2 3 4 

1-

2 ---
3 - - - -

PLAN STATUS 

SECOND THIRD 

PERIOD PERIOD 
OUTAGE------

1 2 3 4 1 2 34 

- - -
- - - - S ---

INSTRUCTIONS 
**CALIBRATION BLOCK** 

A-E IAW MEE 3-1. REF.  

SUM# 504525 

(1P-MSS-114). NOTE: 

EXAM FIGURE B-23 

IDENTIFIES THESE LUGS AS 

-4PL-1 THRU 4.

99RF - RESCHEDULED TO S1RFO#14, DUE TO SCHEDULE CONSTRAINTS.

225670 34-MS-2121-1PL-18 THRU C-C 

21 PIPE LUG C3.20

MT 1-
2---
3-

- - - R - -

- -- - S - - -

A-E IAW MEE 3-1. REF.  
SUM# 504525 

(1P-MSS-114). NOTE: 

EXAM FIGURE B-23 

IDENTIFIES THESE LUGS AS 

-4PL-5 THRU 8.

99RF - RESCHEDULED TO SIRFO#14, DUE TO SCHEDULE CONSTRAINTS.

225700 34-MS-2121-2 

PIPE TO VALVE

C-F-2 MT 

C5.51 UT

1-
2 -
3--

C - - - RR -
X

NO UT FROM DOWNSTREAM 
SIDE DUE TO VALVE 

CONFIGURATION. A-E IAW 

MEE 3-1. **51-SAM 

(ALT#01)**

92 - MT REVEALED ONE INDICATION WHICH EXCEEDED CODE ALLOWABLE DIMENSIONS. SEE CNF'S SAM1-11, IIA & B. REEXAM 

AFTER MECHANICAL REMOVAL OF INDICATIION REVEALED NO RECORDABLE INDICATIONS. UT45 INDICATIONS ARE GEOMETRIC 

REFLECTORS FROM THE INSIDE SURFACE.  

99RF - RESCHEDULED TO SIRFO#14, DUE TO SCHEDULE CONSTRAINTS.  

34-MS-2111 (REF. DWG. NO. B-24)

225800 34-MS-2111-1 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1---
2-
3-

- - A 
- S - -

LIMITATION: EXAMINED 

IAW MEE 3-1 (MT) 50% OF 

THE CODE REQ. AREA AND 

(UT) 0% OF THE CODE REQ.  

VOLUME, DUE TO A 

PERMANENT PIPE WHIP. NO 

UT FROM UPSTREAM SIDE 

DUE TO WELDED COLLAR.  

NO UT FROM DOWNSTREAM 

SIDE DUE TO PIPE TAPER.  

A-E IAW MEE. **51-SAM 

(ALT#01) **

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MED 3-1. LIMITATION: EXAMINED (MT) 50% OF THE CODE REQUIRED AREA 

AND (UT) 0% OF THE CODE REQUIRED VOLUME, DUE TO A PERMANENT PIPE WHIP RESTRAINT.
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225900 34-MS-2111-1/8-MS-2111 

8 IN. BRANCH 

CONNECTION

ASME 
SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-F-2 MT 

C5.81 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE 
1 23 4

THIRD PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.

226000 34-MS-2111-1/8-MS-211
2 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION

MT 1 
2 

3

NOT SELECTED FOR 
EXAMINATION DURING PSI.

226100 34-MS-2111-1/8-MS-2113 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION 

226200 34-MS-2111-1/8-MS-2114 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION 

226300 34-MS-2111-1/8-MS-2115 C-F-2 

8 IN. BRANCH C5.81 

CONNECTION

99RF -

MT 1 
2 

3

MT 1 

3 

3------ --------------------

MT 1 

3-

FTI UNDER W.O.#50000402 TO PERFORM N DE.

226400 34-MS-2111-1/6-MS-2116 C-F-2 

6 IN. BRANCH C5.81 

CONNECTION

MT 1 
2 . . . .  

3 - ------------

226500 34-MS-2111-1/6-MS-211
7 C-F-2 

6 IN. BRANCH C5.81 

CONNECTION

MT 1 - -

2- -

3 - - -

NOT SELECTED FOR 
EXAMINATION DURING PSI.

C - -C
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226600 34-MS-2111-1PL-1 C-C MT 

PIPE LUG C3.20

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 12 34 1 234

1-
2-
3- -

C - -

s - - -

INSTRUCTIONS 
**CALIBRATION BLOCK"* 

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

1P-MS-VS-017 (504300).  

REF. DWG. 236832. A-E 

IAW MEB 3-1.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. THIS EXAM ALSO SATISFIES THE REQUIREMENTS OF MEB 3-1.

226700 34-MS-2111-1PL-2 

PIPE LUG

C-C 

C3.20

MT 1 -
2- 
3- -

C - -

S - - -

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

IP-MS-VS-009 (504305).  

REF. DWG. 236832. A-E 

lAW MEB 3-1.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. THIS EXAM ALSO SATISFIES THE REQUIREMENTS OF MEB 3-1.

226800 34-MS-2111-1PL-3 THRU C-C 

6 PIPE LUG C3.20

MT 1-
2- - -

3----

- -- - C - -

- -- - S - - -

A-E IAW MEB 3-1. REF.  

SUM# 504280 

(1P-MSS-113). SUM.#'s 

226900, 227000 & 227100 

WERE DELETED & 

INCORPORATED INTO SUM.# 

226800, SINCE THEY ARE 

CONSIDERED AS ONE 

SUPPORT UNIT.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. THIS EXAM ALSO SATISFIES THE REQUIREMENTS OF MEB 3-1.

227200 34-MS-2111-1PL-7 THRU C-C 

10 PIPE LUG C3.20

MT 1 -

2 - - -

3 - - - -

C - -

S - - -

A-E IAW MEB 3-1. REF.  

SUM# 504280 

(1P-MSS-113) . SUM.*'s 

227300, 227400 & 227405 

WERE DELETED & 

INCORPORATED INTO SUM.# 

227200, SINCE THEY ARE 

CONSIDERED AS ONE 

SUPPORT UNIT.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. THIS EXAM ALSO SATISFIES THE REQUIREMENTS OF MEB 3-1.
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34-MS-2111-1PL-11 C-C MT 

PIPE LUG C3.20

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

2 ------- -------- C- -

3------- -------- S - - -

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

1P-MS-VS-014 (504310).  

REF. DWG. 236832. A-E 

IAW MEB 3-1.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. THIS EXAM ALSO SATISFIES THE REQUIREMENTS OF MEB 3-1.

227415 34-MS-2111-1PL-12 

PIPE LUG

C-C 

C3.20

MT 1 -

2- - -
3- -- -

C - -
S - - -

ASSOCIATED WITH DELETED 

NON-IWF SUPPORT 

1P-MS-VS-006 (504315).  

REF. DWG. 236832. A-E 

IAW MEB 3-1.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. THIS EXAM ALSO SATISFIES THE REQUIREMENTS OF MEB 3-1.

227420 34-MS-2111-1PL-13 THRU C-C 

16 PIPE LUG C3.20

MT 1 - C -

2 - - -

3 - - - -

- -- - C - -

- -- - S - - -

A-E IAW MEB 3-1. REF.  

SUM# 504285 

(1P-MSS-117). SUM.#*s 

227425, 227430 & 227435 

WERE DELETED & 

INCORPORATED INTO SUM.# 

227420, SINCE THEY ARE 

CONSIDERED AS ONE 

SUPPORT UNIT.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. THIS EXAM ALSO SATISFIES THE REQUIREMENTS OF MEB 3-1.

227440 34-MS-2111-1PL-17 thru C-C 

20 PIPE LUG C3.20

MT 1 -

2- - -

3- -- -
- -- - C - -

- -- - S - - -

A-E IAW MEB 3-1. REF.  

SUM# 504285 

(IP-MSS-117). SUM.#'s 

227445, 227450 & 227455 

WERE DELETED & 

INCORPORATED INTO SUM.# 

227440, SINCE THEY ARE 

CONSIDERED AS ONE 

SUPPORT UNIT.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. THIS EXAM ALSO SATISFIES THE REQUIREMENTS OF MEB 3-1.

SUMMARY 
NUMBER 

227410
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227460 34-MS-2111-1PL-21 

PIPE LUG

ASME 
SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD

1 2 3 4 
123 

2- 
3--

O U T A G E INSTRUCTIONS 
1 2 3 4 1 2 3 4 **CALIBRATION BLOCK** 

ASSOCIATED WITH DELETED 

C - - - NON-IWF SUPPORT 

- 1P-MS-VS-003 (504320).  

REF. DWG. 236832. A-E 

lAW MEB 3-1.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. THIS EXAM ALSO SATISFIES THE REQUIREMENTS OF MEB 3-1.

227500 34-MS-2111-2 

PIPE TO VALVE

C-F-2 MT 

C5.51 UT

1 - K K 
2---
3-

C - -
E - A 
- S - -

LIMITATION: EXAMINED 

IAW MEB 3-1 (MT) 70% OF 

THE CODE REQ. AREA, DUE 

TO PERMANENTLY INSTALLED 

RESTRAINT. NO EXAM FROM 

DOWNSTREAM SIDE DUE TO 

VALVE CONFIG. LIMITED 

UT FROM UPSTREAM SIDE 

DUE TO MAIN STEAM 

RISERS. A-E lAW MEB 

3-1. **51-SAM (ALT#01)**

92 - MT PERFORMED AT REQUEST OF PSE&G AS PART OF AN EXPANDED SCOPE DUE TO INDICATION ON 34-MS-2121-2.  

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEB 3-1. EXAMINED (MT) 70% OF THE CODE REQUIRED AREA, DUE TO 

PERMANENTLY INSTALLED RESTRAINT.  

32-MS-2141 (REF. DWG. NO. B-25)

227600 32-MS-2141-1R1 

NOZZLE TO REDUCER

C-F-2 MT 1 

C5.51 UT 2 ------------------ C P 

3 - X -
**32-CS-XX-1.618-47-SAM*

93 - W.O.#931121035 TO PERFORM NDE.  

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1241-14 (S/G REPLACEMENT).  

INTERMITTENTLY 360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND TWO GEOMETRIC REFLECTORS

227700 32-MS-2141-2 

PIPE TO PIPE

C-F-2 MT 1-

C5.51 UT 2---
3----

PIPE TO PIPE OF 

DIFFERENT SCHEDULE WALL 

THICKNESSES.  

**47-SAM/51-SAM 

(ALT#01)**
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MAIN STEAM SYSTEM

INSPECTION INTERVAL_ PLAN STATUS

EXAMINATION AREA 

IDENTIFICATION 

32-MS-2141-2PS-2 

PIPE SUPPORT

ASME FIRST SEC 

SEC. XI PERIOD PER 

CATEGY NDE O----------- 0 U T 
ITEM NO METH 1 2 3 4 1 2 

C-C MT 1 - ----

C3.20 2 - C -

3-S -s

"OND THIRD 
IOD PERIOD 

AGE--------

3 4 1 2 3 4
INSTRUCTIONS 

**CALIBRATION BLOCK** 

A-E IAW MEB 3-1.

91 - EXAMINED 25% OF THE CODE REQUIRED AREA. LIMITED EXAM DUE TO LUGS AND INSTRUMENTATION LINES.

228000 32-MS-2141-2PL-1 THRU C-C 

12 4 EA. PIPE C3.20 

LUGS (PA-109)

MT 1 -
2- 

3- -
C - -

- -- - S - - -

A-E IAW MEB 3-1. REF.  

SUM# 504680 

(1P-MSG-112).  

LIMITATION: EXAMINED 

(MT) 65.4% OF THE CODE 

REQUIRED SURFACE, DUE TO 

A PERMANENT OBSTRUCTION 

FROM THE PENETRATION 

WALL.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. LIMITATION: EXAMINED (MT) 

TO A PERMANENT OBSTRUCTION FROM THE PENETRATION WALL.

65.4% OF THE CODE REQUIRED SURFACE, DUE

228400 32-MS-2141-3 

PIPE TO ELBOW

C-F-2 MT 1i-

C5.51 UT 2---
3---- S -

A-E IAW MEB 3-1. PERFORM 

TRANSVERSE & PARALLEL 

EXAMS ON ASSOCIATED LONG 

SEAM(S).  

*'32-CS-l-1. 618-47-SAM*

W.O.#950526019 TO PERFORM NDE. A-E IAW MEB 3-1.

32-MS-2141-3PL-1 THRU C-C 

3 PIPE LUG C3.20

MT 1 

3

REDEFINED AS 3PL-1 THRU 

3. SEE SUMMARY NUMBERS 

228445, 228450 & 228455.  

ASSOCIATED WITH NON-IWF 

COMPONENT 13-MSLS-17.

REVISION: 0

SUMMARY 
NUMBER 

227900

95RF 

228445
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228500 32-MS-2141-4 

ELBOW TO PIPE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 

UT

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 1 234 1 234

1--
2-

3- S -

INSTRUCTIONS 
**CALIBRATION BLOCK"*

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

A-E IAW MEB 3-1. PERFORM 

TRANSVERSE & PARALLEL 

EXAMS ON ASSOCIATED LONG 

SEAM(S).  

**32-CS-XX-I.618-47-SAM*

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEB 3-1.  

32-MS-2131 (REF. DWG. NO. B-26)

228600 32-MS-2131-1R1 

NOZZLE TO REDUCER

C-F-2 MT 1-

C5.51 UT 2 - - -
3- - - -

- - p--
NOT SELECTED FOR 

EXAMINATION DURING PRE 

1ST INTERVAL PSI.  

**32-CS-XX-1.618-47-SAM*

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1241-13 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

228700 32-MS-2131-2 

PIPE TO PIPE

C-F-2 MT 

Cs.51 UT
1-2 ---------------- - -- --

2-3 ---------------- - -- ---

UT45 FOUND TWO GEOMETRIC REFLECTORS 

- - - NO UT FROM DOWNSTREAM 

- - - SIDE DUE TO PIPE 

CONFIGURATION.  

**47-SAM/51-SAM 

(ALT#01)**

228900 32-MS-2131-2PS-2 

PIPE SUPPORT

C-C 

C3.20

MT 1 -

2- - -

3- -- -

A-E IAW MEB 3-1.
C 
X

92 - LIMITED EXAM DUE TO PIPE RESTRAINTS AND INSTRUMENTATION LINES. EXAMINED 35.4% OF REQUIRED AREA.
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32-MS-2131-2PL-1 THRU 

12 4 F.A. PIPE 

LUGS (PA-109)

ASME 
SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20

FIRST 
PERIOD 

1 2 3 4 

1- 

2- 

3- -

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

- -- - C - -

- -- - S - - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

A-E IAW MEB 3-1. REF.  

SUM# 504580 

(1P-MSG-111) 

LIMITATION: EXAMINED 

(MT) 65.4% OF THE CODE 

REQUIRED SURFACE, DUE TO 

A PERMANENT OBSTRUCTION 

FROM THE PENETRATION 

WALL.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. LIMITATION: 

TO A PERMANENT OBSTRUCTION FROM THE PENETRATION WALL.

EXAMINED (MT) 65.4% OF THE CODE REQUIRED SURFACE, DUE

229400 32-MS-2131-3 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT
21- - -

2 - - -

3-1
C 

X -

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

A-E IAW MEB 3-1.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**32-CS-XX-1. 618-47-SAM*

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEB 3-1.

229445 32-MS-2131-3PL-1 THRU C-C 

3 PIPE LUG C3.20

MT 1 -
2- - -
3 - - - -

REDEFINED AS 3PL-1 THRU 

3. SEE SUMMARY NUMBERS 

229445, 229450 & 229455.  

ASSOCIATED WITH NON-IWF 

COMPONENT 14-MSLS-17.

229500 32-MS-2131-4 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

1---

3--
- A 

- S - -

NO UT FROM UPSTREAM SIDE 

DUE TO PIPE RESTRAINT.  

A-E IAW MEB 3-1.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**32-CS-XX-1. 618-47-SAM*

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEB 3-1. LIMITED EXAM (93%), DUE TO A PERMANENTLY INSTALLED WHIP 

RESTRAINT.

SUMMARY 
NUMBER 

229000
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229600 32-MS-2131-4/6-MS-2131 C-F-2 

6 IN. BRANCH C5.81 

CONNECTION

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4 

1---

3--

PLAN STATUS 

SECOND THIRD 

PERIOD PERIOD 

OUTAGE--------
1 2 34 1 23 4

INSTRUCTIONS 
**CALIBRATION BLOCK*" 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**32-CS-XX-1.618-47-SAM*

32-MS-2121 (REF. DWG.- NO. B-27)

229700 32-MS-2121-1R1 

NOZZLE TO REDUCER

C-F-2 MT 1-

C5.51 UT 2 - - -
3- - - -

-- P- **32-CS-XX-1.618-47-SAM*

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1241-12 (S/G REPLACEMENT).  

360 DEG. AROUND FROM THE INSIDE SURFACE.

UT45 FOUND TWO GEOMETRIC REFLECTORS

229800 32-MS-2121-2 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT
21- - -2---

3--

PIPE TO PIPE OF 
DIFFERENT SCHEDULE WALL 

THICKNESSES.  

**47-SAM/51-SAM 

(ALT#01)**

230000 32-MS-2121-2PS-2 

PIPE SUPPORT

C-C 
C3.20

MT 1-
2-C -C 

3-S -s

LIMITED EXAM DUE TO 
ADJACENT PIPE LUGS. A-E 

IAW MEB 3-1.

91 - EXAMINED 13% OF THE CODE REQUIRED AREA. LIMITED EXAM DUE TO LUGS AND INSTRUMENTATION LINES.

230100 32-MS-2121-2PL-1 THRU C-C 

12 4 EA. PIPE C3.20 

LUGS (PA-109)

MT 1-

2- - -
3- -- -

- -- - C - -

- -- - S - - -

REF. SUM# 504510 
(IP-MSG-110).  

LIMITATION: EXAMINED 

(MT) 65.4% OF THE CODE 

REQUIRED SURFACE, DUE TO 

A PERMANENT OBSTRUCTION 

FROM THE PENETRATION 

WALL. A-E IAW MEB 

3-1.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. LIMITATION: EXAMINED (MT) 65.4% OF THE CODE REQUIRED SURFACE, DUE 

TO A PERMANENT OBSTRUCTION FROM THE PENETRATION WALL.
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230500 32-MS-2121-3 C-F-2 

PIPE TO ELBOW C5.51

FIRST 
PERIOD

NDE 
METH 1 2 3 

MT 1 

UT 2---
3- - -

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD

4
0 U T A G4 
1 23 4

- A 
S -

INSTRUCTIONS 
1 2 3 4 **CALIBRATION BLOCK** 

- - - - LIMITATION: EXAMINED 

- - - - IAW MEB 3-1, MT (87%) & 
UT (83%) OF THE CODE 

REQUIRED AREA/VOLUME, 

DUE TO PERMANENTLY 

INSTALLED STRUCTURAL 

ELEMENTS. A-E IAW MEB 

3-1. PERFORM TRANSVERSE 

& PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**32-CS-Xf-1.618-47-SAM*

*

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEE 3-1. LIMITATION: EXAMINED MT (87%) 

REQUIRED AREA/VOLUME, DUE TO PERMANENTLY INSTALLED STRUCTURAL ELEMENTS.

230545 32-MS-2121-3PL-1 THRU C-C 

3 PIPE LUG C3.20

MT 1-
2 
3

& UT (83%) OF THE CODE 

REDEFINED AS 3PL-1 THRU 

3. SEE SUMMARY NUMBERS 

230545, 230550, 230555.  

ASSOCIATED WITH NON-IWF 

COMPONENT 12-MSLS-16.

230600 32-MS-2121-4 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

1- 
2 
3

- A 
S -

LIMITATION: EXAMINED 

IAW MEB 3-1, MT (48%) & 

UT (81%) OF THE CODE 

REQUIRED AREA/VOLUME, 

DUE TO PERMANENTLY 

INSTALLED STRUCTURAL 

ELEMENTS. NOT SELECTED 

FOR EXAMINATION DURING 

PSI. A-E IAW MEE 3-1.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG 

**32-CS-XX-1.618-47-SAM*

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEB 3-1. LIMITATION: EXAMINED MT (48%) & UT (81%) OF THE CODE 

REQUIRED AREA/VOLUME, DUE TO PERMANENTLY INSTALLED STRUCTURAL ELEMENTS.
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32-MS-2111 (REF. DWG. NO. B-28)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 23 4

INSTRUCTIONS 
**CALIBRATION BLOCK**

230900 32-MS-2111-1R1 

NOZZLE TO REDUCER

C-F-2 MT 1 

C5.51 UT 2 - -P 
3-----

NOT SELECTED FOR 

EXAMINATION DURING PRE 

IST INTERVAL PSI.  

**32-CS-XX-1.618-47-SAM*

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1241-11 

360 DEG. AROUND FROM THE INSIDE SURFACE.

(S/G REPLACEMENT). UT45 FOUND TWO GEOMETRIC REFLECTORS

231000 32-MS-2111-2 

PIPE TO PIPE

C-F-2 MT 1

C5.51 UT 2--
3- - -

R - - -

DELETED REFERENCE TO 

LONG SEAMS PER INTERP.  

XI-83-80R. NO UT FROM 

DOWNSTREAM SIDE DUE TO 

PIPE CONFIGURATION.  

(COULD NOT FIND WELD ON 

2/3/1, WELD IS RIGHT @ 

PENE. REMOVE THE BOLTED 

ENCAPSULATION TO FIND 

WELD, DIFFERENT THK OF 

PIPE.) **47-SAM/51-SAM 

(ALT#01)**

99RF - RESCHEDULED TO SIRFO#I14, DUE TO DIFFICULTY IN LOCATING THE WELD.

231200 32-MS-2111-2PS-2 

PIPE SUPPORT

C-C MT 1-

C3.20 2 - - -
3----

- -- - C - -

- -- - S - - -

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. LIMITATION: EXAMINED (MT) 35.8% OF THE 

TO PIPE SUPPORT CONFIGURATION.

LIMITATION: EXAMINED 

(MT) 35.8% OF THE CODE 

REQUIRED SURFACE, DUE TO 

PIPE SUPPORT 

CONFIGURATION. A-E LAW 

MEB 3-1.  

CODE REQUIRED SURFACE, DUE
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32-MS-2111-2PL-1 THRU C-C MT 1 

12 4 EA. PIPE C3.20 2 
3 

LUGS (PA-109)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

- C - -

- S - - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

REF. SUM# 504265 

(1P-MSG-109).  

LIMITATION: EXAMINED 

(MT) 65.4% OF THE CODE 

REQUIRED SURFACE, DUE TO 

A PERMANENT OBSTRUCTION 

FROM THE PENETRATION 

WALL. A-E IAW MEB 

3-1.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. LIMITATION: 

TO A PERMANENT OBSTRUCTION FROM THE PENETRATION WALL.

EXAMINED (MT) 65.4% OF THE CODE REQUIRED SURFACE, DUE

231700 32-MS-2111-3 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

1- - -

3- - - -
A -

NOT SELECTED FOR 
EXAMINATION DURING PSI.  

A-E IAW MEB 3-1.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**32-CS-XX-1. 618-47-SAM*

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEB 3-1.

231745 32-MS-2111-3PL-1 THRU C-C 

3 PIPE LUG C3.20

MT 1 - C -

2 ---
3 - - - -

REDEFINED AS 3PL-1 THRU 

3. SEE SUMMARY NUMBERS 

231745, 231750 & 231755.  

ASSOCIATED WITH NON-IWF 

COMPONENT 11-MSLS-16.

SUMMARY 
NUMBER 

231300
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231800 32-MS-2111-4 

ELBOW TO PIPE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-2 

Cs.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

12 3 4

1-
2-

3--

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34

A 
S -

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

LIMITATION: EXAMINED 

IAW MEB 3-1, (UT) 61.2% 

OF THE CODE REQUIRED 

VOLUME, DUE TO A 

PERMANENT PIPE WHIP 

RESTRAINT OBSTRUCTON.  

NO UT FROM DOWNSTREAM 

SIDE DUE TO PIPE COLLAR.  

A-E IAW MEB 3-1.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S 

**32-CS-XX-1.618-47-SAM*

95RF - W.O.#950526019 TO PERFORM NDE. A-E IAW MEB 3-1. LIMITATION: EXAMINED (UT) 61.2% OF THE CODE REQUIRED 

VOLUME, DUE TO A PERMANENT PIPE WHIP RESTRAINT OBSTRUCTION.  

30-MS-2141 (REF. DWG. NO. B-25)

232000 30-MS-2141-1RI 

REDUCER TO ELBOW

C-F-2 MT 1- - ------

Cs.51 UT 2 -- C P 
3 x--

- - - - PERFORM TRANSVERSE & 

- - - - PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S) 

TO THE DNSTRM ELBOW.  

**65-SAM (ALT#01)**

93 - W.O.#931121035 TO PERFORM NDE. THE UT45 INDICATIONS ARE GEOMETRIC REFLECTORS FROM THE WELD ROOT.  

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1241-14 (S/G REPLACEMENT). CODE CASE N-524 (LG SEAMS) APPLIES 

TO THE DNSTRM ELBOW. UT45 FOUND TWO GEOMETRIC REFLECTORS 360 DEG. AROUND FROM THE INSIDE SURFACE.

232100 30-MS-2141-1PL-1 THRU C-C 

3 PIPE LUG C3.20

MT 1 -

2 - - -

3 - - - -

REDEFINED AS 1PL-1 THRU 

3. SEE SUMMARY NUMBERS 
232100, 232200 & 232300.  

ASSOCIATED WITH NON-IWF 

COMPONENT 14-MSLS-1.  

REF. DWGS. 506518 & 

219808. NON LOAD BEARING 

MEMBER.
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232400 30-MS-2141-2 C-F-2 

ELBOW TO PIPE C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

12 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE E 

1 2 3 4

THIRD 
PERIOD 

1 2 34

21- - -2---
3--

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)**

232450 30-MS-2141-2A 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1---
2-
3-

-p--

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO BOTH 

SIDES OF THE WELD. THE 

DNSTM PUP PIECE IS 

LOCATED BY RT STATION 

MARKERS 6 THRU 9 GOING 

UPSTRM.  

**119-SAM/65-SAM**

9'- 5RF - PSI BY SWRI PER EWP# 1EA-1241-14 (SGRP). CODE CASE N-524 (LG SEAMS) APPLIES TO BOTH SIDES OF THE WELD.  

THE DNSTM PUP PIECE IS LOC. BY RT STATION MARKERS 6 THRU 9 GOING UPSTRM. UT45 FND TWO GEO. REFL. 360 DEG.  

AROUND FROM THE INSIDE SURFACE.

232460 30-MS-2141-2B 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1-
2-
3--

PERFORM TRANSVERSE & 

- P---------- PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO BOTH 

SIDES OF THE WELD. THE 

UPSTM PUP PIECE IS 

LOCATED BY RT STATION 

MARKERS 6 THRU 9 GOING 

UPSTRM.  

**119-SAM/65-SAM**

95RF - PSI BY SWRI PER EWP# 1EA-1241-14 (SGRP). CODE CASE N-524 (LG SEAMS) APPLIES TO BOTH SIDES OF THE WELD.  

THE UPSTRM PUP PIECE IS LOC. BY RT STATION MARKERS 6 THRU 9 GOING UPSTRM. UT45 FND TWO GEO. REFL. 360 DEG.  

AROUND FROM THE INSIDE SURFACE.
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232500 30-MS-2141-3 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS

SECOND 
PERIOD 

OUTAGE E 

1 2 3 4

THIRD 
PERIOD 

1 2 34

1 
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)**

232600 30-MS-2141-3PL-1 THRU C-C 

3 PIPE LUG C3.20

MT 1 -

2- - -

3- -- -

REDEFINED AS 3PL-1 THRU 

3. SEE SUMMARY NUMBERS 

232600, 232700 & 232800.  

ASSOCIATED WITH NON-IWF 

COMPONENT 14-MSLS-1.  

REF. DWGS. 506518 & 

219808. NON LOAD BEARING 

MEMBER.

232900 30-MS-2141-4 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT
21- - -
2---
3-

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)**

233000 30-MS-2141-4PS-1 & 2 

PIPE SUPPORT

C-C 

C3.20

MT 1-
2---
3-

REDEFINED AS 4PS-1 & 2.  

SEE SUMMARY NUMBERS 

233000 & 233100.  

ASSOCIATED WITH NON-IWF 

COMPONENT 14-MSR-4. REF.  

DWGS. 212596, SHT.55 & 

206518, DETAIL E.
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CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_

EXAMINATION AREA 

IDENTIFICATION 

30-MS-2141-4PL-1 THRU 

8 PIPE LUGS

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-C 

C3.20

NDE 
METH 

MT 1 
2 

3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

REF. SUM# 504670 

(1C-MSH-104). REDEFINED 

AS 4PL-1 THRU 8. SEE 

SUMMARY NUMBERS 233200, 

233300, 233400, 233500, 

233510, 233520, 233530 & 

233540. REF. DWG.  

210290.

233600 30-MS-2141-5 

PIPE TO PIPE

C-F-2 PT 

C5.51 UT
21- - -

2 - - -

3--1
THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01)**

233700 30-MS-2141-5PS-1 & 2 

PIPE SUPPORT

C-C 

C3.20

MT 1 -
2-
3--

REDEFINED AS 5PS-1 & 2.  

SEE SUMMARY NUMBERS 

233700 & 233800.  

ASSOCIATED WITH NON-IWF 

COMPONENT 14-MSR-6. REF.  

DWGS. 212596, SHT.55 & 

206518, DETAIL E.

233900 30-MS-2141-6 

PIPE TO PIPE 

234000 30-MS-2141-7 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

1-
2-

3-

1-
2-

3--

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01)** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01)**

SUMMARY 
NUMBER 

233200

PAGE: 104
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INSPECTION INTERVAL-

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY 

NUMBER IDENTIFICATION ITEM NO 

234100 30-MS-2141-8 C-F-2 

PIPE TO ELBOW C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE E 

1 2 3 4

THIRD 
PERIOD 

1 2 34

1 

2 

3

INSTRUCTIONS "**CALIBRATION BLOCK** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)**

234200 30-MS-2141-9 C-F-2 MT 1 -

ELBOW TO PIPE C5.51 UT 2 - - -

3-

234250 30-MS-2141-9PS-1 & 2 C-C MT 1 -

PIPE SUPPORT C3.20 2 - - -
3- - - -

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)** 

ASSOCIATED WITH NON-IWF 

COMPONENT 14-MSLS-9 .  

REDEFINED AS 9PS-1 & 2.  

SEE SUMMARY NOS. 234250 

& 234260.

30-MS-2131 (REF. DWG. NO. B-26)

234300 30-MS-2131-1R1 

REDUCER TO ELBOW

C-F-2 MT 

C5.51 UT S---3 - - - - p -P
NOT SELECTED FOR 

EXAMINATION DURING PSI.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S) 

ON THE DNSTRM ELBOW.  

**65-SAM (ALT#01)**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1241-13 (S/G REPLACEMENT). CODE CASE N-524 (LG SEAMS) APPLIES 

TO THE DNSTRM ELBOW. UT45 FOUND TWO GEOMETRIC REFLECTORS 360 DEG. AROUND FROM THE INSIDE SURFACE.

------------------- ------------
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SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

234400 30-MS-2131-1PL-1 THRU C-C MT 1 

3 PIPE LUG C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1234

INSTRUCTIONS 
**CALIBRATION BLOCK** 

REDEFINED AS 1PL-1 THRU 

3. SEE SUMMARY NUMBERS 

234400, 234500 & 234600.  

ASSOCIATED WITH NON-IWF 

COMPONENT 13-MSLS-1.  

REF. DWG. 222807. NON 

LOAD BEARING MEMBER.

234680 30-MS-2131-2 

ELBOW TO PIPE 

234700 30-MS-2131-2A 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1
2 
3

C-F-2 MT 1 

C5.51 UT 2 
3-

-~P-

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**119-SAM** 

DELETED REFERENCE TO 

LONG SEAMS PER INTERP.  

XI-83-80R. **119-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1241-13 (S/G REPLACEMENT). CODE CASE N-524 (LG SEAMS) APPLIES 

TO BOTH SIDES OF THE WELD. UT45 FOUND TWO GEOMETRIC REFLECTORS 360 DEG. AROUND FROM THE INSIDE SURFACE.

234800 30-MS-2131-3 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

1

2 
3

- - - - PERFORM TRANSVERSE & 
- - - - PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**65-SAM (ALT#01)**

234900 30-MS-2131-3PL-1 THRU C-C 

3 PIPE LUG C3.20

MT 1 -

2-
3- - - -

- - - - REDEFINED AS 3PL-1 THRU 

3. SEE SUMMARY NUMBERS 
234900, 235000 & 235100.  

ASSOCIATED WITH NON-IWF 

COMPONENT 13-MSLS-1.  

REF. DWG. 222807. NON 

LOAD BEARING MEMBER.
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IDENTIFICATION 

30-MS-2131-4 

ELBOW TO PIPE

ASME 
SEC. XI 
CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34

1 
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)**

235300 30-MS-2131-4PS-1 & 2 C-C 

PIPE SUPPORT C3.20 

235500 30-MS-2131-4PL-1 THRU C-C 

8 PIPE LUG C3.20 

235900 30-MS-2131-5 C-F-2 

PIPE TO PIPE C5.51 

236000 30-MS-2131-5PS-1 & 2 C-C 

PIPE SUPPORT C3.20

MT 1 -
2-

3- --

MT 1 -
2-
3--

REDEFINED AS 4PS-1 & 2.  

SEE SUMMARY NUMBERS 

235300 & 235400.  

ASSOCIATED WITH NON-IWF 

COMPONENT 13-MSR-4. REF.  

DWGS. 212596, SHT.55 & 

206518, DETAIL E.  

REF. SUM# 504570 

(1C-MSH-103). REDEFINED 

AS 4PL-1 THRU 8. SEE 

SUMMARY NUMBERS 235500, 

235600, 235700, 235800, 

235820, 235840, 235860 & 

235880. REF. DWG.  

210290.  

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUIITY. **65-SAM 

(ALT#01) ** 

REDEFINED AS 5PS-1 & 2.  

SEE SUMMARY NUMBERS 

236000 & 236100.  

ASSOCIATED WITH NON-IWF 

COMPONENT 13-MSR-6. REF.  

DWGS. 212596, SHT.55 & 

206518, DETAIL E.

MT 1-

UT 2 - - -
3- - - -

MT 1-
2-
3--

SUMMARY 
NUMBER 

235200

------------- ---------------- - ------

---------- ------------ - -------

-----------------------------------
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236200 30-MS-2131-6 

PIPE TO PIPE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1234 

1 -
2-

3--

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------

1 2 3 4 1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01)**

236300 30-MS-2131-7 

PIPE TO PIPE

C-F-2 MT 

Cs.51 UT
2- 

3--

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01)**

236400 30-MS-2131-8 

PIPE TO ELBOW

C-F-2 MT 1 

C5.51 UT 2 
3

C 
X

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)**

, 2 - UT45 INDICATION IS A GEOMETRIC REFLECTOR FROM THE ID SURFACE.

236500 30-MS-2131-9 

ELBOW TO PIPE 

236550 30-MS-2131-9PS 

PIPE SUPPORT

C-F-2 MT 1-

C5.51 UT 2---
3----

C-C 

C3.20

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**65-SAM (ALT#01)** 

ASSOCIATED WITH NON-IWF 

COMPONENT 13-MSLS-9.
MT 1-

2- 

3- -

............ -------------- -- ----- -
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SEC. XI 
SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

30-MS-2121 (REF. DWG. NO. B-27)

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 12 34 1 234

INSTRUCTIONS 
"**CALIBRATION BLOCK**

236600 30-MS-2121-1R1 

REDUCER TO ELBOW

C-F-2 MT 

C5.51 UT

1 -
2- 
3- -

-- P -

- - - - PERFORM TRANSVERSE & 
- - - - PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S) 

ON THE DNSTRM ELBOW.  

**65-SAM (ALT#01)**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1241-12 (S/G REPLACEMENT). CODE CASE N-524 (LG SEAMS) APPLIES 

TO THE DNSTRM ELBOW. UT45 & UT45T FOUND THREE GEOMETRIC REFLECTORS 360 DEG. AROUND FROM THE INSIDE 

SURFACE.

236700 30-MS-2121-1PL-1 THRU 

3 PIPE LUG 

237000 30-MS-2121-2 

ELBOW TO PIPE 

237050 30-MS-2121-2A 

PIPE TO PIPE

C-C 

C3.20

MT 1 -

2 - - -

3 - - - -

C-F-2 MT 1 -

C5.51 UT 2 - - -

3 - - -

C-F-2 MT 1-

C5.51 UT 2 - - -

3----

- - p -------------------

REDEFINED AS 1PL-1 THRU 

3. SEE SUMMARY NUMBERS 

236700, 236800 & 236900.  

ASSOCIATED WITH NON-IWF 

COMPONENT 12-MSLS-1.  

REF. DWGS. 206518 & 

219808. NON LOAD BEARING 

MEMBER.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**65-SAM (ALT#01)** 

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO BOTH 

SIDES OF THE WELD.  

**119-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# IEA-1241-12 (S/G REPLACEMENT). CODE CASE N-524 (LG SEAMS) APPLIES 

TO BOTH SIDES OF THE WELD. UT45 FOUND TWO GEOMETRIC REFLECTORS 360 DEG. AROUND FROM THE INSIDE SURFACE.
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237100 30-MS-2121-3 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

237200 30-MS-2121-3PL-1 THRU C-C 

3 PIPE LUG C3.20

NDE 
METH 

MT 1 

UT 2 
3

FIRST 
PERIOD 

12 3 4

MT 1 -

2- - -
3- -- -

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

"**CALIBRATION BLOCK** 

LIMITED UT FROM UPSTREAM 

SIDE DUE TO WELDED 

BRANCH CONNECTION.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)**

REDEFINED AS 3PL-1 THRU 

3. SEE SUMMARY NUMBERS 

237200, 237300 & 237400.  

ASSOCIATED WITH NON-IWF 

COMPONENT 12-MSLS-1.  

REF. DWGS. 206518 & 

219808. NON LOAD BEARING 

MEMBER.

237500 30-MS-2121-4 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

1-
2-
3--

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**65-SAM (ALT#01)**

237600 30-MS-2121-4PS-1 & 2 

PIPE SUPPORT

C-C 

C3.20

MT 1 -

2---
3- - --

- C - - REDEFINED AS 4PS-1 & 2.  

SEE SUMMARY NUMBERS 

237600 & 237700.  

ASSOCIATED WITH NON-IWF 

COMPONENT 12-MSR-4. REF.  

DWGS. 212596, SHT. 55 & 

206518, DETAIL E.
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237800 30-MS-2121-4PL-1 THRU C-C MT 1 

8 PIPE LUG C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1234
INSTRUCTIONS 

**CALIBRATION BLOCK**

REF. SUM# 504500 

(IC-MSH-102). REDEFINED 

AS 4PL-1 THRU 8. SEE 

SUMMARY NUMBERS 237800, 

237900, 238000, 238100, 

238110, 238120, 238130 & 

238140. REF. DWG.  

210290.

238200 30-MS-2121-5 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1---

3--

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01)**

238300 30-MS-2121-5PS-1 & 2 

PIPE SUPPORT

C-C 

C3.20

MT 1 
2 

3

REDEFINED AS 5PS-1 & 2.  

SEE SUMMARY NUMBERS 

238300 & 238400.  

ASSOCIATED WITH NON-IWF 

COMPONENT 12-MSR-6. REF.  

DWGS. 212596, SHT. 55 & 

206518, DETAIL E.

238500 30-MS-2121-6 

PIPE TO PIPE 

238600 30-MS-2121-7 

PIPE TO PIPE

C-F-2 MT 1-

C5.51 UT 2 - - -

3---

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01) ** 

THIS WELD IS NOT AT AT 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01) **

------------------



DATE: 07/27/2001 

REVISION: 0 

MAIN STEAM SYSTEM

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS
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30-MS-2121-8 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**65-SAM (ALT#01)**

238800 30-MS-2121-9 

ELBOW TO PIPE

C-F-2 MT 

CS.51 UT 1-- -
2 - - - -

L R
PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

LIMITED UT FROM 

DOWNSTREAM SIDE DUE TO 

PIPE SUPPORT. 2/3/1 UT 

EXAM WAS INADEQUATE, MT 

OK, UT RE-SCH'D TO 2/1/2 

(RFO#14), EITHER CLEAN 

UP THE WELD (UT) OR 

CHOOSE ANOTHER WELD 

(UT/MT). **65-SAM 

(ALT#01)**

99RF - FTI UNDER W.O.#50000402 (NDE). THIS EXAM INCLUDES THE LONG SEAMS (238730 & 238740) IAW CODE CASE N-524.  

THE UT45 REVEALED GEO. REFLECTORS FROM THE WELD ROOT CONFIG. THE UT EXAM TO BE RE-SCH'D TO S1RFO#14, DUE 

TO AN INADEQUATE SURFACE PREP.

238850 30-MS-2121-9PS-1 & 2 C-C 

PIPE SUPPORT C3.20

MT 1 - -
2- 
3--

ASSOCIATED WITH NON-IWF 

COMPONENT 12-MSLS-9.  

REDEFINED AS 9PS-1 & 2.  

SEE SUMMARY NUMBERS 

238850 & 238860.

30-MS-2111 (REF. DWG. NO. B-28)

SUMMARY 
NUMBER 

238700
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238900 30-MS-2111-1R1 

REDUCER TO ELBOW

ASME 
SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

Cs.51

NDE 
METH 

MT 

UT

PLAN STATUS 

FIRST SECOND THIRD 

PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 1 234 1 234

1 -- -

2- -- -
-- P----------

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG 

SEAM(S) .ON THE DNSTRM 

ELBOW. **65-SAM 

(ALT#01) **

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1241-11 (S/G REPLACEMENT). CODE CASE N-524 (LG SEAMS) APPLIES 

TO THE DNSTRM ELBOW. UT45 FOUND THREE GEOMETRIC REFLECTORS 360 DEG. AROUND FROM THE INSIDE SURFACE.

30-MS-2111-1PL-1 THRU C-C 

3 PIPE LUG C3.20

MT 1 -
2-
3- -

REDEFINED AS 1PL-1 THRU 

3. SEE SUMMARY NUMBERS 

239000, 239100 & 239200.  

ASSOCIATED WITH NON-IWF 

COMPONENT 11-MSLS-1.  

REF. DWG. 222807. NON 

LOAD BEARING MEMBER.

239300 30-MS-2111-2 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

1---

3--

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)**

O1RF - W/O# 50009730 TO PERFORM NDE.

239350 30-MS-2111-2A 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1-
2- -
3- - -

-- P----------

DELETED REFERENCE TO 

LONG SEAMS PER INTERP.  

XI-83-80R. **119-SAM**

95RF - PSI BASELINE PERFORMED BY SWRI PER EWP# 1EA-1241-11 (S/G REPLACEMENT). CODE CASE N-524 (LG SEAMS) APPLIES 

TO BOTH SIDES OF THE WELD. UT45 FOUND TWO GEOMETRIC REFLECTORS 360 DEG. AROUND FROM THE INSIDE SURFACE.

239400 30-MS-2111-3 

PIPE TO ELBOW

C-F-2 MT 1 

C5.51 UT 2 - C 
3 - X

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**65-SAM (ALT#01)**

O1RF - W/O# 50009730 TO PERFORM NDE.

REVISION: 0
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239500 30-MS-2111-3PL-1 THRU C-C MT 1 

3 PIPE LUG C3.20 2- -

3- - -

PLAN STATUS 

SECOND 
PERIOD 

-- OUTAGE
4 1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

"**CALIBRATION BLOCK** 

REDEFINED AS 3PL-1 THRU 

3. SEE SUMMARY NUMBERS 

239500, 239600 & 239700.  

ASSOCIATED WITH NON-IWF 

COMPONENT 11-MSLS-1.  

REF. DWGS. 206518 & 

219808. NON LOAD BEARING 

MEMBER.

239800 30-MS-2111-4 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT 3- - -
2 - - - -

- - - - C -

X - -

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)**

01RF - W/O# 50009730 TO PERFORM NDE.  

99RF - RESCHEDULED TO S1RFO#14, DUE TO

239900 30-MS-2111-4PS-1 & 2 

PIPE SUPPORT

C-C 

C3.20

SCHEDULE CONSTRAINTS.  

MT 1-
2-

3--

REDEFINED AS 4PS-1 & 2.  

SEE SUMMARY NUMBERS 

239900 & 240000.  

ASSOCIATED WITH NON-IWF 

COMPONENT 11-MSR-4.  

REF. DWGS. 212596, SHT 

55 & 206518, DETAIL E.

240100 30-MS-2111-4PL-1 THRU C-C 

8 PIPE LUG C3.20

MT 1-
2---
3-

REF. SUM# 504255 

(1C-MSH-101). REDEFINED 

AS 4PL-1 THRU 8. SEE 

SUMMARY NUMBERS 240100, 

240200, 240300, 240400, 

240420, 240440, 240460 & 

240480. REF. DWG.  

210290.
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ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY 
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240500 30-MS-2111-5 C-F-2 

PIPE TO PIPE C5.51

240600 30-MS-2111-5PS-1 S 2 

PIPE SUPPORT 

240800 30-MS-2111-6 

PIPE TO PIPE

240900 30-MS-2111-7 

PIPE TO PIPE

241000 30-MS-2111-8 

PIPE TO ELBOW

C-C 

C3.20

NDE 
METH 

MT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE-------------

1 2 3 4 1 234

MT 1- 
2 - - -

3 - - - -

C-F-2 MT 1 -

C5.51 UT 2 - - -

3----

C-F-2 MT 

C5.51 UT

C-F-2 MT 

C5.51 UT

1-
2 

3

1
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01)** 

REDEFINED AS 5PS-1 & 2.  

SEE SUMMARY NUMBERS 

240600 & 240700.  

ASSOCIATED WITH NON-IWF 

COMPONENT 11-MSR-6.  

REF. DWGS. 212596, SHT 

55 & 206518, DETAIL E.  

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01)**

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY. **65-SAM 

(ALT#01)**

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**65-SAM (ALT#01)**
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241080 30-MS-2111-9LU-O 

LONGITUDINAL

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-2 

CS.52

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1 2 34

1 

2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

SEE ASSOCIATED CIRC.  

WELD. NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**65-SAM (ALT#01)**

241100 30-MS-2111-9 

ELBOW TO PIPE

C-F-2 MT 

CS.51 UT
1-2 -------- --- - - -- --

2-3 -------- --- - - -- ---

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**65-SAM (ALT#01)**

241140 30-MS-2111-9PS 

PIPE SUPPORT

y- --C-C MT 1 

C3.20 2 
3

ASSOCIATED WITH NON-IWF 

COMPONENT 11-MSLS-9.

8-MS-2145 (REF. DWG. NO. B-29)

241200 8-MS-2145-1 

WELDOLET TO ELBOW 

241300 8-MS-2145-2 

ELBOW TO FLANGE

C-F-2 MT 1-C -

C5.51 UT 2 - C -

3 - X -

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

NO UT FROM UPSTREAM SIDE 

DUE TO WELDOLET 

CONFIGURATION.  

**8-CS-160-.906-46-SAM** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

-- --------- ---
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241350 8-MS-2145-3 

VALVE BODY FLANGE WELD

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-G MT 

C6.20

1 
2 

3

FIRST 
PERIOD 

1 2 3 4 

B ---

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

8-MS-2144 (REF. DWG. NO. B-29)

241400 8-MS-2144-1 

WELDOLET TO ELBOW

241500 8-MS-2144-2 

ELBOW TO FLANGE

C-F-2 MT 1 

C5.51 UT 2 
3

C-F-2 MT 

C5.51 UT

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**8-CS-160-.906-46-SAM**

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATON.  

**S-CS-160-.906-46-SAM**

1 
2 
3

241550 8-MS-2144-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 
2 

3 B - - -

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10**

8-MS-2143 (REF. DWG. NO. B-29)

241600 8-MS-2143-1 

WELDOLET TO ELBOW

C-F-2 MT 

C5.51 UT
21- - -2--- 
3--

NO UT FROM UPSTREAM SIDE 

DUE TO WELDOLET 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

¼���>
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241700 8-MS-2143-2 

ELBOW TO FLANGE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

1 
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

241750 8-MS-2143-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 
2 

3 B - - -

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

8-MS-2142 (REF. DWG. NO. B-29)

241800 8-MS-2142-1 

WELDOLET TO ELBOW

C-F-2 MT 1 -

C5.51 UT 2---
3- - - -

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**8-CS-160-.906-46-SAM**

241900 8-MS-2142-2 

ELBOW TO FLANGE

C-F-2 MT 

C5.51 UT
21- - -

2 - - -

3-1
NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

241950 8-MS-2142-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 -
2-
32 - - -

- - - - NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*
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8-MS-2141 (REF. DWG. NO. B-29)

FIRST 
PERIOD

NDE

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

O U T A G E------- INSTRUCTIONS
1 2 3 4 1 2 3 4 1 2 3 **CALIBRATION BLOCK**

242000 8-MS-2141-1 

WELDOLET TO ELBOW

C-F-2 MT 1 -

C5.51 UT 2 - - -
3- - - -

- C -

C - - -

NO UT FROM UPSTREAM SIDE 

DUE TO WELDOLET 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

92 - LIMITED MT EXAM DUE TO SURROUNDING PIPING AND SUPPORT 

UT UPSTREAM.

STRUCTURES. EXAMINED 65% OF THE REQUIRED AREA. NO

242100 8-MS-2141-2 

ELBOW TO FLANGE

C-F-2 MT 

C5.51 UT

1- 
2 
3

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

242150 8-MS-2141-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 -

2- 

3 B -

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

8-MS-2135 (REF. DWG. NO. B-30)

242200 8-MS-2135-1 

WELDOLET TO ELBOW

C-F-2 MT 

C5. 51 UT
1-2 ---------------- - -- --

2-3 ---------------- - -- ---

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**8-CS-160-.906-46-SAM**

242300 8-MS-2135-2 

ELBOW TO FLANGE

C-F-2 MT 1 

C5.51 UT 2 
3-- --------

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**
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242350 8-MS-2135-3 C-G 

VALVE BODY FLANGE WELD C6.20

NDE 
METH 

MT 1 
2 

3

FIRST 
PERIOD 

1 2 3 4 

B - - -

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

8-MS-2134 (REF. DWG. NO. B-30)

242400 8-MS-2134-1 

WELDOLET TO ELBOW

242500 8-MS-2134-2 

ELBOW TO FLANGE

C-F-2 MT 

C5.51 UT

C-F-2 MT 

C5.51 UT

1- 
2 
3

1- 

2 

3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**'-CS-160-.906-46-SAM**

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

242550 8-MS-2134-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 -

2 

3B -

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

8-MS-2133 (REF. DWG. NO. B-30)

242600 8-MS-2133-1 

WELDOLET TO ELBOW

C-F-2 MT 

C5.51 UT

1- 

2 

3

NO UT FROM UPSTREAM SIDE 

DUE TO WELDOLET 

CONFIGURATION.  

**B-CS-160-.906-46-SAM**

¾���-
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242700 8-MS-2133-2 

ELBOW TO FLANGE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

0 U T A G E 
1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

242750 8-MS-2133-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 
2 
3 B

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

8-MS-2132 (REF. DWG. NO. B-30)

242800 8-MS-2132-1 

WELDOLET TO ELBOW

242900 8-MS-2132-2 

ELBOW TO FLANGE

C-F-2 MT 1 -

C5.51 UT 2-
3--

C-F-2 MT 

C5.51 UT

NOT SELECTED FOR 

EXAMINATION.  

**8-CS-160-.906-46-SAM**

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

1 
2 

3

242950 8-MS-2132-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1
2- -

33 B- -

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*



DATE: 07/27/2001 

REVISION: 0 

MAIN STEAM SYSTEM

PAGE: 122SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

8-MS-2131 (REF. DWG. NO. B-30)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34

243000 8-MS-2131-1 C-F-2 MT 1 - - -

WELDOLET TO ELBOW C5.51 UT 2 - - -

3- - -

243100 8-MS-2131-2 C-F-2 MT 1

ELBOW TO FLANGE C5.51 UT 2 - - -
3 - - -

243150 8-MS-2131-3 C-G MT 1- 

VALVE BODY FLANGE WELD C6.20 2 - - -

3B - - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO UT FROM UPSTREAM SIDE 

DUE TO WELDOLET 

CONFIGURATION.  

**8-CS-160-. 906-46-SAM** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-. 906-46-SAM**

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  
PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

8-MS-2125 (REF. DWG. NO. B-31)

243200 8-MS-2125-1 

WELDOLET TO ELBOW

C-F-2 MT 1 

C5.51 UT 2 
3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**8-CS-160-.906-46-SAM**

243300 8-MS-2125-2 

ELBOW TO FLANGE

C-F-2 MT 

C5.51 UT

1---
2- 
3-

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**
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243350 8-MS-2125-3 C-G MT 1 

VALVE BODY FLANGE WELD C6.20 2 

3

FIRST 
PERIOD 

1 2 3 4 

B - - -

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

8-MS-2124 (REF. DWG. NO. B-31)

243400 8-MS-2124-1 

WELDOLET TO ELBOW

C-F-2 MT 1-

C5.51 UT 2 - - -
3- - - -

C - - -

NO UT FROM UPSTREAM SIDE 

DUE TO WELDOLET 

CONFIGURATION.  

**S-CS-160-.906-46-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.

243500 8-MS-2124-2 

ELBOW TO FLANGE

C-F-2 MT 

C5.51 UT

1 
2 

3

C

C 
X

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

92 - LIMITED MT EXAM DUE TO SURROUNDING PIPING AND SUPPORT STRUCTURES. EXAMINED 56% OF THE REQUIRED AREA.

243550 8-MS-2124-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 -
2---

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*
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8-MS-2123 (REF. DWG. NO. B-31)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

INSTRUCTIONS 
**CALIBRATION BLOCK**

243600 8-MS-2123-1 

WELDOLET TO ELBOW

C-F-2 MT 1-

C5.51 UT 2---
3----

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**8-CS-160-.906-46-SAM**

243700 8-MS-2123-2 

ELBOW TO FLANGE

C-F-2 MT 

C5.51 UT

1-
2-

3--

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-160-.906-46-SAM**

243750 8-MS-2123-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 -

2- - -
3 B - - -

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10O*

8-MS-2122 (REF. DWG. NO. B-31)

243800 8-MS-2122-1 

WELDOLET TO ELBOW 

243900 8-MS-2122-2 

ELBOW TO FLANGE

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

1- 
2-
3--

NO UT FROM UPSTREAM SIDE 

DUE TO WELDOLET 

CONFIGURATION.  

**8-CS-160-.906-46-SAM** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

1---
2

5- -

. .............. ---------------------
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243950 8-MS-2122-3 C-G MT 

VALVE BODY FLANGE WELD C6.20

PLAN STATUS

1 

2 
3

FIRST 
PERIOD 

1 2 3 4 

B - - -

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1234
INSTRUCTIONS 

**CALIBRATION BLOCK**

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

8-MS-2121 (REF. DWG. NO. B-31)

244000 8-MS-2121-1 

WELDOLET TO ELBOW

244100 8-MS-2121-2 

ELBOW TO FLANGE

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

C-F-2 MT 

C5.51 UT

1 
2 
3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**8-CS-160-.906-46-SAM**

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

244150 8-MS-2121-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 
2-
3B B

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

8-MS-2115 (REF. DWG. NO. B-32)

244200 8-MS-2115-1 

WELDOLET TO ELBOW

C-F-2 MT 1 ----------------------- NO UT FROM UPSTREAM SIDE 

C5.51 UT 2 ----------------------- DUE TO WELDOLET 
3 ----------------------- CONFIGURATON.  

**8-CS-160-.906-46-SAM**
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244300 8-MS-2115-2 

ELBOW TO FLANGE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

3 - - - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

244350 8-MS-2115-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 
2 

3 B

O1RF - W/O# 50009730 TO PERFORM NDE. (MT) EXAM PERFORMED 

INTERVAL REQUIREMENTS FOR VALVE GROUP #10

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

ON VALVE# 11-MS-15 SERIAL # N55100-03-0045 TO MEET

8-MS-2114 (REF. DWG. NO. B-32)

244400 8-MS-2114-1 

WELDOLET TO ELBOW 

244500 B-MS-2114-2 

ELBOW TO FLANGE

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

1- -

2- -
3--

1- -
2--
3-

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**8-CS-160-.906-46-SAM** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-160-.906-46-SAM**

8-MS-2113 (REF. DWG. NO. B-32)

244600 8-MS-2113-1 

WELDOLET TO ELBOW

C-F-2 MT 1 -

C5.51 UT 2 - - -
3 ----

NO UT FROM UPSTREAM SIDE 

DUE TO WELDOLET 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

1 
2 
3

C -

-----------------
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244700 "8-MS-2113-2 

ELBOW TO FLANGE

ASME 
SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

12 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

1 
2 
3

INSTRUCTIONS "**CALIBRATION BLOCK** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

244750 8-MS-2113-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1-

2 -
3 B - - -

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED.  

**VALVE GROUP #10**

8-MS-2112 (REF. DWG. NO. B-32)

244800 8-MS-2112-1 

WELDOLET TO ELBOW

C-F-2 MT 

C5.51 UT

1---

3- -

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**8-CS-160-.906-46-SAM**

244900 8-MS-2112-2 C-F-2 

ELBOW TO FLANGE C5.51 

244950 8-MS-2112-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 -

UT 2---
3----

MT 1 
2 
3

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-CS-160-.906-46-SAM** 

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

B

REVISION: 0

K-v
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8-MS-2111 (REF. DWG. NO. B-32)

245000 8-MS-2111-1 

WELDOLET TO ELBOW

245100 8-MS-2111-2 

ELBOW TO FLANGE

C-F-2 MT 

C5.51 UT

C-F-2 MT 

C5.51 UT

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-OUTAGE----------

1 2 3 4 1 2 3 4 1 2 3 4

1- 
2- 

3--

1---

3- -

INSTRUCTIONS "**CALIBRATION BLOCK** 

NO UT FROM UPSTREAM SIDE 

DUE TO WELDOLET 

CONFIGURATION.  

**8-CS-160-.906-46-SAM**

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

*'8-CS-160-.906-46-SAM**

245150 8-MS-2111-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 

2 
3B

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

6-MS-2147 (REF. DWG. NO. B-33)

245200 6-MS-2147-1 

BRANCH CONNECTION TO 

PIPE

C-F-2 

C5.51

MT 

UT

1 
2 C 

3 x

C NO UT FROM UPSTREAM SIDE 

DUE TO BRANCH CONNECTION 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

245300 6-MS-2147-2 

PIPE TO CAP

C-F-2 MT 

C5.51 UT
21- - -

2 - - -

31 -

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**
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6-MS-2146 (REF. DWG. NO. B-29)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

245400 6-MS-2146-1 

WELDOLET TO ELBOW

C-F-2 MT 

C5.51 UT

1- 
2-

3--

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-160-.718-69-SAM**

245500 6-MS-2146-2 

ELBOW TO PIPE

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

**6-CS-160-.718-69-SAM**

8-MS-2114 (REF. DWG. NO. B-32) 

245550 8-MS-2114-3 C-G 

VALVE BODY FLANGE WELD C6.20

MT 1 
2 
3 B

NEED TO PERFORM SURFACE 

EXAM ONCE EACH INTERVAL.  

PER VALVE GROUP ON VALVE 

BEING REMOVED FROM 

SERVICE AND SERIAL# MUST 

BE RECORDED. **VALVE 

GROUP #10"*

6-MS-2146 (REF. DWG. NO. B-29)

245600 6-MS-2146-3 

PIPE TO VALVE

C-F-2 MT 1 

C5.51 UT 2 
3

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-160-. 718-69-SAM**

245700 6-MS-2146-4 

VALVE TO PIPE

C-F-2 MT 

C5.51 UT 1- - -2 - - - -

NO UT FROM UPSTREAM SIDE 
DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**
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245800 6-MS-2146-5 

PIPE TO VALVE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE 

1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-. 432-49-SAM**

6-MS-2137 (REF. DWG. NO. B-33)

245900 6-MS-2137-1 

BRANCH CONNECTION TO 

PIPE

C-F-2 

C5.51

MT 

UT

1

2 
3

NOT SELECTED FOR 
EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

246000 6-MS-2137-2 

PIPE TO CAP

C-F-2 MT 

C5.51 UT

1
2 
3

NO UT FROM DOWNSTREAM 
SIDE DUE TO CAP 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

6-MS-2136 (REF. DWG. NO. B-30)

246100 6-MS-2136-1 

WELDOLET TO ELBOW

246200 6-MS-2136-2 

ELBOW TO PIPE

C-F-2 MT 1 -

C5.51 UT 2 
3 -

C-F-2 MT 

C5.51 UT

NO UT FROM UPSTREAM SIDE 

DUE TO WELDOLET 

CONFIGURATION.  

**6-CS-160-.718-69-SAM**

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-160-.718-69-SAM**

1
2 -
2

246300 6-MS-2136-3 

PIPE TO VALVE

C-F-2 MT 

C5.51 UT

1-
2 - - -

3 - - - -

NO UT FROM DOWNSTREAM 
SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-160-.718-69-SAM**
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246400 6-MS-2136-4 C-F-2 

VALVE TO PIPE C5.51

246500 6-MS-2136-5 

PIPE TO VALVE

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------

1 2 3 4 1 2 3 4

1 
2 

3

C-F-2 MT 1 

C5.51 UT 2 - -
3---

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

6-MS-2131 (REF. DWG. NO. B-34, B-35)

246600 6-MS-2131-1 

BRANCH CONNECTION TO 

PIPE

C-F-2 MT 

C5.51 UT

1 
2 

3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

246610 6-MS-2131-1PSL 

PIPE TO SLEEVE

246700 6-MS-2131-2 

PIPE TO ELBOW 

246800 6-MS-2131-3 

ELBOW TO PIPE

C-F-2 MT 1 

C5.51 UT 2 
3

NO UT FROM UPSTREAM SIDE 

DUE TO PIPE 

ENCAPSULATION.  

**6-CS-80-.432-49-SAM** 

**6-CS-80-.432-49-SAM**
C-F-2 MT 1 

C5.51 UT 2 
3

C-C 

C3.20

MT 1 
2 
3

--------- - - -
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246900 6-MS-2131-4 

PIPE TO VALVE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 1 

UT 2 
3

PLAN STATUS 

FIRST SECOND 
PERIOD PERIOD 

-OUTAGE

1 2 3 4 1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS "**CALIBRATION BLOCK** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

247000 6-MS-2131-5 

VALVE TO ELBOW

C-F-2 MT 

C5.51 UT
21- - -2---
3-

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

247010 6-MS-2131-5PSL 

ELBOW TO SLEEVE

C-C 

C3.20

MT 1
2- -
3- - -

247100 6-MS-2131-6 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

1 -
2 

3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

247110 6-MS-2131-6PS-1 THRU 8 C-C 

PIPE SUPPORT C3.20

MT 1-

2- - -
3 - ---

REDEFINED AS 6PS-1 THRU 

8. SEE SUMMIARY NUMBERS 

247110, 247120, 247130, 

247140, 247150, 247160, 

247170 & 247180.  

ASSOCIATED WITH NON-IWF 

COMPONENT IA-MSALS-13.  

LIMITED EXAMINATION DUE 

TO ADJACENT PIPE 

SUPPORT.

247191 6-MS-2131-6A-R 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

**6-CS-80-.432-49-SAM**1- 
2 
3

- y -

- C - -
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6-MS-2131-7 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 1 

UT 2 
3

FIRST SECOND 
PERIOD PERIOD 

-OUTAGE

1 2 3 4 1 2 3 4 

- C - -

THIRD PERIOD

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

**6-CS-80-.432-49-SAM**

C - -

X - - -

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.

247300 6-MS-2131-8 

ELBOW TO PIPE

C-F-2 MT 1-

C5.51 UT 2---
3----

**6-CS-80-.432-49-SAM**C - -

247301 6-MS-2131-SA 

PIPE TO VALVE

C-F-2 MT 

C5.51 UT

1 
2 

3

-- C -

C - -

X - - -

**6-CS-80-.432-49-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.

247304 6-MS-2131-8B 

VALVE TO PIPE

C-F-2 MT 1 -

C5.51 UT 2 - - -
3----

- C -
C - -

X - - -

**6-CS-80-.432-49-SAM**

99RF - FTI UNDER W.O.#50000402 

INTERFERENCE.

TO PERFORM NDE. THIS EXAM REPLACES SUM# 247405, DUE TO A COMPONENT SUPPORT

247400 6-MS-2131-9 

PIPE TO PIPE

247405 6-MS-2131-9A 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

C-F-2 MT 

C5.51 UT

1--
2-
3-

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

1- -
2- -
3-

- C -
R - - -

**6-CS-80-.432-49-SAM**

99RF - THIS EXAM WAS REPLACED BY SUM# 247304, DUE TO A COMPONENT SUPPORT INTERFERENCE.

6-MS-2131 (REF. DWG. NO. B-34)

247410 6-MS-2131-9PS 

PIPE SUPPORT

C-C MT 1-

C3.20 2 - - -
3---

-4 ASSOCIATED WITH DELETED 
NON-IWF COMPONENT 

IA-MSALS-10 (504665).  

REF. DWG. 207607, DETAIL 

T-9 & 237088, SHT 13.

SUMMOARY 
NUMBER 

247200
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6-MS-2131 (REF. DWG. NO. B-34, B-35)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE E

THIRD 
PERIOD

1 2 3 4 1 2 3 4
INSTRUCTIONS 

**CALIBRATION BLOCK**

247501 6-MS-2131-10R 

PIPE TO PIPE

247601 6-MS-2131-11R 

PIPE TO PIPE

C-F-2 MT 1 

C5.51 UT 2 
3

C-F-2 MT 

C5.51 UT

C

C1 
2 

3

**6-CS-80-.432-49-SAM**

- **6-CS-80-.432-49-SAM**

247610 6-MS-2131-11PS-1 

PIPE SUPPORT

C-C 

C3.20

2MT 1 
2 
3

REDEFINED AS IIPS-I THRU 

8. SEE SUMMARY NUMBERS 

247610, 247620, 

247630, 247640, 247650, 

247660, 247670 & 247680.  

ASSOCIATED WITH NON-IWF 

COMPONENT IA-MSALS-8.  

LIMITED EXAMINATION DUE 

TO ADJACENT PIPE 

SUPPORT.

247700 6-MS-2131-12 

PIPE TO ELBOW 

247800 6-MS-2131-13 

ELBOW TO TEE 

248000 6-MS-2131-14 

TEE TO PIPE

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

1 
2 

3

1
2 -
2 
3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

C-F-2 MT 1 -

Cs.51 UT 2 - - -
3- - - -

PAGE: 134
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248010 6-MS-2131-14PS-1 

PIPE SUPPORT

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4 
123

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

"**CALIBRATION BLOCK** 

REDEFINED AS 14PS-1 THRU 

8. SEE SUMMARY NUMBERS 

248010, 248020, 248030, 

248040, 248050, 248060, 

248070 & 248080.  

ASSOCIATED WITH NON-IWF 

COMPONENT 1A-MSALS-8.  

LIMITED EXAMINATION DUE 

TO ADJACENT PIPE 

SUPPORT.

248100 6-MS-2131-15 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1 

2 
3

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

6-MS-2131-15A 

PIPE TO PIPE

C-F-2 MT 1 

C5.51 UT 2 
3

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

248200 6-MS-2131-16 

PIPE TO PIPE

C-F-2 MT 1 

C5.51 UT 2 
3

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

\---x 248110
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248305 6-MS-2131-16PS-1 THRU 

4 PIPE SUPPORT

ASME 
SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20

1 
2 

3

FIRST 
PERIOD 

1 2 3 4 

-2-

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 234
INSTRUCTIONS 

**CALIBRATION BLOCK** 

REDEFINED AS 16 PS-I 

THRU 4. SEE SUMMARY 

NUMBERS 248305, 248310, 

248315 & 248320.  

ASSOCIATED WITH NON-IWF 

COMPONENT 1A-MSALS-7 AND 

IA-MSALS-H6. LIMITED 

EXAMINATION DUE TO 

ADJACENT PIPE SUPPORT.

248325 6-MS-2131-16PS-5 THRU C-C 

12 PIPE SUPPORT C3.20

MT 1-
2 - - -

3 - - - -

REDEFINED AS 16PS-5 THRU 

12. SEE SUMMARY NUMBERS 

248325, 248330, 248335, 

248340, 248345, 248350, 

248355 & 248360.  

ASSOCIATED WITH NON-IWF 

COMPONENT IA-MSALS-7.  

LIMITED EXAMINATION DUE 

TO ADJACENT PIPE 

SUPPORT.

248365 6-MS-2131-16A 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1- 
2 

3

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.  

•* 6-CS-80-. 432-49-SAM**

248400 6-MS-2131-17 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1-
2 -
3--

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

-2
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248405 6-MS-2131-17A 

PIPE TO PIPE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK"t 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

*'6-CS-80-. 432-49-SAM**

248410 6-MS-2131-17APS-1 THRU C-C 

8 PIPE SUPPORT C3.20

MT 1 
2 
3

3 REDEFINED AS 17APS-1 

THRU 8. SEE SUMMARY 

NUMBERS 248410, 248415, 

248420, 248425, 248430, 

248435, 248440 & 248445.  

ASSOCIATED WITH NON-IWF 

COMPONENT 1A-MSALS-6.  

LIMITED EXAMINATION DUE 

TO ADJACENT PIPE 

SUPPORT.

6-MS-2131-17APS-9 

PIPE SUPPORT

C-C 

C3.20

MT 1 -
2 - - -
3 - - - -

2- REDEFINED AS 17APS-9 

THRU 16. SEE SUMMARY 

NUMBERS 248450, 248455, 

248460, 248465, 248470, 

248475, 248480 & 248485.  

ASSOCIATED WITH NON-IWF 

COMPONENT lA-MSALS-6.  

LIMITED EXAMINATION DUE 

TO ADJACENT PIPE 

SUPPORT.

248500 6-MS-2131-18 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT
21- - -
2---
3--

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

"--' 248450
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6-MS-2131-19 

PIPE TO PIPE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 3 4
INSTRUCTIONS 

**CALIBRATION BLOCK** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

248700 6-MS-2131-20 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

1 
2 
3

**6-CS-80-.432-49-SAM**- C

248750 6-MS-2131-20PS C-C 

PIPE SUPPORT TRUNNION C3.20

MT 1 
2 

3

REF. DELETED NON-IWF 

SUM# 504445 

(IA-MSALS-005). ALSO 

ASSOCIATED WITH NON-IWF 

COMPONENT 1A-MSALS-S4.

248800 6-MS-2131-21 

ELBOW TO PIPE

249000 6-MS-2131-22 

PIPE TO ELBOW

249100 6-MS-2131-23 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT

C-F-2 MT 

C5.51 UT

C-F-2 MT 

C5.51 UT

1- 

2 
3

1- 
2 
3

1 

2 
3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

NOT ACCESSIBLE DUE TO 

DOUBLE SLEEVING.  

**6-CS-80-.432-49-SAM**

NOT ACCESSIBLE DUE TO 

DOUBLE SLEEVING.  

**6-CS-80-.432-49-SAM**

SUMMARY 
NUMBER 

248600
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249110 6-MS-2131-23PS-1 THRU 

8 PIPE SUPPORT

ASME 

SEC. XI 
CATEGY NDE 
ITEM NO METH 

C-C MT 

C3.20

1 
2 

3

FIRST 
PERIOD 

1 2 3 4 

-4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

REDEFINED AS 23PS-1 THRU 

8. SEE SUMMARY NUMBERS 

249110, 249120, 249130, 

249140, 249150, 249160, 

249170 & 249180.  

ASSOCIATED WITH NON-IWF 

COMPONENT 1A-MSALS-4.  

LIMITED EXAMINATION DUE 

TO ADJACENT PIPE 

SUPPORT.

249190 6-1MS-2131-23A 

PIPE TO PIPE

6-MS-2131-23B 

PIPE TO PIPE

249200 6-MS-2131-24 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

C-F-2 MT 

CS.51 UT

C-F-2 MT 

C5.51 UT

1 
2 

3

1 
2 

3

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

**6-CS-80-.432-49-SAM**1- 
2-

3--

249300 6-MS-2131-25 

ELBOW TO PIPE

C-F-2 PT 

C5.51 UT
2 - - -
2---
3--

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

2-' 249195
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6-MS-2131 (REF. DWG. NO. B-35)

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

249320 6-MS-2131-25PS-1 THRU C-C 

8 PIPE SUPPORT C3.20

MT 1 
2 
3

REF. SUM# 504405 

(1A-MSAG-121).  

REDEFINED AS 25PS-1 THRU 

8. SEE SUMMARY NUMBERS 

249320, 249330, 249340, 

249350, 249360, 249370, 

249380 & 249390.

6-MS-2131 (REF. DWG. NO. B-34, B-35)

249400 6-MS-2131-25A 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

1- 
2 - - -

3 - - - -

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

249440 6-MS-2131-25APSL 

PIPE TO SLEEVE

249500 6-MS-2131-26 

PIPE TO ELBOW

C-C 

C3.20

MT 1 -

2 

3

C-F-2 MT 1 

C5.51 UT 2 
3

Y ASSOCIATED WITH NON-IWF 

COMPONENT 1-AMS-ENCLP-2.

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

249600 6-MS-2131-27 

ELBOW TO PIPE 

249700 6-MS-2131-28 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

1-
2-
3 - - -

31- - -

2 - - -

3 - - - -

NOT SELECTED FOR 
EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

----------------------------
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249800 6-MS-2131-29 

ELBOW TO PIPE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-2 

C5.51

249905 6-MS-2131-29PS-1 THRU C-C 

8 PIPE SUPPORT C3.20

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGEE 

1 2 3 4

THIRD 
PERIOD 

1 2 34

1 
2 

3

MT 1 
2 

3

Y - 4-- -

INSTRUCTIONS 
**CALIBRATION BLOCK**

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

REDEFINED AS 29PS-1 THRU 

8. SEE SUMMARY NUMBERS 

249905, 249910, 249915, 

249920, 249925, 249930, 

249935 & 249940.  

ASSOCIATED WITH NON-IWF 

COMPONENT 1A-MSALS-2.  

LIMITED EXAMINATION DUE 

TO ADJACENT PIPE 

SUPPORT.

249945 6-MS-2131-29A C-F-2 MT 1 -

PIPE TO PIPE C5.51 UT 2 - - -

3-

249950 6-MS-2131-29APS-1 THRU C-C MT 1 -

4 PIPE SUPPORT C3.20 2- - -
3-

249970 6-MS-2131-30 C-F-2 MT 1- 

PIPE TO ELBOW C5.51 UT 2- - -
3----

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM** 

REF SUM# 504395 

(IA-MSAG-123).  

REDEFINED AS 29APS-1 

THRU 4. SEE SUMMARY 

NUMBERS 249950, 249955, 

249960 & 249965.  

**6-CS-80-.432-49-SAM**C

PAGE: 141
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250100 6-MS-2131-31 

ELBOW TO PIPE 

250200 6-MS-2131-32 

PIPE TO ELBOW

INSPECTION INTERVAL

ASME 

SEC. XI 
CATEGY NDE 
ITEM NO METH 

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-OUTAGE-----------

1 2 3 4 1 2 3 4 1 2 3 4

1 

2 

3

1 -
2-
3--

C

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

**6-CS-80-.432-49-SAM**

**6-CS-80-.432-49-SAM**

250300 6-MS-2131-33 

ELBOW TO PIPE 

250400 6-MS-2131-34 

PIPE TO TEE

**6-CS-80-.432-49-SAM**C-F-2 MT 1-

C5.51 UT 2----

C-F-2 MT 

C5.51 UT

3

1 
2 
3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

6-MS-2131 (REF. DWG. NO. B-35)

250500 6-MS-2131-34PS 

PIPE SUPPORT

C-C 

C3.20

MT 1
2 
3

C REF. SUM# 504390 

(1A-MSAS-124). ALSO 

ASSOCIATED WITH 

ABANDONED, NON- IWF 

COMPONENT 1A-MSALS-1.

6-MS-2131 (REF. DWG. NO. B-34, B-35)

250600 6-MS-2131-35 

TEE TO CAP

250700 6-MS-2131-36 

TEE TO PIPE

c-F-2 MT 1------------------- - - ---- ---

05. 51 UT 2----------------------- - - -- -- --
3------------------- - - ---- ----

C-F-2 MT 

C5.51 UT

*-6-CS-80-.432-49-SAM**

*'6-CS-80-.432-49-SAM**1

2 
3

PAGE: 142
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250750 6-MS-2131-37 C-F-2 

PIPE TO VALVE C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4 

1- - -

3- - - -

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO UT FROM THE 

DOWNSTREAM SIDE DUE TO 

VALVE CONFIGURATION.  

**6-CS-80-. 432-49-SAM**

6-MS-2127 (REF. DWG. NO. B-33)

250800 6-MS-2127-1 

BRANCH CONNECTION TO 

PIPE

C-F-2 

C5.51

MT 1 -

UT 2
3

NO UT FROM UPSTREAM SIDE 

DUE TO BRANCH CONNECTION 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

250900 6-MS-2127-2 

PIPE TO CAP

C-F-2 MT 1 

C5.51 UT 2 
3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

6-MS-2126 (REF. DWG. NO. B-31)

251000 6-MS-2126-1 

WELDOLET TO ELBOW

251100 6-MS-2126-2 

ELBOW TO PIPE 

251200 6-MS-2126-3 

PIPE TO VALVE

C-F-2 MT 1 -

CS.51 UT 2---
3-- - -

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

**6-CS-80-.432-49-SAM**1 -
2 - - -

3-

1---

2-

3--

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**
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251300 6-MS-2126-4 

VALVE TO PIPE

ASME 
SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 

UT

PLAN STATUS 

FIRST SECOND 

PERIOD PERIOD 
-~OUTAGE

1 2 3 4 1 2 3 4 

1 - C - - - - -

2 c 

3- - -------

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

89 - NO UT FROM THE UPSTREAM SIDE DUE TO VALVE CONFIGURATION.

251400 6-MS-2126-5 

PIPE TO VALVE

C-F-2 MT 

C5.51 UT
1 - - -2---
3--

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

C(OFIGURATION.  

**6-CS-80-.432-49-SAM**

6-MS-2117 (REF. DWG. NO. B-33)

251500 6-MS-2117-1 

BRANCH CONNECTION TO 

PIPE

C-F-2 

Cs.51

MT 

UT
3 - - - -

NOT SELECTED FOR 
EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

251600 6-MS-2117-2 

PIPE TO CAP

C-F-2 MT 

C5.51 UT

1-
2 

3

NO UT FROM DOWNSTREAM 

SIDE DUE TO CAP 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

6-MS-2116 (REF. DWG. NO. B-32)

251700 6-MS-2116-1 

WELDOLET TO ELBOW 

251800 6-MS-2116-2 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

1 -
2---

3 - - -

2 - - -

31 - -

NO UT FROM UPSTREAM SIDE 
DUE TO WELDOLET 

CONFIGURATION.  

**6-CS-160-.718-69-SAM** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-160-.718-69-SAM**

--------------------------------------
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251900 6-MS-2116-3 

PIPE TO VALVE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------

1 2 3 4 1 2 34

1 

2 
3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-160-.718-69-SAM**

252000 6-MS-2116-4 

VALVE TO PIPE

C-F-2 MT 

C5.51 UT
21- - -2---
3--

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

252100 6-MS-2116-5 

PIPE TO VALVE

C-F-2 MT 

C5.51 UT

1 
2 

3

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

6-MS-2111 (REF. DWG. NO. B-36)

252200 6-MS-2111-1 

BRANCH CONNECTION TO 

PIPE

C-F-2 

C5.51

MT 1 -
2-
3--

NOT SELECTED FOR 

EXAMINATION DURING PSI.

252210 6-MS-2111-1PSL 

PIPE SUPPORT

C-C 

C3.20

MT 1 
2 
3

- C - - ASSOCIATED WITH NON-IWF 

COMPONENT 1A-MSALS-12.  

REF. DWGS. 237088, 

SHT.18. & MS-1-4, 

SECTION C-C.

252300 6-MS-2111-2 

PIPE TO VALVE

C-F-2 MT 1-

C5.51 UT 2 - - -
3- - - -

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**
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252400 6-MS-2111-3 

VALVE TO ELBOW

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-F-2 MT 

C5.51 UT

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-OUTAGE----------

1 2 3 4 1 2 3 4 1 2 34 

1-----------
2------------

3-------------

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

252500 6-MS-2111-4 

ELBOW TO ELBOW

C-F-2 MT 

C5.51 UT

**6-CS-80-.432-49-SAM**1- 
2- -

3- - -

252600 6-MS-2111-5 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT
2 
31 - ----

NOT SELECTED FOR 
EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

252700 6-MS-2111-6 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

**6-CS-80-.432-49-SAM**1- -
2--
3-

252800 6-MS-2111-7 

ELBOW TO ELBOW 

252900 6-MS-2111-8 

ELBOW TO PIPE 

253000 6-MS-2111-9 

PIPE TO ELBOW 

253100 6-MS-2111-10 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT 

C-F-2 MT 

C5.51 UT

21- - -2---
3 --

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

1
2 
3

C-F-2 MT 1 

C5.51 UT 2 
3

C-F-2 MT 

C5. 51 UT

1----------------------- - - -- -- --

2 - - - - - - - - - - -

3------------------------ - - -- ----

**6-CS-80-.432-49-SAM** 

**6-CS-80-.432-49-SAM** 

**6-CS-80-.432-49-SAM**
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253200 6-MS-2111-11 

PIPE TO TEE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

Cs.51

NDE 
METH 

MT 

UT

PLAN STATUS 

FIRST SECOND 
PERIOD PERIOD 

-2OUTAGE
1 2 34 1 23 4

THIRD 
PERIOD

1

1-

2 C - -

3x - - -

2 

C

3 4
INSTRUCTIONS "**CALIBRATION BLOCK** 

**6-CS-80-.432-49-SAM**

253300 6-MS-2111-12 

TEE TO CAP

253400 6-MS-2111-13 

TEE TO PIPE 

253410 6-MS-2111-13A 

PIPE TO PIPE

C-F-2 MT 

C5.51 UT

**6-CS-80-.432-49-SAM**1---
2-
3-

C-F-2 MT 1 -

C5.51 UT 2---
3----

C-F-2 MT 

C5.51 UT

**6-CS-80-.432-49-SAM** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**6-CS-80-.432-49-SAM**

1

2 
3

253420 6-MS-2111-13APS-1 THRU C-C 

8 PIPE SUPPORT C3.20

MT 1
2 

3-

- Y - REDEFINED AS 13APS-1 

THRU 8. SEE SUMMARY 

NUMBERS 253420, 253430, 

253440, 253450, 253460, 

253470, 253480 & 253490.  

ASSOCIATED WITH NON-IWF 

COMPONENT IA-MSALA-11.  

LIMITED EXAMINATION DUE 

TO ADJACENT PIPE 

SUPPORT.

253500 6-MS-2111-14 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

1- 

2 
3

NOT SELECTED FOR 
EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

..... ...........................
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6-MS-2111-15 

ELBOW TO PIPE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

*t6-CS-80-. 432-49-SAM**

253630 6-MS-2111-15PSL 

PIPE TO SLEEVE

C-C 

C3.20

MT 1 
2 

3

-4 ASSOCIATED WITH NON-IWF 

COMPONENT 1-AMS-ENCLP-10 

& IA-MSALS-11.

253655 6-MS-2111-15A-R 

PIPE TO VALVE

, 53660 6-MS-2111-15B-R 

VALVE TO PIPE

C-F-2 MT 1-

C5.51 UT 2 - - -
3----

C-F-2 MT 1-

C5.51 UT 2---
3----

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

C -

R C 

X -

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**6-CS-80-.432-49-SAM**

93 - DEFERRED TO SIRFO#12.  

95 - W.O.#950526019 TO PERFORM NDE.

253700 6-MS-2111-16 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

*'6-CS-80-.432-49-SAM**1

2 

3

253800 6-MS-2111-17 

ELBOW TO PIPE

C-F-2 MT 

C5.51 UT
21- - -
2---
3--

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

253900 6-MS-2111-18 

PIPE TO ELBOW

C-F-2 MT 

C5.51 UT

*'6-CS-80-.432-49-SAM**1
2 
3

SUMMARY 
NUMBER 

253600

PAGE: 148
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254001 6-MS-2111-19R 

ELBOW TO PIPE

ASME 
SEC. XI 

CATEGY 
ITEM NO 

C-F-2 

C5.51

NDE 
METH 

MT 

UT

PLAN STATUS 

FIRST SECOND 
PERIOD PERIOD 

-2OUTAGE
1 2 34 1 2 34

1 
2 
3

R 
X

THIRD 
PERIOD 

1 2 3 4 

C

INSTRUCTIONS 
**CALIBRATION BLOCK** 

**6-CS-80-.432-49-SAM**

C

93 - DEFERRED TO S1RFO#12.  

95 - W.O.#950526019 TO PERFORM NDE.

254101 6-MS-2111-20R 

PIPE TO PIPE

C-F-2 MT 1

C5.51 UT 2--
3---

C **6-CS-80-.432-49-SAM**

254110 6-MS-2111-20PS-1 

PIPE SUPPORT

C-C 

C3.20

3MT 1 
2 
3

REDEFINED AS 20PS-1 THRU 

8. SEE SUMMARY NUMBERS 

254110, 254120, 254130, 

254140, 254150, 254160, 

254170 7 254180.  

ASSOCIATED WITH NON-IWF 

COMPONENT IA-MSALS-9.  

LIMITED EXAMINATION DUE 

TO ADJACENT PIPE 

SUPPORT.

254200 6-MS-2111-21 

PIPE TO ELBOW 

254300 6-MS-2111-22 

ELBOW TO TEE

C-F-2 MT 

C5.51 UT

1 
2 

3

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM** 

NOT SELECTED FOR 

EXAMINATION DURING PSI.  

**6-CS-80-.432-49-SAM**

C-F-2 MT 1-

CS.51 UT 2 - - -
3- - - -

----------------------- ---------- -----
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PRESSURE RELIEF SYSTEM

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

12-PR-2101 (REF. DWG. NO. B-37, B-38)

254400 12-PR-2101-1 

CAP TO PIPE

C-F-I PT 

C5.11 UT

1 

2 

3

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 23 4 1 234 1 234

- C - -

R- - -----

INSTRUCTIONS 
**CALIBRATION BLOCK** 

LIMITED UT FROM 

DOWNSTREAM SIDE DUE TO 

BRANCH CONNECTION 

INTERFERENCE. PERFORM 

TRANSVERSE & PARALLEL 

EXAMS ON ASSOCIATED LONG 

SEAM.  

**12-SS-80S-. 500-66-SAM*

93 - THIS WELD WAS REPLACED WITH SUMMARY #254900, DUE TO HANGER INTERFERENCE.

254500 12-PR-2101-1/6-PR-2101 C-F-i 

6 IN. BRANCH C5.41 

CONNECTION 

01RF - W/O# 50009730 TO PERFORM NDE.  

99RF - RESCHEDULED TO SIRFO#14 , DUE TO 

254700 12-PR-2101-1/6-PR-2103 C-F-I 

6 IN. BRANCH C5.41 

CONNECTION 

254750 12-PR-2101-1/6-PR-2104 C-F-i 

6 IN. BRANCH C5.41 

CONNECTION

PT I - C -
2- - -

3 - ---

- - Y 
R C 
- X

CONJESTED WORK AREA.  

PT 1-
2-

3 - - -

PT 1-
2-

3--

**12-SS-805-.500-66-SAM*

**12-SS-805-.500-66-SAM* 

* 

**12-SS-805- .500-66-SAM*

254800 12-PR-2101-1/6-PR-2105 C-F-1 

6 IN. BRANCH C5.41 

CONNECTION

PT 1 
2 

3
**12-SS-805-.500-66-SAM*
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254900 12-PR-2101-2 

PIPE TO PIPE

ASME 
SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

C5. 11

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

21- - -

2- -- -

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------

1 2 3 4 1 2 3 4

C -
C 

X

INSTRUCTIONS 
**CALIBRATION BLOCK** 

PIPE-TO-PIPE OF 

DIFFERENT SCHEDULE WALL 

THICKNESSES.  

**31-SAM/66-SAM**

93 - W.O. #931121035 TO PERFORM NDE. THIS WELD REPLACED SUMMARY #254400, DUE TO HANGER INTERFERENCE. EXAMINED 

2.5T OF THE INTERSECTING LONGITUDINAL SEAM ON THE UP STREAM AND DOWN STREAM SIDE.  

12-PR-2101 (REF. DWG. NO. B-37)

255000 12-PR-2101-2PS-I & 2 C-C 

TRUNNIONS C3.20

PT 1
2 
3

REF SUM# 504805 
(1C-PRA-144). REDEFINED 

AS 2PS-1 & 2. SEE 

SUMMARY NUMBERS 255000 & 

255100.

01RF - W/O# 50009730 TO PERFORM NDE.

12-PR-2101 (REF. DWG. NO. B-37, B-38)

255200 12-PR-2101-3 

PIPE TO PIPE

C-F-I PT 

C5.11 UT

1-
2 --
3---

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.

255300 12-PR-2101-4 

PIPE TO PIPE 

255400 12-PR-2101-5 

PIPE TO PIPE

C-F-I PT 1 

C5.11 UT 2 - -
3- - -

C-F-I 

C5.11

PT 

UT

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

21- - -

3 - - - -

255500 12-PR-2101-6 

PIPE TO ELBOW

C-F-I PT 

C5.11 UT

1- 
2 
3

**12-SS-40-.377-31-SAM**
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12-PR-2101-7 

ELBOW TO PIPE

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-F-I PT 

C5.11 UT

PLAN STATUS 

FIRST SECOND 
PERIOD PERIOD 

-OUTAGE-

1 2 3 4 1 2 3 4 1

THIRD 
PERIOD

2 3
INSTRUCTIONS 

**CALIBRATION BLOCK*"
4

1 
2 

3
**12-SS-40-.377-31-SAM**

255700 12-PR-2101-8 

PIPE TO ELBOW

C-F-i PT 

C5. 11 UT

1----------------------- - - -- -- --

2----------------------- - - -- -- --

3----------------------- - - -- -- ---
**12-SS-40-.377-31-SAM**

255710 12-PR-2101-9 

ELBOW TO PIPE 

255850 12-PR-2101-9A 

PIPE TO PIPE

C-F-i PT 1 

C5.11 UT 2 
3

C-F-I PT 

C5.11 UT

**12-SS-40-.377-31-SAM** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

1

2 

3

255900 12-PR-2101-10 

PIPE TO PIPE

C-F-I PT 

C5.11 UT

1- 
2-
3--

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

12-PR-2101 (REF. DWG. NO. B-38)

255920 12-PR-2101-10PS 

PIPE SUPPORT

C-C PT 1 - C -

C3.20 2 - - -
3----

REF SUM# 504760 

(1C-PRA-104).

SUMMARY 
NUMBER 

255600
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12-PR-2101 (REF. DWG. NO. B-37, B-38)

255940 12-PR-2101-10A 

PIPE TO PIPE

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 3 4

C-F-I PT 1 

C5.11 UT 2 
3-

INSTRUCTIONS "*CALIBRATION BLOCK** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

255980 12-PR-2101-10B 

PIPE TO PIPE 

256000 12-PR-2101-11 

PIPE TO PIPE

C-F-i PT 

C5.11 UT 

C-F-i PT 

C5.11 UT

1- 
2-

3---

21- - -
2---
3-

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

256100 12-PR-2101-12 

PIPE TO PIPE

C-F-i PT 1-

C5.11 UT 2---
3----

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

256200 12-PR-2101-13 

PIPE TO PIPE

C-F-i PT 

Cs.11 UT
2 - - -
2---
3 --

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

256300 12-PR-2101-14 

PIPE TO PIPE

C-F-1 PT 

C5.11 UT

1 
2 

3

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

PAGE: 153

---------------- ---------



DATE: 07/27/2001

REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

PRESSURE RELIEF SYSTEM

INSPECTION INTERVAL

SUMMARY EXAMINATION AREA 

NUMBER IDENTIFICATION 

256400 12-PR-2101-15 

PIPE TO PIPE

256500 12-PR-2101-16 

PIPE TO PIPE

ASME 
SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-F-I PT 

C5.1i UT

C-F-I PT 

C5.11 UT

PLAN STATUS 

FIRST SECOND 

PERIOD PERIOD 

-OUTAGE

1 2 3 4 1 2 3 4

THIRD 
PERIOD 

1 2 3 4

1 
2 

3

1 -
2 - - -

3 - - - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

256600 12-PR-2101-17 

PIPE TO PIPE

256700 12-PR-2101-18 

PIPE TO PIPE 

256800 12-PR-2101-19 

PIPE TO ELBOW 

256900 12-PR-2101-20 

ELBOW TO FLANGE

C-F-I PT 

C5. ii UT

1- -
2- -
3-

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

C-F-I PT 1-

C5.11 UT 2 
3

C-F-i PT 

Cs.ii1 UT 

C-F-i PT 

C5.i11 UT

1----------------------- - - -- -- --
2 - - - - - - - - - - -

3 - - - - - - - - - - - -

12 -- ------
23 -- ------
3---------------

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM** 

**12-SS-40-.377-31-SAM** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO FLANGE 

CONFIGURATION.  

**12-SS-40-.377-31-SAM**
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6-PR-2105 (REF. DWG. NO. B-39)

257000 6-PR-2105-1 

FLANGE TO ELBOW

C-F-I PT 

A-E<3/8 UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

2- - -

3--

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

257100 6-PR-2105-2 

ELBOW TO PIPE

257200 6-PR-2105-3 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

21- -2- -
3--

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

- C

6-PR-2105-4 

ELBOW TO PIPE

C-F-1 PT 1 -

A-E<3/8 UT 2 -
3- -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

257400 6-PR-2105-5 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT 2- - -2- - --

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

257500 6-PR-2105-6 

ELBOW TO PIPE 

257600 6-PR-2105-7 

PIPE TO ELBOW

C-F-i PT 1 -

A-E<3/8 UT 2 - - -
3- -

C-F-I PT 

A-E<3/8 UT

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1- 

2 

3
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257700 6-PR-2105-8 C-F-I 

ELBOW TO PIPE A-E<3/8

257800 6-PR-2105-9 

PIPE TO PIPE 

257900 6-PR-2105-10 

PIPE TO PIPE 

258000 6-PR-2105-11 

PIPE TO ELBOW 

258100 6-PR-2105-12 

ELBOW TO PIPE

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE-------------

1. 2 3.4 1 2- 3

1 

2 
3

C-F-I PT 1 -

A-E<3/8 UT 2 -
3--

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1- -
2-

3--

1-

2- -

3- - -

C-F-i PT 1-

A-E<3/8 UT 2---
3----

258200 6-PR-2105-13 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT
21- - -2---
3-

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

258300 6-PR-2105-14 

ELBOW TO PIPE

C-F-i PT 1-

A-E<3/8 UT 2 - - -
3- - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

PAGE: 156

INSTRUCTIONS 
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NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 
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BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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258400 6-PR-2105-15 

PIPE TO ELBOW

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 3 4
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

258500 6-PR-2105-16 

ELBOW TO PIPE 

258550 6-PR-2105-17 

PIPE TO BRANCH 

CONNECTION

C-F-I PT 

A-E<3/8 UT

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-i PT 1 

A-E<3/8 UT 2 
3-

6-PR-2104 (REF. DWG. NO. B-40)

\-- 258600 6-PR-2104-1 

FLANGE TO ELBOW

258700 6-PR-2104-2 

ELBOW TO PIPE 

258800 6-PR-2104-3 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

C-F-i PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1 
2 
3

1 
2 
3

C - NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1- -
2- -
3--

258900 6-PR-2104-4 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

1---
2-
3 --

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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6-PR-2104-5 

PIPE TO ELBOW

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-i 

A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS

SECOND 
PERIOD 

OUTAGE E 

1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

259100 6-PR-2104-6 

PIPE TO ELBOW

259200 6-PR-2104-7 

PIPE TO ELBOW 

259300 6-PR-2104-8 

ELBOW TO PIPE 

259400 6-PR-2104-9 

PIPE TO PIPE 

259500 6-PR-2104-10 

PIPE TO ELBOW 

259600 6-PR-2104-11 

ELBOW TO BRANCH 

CONNECTION

C-F-1 PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1- 

2 
3

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1- 
2 
3

C-F-I PT 1-

A-E<3/8 UT 2 - - -
3----

C-F-i PT 

A-E<3/8 UT

1 
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-I PT 1 

A-E<3/8 UT 2 - -

3---

C-F-I PT 

A-E<3/8 UT

1-
2- -

3- - -

SUMMARY 
NUMBER 

259000
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6-PR-2103 (REF. DWG. NO. B-41)

259800 6-PR-2103-1 

FLANGE TO ELBOW

C-F-I PT 

A-E<3/8 UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

1-
2-

3--

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

259900 6-PR-2103-2 

ELBOW TO PIPE

260000 6-PR-2103-3 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1--
2
3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 ----------------------- NO SELECTION CRITERIA, 

2 ----------------------- BUT INCLUDED FOR 

3 -CATEGORY WELD COUNT.

260100 6-PR-2103-4 

ELBOW TO PIPE

260200 6-PR-2103-5 

PIPE TO ELBOW 

260300 6-PR-2103-6 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

21- - -2---
3--

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 . . ..-----------

2------------
3-------------

1
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

260400 6-PR-2103-7 

PIPE TO ELBOW

C-F-I 

A-E<3/8

PT 

UT
2---------- --- - - -- -- 

2-3 -------- --- - - -- -- -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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260500 6-PR-2103-8 

ELBOW TO PIPE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-i 

A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

260600 6-PR-2103-9 

PIPE TO PIPE 

260700 6-PR-2103-10 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1- 
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-I PT 1 -

A-E<3/8 UT 2 -
3- -

260800 6-PR-2103-11 

ELBOW TO BRANCH 

CONNECTION

C-F-I PT 

A-E<3/8 UT 2- - -
2 - - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

6-PR-2102 (REF. DWG. NO. B-42)

261000 6-PR-2102-i 

REDUCER TO PIPE 

261100 6-PR-2102-2 

PIPE TO ELBOW 

261200 6-PR-2102-3 

ELBOW TO PIPE

C-F-I PT 

A-E<3/S UT 

C-F-i PT 

A-E<3/8 UT 

C-F-i PT 

A-E<3/8 UT

1 
2 
3

1 
2 
3

12 -- ------
23 -- ------
3---------------

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

PRESSURE RELIEF SYSTEM

INSPECTION INTERVAL_

SUMMARY EXAMINATION AREA 

NUMBER IDENTIFICATION 

261300 6-PR-2102-4 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE E 

1 2 3 4

THIRD 
PERIOD 

1 2 34

1 
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

261400 6-PR-2102-5 

ELBOW TO PIPE

C-F-I PT 1 

A-E<3/8 UT 2 

3-------------

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

261500 6-PR-2102-6 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1- ----
2- ---
3- ----

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

261600 6-PR-2102-7 

ELBOW TO PIPE 

261700 6-PR-2102-8 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-I PT 1-

A-E<3/8 UT 2 - - -
3- - - -

261800 6-PR-2102-9 

ELBOW TO PIPE

C-F-1 PT 

A-E<3/8 UT

1- -
2- -
3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

261900 6-PR-2102-10 

PIPE TO TEE

C-F-I PT 

A-E<3/8 UT
21- - -

2 - - -

31 -

- - C - NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

PRESSURE RELIEF SYSTEM

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUM4MARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

6-PR-2101 (REF. DWG. NO. B-43)

FIRST 
PERIOD

PLAN STATUS 

SECOND 
PERIOD

THIRD 
PERIOD

-OUTAGE 

1 2 3 4 1 2 3 4 1 2 3 4
INSTRUCTIONS 

**CALIBRATION BLOCK**

262000 6-PR-2101-1 

REDUCER TO PIPE

262100 6-PR-2101-2 

PIPE TO ELBOW

262200 6-PR-2101-3 

ELBOW TO PIPE 

262300 6-PR-2101-4 

PIPE TO ELBOW 

262400 6-PR-2101-5 

ELBOW TO PIPE 

262500 6-PR-2101-6 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1- 

2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 
2 

3

1 
2 
3

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-I PT 1 

A-E<3/8 UT 2 -

C-F-I PT 

A-E<3/8 UT

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

**6-SS-40-. 287-26-SAM** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1
2 
3

262600 6-PR-2101-7 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT
21- - -2---
3- -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

¼���>�
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SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

PRESSURE RELIEF SYSTEM

INSPECTION INTERVAL_

EXAMINATION AREA 

IDENTIFICATION 

6-PR-2101-8 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD

I 2 3 4
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

262800 6-PR-2101-9 

ELBOW TO PIPE 

262900 6-PR-2101-10 

PIPE TO TEE 

263000 6-PR-2101-11 

TEE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1 

2 
3

C-F-i PT 1 

A-E<3/8 UT 2 
3

C-F-I PT 

C5. ii UT

1 
2 
3

RC - -

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON ANY 

ASSOCIATED LONG SEAMS.  

**6-SS-80-. 432-68-SAM**

ORDER# 50009730 TO PERFORM NDE.  

RESCHEDULED TO SIRFO#14 , DUE TO CONJESTED WORK AREA.

263100 6-PR-2101-12 

ELBOW TO PIPE

C-F-i PT 

CS.11 UT
2 - - -2---
3--

R C 
X

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON ANY 

ASSOCIATED LONG SEAMS.  

**6-SS-80-.432-68-SAM**

01RF - ORDER# 50009730 TO PERFORM NDE.  

99RF - RESCHEDULED TO SIRFO#14 , DUE TO CONJESTED WORK AREA.

263110 6-PR-2101-13 

PIPE TO BRANCH 

CONNECTION

C-F-I PT 

C5.11 UT
2 - - -2---
3--

R C -

- X

LIMITATION: UT EXAM 

LIMITED TO 56.91% OF 

CODE REQUIRED VOLUME DUE 

TO BRANCH CONNECTION 

CONFIGUATION.  

**6-SS-80-.432-68-SAM**

01RF - ORDER# 50009730 TO PERFORM NDE. LIMITATION: UT EXAM LIMITED TO 56.91% OF CODE REQUIRED VOLUME DUE TO 

BRANCH CONNECTION CONFIGUATION.  

99RF - RESCHEDULED TO SIRFO#14 , DUE TO CONJESTED WORK AREA.

SUMMARY 
NUMBER 

262700
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SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

14-RH-2124 (REF. DWG. NO. B-44)

263205 14-RH-2124-1 

TEE TO ELBOW

C-F-I PT 1 

C5.11 UT 2 
3

FIRST 
PERIOD 

12 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34

C

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

LIMITED UT FROM UPSTREAM 

SIDE DUE TO TEE 

CONFIGURATION. PERFORM 

TRANSVERSE & PARALLEL 

EXAMS ON ASSOCIATED LONG 

SEAM(S).  

**14-SS-40-. 438-79-SAM**

263212 14-RH-2124-2 

ELBOW TO VALVE

C-F-I PT 

C5.11 UT

1-

2 - - -

3 - - - -

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION. PERFORM 

TRANSVERSE & PARALLEL 

EXAMS ON ASSOCIATED LONG 

SEAM(S).  

**14-SS-40-. 438-79-SAM**

263213 14-RH-2124-3 

VALVE TO PIPE

263216 14-RH-2124-4 

PIPE TO ELBOW

263220 14-RH-2124-6 

PIPE TO PIPE

C-F-I PT 

C5. 11 UT

C-F-I PT 

Cs.11 UT

C-F-i PT 

C5.11 UT

1
2 -
2 
3

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**14-SS-40-.438-79-SAM**

1 
2 

3

1
2 
3

**14-SS-40-.438-79-SAM**

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-SS-40-.438-79-SAM**
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263222 14-RH-2124-7 

PIPE TO ELBOW

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

C5. 11

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD

1. 2 3 4

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

**14-SS-40-.438-79-SAM**

263224 14-RH-2124-8 

ELBOW TO PIPE

263226 14-RH-2124-9 

PIPE TO TEE 

263228 14-RH-2124-10 

TEE TO PIPE 

263230 14-RH-2124-11 

PIPE TO FLANGE 

263232 14-RH-2124-12 

FLANGE TO PIPE

1 

2 

3

C-F-I PT 

C5.11 UT

C-F-i PT 

C5.11 UT

C-F-I PT 

C5.11 UT 

C-F-I PT 

C5.11 UT

C 

X

1 
2 

3

1 

2 
3 

1 

2 
3

**14-SS-40-.438-79-SAM**

**14-SS-40-.438-79-SAM** 

**14-SS-40-.438-79-SAM** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO FLANGE 

CONFIGURATION.  

**14-SS-40-.438-79-SAM** 

NO UT FROM UPSTREAM SIDE 

DUE TO FLANGE 

CONFIGURATION.  

**14-SS-40-.438-79-SAM**

C-F-i PT 1

C5.11 UT 2 - -
3- - -

263234 14-RH-2124-13 

PIPE TO FLANGE

C-F-I PT 1 

C5.11 UT 2 
3-

**14-SS-40-.438-79-SAM**
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SUMMARY EXAMINATION AREA 
NUMBER IDENTIFICATION 

263238 14-RH-2124-14 

FLANGE TO ELBOW

ASME 
SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

C5. 11

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4 

C - -
X - - -

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE E 

1 2 3 4

THIRD PERIOD 

1 2 34 

-- -- C

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO UT FROM UPSTREAM SIDE 

DUE TO FLANGE 

CONFIGURATION.  

**14-SS-40-. 438-79-SAM**

EXAMINATION PERFORMED PER 76-06 REQUIREMENTS.

14-RH-2124-15 

ELBOW TO PIPE

C-F-I PT 

C5. 11 UT

1
2 
3

**14-SS-40-. 438-79-SAM**

263242 14-RH-2124-ISPS-1 

PIPE SUPPORT

C-C 

C3.20

PT 1
2 C 
3-

REF. SUM# 505845 
(IA-12RHRA-032).  

REDEFINED AS 15PS-1 THRU 

4. SEE SUMMARY NOS.  

263242, 263244, 263246 & 

263248.

263250 14-RH-2124-16 

PIPE TO PUMP

C-F-i PT 

C5. i1 UT

1 
2 

3
C **14-SS-40-.438-79-SAM**

X

14-RH-2114 (REF. DWG. NO. B-45)

263258 14-RH-2114-1 

TEE TO PIPE 

263260 14-RH-2114-2 

PIPE TO ELBOW

C-F-I PT 

C5.11 UT 

C-F-I PT 

C5.11 UT

21- - -

2 - - -

21- - -

2 - - -

3- -

LIMITED UT FROM 
DOWNSTREAM SIDE DUE TO 

PROXIMITY OF WALL.  

**14-SS-40-.438-79-SAM** 

**14-SS-40-.438-79-SAM**
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263262 14-RH-2114-3 

ELBOW TO VALVE

263264 14-RH-2114-4 

VALVE TO ELBOW 

263266 14-RH-2114-5 

ELBOW TO PIPE

263268 14-RH-2114-6 

PIPE TO ELBOW

ASME FIRST SECOND THIRD 

SEC. XI PERIOD PERIOD PERIOD 

CATEGY NDE ------------ O U T A G E 

ITEM NO METH 1 2 3 4 1 2 3 4 1 2 34 

C-F-I PT 1 

C5.11 UT 2------------
3-------------

C-F-i PT 1------- -------- - - -

C5.11 UT 2------------
3-------------

C-F-i PT 1 

C5.11 UT 2- - -----
3- - ------

C-F-i PT 

C5.11 UT

1

2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**14-SS-40-.438-79-SAM**

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**14-SS-40-.438-79-SAM** 

**14-SS-40-.438-79-SAM**

**14-SS-40-.438-79-SAM**

263270 14-RH-2114-7 

ELBOW TO PIPE

C-F-I PT 

C5.11 UT
2 
31 - ---- **14-SS-40-.438-79-SAM**

263271 14-RH-2114-7PS 

PIPE SUPPORT 

263272 14-RH-2114-8 

PIPE TO ELBOW

C-C 

C3.20

PT 1
2--
3- - -

REF. SUM# 505565 

(IA-IIRHRH-007).  

**14-SS-40-.438-79-SAM**
C-F-I PT 1 

C5. ii UT 2 - -
3---

263274 14-RH-2114-9 

ELBOW TO PIPE

C-F-i PT 1 

Cs.11 UT 2--
3- - -

**14-SS-40-.438-79-SAM**
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SUM4MARY EXAMINATION AREA 
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263276 14-RH-2114-10 

PIPE TO ELBOW

263278 14-RH-2114-11 

ELBOW TO PIPE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

C5.11

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

1 --- 

2- -- -

C-F-I PT 1 -

C5.11 UT 2---
3----

INSTRUCTIONS 
**CALIBRATION BLOCK** 

**14-SS-40-.438-79-SAM**

**14-SS-40-.438-79-SAM**

263280 14-RH-2114-12 

PIPE TO TEE

C-F-i PT 

C5.11 UT

1- 
2 - - -

3 - - - -

**14-SS-40-.438-79-SAM**

263282 14-RH-2114-13 

TEE TO PIPE

C-F-I PT 1-

C5.11 UT 2 - - -
3- - - -

**14-SS-40-.438-79-SAM**

263283 14-RH-2114-13A 

PIPE TO PIPE

C-F-I PT 

C5.11 UT

1 -

2 ---
3 - - - -

p -P **14-SS-40-.438-79-SAM**

95RF - PSI BASELINE PER S-95-349 / 950623083 

& VCR PERFORMED THE PSI UT EXAM.

(ADDED NEW WELD TO FIX PIPE SPRING). MQS PERFORMED THE PSI PT EXAM

263284 14-RH-2114-14 

PIPE TO ELBOW

C-F-I PT 1 - - C 

C5.11 UT 2---
3----

**14-SS-40-.438-79-SAM**

263285 14-RH-2114-13B 

PIPE TO PIPE

C-F-I PT 

C5.11 UT
2 - - -2---
3--

**14-SS-40-.438-79-SAM**P -

95RF - PSI BASELINE PER S-95-349 / 950623083 (ADDED NEW WELD TO FIX PIPE SPRING). MQS PERFORMED THE PSI PT EXAM 

& VCR PERFORMED THE PSI UT EXAM.

263286 14-RH-2114-15RI 

ELBOW TO FLANGE

C-F-I PT 1 - C 

C5.11 UT 2- ----- - P 
3- - -------

- - - - NO UT FROM DOWNSTREAM 

- - - - SIDE DUE TO FLANGE 

- - - - CONFIGURATION.  

**14-SS-40-.438-79-SAM**

95RF - PSI BASELINE PER S-95-349 / 950623083 (REPLACEMENT OF EXISTING WELD TO FIX PIPE SPRING). MQS PERFORMED THE 

PSI PT EXAM & VCR PERFORMED THE PSI UT EXAM.
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SUMMARY EXAMINATION AREA 
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263290 14-RH-2114-16 

FLANGE TO PIPE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

C5.11

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

2 C 
3 X -

INSTRUCTIONS 
**CALIBRATION BLOCK**

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM.  

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**14-SS-40-. 438-79-SAM**

93 - W.O.#931121035 TO PERFORM NDE. EXAMINED 2.5T OF THE ASSOCIATED LONG SEAM WELD.

263292 14-RH-2114-16PS-1 THRU C-C 

4 PIPE SUPPORT C3.20

PT 1 

2 - C 
3 - - - - - - - -

REF. SUM# 505750 

(IA-11RHRA-009).  

REDEFINED AS 16PS-1 

THRU 4. SEE SUMMARY NOS.  

263292, 263294, 263296, 

& 263298.

93 - W.O.#931121035 TO PERFORM NDE.

263300 14-RH-2114-17 

PIPE TO FLANGE 

263304 14-RH-2114-18 

FLANGE TO PUMP

C-F-I PT 

C5. 11 UT 

C-F-I PT 

C5. 11 UT

3 -. . . - -. - - -

1 C 
2 
3

- C - -

NO UT FROM DOWNSTREAM 

SIDE DUE TO FLANGE 

CONFIGURATION.  

**14-SS-40-.438-79-SAM** 

NO UT FROM UPSTREAM SIDE 

DUE TO FLANGE 

CONFIGURATION. NO UT 

FROM DOWNSTREAM SIDE DUE 

TO PUMP CONFIGURATION.  

**14-SS-40-.438-79-SAM**

92 - EXAMINE PER IEE 76-06.  

93 - W.O.#931121035 TO PERFORM NDE. LIMITATION: THE UT EXAM WAS LIMITED TO 50% COVERAGE. THE TRANVERSE SCAN 

WAS THE ONLY UT PERFORMED, DUE TO TEE FLANGE AND PUMP CONFIGURATION.
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SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 

NUMBER IDENTIFICATION ITEM NO METH 

14-RH-2112 (REF. DWG. NO. B-46)

263314 14-RH-2112-1 

VALVE TO PIPE

263316 14-RH-2112-2 

PIPE TO PIPE

C-F-I PT 
C5.11 UT

1 
2 
3

C-F-I PT 

C5.11 UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE
1 23 4

THIRD PERIOD 

1234

- C

1 - - -

2 - - -

3--1

INSTRUCTIONS **CALIBRATION BLOCK"t 

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**12-SS-805-.500-66-SAM*

PIPE-TO-PIPE OF 
DIFFERENT SCHEDULE WALL 

THICKNESSES.  

**66-SAM/79-SAM**

263318 14-RH-2112-3 

PIPE TO ELBOW

C-F-I PT 

C5.11 UT

1 
2 
3

**14-SS-40-.438-79-SAM**

263320 14-RE-2112-4 

ELBOW TO PIPE 

263322 14-RH-2112-5 

PIPE TO ELBOW

C-F-I PT 

Cs.11 UT
1 
2 

3

C-F-i PT 1-

C5.11 UT 2 - - -
3- - - -

L C 
L -

-- --

01RF - W/O# 50009730 TO PERFORM NDE. (UT) EXAM NOTED RECORDABLE GEOMETRY INTERMITTENTLY 

99RF - FTI UNDER W.O.#50000402 TO PERFORM PT. THE UT EXAM WAS RESCHEDULED TO SIRFO#14,

**14-SS-40-.438-79-SAM** 

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO BOTH 

SIDES OF THE WELD. (NRC 

BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED). PT 

EXAM WAS PERFORMED IN 

SIRFO#I3, WITH UT BEING 

RESCHEDULED TO SIROF#14, 

DUE TO PROCEDURE 

**14-SS-40-.438-79-SAM** 

FOR 360 DEGREES 

DUE TO PROCEDURE ISSUES.
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REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

RESIDUAL HEAT REMOVAL SYSTEM

INSPECTION INTERVAL_

SUMMARY EXAMINATION AREA 
NUMBER IDENTIFICATION 

263324 14-RH-2112-6 

ELBOW TO PIPE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

C5. 11

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 2 34

THIRD 
PERIOD

1 2 34

1
2 -

2 
3

INSTRUCTIONS 
**CALIBRATION BLOCK**

**14-SS-40-.438-79-SAM**

263326 14-RH-2112-7 

PIPE TO PIPE

C-F-I PT 

C5.11 UT

1-
2 
3

NO UT FROM DOWNSTREAM 

SIDE DUE TO PENETRATION 

CONFIGURATION.  

**14-SS-40-.438-79-SAM**

263328 14-RH-2112-7PS-1 

PIPE TO PENETRATION

C-C 

C3.20

PT 1-
2 

3

- C 

C

REF SUM# 505570 

(1P-RHRA-PS09).

FTI UNDER W.O.#50000402 TO PERFORM NDE.

14-RH-2112-7PS-3 

PIPE SUPPORT

C-C 

C3.20

PT 1 - - - - - -

2 - - - - - -

3--------- -- - -- ----

LIMITATION: EXAMINED 

(PT) 67% OF THE CODE 

REQUIRED SURFACE, DUE TO 

A PERMANENT OBSTRUCTION 

FROM THE PENETRATION 

WALL.

C

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. LIMITATION: 

TO A PERMANENT OBSTRUCTION FROM THE PENETRATION WALL.

EXAMINED (PT) 67% OF THE CODE REQUIRED SURFACE, DUE

263334 14-RH-2112-7PS-4 

PIPE SUPPORT

C-C PT 1-

C3.20 2 - - -
3----

C - - -

LIMITATION: EXAMINED 

(PT) 67% OF THE CODE 

REQUIRED SURFACE, DUE TO 

A PERMANENT OBSTRUCTION 

FROM THE PENETRATION 

WALL.

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. LIMITATION: 

TO A PERMANENT OBSTRUCTION FROM THE PENETRATION WALL.

263336 14-RH-2112-8 

PIPE TO PIPE

C-F-I PT 

C5.11 UT

1- 
2- 
3- -

EXAMINED (PT) 67% OF THE CODE REQUIRED SURFACE, DUE 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-SS-40-.438-79-SAM**
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SUMMARY EXAMINATION AREA 
NUMBER IDENTIFICATION 

263338 14-RH-2112-9 

PIPE TO ELBOW

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

C5.11

FIRST 
PERIOD

NDE 
METH 

PT 

UT

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE-

THIRD 
PERIOD

1 2 3 4 1 2 3 4 1 2 34 

1-----------
2------------

3-------------

INSTRUCTIONS 
**CALIBRATION BLOCK**

**14-SS-40-.438-79-SAM**

263340 14-RH-2112-i0 

ELBOW TO PIPE

C-F-I PT 

C5.11 UT

i C - -
2- 

3- -
C - -

X - - -

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO BOTH 

SIDES OF THE WELD.  

**14-SS-40-.438-79-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. CODE CASE N-524 (LG SEAMS) APPLIES TO BOTH SIDES OF THE WELD.

263342 14-RH-2112-II 

PIPE TO ELBOW

C-F-I PT 

C5.11 UT
2 
3

**14-SS-40-.438-79-SAM**

, .63344 14-RH-2112-12 

ELBOW TO PIPE 

263346 14-RH-2112-13 

PIPE TO PIPE

263348 14-RH-2112-14 

PIPE TO ELBOW

C-F-i PT I----------------------- - - -- -- --

Cs.i11 UT 2----------------------- - - -- -- --
3----------------------- - - -- -- ---

C-F-i PT 1 

C5.11 UT 2 
3-

**14-SS-40-.438-79-SAM**

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-SS-40-.438-79-SAM**

C-F-i PT 1 
C5.11i UT 2 - - - - - - -

3 **14-SS-40-.438-79-SAM**
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CLASS 2 ALL STATUS COMPONENTS

RESIDUAL HEAT REMOVAL SYSTEM

INSPECTION INTERVAL

SUMMARY EXAMINATION AREA 

NUMBER IDENTIFICATION 

263350 14-RH-2112-15 

ELBOW TO PIPE

ASME 
SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

C5. 11

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 23 4 1 234

K C -

C - -

X - - -

INSTRUCTIONS 
**CALIBRATION BLOCK* * 

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO BOTH 

SIDES OF THE WELD. (NRC 

BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**14-SS-40-. 438-79-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. CODE CASE N-524 (LG SEAMS) APPLIES TO BOTH SIDES OF THE WELD.

263352 14-RH-2112-16 

PIPE TO ELBOW

C-F-I PT 1-

C5.11 UT 2 - - -
3- - - -

**14-SS-40-.438-79-SAM**

263354 14-RH-2112-17 

ELBOW TO PIPE

C-F-I PT 

C5.11 UT
21- - -
2---
3--

NO UT FROM DOWNSTREAM 

SIDE DUE TO PROXIMITY OF 

WALL.  

**14-SS-40-.438-79-SAM**

263356 14-RH-2112-18 

PIPE TO ELBOW 

263360 14-RH-2112-20 

PIPE TO PIPE

C-F-i PT 

C5.11 UT 

C-F-I PT 

C5.11 UT

1-

2 

3 

1

2 

3

- - C -

**14-SS-40-.438-79-SAM** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-SS-40-.438-79-SAM**

263362 14-RH-2112-21 

PIPE TO ELBOW

C-F-I PT 

C5. i1 UT

1-
2-

3- -

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**14-SS-40-.438-79-SAM**
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EXAMINATION AREA 

IDENTIFICATION 

14-RH-2112-22 

ELBOW TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

C5. 11

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE-

1 2 3 4 1

THIRD 
PERIOD

2 3 4

1 
2 
3

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

**14-SS-40-.438-79-SAM**

263368 14-RH-2112-23 

ELBOW TO PIPE

C-F-I PT 

C5.11 UT

1---

3- -
**14-SS-40-.438-79-SAM**

263370 14-RH-2112-24 

PIPE TO PIPE

C-F-i PT 1 

C5. 11 UT 2 
3

263372 14-RH-2112-24PC-1 & 2 C-C 

PIPE COLLAR C3.20

263376 14-RH-2112-25 

PIPE TO ELBOW

PT 1-C -
2- 

3- -

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-SS-40-.438-79-SAM** 

REF. SUM# 505540 

(IA-RHRA-031). REDEFINED 

AS 24PC-1 & 2. SEE 

SUMMARY NUMBERS 263372 & 

263374.  

**14-SS-40-.438-79-SAM**
C-F-I PT 1 

C5.11 UT 2 
3-

263378 14-RH-2112-26 

ELBOW TO PIPE

C-F-i PT 

C5.11 UT

1---
2- 
3-

**14-SS-40-.438-79-SAM**

263380 14-RH-2112-27 

PIPE TO TEE

C-F-I PT 

C5.11 UT

1---

3- -
**14-SS-40-.438-79-SAM**

SUMMARY 
NUMBER 

263364
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CLASS 2 ALL STATUS COMPONENTS

RESIDUAL HEAT REMOVAL SYSTEM
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EXAMINATION AREA 
IDENTIFICATION 

14-RH-2112-28 

TEE TO REDUCER

ASNE 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

C5. 11

NDE 
METH 

PT 

UT

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 1 234 1 234

1 --- K C- - ------ C 

2 --------------- C---- 
3 - - - - - - - - X - - -

INSTRUCTIONS "**CALIBRATION BLOCK** 

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO 

UPSTREAM TEE. (NRC 

BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**14-SS-40-. 438-79-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. CODE CASE N-524 (LG SEAMS) APPLIES TO UPSTREAM TEE.

263384 14-RH-2112-29 

TEE TO PIPE

C-F-i PT 1 - ----- -

C5.11 UT 2----- C 
3 X- -

- - - - PERFORM TRANSVERSE & 

- - - - PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**14-SS-40-.438-79-SAM**

"•'-/• 93 - W.O.#931121035 TO PERFORM NDE. EXAMINATION INCLUDES 2.5T OF 

STREAM SIDE.

THE INTERSECTING LONGITUDINAL SEAM ON THE DOWN

263386 14-RH-2112-30 

PIPE TO TEE

C-F-i PT 1 

C5.11 UT 2 

3
**14-SS-40-.438-79-SAM**

8-RH-2174 (REF. DWG. NO. B-47)

263398 8-RH-2174-1 

TEE TO ELBOW

C-F-i PT 

A-E<3/8 UT

12 -- ----

23 -- ----
3-----------

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

SUMMARY 
NUMBER 

263382
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DATE: 07/27/2001 

REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

RESIDUAL HEAT REMOVAL SYSTEM

INSPECTION INTERVAL

ASME 

SEC. XI 
SUMMARY EXAMINATION AREA CATEGY 
NUMBER IDENTIFICATION ITEM NO 

263400 8-RH-2174-2 C-F-i 

ELBOW TO PIPE A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

1----

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

K C

3---------- --- - - -- ---
C - -

X - - -

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

AUG4ENTED EXAMINATION 

PER NRC RAI 11-9-88.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM 

WHICH APPLIES TO 

UPSTREAM ELBOW.  

**8-SS-40-.330-44-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. CODE CASE N-524 (LG SEAMS) APPLIES TO UPSTREAM ELBOW.

263402 8-RH-2174-3 

PIPE TO ELBOW

C-F-I PT 1 - - C 

A-E<3/8 UT 2--
3- - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263404 8-RH-2174-4 

ELBOW TO PIPE

C-F-i PT 

A-E<3/8 UT

1---

3--

-C - - -------- NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263406 8-RH-2174-5 

PIPE TO FLANGE 

263410 8-RH-2174-6 

FLANGE TO TEE

C-F-I PT 1 -

A-E<3/8 UT 2 - - -

3- - - -

C-F-1 PT 

C5.11 UT

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO UT FROM UPSTREAM SIDE 

DUE TO FLANGE 

CONFIGURATION. NO UT 

FROM DOWNSTREAM SIDE DUE 

TO TEE CONFIGURATION.  

**8-SS-80-.484-32-SAM**

1C 

2 
3
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SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

RESIDUAL HEAT REMOVAL SYSTEM

INSPECTION INTERVAL_ 

ASME 

SEC. XI 
SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

8-RH-2173 (REF. DWG. NO. B-48)

263420 8-RH-2173-1 

TEE TO VALVE 

263422 8-RH-2173-2 

VALVE TO ELBOW

FIRST 
PERIOD 

12 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 2 34

THIRD 
PERIOD 

1 2 34

C-F-I PT 1 

A-E<3/8 UT 2 

3

C-F-I PT 

A-E<3/8 UT

1 C 
2 
3

C - -

X - - -

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

LIMITATION: EXAMINED 

(UT) 59.5% OF THE CODE 

REQUIRED VOLUME, DUE TO 

THE VALVE CONFIGURATION.  

AUG24ENTED EXAMINATION 

PER NRC RAI 11-9-88.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM 

WHICH APPLIES TO 

DNSTREAM ELBOW.  

**8-SS-40-. 330-44-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. CODE CASE N-524 (LG SEAMS) APPLIES TO DNSTREAM ELBOW. LIMITATION: 

EXAMINED (UT) 59.5% OF THE CODE REQUIRED VOLUME, DUE TO THE VALVE CONFIGURATION.

263424 8-RH-2173-3 

ELBOW TO PIPE

263426 8-RH-2173-4 

PIPE TO ELBOW

C-F-I PT 1 -

A-E<3/8 UT 2 - - -

3- - - -

C-F-i PT 

A-E<3/8 UT

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 
CATEGORY WELD COUNT.

1- -

2- -
3--

263428 8-RH-2173-5 

ELBOW TO PIPE

C-F-I PT 1 -

A-E<3/8 UT 2 - - -

3----

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263430 8-RH-2173-6 

PIPE TO ELBOW 

263432 8-RH-2173-7 

ELBOW TO PIPE 

263434 8-RH-2173-8 

PIPE TO ELBOW

263438 8-RH-2173-9 

ELBOW TO PIPE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

1 

2 

3

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE------

1 2 3 4 1 2 34 

K C - -- ----

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1 
2 
3

1 
2 
3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263439 8-RH-2173-9PS 

PENETRATION TO PIPE

C-C 

C3.20

PT 1 - Y -
2- - -
3----

REF. DWG. 207460, SHT.I, 

DETAIL 2. ISO RH-I-IA, 

SHT.2, (D-E,2). NOTE: NO 

COMPONENT SUPPORT NO. ON 

ISO.

263440 8-RH-2173-10 

PIPE TO ELBOW 

263442 8-RH-2173-11 

ELBOW TO PIPE

C-F-i PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1-

2 - - -3-

S......... ............  

1-

2- - -
3- -- -

C - - NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

- C
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REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

RESIDUAL HEAT REMOVAL SYSTEM

INSPECTION INTERVAL

EXAMINATION AREA 

IDENTIFICATION 

8-RH-2173-12 

PIPE TO ELBOW

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-1 

A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1234 

- - K -

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE------

1 2 3 4 1 2 34 

C --- -----

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263446 8-RH-2173-13 

ELBOW TO PIPE

263448 8-RH-2173-14 

PIPE TO TEE

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

21- - -

2 - - -

31 -
C -

1-

2 - - -

3 - - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263450 8-RH-2173-15 

TEE TO ELBOW

C-F-I PT 1-

A-E<3/8 UT 2 - - -

3----

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263452 8-RH-2173-16 

ELBOW TO VALVE

263454 8-RH-2173-17 

VALVE TO TEE

C-F-I PT 

A-E<3/8 UT

C-F-i PT 

A-E<3/8 UT

1---

3- -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1---

3 --

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

SUMMARY 
NUMBER 

263444
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REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

RESIDUAL HEAT REMOVAL SYSTEM

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
NUMBER IDENTIFICATION ITEM NO METH 

8-RH-2153 (REF. DWG. NO. B-49)

263462 8-RH-2153-1 

TEE TO ELBOW

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 3 4

C-F-I PT 1 -

A-E<3/8 UT 2 - - -
3----

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263464 8-RH-2153-2 

ELBOW TO PIPE

263466 8-RH-2153-3 

PIPE TO PIPE

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1- 
2- 
3- -

1 C 

2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

- -- - C - -

- -- - X - - -

AUGMENTED EXAMINATION 

PER NRC RAI 11-9-88.  

**8-SS-40-.330-44-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.

8-RH-2153-3PS-1 THRU 

12 PIPE 

SUPPORT

C-C 

C3.20

PT 1 - C--------------------REF. SUM# 505950 
2 ----------------------- (IA-12RHRA-025).  

3 -REDEFINED AS 3PS-1 THRU 

12. SEE SUMMARY NUMBERS 

263468, 263470, 263472, 

263474, 263476, 263478, 

263480, 263482, 263484, 

263486, 263488 & 263490.

263492 8-RH-2153-4 

PIPE TO ELBOW 

263494 8-RH-2153-5 

ELBOW TO PIPE

C-F-i PT 

A-E<3/8 UT

1

2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-I PT 1 

A-E<3/8 UT 2 
3-
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REVISION: 0
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CLASS 2 ALL STATUS COMPONENTS

RESIDUAL HEAT REMOVAL SYSTEM

INSPECTION INTERVAL_

SUMMARY 
NUMBER 

263496

EXAMINATION AREA 

IDENTIFICATION 

8-RH-2153-6 

PIPE TO ELBOW

263498 8-RH-2153-7 

ELBOW TO PIPE 

263500 8-RH-2153-8 

PIPE TO VALVE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-I PT 

A-E<3/8 UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK"* 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 
2 
3

8-RH-2126 (REF. DWG. NO. B-50)

8-RH-2126-1 

PUMP TO VALVE

C-F-I PT 1 

C5.11 UT 2 
3

C - -

X - - -

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**8-SS-80-.484-32-SAM**

89 - EXAMINATION PERFORMED PER 76-06 REQUIREMENTS.

263510 8-RH-2126-2 

VALVE TO PIPE

C-F-1 PT I C -

A-E<3/8 UT 2 - -
3---

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263512 8-RH-2126-3 

PIPE TO FLANGE

C-F-I PT 

A-E<3/8 UT 2-- -
3- -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263514 8-RH-2126-4 

FLANGE TO VALVE

C-F-I PT 1-

C5.11 UT 2---
3----

NOT SELECTED.  

**8-SS-80-.484-32-SAM**
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INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

RESIDUAL HEAT REMOVAL SYSTEM

INSPECTION INTERVAL_

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY 

NUMBER IDENTIFICATION ITEM NO 

263516 8-RH-2126-5 C-F-i 

VALVE TO TEE A-E<3/8

NDE 
METH 

PT 

UT

1 
2 

3

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-~OUTAGE------

12 3 4 1 2 3 4 1 2 34

INSTRUCTIONS 
**CALIBRATION BLOCK**

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263518 8-RH-2126-6 

TEE TO VALVE

C-F-I PT 

A-E<3/8 UT

1- 
2-
3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263520 8-RE-2126-7 

VALVE TO PIPE 

263522 8-RH-2126-8 

PIPE TO ELBOW

C-F-i PT 1- ----

A-E<3/8 UT 2- ----
3

C-F-I PT 

A-E<3/8 UT

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 - ------ ---------------- NO SELECTION CRITERIA, 

2 ------- ---------------- BUT INCLUDED FOR 

3 -CATEGORY WELD COUNT.

263524 8-RH-2126-9 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

1 - -K C -
21-- -- - - -
23 -- ------
3---------------

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263525 8-RH-2126-9PS 

PIPE SUPPORT

C-C 

C3.20

PT 1
2 

3

R - - -
REF SUM# 505665 

(IA-12RHRH-009).

99RF - THIS EXAM WAS RESCHEDULED TO SIRFO#14, DUE TO A PIPE CLAMP SHIM INTERFERENCE. THIS EXAM TO BE RE-EVALUATED 

UNDER THE IMPLEMENTATION OF CODE CASE N-509.

263526 8-RH-2126-10 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1----------------------- - - -- -- --

2 - - - - - - - - - - -

3 - - - - - - - - - - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263528 8-RH-2126-11 

ELBOW TO PIPE

263530 8-RH-2126-12 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-I PT 

A-E<3/8 UT

FIRST 
PERIOD 

1 2 3 4

1--- 
2---
3--

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263532 8-RH-2126-13 

ELBOW TO PIPE 

263534 8-RH-2126-14 

PIPE TO ELBOW

263536 8-RH-2126-15 

ELBOW TO PIPE 

263538 8-RH-2126-16 

PIPE TO PIPE

263540 8-RH-2126-17 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

C-F-i PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1 
2 
3 

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

S--
2- -
3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1- 
2 

3

1 
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263542 8-RH-2126-18 

ELBOW TO PIPE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 .3 4

1-
2-
3--

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

C - -

- -- - X - - -

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

AUGMENTED EXAMINATION 

PER NRC RAI 11-9-88.  

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO 

UPSTREAM ELBOW.  

**8-SS-40-.330-44-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. CODE CASE N-524 (LG SEAMS) APPLIES TO UPSTREAM ELBOW.

263544 8-RH-2126-19 

PIPE TO ELBOW

C-F-I PT 1 -

A-E<3/8 UT 2 - - -

3- - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263546 8-RH-2126-20 

ELBOW TO REDUCER 

263548 8-RH-2126-21 

REDUCER TO NOZZLE

C-F-I PT 1-

A-E<3/8 UT 2 - - -

3- - - -

C-F-i PT 

C5.11 UT

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO UT FROM DOWNSTREAM 

SIDE DUE TO NOZZLE 

CONFIGURATION.  

**12-SS-805-.500-66-SAM*

1 

2 
3

263550 8-RH-2126-22 

NOZZLE TO REDUCER

C-F-i PT 

C5.11 UT

1- 
2- 
3--

NO UT FROM UPSTREAM SIDE 

DUE TO NOZZLE 

CONFIGURATION.  

**12-SS-805-.500-66-SAM*
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INSPECTION INTERVAL

SUMMARY EXAMINATION AREA 
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263552 8-RH-2126-23 

REDUCER TO ELBOW

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-F-i PT 1 

A-E<3/8 UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 

1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263556 8-RH-2126-24 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

1 -

2 - - -

3 - - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263560 8-RH-2126-25 

PIPE TO ELBOW

C-F-i PT 1-

A-E<3/8 UT 2 - - -

3- - - -

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263562 8-RH-2126-26 

ELBOW TO PIPE 

263564 8-RH-2126-27 

PIPE TO ELBOW

C-F-i PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1 - C 
2-C- -2-
3-

31- - -

2---

3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263566 8-RH-2126-28 

ELBOW TO PIPE 

263568 8-RH-2126-29 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

C-F-i PT 

A-E<3/8 UT

1
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1
2 
3
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SEC. XI 

SUMMARY EXAMINATION AREA CATEGY 

NUMBER IDENTIFICATION ITEM NO 

263570 8-RH-2126-30 C-F-i 

ELBOW TO PIPE A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1 2 34

1 

2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263572 8-RH-2126-31 

PIPE TO TEE 

263574 8-RH-2126-32 

TEE TO ELBOW

263576 8-RH-2126-33 

ELBOW TO PIPE

263578 8-RH-2126-34 

PIPE TO ELBOW

C-F-I PT 1-

A-E<3/8 UT 2---
3----

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1 
2 
3

1 
2 
3

C-F-I PT 1-

A-E<3/8 UT 2 - - -
3- - - -

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

K C - NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263580 8-RH-2126-35 

ELBOW TO PIPE 

263582 8-RH-2126-36 

PIPE TO FLANGE

C-F-i PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1--
2
3--

12 -- ------
23 -- ------
3---------------

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263584 8-RH-2126-37 

FLANGE TO TEE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4 

1- - -

2---
3--

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263586 8-RH-2126-38 

TEE TO PIPE

C-F-I PT 1

A-E<3/8 UT 2 - -

3- - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263590 8-RH-2126-39 

PIPE TO PIPE

C-F-I PT 1 ----------------------- NO SELECTION CRITERIA, 

A-E<3/8 UT 2 ----------------------- BUT INCLUDED FOR 
3 -CATEGORY WELD COUNT.

263592 8-RH-2126-40 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1--
2-
3-

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263594 8-RH-2126-41 

ELBOW TO PIPE

C-F-i PT 

A-E<3/8 UT

1- 

2- - -

3- - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263596 8-RH-2126-42 

PIPE TO PIPE 

263598 8-RH-2126-43 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1 ----------------------- NO SELECTION CRITERIA, 

2 ----------------------- BUT INCLUDED FOR 

3 CATEGORY WELD COUNT.

1- -
2 
3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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8-RH-2126-43PS-1 THRU 

4 PIPE SUPPORT

ASME 

SEC. XI 
CATEGY NDE 
ITEM NO METH 

C-C PT 

C3.20 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE E 

1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

"**CALIBRATION BLOCK** 

REP SUM# 505725 

(1A-12RHRS-045).  

REDEFINED AS 43PS-1 THRU 

4. SEE SUMMARY NOS.  

263599, 263600, 263601 & 

263602.

263603 8-RH-2126-44 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

1 
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263604 8-RH-2126-45 

PIPE TO VALVE 

263606 8-RH-2126-46 

VALVE TO ELBOW 

263608 8-RH-2126-47 

ELBOW TO PIPE 

263610 8-RH-2126-48 

PIPE TO TEE

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-i PT 

A-E<3/8 UT

1 
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-1 PT 1

A-E<3/8 UT 2 - -
3---

C-F-I PT 

A-E<3/8 UT

1 
2 

3

SUMMARY 
NUMBER 

263599

PAGE: 188

C

----------

------------- ----



DATE: 07/27/2001 

REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

RESIDUAL HEAT REMOVAL SYSTEM

INSPECTION INTERVAL_ 

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY NDE 
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8-RH-2116 (REF. DWG. NO. B-51)

263614 8-RH-2116-1 

PUMP TO VALVE

C-F-I PT 

C5.11 UT

FIRST 
PERIOD 

1 2 3 4

1-
2-

3- -

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

- C 
X - - -

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

LIMITATION: EXAMINED 

(UT) 23.1% OF THE CODE 

REQUIRED VOLUME, DUE TO 

THE PUMP AND VALVE 

CONFIGURATIONS. (NRC 

BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

*'8-SS-80-. 484-32-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. LIMITATION: 

TO THE PUMP AND VALVE CONFIGURATIONS.

EXAMINED (UT) 23.1% OF THE CODE REQUIRED VOLUME, DUE

263616 8-RH-2116-2 

VALVE TO PIPE

C-F-I PT 

A-E<3/8 UT

1- 
2 - - -

3 - - - -

- -- - C - -

- -- - X - - -

LIMITATION: EXAMINED 

(UT) 57.2% OF THE CODE 

REQUIRED VOLUME, DUE TO 

THE VALVE CONFIGURATION.  

AUGMENTED EXAMINATION 

PER NRC RAI 11-9-88.  

**8-SS-40-.330-44-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. LIMITATION: 

TO THE VALVE CONFIGURATION.

EXAMINED (UT) 57.2% OF THE CODE REQUIRED VOLUME, DUE

263618 8-RH-2116-3 

PIPE TO FLANGE

C-F-I PT 

A-E<3/8 UT
1 - - -
2---
3-

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263620 8-RH-2116-4R1 

FLANGE TO VALVE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METE 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

1---------- --

2--------

3---------

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

P -

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK**

NO SELECTION CRITERIA, 

BUT INCL. IN COUNT. THE 

ORG WELD 

(FW-1-FE-641A-13A) TRANS 

TO S/2 AS PART OF VLV 

1IRH10 , & REPLACES 

21RH10. OLD WELD IS NOW 

UNDER S/2'S SUM# 503340.  

LIMITATION: EXAM (UT) 

50% OF THE CODE REQ.  

VOL., DUE TO FLG TO VLV 

CONF. **32-SAM**

95RF - PSI BASELINE PERFORMED PER S-96-398 / 960506124 (REPLACEMENT OF VALVE I1RH10 WITH 21RH10). THIS WELD IS 

ORIGINALLY FROM S/2 AS SUM# 503340 & TRANSFERED TO S/I. LIMITATION: EXAM (UT) 50% OF THE CODE REQUIRED 

VOLUME, DUE TO FLANGE TO TEE CONFIG.

263622 8-RH-2116-5R1 

VALVE TO TEE

C-F-I PT 

A-E<3/8 UT

1- 
2 -

3 --
P

- - - - NO SELECTION CRITERIA, 

- - - - BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

**32-SAM**

95RF - PSI BASELINE PERFORMED PER S-96-398 / 960506124 (REPLACEMENT OF VALVE I1RH10 WITH 21RH10).

263624 8-RH-2116-6 

TEE TO VALVE

C-F-I PT 

A-E<3/8 UT 1- - -
2 - - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 
CATEGORY WELD COUNT.

263626 8-RH-2116-7 

VALVE TO ELBOW

C-F-I PT 1-

A-E<3/8 UT 2 - - -
3- - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263628 8-RH-2116-8 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

1-
2-

3 --

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263629 8-RH-2116-9 

PIPE TO ELBOW

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-1 

A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

1 
2 

3

PLAN STATUS

SECOND 
PERIOD 

OUTAGE E 

1 2 3 4 

K C

THIRD 
PERIOD 

1 2 34

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263630 8-RH-2116-10 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263631 8-RH-2116-10PL-1 THRU C-C 

4 PIPE LUG C3.20

PT 1-
2 - - -

3 - - - -

REF. SUM# 505605 

(IA-11RHRH-012).  

REDEFINED AS 10PL-1 THRU 

4. SEE SUMMARY NOS.  

263631, 263632, 263633 & 

263634.

263635 8-RH-2116-11 

PIPE TO PIPE

C-F-I PT 

A-E<3/8 UT

1 
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263636 8-RH-2116-11PL-1 THRU C-C 

4 PIPE LUG C3.20

PT 1 
2 

3

REF SUM# 505595 

(IA-11RHRH-013).  

REDEFINED AS 11PL-1 THRU 

4. SEE SUMMARY NUMBERS 

263636, 263637, 263638 & 

263639.

263640 8-RH-2116-12 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1-
2- -
3- - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263641 8-RH-2116-13 C-F-i 

ELBOW TO PIPE A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263642 8-RH-2116-14 

PIPE TO ELBOW

C-F-i PT 

A-E<3/8 UT

1-
2 
3- - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263643 8-RH-2116-15 

ELBOW TO PIPE 

263644 8-RH-2116-16 

PIPE TO ELBOW

263645 8-RH-2116-17 

ELBOW TO REDUCER

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1 

2 
3 

1 

2 
3

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263646 8-RH-2116-18 

REDUCER TO NOZZLE

C-F-i PT 

C5.i11 UT
2---------- --- - - -- --

2-3 -------- --- - - -- ---

NO UT FROM DOWNSTREAM 

SIDE DUE TO NOZZLE 

CONFIGURATION.  

**12-SS-805-.500-66-SAM*
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263648 8-RH-2116-19 

NOZZLE TO REDUCER

ASME 

SEC. XI 

CATEGY NDE 
ITEM NO METH 

C-F-I PT 1 

C5.11 UT 2 

3

FIRST 
PERIOD 

1 2 3 4 

C - - -

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

INSTRUCTIONS 
"**CALIBRATION BLOCK**

NO UT FROM UPSTREAM SIDE 

DUE TO NOZZLE 

CONFIGURATION.  

**12-SS-805-.500-66-SAM*

263650 8-RH-2116-20 

REDUCER TO ELBOW

C-F-I PT 

A-E<3/8 UT 2- - -
3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263652 B-RH-2116-21 

ELBOW TO PIPE

263654 8-RH-2116-22 

PIPE TO ELBOW

263656 8-RH-2116-23 

ELBOW TO PIPE

263658 8-RH-2116-24 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-I PT 1 -

A-E<3/8 UT 2 - - -

3----

C-F-I PT 

A-E<3/8 UT

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-i PT 1- 

A-E<3/8 UT 2 - - -

3----

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263660 8-RH-2116-25 

ELBOW TO PIPE

C-F-1 PT 1 -

A-E<3/8 UT 2 - - -
3- - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263662 8-RH-2116-26 C-F-I 

PIPE TO TEE A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

1 

2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK"* 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263664 8-RH-2116-27 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1 
2 

3

C NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263666 8-RH-2116-28 

ELBOW TO PIPE

C-F-I PT 1 

A-E<3/8 UT 2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263668 8-RH-2116-29 

PIPE TO PIPE 

263670 8-RH-2116-30 

PIPE TO PIPE

C-F-i PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

2 - - -
2-

3 --- 

2---
3- - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263672 8-RH-2116-31 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1- 
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263674 8-RH-2116-32 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

1---

3--

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263676 8-RH-2116-33 

PIPE TO FLANGE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

1 

2 
3

INSTRUCTIONS "**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263678 8-RH-2116-34 

FLANGE TO TEE 

263682 8-RH-2116-35 

TEE TO PIPE 

263684 8-RH-2116-36 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT 

C-F-i PT 

A-E<3/8 UT

1 

2 
3

1 
2 

3

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C

263686 8-RH-2116-37 

ELBOW TO PIPE 

263688 8-RH-2116-38 

PIPE TO ELBOW 

263690 8-RH-2116-39 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT 

C-F-1 PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1- - -
2 - - - -

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

12---------
23---------
3-----------------

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263692 8-RH-2116-40 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

12 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE1 
1 23 4

THIRD 
PERIOD 

1 2 34

1 
2 

3

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263693 8-RH-2116-40PS-1 THRU C-C 

4 PIPE SUPPORT C3.20

PT 1-
2 - - -

3 - - - -

REF. SUM# 505780 

(IA-12RHRS-044).  

REDEFINED AS 40PS-1 THRU 

4. SEE SUMMARY NOS.  

263693, 263694, 263695 & 

263696.

263698 8-RH-2116-41 

ELBOW TO VALVE 

263702 8-RH-2116-42 

VALVE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1-
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-1 PT 1 -

A-E<3/8 UT 2 -

3- -

263704 8-RH-2116-43 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263706 8-RH-2116-44 

PIPE TO ELBOW

C-F-1 PT 1 

A-E<3/8 UT 2 
3

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 
CATEGORY WELD COUNT.
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263708 8-RH-2116-45 

ELBOW TO REDUCER

ASME 

SEC. XI 
CATEGY NDE 
ITEM NO 14ETH 

C-F-i PT 

A-E<3/8 UT

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-OUTAGE----------
1 2 3 4 1 2 3 4 1 2 34

1----------------------- - - -- -- --
2----------------------- - - -- -- --

3------------------- - - ---- ----

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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14-SJ-2124 (REF. DWG. NO. B-52)

263716 14-SJ-2124-1 

VALVE TO ELBOW

C-F-I PT 

C5.11 UT

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-OUTAGE----------

1 2 3 4 1 2 3 4 1 2 34

1 C 
2 

3

C 
X

INSTRUCTIONS 
**CALIBRATION BLOCK** 

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**14-SS-40-. 438-79-SAM**

93 - W.O.#931121035 TO PERFORM NDE. LIMITATION: EXAM LIMITED TO 95%, DUE TO CONFIGURATION OF VALVE.

263726 14-SJ-2124-2 

ELBOW TO PIPE

C-F-I PT 1-

C5.11 UT 2---
3- - - -

LIMITED UT FROM UPSTREAM 

SIDE DUE TO ELBOW 

CURVATURE. PERFORM 

TRANSVERSE & PARALLEL 

EXAMS ON ASSOCIATED LONG 

SEM (S).  

**14-SS-40-. 438-79-SAM**

263728 14-SJ-2124-3 

PIPE TO PIPE

C-F-I PT 

C5.11 UT

1-

2 - - -

3 - - - -

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-SS-40-.438-79-SAM**

263732 14-SJ-2124-3PS-2 

PENETRATION TO PIPE

C-C 

C3.20

PT 1-
2 

3

REF. SUM# 505870 

(IA-RHRA-PS31).

263736 14-SJ-2124-4 

PIPE TO PIPE

C-F-I PT 

C5.11 UT

-- - C 

2------------
3-------------

**14-SS-40-.438-79-SAM**
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263740 14-SJ-2124-5 C-F-1 PT 

PIPE TO ELBOW C5.11 UT

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-~OUTAGE------

1 2 3 4 1 2 3 4 1 2 34 

1 - - -

2 C 

3 X------------

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**14-SS-40-.438-79-SAM**

89 - EXAMINATION PERFORMED PER 76-06 REQUIREMENTS.

263742 14-SJ-2124-6 

ELBOW TO PIPE 

263743 14-SJ-2124-7 

PIPE TO PIPE

C-F-I PT 1 

C5.11 UT 2 
3-

C-F-I PT 

C5.11 UT

1- 
2 
3

**14-SS-40-.438-79-SAM**

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**14-SS-40-.438-79-SAM**

?63744 14-SJ-2124-8 

PIPE TO ELBOW

C-F-I PT 

C5.11 UT

1 -
2-

3- -
**14-SS-40-.438-79-SAM**

263748 14-SJ-2124-9 

ELBOW TO PIPE 

263752 14-SJ-2124-I0 

PIPE TO ELBOW 

263754 14-SJ-2124-1I 

ELBOW TO PIPE

C-F-I PT 1 

C5.11 UT 2 

3

C-F-I PT 1 

C5.11 UT 2 
3-

**14-SS-40-.438-79-SAM** 

**14-SS-40-.438-79-SAM** 

**14-SS-40-.438-79-SAM**
C-F-I PT 1 -

C5.11 UT 2 -
3- -

263756 14-SJ-2124-12 

PIPE TO ELBOW

C-F-I PT 1 -

C5.11 UT 2 -
3- -

**14-SS-40-.438-79-SAM**

PAGE: 199

--------------------- --- ---------

-----------------------



DATE: 07/27/2001 

REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

SAFETY INJECTION SYSTEM

INSPECTION INTERVAL_

ASME 

SEC. XI 
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263758 14-SJ-2124-13 C-F-i 

ELBOW TO PIPE C5.11

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

12 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE E

1 2 3 4 1

THIRD 
PERIOD

2 3
INSTRUCTIONS 

**CALIBRATION BLOCK**4

**14-SS-40-.438-79-SAM**

263760 14-SJ-2124-14 

PIPE TO TEE

C-F-I PT 

C5.11 UT
2 - - -
2---
3- -

**14-SS-40-.438-79-SAM**

14-SJ-2114 (REF. DWG. NO. B-52)

263764 14-SJ-2114-1 

VALVE TO ELBOW

263774 14-SJ-2114-2 

ELBOW TO PIPE 

263775 14-SJ-2114-3 

PIPE TO PIPE

C-F-I PT 

C5. 11 UT

C-F-I PT 

C5.11 UT 

C-F-i PT 

C5.11 UT

1 
2 

3

1 C 
2 

3 -

1
2 -

2 
3

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION. PERFORM 

TRANSVERSE & PARALLEL 

EXAMS ON ASSOCIATED LONG 

SEAM(S).  

**14-SS-40-. 438-79-SAM**

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

**14-SS-40-.438-79-SAM**

THIS WELD IS NOT AT A 
STRUCTURAL 

DISCONTINUITY.  

**14-SS-40-.438-79-SAM**

263782 14-SJ-2114-3PS-2 

PENETRATION TO PIPE

C-C 

C3.20

PT 1-
2 

3

C - - -

REF. SUM# 505755 

(IA-RHRA-PS30).

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE.
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14-SJ-2114-4 

PIPE TO ELBOW

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

C5. 11

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE

1 2 3 4

THIRD 
PERIOD 

1 2 34

21- - -

2- - --

INSTRUCTIONS 
"**CALIBRATION BLOCK**

**14-SS-40-.438-79-SAM**

263786 14-SJ-2114-5 

ELBOW TO PIPE

C-F-1 PT 

C5.11 UT

1C - -
2-

3--
- -- - C - -

- -- - X - - -

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO BOTH 

SIDES OF THE WELD. (NRC 

BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**14-SS-40-.438-79-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. CODE CASE N-524 (LG SEAMS) APPLIES TO BOTH SIDES OF THE WELD.

263788 14-SJ-2114-6 

PIPE TO ELBOW

C-F-I PT 

C5.11 UT

1- 
2
3-

C----------

**14-SS-40-.438-79-SAM**

263790 14-SJ-2114-7 

ELBOW TO PIPE

C-F-i PT 

C5. 11 UT
1----- --------------

2-3 ---------------- - -- --- **14-SS-40-.438-79-SAM**

263792 14-SJ-2114-8 

PIPE TO ELBOW 

263794 14-SJ-2114-9 

ELBOW TO PIPE 

263796 14-SJ-2114-10 

PIPE TO ELBOW

C-F-i PT 1-- -------

C5. 11 UT 2-- -------

---------- -.....--3------------------------ ----------

C-F-I PT 1-- -------

Cs.11 UT 2- - ------
3- - -------

C-F-i PT 

C5.ii1 UT

1 C - - - - - - - - -

2-------------------- - - ---- --
3-------------------- - - ---- ---

**14-SS-40-.438-79-SAM** 

**14-SS-40-.438-79-SAM**

**14-SS-40-.438-79-SAM**

SUMMARY 
NUMBER 

263784
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263798 14-SJ-2114-11 C-F-I 

ELBOW TO TEE C5.11

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34

1- -

2--
3--

INSTRUCTIONS "**CALIBRATION BLOCK** 

**14-SS-40-.438-79-SAM**

12-SJ-2169 (REF. DWG. NO. B-53)

263800 12-SJ-2169-1 

VALVE TO PIPE 

263802 12-SJ-2169-2 

PIPE TO ELBOW

C-F-I PT 1-

C5.11 UT 2 - - -

3--

C-F-I PT 1 

Cs. 1i UT 2 
3

NO UT FROM UPSTREAM SIDE 

DUE TO VALVE 

CONFIGURATION.  

**12-SS-40-.377-31-SAM** 

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**12-SS-40-.377-31-SAM**

C 
C 
X

89 - INCLUDES 2 1/2 T OF LONG SEAM ON PIPE.

263803 12-SJ-2169-3 

ELBOW TO PIPE

EXAMINATION PERFORMED PER

C-F-I PT 1

C5.11 UT 2 - -
3- - -

76-06 REQUIREMENTS.

**12-SS-40-.377-31-SAM**

263804 12-SJ-2169-3PL-1 THRU C-C 

4 PIPE LUG C3.20

PT 1 
2 
3

- C REF. SUM# 505960 

(IA-11RHRH-004).  

REDEFINED AS 3PL-I THRU 

4. SEE SUMMARY NUMBERS 

263804, 263805, 263806 & 

263807.

263808 12-SJ-2169-4 

PIPE TO ELBOW

C-F-I PT 

C5.11 UT

1---

3--
**12-SS-40-.377-31-SAM**
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263809 12-SJ-2169-5 

ELBOW TO VALVE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

C5.11

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 

1 2 3 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**12-SS-40-.377-31-SAM**

263810 12-SJ-2169-6 

VALVE TO REDUCER

C-F-1 PT 

C5.11 UT

1 ----------------------- NO UT FROM UPSTREAM SIDE 
2 ----------------------- DUE TO VALVE 

3 CONFIGURATION.  

**12-SS-40-.377-31-SAM**

12-SJ-2152 (REF. DWG. NO. B-54)

263820 12-SJ-2152-1 

REDUCER TO TEE

C-F-I PT 

C5.11 UT

1 - C - - ---------------- PERFORM TRANSVERSE & 
2 --------------- C - - - PARALLEL EXAMS ON 

3 - -- ASSOCIATED LONG SEAMS 

WHICH APPLIES TO 

DNSTREAM TEE. (NRC 

BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**12-SS-40-.377-31-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. CODE CASE N-524 (LG SEAMS) APPLIES TO DNSTREAM TEE.

263822 12-SJ-2152-2 

TEE TO PIPE 

263824 12-SJ-2152-3 

PIPE TO TEE

C-F-I PT 

C5.11 UT 

C-F-I PT 

C5.11 UT

1---
2-
3-

**12-SS-40-.377-31-SAM** 

**12-SS-40-.377-31-SAM**
1---
2-

3-

263826 12-SJ-2152-4 

TEE TO PIPE

C-F-i PT 

C5.11 UT
2 - - -
2---
3--

**12-SS-40-.377-31-SAM**
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REVISION: 0

SALEM NUCLEAR GENERATING STATION UNIT 1 

INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

SAFETY INJECTION SYSTEM

INSPECTION INTERVAL

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY 
NUMBER IDENTIFICATION ITEM NO 

263827 12-SJ-2152-4PS-1 & 2 C-C 

PIPE SUPPORT C3.20

FIRST 
PERIOD

NDE 
METH 

PT

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD

0 U T A G E -INSTRUCTIONS 
1 2 3 4 1 2 3 4 1 2 3 4 **CALIBRATION BLOCK** 

1 ------- -------- -------- REF. SUM# 505910 

2 ------- -------- -------- (IA-12RHRS-022).  

3 - - - - -REDEFINED AS 4PS1 & 2.  

SEE SUMMARY NUMBERS 

263827 & 263828.

263830 12-SJ-2152-5 

ELBOW TO PIPE

C-F-I PT 

C5.11 UT

1 - C -

2 - - -

3 - - - -

C 
X

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**12-SS-40-. 377-31-SAM**

93 - W.O.#931121035 TO PERFORM NDE.  

STREAM.

EXAMINATION INCLUDED 2.5T OF THE INTERSECTING LONGITUDINAL SEAM DOWN

263832 12-SJ-2152-6 

PIPE TO ELBOW 

263834 12-SJ-2152-7 

ELBOW TO PIPE

C-F-I PT 

C5.11 UT

1 
2 

3
**12-SS-40-. 377-31-SAM** 

**12-SS-40-. 377-31-SAM**
C-F-I PT 1 

C5. ii UT 2 
3

263836 12-SJ-2152-8 

PIPE TO ELBOW

C-F-I PT 

C5.11 UT

1 
2 

3

K C -

C - - -

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO BOTH 

SIDES OF THE WELD. (NRC 

BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**12-SS-40-. 377-31-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. CODE CASE N-524 (LG SEAMS) APPLIES TO BOTH SIDES OF THE WELD.
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CLASS 2 ALL STATUS COMPONENTS

SAFETY INJECTION SYSTEM
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NUMBER IDENTIFICATION 

263838 12-SJ-2152-9 

ELBOW TO TEE

ASME FIP 

SEC. XI PER 

CATEGY NDE 
ITEM NO METH 1 2 

C-F-I PT 1-

C5.11 UT 2 -

3--

PLAN STATUS 

1ST SECOND THIRD 
IOD PERIOD PERIOD 

---- OUTAGE-----------

3 4 1 2 3 4 1 2 3
INSTRUCTIONS 

**CALIBRATION BLOCK**4

**12-SS-40-.377-31-SAM**

263840 12-SJ-2152-10 

TEE TO PIPE 

263842 12-SJ-2152-11 

PIPE TO PIPE 

263843 12-SJ-2152-11A 

PIPE TO PIPE 

263844 12-SJ-2152-12 

PIPE TO ELBOW

C-F-I PT 1 -

C5.11 UT 2 -

3-

C-F-I PT 1 -

C5.11 UT 2 -

3--

C-F-I PT 1-

C5.11 UT 2 - - -

3 ---

C-F-I PT 1-

C5.11 UT 2---
3----

**12-SS-40-.377-31-SAM** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM** 

**12-SS-40-.377-31-SAM**

263846 12-SJ-2152-13 

ELBOW TO PIPE

C-F-i PT 1 - - - - - - - - - - -

C5. 11 UT 2 - - - - - - - - - - -
3------------------------ - - -- ----

**12-SS-40-.377-31-SAM**

263848 12-SJ-2152-14 

PIPE TO ELBOW

263850 12-SJ-2152-15 

ELBOW TO PIPE

C-F-i PT 

Cs.i11 UT

C-F-I PT 

C5.11 UT

1------------------------ - - -- ---
2 ---- --- --- --- --- ------------- ---

3----------------------- - - -- -- ---

1---

3- -

**12-SS-40-.377-31-SAM**

**12-SS-40-.377-31-SAM**
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SAFETY INJECTION SYSTEM
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EXAMINATION AREA 
IDENTIFICATION 

12-SJ-2152-16 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

C5.11

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE-

1 2 3 4 1

THIRD 
PERIOD

2 3 

C

INSTRUCTIONS 
"**CALIBRATION BLOCK**4

**12-SS-40-.377-31-SAM**

263854 12-SJ-2152-17 

ELBOW TO PIPE 

263856 12-SJ-2152-18 

PIPE TO ELBOW

263858 12-SJ-2152-19 

ELBOW TO PIPE

C-F-1 PT 1 

C5.11 UT 2 
3

C-F-I PT 

C5.11 UT

**12-SS-40-.377-31-SAM** 

**12-SS-40-.377-31-SAM**

1 
2 

3

CC-F-i PT 1 

C5.11 UT 2 
3

263860 12-SJ-2152-19PC-1 & 2 C-C 

PIPE COLLAR C3.20

PT 1 - C 
2 

3

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**12-SS-40-.377-31-SAM** 

REF. SUM# 505925 

(IA-12RHRA-030).  

REDEFINED AS 19PC-1 & 2.  

SEE SUMMARY NUMBERS 

263860 & 263862.

263864 12-SJ-2152-20 

PIPE TO PIPE 

263866 12-SJ-2152-21 

PIPE TO ELBOW

C-F-I PT 

C5.11 UT

1
2 -
2 
3

**12-SS-40-.377-31-SAM**

**12-SS-40-.377-31-SAM**
C-F-I PT 1

C5.11 UT 2--
3---

SUMMARY 
NUMBER 

263852
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SUMMARY EXAMINATION AREA 
NUMBER IDENTIFICATION 

263868 12-SJ-2152-22 

ELBOW TO ELBOW

ASME 
SEC. XI 
CATEGY 
ITEM NO 

C-F-1 

C5.11

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE E

1 2 3 4 1

THIRD 
PERIOD

2 3
INSTRUCTIONS 

**CALIBRATION BLOCK"*4

**12-SS-40-.377-31-SAM**

263870 12-SJ-2152-23 

ELBOW TO PIPE

C-F-I PT 1 C - -

C5.11 UT 2 - - -
3----

**12-SS-40-.377-31-SAM**

263872 12-SJ-2152-24 

PIPE TO PIPE 

263874 12-SJ-2152-25 

PIPE TO PIPE

C-F-i PT 

C5.11 UT

C-F-1 PT 

C5.11 UT

1-

2 - - -3---

2- - -

3- - - -

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM**

263878 12-SJ-2152-27 

ELBOW TO PIPE

C-F-i PT 

C5.11 UT

1---
2 -
3--

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**12-SS-40-. 377-31-SAM**

263880 12-SJ-2152-28 

PIPE TO ELBOW

C-F-i PT 1 -

C5. 11 UT 2 - - -
3--

C - -
X - - -

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAMS 

WHICH APPLIES TO BOTH 

SIDES OF THE WELD.  

**12-SS-40-. 377-31-SAM**

99RF - FTI UNDER W.O.#50000402 TO PERFORM NDE. CODE CASE N-524 (LG SEAMS) APPLIES TO BOTH SIDES OF THE WELD.
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263882 12-SJ-2152-29 

ELBOW TO PIPE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

C5.11

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE1 
1 23 4

THIRD 
PERIOD

1. 2 3
INSTRUCTIONS 

**CALIBRATION BLOCK**4

1 

2 

3
**12-SS-40-.377-31-SAM**

263884 12-SJ-2152-30 

PIPE TO ELBOW

C-F-I PT 

C5.11 UT

1- -

2--
3--

**12-SS-40-.377-31-SAM**

263886 12-SJ-2152-31 

ELBOW TO PIPE 

263888 12-SJ-2152-32 

PIPE TO PIPE 

263890 12-SJ-2152-33 

PIPE TO PIPE 

263892 12-SJ-2152-34 

PIPE TO ELBOW

263894 12-SJ-2152-35 

ELBOW TO PIPE

C-F-I PT 1

C5.11 UT 2 - -
3---

C-F-I PT 

C5.11 UT 

C-F-I PT 

C5.11 UT 

C-F-I PT 

C5.11 UT

C-F-I PT 

C5.11 UT

**12-SS-40-.377-31-SAM** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM** 

THIS WELD IS NOT AT A 

STRUCTURAL 

DISCONTINUITY.  

**12-SS-40-.377-31-SAM** 

**12-SS-40-.377-31-SAM**

**12-SS-40-.377-31-SAM**

1 
2 

3
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263896 12-SJ-2152-36 

PIPE TO PIPE

ASME 
SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

C5. 11

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

1 
2 

3

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

K C 

X

INSTRUCTIONS 
**CALIBRATION BLOCK* * 

PERFORM TRANSVERSE & 

PARALLEL EXAMS ON 

ASSOCIATED LONG SEAM(S).  

(NRC BULLETIN 76-06 

REQUIREMENTS WERE 

PREVIOUSLY APPLIED) 

**12-SS-40-. 377-31-SAM**

93 - W.O.#931121035 TO PERFORM NDE. EXAM 2.5T OF LONG SEAM ON BOTH SIDES. THE UT45 INDICATIONS ARE GEOMETRIC 

REFLECTORS FROM THE INSIDE SURFACE.

263898 12-SJ-2152-36PS-1 & 2 C-C 

PIPE SUPPORT C3.20

PT 1---- C-
2 C 
32- -------

REF. SUM# 505885 

(1P-13RHG-012).  

REDEFINED AS 36PS-1 & 2.  

SEE SUMMARY NUMBERS 

263898 & 263900.

93 - W.O.#931121035 TO PERFORM NDE.

263904 12-SJ-2152-36PS-4 

PENETRATION TO PIPE

C-C 

C3.20

PT 1-

2- - -
3- -- -

- C
REF. SUM# 505945 

(1P-RHRA-PS16).

93 - W.O.#931121035 TO PERFORM NDE.

263906 12-SJ-2152-37 

PIPE TO ELBOW

263908 12-SJ-2152-38 

ELBOW TO PIPE

C-F-i PT 

CS.11 UT

C-F-i PT 

C5. 11 UT

1 
2 
3

NO UT FROM UPSTREAM SIDE 
DUE TO PENETRATION 

CONFIGURATION.  

**12-SS-805-.500-66-SAM*

1
2 
3

**12-SS-805-.500-66-SAM*

263910 12-SJ-2152-39 

PIPE TO ELBOW

C-F-i PT 

Cs. 11 UT
1-2 -------- --- - - -- -- 

2-3 -------- --- - - -- -- -
**12-SS-40-.377-31-SAM**
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263912 12-SJ-2152-40 

ELBOW TO PIPE

SEC. XI 
CATEGY 
ITEM NO

NDE 
METH

PLAN STATUS 

FIRST SECOND THIRD 
PERIOD PERIOD PERIOD 

-23 OUTAGE-----------
1 2 34 12 34 1 234

C-F-I PT 1

INSTRUCTIONS 
"**CALIBRATION BLOCK** 

(NRC BULLETIN 76-06

C5.11 UT 2 C --------------------- REQUIREMENTS WERE 
3 X --------------------- PREVIOUSLY APPLIED) 

**12-SS-40-.377-31-SAM**

89 - INCLUDES 2 1/2 T OF LONG SEAM ON PIPE. EXAMINATION PERFORMED PER 76-06 REQUIREMENTS.

263914 12-SJ-2152-41 

PIPE TO VALVE

C-F-1 PT 

C5.11 UT 1-- -
2 - - - -

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**12-SS-160-1.283-21-SAM

8-SJ-2162 (REF. DWG. NO. B-55)

263922 8-SJ-2162-1 

TEE TO PIPE 

263924 8-SJ-2162-2 

PIPE TO FLANGE 

263927 8-SJ-2162-3 

FLANGE TO PIPE 

263928 8-SJ-2162-4 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 
A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1- 
2 

3 

1

2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1
2 -2 

3

1 C 
2
3
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REVISION: 0
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INSERVICE INSPECTION PROGRAM LONG TERM PLAN 

CLASS 2 ALL STATUS COMPONENTS

SAFETY INJECTION SYSTEM

INSPECTION INTERVAL

SUMMARY 
NUMBER 

263932

ASME 

SEC. XI 

EXAMINATION AREA CATEGY 

IDENTIFICATION ITEM NO 

8-SJ-2162-5 C-F-I 

ELBOW TO PIPE A-E<3/8

263934 8-SJ-2162-6 

PIPE TO ELBOW 

263936 8-SJ-2162-7 

ELBOW TO PIPE 

263938 8-SJ-2162-8 

PIPE TO ELBOW

NDE 
METH 

PT 

UT

PLAN STATUS 

FIRST SECOND 
PERIOD PERIOD 

-2OUTAGE
1 2 34 1 23 4

THIRD 
PERIOD 

1 2 34

1 

2 
3

C-F-1 PT 1-

A-E<3/8 UT 2 - - -
3----

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1 
2 
3 

1 

2 
3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263940 8-SJ-2162-9 

ELBOW TO PIPE

C-F-I PT 1 ----------------------- NO SELECTION CRITERIA, 

A-E<3/8 UT 2 ----------------------- BUT INCLUDED FOR 
3 -CATEGORY WELD COUNT.

263942 8-SJ-2162-10 

PIPE TO PIPE

C-F-I PT 1 

A-E<3/8 UT 2 
3-

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263944 8-SJ-2162-10PC-1 & 2 

PIPE COLLAR

C-C 

C3.20

PT 1 - - C 
2- -
3---

REF. SUM# 505715 

(IA-12RHRA-028).  

REDEFINED AS 1OPC-I & 2.  

SEE SUMMARY NUMBERS 

263944 & 263946.
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SEC. XI 
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NUMBER IDENTIFICATION ITEM NO 

263948 8-SJ-2162-11 C-F-i 

PIPE TO PIPE A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 

PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263950 8-SJ-2162-12 

PIPE TO PIPE 

263952 8-SJ-2162-13 

PIPE TO ELBOW 

263954 8-SJ-2162-14 

ELBOW TO PIPE 

263956 8-SJ-2162-15 

PIPE TO PIPE

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1 -
2-

3---

2- - -

3----

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-I PT 

A-E<3/8 UT

1 
2 
3

263960 8-SJ-2162-16 

PIPE TO ELBOW 

263962 6-SJ-2162-17 

ELBOW TO PIPE

C-F-I PT 1 

A-E<3/8 UT 2------------

~~~~~3---------------- ---------------------- ------....................  

C-F-I PT 1 

A-E<3/8 UT 2 
3-------------

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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SAFETY INJECTION SYSTEM

INSPECTION INTERVAL

ASME 

SEC. XI 

SUMMARY EXAMINATION AREA CATEGY 
NUMBER IDENTIFICATION ITEM NO 

263964 8-SJ-2162-18 C-F-i 

PIPE TO ELBOW A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE
1 23 4

THIRD 
PERIOD 

1 2 34

1 
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263966 8-SJ-2162-19 

ELBOW TO PIPE 

263968 8-SJ-2162-20 

PIPE TO VALVE

C-F-I PT 1 -

C5.11 UT 2 -
3- -

C-F-I PT 

C5.11 UT

**8-SS-40-.330-44-SAM** 

NO UT FROM DOWNSTREAM 

SIDE DUE TO VALVE 

CONFIGURATION.  

**8-SS-XX-.860-23-SAM**

1 
2 
3

8-SJ-2152 (REF. DWG. NO. B-56)

8-SJ-2152-1 

TEE TO ELBOW

263978 8-SJ-2152-2 

ELBOW TO PIPE 

263980 8-SJ-2152-3 

PIPE TO ELBOW

C-F-I PT 1 C --------------------- NO SELECTION CRITERIA,

A-E<3/8 UT 2 
3

C-F-i PT 1 -

A-E<3/8 UT 2 -
3--

C-F-i PT 

A-E<3/8 UT

BUT INCLUDED FOR 
CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1-

2 
3

263982 8-SJ-2152-4 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

1---
2- 
3-

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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263984 8-SJ-2152-5 

PIPE TO PIPE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 

UT

1 
2 

3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 

1 2 3 4

THIRD 
PERIOD 

1 2 3 4
INSTRUCTIONS 

"**CALIBRATION BLOCK**

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263986 8-SJ-2152-6 

PIPE TO FLANGE

263992 8-SJ-2152-7 

FLANGE TO PIPE

263993 8-SJ-2152-7A 

PIPE TO PIPE

C-F-I PT 1 -

A-E<3/8 UT 2 -
3--

C-F-I PT 

A-E<3/8 UT

C-F-i PT 

A-E<3/8 UT

1- 
2 
3

1- 

2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263994 8-SJ-2152-8 

PIPE TO ELBOW 

263996 8-SJ-2152-9 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

1 -

2 - - -

3 - - -

--------

2 - - -

3----

- - C -

K C

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

263998 8-SJ-2152-10 

PIPE TO ELBOW

C-F-I PT 

A-E<3/8 UT

1- 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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264000 8-SJ-2152-11 

ELBOW TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-i 

A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE 
1 23 4

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK*" 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

264002 8-SJ-2152-12 

ELBOW TO PIPE

264004 8-SJ-2152-13 

PIPE TO ELBOW

264006 8-SJ-2152-14 

ELBOW TO PIPE 

264008 8-SJ-2152-15 

PIPE TO ELBOW

264010 8-SJ-2152-16 

ELBOW TO PIPE

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

C-F-i PT 

A-E<3/8 UT

1-
2- -

3- - -

1 
2 
3

1
2 
3-

1- 
2 

3

1- 

2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

264011 8-SJ-2152-16PC-I & 2 

PIPE COLLAR

C-C 

C3.20

PT 1-
2 -
3- - - -

REF. SUM# 505635 
(IA-11RHRA-027).  

REDEFINED AS 16PC-1 & 2.  

SEE SUMMARY NUMBERS 

264011 & 264012.
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264014 8-SJ-2152-17 C-F-i 

PIPE TO PIPE A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND 

PERIOD 

OUTAGE
1 2 34

THIRD 
PERIOD 

1 2 34

1 
2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

264015 8-SJ-2152-17A 

PIPE TO PIPE

C-F-I PT 

A-E<3/8 UT

1- - -

2---
3- -

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

264016 8-SJ-2152-17B 

PIPE TO PIPE

C-F-I PT 

A-E<3/8 UT

1 
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

264017 8-SJ-2152-18 

PIPE TO ELBOW

C-F-i PT 
A-E<3/8 UT

2 - - -
2---
3- -

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

264018 8-SJ-2152-19 

ELBOW TO PIPE 

264020 8-SJ-2152-20 

PIPE TO PIPE

C-F-i PT 1 - - - - - - - - - - -

A-E<3/8 UT 2 - - - - - - - - - - -

3----------------------- - - -- -- ---

C-F-I PT 

A-E<3/8 UT

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 --- ---- ---------------- NO SELECTION CRITERIA, 

2 -. .-- -- ---------------- BUT INCLUDED FOR 

3 -CATEGORY WELD COUNT.

264022 8-SJ-2152-21 

PIPE TO ELBOW

C-F-i PT 

A-E<3/8 UT

1
2 

3- - -

C - - - NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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8-SJ-2152-22 

ELBOW TO PIPE

ASME 

SEC. XI 
CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 

UT

FIRST 
PERIOD 

1 2 3 4

1 
2 

3

PLAN STATUS 

SECOND 
PERIOD 

OUTAGE E 

1 2 3 4 

C

THIRD 
PERIOD 

1 2 34
INSTRUCTIONS 

**CALIBRATION BLOCK"* 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

264026 8-SJ-2152-23 

PIPE TO VALVE

C-F-I PT 1-

A-E<3/8 UT 2 - - -
3--- -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

8-SJ-2125 (REF. DWG. NO. B-57)

264034 8-SJ-2125-i 

TEE TO PIPE

C-F-1 PT 

A-E<3/8 UT

1- - -

2 - - -32 -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

8-SJ-2125-2 

PIPE TO ELBOW

264038 8-SJ-2125-3 

ELBOW TO PIPE 

264040 8-SJ-2125-4 

PIPE TO PIPE

C-F-I PT 

A-E<3/8 UT

1 
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

C-F-I PT 1 

A-E<3/8 UT 2 
3

C-F-I PT 

A-E<3/8 UT

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

2- 
3- -

264046 8-SJ-2125-5 

PIPE TO PIPE

C-F-i PT 

A-E<3/8 UT

1----------------------- - - -- -- --

2 - - - - - - - - - - -

3 - - - - - - - - - - - -

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

SUMMARY 
NUMBER 

264024
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264048 8-SJ-2125-6 

PIPE TO TEE

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-i 

A-E<3/8

NDE 
METH 

PT 1 

UT 2 
3

FIRST 
PERIOD 

1 2 3 4

PLAN STATUS 

SECOND THIRD 
PERIOD PERIOD 

OUTAGE--------
1 2 34 1 234

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

264050 8-SJ-2125-7 

TEE TO PIPE

C-F-i PT 

A-E<3/8 UT

1- 
2 

3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

264052 6-SJ-2125-8 

PIPE TO ELBOW 

264054 8-SJ-2125-9 

ELBOW TO PIPE 

264056 8-SJ-2125-10 

PIPE TO PIPE 

264058 8-SJ-2125-11 

PIPE TO ELBOW

264060 8-SJ-2125-12 

ELBOW TO PIPE

C-F-i PT 1 

A-E<3/8 UT 2 
3-

C-F-i PT 

A-E<3/8 UT 

C-F-1 PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

1- 
2 

3 

1

2 
3

- -- -- - - - NO SELECTION CRITERIA, 

- -- -- - - - BUT INCLUDED FOR 

CATEGORY WELD COUNT.

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.  

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 
2 
3

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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264062 8-SJ-2125-13 

PIPE TO ELBOW

ASME 

SEC. XI 

CATEGY 
ITEM NO 

C-F-I 

A-E<3/8

NDE 
METH 

PT 

UT

PLAN STATUS 

FIRST SECOND 
PERIOD PERIOD 

-2OUTAGE
1 2 34 1 23 4

THIRD 
PERIOD 

1 2 3 4

1 

2 

3

INSTRUCTIONS 
**CALIBRATION BLOCK** 

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

264064 8-SJ-2125-14 

ELBOW TO VALVE

C-F-I PT 

A-E<3/8 UT
21- - -
2---
3 --

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

8-SJ-2115 (REF. DWG. NO. B-58)

264074 8-SJ-2115-1 

TEE TO PIPE

"264075 8-SJ-2115-1A 

PIPE TO PIPE

264076 8-SJ-2115-2 

PIPE TO ELBOW 

264078 8-SJ-2115-3 

ELBOW TO PIPE

264080 8-SJ-2115-4 

PIPE TO PIPE

C-F-i PT 1 

A-E<3/8 UT 2 

3

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT 

C-F-I PT 

A-E<3/8 UT

C-F-I PT 

A-E<3/8 UT

C NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 
2 

3

NO SELECTION CRITERIA, 
BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 

2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.

1 
2 
3

NO SELECTION CRITERIA, 

BUT INCLUDED FOR 

CATEGORY WELD COUNT.
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