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Electrical Equipment Protective Devices Motor-Operated Valves Thermal Overload 
Protection 

TR 3.8.4 

TABLE TR3.8.4-I (Page 1 of 6) 
Motor-Operated Valves Thermal Overload Protection

SYSTEM AFFECTED

1. Nuclear Boiler System

VALVE NUMBER 

B2103-F016 

B2103-F019

2. Reactor Recirculation System 

3. Residual Heat Removal System

B2103-F600 

B3105-FO31A 

B3105-FO31B 

E1150-FO03A 

E1150-FO03B 

El150-FO04A 

E1150-FO04B 

E1150-FO04C 

E1150-FO04D 

E1150-FO07A 

E1150-FO07B 

EII50-F008 

E1150-F009 

El150-F010 

E1150-FO15A 

E1150-FO15B 

E1150-FO16A 

E1150-FO16B 

E1150-F017A 

E1150-FO17B

REV 50 09/01
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Electrical Equipment Protective Devices Motor-Operated Valves Thermal Overload 
Protection 

TR 3.8.4 

TABLE TR3.8.4-I (Page 2 of 6) 
Motor-Operated Valves Thermal Overload Protection 

SYSTEM AFFECTED VALVE NUMBER 

3. Residual Heat Removal System (continued) E1150-FO21A 

E1150-FO21B 

E1150-F024A 

E1150-F024B 

El150-F027A 

E1150-F027B 

E1150-F028A 

E1150-F028B 

E1150-F047A 

E1150-F047B 

E1150-F048A 

E1150-F048B 

E1150-F068A 

E1150-F068B 

E1150-F073 

E1150-FO75 

E1150-F608 

4. RHR Service Water Pumps and Motors ElI50-F601A 

E1150-F601B 

E1150-F602A 

E1150-F602B 

E1150-F603A 

E1150-F603B 

(continued)
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Electrical Equipment Protective Devices Motor-Operated Valves Thermal Overload 
Protection 

TR 3.8.4 

TABLE TR3.8.4-I (Page 3 of 6) 
Motor-Operated Valves Thermal Overload Protection

SYSTEM AFFECTED VALVE NUMBER

4. RHR Service Water Pumps and Motors (continued)

5. Core Spray System

6. High Pressure Coolant Injection System

E1150-F604A 

E1150-F604B 

El150-F605A 

E1150-F605B 

E2150-FO04A 

E2150-F004B 

E2150-FO05A 

E2150-F005B 

E2150-FO15A 

E2150-F015B 

E2150-F031A 

E2150-FO31B 

E2150-F036A 

E2150-F036B 

E4150-F001 

E4150-F002 

E4150-F003 

E4150-F004

E4150-F006 

E4150-F008 

E4150-F012 

E4150-F021 

E4150-F022 

E4150-F041 

E4150-F042 

E4 150 -FO 59 

E4150-F075 

(continued)-
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Electrical Equipment Protective Devices Motor-Operated Valves Thermal Overload 
Protection 

TR 3.8.4 

TABLE TR3.8.4-l (Page 4 of 6) 
Motor-Operated Valves Thermal Overload Protection

SYSTEM AFFECTED VALVE NUMBER

6. High Pressure Coolant Injection System (continued) 

7. Reactor Core Isolation Cooling System 

8. Drywell Floor Drain System 

9. Reactor Water Clean-up System

(Return Line)

10. Torus Water Management System

E4150-F079 

E4150-F600 

E5150-FOOl 

E5150-F002 

E5150-FO07 

E5150-F008 

E5150-FO10 

E5150-F013 

E5150-FO19 

E5150-F022 

E5150-F029 

E5150-F031 

E5150-F045 

E5150-F046 

E5150-F062 

E5150-F084 

E5150-F095 

G1154-F018 

G1154-F600 

G3352-FOOl 

G3352-F004 

G3352-F220 

G5100-F600 

G5100-F601 

G5100-F602 

G5100-F603

(continued)-
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Electrical Equipment Protective Devices Motor-Operated Valves Thermal Overload 
Protection 

TR 3.8.4 

TABLE TR3.8.4-1 (Page 5 of 6) 
Motor-Operated Valves Thermal Overload Protection

SYSTEM AFFECTED 

10. Torus Water Management System (continued) 

11. Main Steam System 

12. Emergency Equipment Cooling Water 

13. Reactor Building Heating, Ventilation and Air 
Conditioning

(continued)

REV 50 09/01

VALVE NUMBER 

G5100-F604 

G5100-F605 

G5100-F606 

G5100-F607 

NII00-F607 

NII00-F608 

N1100-F609 

N1100-F610 

P4400-F601A 

P4400-F601B 

P4400-F602A 

P4400-F602B 

P4400-F603A 

P4400-F603B 

P4400-F604 

P4400-F605A 

P4400-F605B 

P4400-F606A 

P4400-F606B 

P4400-F607A 

P4400-F607B 

P4400-F608 

P4400-F613 

P4400-F614 

P4400-F615 

P4400-F616 

T4100-F600 

T4100-F601
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Electrical Equipment Protective Devices Motor-Operated Valves Thermal Overload 
Protection 

TR 3.8.4 

TABLE TR3.8.4-I (Page 6 of 6) 
Motor-Operated Valves Thermal Overload Protection 

SYSTEM AFFECTED VALVE NUMBER 

14. Containment Atmosphere Control System T4803-F601 

T4803-F602 

T4804-F001A 

T4804-F001B 

T4804-F002A 

T4804-F002B 

T4804-F003A 

T4804-F003B

15. Primary Containment Pneumatic Supply System

T4804-F601A 

T4804-F601B 

T4804-F602A 

T4804-F602B 

T4804-F603A 

T4804-F603B 

T4804-F604A 

T4804-F604B 

T4804-F605A 

T4804-F605B 

T4804-F606A 

T4804-F606B 

T4901-F601 

T4901-F602
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