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Docket No. 50-321

Georgia Power Company 
Oglethorpe Electric Membership Corporation 
Municipal Electric Association of Georgia 
City of Dalton, Georgia 
ATTN: Mr. 1. S. Mitchell, III 

Vice President and Secretary 
Georgia Power Company 

Atlanta, Georgia 30302

Gentlemen:
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The Commission has issued the enclosed Amendment No. 46 to Facility 
Operating License No. DPR-57 for the Edwin I. Hatch Nuclear Plant Unit 
No. 1. The amendment consists of changes to the Technical Specifica
tions in response to your application dated November 1, 1976.  

The amendment to the Technical Specifications revises the range listed 
for the shroud water level indicator shown In Table 3.2-11.  

Copies of the Safety Evaluation and the FEDERAL REGISTER Notice are 
also enclosed.  

Sincerely, 

Original signed bj 

George Lear, Chief 
Operating Reactors Branch #3 
Division of Operating Reactors

Enclosures: 
1. Amendment No. 46 
2. Safety Evaluation 
3. FEDERAL REGISTER Notice 

cc: See next page
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, "p, NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

October 7, 1977 

Docket No. 50-321 

Georgia Power Company 
Oglethorpe Electric Membership Corporation 
Municipal Electric Association of Georgia 
City of Dalton, Georgia 
ATTN: Mr. I. S. Mitchell, III 

Vice President and Secretary 
Georgia Power Company 

Atlanta, Georgia 30302 

Gentlemen: 

The Commission has issued the enclosed Amendment No. 46 to Facility 

Operating License No. DPR-57 for the Edwin I. Hatch Nuclear Plant Unit 

No. 1. The amendment consists of changes to the Technical Specifica

tions in response to your application dated November 1, 1976.  

The amendment to the Technical Specifications revises the range listed 

for the shroud water level indicator shown in Table 3.2-11.  

Copies of the Safety Evaluation and the FEDERAL REGISTER Notice are 

also enclosed.  

Sincerely, 

George Lear, Chief 
Operating Reactors Branch #3 
Division of Operating Reactors 

Enclosures: 
1. Amendment No. 46 
2. Safety Evaluation 
3. FEDERAL REGISTER Notice

cc: See next page



Georgia Power Company 
Oglethorpe Electric Membership Corporation 
Municipal Electric Association of Georgia 
City of Dalton, Georgia

cc: 
G. F. Trowbridge, Esquire 
Shaw, Pittman, Potts and Trowbridge 
1800 M Street, N. W.  
Washington, D. C. 20036 

Ruble A. Thomas 
Vice President 
P. 0. Box 2625 
Southern Services, Inc.  
Birmingham, Alabama 35202 

Mr. Harry Majors 
Southern Services, Inc.  
300 Office Park 
Birmingham, Alabama 35202

Mr. D. P. Shannon 
Georgia Power Company 
Edwin I. Hatch Plant 
P. 0. Box 442 
Baxley, Georgia 31513 

U. S. Environmental Protection Agency 
Region IV Office 
ATTN: EIS COORDINATOR 
345 Courtland Street, N. E.  
Atlanta, Georgia 30308 

Appling County Public Library 
Parker Street 
Baxley, Georgia 31513

Mr. John Robins 
Office of Planning and Budget 
Room 615-B 
270 Washington Street, S. W.  
Atlanta, Georgia 30334 

Mr. H. B. Lee, Chairman 
Appling County Commissioners 
County Courthouse 
Baxley, Georgia 31513 

Mr. L. T. Gucwa 
Georgia Power Company 
Engineering Department 
P. 0. Box 4545 
Atlanta, Georgia 30302 

Mr. C. P. Moore 
Georgia Power Company 
Production Department 
P. 0. Box 4545 
Atlanta, Georgia 30302 

Chief, Energy Systems Analysis Branch (AW-459) 
Office of Radiation Programs 
U. S. Environmental Protection Agency 
Room 645, East Tower 
401 M Street, S. W.  
Washington, D. C. 20460
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UNITED STATES 

NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

GEORGIA POWER COMPANY 

OGLETHORPE ELECTRIC MEMBERSHIP CORPORATION 

DOCKET NO. 50-321 

EDWIN I. HATCH NUCLEAR PLANT UNIT NO. 1 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 46 
License No. DPR-57 

I. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Georgia Power Company, 

Oglethorpe Electric Membership Corporation, Municipal 

Electric Association of Georgia and City of Dalton, Georgia, 

(the licensees) dated November 1, 1976, complies with the 

standards and requirements of the Atomic Energy Act of 1954, 

as amended (the Act), and the Commission's rules and reg

ulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, 

the provisions of the Act, and the rules and regulations of 

the Commission; 

C. There is reasonable assurance (i) that the activities authorized 

by this amendment can be conducted without endangering the 

health and safety of the public, and (ii) that such activities 

will be conducted in compliance with the Commission's regulations; 

D. The issuance of this amendment will not be inimical to the 

common defense and security or to the health and safety of 
the public; and 

E. The issuance of this amendment is in accordance with 10 C7R, Part 

51 of the Commission's regulations and all applicable requirements 
have been satisfied.
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2. Accordingly, the license is amended by changes to the Technical 

Specifications as indicated in the attachment to this license 

amendment, and paragraph 2.C.(2) of Facility Operating License 

No. DPR-57 is hereby amended to read as follows: 

(2) Technical Specifications 

The Technical Specifications contained in Appendices 
A and B, as revised through Amendment No. 46, are 
hereby incorporated in the license. The licensee 
shall operate the facility in accordance with the 
Technical Specifications.  

3. This license amendment is effective as of the date of its issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Geor Chief 
Operating Reactors Branch #3 
Division of Operating Reactors 

Attachment: 
Changes to the Technical 

Speci fi cations

Date of Issuance:



ATTACHMENT TO LICENSE AMENDMENT NO. 46 

TO THE TECHNICAL SPECIFICATIONS 

FACILITY OPERATING LICENSE NO. DPR-57 

DOCKET NO. 50-321 

Replace the following page of the Appendix "A" Technical Specicications with 
the enclosed page. The revised page is identified by Amendment number and 
contains vertical lines indicating the area of change.  

Remove Replace 

3.2-22 3.2-22
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00 REG1 UNITED STATES 

NUCLEAR REGULATORY COMMISSION 
0 WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

SUPPORTING AMENDMENT NO. 46 TO FACILITY OPERATING LICENSE NO. DPR-57 

GEORGIA POWER COMPANY 

OGLETHORPE ELECTRIC MEMBERSHIP CORPORATION 

MUNICIPAL ELECTRIC ASSOCIATION OF GEORGIA 

CITY OF DALTON, GEORGIA 

EDWIN I. HATCH NUCLEAR PLANT UNIT NO. 1 

DOCKET NO. 50-321 

Introduction 

By letter dated November 1, 1976, Georgia Power Company (GPC) requested an 
amendment to Facility Operating License No. DPR-57 for Edwin I. Hatch Nuclear 
Plant Unit No. 1. The amendment would modify the Technical Specifications 
by revising the range listed for the shroud water level indicator shown in 
Table 3.2-11 of the specifications.  

Discussion 

When the Reactor Water Level Indicators were changed to a single reference 
zero (0") and vessel zero (0"), Table 3.2-11 was inadvertently overlooked 
The proposed change to the indicator range in Table 3.2-11 will conform with 
actual plant settings and will not modify any actuation set points.  

Evaluation 

The proposed amendment will change the shroud water level indicator from a 
range of -200" to +200" to a range of 200" to 500". The existing values on 
the indicator of -200" and +200" correspond to actual water level values of 
152.75" and 552.56", respectively, when the water level is compared to the 
vessel reference zero of 0" now in use as shown in Figure 2-11 of the Tech
nical Specifications. Therefore, using the vessel zero of 0" as reference, 
the water level represented by the indicator is actually of the range 152.75" 
to 552.56".  

The shroud water level indicator provides a permissive interlock for divert
ing a portion of the Low Pressure Coolant Injection (LPCI) flow to the Contain
ment Spray System if the reactor water level is greater than 2/3 core height 
(313.5" above the vessel reference 0") and also provides Post Loss-of
Coolant-Accident (LOCA) indication of reactor vessel water level. The 
actuation for the permissive interlock will remain unchanged with respect 
to actual core height. The differences in indicated heights (47.25" higher
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at the low end and 52.56" lower at the high end) are due to a change in the 

density correction factor used in instrument calibration. Previously, the 

instrument was calibrated on a dual scale using a hot calibration factor of 

0.707, which corresponds to 577°F water temperature, for the -200" to +100" 
range, and a cold calibration factor of 0.943, which corresponds to 250'F 

for the +100" to +200 range. The instrument will now be calibrated using a 
density correction factor of 0.959, which corresponds to a 212'F water 
temperature, since this is the expected condition following blowdown to 

atmospheric pressure in the unlikely event of a LOCA.  

Since setpoints remain unchanged, and the revised calibration factor will 
provide a more accurate indication of shroud water level we find the change 
acceptable.  

ENVIRONMENTAL CONSIDERATION 

We have determined that the amendment does not authorize a change in 
effluent types or total amounts nor an increase in power level and will 
not result in any significant environmental impact. Having made this deter
mination, we have further concluded that the amendment involves an action 
which is insignificant from the standpoint of environmental impact and, 
pursuant to 10 CFR §51.5(d)(4), that an environmental impact statement or 
negative declaration and environmental impact appraisal need not be prepared 
in connection with the issuance of this amendment.  

CONCLUSION 

We have concluded, based on the considerations discussed above, that: 
(1) because the amendment does not involve a significant increase in the 
probability or consequences of accidents previously considered and does 
not involve a significant decrease in a safety margin, the amendment does 
not involve a significant hazards consideration, (2) there is reasonable 
assurance that the health and safety of the public will not be endangered 
by operation in the proposed manner, and (3) such activities will be con
ducted in compliance with the Commission's regulations and the issuance of 
this amendment will not be inimical to the common defense and security or 
to the health and safety of the public.

Dated: October 7, 1977



UNITED STATES NUCLEAR REGULATORY COMMISSION 

DOCKET NO. 50-321 

GEORGIA POWER COMPANY 
OGLETHORPE ELECTRIC MEMBERSHIP CORPORATION 

MUNICIPAL ELECTRIC ASSOCIATION OF GEORGIA 
CITY OF DALTON, GEORGIA 

NOTICE OF ISSUANCE OF AMENDMENT TO FACILITY 
OPERATING LICENSE 

The U. S. Nuclear Regulatory Commission (the Commission) has issued 

Amendment No. 46 to Facility Operating License No. DPR-57 issued to Georgia 

Power Company, Oglethorpe Electric Membership Corporation. Municipal 

Electric Association of Georgia and City of Dalton, Georgia, which revised 

Technical Specifications for operation of the Edwin I. Hatch Nuclear Plant, 

Unit No. 1, located in Appling County, Georgia. The amendment is effective 

as of its date of issuance.  

The amendment consists of changes to the Technical Specifications which 

revises the range listed for the shroud water level indicator shown in 

Table 3.2-11.  

The application for the amendment complies with the standards and 

requirements of the Atomic Energy Act of 1954, as amended (the Act), and 

the Commission's rules and regulations. The Commission has made appropriate 

findings as required by the Act and the Commission's rules and regulations 

in 10 CFR Chapter I, which are set forth in the license amendment. Prior 

public notice of this amendment was not required since the amendment does 

not involve a significant hazards consideration.  

The Commission has determined that the issuance of this amendment will 

not result in any significant environmental impact and that pursuant to
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10 CFR §51.5(d)(4) an environmental impact statement or negative declaration 

and environmental impact appraisal need not be prepared in connection with 

issuance of this amendment.  

For further details with respect to this action, see (1) the applica

tion for amendment dated November 1, 1976, (2) Amendment No. 46 to License 

No. DPR-57 and (3) the Commission's related Safety Evaluation. All of these 

items are available for public inspection at the Commission's Public Document 

Room, 1717 H Street, N. W., Washington, D. C. and at the Appling County 

Public Library, Parker Street, Baxley, Georgia 31513. A copy of items 

(2) and (3) may be obtained upon request addressed to the U. S. Nuclear 

Regulatory Commission, Washington, D. C. 20555, Attention: Director, 

Division of Operating Reactors.  

Dated at Bethesda, Maryland, this 7th day of October 1977.  

FOR THE NUCLEAR REGULATORY COMMISSION 

'Gere ar, Chief 
Operating Reactors Branch #3 
Division of Operating Reactors


