
Docket No. 50-321 OCTOBER I, 

Mr. Charles F.Whitmer 
Vice President - Engineering 
Georgia Power Company 
P. 0. Box 4545 
Atlanta, Georgia 30302 
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The Commission has issued the enclosed Amendment No., to Facility Operating 
License No. DPR-57 for the Edwin I. Hatch Nuclear Plant, Unit No. I in 
response to your telecopied request of September 9, 1979. The amendment 
was issued orally by telephone on September 9, 1979.  

The amendment revises the surveillance requirements for the Residual Heat 
Removal Service Water System by changing the minimum system head from 938 
to 847 feet of water.  

Copies of the Safety Evaluation and the Notice of Issuance are also enclosed.  

Sincerely, 

PrIginal brgnrwd 
Thomas A. Ippolito, Chief 
Operating Reactors Branch #3
Division of Operating Reactors

Enclosures: 
1. Amendment No.72% 
2. Safety Evaluation 
3. Notice

I
cc w/enclosures: 
See next page
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Tech. Specs.

LINITING CONDITIONS FOR OPERATION 

3.5.B. 3. Shutdown Requirements

SURVEILLANCE EQUIR�fE1�S

If Specification 3.5.B.l.a or 
3.5.B.2 cannot be met, the 

reactor shall be placed in the 

Cold Shutdorn Condition 
within 24 hours.  

C. RHR Service Water System 

1. Normal System Availability 

The PJ-R service water system 
shall be cperable:

4.5.C. MIR Service Water System 

1. Normal Operational Tests 

MIR service water system testir: 

shall be performed as follows:

Item Frequency

a. Prior to reactor startup 
from a Cold Condition, or

a. Pump & Valve Operability
Once/3 months

b. when irradiated fuel is in 

the reactor vessel and the 

reactor vessel pressure is 

greater than atmospheric 

pressure except as stated in 

Specification 3.5.C.2.  

c. when irradiated fuel is in 

the reactor vessel and the 

"•' reactor is depressurized 
at least one RHR service 

water loop. shall be 
operable.  

2. One Pump Inoperable 

If one RfHR service water 

pump is inoperable the 

reactor may remain in operation 

for a period not to exceed 

thirty (30) days provided all 

other active components of both 

subsystems are operable.

3.5-5

b. Pump Capacity After purn 
Test: maintenance 
Each RIIR ser- and once/3 
vice water months 

pump shall 
deliver at 
least 4000 gpm 
at a system head 
of at least 

.J feet.

2. One Pump Inoperable 

When one RUHR service w.:ater 
pump is inoperable the rL..,

active components of both 
subsystems shall be demc.ns-r 

to be operable immedi.'ttevy.  
operable RIM service ",,ater 'D-, 

shall be demonstrated to be 

able daily thereafter until 
inoperable pump is returned 
normal service.

- J.-

SURVEILLANCE REOU IRT 24E.TS
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Environmental Considerations 

We have determined that the amendment/ do rot authorize a change in effluent 
types or total amounts nor an increase in power level and will not result 
in any significant environmental impact. Having made this determination, 
we have further concluded that the amendment/ involve an action which is 
insignificant from the standpoint of environmental -impact and pursuant to 
10 CFR Section 51.5(d)(4) that an environmental impact statement or negative 
declaration and environmental impact appraisal need not be prepared in 
connection with the issuance of the@ amendment.  

Conclusions 

We have concluded, based on the considerations discussed above, that: 
(1) because the amendment/ do`5not involve a significant increase in the 
probability or consequences of accidents previously considered and do not 
involve a siqnificant decrease in a safety margin, the amendmentfdo~not

involve a significant hazards consideration, (2) there is reasonable assur

ance that the health and safety of the public will not be endangered by 

operation in the proposed manner, and (3) such activities will be conducted 

in compliance with the Commission's regulations and the issuance of thes 

amendment/ will not be inimical to the common defense and security or to the 

health and safety of the public.  

Dated:

L

/C./"-~ - ___ _______ 

'41 t~t~~.iS* ( W ___AX_____
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3.5S.D. 3 Shutdown Ovquiremc-nts 

If Specification 3,.5.-l-a or 
3,5.0.7 cannnt be met,, the 
rearctor shall he placed In the 
Cold Shu•v.own Condition 
within 24 hours.  

Norm~val System Avoilabiltj 

ThIe RPR S'rvlc#? water system 
shall be operable: 

a. Prior to reactor startup 
from a Gold Condition, or 

b, When Irradiated fuel is In 
the rn~ctor ver.el And the 
vlpreacor vessel prossu,,re is 
prnatrr than atmor),; r-hic 
pressfire except as stated in 
Specification 3.5.C,.2.  

c. When irradiated fuel Is in 
the reactor vessel and the 
reactor is depressurized 
at least one RIM service 
watnr loop shall be 
operable,

4.5.C. C IRHR Service Water System 

1, Normal System Availability 

RtR service water system tenting 
shall be performed o% follows:

I tem

Pump Capacity 
Test: 
Each PUR ser
vice water 
pump %hall 
deliver at 
least 400(1 qpm 
at a system head 
of at 1east 
".9 feet' 

8%~p4W- 7

Frequenicy 

After pump 
mA In tenance 
and once/3 
months

If One RnIR service water 
irw- i, I nopprab1 P the 
reactor may remain In operation 
for a pe-riod not to exceed 
thrity (30) days provided all 
ether active comMpown•ts of both 
subsystem's are operable.

f-
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