
February 3, I

Mr. T. F. Plunkett 
President - Nuclear Division 
Florida Power and Light Company 
P.O. Box 14000 
Juno Beach, Florida 33408-0420

SUBJECT: TURKEY POINT UNITS 3 AND 4 - ISSUANCE OF AMENDMENTS 
REGARDING THE QUALIFICATIONS OF THE MULTI-DISCIPLINE 
SUPERVISOR (TAC NOS. MA3938 AND MA3939)

Dear Mr. Plunkett: 

The Commission has issued the enclosed Amendment No. 199 to Facility Operating License 
No. DPR-31 and Amendment No.193 to Facility Operating License No. DPR-41 for the Turkey 

Point Plant, Units 3 and 4, respectively. The amendments consist of changes to the Technical 

Specifications (TS) in response to your application dated October 27, 1998. The amendments 

added a new position to TS 6.3.1, regarding the qualifications of the Multi-discipline Supervisor.  

The quality of your submittal allowed the staff to process the amendments without the need for 

additional information, and on a schedule compatible with your request. This represents good 
planning and management of your licensing actions.  

A copy of the Safety Evaluation is also enclosed. The Notice of Issuance will be included in the 

Commission's biweekly Federal Register notice.  

Sincerely, 

Original signed by

Kahtan N. Jabbour, Senior Project Manager 
Project Directorate 11-3 
Division of Reactor Projects - 1/11 
Office of Nuclear Reactor Regulation

Docket Nos. 50-250 and 50-251

Enclosures: 1. Amendment No. 199 to DPR-31 
2. Amendment No. 193 to DPR-41 
3. Safety Evaluation 

cc w/enclosures: See next page
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UNITED STATES 
o NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

February 3, 1999 

Mr. T. F. Plunkett 
President - Nuclear Division 
Florida Power and Light Company 
P.O. Box 14000 
Juno Beach, Florida 33408-0420

SUBJECT: TURKEY POINT UNITS 3 AND 4 - ISSUANCE OF AMENDMENTS 
REGARDING THE QUALIFICATIONS OF THE MULTI-DISCIPLINE 
SUPERVISOR (TAC NOS. MA3938 AND MA3939)

Dear Mr. Plunkett: 

The Commission has issued the enclosed Amendment No. 199 to Facility Operating License 
No. DPR-31 and Amendment No. 193 to Facility Operating License No. DPR-41 for the Turkey 
Point Plant, Units 3 and 4, respectively. The amendments consist of changes to the Technical 
Specifications in response to your application dated October 27, 1998. The amendments added 
a new position to TS 6.3.1, regarding the qualifications of the Multi-discipline Supervisor.  

The quality of your submittal allowed the staff to process the amendments without the need for 
additional information, and on a schedule compatible with your request. This represents good 
planning and management of your licensing actions.  

A copy of the Safety Evaluation is also enclosed. The Notice of Issuance will be included in the 
Commission's biweekly Federal Register notice.  

Sincerely, 

Kahtan N. Jabbour, Senior Project Manager 
Project Directorate 11-3 
Division of Reactor Projects - 1/11 
Office of Nuclear Reactor Regulation 

Docket Nos. 50-250 and 50-251

Enclosures: 1. Amendment No. 199 to DPR-31 
2. Amendment No. 193 to DPR-41 
3. Safety Evaluation

cc w/enclosures: See next page



Mr. T. F. Plunkett 
Florida Power and Light Company 

cc: 
M. S. Ross, Attorney 
Florida Power & Light Company 
P.O. Box 14000 
Juno Beach, FL 33408-0420 

Mr. Robert J. Hovey, Site 
Vice President 

Turkey Point Nuclear Plant 
Florida Power and Light Company 
9760 SW. 344th Street 
Florida City, FL 33035 

County Manager 
Miami-Dade County 
111 NW I Street, 29th Floor 
Miami, Florida 33128 

Senior Resident Inspector 
Turkey Point Nuclear Generating 

Station 
U.S. Nuclear Regulatory Commission 
P.O. Box 1448 
Homestead, Florida 33090 

Mr. William A. Passetti, Chief 
Department of Health 
Bureau of Radiation Control 
2020 Capital Circle, SE, Bin #C21 
Tallahassee, Florida 32399-1741 

Mr. Joe Myers, Director 
Division of Emergency Preparedness 
Department of Community Affairs 
2740 Centerview Drive 
Tallahassee, Florida 32399-2100

TURKEY POINT PLANT

Regional Administrator, Region II 
U.S. Nuclear Regulatory Commission 
61 Forsyth Street, SW., Suite 23T85 
Atlanta, GA 30303-3415 

Attorney General 
Department of Legal Affairs 
The Capitol 
Tallahassee, Florida 32304 

Plant Manager 
Turkey Point Nuclear Plant 
Florida Power and Light Company 
9760 SW. 344th Street 
Florida City, FL 33035 

Mr. Gary E. Hollinger 
Licensing Manager 
Turkey Point Nuclear Plant 
9760 SW. 344th Street 
Florida City, FL 33035 

Mr. Leonard D. Wert 
U.S. Nuclear Regulatory Commission 
61 Forsyth Street, SW., Suite 23T85 
Atlanta, GA 30303-3415 

Mr. John Gianfrancesco 
Manager, Administrative Support and 
Special Projects 

Florida Power & Light Company 
P. 0. Box 14000 
Juno Beach, Florida 33408-0420 

Mr. Rajiv S. Kundalkar 
Vice President - Nuclear Engineering 
Florida Power & Light Company 
P. 0. Box 14000 
Juno Beach, Florida 33408-0420



UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

FLORIDA POWER AND LIGHT COMPANY

DOCKET NO. 50-250 

TURKEY POINT PLANT UNIT NO. 3

AMENDMENT TO FACILITY OPERATING LICENSE

Amendment No. 199 
License No. DPR-31 

1 . The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Florida Power and Light Company (the 
licensee) dated October 27, 1998, complies with the standards and requirements 
of the Atomic Energy Act of 1954, as amended (the Act) and the Commission's 
rules and regulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, the provisions of the 
Act, and the rules and regulations of the Commission; 

C. There is reasonable assurance (i) that the activities authorized by this 
amendment can be conducted without endangering the health and safety of the 
public, and (ii) that such activities will be conducted in compliance with the 
Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common defense 
and security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of the 
Commission's regulations and all applicable requirements have been satisfied.  
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2. Accordingly, the license is amended by changes to the Technical Specifications as 
indicated in the attachment to this license amendment, and paragraph 3.B of Facility 
Operating License No. DPR-31 is hereby amended to read as follows: 

(B) Technical Specifications and Environmental Protection Plan 

The Technical Specifications contained in Appendix A, as revised through 
Amendment No.1 9 9 , are hereby incorporated in the license. The 
Environmental Protection Plan contained in Appendix B is hereby incorporated 
into the license. The licensee shall operate the facility in accordance with the 
Technical Specifications and the Environmental Protection Plan.  

3. This license amendment is effective as of its date of issuance and shall be 
implemented within 30 days.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Cecil 0. Thomas, Director 
Project Directorate 11-3 
Division of Reactor Projects - 1/11 
Office of Nuclear Reactor Regulation 

Attachment: Changes to the Technical 
Specifications

Date of Issuance: February 3, 1999



UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

FLORIDA POWER AND LIGHT COMPANY 

DOCKET NO. 50-251 

TURKEY POINT PLANT UNIT NO. 4 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 193 
License No. DPR-41 

The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Florida Power and Light Company (the 
licensee) dated October 27, 1998, complies with the standards and 
requirements of the Atomic Energy Act of 1954, as amended (the Act) and the 
Commission's rules and regulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, the provisions of the 
Act, and the rules and regulations of the Commission; 

C. There is reasonable assurance (i) that the activities authorized by this 
amendment can be conducted without endangering the health and safety of the 
public, and (ii) that such activities will be conducted in compliance with the 
Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common defense 
and security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of the 
Commission's regulations and all applicable requirements have been satisfied.
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2. Accordingly, the license is amended by changes to the Technical Specifications as 
indicated in the attachment to this license amendment, and paragraph 3.B of Facility 
Operating License No. DPR-41 is hereby amended to read as follows: 

(B) Technical Specifications and Environmental Protection Plan 

The Technical Specifications contained in Appendix A, as revised through 
Amendment No. 193, are hereby incorporated in the license. The 
Environmental Protection Plan contained in Appendix B is hereby incorporated 
into the license. The licensee shall operate the facility in accordance with the 
Technical Specifications and the Environmental Protection Plan.  

3. This license amendment is effective as of its date of issuance and shall be 
implemented within 30 days.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Cecil 0. Thomas, Director 
Project Directorate 11-3 
Division of Reactor Projects - 1/11 
Office of Nuclear Reactor Regulation 

Attachment: Changes to the Technical 
Specifications

Date of Issuance: February 3, 1999



ATTACHMENT TO LICENSE AMENDMENT 

AMENDMENT NO.199 FACILITY OPERATING LICENSE NO. DPR-31 

AMENDMENT NO. 193 FACILITY OPERATING LICENSE NO. DPR-41 

DOCKET NOS. 50-250 AND 50-251 

Revise Appendix A as follows: 

Remove pages Insert pages 

6-5 6-5 
-- 6-5a



ADMINISTRATIVE CONTROLS

6.2.3 SHIFT TECHNICAL ADVISOR 

6.2.3.1 The Shift Technical Advisor shall provide advisory technical support to 
the Nuclear Plant Supervisor in the areas of thermal hydraulics, reactor 
engineering, and plant analysis with regard to the safe operation of the unit and 
the opposite unit. The Shift Technical Advisor shall have a bachelor's degree or 
equivalent in a scientific or engineering discipline and shall have received 
specific training in the response and analysis of the unit for transients and 
accidents, and in unit design and layout, including the capabilities of 
instrumentation and controls in the control room.  

6.3 FACILITY STAFF QUALIFICATIONS 

6.3.1 Each member of the facility staff shall meet or exceed the minimum 
qualifications of ANSI N18.1-1971 for comparable positions except for 

6.3.1.1 The Health Physics Supervisor who shall meet or exceed the qualifications 
of Regulatory Guide 1.8. September 1975, 

6.3.1.2 The Operations Manager whose requirement for a Senior Reactor Operator 
License is as stated in Specification 6.2.2.i, 

6.3.1.3 The licensed Operators and Senior Operators who shall also meet or 
exceed the minimum qualifications of the supplemental requirements 
specified in 10 CFR Part 55, and ANSI 3.1. 1981, 

6.3.1.4 The Multi-Discipline Supervisors who shall meet or exceed the following 
requirements: 

a. Education: Minimum of a high school diploma or equivalent 

b. Experience: Minimum of four years of related technical experience, 
which shall include three years power plant experience of which one 
year is at a nuclear power plant 

c. Training: Complete the Multi-Discipline Supervisor training program 

6.3.2 When the Health Physics Supervisor does not meet the above requirements, 
compensatory action shall be taken which the Plant Nuclear Safety Committee determines 
and the NRC office of Nuclear Reactor Regulation concurs that the action meets the 
intent of Specification 6.3.1.

TURKEY POINT - UNITS 3 & 4 6-5 AMENDMENT NOS.199 AND 193



ADMINISTRATIVE CONTROLS *1-

6.4 TRAINING 

6.4.1 A retraining and replacement training program for the facility staff shall be 
maintained under the direction of the Training Manager and shall meet or exceed the 
requirements and recommendations of Section 5.5 of ANSI N18.1-1971, 10 CFR Part 55 and 
ANSI 3.1, 1981 and shall include familiarization with relevant industry operational 
experience.  

6.4.2 A training program for the fire brigade shall be maintained under the direction 
of the Fire Protection Supervisor and shall meet or exceed the requirements of 
10 CFR 50.48 and 10 CFR 50 Appendix R.  

6.5 REVIEW AND AUDIT 

6.5.1 PLANT NUCLEAR SAFETY COMMITTEE (PNSC) 

FUNCTION 

6.5.1.1 The PNSC shall function to advise the Plant General Manager on all matters 
related to nuclear safety.

TURKEY POINT - UNITS 3 & 4 AMENDMENT NOS. 199 AND 1936-5a



? UNITED STATES 
0 •NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 199 TO FACILITY OPERATING LICENSE NO. DPR-31 

AND AMENDMENT NO. 193 TO FACILITY OPERATING LICENSE NO. DPR-41 

FLORIDA POWER AND LIGHT COMPANY 

TURKEY POINT UNIT NOS. 3 AND 4 

DOCKET NOS. 50-250 AND 50-251 

1.0 INTRODUCTION 

By letter dated October 27, 1998, Florida Power and Light Company (FPL) requested an 
amendment to Turkey Point Technical Specification (TS) 6.3.1. This amendment would modify 
the Turkey Point commitment to American National Standard Institute (ANSI) N18.1-1971, 
"Selection and Training of Nuclear Power Plant Personnel." TS 6.3.1 deals with the 
qualifications of the facility staff. FPL intends to add a new position to TS 6.3.1 for the Multi
Discipline Supervisor, which is not discussed in ANSI N18.1-1971.  

2.0 EVALUATION 

TS 6.3, Facility Staff Qualifications, identifies the national standard committed to by FPL for 
staff qualifications and describes deviations for the Health Physics Supervisor, the Operations 
Manager, and licensed operators and senior operators. FPL proposes to add a new deviation 
to their commitment, for the position of Multi-Discipline Supervisor (MDS) which is not 
addressed in ANSI N18.1-1971. While not specifically addressed in ANSI N18.1-1971, the staff 
considers the MDS position to be equivalent to the supervisors described in Section 4.3.2, 
"Supervisors not Requiring AEC [Atomic Energy Commission] Licenses," of ANSI N1 8.1-1971 
(Supervisors).  

The proposed deviation states, in part, that the new position of MDS shall meet or exceed 
certain specific education, experience and training requirements. The education and 
experience requirements for the MDS are equivalent to those currently required for Supervisors 
by ANSI N18.1-1971. FPL stated that its requirements are a high school diploma or equivalent 
and a minimum of four years of experience in one or more technical disciplines (maintenance, 
operations, engineering, or other related technical discipline). An additional requirement not 
required by ANSI N1 8.1-1971 for Supervisors but required by the training program for the new 
MDS position is that before being able to work independently as an MDS, the individual must 
complete all aspects of the MDS training program, up to and including the final interview with 
maintenance management and be actively enrolled in the MDS continuing training program.  

99020860206 990203 
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The systems approach to training (SAT) is defined in 10 CFR 55.4. 10 CFR 50.120 requires 
that training programs be established, implemented, and maintained using the SAT. The SAT 
process does not prescribe the material to be included in the training program, but rather the 
performance-based process to develop the job-specific training necessary to provide qualified 
personnel to operate and maintain the facility in a safe manner in all modes of operation.  

In its submittal, FPL states SAT-based methodology has been used to conduct the MDS job 
and task analysis and to develop the remainder of the training program. The submittal 
describes the SAT-based training program that includes laboratories, mentoring, and on-the-job 
training and evaluation. The submittal states the 'The MDS shall have a fundamental working 
knowledge of the tasks being performed as well as the broad knowledge of applicable station 
expectations, work practices, and industrial safety practices to ensure safety and procedural 
adherence is enforced at all times." It is not necessary for the MDS to have qualified-technician 
knowledge of the tasks being supervised since FPL stated that the multi-discipline work team 
will be composed of "qualified craft" who are allowed to work unsupervised and independently.  
In addition, the MDS program, as described in the FPL submittal, ensures controls will be in 
place to provide "defense-in-depth to ensure safe, and high quality maintenance work." 

The staff has reviewed the FPL proposed changes to Turkey Point TS 6.3.1. The proposed 
changes would add the MDS position and the position-specific qualification requirements. The 
MDS training program was developed using SAT-based methodology to ensure safe, high 
quality maintenance work. As such, the staff finds that the FPL proposed Turkey Point TS 
revision is consistent with and meets the intent of the relevant review criteria and is, therefore, 
acceptable.  

3.0 STATE CONSULTATION 

Based upon the written notice of the proposed amendments, the Florida State official had no 
comments.  

4.0 ENVIRONMENTAL CONSIDERATION 

These amendments involve a change in the installation or use of a facility component located 
within the restricted area as defined in 10 CFR Part 20. The NRC staff has determined that the 
amendments involve no significant increase in the amounts, and no significant change in the 
types, of any effluents that may be released offsite, and that there is no significant increase in 
individual or cumulative occupational radiation exposure. The Commission has previously 
issued a proposed finding that the amendments involve no significant hazards consideration, 
and there has been no public comment on such finding (63 FR 69341, dated December 16, 
1998). Accordingly, these amendments meet the eligibility criteria for categorical exclusion set 
forth in 10 CFR 51.22(c)(9). Pursuant to 10 CFR 51.22(b) no environmental impact statement 
or environmental assessment need be prepared in connection with the issuance of the 
amendments.



-3

5.0 CONCLUSION 

The Commission has concluded, based on the considerations discussed above, that: (1) there 
is reasonable assurance that the health and safety of the public will not be endangered by 
operation in the proposed manner, (2) such activities will be conducted in compliance with the 
Commission's regulations, and (3) the issuance of the amendments will not be inimical to the 
common defense and security or to the health and safety of the public.  

Principal Contributor: R. Pelton 

Date: February 3, 1999


