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Dear Mr. Ferguson: \, , 

The Commission has issued the enclosed Amendment 1o. 12 to Facili ratin(, 
License Mo. NPF-7 for the North Anna Power Station, Unit No. 2. Thr 
revises a license condition in response to your application dated July 1 1, 1 
(Serial No. 396) and our subsequent discussion with you regarding your applica
tion. The amendment is effective as of its date of issuance.

The amendment revises License Condition 2.C.(21)(f) regarding Relief and Safety 
Valve Test Requirements as specified in Item II.D.l of NUREG-0737. The date 
for completion of the tests has been revised from July 1, 1981 to July 1, 1982.  
Also, we have deleted License Condition 2.C.(2)(h), since the stipulations of 
this condition have been met and are no longer applicable.  

Copies of the Safety Evaluation and the Notice of Issuance are also enclosed.  

Sincerely, 

&r~f~nal signed 0y

Leon B. Engle, Project Manager 
Operating Reactors Branch #3 
Division of Licensing

Enclosures: 
1. Amendment No. . to NPF-7 
2. Safety Evaluation 
3. Notice of Issuance

cc: w/enclosures 
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UNITED STATES 

NUCLEAR REGULATORY COMMISSION DISTRIBUTION: 
.1 WASHINGTON, D.C. 20555 Docket File 

4K**4• ORB#3 Rdg 
" ~PMKreutzer 

Docket No. 50-339 

Docketing and Service Section 
Office of the Secretary of the Commission 

SUBJECT: VIRGINIA ELECTRIC AND POWER COMPANY, North Anna Power Station, 
Unit No. 2 

Two signed originals of the Federal Register Notice identified below are enclosed for your transmittal 

to the Office of the Federal Register for publication. Additional conformed copies ( 12 ) of the Notice 

are enclosed for your use.  

El Notice of Receipt of Application for Construction Permit(s) and Operating License(s).  

El Notice of Receipt of Partial Application for Construction Permit(s) and Facility License(s): Time for 

Submission of Views on Antitrust Matters.  

El Notice of Availability of Applicant's Environmental Report.  

El Notice of Proposed Issuance of Amendment to Facility Operating License.  

El Notice of Receipt of Application for Facility License(s); Notice of Availability of Applicant's 

Environmental Report; and Notice of Consideration of Issuance of Facility License(s) and Notice 

of Opportunity for Hearing.  

El Notice of Availability of NRC Draft/Final Environmental Statement.  

El Notice of Limited Work Authorization.  

El Notice of Availability of Safety Evaluation Report.  

El Notice of Issuance of Construction Permit(s).  

El Notice of Issuance of Facility Operating License(s) or Amendment(s).  

El Other: Aniendm•nit No - 12 

Referenced documents have been providcd PDR.  

Division of Licensing 
Office of Nuclear Reactor Regulation 

Enclosure: 
•As Stated

.... .......... ...... .. .................................... ....... ............................................. .............................................. ............................................. .............................................  
.• • ....... ......... ...............-.. I.. .. .............................................. ................. :............................ .............................................. ............................................. ............................. ...............  

DATE-- 79I ... .. .. . ............ 1 ............ .... .............  
NRC FORM 102 7 -79



V*.iginia Electric and Power Company 

cc: 
Richard M. Foster, Esquire 
Musick, Williamson, Schwartz, 

Leavenworth & Cope, P.C.  
P. 0. Box 4579 
Boulder, Colorado 80306 

Michael W. Maupin, Esquire 
Hunton, Williams, Gay and Gibson 
P. 0. Box 1535 
Richmond, Virginia 23212 

Alderman Library 
Manuscripts Department 
University of Virginia 
Charlottesville, Virginia 22901 

Mr. Edward Kube 
Board of Supervisors 
Louisa County Courthouse 
P. 0. Box 27 
Louisa, Virginia 23093 

Ell.yn R. Weiss, Esquire 
Sheldon, Harman, Roisman and Weiss 
1725 1 Street, N.W. Suite 506 
Washington, D. C. 20006 

Mir. ,. R. Cartwright, Station M,1anager 
P. 0. Bbx 402 
Miineral, Virginia 23117 

Mir. Anthony Gambardella 
Office of the Attorney General 
11 South 12th Street - Room 308 
Richmond, Virginia 23219 

Mr. Edward Webster 
Resident Inspector/North Anna 
c/o U.S.N.R.C.  
Route 2, Box 78A 
Mineral, Virginia 23117 

Mr. J. H. Ferguson 
Executive Vice President - Power 
Virginia Electric and Power Company 
Post Office Box 26666 
Richmond, Virginia 23261

Mr. James Torson 
501 Leroy 
Socorro, New Mexico 87891

Mrs. Margaret Dietrich 
Route 2, Box 568 
Gordonsville, Virginia 22042

Mr. James C. Dunstance 
State Corporation Commission 
Commonwealth of Virginia 
Blandon Building 
Richmond, Virginia 23209 

Mrs. June Allen 
North Anna Environmental Coalition 
8720 Lockmoor Circle 
Wichita, Kansas 67207 

U.S. Environmental Protection Agency 
Region III Office 
ATTN: EIS COORDINATOR 
Curtis Building 
6th andW-alnut Streets 
Philadelphia, Pennsylvania 19106 

Mr. Paul W. Purdom 
Environmental Studies institute 
Drexel University 
32nd and Chestnut Streets 
Philadelphia, Pennsylvania 19104 

Atomic Safety and Licensing 
Appeal Board Panel 

U.S. Nluclear Regulatory Commission 
Washington, D. C. 20555



UNITED STATES 
• ( NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

VIRGINIA ELECTRIC AND POWER COMPANY 

DOCKET NO. 50-339 

NORTH ANNA POWER STATION, UNIT NO. 2 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 12 
License No. NPF-7 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Virginia Electric and Power 
Company (the licensee) dated July 1, 1981, complies with the 
standards and requirements of the Atomic Energy Act of 1954, 
as amended (the Act) and the Commission's rules and regulations 
set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, 
the provisions of the Act, and the rules and regulations of 
the Commission; 

C. There is reasonable assurance (i) that the activities authorized 
by this amendment can be conducted without endangering the health 
and safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common 
defense and security or to the health and safety of the public; 
and 

E. The issuance of this amendment is in accordance with 10 CFR Part 
51 of the Commission's regulations and all applicable requirements 
have been satisfied.  
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2. Accordingly, the license is amended by deleting paragraph 2.C.(2)(b) 
and by revising Paragraph 2.C.(21)(f) to read as follows: 

(f) Relief and Safety Valve Test Requirements (Section 22.3 
Item II.D.l) 

VEPCO shall complete tests to qualify the reactor coolant 
system relief and safety valves under expected operating 
conditions for design basis transients and accidents no 
later than July 1, 1982.  

3. This license amendment is effective as of the date of its issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Ro ert A. Clark, Chief 
Operating Reactors Branch #3 
Division of Licensing 

Date of Issuance: September 22, 1981

'_- . _



0- "UNITED STATES 
0 NUCLEAR REGULATORY COMMISSION 

S .,WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 12 TO FACILITY OPERATING LICENSE NO. NPF-7 

VIRGINIA ELECTRIC AND POWER COMPANY 

NORTH ANNA POWER STATION, UNIT NO. 2 

DOCKET NO. 50-339 

Introduction 

This Safety Evaluation Report related to Amendment No. 12 to Facility Operating 
License. NPF-7 for the North Anna Power Station, Unit No. 2 (NA-2) addresses 
two license conditions. One of the license conditions, 2.C.(21)(f), required 
that Item 1l.D.1 of NUREG-0737 be completed by the Virginia Electric and 
Power Company (the licensee) by July 1,.1981. The other license condition, 
2.C.(2)(b), specified certain surveillance requirements regarding the 125-volt 
direct current battery 18 month testing.  

These license conditions are addressed below in our safety evaluation which 
provides the bases for revising license conditon 2.C.(21)(f) and removing 
license condition 2.C.(2)(b). 

License Condition 2.C.(21)(f) 

As stipulated in 2.C.(21)(f), the licensee Ywas required to complete qualifi
cation tests of power operated relief valves (PORVs) and safety valves by 

July 1, 1981 as specified in Item ll.D.1 of NUREG-0737. In response to 
Item ll.D.1, the licensee is participating in the generic program that is 

being conducted by the Electric Power Research Institute (EPRI) to qualify 
Pressurized Water Reactor (PWR) relief and safety valves and associated 
discharge piping in accordance with NUREG-0737 requirements. As orginally 
scheduled, testing of all valves in the EPRI program was to be completed 
by July 1, 1981.  

By letter dated July 1, 1981, the licensee requested an amendment to Facility 

Operating License NPF-7, regarding the July 1, 1981 completion date for Item 

ll.D.1 of NUREG-0737 specified in License Condition 2.C.(21)(f). The licensee 

indicated that the commitment to complete tests for qualifying reactor 
coolant relief and safety valves would not be completed by July 1, 1981 
because the testing of the valves on a generic, industry-wide basis by EPRI 
was imcomplete.  

8 110020502_ -1f0922
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Anomalies have been observed in the results of tests on some of the relief 
and safety valves tested in the EPRI program to date. As a result the 
utilities sponsoring the test program have requested EPRI to perform 
additional tests which will allow for more definitive characterization of 
the observed valve behavior.  

On July 17, 1981, the NRC staff met with EPRI and the PWR Owners Group represen
tatives to review the status of the safety and relief valve testing and to 
discuss the expanded test matrix. Although the exact number of additional 
tests will have to be determined as the program progresses, the test program 
managers estimated that it could take from four to eight months longer than 
the original test completion date of July 1, 1981 to complete the expanded 
test program.  

The reported test results indicate that, while the initial screening criteria 
were not met in some cases, all PORVs tested will function in the primary 
mode (pressure relief) as required. Additional PORV tests are being planned 
to evaluate the effect of variable water seal temperature on valve closure 
times. The test results to date indicate that some valves experience a 
del.ay of asmuch as 70 seconds in closing time due to low or ambient water 
seal temperatures. However, the valves closed on their own and on disassembly 
and inspection no damage was observed which might affect their ability to 
open or close on demand. These results do not indicate a significant safety 
concern in the staff's view.  

The testing of safety valves to meet the NIRC requirements has necessitated 
the design and construction of a new facility at Combustion Engineering.  
This facility is the first-of-a-kind with the capability to perform meaningful 
operability tests for large spring-loaded safety valves over a broad range 
of fluid inlet conditions. The safety valve test results to date indicate 
a need for additional information regarding the effects of inlet piping 
configuration and adjusting ring settings on safety valve operation.  

Based on our review of the EPRI test program to date, we have concluded that 
the program represents a fully responsive effort to meet Commission require
ments and that the additional testing proposed will provide needed information 
to assure that the technical requirements of item II.D.I of NUREG-0737 will 
be met. Since testing to date has not uncovered problems with safety and 
relief valves which are considered significant to the safety of operating 
plants, we believe that good cause has been shown to extend the NUREG-0737 
completion date for PORV and safety valve testing so that the extended 
EPRI program may be carried to completion on an orderly basis. The latest 
estimated test completion date is March 31, 1982.
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Based upon the above, we have concluded that the licensee has complied with 
the requirements of this license condition to the extent practicable at this 
time, and that it is in the best interest of the public to extend the date 
for full compliance with Licensing Condition 2.C.(21)(f) to July 1, 1982.  

Therefore, License Condition 2.C.(21)(f) to Facility Operating License NPF-7, 
is hereby revised by extending the date for completion of Item II.D.1 of 
NUREG-0737 from July 1, 1981 to July 1, 1982.  

License Condition 2.C.(2)(b) 

By'letter dated April 22, 1981, the licensee requested a one-time 30 day 
extension of time from May 1, 1981 to May 31, 1981 for surveillance frequency 
requirements (18 months) specified in the NA-2 Technical Specification 4.0.2.a 
regarding the 125-volt direct current battery testing.  

The 30 day extension in time was so granted in License Condition 2.C.(2)(b) 
which was added to Facility Operating License NPF-7 by Amendment No. 7 issued 
April 29, 1981. Our basis for granting the extension in time was provided 
in our safety evaluation supporting Amendment No. 7.  

By letter dated July 8, 1981, the Office of Inspection and Enforcement 
(Report 50-339/8-12) stated that the required sqrveillance specified in 
Technical Specification 4.0.2(a) for Specificatio~nsZf.8.2.3.2.d and 4.8.2.4.2 
were conducted on May 11, 1981 and the test results met the requirements of 
the aforementioned Technical Specifications.  

The exemption specified in License Condition 2.C.(2)(b) is no longer applicable 
and compliance with the Appendix A Technical Specifications has been in force 
since May 11, 1981. Therefore, Condition 2.C.(2)(b) is hereby removed from 
Facility Operating License NPF-7.  

Environmental Consideration 

We have determined that the amendment does not authorize a change in 
effluent types or total amounts nor an increase in power level and 
will not result in any significant environmental impact. Having made 
this determination, we have further concluded that the amendment 
involves an action which is insignificant from the standpoint of 
environmental impact and, pursuant to 10 CFR §51.5(d)(4), that an 
environmental impact statement or negative declaration and environ
mental impact appraisal need not be prepared in connection with the 
issuance of this amendment.
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Conclusion 

We have concluded, based on the considerations discussed above, that: 
(1) because the amendment does not involve a significant increase 
in the probability or consequences of accidents previously considered 
and does not involve a significant decrease in a safety margin, the 
amendment does not involve a significant hazards consideration, (2) 
there is reasonable assurance that the health and safety of the public 
will not be endangered by operation in the proposed manner, and (3) 
such activities will be conducted in compliance with the Commission's 
regulations and the issuance of this amendment will not be inimipal 
to the common defense and security or to the health and safety of 
the public.  

Date: September 22, 1981

I L ... '
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UNITED STATES NUCLEAR REGULATORY COMMISSION 

DOCKET NO. 50-339 

VIRGINIA ELECTRIC AND POWER COMPANY 

NOTICE OF ISSUANCE OF AMENDMENT TO FACILITY 
OPERATING LICENSE 

The U. S. Nuclear Regulatory Commission (the Commission) has issued 

Amendment No. 12 to Facility Operating License No. NPF-7 issued to the 

Virginia Electric and Power Company (the licensee) for operation of the 

North Anna Power Station, Unit No. 2 (the facility) located in Louisa 

County, Virginia. The amendment is effective as of its date of issuance.  

The amnendment revises the time required for the licensee to complete 

the requirements of Item II.D.1 of NUREG-0737. The date for completion 

of qualification tests of power operated relief --lve• and safety valves 

has been revised from July 1, 1981 to July 1, 1982. The amendment also 

removes a license condition -regarding surveillance testing of 125-volt 

direct current batteries which is no longer applicable to the facility 

Technical Specification.  

The application for the amendment complies with the standards and 

requirements of the Atomic Energy Act of 1954, as amended (the Act), and 

the Commission's rules and regulations. The Commission has made appropriate 

findings as required by the Act and the Commission's rules and regulations 

in 10 CFR Chapter I, which are set forth in the license amendment. Prior 

public notice of this amendment was not required since this amendment does 

not involve a significant hazards consideration.  
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The Commission has determined that the issuance of this amendment 

will not result in any significant environmental impact and that 

pursuant to 10 CFR §51.5(d)(4) an environmental impact statement or 

negative declaration and environmental impact appraisal need not be 

prepared in connection with issuance of this amendment.  

For further details with respect to this action, see (1) the 

application for amendment dated July 1, 1981; (2) Amendment No. 12 to 

Facility Operating License No. NPF-7; and (3) the Commission's related 

Safety Evaluation. These items are available for public inspection at 

the Commission's Public Document Room, 1717 H Street, N.W., Washington, 

D. C. 20555 and at the Board of Supervisor's Office, Louisa County 

Courthouse, Louisa, Virginia 23093 and at the Aloerman Library, 

Manuscripts Department, University of Virginia, Charlottesville, 

Virginia 22901. A copy of items (2) and (3) may be obtained upon 

request to the U. S. Nuclear Regulatory Commission, Washington, D. C.  

20555, Attention: Director, Division of Licensing.  

Dated at Bethesda, Maryland this 22nd day of September, 1981.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Robert A. Clark, Chief 
Operating Reactors Branch #3 
Division of Licensing


