
December 21, 2001

Mr. Mano Nazar
Site Vice President
Prairie Island Nuclear Generating Plant
Nuclear Management Company, LLC
1717 Wakonade Drive East
Welch, MN  55089

SUBJECT: PRAIRIE ISLAND NUCLEAR GENERATING PLANT, UNITS 1 AND 2 - REQUEST
FOR ADDITIONAL INFORMATION REGARDING THE APPLICATION FOR
CONVERSION TO IMPROVED TECHNICAL SPECIFICATIONS, SECTIONS 1.0,
2.0, 3.0, AND 4.0 (TAC NOS. MB0695 AND MB0696)

Dear Mr. Nazar:

By application dated December 11, 2000, as supplemented March 6, June 5, July 3, August 13,
and November 12, 2001, Nuclear Management Company, LLC, submitted a license
amendment request to convert the current Technical Specifications (TSs) for the Prairie Island
Nuclear Generating Plant, Units 1 and 2, to a set of improved TSs (ITS).

Enclosed is the Nuclear Regulatory Commission staff�s request for additional information (RAI)
on Sections 1.0, 2.0, 3.0, and 4.0 of the subject ITS submittal.  The contents of the enclosed
RAI have been previously forwarded to Mr. Dale Vincent of your staff to facilitate any questions
or clarifications on the RAI.  Subsequent dialogues have clarified the staff�s understanding on a
number of items, and thus requires no further information as noted in the enclosure.  For the
rest of the items in the enclosure, please respond within 60 days from the date of this letter.

Please contact me on (301) 415-1392 if you have any questions regarding this RAI.

Sincerely,

/RA/

Tae Kim, Senior Project Manager, Section 1 
Project Directorate III
Division of Licensing Project Management
Office of Nuclear Reactor Regulation

Docket Nos. 50-282 and 50-306

Enclosure:  Request for Additional Information

cc w/encl:  See next page
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Prairie Island Nuclear Generating Plant,
  Units 1 and 2

cc:

J. E. Silberg, Esquire
Shaw, Pittman, Potts and Trowbridge
2300 N Street, N. W. 
Washington, DC  20037

Site Licensing Manager
Prairie Island Nuclear Generating Plant
Nuclear Management Company, LLC
1717 Wakonade Drive East
Welch, MN  55089

Adonis A. Neblett
Assistant Attorney General
Office of the Attorney General
455 Minnesota Street
Suite 900
St. Paul, MN  55101-2127

U.S. Nuclear Regulatory Commission
Resident Inspector's Office
1719 Wakonade Drive East
Welch, MN  55089-9642

Regional Administrator, Region III
U.S. Nuclear Regulatory Commission
801 Warrenville Road
Lisle, IL  60532-4351

Mr. Stephen Bloom, Administrator
Goodhue County Courthouse
Box 408
Red Wing, MN  55066-0408

Commissioner
Minnesota Department of Commerce
121 Seventh Place East
Suite 200
St. Paul, MN  55101-2145

Tribal Council
Prairie Island Indian Community
ATTN:  Environmental Department
5636 Sturgeon Lake Road
Welch, MN  55089

Mr. Roy A. Anderson
Executive Vice President and 
  Chief Nuclear Officer
Nuclear Management Company, LLC
700 First Street
Hudson, WI  54016

Nuclear Asset Manager
Xcel Energy, Inc.
414 Nicollet Mall
Minneapolis, MN  55401



PRAIRIE ISLAND NUCLEAR GENERATING PLANT, UNITS 1 AND 2
REQUEST FOR ADDITIONAL INFORMATION

ITS SECTIONS 1.0, 3.0 AND 4.0

Section 1.0

1) Markup of CTS on page 32 of 40 is not included in ITS 1.4.  Provide clarification.

2) Markup of CTS on page 38 of 40 contains an editorial error.  Provide correction.

Section 2.0

ITS B2.1.2 SAFETY LIMIT VIOLATIONS
STS B2.1.2 SAFETY LIMIT VIOLATIONS
JFD CL2.0-51

The Bases section B2.1.2 discussion on Safety Limit Violations, adds a sentence to the
paragraph that is not in the STS, on the 1 hour Completion Time for restoring compliance in
MODES 1 and 2.  The sentence states that, �If the Completion Time is exceeded, actions shall
continue in order to restore compliance with the SL and bring the plant to MODE 3.�

Comment:  While the statement is true, it is not necessary to be explicitly stated.  The
statement is also true in many other places throughout the Technical Specifications (TSs)
where it is not stated.  For example, it is also true for restoring compliance with Safety
Limit 2.1.1 and Safety Limit 2.1.2 in MODES 3, 4, and 5, and it is not stated in either of these
Bases sections.  By stating the obvious in one section and not in another where it applies,
raises the questions why it doesn�t appear in the latter section.

Section 3.0

1) Markup of WOG STS on page B 3.0-17 is not consistent with TSTF-52 Rev. 3.  Insert C of
TSTF-52 has another sentence as: �This program establishes testing requirements and
frequencies in accordance with the requirements of regulations.�  Why this is not included?

   
 Is TP3.0-54 on page B 3.0-17 a typo for TA3.0-54?  Provide clarification

Section 4.0.

No RAIs for Design Features Section. 

ENCLOSURE


