
JUN 10 ij .

Docket No.: 50-389 

Dr. Robert E. Ubrig, Vice President 
Advanced System~s and Technology 
Florida Power & Light Corlpany 
Post Office Box 14000 
Juno Beach, Florida 33408 

Dear Dr. Uhriq: 

Subject: Issuance of Anendnent No. 2 
St. Lucie Plant, Unit 2 and 
Safety Evaluation Report 

The U. S. Nuclear Regulatory Coi-fnissic 
No. 2 to Facility Operating License Nc 
2 located in St. Lucie County, Florida 
at nower levels tip to 100 percent of f 
A conpy of the related Supplement No. 4 
also enclosed. Additional copies will

Enclosures: 
1. Amendnent No. 2 
2. Supplement No. 4 to SER 

cc w/encls.: See next page
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to Facility Operating License NPF-16 
Issuance of Supplement No. 4 to the 

in has issued the enclosed Aiendrment 
NPF-16 for the St. Lucie Plant, Unit 
This amendrient authorizes operation 

Full rated power, 2560 meiawatts thermal.  
to the Safety Evaluation Report is 
be forwarded to you followingi printing.  

Sincerely, 

original signed by' 

George W. Knighton 

George W. Knighton, Chief 
Licensinq branch No. 3 
Division of Licensing

(NUREG-0843)
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Dr. Robert E. uhrig, Vice President 
Advanced Systems and Technology 
Florida Power & Light Company 

P. 0. Box 14000 
Juno Beach, Florida 33408 

Harold F. Reis, Esq.  
Lowenstein, Newman, Reis, Axelrad & Toll 
1025 Connecticut Avenue, N.W.  
Washington, D. C. 20036 

Norman A. Coll, Esq.  
Steel Hector & Davis 
1400 Southeast First National 

Bank Building 
Miami, Flordia 33131 

Mr. Martin H. Hodder 
1131 N. E. 86th Street 
Miami, Flordia 33138 

Resident Inspector 
St. Lucie Nuclear Power Station 
c/o U. S. Nuclear Regulatory Commission 
7900 South AlA 
Jensen Beach, Flordia 33457 

Regional Adminstrator - Region II 
U. S. Nuclear Regulatory Commission 
101 Marietta Street 
Suite 3100 
Atlanta, Georgia 30303 

Bureau of intergovernmental Relations 
660 Apalachee Parkway 
Fallahassee, Florida 32304 

A.dmi nistrator 
Departmient of Environmental Regulation 

Power Plant Siting Section 
State of Florida 
2600 Blair Stone Road 
Tallahassee, Florida 32301 

Chairrman 
Florida Public Service Comnmission 
700 South Adams Street 
Tallahassee, Florida 32304 

County Administrator 
St. Lucie ,County 
2300 Virginia Avenue - Room 104 

Ft. Pierce, Florida 33450

Ir. Bruce Blanchard 
"Environmental Projects Review 
J.S. Department of the Interior* 
loom 4256 
18th'and C Streets, N.W.  
4ashington, D.C. 20240 

Zegional Radiation Representative 
".PA Region IV 
145 Courtland Street 
\tlanta, Georgia 30308 

)efense Mapping Agency Aerospace 
Center (ADL) 

;t. Louis Air Force Station, Missouri 6311



FLORIDA PO"WLNk AHb LIGHT COVPA-!Y

ORLANDO UTILITIES CO-IVISSIOL OF Ti-;E CITY OF ORLA,,',)O, FLORIDA 

FLO•RIDA ;UNICIPAL POWER AGENjCY 

DOCKET NO. 50-389 

ST. LUCIE PLANT, UW-IT 2 

AMENDIENT TO FACILITY OPERATING LICENSE 

Amendment No. 2 
License Mo. .PF-I6 

1. The Huclear Regulatory Commission (the Cormiission) has found that: 

A. The application for license filed hy the Florida Power and Light 
Company, on behalf of itself and Orlando Utilities Coi..ssion of the 
City of Orlando, Florida and Florida Municipal Power Aj2encv (licensees) 
complies with the standards and requirements of the Atomic Energy 
Act of 1954, as amended (the Act), and the Comrlission's re-,.'ulations 
set forth in 10 CMR Chapter I; 

6. The facility will operate in conformity with the application, as 
amended, the nrovisions of the Act, and the regulations of the 
CoTmissi on; 

C. There is reasonable assurance: (i) that the activities authorized by 
this amendment can be conducted without endanoering the health and 
safety of the public, and (ii) that such activities will be conducted 
in colmpliance with the Coýmission's regulations set forth in 10 CFR 
Chapter I; 

D. The Florida Power & Light Company* is technically qualified to engaqe 
in the activities authorized by this amendment in accordance with the 
Comrission's regulations set forth in 10 CFR Chapter 1.  

L. The issuance of this amendment will not be inimical to the common 
defense and security or to the health and safety of the public; and 

*Florida Power & Light Comrpany is authorized to act as agent for the Orlanco 
Utilities Coim.'ission of the City of Orlando, Florida and Florida V-unicipal 
Power Agency and has exclusive responsibility arnd control over the physical 
construction. operation and maintenance of the facility
SI I 

OFFIC 8307150046 63061O0 
PDR ADOCK 05000389 

SURNAMI p PDR 

DA E .. ... .. .... ..I... .. ..... ...E .... .... ... .. ... ... .. .. ... I... ..... ... ..I ..... .... ...
USGPO: 1981-335-960OFFICIAL RE•CODJ COPI-YNRC FORM 318 (10-80) NRCM 0240



-2-

F. The issuance of this amendment is in accordance with 10 CFR Part t1 
of the Comission's regulations and all applicable requirements have 
been satisified.  

2. Facility Operating License No. NPF-16 is aimended as follows: 

A. Paragraph 2.C.(I) is hereby modified to read as follovws: 

1. Hlaxirium iPower Level 

Florida Power and Light Company is authorized to operate the 
facility at reactor core powier levels not in excess of -560 
me?,awatts thermnal (100% power).  

B. Paragraph 2.C.(2) is hereby modified to read as follos: 

2. Technical Specifications 

The Technical Specifications contained in Appendix A and the 
Environmlental Protection Plan contained in Appendix b, as revised 
through Armendixýent No. 2, are hereby incorporated in ti.is license.  
Florida Power and Light Company shall operate the facility in 
accordance with the Technical Specifications and the Environmental 
Protection Plan.  

C. Paragraph 2.C.(4) is hereby modific-d to read as follows: 

4. £nvironrmental Qualification of ýViechanical and Electrical 
Equipme•nt (Section 3.11, SSER 4) 

Prior to startup following the first refuelin-1 outage bunt 
not later than tarch, 1985 the licensee shall environmertally 
nualify all electrical eqip•mýent as required by l0 CFR 50.49.  

D. Paragraph 2.C.(17)(a)(I) is hereby modified to read as follows: 

a. Emergency Response Capability (I.C.9, I.P.l, I. 0.2, 7.5.4, 
13.3.?.8, SSER 4) 

1) The licensee shall implemnent the requirerients of u('eneric 
Letter No. 82-33 on the following schedule: 

a) Prior to startup following tý'e first refueling outage, 
the Safety Parameter Display Systema (SPDS) shall be operable, 
including training of operators.

OF IC ........................! .....................................................................  o FN MEO ........................ I........................ ........ ....... ........................ ....................... ....  
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b) Uv Septermber 30, I1;83 the licensee shall submit for .,iP.C 
review and approval a detailed control roo) desiar review 

surnmary report.  

c) By f,.ovewber 30, 19&3 the licensee shall subrit for NIRC 
review and approval a Regulatory Guide 1.97 Evaluation 
Report describing how Regulatory Guide 1.ti7 has heen Y, ret 
and justifications for any deviations.  

d) By November 1, 1983 the licensee shall stub;it for 2RC 
review and approval plant specific Emergency Oneratirng 
Procedures descriptions. 6y July 1, 191b4, the licensee 
shall inplement the upgraded Emrergency Operating Procedures 
including SPOS and control rooio upgrades.  

e) Ey October 1983, the peranent Emergency Operating Facility 
shall be operational.  

E. Paracraph 2.C.7 is herety modified to read as fellows: 

7. •Hatural Circulation Cooldown and Fboron kiixinq Test (Section 5.4.3, 
SISLP 41) 

Prior to completing the startup test prooraw, the licensees shall 
either a) provide a report of the San Onefre Unit 2 test justifying 
that the test data is applicatle to St. Lucie 2 assurinTg adequate 
boron uixing during natural circulation cooldown or b) perforr, the 

test" to demonstrate aceouate boron mixinc- during, nratural circulation 
cool down.  

F. Paraqra;h 2.C.18 is hereby added as follows: 

18. Reactor Trip Breakers Post-Trip Review Procedures (Section 7.2.3.1, 
SSER 4) 

Within 60 days of issuance of this amenament, the licensee shall 
provide the upgraded post-trip review procedures for 1,ýRC staff 
revi ew.  

G. Control Room Upesicn Review (Section 22,1.D.1, SSER 4) 

Iten A.1.3 of Appendix E has been modified. The revised Appendix E 
is attached.  
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3. This license aniendrlent is effective as of the date of issuance.  

FOUi TiiL HUCL.A"i.R E(WiL,4OY CG1-SSIOH.  

Darrell G. £isenhut, Director 
Division of Licensing 
Office of Ntvclear reactor Renulation

Attachiient: 
Appendix E (Revised) 

Date of Issuance: JUN 10 2i83
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Appendix E 
Human Engineering Discrepancies 

License No. NPF-16 

A.1.3 Key storage will be provided as well as the necessary key access 

control procedures for those keys used in the Control Room and 

Remote Shutdown Panel.  

A.1.6 A re-evaluation of the glare problem will be performed after the 

diffusing grid has been installed. Those items then still found 

to have glare problems will have suitable backfits implemented.  

A.1.9 The Remote Control Transfer Panels will have a security seal for 

security purposes. Operations of any control transfer switch is 

annunciated in the control room.  

A.2.1 The SL-2 communications system is currently under design. The 

system wil be reviewed in accordance with the communications section 

of NUREG-0700.  

A.3.3 Multiple input annunciator windows will undergo assessmTent as to 

reflash capability. Any that do not "reflash" and require the 

function will be provided with the "reflash" and "reaudible" 

function.  

A.3.9 Blank annunciator tiles will be extinguished.  

A.5.6 Glare and potential face plate scratching will be addressed 

through display shielding to reduce incident light to the display 

surface and protect face plates.  

A.5.12 A lighting color convention will be established.  

A.5.18 This item will be addressed as part of the ongoing labeling and 

demarcation program.  

A.5.23 The boron concentration recorder will use lined unscaled paper.  

Recorder Panel 201 will have proper scales. Recorder Panel 202 

will have proper scales.  

A.6.1 All labels will be reviewed as part of the labeling study.  

Those missing labels will be installed and those incorrect labels 

will be corrected.

AMENDrMENT NO, 2
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U;'!ITEu STATES ,•UCLIA,. REI-IULAT0,RY r0 I SIS,.'IO., 

DUCKEr NGJ. 50-3t'9 

ST. LUCIE PLANiT, U01IT 2 

FLO&RiA PUI'Ei &. LIGhT CO1'i•Y, ET AL 
OTIC. OFS0F 0 A IELD!KT T0 FACILTY OPERATII'u LICEDLE kPF-16 

Pursuant to thie Co.,0oission ieetinq held on June lu, 1483, the u. S. ;uclear 

Regulator~y Cor1ission (the Comr;ission), has issued Amendment o. 2 to Facility 

Cperatinq Licene ljo. -iIPF-16, issued to Florida Po.er Lif;•t Corl-.nary, 0rlando, 

Utilities Commission of the City of Orlando and Florida riunicipal Po~or Agency 

(licensees) for the St. Lucie Plant, Unit 2 (facility) located at the licensees' 

site on 'lutchinson Island in St. Lucie County, Florida. This arlend-rient is 

effective as of the d.ltto of issuance.  

This a,-vend.-ent authorizes orcration at power IThvels up to 100% of full 

rated nower, 2560 ý-eopwatts therinal , in accordance e.ith tVie provisions of 

the License as at-endoe, th~e Technical Specifications as amended, and the 

Envirorwtental Protection Plan.  

issuance of the arendment corwtolies with tUe standards and reglUirenents 

of the Atomic Energy Act of 1954, as aimended (the Act), and the Cool,•ission's 

regulations. The Coii.mission has niade appropriate frindinvs as required by the 

Act and the Corr-:iission requlations in 10 CFH Chaoter I, which are set forth 

in the license ai.nendment. Prior public notice of the overall action involvino 

the proposed issuance of an o;)eratingC license authorizing full pow4er operation 

was puhlished in the FEDERAL RLGISTER on Plarch 9, 1981 (46 F.R. 153lj).  
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The Coiri ssion has deterrminee that the i ssuance of this amenderhcnt will rot 

result in any environmental impacts other than those evaluatefc in the Final 

Emvironmnenta1 Statement since the activity autfiorized by this am.end-rent is 

enco*,oassed by the overall action evaluated in the Final 1.nvironefontal State;:nent.  

For further details .,Jith reispect to this action, see (1) Airendrent He.  

2 to Facility Operating License ,:o. r'PF-16 and (2) the Comissicn's Supplernent 

to. 4 to the Safety Evaluatien oeport (,UREU-U•;,&). These itens are availablp 

for nublic inspection at the Cogmiission's Public Document o 1717 Hi Street, 

i., V!ashinqton, 0. C., ane the indian River Comi.;unity College Library, 

3209 Viririnia Avenue, Ft. Pierce, Florida 33450. A copy of the above iten. (i) 

iay be obtained upon request addressed to the U. S. WIuclear t"e-ulato ry Cos-mission, 

W4ashingtor, !. C. 205Sb, Attention: Director, Oivision of Licensing. Copies 

of the Safetv Evaluation Report and its Supplement 1 throith 4. (6,WEG-,43) 

nay be purchased at current rates from the irational Technical information 

Service, U. S. leplartrient of Co!m~erce, 5265 Port [,oyal Road, Springfield, 

Viroina 22161.  

19ated at Rethesda, 'M1aryland, the / L day of 

FOR THE NUCLEAP, ,LIULATuIY C(i•HISS~tli 
Original signed by 

George W. Knighton 

George ýf. Knighton, Chief 
Licensing fbranch uo. 3 
Divisior of Licensino 
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ISSUANCE OF AMENDMENT NO. 2 TO FACILITY OPERATING LICENSE NPF-16 ST. LUCIE 

PLANT, UNIT 2 AND ISSUANCE OF SUPPLEMENT NO. 4 TO THE SAFETY EVALUATION 
REPORT 

DISTRIBUTION June 10, 1983 
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