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Dear Mr. Jones: 

SUBJECT: AMENDMENT NO. 72 TO FACILITY OPERATING LICENSE NO. DPR-62

Re: Brunswick Steam Electric Plant, Unit No. 2

On August 5, 1982 we issued the subject amendment which added surveillance 
requirements for the scram discharge volume vent and drain valves and 
limit switches. Please replace technical specification page 3/4, 3-42 of 
Amendment No. 72 with the attached page which corrects errors in the total 
peaking factor values for cycle number 5.  

Sincerely, 
ORIGINAL SIGiNED BY 

Domenic B. Vassallo, Chief 
Operating Reactors Branch #2 
Division of Licensing

Attachment 
As stated 

cc w/enclosure 
See next page
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M'r. J. A. Jones 
Carolina Power & Light Company 

cc: 

Richard E. Jones, Esqjire 
Carolina Power & Light Company 
336 Fayetteville Street 
Raleigh, North Carolina 27602 

Georce F. Trowbridge, Esquire 
Shaw, Pittman, Potts & Trowbridge 
1800 M Street, N. W.  
Washington, D. C. 20036 

Mr. Charles R. Dietz 
Plant Manager 
P. 0. Box 458 
Southport, North Carolina 28461 

Mr. Franky Thomas, Chairman 
Board of CormTissioners 
P. 0. Box 249 
Bolivia, North Carolina 28422 

Mrs. Chrys Baggett 
State Clearinghouse 
Budget & Management 
116 West Jones Street 
Raleigh, North Carolina 27603 

South-ort - Brunswick County Library 
109 W. Moore Street 
Southport, North Carolina 28461 

U. S. Environmental Protection Agency 
Region IV Office 
Regional Radiation Representative 
345 Courtland Street, N. W.  
Atlanta, Georgia 30308 

Resident Inspector 
U. S. Nuclear Regulatory Commission 
P 0. Box 1057 
Southport, North Carolina 28461 

James P. O'Reilly 
Regional Administrator, Region II 
U.S. Nuclear Regulatory Commission 
101 :larietta Street, Suite 3100 
Atlanta, Georgia 30303
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TABLE 3.3.4-2 

CONTROL ROD WITHDRAWAL BLOCK INSTRUMENTATION SETPOINTS 

TRIP FUNCTION AND INSTRUMENT NUMBER TRIP SETPOINT 
1. APRM (C51-APRM-CH.A,B,C,D,E,F) 

a. Upscale (Flow Biased) < (0.66 W + 42%) T* 
MTPF 

b. Inoperative NA 
c. Downscale > 3/125 of full scale 
d. Upscale (Fixed) < 12% of RATED THERMAL POWER 

2. ROD BLOCK MONITOR (C51-RBM-CH.A,B) 

a. Upscale <(0.66 W + 39%) T* 
MTPF 

b. Inoperative NA 
c. Downscale > 3/125 of full scale 

3. SOURCE RANGE MONITORS (CS1-SRM-K600A,B,C,D) 

a. Detector not full in NA 
b. Upscale < 1 x 10 cps 
c. Inoperative NA 
d. Downscale > 3 cps 

4. INTERMEDIATE RANGE MONITORS (C51-IRM-K601A,B,C,D,E,F,G,H) 

a. Detector not full in NA 
b. Upscale < 108/125 of full scale 
c. Inoperative NA 
d. Downscale > 3/125 of full scale 

5. SCRAM DISCHARGE VOLUME 

a. Water Level High < 73 gallons

ALLOWABLE VALUE 

< (0.66 W + 42%) T* 
MTPF 

NA 
> 3/125 of full scale 
< 12% of RATED THERMAL POWER 

< (0.66 W + 39%) T* 
MTPF 

NA 
> 3/125 of full scale 

NA 
< 1 x 10 cps 
NA 

> 3 cps 

NA 
< 108/125 of full scale 
WA 
> 3/125 of full scale 

< 73 gallons

*T=2.60 for 7 x 7 fuel.  

T-2.43 for 8 x 8 fuel.  
T=2.39 for 8 x 8R fuel.  
T=2.39 for P8 x 8R fuel.


