8 7 | 5 4 3 1
F
E
>
>
TCV-
& M 8
D 3
(=)
S
o IS CONTROL ROOM
AIR CONDITIONER
VA-AGA
3" AC-152 <LRAC-COW | LRVA-CR> Z SEE NOTES 1,2,3 <LR_VA_CR LR,AC,CCW>
I
¥ Ac-152
AC-659 R T - Fi N
5 Z BN S
X
T3
< AC-165 AC-8565
) - *_.—
c ¥ i 3 o o
€3 1= 7 3
<
z Cv- &
M s
s CONTROL ROOM AC-893 !
AIR CONBITIONER ;
VA=468 0 i
NOTES: ‘
<LR-AC-CCW | LR-VA-CR SEE NOTES 1,2,3 LR-VA-CR | LR-AC-CCW > 1. WATER COOLED CONDENSER IS NO' LONGER REOUIRED
D C FOR THE CONTROL ROOM AIR REFRIGERANT SYSTEM,
MR-FC-%4-28 INSTALLED AIR COOLED CONDENSERS
TO REJECT THE CONTROL ROOM HEAT GAIN. SEE
DRAWING D-4169. CONTROL ROOM HVAC REFRIGERANT
LINE PIPING ISOMETRICS.
2. THE CCW SYSTEM IS STILL REQUIRED FOR THE |
B WATER SIDE ECONOMIZER. j
3. THE CCW STILL FLOWS THROUGH THE WATER-COOLED
CONDENSER.  THEREFORE, THE CCW FLOW RATE DOES
NOT CHANGE.
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