
August 22, 1991

Docket No. 50-324 

Mr. Lynn Eury 
Executive Vice President 
Power Supply 
Carolina Power & Light Company 
Post Office Box 1551 
Raleigh, North Carolina 27602 

Dear Mr. Eury: 

SUBJECT: CORRECTION TO AMENDMENT NO. 184 - BRUNSWICK STEAM ELECTRIC 
PLANT, UNIT 2 (TAC NO. 80361) 

On July 18, 1991, the Nuclear Regulatory Commission issued Amendment No. 184 
to Facility Operating License DPR-62 for the Brunswick Steam Electric Plant, 
Unit 2. Technical Specifications (TS) page 5-1 had an error introduced 
in the final typed page provided on July 9, 1991, by the licensee.  

The corrected page reflects the updated information.  

Sincerely, 

Ngoc B. Le, Project Manager 
Project Directorate 11-1 
Division of Reactor Projects - I/II 
Office of Nuclear Reactor Regulation 

Enclosure: TS page 5-1 

cc: See next page 
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Mr. L. W. Eury 
Carolina Power & Light Company

Brunswick Steam Electric Plant 
Units 1 and 2

cc:

Mr. Russell B. Starkey, Jr.  
Vice President 
Brunswick Nuclear Project 
P. 0. Box 10429 
Southport, North Carolina 28461 

Mr. H. Ray Starling 
Manager - Legal Department 
Carolina Power & Light Company 
P. 0. Box 1551 
Raleigh, North Carolina 27602 

Mr. Kelly Holden, Chairman 
Board of Commissioners 
P. 0. Box 249 
Bolivia, North Carolina 28422 

Resident Inspector 
U. S. Nuclear Regulatory Commission 
Star Route 1 
P. 0. Box 208 
Southport, North Carolina 28461 

Regional Administrator, Region II 
U. S. Nuclear Regulatory Commission 
101 Marietta Street, Suite 2900 
Atlanta, Georgia 30323 

Mr. Dayne H. Brown, Director 
Division of Radiation Protection 
N. C. Department of Environmental, 

Commerce and Natural Resources 
P. 0. Box 27687 
Raleigh, North Carolina 27611-7687 

Mr. J. W. Spencer 
Plant General Manager 
Brunswick Steam Electric Plant 
P. 0. Box 10429 
Southport, North Carolina 28461

Mr. H. A. Cole 
Special Deputy Attorney General 
State of North Carolina 
P. 0. Box 629 
Raleigh, North Carolina 27602

Mr. Robert P. Gruber 
Executive Director 
Public Staff - NCUC 
P. 0. Box 29520 
Raleigh, North Carolina 27626-0520
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5.0 DESIGN FZATMRS 

EXCLUSION A 

5.1.1 The exclusion area shall be as shown in Figure 5.1.1-1.  

LOW POPULATION ZONE 

5.1.2 The low population zone shall be as shown in Figure 5.1.2-1.

5.1.3 The SITE BOUNDARY shall be as shown in Figure 5.1.3-1.  
of effluent release calculations, the boundary for atmospheric 
SITE BOUNDARY and the boundary for liquid releases is the SITE 
to dilution in the Atlantic Ocean.

For the purpose 
releases is the 
BOUNDARY prior

5.2.1 The PRIMARY CONTAINMENT is a steel-lined, reinforced concrete structure 
composed of a series of vertical right cylinders and truncated cnes which 
form a drywell. This drywell is attached to a suppression chamber through a 
series of vents. The suppression chamber is a concrete, steel-lined pressure 
vessel in the shape of a torus. The primary containment has a minimum free 
air volume of 288,000 cubic feet.

DESIGN TEMPERATURE AND PRlISM=m

5.2.2 The primary containment is designed and shall be maintained for: 

a. MaximUs internal pressure 62 psig.  

b. Maximum internal temperature: drywell 300*i 
suppression chamber 200*V 

c. MaxiVR exteXnal pressure 2 psig.

5.3.1 The reactor core shall contain 560 fuel asemblies limited to the 
following fuel types: BPSxSR, GERX8EB, GE8xSAB, and =GX8in-3.  
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