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Primary Containment Isolation Instrumentation

APPLICABLE CONDITIONS 
MODES OR REQUIRED REFERENCED 

OTHER CHANNELS FROM 
SPECIFIED PER TRIP REQUIRED SURVEILLANCE ALLOWABLE 

FUNCTION CONDITIONS SYSTEM ACTION C.1 REQUIREMENTS VALUE 

S. RHR Shutdown Cooling 
System Isolation 

a. Reactor 1,2,3 1 F SR 3.3.6.1.2 <72 psig 
Pressure - High SR 3.3.6.1.4 

SR 3.3.6.1.6 

b. Reactor Vessel Water 3,4,5 4 (b) I SR 3.3.6.1.1 > 3 inches 
Level - Low (Level 3) SR 3.3.6.1.2 

SR 3.3.6.1.4 
SR 3.3.6.1.6 

(b) Only one trip system is required in MODES 4 and 5 when RHR Shutdown Cooling System integrity maintained.
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