
September 4, 1986

Docket No. 50-341 

Mr. B. Ralph Sylvia 
Group Vice President 
Detroit Edison Company 
6400 North Dixie Highway 
Newport, Michigan 48166 

Dear Mr. Sylvia:

Subject: Corrected Technical Specification 
to Facility Operating License No.

Page in Amendment No. 2 
NPF-43, Fermi-2

Our letter dated June 13, 1986, transmitted Amendment No. 2 for Fermi-2. The 
amendment revised the Fermi-2 Technical Specifications to incorporate the dif
ferent values of the float voltage and the specific gravity of the electrolyte 
in the replacement dc batteries. In making the change to Table 4.8.2.1-1, on 
page 3/4 8-12, the added notes 7 and 8 were inadvertently omitted, and note 6 
was omitted in one location.

Please replace that page with the 
caused by this omission.

enclosed page. We regret any inconvenience

Sincerely, 

/S/ 
Elinor G. Adensam, Director 
BWR Project Directorate No. 3 
Division of BWR Licensing

Enclosure: 
As stated 

cc w/enclosure: 
See next page 

B609090293 660904 
PDR ADOCK 05000341 
p PDR

:DBL

/86

D ý3: DBL 
MDLynch 
9/W/86 9/r/86



., .

Mr. B. Ralph Sylvia 
Detroit Edison Company 

cc: 
Mr. Harry H. Voigt, Esq.  
LeBoeuf, Lamb, Leiby & MacRae 
1333 New Hampshire Avenue, N. W.  
Washington, D. C. 20036 

John Flynn, Esq.  
Senior Attorney 
The Detroit Edison Company 
2000 Second Avenue 
Detroit, Michigan 48226 

Mr. Dennis R. Hahn, Chief 
Nuclear Facilities and Environmental 

Monitoring Section Office 
Division of Radiological Health 
P. 0. Box 30035 
Lansing, Michigan 48909 

Mr. Robert Woolley 
Acting Supervisor-Licensing 
The Detroit Edison Company 
Fermi Unit 2 
6400 No. Dixie Highway 
Newport, Michigan 48166 

Mr. Walt Rogers 
U. S. Nuclear Regulatory Commission 
Resident Inspector's Office 
6450 W. Dixie Highway 
Newport, Michigan 48166 

Monroe County Office of Civil 
Preparedness 

963 South Raisinville 
Monroe, Michigan 48161

Fermi-2 Facility 

Ronald C. Callen 
Adv. Plannino Review Section 
Michigan Public Service Commission 
6545 Mercantile Way 
P. 0. Box 30221 
Lansing, Michigan 48909 

Regional Administrator, Region III 
U. S. Nuclear Rectilatory Commission 
799 Roosevelt Road 
Glen Ellyn, Illinois 60137



TABLE 4.8.2.1-1 

BATTERY SURVEILLANCE REQUIREMENTS

CATEGORY A(1 ) CATEGORY 842) 

Parameter Limits for each Limits for each Allowable(3) 
designated pilot connected cell value for each 
cell connected cell 

Electrolyte >Minimum level >Minimum level Above top of 
Level indication mark, indication mark, plates, 

and < ¼" above and < ¼" above and not 
maximum level maxi"-mum level overflowing 
indication mark indication mark 

Float Voltage(7) >2.13 volts >2.13 volts(4) > 2.07 volts 

Not more than 
0.020 below the 

Specific (5)(8) average of all Gravity > 1.195(6) >1.190 connected cells 

Average of all Average of all 

connected cells connected cells 

> 1.200 > 1.190(6)
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