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Gentlemen:

On March 3, 1978, we issued Amendment No. 20 to License No. DPR-43
for the Kewaunee Nuclear Plant. Due to an oversight, pages 6-2a, 6-9

and 6-10 contain administrative, mon-technical errors and page 6-11 was

jnadvertently omitted. To correct this oversight, enclosed are
replacement pages 6-2a, 6-9, 6-10 and page 6-11.

Sincerely,

_Q_rigin_al signed by

A. Schwencer, Chief

Operating Reactors Branch #1
pivision of Operating Reactors
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_ UNITED STATES
NUCLEAR REGULATORY COMMIS3TON
WASHINGTON, D. C. 20555

MARCH 31 1978

Docket No. 50-305

Wisconsin Public Service Corporation
ATTN: Mr. E. W. James
Senior Vice President.

Post Office Box 1200
Green Bay, Wisconsin 54305
Gentlemen:

On March 3, 1978, we issued Amendment No. 20 to License No. DPR-43
for the Kewaunee Nuclear Plant. Due to an oversight, pages 6-2a, 6-9
and 6-10 contain administrative, non-technical errors and page 6-11 was
inadvertently omitted. To correct this oversight, enclosed are
replacement pages 6-2a, 6-9, 6-10 and page 6-11.

Sincerely, //

’ l /\ '/ . Py .
Lo i:;_/(“:/éc  Ceddi=
A. Schwencer, Chief

Operating Reactors Branch #1

Division of Operating Reactors

Enclosure:
Corrected TS pages

cc w/encl:
See next page



Wisconsin Public Service Corporation

cc:

Steven E. Keane, Esquire
Foley, Sammond & Lardner  _
777 East Wisconsin Avenue
Milwaukee, Wisconsin 563202

Bruce W. Churchill, Esquire

Shaw, Pittman, Potts & Trowbridge
1800 M Street, NW :
washington, D. C. 20036

Kewaunee Public Library
314 Milwaukee Street
Kewaunee, Wisconsin 54216

Mr. Donald L. Quistorff
Chairman Kewaunee County Board
Kewaunee County Courthouse
Kewaunee, Wisconsin 54216

Mr. Lester Huber

Chairman, Town of Cariton
Route 1

Kewaunee, Wisconsin 54216

Chairman

Public Service Commission of
Wisconsin

Hill Farms State Office Building

Madison, Wisconsin 53702

Chief, Energy Systems

Analyses Branch (AW-459)

Office of Radiation Programs

U. S. Environmental Protection Agency
Room 645, East Tower

407 M Street, S. W.

Washington, D.C. 20460

U. S. Environmental Protection Agency
Federal Activities Branch

Region V Office

ATTN: EIS COORDINATOR

230 South Dearborn Street

Chicago, I1linois 60604

MARCH

31 1978
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6.5 REVIEW. AND AUDIT

6.5.1 PLANT OPERATIONS REVIEW COMMITTEE (PORC)

FUNCTION

6.5.1.1 The PORC shall function to advise the Plant

Amendment No. 20
6~-2a 3/3/78



QUORUM

6.5.3.6

REVIEW

6.5.3.7

A quorum of the NSRAC shall consist of the
Chairman or Vice Chairman and four members
including alternates. No more than a minority
of the quorum shall have line responsibility

for operation of the plant.

The NSRAC shall review:

a. The safety evaluations for 1) changes to
procedures, equipment or systems and 2)
tests or experiments completed under the
provision of 10 CFR 50.59 , to
verify that such actions did not con-

stitute an unreviewed safety question.

b. Proposed changes to procedures, equipment
or systems which involve an unreviewed
safety question as defined in
10 CFR 50.59.

¢. Proposed tests or experiments which in-

volve an unreviewed safety question as

defined in 10 CFR 50.59.

d. Proposed changes in Technical Specifications

or licenses.

e. Reports covering violations of applicable
statutes, codes, regulations, orders,
Technical Specificationms, license require-
ments, or of internal pfocedures or in-

structions having nuclear safety significance.

TS 6-9 Amendment No. 20
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AUDITS

6.5.3.8

Repor’ covering significant overatinc +bnormalities
e’ X . S— .

or deviations from normal and expected performance

of plant equipment that affect nuclear safety.

Reports covering all events which are required by

regulations or Technical Specifications to be

reported to the NRC in writing within 24 hours.
Reports covering any indication of #n unanticipated
deficiency in some aspect of design or operation of
safety related structures, systems, or components.

Reports and meeting minutes of the PORC.

Audits of plant activities shall be performed under

the cognizance of the NSRAC; these audits shall include:

a.

e..

Conformance of plant operation to all provisions
contained within the Technical Specifications and
applicable license conditions at least annually.
Performance, training and qualifications of the
entire plant staff at least annuaily.

Results of all actions taken to correct deficiencies
occurring in plant equipment, structures, systems

or method of oper#tion that affect nuclear safety

at least semi-~-annually.

Performance of all activities reguired~by the Quality
Assurance Program to meet the criteria of Appendix
"B", 10 CFR 50, at least once every two years.

Plant Emergency Plan and Security Plan and their imple-

menting procedures at least once every two years.

The Plant Fire Protection Program, implementing procedures,
and the annual independent fire protection and loss prevention

program at least once per 24 months,

TS 6-10" Amendment No. 20
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6.6 DELETED

'AUTHORITY

6.5.3.9

RECORDS

6.5.3.10

Any other area of plant operation con-
sidered appropriate by the NSRAC or the
Senior Vice President - Power Supply &

Engineering,

The NSRAC shall report to and advise the Senior

Vice President ~ Power Supply & Engineering on

those areas of responsibility specified in
Section 6,5.3.7 and 6.5,3.8.

Records of NSRAC activities shall be prepared,

approved and distributed as follows:

a.

R 7 -éach meeting: N1
[ v ey »._A.;u A ._:_-_-: LI

b.

Co

Minutes of each NSRAC meeting forwarded
to the Senior Vice President - Power Supply

& Engineering within 14 days following

Na T ele

N It LN
ﬁeports of reviews required Ey Section
6.5.3.7e, £, g and h above, forwarded to

the Senior Vice President - Power Supply &
Engineering within 14 days following

completion of the review.

Reports of audits performed by NSRAC shall

be forwarded to the Senior Vice President -
Power Supply & Engineering and to the
management positions responsible for the
areas audited within 30 days after completion

of the audit.

TS 6-11 _Amendment No. 20+
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