
$,• 0. UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

July 30, 1986 

Docket No. 50-341 

Mr. B. Ralph Sylvia 
Group Vice President - Nuclear Operations 
Detroit Edison Company 
6400 North Dixie Highway 
Newport, Michigan 48166 

Dear Mr. Sylvia: 

Subject: Issuance of an Exemption to 10 CFR 50.44 and Amendment 
No. 3 to Facility Operating License No. NPF-43, Fermi-2 

The U.S. Nuclear Regulatory Commission has issued the enclosed exemption from 

a provision of 10 CFR 50.44 and the enclosed Amendment No. 3 to Facility 

Operating License No. NPF-43 for the Fermi-2 facility located in Monroe County, 

Michigan. This exemption and the amendment to the Facility Operating License 

No. NPF-43 have been issued in response to the request in your letter dated 

October 9, 1985, as supplemented on November 13, 1985.  

The exemption permits postponement of the inerting of the Fermi-2 primary con

tainment from December 21, 1985, until either completion of the startup test 

program or until the reactor has operated for 120 effective full power days, 

whichever is earlier. The appropriate sections of the Fermi-2 Technical Specifi

cations have been amended to include this change.  

Our safety evaluation for the subject exemption is incorporated into the exemD

tion (Enclosure 1). A copy of the Amendment No. 3 to the Facility Operating 

License No. NPF-43 (Enclosure 2) is attached as is our supporting safety evalua

tion (Enclosure 3). Also enclosed is a copy of our Notice of Environmental 

Assessment and Finding of No Significant Impact which was published in the 

Federal Register on July 22, 1986. The notice of issuance of the amendment will 

be included in the Commission's bi-weekly Federal Register notice.  

Sincerely, 

Elinor G. Adensam, Director 
BWR Project Directorate No. 3 
Division of BWR Licensing 

Enclosures: 
1. Exemption for 10 CFR 50.44 
2. Amendment No. 3 to Facility DESIGNATEl) OP11RGINAf 

Operating License NPF-43 
3. Safety Evaluation Oertied B.  
4. Notice of Environmental Assessment 
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cc w/enclosure: See next page 
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Mr. B. Ralph Sylvia 
Detroit Edison Company 

cc: 
Mr. Harry H. Voigt, Esq.  
LeBoeuf, Lamb, Leiby & MacRae 
1333 New Hampshire Avenue, N. W.  
Washington, D. C. 20036 

John Flynn, Eso.  
Senior Attorney 
The Detroit Edison Company 
7000 Second Avenue 
Detroit, Michigan 48226 

Mr. Dennis R. Hahn, Chief 
Nuclear Facilities and Environmental 

Monitoring Section Office 
Division of Radiological Health 
P. 0. Box 30035 
Lansinq, Michioan 48909 

Mr. Robert Woolley 
Acting Supervisor-Licensing 
The Detroit Edison Company 
Fermi Unit 2 
6400 No. Dixie Highway 
Newport, Michigan 48166 

Mr. Walt Roaers 
U. S. Nuclear Regulatory Commission 
Resident Inspector's Office 
6450 W. Dixie Highway 
Newport, Michigan 48166 

Monroe County Office of Civil 
Preparedness 

963 South Raisinville 
Monroe, Michigan 48161

Fermi-2 Facility 

Ronald C. Callen 
Adv. Planning Review Section 
Michigan Public Service Commission 
6545 Mercantile Way 
P. 0. Box 30221 
Lansing, Michigan 48909 

Regional Administrator, Region III 
U. S. Nuclear Repulatory Commission 
799 Roosevelt Road 
Glen Ellyn, Illinois 60137
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UNITED STATES OF AMERICA 
NUCLEAR REGULATORY COMMISSION 

In the Matter of ) 
DETROIT EDISON COMPANY 
WOLVERINE POWER SUPPLY COOPERATIVE, ) Docket No. 50-341 

INCORPORATED ) 
(Fermi-?) ) 

EXEMPTION 

I.  

Detroit Edison Company (DECo or the licensee) is the holder nf Facility 

Operating License No. NPF-43 which authorizes the operation of the Fermi-? 

facility at steady-state power levels not in excess of 3292 megawatts thermal.  

The license provides, among other things, that the facility is subject to all 

rules, regulations and Orders of the Nuclear Regulatory Commission (the 

Commission) now or hereafter in effect.  

The facility is a boiling water reactor (BWR) located at the licensee's 

site in Monroe County, Michigan.  

TI.  

The Fermi-2 facility achieved its initial criticality on June 21, 1985.  

In compliance with the applicable requirements of Section 50.44 of 10 CFR Part 

50, the primary containment of this facility, which has a boiling light-water 

nuclear power reactor with a Mark I type containment, was required to be inerted 

by December 21, 1985. The purpose of this regulatory requirement is to provide 

protection against hydrogen burning and explosions which might occur were gaseous 

hydrogen to be generated in the event of a loss-of-coolant accident. Due to an 

incident on July 1-2, 1985, involving errors in reactivity control, the NRC 

issued a Confirmatory Action Letter (CAL) on July 16, 1985, limiting the Femi-2 

facility to operations at a power level not exceeding five percent of rated 

power. The facility operated at this power level from then until October 11, 

1985, when it was shutdown to install certain pieces of equipment.  

~'7 0=02-Z x41q
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Due to a number of other problems, including a failure of a main bearinq of 

an emergency diesel generator, the plant has remained shutdown and is not 

expected to restart until late July 1986, at the earliest.  

AccordinQly, the licensee has been unable to proceed with, and complete, 

its Startup Test Program (STP) as originally planned during the initial six

month period following issuance on March 20, 1985, of the low-power Fermi-? 

operating license, NPF-33. More importantly, the licensee was not able to con

duct its STP within the six-month period during which the containment need not 

be inerted (i.e., June 21, 1985, to December 21, 1985) in accordance with 10 CFR 

50.44.  

In light of this restriction on power level and the delay resulting from 

the scheduled shutdown in early October 1985, the licensee requested an exemption, 

for a limited period of time, from the requirement to inert the primary contain

ment. This request was contained in its letter dated October 9, 1985, and 

supplemented in its letter dated November 13, 1985. This temporary exemption 

would permit the licensee to continue operating the Fermi-2 facility with a non

inerted containment during the balance of the initial startup test program as 

originally planned.  

III.  

In its request for the subject exemption, the licensee requests an exemption 

from the requirement of Section 50.44(c)(3)(i) to allow completion of the startup 

test program with a non-inerted containment. The actual time limit proposed in 

the requested exemption is the end of the Startup Test Program, described in



Chapter 14 of the FSAR, or until the reactor core has operated for 120 effective 

full power days, whichever is earlier. The end of the startup test phase is 

determined by the completion of the 100 percent rated thermal power trip tests.  

The licensee's Startup Test Program is based on maintaining the primary 

containment in a non-inerted condition; i.e., not removing the oxygen contained 

in normal air from the containment by purging with nitrogen. Completion of the 

Startup Test Program would normally be expected to occur within about 120 effec

tive full power days (e.o., within 6 months at an average power level of about 

70 percent). Pased on this consideration, the licensee's reauest for an exemp

tion will not result in a significant change, if any, in the maximum full power 

days of reactor core burnup which would have been accumulated had the licensee 

been able to conduct its startup program without any extended delays or without 

a restriction on power level.  

The reason the licensee has proposed a maximum fuel burnup of 120 effective 

full power days (EFPD), as noted above, was to assure that the buildup of the 

fission product inventory will be limited during the startup test phase. This 

limitation on the fission product inventory will minimize the risk to public 

health and safety in two ways. First, the limit on the fission product inventory 

will put an upper limit on the amount of decay heat in the reactor core which 

would have to be removed in the event of a loss-of-coolant accident (LOCA). This 

in turn will limit the potential rise in fuel clad temperature following a post

ulated LOCA. It is the value of this last parameter which determines whether 

there would be a fuel clad failure leading to the release of the radioactive 

fission products. Thus, the limit on the effective full power days proposed by 

the licensee will serve to minimize the probability of the release of radio-
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activity to the environment in the event of a LOCA as well as limit the amount 

of radioactivity which was available for release. Secondly, the proposed limit 

on the integrated power history will minimize the fission product inventory in 

the fuel which could be released through other postulated accident scenarios 

such as the dropped rod accident. The NRC staff finds for these reasons, dis

cussed above, that the level of safety provided by the proposed limited inerting 

exemption will not be significantly reduced, if at all, from that margin of 

safety implicit in the 6-month inerting exception in 10 CFR 50.44(c)(3)(i) to 

inerting requirements.  

Since the startup tests will be performed in essentially the same manner 

as originally planned with respect to the magnitude and duration of power levels 

for these tests, the NRC staff concludes that there will be no increase in the 

risks of operating the Fermi-2 facility during the startup tests with the pro

posed limited exemption over those risks which were contemplated by the staff 

when the Fermi-2 facility was granted its operating license. Therefore, since 

there is no increase in risk caused by the mere fact of extending the time 

allowed for conducting the startup tests while not inerted, the NRC staff finds 

that operating the Fermi-2 facility during the startup test phase will be as 

safe under the conditions proposed for the exemption as operations would have 

been had the startup tests been completed in the six-month period after initial 

criticality.  

There is also a positive benefit in operating the reactor without inerting 

the containment during the startup test phase because this condition would permit 

frequent inspections and/or the identification of potential problems which might 

affect safety during this period, without incurring the delay associated with 

deinerting and reinerting the containment. The anticipated high frequency of
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containment entries by plant personnel durinq the startup tests, together with 

the 24-hour periods required to deinert and reinert, would tend to discourage 

prompt and frequent containment entries to identify and correct any potential 

safety problems before they could become serious safety problems. In this 

regard, frequent containment entries are normally required during the startup 

test phase to adjust control systems, calibrate instruments and monitor contain

ment conditions as the plant ascends in power. Were the requested exemption not 

to be granted, there would be a considerable delay in the overall startup test 

phase which would thereby delay the start of commercial operation of the Fermi-2 

facility.  

Accordinaly, based on the foregoing discussion, the staff finds that the 

proposed exemption poses no increase in risk to public health and safety, and is 

consistent with the intent of 10 CFR 50.44 regarding containment inerting. The 

staff also finds that granting the proposed exemption will promote the efficient 

and expeditious testing of the Fermi-2 systems and components and is, therefore, 

in the public interest. On this basis, we find that the proposed limited exemp

tion from Section 50.44(c)(3)(i) of 10 CFR Part 50 is acceptable.  

IV.  

Accordingly, the Commission has determined that, pursuant to 10 CFR 50.12, 

this exemption is authorized by law, will not present an undue risk to the public 

health and safety, and is consistent with thi common defense and security. The 

Commission further determines that special circumstances, as provided in 10 CFR 

50.12(a)(2)(iii), are present justifying the exemption; namely, that application 

of the regulation in the particular circumstances would result in undue hardship 

and other costs which are significantly in excess of those contemplated when the
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regulation was adopted and that are significantly in excess of those incurred by 

others similarly situated. If the licensee were forced to inert the containment 

prior to completing the startup test phase solely to comply with Section 

50.44(c)(3)(i) of 10 CFR Part 50, an undue hardship and financial burden would 

result from the delay in commercial operation of the Fermi-? facility caused by 

the need to deinert and reinert each time entry into the containment is required.  

The costs would be significantly in excess of those contemplated when the subject 

regulation was adopted in that the staff believed the startup test phase could 

be accomplished within six months of initial criticality without the need to 

deinert and reinert for each containment entry. The cost and hardship imposed 

on the licensee by failing to grant the proposed exemption would be considerably 

in excess of that contemplated when the rule was adopted. Therefore, the Com

mission hereby approves the following exemption request: 

With respect to the requirement to provide an inerted atmosphere for 

the Fermi-2 Mark I containment no later than December 21, 1985, 

pursuant to Section 50.44(c)(3)(i) of 10 CFR Part 50, exemption is 

granted from this provision for a limited period not extending beyond 

the completion of the 100 percent rated thermal power trip tests or 

until the reactor has operated for 120 effective full power days, 

whichever is earlier.  

The Commission has further determined that the exemption does not authorize 

a change in effluent types or total amounts of effluents nor an increase in power 

level and will not result in any significant environmental impact. In light of 

this determination and as reflected in the Notice of Environmental Assessment and 

Finding of No Significant Impact Prepared pursuant to 10 CFR 51.2 and 51.30



-7-

through 51.32, it is concluded that the instant action is insignificant from the 

standpoint of environmental impact and an environmental impact statement need not 

be prepared.  

For further details with respect to this action, see the licensee's request 

dated October 11, 1985, and supplemented on November 13, 1985, which are available 

for public inspection at the Commission's Public Document Room, 1717 H Street, 

N.W., Washinoton, D. C. 20555 and at the Monroe County Library System, 3700 

South Custer Road, Monroe, Michican 48161.  

Pursuant to 10 CFR 51.32, the Commission has determined that the granting 

of this Exemption will have no significant impact on the environment (51 FR 26315 

dated July 22, 1986).  

This exemption is effective upon issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Gus Lainas, Acting Director 
/Division of BWR Licensing 

Office of Nuclear Reactor Regulation 

Dated at Bethesda, Maryland 
this 3 0th day of July 1986

1 -



UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

DETROIT EDISON COMPANY 

WOLVERINE POWER SUPPLY COOPERATIVE, INCORPORATED 

DOCKET NO. 50-341 

FERMI-2 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 3 
License No. NPF-43 

1. The Nuclear Regulatory Commission (the Commission or the NRC) has found 
that: 

A. The application for amendment filed by the Detroit Edison Company (the 
licensee), dated October 9, 1985, as supplemented on November 13, 1985, 

complies with the standards and requirements of the Atomic Energy Act 

of 1954, as amended (the Act), and the Commission's regulations set 

forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, the 
provisions of the Act, and the regulations of the Commission; 

C. There is reasonable assurance: (i) that the activities authorized by 

this amendment can be conducted without endangering the health and 

safety of the public, and (ii) that such activities will be conducted 

in compliance with the Commission's regulations set forth in 10 CFR 
Chapter 1; 

D. The issuance of this amendment will not be inimical to the common 
defense and security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of 

the Commission's regulations and all applicable requirements have been 

satisfied.  

2. Accordingly, the license is amended by changes to the Technical Specifica

tions as indicated in the enclosure to tlis license amendment and paragraph 

2.C.(2) of the Facility Operating License No. NPF-43 is hereby amended to 
read as follows: 

(2) Tetrhical Specifications and Environmental Protection Plan 

The Technical Specifications contained in Appendix A, as revised through

Amendment No. 3, and the Environmental Protection Plan contained in 

Appendix B, are hereby incorporated in the license. DECo shall operate 

the facility in accordance with the Technical Specifications and the 

Environmental Protection Plan.  

8608070290 860731 
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3. This amendment is effective as date of issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Elinor G. Adensam, Director 
BWR Project Directorate No. 3 
Division of BWR Licensing 

Enclosure: 
Changes to the Technical 

Specifications 

Date of Issuance: July 30, 1986



ENCLOSURE TO LICENSE AMENDMENT NO. 3 

FACILITY OPERATING LICENSE NO. NPF-43 

DOCKET NO. 50-341 

Replace the following pages of the Appendix "A" Technical Specifications with 
the enclosed pages. The revised pages are identified by Amendment number and 
contain a vertical line indicating the area of change. The corresponding over
leaf page is also provided to maintain document completeness.

REMOVE

3/4 10-5 
3/4 10-6

INSERT 

3/4 10-5 
3/4 10-6 (overleaf)

r --



SPECIAL TEST EXCEPTIONS

3/4.10.5 OXYGEN CONCENTRATION 

LIMITING CONDITION FOR OPERATION

3.10.5 The provisions of Specification 3.6.6.2 and the OPERABILITY requirements 
of the Drywell Oxygen Concentration instrument of Specification 3.3.7.5 may be 
suspended during the performance of the Startup Test Program until either the 
required 100% of RATED THERMAL POWER trip tests have been completed or the 
reactor has operated for 120 Effective Full Power Days.  

APPLICABILITY: OPERATIONAL CONDITIONS 1 and 2.  

ACTION 

With the requirements of the above specification not satisfied, be in at least 
STARTUP within 6 hours.

SURVEILLANCE REQUIREMENTS

4.10.5 The Effective Full Power Days of Operation 
than 120, by calculation, at least once per 7 days 
Program.

shall be verified to be less 
during the Startup Test

r -

Amendment No. 3

I

I

3/4 10-5FERMI - UNIT 2



SPECIAL TEST EXCEPTIONS 

3/4.10.6 TRAINING STARTUPS

LIMITING CONDITION FOR OPERATION 

3.10.6 The provisions of Specification 3.5.1 may be suspended to permit one 
RHR subsystem to be aligned in the shutdown cooling mode during training 
startups provided that the reactor vessel is not pressurized, THERMAL POWER 
is less than or equal to 1% of RATED THERMAL POWER and reactor coolant 
temperature is less than 200 0 F.  

APPLICABILITY: OPERATIONAL CONDITION 2, during training startups.  

ACTION: 

With the requirements of the above specification not satisfied, immediately 
place the reactor mode switch in the Shutdown position.

SURVEILLANCE REQUIREMENTS 

4.10.6 The reactor vessel shall be verified to be unpressurized and the 
THERMAL POWER and reactor coolant temperature shall be verified to be within 
the limits at least once per hour during training startups.  

FERMI - UNIT 2 3/4 10-6



UNITED STATES 

NUCLEAR REGULATORY COMMISSION 
WASHINGTON, D. C. 20555 

0t 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

SUPPORTING AMENDMENT NO. 3 TO FACILITY OPERATING LICENSE NO. NPF-43 

DETROIT EDISON COMPANY 

WOLVERINE POWER SUPPLY COOPERATIVE, INCORPORATED 

FERMI-2 

DOCKET NO. 50-341 

1.0 INTRODUCTION 

The Fermi-2 facility achieved its initial criticality on June 21, 1985.  

Pursuant to Section 50.44(c)(3)(i) of 10 CFR Part 50, the primary con

tainment of this facility was required to be inerted by December 21, 1985.  

However, the facility was operated for only a portion of the four-month 

period from late June 1985, to early October 1985, at power levels not 

exceeding five percent of rated power. The facility had a scheduled outage 

on October 11, 1985, and has remained shutdown from then until the present 

due to a number of problems. It is anticipated that the plant may restart 

by late July 1986. Because the licensee has been unable to proceed with, 

and complete, its Startup Test Program during the six-month period following 

initial criticality, it requested an exemption, for a limited period of time, 

from the requirement to inert the primary containment. This request was 

contained in its letter dated October 9, 1985, and supplemented in its letter 

dated November 13, 1985.  

This exemption request was accompanied by a corresponding request to chanqe 

Specification 3.10.5 of the Fermi Technical Specification to allow suspension 

of Specification 3.6.6.2 and 3.3.7.5 until completion of the startup test 

program. Specification 3.10.5 places a limitation on the length of time 

the primary containment is not required to be inerted after initial criti

cality is achieved and suspends for the same limited period, the oxygen 

concentration provisions of Specification 3.6.6.2 and the OPERABILITY 

requirements of the Drywell Oxygen Concentration instrument of Specification 

3.3.7.5. The licensee proposes to change this time interval from 6 months 

after initial criticality to completion of the startup test program or 120 

effective full power days, whichever is'earlier.  

2. EVALUATION 
ir -

I 

The safety evaluation contained in Section III of the exemption document, 

attached, applies equally to the Technical Specification amendment 

described above and is incorporated herein.  

PDR DOC 050o0341 
PPDR
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3.0 ENVIRONMENTAL CONSIDERATION 

This amendment involves a change in the use of a facility component located 
within the restricted area as defined in 10 CFR Part 20 and changes in 
surveillance requirements. The staff has determined that this amendment 
involves no significant increase in the amounts, and no significant change 
in the types, of any effluents which may be released offsite, and that there 
is no significant increase in individual or cumulative occupational radiation 
exposure. The Commission has previously issued a proposed finding that this 
amendment involves no significant hazards consideration and there has been 
no public comment on such finding. Accordingly, this amendment meets the 
eligibility criteria for categorical exclusion set forth in 10 CFR 51.22(c)(9).  
Pursuant to 10 CFR 51.22(b), no environmental impact statement or environ
mental assessment need be prepared in connection with the issuance of this 
amendment.  

4.0 CONCLUSION 

The Commission made a proposed determination that the amendment involves 
no siqnificant hazards consideration which was published in the Federal 
Register (50 FR 49145) on November 29, 1985, and consulted with the State 
of Michiaan. No public comments were received, and the State of Michigan 
did not have any comments.  

We have concluded, based on the considerations discussed above, that: 
(1) there is reasonable assurance that the health and safety of the public 
will not be endanaered by operation in the proposed manner, and (2) such 
activities will be conducted in compliance with the Commission's regula
tions and the issuance of this amendment will not be inimical to the 
common defense and security or to the health and safety of the public.  

Principal Contributor: M. David Lynch, NRR 

Dated: July 30, 1986

I -
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UNITED STATES NUCLEAR REGULATORY COMMISSION 

DETROIT EDISON COMPANY 

WOLVERINE POWER SUPPLY COOPERATIVE, INCORPORATED 

DOCKET NO. 50-341 

NOTICE OF ENVIRONMENTAL ASSESSMENT AND FINDING OF 

NO SIGNIFICANT IMPACT 

The U.S. Nuclear Regulatory Commission (the Commission) is considering issu

ance of an exemption from the requirements of Section 50.44(c)(3)(i) of 10 CFR 

Part 50 to the Detroit Edison Company (DECo or licensee), holder of Facility 

Operating License No. NPF-43 which authorizes operation of the Fermi-2 facility.  

The facility is a boiling water reactor and is located in Monroe County, 

Michigan.  

ENVIRONMENTAL ASSESSMENT 

Identification of the Proposed Action: The exemption would allow inerting 

of the containment in response to the requirements of 10 CFR Part 50.44 to be 

postponed from six months after initial criticality until either the completion 

of the 100 percent thermal power trip tests or until 120 effective full power 

days of core burn-up is achieved, whichever is earlier. The exemption is in 

accordance with the licensee's request dated October 9, 1985, and supplemented 

on November 13, 1985.  

The Need for the Propos.ed Action: The exemption is needed to permit comple

tion of the startup test program with a non-inerted containment. A non-inerted 

containmentduring startup testing would facilitate containment entries on an 

as-needed frequency for identifying and correcting potential safety problems and 

would also provide greater safety to personnel entering the containment during 

this period.
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Environmental Impacts of the Proposed Action: The increment of environmental 

impact is related to the potentially increased consequences of an accident sequence 

which would have been mitigated by an inerted containment. However, the regula

tory requirement from which an exemption is sought anticipated that the startup 

test program could be completed within six months and, consequently, the risk 

resulting from the core fission product inventory which would build up over the 

relatively short period of the power ascension test program while the containment 

was not inerted, was acceptable. While the regulation contemplated a six-month 

period to complete the startup test program, recent BWR startup test programs 

have proven to actually require an average of about eleven months. The Fermi-2 

plant, due to its extended shutdown for the last nine months after completing 

almost all of the five percent power testing program, clearly was not able to 

complete the startup test program prior to six months after initial criticality 

as required by 10 CFR 50.44. (Initial criticality was achieved on June 21, 1985.) 

With the simple stretch in time proposed in the subject exemption, no significant 

increase in core inventory occurs and about the same effective core history is 

experienced as was contemplated in the applicable portion of the regulations.  

This limitation on the fission product inventory in the Fermi-2 reactor core is 

assured by a restriction, contained in the proposed exemption, on the integrated 

power history.  

With regard to potentidl non-radiological impacts, the proposed exemption 

involves systems located entirely within the restricted area as defined in 10 

CFR Part 20! It does not affect non-radiological plant effluents and, by 

minimizing the energy requirements required to obtain the nitrogen used in 

purging the containment, may have a positive environmental impact. Therefore,
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the Commission concludes there are no significant adverse non-radiological 

environmental impacts associated with the proposed exemption.  

Alternative to the Proposed Action: Because the staff has concluded that 

there is no measurable environmental impact associated with the exemption, any 

alternative to the exemption will have either no impact or a greater environ

mental impact.  

The principal alternative would be to deny the requested exemption. This 

would not reduce the environmental impacts of plant operation. Further, without 

the requested exemption, considerable delay will be incurred as the containment 

is deinerted and reinerted before and after containment entries by plant per

sonnel. Some risk to plant personnel will also be encountered. At this point 

in the test program of the Fermi-2 facility, this process of deinerting and 

reinerting would significantly extend the time to complete the startup test phase 

and would produce unwarranted delays in power ascension.  

Alternative Use of Resources: The action in the granting of this exemption 

does not involve the use of resources not previously considered in connection 

with the "Final Environmental Statement related to the Operation of Enrico Fermi 

Atomic Power Plant, Unit No. 2," (NUREG-0769) dated August 1981.  

Agencies and Persons Consulted: The NRC staff reviewed the licensee's 

requests that support the requested exemption. The NRC staff did not consult 

other agencies or persons.  

FINDING OF NO SIGNIFICANT IMPACT 

The Commission has determined not to prepare an environmental impact state

ment for the requested exemption.
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Based upon the foregoing environmental "assessment, we conclude that the 

reouested action will not have a significant effect on the quality of the human 

environment.  

For further details with respect to this action, see the requests for the 

exemption as listed herein, which are available for public inspection at the 

Commission's Public Document Room, 1717 H Street, N.W., Washington, D. C.  

20555 and at the Monroe County Library, South Custer Road, Monroe, Michigan 

48161.  

Dated at Bethesda, Maryland, this 16th day of July 1986.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Elinor G. Adensam, Director 
BWR Project Directorate No. 3 
Division of BWR Licensina

V -
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UNTTED STATES OF AMEPICA 
NUCLEAR REGULATORY COMMISSION 

In the Matter of 
DETROIT EDISON COMPANY 
WOLVERINE POWER SUPPLY COOPERATIVE, ) Docket No. 50-341 

INCORPORATED ) 
(Fermi-2) ) 

EXEMPTT ON 

I.  

Detroit Edison Company (DECo or the licensee) is the holder nf Facility 

Operating License No. NPF-43 which authorizes the operation of the Fermi-? 

facility at steady-state power levels not in excess of 3?92 meqawatts thermal.  

The license provides, among other things, that the facility is subliect to all 

rules, regulations and Orders of the Nuclear Regulatory Commission (the 

Commission) now or hereafter in effect.  

The facility is a boiling water reactor (RWP) located at the licensee's 

site in Monroe County, Michigan.  

II.  

The Fermi-2 facility achieved its initial criticality on June 21, 1985.  

In compliance with the applicable requirements of Section 50.44 of 10 CFR Part 

50, the primary containment of this facility, which has a boiling light-water 

nuclear power reactor with a Mark I type containment, was required to be inerted 

by December 21, 1985. The purpose of this requlatory requirement is to provide 

protection against hydrogen burning and explosions which might occur were gaseous 

hydrogen to be generated in the event of a loss-of-coolant accident. Due to an 

incident ontJu-ly 1-2, 1985, involving errors in reactivity control, the NRC 

issued a Confirmatory Action Letter (CAL) on July 16, 1985, limiting the Fermi-2 

facility to operations at a power level not exceeding five percent of rated 

power. The facility operated at this power level from then until October 11, 

1985, when it was shutdown to install certain pieces of equipment.  

8606070092 860730 
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fue to a number of other problems, including a failure of a main bearina of 

an emergency diesel generator, the plant has remained shutdown and is not 

expected to restart until late July 1986, at the earliest.  

Accordingly, the licensee has been unable to proceed with, and complete, 

its Startup Test Program (STP) as originally planned during the initial six

month period followinq issuance on March 20, 1985, of the low-power Fermi-? 

operating license, NPF-33. More importantly, the licensee was not able to con

duct its STP within the six-month period during which the containment need not 

be inerted (i.e., June 21, 1985, to December 21, 1985) in accordance with 10 CFR 

50.44.  

In light of this restriction on power level and the delay resulting from 

the scheduled shutdown in early October 1985, the licensee requested an exemption, 

for a limited period of time, from the requirement to inert the primary contain

ment. This request was contained in its letter dated October 9, 1985, and 

supplemented in its letter dated November 13, 1985. This temporary exemption 

would permit the licensee to continue operating the Fermi-? facility with a non

inerted containment during the balance of the initial startup test program as 

originally planned.  

Ill.  

In its request for the.subject exemption, the licensee requests an exemption 

from the requirement of Section 50.44(c)(3)(1) to allow completion of the startup 

test programTwith a non-inerted containment. The actual time limit proposed in 

Tt _re 
the requested exemption is the end of the Startup Test Program, described in
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Chapter 14 of the FSAR, or until the reactor core has operated for 120 effective 

full power days, whichever is earlier. The end of the startup test phase is 

determined byv the completion of the 100 percent rated thermal power trip tests.  

The licensee's Startup Test Program is based on maintaining the primary 

containment in a non-inerted condition; i.e., not removing the oxygen contained 

in normal air from the containment by purging with nitrogen. Completion of the 

Startup Test Proaram would normally be expected to occur within about 120 effec

tive full power days (e.o., within 6 months at an average power level of about 

70 percent). Based on this consideration, the licensee's recuest for an exemp

tion will not result in a significant change, if any, in the maximum full power 

days of reactor core burnup which would have been accumulated had the licensee 

been able to conduct its startup program without any extended delays or without 

a restriction on power level.  

The reason the licensee has proposed a maximum fuel burnup of 120 effective 

full power days (EFPD), as noted above, was to assure that the buildup of the 

fission product inventory will be limited during the startup test phase. This 

limitation on the fission product inventory will minimize the risk to public 

health and safety in two ways. First, the limit on the fission product inventory 

will put an upper limit on the amount of decay heat in the reactor core which 

would have to be removed in the event of a loss-of-coolant accident (LOCA). This 

in turn will limit the potential rise in fuel clad temperature following a post

ulated LOCA. It is the value of this last parameter which determines whether 

there would be a fuel clad failure leadina to the release of the radioactive 

fission products. Thus, the limit on the effective full power days proposed by 

the licensee will serve to minimize the probability of the release of radio-
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activity to the environment in the event of a LOCA as well as limit the amount 

of radioactivity which was available for release. Secondly, the proposed limit 

on the inteqrated power history will minimize the fission product inventory in 

the fuel which could be released throuqh other postulated accident scenarios 

such as the dropped rod accident. The NRC staff finds for these reasons, dis

cussed above, that the level of safety provided by the proposed limited inerting 

exemption will not be significantly reduced, if at all, from that margin of 

safety implicit in the 6-month inertinq exception in 10 CFR 50.44(c)(3)(i) to 

inerting requirements.  

Since the startup tests will be performed in essentially the same manner 

as originally planned with respect to the magnitude and duration of power levels 

for these tests, the NRC staff concludes that there will be no increase in the 

risks of operating the Fermi-2 facility during the startup tests with the pro

posed limited exemption over those risks which were contemplated by the staff 

when the Fermi-2 facility was granted its operating license. Therefore, since 

there is no increase in risk caused by the mere fact of extending the time 

allowed for conducting the startup tests while not inerted, the NRC staff finds 

that operating the Fermi-2 facility during the startup test phase will be as 

safe under the conditions proposed for the exemption as operations would have 

been had the startup tests been completed in the six-month period after initial 

criticality.  

There is also a positive benefit in operatina the reactor without inerting 

the containment during the startup test phase because this condition would permit 

frequent inspections and/or the identification of potential problems which might 

affect safety during this period, without incurring the delay associated with 

deinerting and reinerting the containment. The anticipated high frequency of
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containment entries by plant personnel durinq the startup tests, together with 

the 24-hour periods required to deinert and reinert, would tend to discourage 

prompt and frequent containment entries to identify and correct any potential 

safety problems before they could become serious safety problems. In this 

regard, frequent containment entries are normally required during the startup 

test nhase to adjust control systems, calibrate instruments and monitor contain

ment conditions as the plant ascends in power. Were the requested exemption not 

to be granted, there would be a considerable delay in the overall startup test 

phase which would thereby delay the start of commercial operation of the Fermi-2 

facility.  

Accordinaly, based on the foregoing discussion, the staff finds that the 

proposed exemption poses no increase in risk to public health and safety, and is 

consistent with the intent of 10 CFR 50.44 regarding containment inerting. The 

staff also finds that granting the proposed exemption will promote the efficient 

and expeditious testino of the Fermi-2 systems and components and is, therefore, 

in the public interest. On this basis, we find that the proposed limited exemp

tion from Section 50.44(c)(3)(i) of 10 CFR Part 50 is acceptable.  

IV.  

Accordingly, the Commission has determined that, pursuant to 10 CFR 50.12, 

this exemption is authorized by law, will not present an undue risk to the public 

health and safety, and is consistent with thi common defense and security. The 

Commission further determines that special circumstances, as provided in 10 CFR 

50.12(a)(2)(iii), are present justifying the exemption; namely, that application 

of the regulation in the particular circumstances would result in undue hardship 

and other costs which are significantly in excess of those contemplated when the
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regulation was adopted and that are significantly in excess of those incurred by 

others similarly situated. If the licensee were forced to inert the containment 

prior to completing the startup test phase solely to comply with Section 

50.44(c)(3)(i) of 10 CFR Part 50, an undue hardship and financial burden would 

result from the delay in commercial operation of the Fermi-? facility caused by 

the need to deinert and reinert each time entry into the containment is required.  

The costs would be significantly in excess of those contemplated when the subject 

regulation was adopted in that the staff believed the startup test phase could 

be accomplished within six months of initial criticality without the need to 

deinert and reinert for each containment entry. The cost and hardship imposed 

on the licensee by failing to grant the proposed exemption would be considerably 

in excess of that contemplated when the rule was adopted. Therefore, the Com

mission hereby approves the following exemption request: 

With respect to the requirement to provide an inerted atmosphere for 

the Fermi-2 Mark I containment no later than December 21, 19R5, 

pursuant to Section 50.44(c)(3)(i) of 10 CFR Part 50, exemption is 

granted from this provision for a limited period not extending beyond 

the completion of the 100 percent rated thermal power trip tests or 

until the reactor has operated for 120 effective full power days, 

whichever is earlier.  

The Commission has further determined tiat the exemption does not authorize 

a chance in .effluent types or total amounts of effluents nor an increase in power 

level and will not result in any significant environmental impact. In light of 

this determination and as reflected in the Notice of Environmental Assessment and 

Finding of No Significant Impact prepared pursuant to 10 CFR 51.2 and 51.30
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through 51.32, it is concluded that the instant action is insianificant from the 

standpoint of environmental impact and an environmental impact statement need not 

be prepared.  

For further details with respect to this action, see the licensee's request 

dated October 11, 1985, and supplemented on November 13, 19R5, which are available 

for public inspection at the Commission's Public Document Room, 1717 H Street, 

N.W., Washington, D. C. 20555 and at the Monroe County Library System, 3700 

South Custer Road, Monroe, Michigan 48161.  

Pursuant to 10 CFR 51.32, the Commission has determined that the grantina 

of this Exemption will have no significant impact on the environment (51 FR 26315 

dated July 2?, 1986).  

This exemption is effective upon issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Gus Lainas, Actina Director 

Division of BWR Licensinq 
n Office of Nuclear Reactor Requlation 

Dated at Bethesda, Maryland 
this 30th day of July 1986

f -



July 31, 1986

Rules and Procedures Branch 
Division of Rules and Records 
Office of Administration 

Office of Nuclear Reactor Regulation 

EXEMPTION for Fermi-O 2

DISTR1B-1JiQN~- --,-, 
d l Files 5_O-a4)

BWR #3 Reading 
EHyl ton 
DLynch 
Flngram, PA

One signed original of the Federal Register Notice identified below is enclosed for your transmittal to the Office of the Federal 

Register for publication. Additional conformed copies ( 5 ) of the Notice are enclosed for your use.  

D Notice of Receipt of Application for Construction Permit(s) and Operating License(s).  

D Notice of Receipt of Partial Application for Construction Permit(s) and Facility 

License(s): Time for Submission of Views on Antitrust Matters.  

D Notice of Consideration of Issuance of Amendment to Facility Operating License.  

LI Notice of Receipt of Application for Facility License(s); Notice of Availability of Applicant's Environmental Report; and 

Notice of Consideration of Issuance of Facility License(s) and Notice of Opportunity for Hearing.  

D Notice of Availability of NRC Draft/Final Environmental Statement.  

E Notice of Limited Work Authorization.  

W Notice of Availability of Safety Evaluation Report.  

L Notice of Issuance of Construction Permit(s).  

D Notice of Issuance of Facility Operating License(s) or Amendment(s).  

- Order.  

E•] Exemption.  

E] Notice of Granting Exemption.  

D Environmental Assessment.  

El Notice of Preparation of Environmental Assessment.  

El Other:

Office of Nuclear Reactor Regulation

Enclosure: 
As stated 

Contact: 
Phone: 

OFFICER 30.WR..# 

URNAMEb- E I1.5$4 

DATE1 7!31/8 
NJRC FORM 318 (10/80) NRCM 0240 OFFICIAL RECORD COPY

DOCKET NO. 50-341 

MEMORANDUM FOR:
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