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Docket los. 30-234
and 59-265 ~—

MAR 2 51974

Commonwealth Edison Cowpany /5%
ATTN: Mr. J. S. Abel Change Neo. I3~

Huclear Licensing Adwinistrator License Wos., DPR-25
?o S. 36‘!5 7'&7 and 393"39
Chicago, Illincis 60620
Gentlemen:
*Refarences:

4. ter fm M. 3. S. Abel to Mr. B. J. Skovhelt, dtd 11734773
2. Ler fm Mr. J. §. Ahel to Mr. D. J. Skovholt, drd DRJ25/73
3. Ltr fm Mr. L. D. Butterfleld te Mr. D. J. Skevholt, dtd 07/03/73
4. Ltr fm ¥Wr, L. D. Butterfield to Mr, B. J. Skovhelt, dtd 06/05/73

We have reviewed your vequest, dated Pebruary 319, 15974, for a
temporary walver of one of the limiting conditioms of opexations
concerning the chlorine effluent contained {n the Tuad Cities
Hon-Radioclogical Technical Specifieations, Appendix 3 te Licenge
¥os. DPR~29 and DFR-30.

Tased on our review of your chloriune test progran (peferences 1-4)%
and the surveillance reguirements listed below we have concluded that
waiving that portion of the vachuical Specifications having to do with
chlorine efflment until we receive the additional informatien requested
in my letter dated Pebreary 12, 1974 is justified. The review of the
chlorine test program is necessary in order to establish revised
Technical Specifications whieh are conslstent with the protectiom of
the emnvironment. The walver duriag the review period does mot praseul
a significant hazards considerations, and'therevis=réésonable“assurance
that the health and safety of the public will not be endanpered.

Pursuant to Section 58.59 of 10 OFR Part 58, the requirements of
Section 1.1 of Appendix B of the Technical Specifications of Tacility
Operating License Nes. DPR-~29 and DPR~30 are hereby walved uneil
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Commonwealth

July 1, 1974
Yimitations:

1.

cc: Mr, B. B, Stephenson, Superintendent

Edison Company

provided that the station is operated within the following

The total free and combined chlorine in the discharge
" bay shall not exceed 1.0 ppm.

The period during which chlorination is performed
shall not exceed 2 hours a day.

If the measured chlorine concentration exceeds the
limit in No. 1 above, chiorination shall Immediately
cease and not be started within 8 hours subsequent
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to the excess measurement,

The Technical Specifications, Appendix B, Specification 2.1,
except for the numerical valuves, shall be the minimum
survelllance raquirements during this walver period,

Sincevely,

/5]

Donald J. Skovhelt, Assistant Director
for Operating Reactors
Birectorate of Licensing
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Commonwealth Edison Company -2 -

4. The Technical Specifications, Appendix B, Specification 2.1,
except for the numeyical values, shall be the inimum
gurveillance requirements during this waivep/pericd.

Sincerely,

nongld J. Skovheltr, Agssistant Director
r Operating Beacteors
irectorate of Licensing
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