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DISCLAIMER

The information contained in this report was prepared for the specific requirement 

of TXU Energy and may not be appropriate for use in situations other than those for 

which it was specifically prepared. TXU Energy PROVIDES NO WARRANTY HEREUNDER, 

EXPRESS OR IMPLIED, OR STATUTORY, OF ANY KIND OR NATURE WHATSOEVER, REGARDING THIS 

REPORT OR ITS USE, INCLUDING BUT NOT LIMITED TO ANY WARRANTIES ON MERCHANTABILITY OR 

FITNESS FOR A PARTICULAR PURPOSE.  

By making this report available, TXU Energy does not authorize its use by others, 

and any such use is forbidden except with the prior written approval of TXU Energy.  

Any such written approval shall itself be deemed to incorporate the disclaimers of 

liability and disclaimers of warranties provided herein. In no event shall 

TXU Energy have any liability for any incidental or consequential damages of any 

type in connection with the use, authorized or unauthorized, of this report or of 

the information in it.
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1.0 CORE OPERATING LIMITS REPORT 

This Core Operating Limits Report (COLR) for CPSES UNIT 2 CYCLE 7 has been prepared 

in accordance with the requirements of Technical Specification 5.6.5.  

The Technical Specifications affected by this report are listed below:

SL 2.1 

LCO 3.1.1 

LCO 3.1.3 

LCO 3.1.4 

LCO 3.1.5 

LCO 3.1.6 

LCO 3.1.8 

LCO 3.2.1 

LCO 3.2.2 

LCO 3.2.3 

LCO 3.3.1 

LCO 3.4.1 

LCO 3.9.1

SAFETY LIMITS 

SHUTDOWN MARGIN 

MODERATOR TEMPERATURE COEFFICIENT 

ROD GROUP ALIGNMENT LIMITS 

SHUTDOWN BANK INSERTION LIMITS 

CONTROL BANK INSERTION LIMITS 

PHYSICS TESTS EXCEPTIONS - MODE 2 

HEAT FLUX HOT CHANNEL FACTOR 

NUCLEAR ENTHALPY RISE HOT CHANNEL FACTOR 

AXIAL FLUX DIFFERENCE 

REACTOR TRIP SYSTEM INSTRUMENTATION 

RCS PRESSURE, TEMPERATURE, AND FLOW DEPARTURE FROM 

NUCLEATE BOILING LIMITS 

BORON CONCENTRATION

1
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2.0 OPERATING LIMITS 

The cycle-specific parameter limits for the specifications listed in Section 1.0 are 

presented in the following subsections. These limits have been developed using the 

NRC-approved methodologies specified in Technical Specification 5.6.5b, Items 5 and 

9 through 19, as supplemented by Item 20. These limits have been determined such 

that all applicable limits of the safety analysis are met.  

2.1 SAFETY LIMITS (SL 2.1) 

2.1.1 In MODES 1 and 2, the combination of thermal power, reactor coolant 

system highest loop average temperature, and pressurizer pressure 

shall not exceed the safety limits specified in Figure 1.  

2.2 SHUTDOWN MARGIN (SDM) (LCO 3.1.1) 

2.2.1 The SDM shall be greater than or equal to 1.3% Ak/k in MODE 2 with 

Keff < 1.0, and in MODES 3, 4, and 5.  

2.3 MODERATOR TEMPERATURE COEFFICIENT (MTC) (LCO 3.1.3) 

2.3.1 The MTC upper and lower limits, respectively, are: 

The BOL/ARO/HZP-MTC shall be less positive than +5 pcm/ 0 F.  

The EOL/ARO/RTP-MTC shall be less negative than -40 pcm/ 0 F.

2
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2.3.2 SR 3.1.3.2 

The MTC surveillance limit is:

The 300 ppm/ARO/RTP-MTC shall be less negativ( 

than or equal to -31 pcm/ 0 F.  

The 60 ppm/ARO/RTP-MTC shall be less negative 

than or equal to -38 pcm/ 0F.  

where: BOL stands for Beginning of Cycle 

ARO stands for All Rods Out 

HZP stands for Hot Zero THERMAL PO0 

EOL stands for End of Cycle Life 

RTP stands for RATED THERMAL POWER

Li f• 

WER

2.4 ROD GROUP ALIGNMENT LIMITS (LCO 3.1.4) 

2.4.1 The SDM shall be greater than or equal to 1.3% Ak/k in MODES 1 and 2.  

2.5 SHUTDOWN BANK INSERTION LIMITS (LCO 3.1.5) 

2.5.1 The shutdown rods shall be fully withdrawn. Fully withdrawn shall be 

the condition where shutdown rods are at a position within the 

interval of 218 and 231 steps withdrawn, inclusive.

3
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2.6 CONTROL BANK INSERTION LIMITS (LCO 3.1.6) 

2.6.1 The control banks shall be limited in physical insertion as shown in 

Figure 2.  

2.6.2 The control banks shall always be withdrawn and inserted in the 

prescribed sequence. For withdrawal, the sequence is control bank A, 

control bank B, control bank C, and control bank D. The insertion 

sequence is the reverse of the withdrawal sequence.  

2.6.3 A 115 step Tip-to-Tip relationship between each sequential control 

bank shall be maintained.  

2.7 PHYSICS TESTS EXCEPTIONS - MODE 2 (LCO 3.1.8) 

2.7.1 The SDM shall be greater than or equal to 1.3% ak/k in MODE 2 during 

PHYSICS TESTS.

2.8 HEAT FLUX HOT CHANNEL FACTOR (FQ(Z)) 

FQRTP 

2.8.1 FQ(Z) < [K(Z)] for 

P

FQ (Z)
FQRTP 

0.5

(LCO 3.2.1)

"P > 0.5

[K(Z)] for P • 0.5

where: P = THERMAL POWER 
RATED THERMAL POWER

4
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2.8.2 FQRTP = 2.42 

2.8.3 K(Z) is provided in Figure 3.  

2.8.4 Maximum elevation dependent W(Z) values are given in Figure 4.  

Figures 5, 6, and 7 give burnup dependent values for WMZ). Figures 5, 

6, and 7 can be used in place of Figure 4 to interpolate or 

extrapolate (via a three point fit) the W(Z) at a particular burnup.  

2.8.5 SR 3.2.1.2 

If the two most recent FQ(Z) evaluations show an increase in the 

expression

maximum over Z [ FQC(Z) / K(Z) ]

FQw(Z) shall be increased by a factor of 1.02. This requirement is 

for all cycle burnups.  

2.9 NUCLEAR ENTHALPY RISE HOT CHANNEL FACTOR (F
TM
AH. (LCO 3.2.2) 

2.9.1 FNAH < FRTPAH [1 + PFAH (l-P)] 

where: P = THERMAL POWER 
RATED THERMAL POWER 

2.9.2 FRT•PAH = 1.55 

2.9.3 PFAH = 0.3

5
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2.10 AXIAL FLUX DIFFERENCE (AFD) (LCO 3.2.3) 

2.10.1 The AFD target band is +5%, -12% at 100% RTP linearly expanding to 

+20%, -17% at 50% RTP. Below 50% RTP, the AFD target band remains 

constant at +20%, -17%.  

2.10.2 The AFD Acceptable Operation Limits are provided in Figure 8.  

2.11 REACTOR TRIP SYSTEM (RTS) INSTRUMENTATION (LCO 3.3.1) 

2.11.1 The numerical values pertaining to the Overtemperature N-16 reactor trip 

setpoint are listed below:

K1 

K2 

K3 

TcP 

pI 

T, 

T2

= 1.150 

= 0.0145 /PF 

= 0.00075 /psig 

= 560.5 'F 

> 2235 psig 

> 10 sec 

_ 3 sec

f1(Aq) = 0.00 {(qt-qb) + 65%} 

= 0% 

- 2.03- {(qt-qb) - 7.3%}

when (qt-qb) < -65% RTP 

when -65% RTP < (qt-qb) < +7.3% RTP 

when (qt-qb) > +7.3% RTP

6
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2.12 RCS PRESSURE, TEMPERATURE, AND FLOW DEPARTURE FROM 

NUCLEATE BOILING (DNB) LIMITS (LCO 3.4.1) 

2.12.1 RCS DNB parameters for pressurizer pressure, RCS average temperature, and 

RCS total flow rate shall be within the surveillance limits specified 

below: 

2.12.2 SR 3.4.1.1

Pressurizer pressure Ž 2220 psig 

2 2222 psig

(4 channels) 

(3 channels)

The pressurizer pressure limits correspond to the analytical limit of 

2205 psig used in the safety analysis with allowance for measurement 

uncertainty. These uncertainties are based on the use of control 

board indications and the number of available channels.  

2.12.3 SR 3.4.1.2

RCS average temperature g 592 OF 

592 OF

(4 channels) 

(3 channels)

The RCS average temperature limits correspond to the analytical limit 

of 595.7 OF used in the safety analysis with allowance for measurement 

uncertainty. These uncertainties are based on the use of control 

board indications and the number of available channels.

7
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2.12.4 SR 3.4.1.3 

The RCS total flow rate based on precision heat balance shall 

be ; 408,000 gpm 

2.12.5 SR 3.4.1.4 

The RCS total flow rate based on precision heat balance shall 

be Ž 408,000 gpm 

The required RCS flow, based on an elbow tap differential pressure 

instrument measurement prior to MODE 1 after the refueling outage, 

shall be greater than 317,000 gpm.  

2.13 BORON CONCENTRATION (LCO 3.9.1) 

2.13.1 The required refueling boron concentration is 2225 ppm.  

3.0 REFERENCES 

Technical Specification 5.6.5.
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FIGURE 1 

REACTOR CORE SAFETY LIMITS 
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FIGURE 2 

ROD BANK INSERTION LIMITS VERSUS THERMAL POWER
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NOTES: 1. Fully withdrawn shall be the condition where control rods 
are at a position within the interval of 218 and 231 steps 
withdrawn, inclusive.  

2. Control Bank A shall be fully withdrawn.
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FIGURE 3 

K(Z) NORMALIZED FQ(Z) AS A FUNCTION OF CORE HEIGHT
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FIGURE 4 

W(Z) AS A FUNCTION OF CORE HEIGHT 
(MAXIMUM)
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FIGURE 5 

W(Z) AS A FUNCTION OF CORE HEIGHT 
(150 MWD/MTU)
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FIGURE 6 

W(Z) AS A FUNCTION OF CORE HEIGHT 
(10,000 MWD/MTU)
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FIGURE 7 

W(Z) AS A FUNCTION OF CORE HEIGHT 
(20,000 MWD/MTU)
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FIGURE 8 

AXIAL FLUX DIFFERENCE LIMITS AS A FUNCTION OF 
RATED THERMAL POWER
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