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Dear Mr. Shelton: 

SUBJECT: AMENDMENT NO. 118 TO FACILITY OPERATING LICENSE NO. NPF-3: 
STEAM GENERATOR LOW-LEVEL TRIP SETPOINT (TAC NO. 66007) 

The Commission has issued the enclosed Amendment No.118 to Facility Operating 
License No. NPF-3 for the Davis-Besse Nuclear Power Station, Unit No. 1. This 
amendment consists of changes to the Appendix A Technical Specifications (TS's) 
in response to your application dated December 7, 1987 (No. 1414).  

This amendment revises the steam generator low-level Steam and Feedwater 
Rupture Control System (SFRCS) trip setpoint, and the allowable values for 
channel functional test and channel calibration required by TS Section 3.3.2.2, 
Table 3.3-12, Steam and Feedwater Rupture Control System Instrumentation Trip 
Setpoints. Additionally, footnote (1) to Table 3.3-12 was changed to clarify 
that the setpoints are defined in terms of actual water level above the lower 
tube sheet.

Copies of the Safety Evaluation and 
amendment are enclosed. The notice 
Federal Register for publication.

the notice of issuance relating to this 
has been forwarded to the Office of the 

Sincerely, 

Albert W. De Agazio, Sr. Project Manager 
Project Directorate 111-3 
Division of Reactor Projects - III, IV, 

V & Special Projects

Enclosures: 
1. Amendment No.118to 

License No. NPF-3 
2. Safety Evaluation

cc: See next page
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Mr. Donald C. Shelton 
Toledo Edison Company 

cc: 
David E. Burke, Esq.  
The Cleveland Electric 

Illuminating Company 
P. 0. Box 5000 
Cleveland, Ohio 44101 

Mr. Robert W. Schrauder 
Manager, Nuclear Licensing 
Toledo Edison Company 
Edison Plaza 
300 Madison Avenue 
Toledo, Ohio 43652 

Gerald Charnoff, Esq.  
Shaw, Pittman, Potts 

and Trowbridge 
2300 N Street N.W.  
Washington, D.C. 20037

Regional Administrator, 
U.S. Nuclear Regulatory 
799 Roosevelt Road 
Glen Ellyn, Illinois

Region III 
Commission

Davis-Besse Nuclear Power Station 
Unit No. 1 

Radiological Health Program 
Ohio Department of Health 
1224 Kinnear Road 
Columbus, Ohio 43212 

Attorney General 
Department of Attorney 

General 
30 East Broad Street 
Columbus, Ohio 43215 

Mr. James W. Harris, Director 
(Addressee Only) 
Division of Power Generation 
Ohio Department of Industrial Relations 
2323 West 5th Avenue 
P. 0. Box 825 
Columbus, Ohio 43216 

Ohio Environmental Protection Agency.  
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Columbus, Ohio 43266-0558
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Suite 525, 1700 Rockville Pike 
Rockville, Maryland 20852 

Resident Inspector 
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5503 N. State Route 2 
Oak Harbor, Ohio 43449

President, Board of 
County Commissioners of 
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Port Clinton, Ohio 43452 

State of Ohio 
Public Utilities Commission 
180 East Broad Street 
Columbus, Ohio 43266-0573



÷0 UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

TOLEDO EDISON COMPANY 

AND 

THE CLEVELAND ELECTRIC ILLUMINATING COMPANY 

DOCKET NO. 50-346 

DAVIS-BESSE NUCLEAR POWER STATION, UNIT NO. 1 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 118 
License No. NPF-3 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by the Toledo Edison Company and The 
Cleveland Electric Illuminating Company (the licensees) dated 
December 7, 1987 complies with the standards and requirements of the 
Atomic Energy Act of 1954, as amended (the Act), and the Commission's 
rules and regulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, the 
provisions of the Act, and the rules and regulations of the 
Commission; 

C. There is reasonable assurance (i) that the activities authorized by 
this amendment can be conducted without endangering the health and 
safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common 
defense and security or to the health and safety of the public; and 

E. The issuance of this amendment is In accordance with 10 CFR Part 51 
of the Commission's regulations and all applicable requirements have 
been satisfied.  

2. Accordingly, the license is amended by changes to the Technical 
Specifications as indicated in the attachment to this license amendment, 
and paragraph 2.C.(2) of Facility Operating License No. NPF-3 is hereby 
amended to read as follows: 
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(a) Technical Specifications 

The Technical Specifications contained in Appendices A and B, as 
revised through Amendment No. 118, are hereby incorporated in the 
license. The Toledo Edison Company shall operate the facility in 
accordance with the Technical Specifications.  

3. This license amendment is effective as of its date of issuance and shall 
be implemented not later than October 17, 1988.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Kenneth E. Perkins, Director 
Project Directorate 111-3 
Division of Reactor Projects - III, IV, 

V, & Special Projects 

Attachment: Changes to the Technical 
Specifications

Date of Issuance: August 31, 1988



ATTACHMENT TO LICENSE AMENDMENT NO. 118 

FACILITY OPERATING LICENSE NO. NPF-3 

DOCKET NO. 50-346 

Replace the following pages of the Appendix "A" Technical Specifications with 
the attached pages. The revised pages are identified by amendment number and 
contain vertical lines indicating the area of change. The corresponding 
overleaf pages are also provided to maintain document completeness.  

Remove Insert 

3/4 3-28 3/4 3-28
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TABLE 3.3-11 (Continued)

TABLE NOTATION 

* May be bypassed when steam pressure is below 650 pslg. Bypass shall 
be automatieolly removed when the steam pressure exceeds 650 pslg.  

# The provisions of Specification 3.0.4 are not applicable.  

ACTION STATEMENTS

ACTION 13 

ACTION 14 -

With the number of OPERABLE Channels one less than the 
Total Number of-Channels, startup and/or power operation 
may proceed until performance of the next required 
CHANNEL FUNCTIONAL TEST provided the inoperable sec
tion of the channel is placed in the tripped condition 
within 1 hour.  

With the number of OPERABLE Channels one less than the 
Total Number of Channels, restore the inoperable channel 
to OPERABLE status within 48 hours or be in at least HOT 
STANDBY within the next 6 hours and in COLD SHUTDOWN 
within the following 30 hours.

IDAVIS-BESSE, UNIT I

I

3/4 3-27 Amendment No. 37
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FUNCTIONAL UNITS

1. Steam Line Pressure - Low 

2. Steam Generator Level - Low(l) 

3. Steam Generator Feedwater 
Differential Pressure - High 

4. Reactor Coolant Pumps - Loss of

TRIP SETPOINTS 

> 591.6 psig 

> 16.4" 

< 197.6 psid

High < 1384.6 amps 
Low > 106.5 amps

ALLOWABLE VALUES 

> 591.6 psig* 
> 586.6 psig** 

> 15.6"* 
> 12.9"** 

< 197.6 psid* 
< 199.6 psidA-k 

< 1384.6 amps# 
> 106.5 amps#

Actual water level above the lower steam generator tubesheet.  
Where differential pressure is steam generator minus feedwater pres• 

*Allowable Value for CHANNEL FUNCTIONAL TEST 
**Allowable Value for CHANNEL CALIBRATION 
#Allowable Value for CHANNEL FUNCTIONAL TEST and CHANNEL CALIBRATION

sure.

TABLE 3.3-12 

STEAM AND FEEDWATER RUPTURE CONTROL SYSTEM 
INSTRUMENTATION TRIP SETPOINTS

U) 
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UNITED STATES 
1? )NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 118 TO FACILITY OPERATING LICENSE NO. NPF-3 

TOLEDO EDISON COMPANY 

AND 

THE CLEVELAND ELECTRIC ILLUMINATING COMPANY 

DAVIS-BESSE NUCLEAR POWER STATION, UNIT NO. 1 

DOCKET NO. 50-346 

1.0 INTRODUCTION 

By letter dated December 7, 1987, Toledo Edison Company proposed a revision 
to the Davis-Besse Nuclear Power Station, Unit No. 1 Appendix A Technical 
Specifications (TS's). The proposed change would revise the steam generator 
low-level setpoints as specified in Technical Specification 3.3.2.2, Steam and 
Feedwater Rupture Control System (SFRCS) Instrumentation.  

The proposed revision would allow lowering the SFRCS Steam Generator Level-Low 
Setpoint from not less than 20 inches to not less than 16.4 inches. Toledo 
Edison Company asserts that the proposed change would reduce the potential for 
spurious SFRCS actuations by increasing the margin between the SFRCS trip 
setpoint and the Integrated Control System low level limit.  

2.0 EVALUATION 

The technical support provided for the reduction in the SFRCS Steam Generator 
Level-Low Setpoint includes a reanalysis of the Loss of Feedwater (LOFW) 
transient presented in Section 15.2.8 of the Updated Safety Analysis Report 
(USAR) and a description of the methodology employed to calculate the low 
level setpoint and allowable values. The reanalysis of the LOFW transient has 
been reviewed previously in response to a request by Toledo Edison Company for 
a change to Basis Section 3/4.7.1.2, Auxiliary Feedwater Systems, which would 
allow a change in the required Auxiliary Feedwater (AFW) flow from 800 gpm to 
600 gpm. The staff has already reviewed and approved (Safety Evaluation dated 
November 18, 1987) that analysis.  

The reanalysis of the LOFW transient assumed the initiating event to be the 
failure of the main feedwater control valves with a subsequent ramp-reduction 
to zero flow in 7 seconds. This represents a bounding case for the determina
tion of the required AFW. This LOFW scenario is the only design basis accident 
that takes credit for SFRCS actuation due to steam generator low level and, as 
such, forms the basis for the determination of the steam generator low-level 
setpoint requirements for SFRCS.  
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The determination of the SFRCS Steam Generator Level-Low Trip Setpoint (16.4 
inches), Allowable Value for Channel Functional Testing (15.6 inches) and 
Allowable Value for Channel Calibration (12.9 inches) was performed by Toledo 
Edison Company based upon the USAR transient analysis assumption for the 
setpoint (10 inches above lower tubesheet) and data associated with the 
instrument channels installed at Davis-Besse. The setpoint determination was 
performed in accordance with the guidelines of ISA Standard S67.04 which is 
standard industry practice. Allowances for transmitter drift and bistable 
drift are included in the determination of the allowable values.  

Based upon a review of Toledo Edison Company's submittals in support of the 
application, the staff finds that Toledo Edison Company has evaluated the 
limiting transient associated SFRCS actuation of AFW due to low steam 
generator level, and has accounted for the USAR analysis assumptions and 
instrumentation uncertainties in the determination of the proposed Technical 
Specification revisions. Therefore, the staff finds the proposed changes 
acceptable.  

3.0 ENVIRONMENTAL CONSIDERATION 

Pursuant to 10 CFR 51.21, 51.32, and 51.35, an environmental assessment and 
finding of no significant impact has been prepared and published in the 
Federal Register on August 31, 1988 (53 FR33563).Accordingly, based upon the 
environmental assessment, the Commission has determined that the issuance of 
this amendment will not have a significant effect on the quality of the human 
environment.  

4.0 CONCLUSION 

The staff has concluded, based on the considerations discussed above, that: 
(1) there is reasonable assurance that the health and safety of the public 
will not be endangered by operation in the proposed manner, and (2) such 
activities will be conducted in compliance with the Commission's regulations, 
and the issuance of this amendment will not be inimical to the common defense 
and security or to the health and safety of the public.  

Principal Contributor: W. D. Reckley 
A. W. De Agazio

Dated: August 31, 1988
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U. S. NUCLEAR REGULATORY COMMISSION 

TOLEDO EDISON COMPANY, ET AL.  

DOCKET NO. 50-346 

NOTICE OF ISSUANCE OF AMENDMENT TO 

FACILITY OPERATING LICENSE 

The U. S. Nuclear Regulatory Commission (the Commission) has issued 

Amendment No. 118 to Facility Operating License No. NPF-3, issued to The 

Toledo Edison Company and The Cleveland Electric Illuminating Company (the 

licensee), which revised the Technical Specifications for operation of the 

Davis-Besse Nuclear Power Station, Unit No. 1 (the facility) located in 

Ottawa County, Ohio. The amendment was effective as of the date of its 

issuance.  

The amendment revises the steam generator low-level Steam and 

Feedwater Rupture Control System trip setpoint and the allowable values for 

channel functional test and channel calibration required by TS Section 

3.3.2.2, Table 3.3-12. Also, a footnote was changed to clarify that the 

setpoints are defined in terms of actual water level above the lower tube 

sheet.  

The application for the amendment complies with the standards and 

requirements of the Atomic Energy Act of 1954, as amended (the Act), and 

the Commission's rules and regulations. The Commission has made appropriate 

findings as required by the Act and the Commission's rules and regulations 

in 10 CFR Chapter I, which are set forth in the license amendment.  

Notice of Consideration of Issuance of Amendment and Opportunity for 

Hearing in connection with this action was published in the FEDERAL REGISTER 
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on May 3, 1988 (53 FR 15759). No request for hearing or petition for 

leave to intervene was filed following this notice.  

For further details with respect to this action see (1) the application 

for amendment dated December 7, 1987, (2) Amendment No. 118 to License No.  

NPF-3, (3) the Commission's related Safety Evaluation dated August 31, 1988 

and (4) the Environmental Assessment dated August 31, 1988 (53 FR 33563 ).  

All of these items are available for public inspection at the Commission's 

Public Document Room, 1717 H Street, N.W., Washington, D.C., and at the 

University of Toledo Library, Documents Department, 2801 Bancroft Avenue, 

Toledo, Ohio 43606.  

A copy of items (2), (3) and (4) may be obtained upon request addressed 

to the U. S. Nuclear Regulatory Commission, Washington, D. C. 20555, Attention: 

Director, Division of Reactor Projects - III, IV, V and Special Projects.  

Dated at Rockville, Maryland this 31st day of August 1988.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Albert D Agazio, Sr. P ec Manager 
Project Directorate 111-3 
Division of Reactor Projects - III, 

IV, V and Special Projects


