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SUBJECT: ENVIRONMENTAL ASSESSMENT RELATED TO APPLICATION TO REVISE 
MSIV CLOSURE TIME, AND SAFETY FEATURES SYSTEM AND SFRCS 
RESPONSE TIMES (TAC 65858) 

Dear Mr. Shelton: 

Enclosed for your information is a copy of an Environmental Assessment and 
Finding of No Significant Impact. This assessment is related to the license 
amendment requested in your application dated July 27, 1987 (No. 1387) as sup
plemented by your letter dated March 31, 1988 (No. 1501) which relates to revi
sion of response times for the Main Steam Isolation Valve (MSIV) response times, 
Safety Features System response times, and Steam and Feedwater Rupture Control 
System (SFRCS) response times. This Environmental Assessment has been forwarded 
to the Office of the Federal Register for publication.  

Sincerely, 

/.S/ 
Albert W. De Agazio, Sr. Project Manager 
Project Directorate 111-3 
Division of Reactor Projects - III, 

IV, V and Special Projects 
Enclosure: 
As stated

cc: See next page
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U.S. NUCLEAR REGULATORY COMMISSION 

TOLEDO EDISON COMPANY 

THE CLEVELAND ELECTRIC ILLUMINATING COMPANY 

DOCKET NO. 50-346 

ENVIRONMENTAL ASSESSMENT AND 

FINDING OF NO SIGNIFICANT IMPACT 

The U. S. Nuclear Regulatory Commission (the Commission) is considering 

issuance of an amendment to Facility Operating License No. NPF-3, issued to 

Toledo Edison Company and The Cleveland Electric Illuminating Company (the 

licensees), for operation of the Davis-Besse Nuclear Power Station, Unit No. 1, 

located in Ottawa County, Ohio.  

ENVIRONMENTAL ASSESSMENT 

Identification of Proposed Action 

The proposed amendment would revise the provisions in the Davis-Besse 

Nuclear Power Station, Unit No. 1, Technical Specifications (TS's) relating 

to response times and surveillance requirements for the Main Steam Isolation 

Valves, Safety Features System, and Steam and Feedwater Rupture Control System.  

The proposed changes would ensure consistent closure response time requirements 

throughout the Appendix A TS's, would delete redundant response time requirements, 

and would clarify the meaning of the response time requirement.  

The Need for the Proposed Action 

The proposed changes are needed to make the MSIV closure time requirements 

consistent throughout the technical specifications under the assumptions applied 

in the analyses in the Updated Safety Analysis Report (USAR). The changes also 

would eliminate requirements where they are not necessary to satisfy the assump

tions applied in the USAR.  
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The MSIV's are installed in both main-steam lines between the steam genera

tors (SG's) and the turbine, and provide isolation of the steam generators when 

required. Automatic closure of these valves is through the Safety Features 

Actuation System (SFAS) or the Steam and Feedwater Rupture Control System 

(SFRCS). SFAS will initiate MSIV closure upon a high-high containment pressure 

signal, and SFRCS will initiate closure upon either low steam pressure, high SG 

level, or a high pressure differential between the SG and main feedwater line.  

Operability and closure time requirements for the MSIV's are specified in 

four sections of the Technical Specifications; however the closure and response 

times stated are not consistent between sections because the requirements were 

developed for certain sections independently of the others. Therefore, the pro

posed amendment would specify a consistent closure requirement where closure 

times are necessary to be specified. Where it is not necessary to specify such 

a requirement for the MSIV's, nonapplicability would be indicated.  

The Commission has evaluated the environmental impact of the proposed 

amendment and has determined that post-accident radiological releases would not 

be greater than previously determined. The proposed amendment does not other

wise affect radiological plant effluents during normal operation. In addition, 

the proposed amendment does not have any influence upon occupational radiation 

exposure.  

Therefore, the Commission concludes that there are no significant 

radiological environmental impacts associated with this proposed 

amendment.  

With regard to potential nonradiological impacts, the proposed amendment 

does not affect nonradiological plant effluents and has no other
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environmental impact. Therefore, the Commission concludes that there are no 

significant nonradiological environmental impacts associated with the proposed 

amendment.  

The Notice of Consideration of Issuance of Amendment and Opportunity for 

Hearing in connection with this action was published in the Federal Register 

on March 23, 1988 (53 FR 9527). No request for hearing or petition for leave to 

intervene was filed following this notice.  

Alternatives to the Proposed Action 

Since the Commission has concluded that the environmental effects of the 

proposed action are not significant, any alternative with equal or greater 

environmental impacts need not be evaluated.  

The principal alternative would be to deny the requested amendment. This 

would not reduce the environmental impacts attributable to this facility and 

would only result in continuing the specification of inconsistent requirements 

for closure and response times for the MSIV's.  

Alternative Use of Resources 

This action does not involve the use of resources not previously considered 

in the Final Environmental Statement related to operation of the Davis-Besse 

facility.  

Agencies and Persons Consulted 

The Commission's staff reviewed the licensee's request and did not consult 

other agencies or persons.  

FINDING OF NO SIGNIFICANT IMPACT 

The Commission has determined not to prepare an environmental impact 

statement for the proposed amendment.
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Based upon the foregoing environmental assessment, we conclude that the 

proposed action will not have a significant effect on the quality of the human 

environment.  

For further details with respect to this action, see the application for 

amendment dated July 27, 1987, and supplemental information submitted March 31, 

1988 which is available for public inspection at the Commission's Public Docu

ment Room, 1717 H Street, N.W., Washington D.C., and at the University of Toledo 

Library, Documents Department, 2801 Bancroft Avenue, Toledo, Ohio 43606.  

Dated at Rockville, Maryland, this 25 th day of August, 1988.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Timothy G. Co burn, Acting Director 
Project Directorate 111-3 
Division of Reactor Projects - III, 

IV, V and Special Projects


