
A,'ust 31, 1989

Docket No. 50-313 

Mr. T. Gene Campbell 
Vice President, Nuclear 
Arkansas Power and Light Company 
P. 0. Box 551 
Little Rock, Arkansas 72203 

Dear Mr. Campbell: 

SUBJECT: ISSUANCE OF AMENDMENT NO. 125 TO FACILITY OPERATING LICENSE 
NO. DPR-51 - ARKANSAS NUCLEAR ONE, UNIT 1 (TAC NO. 73606) 

The Commission has issued the enclosed Amendment No. 125 to Facility Operating 
License No. DPR-51 for the Arkansas Nuclear One, Unit No. i (ANO-1). This 
amendment consists of changes to the Technical Specifications (TSs) in response 
to your application dated June 13, 1989.  

The amendment adds a note to the ANO-1 TSs to clarify the meaning of 
TS 3.4.1.4 regarding the turbine driven emergency feedwater pump operability 
determination prior to heating the reactor coolant system above 280 0 F.

A copy of the Safety Evaluation is also enclosed.  
included in the Commission's next biweekly Federal 

Sincerely,

Notice of Issuance will be 
Register notice.

/s/ 
C. Craig Harbuck, Project Manager 
Project Directorate IV 
Division of Reactor Projects - III, 

IV, V and Special Projects 
Office of Nuclear Reactor Regulation

Enclosures: 
1. Amendment No. 125 to DPR-51 
2. Safety Evaluation 

cc w/enclosures: 
See next page
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UNITED STATES 
o NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

August 25, 1989 

Docket No. 50-313 

Mr. T. Gene Campbell 
Vice President, Nuclear 
Arkansas Power and Light Company 
P. 0. Box 551 
Little Rock, Arkansas 72203 

Dear Mr. Campbell: 

SUBJECT: ISSUANCE OF AMENDMENT NO. 125 TO FACILITY OPERATING LICENSE 
NO. DPR-51 - ARKANSAS NUCLEAR ONE, UNIT 1 (TAC NO. 73606) 

The Commission has issued the enclosed Amendment No. 125 to Facility Operating 
License No. DPR-51 for the Arkansas Nuclear One, Unit No. 1 (ANO-1). This 
amendment consists of changes to the Technical Specifications (TSs) in response 
to your application dated June 13, 1989.  

The amendment adds a note to the ANO-1 TSs to clarify the meaning of 
TS 3.4.1.4 regarding the turbine driven emergency feedwater pump operability 
determination prior to heating the reactor coolant system above 280'F.  

A copy of the Safety Evaluation is also enclosed. Notice of Issuance will be 
included in the Commission's next biweekly Federal Register notice.  

Sincerely, 

C. Craig Harbuck, Project Manager 
Project Directorate IV 
Division of Reactor Projects - III, 

IV, V and Special Projects 
Office of Nuclear Reactor Regulation 

Enclosures: 
1. Amendment No. 125 to DPR-51 
2. Safety Evaluation 

cc w/enclosures: 
See next page



Mr. T. Gene Campbell 
Arkansas Power & Light Company Arkansas Nuclear One, Unit 1 

cc: 

Mr. Early Ewing, General Manager 
Technical Support and Assessment 
Arkansas Nuclear One 
P. 0. Box 608 
Russellville, Arkansas 72801 

Mr. Niel Cams, Director 
Nuclear Operations 
Arkansas Nuclear One 
P. 0. Box 608 
Russellville, Arkansas 72801 

Mr. Nicholas S. Reynolds 
Bishop, Cook, Purcell & Reynolds 
1400 L Street, N.W.  
Washington, D.C. 20005-3502 

Mr. Robert B. Borsum 
Babcock & Wilcox 
Nuclear Power Generation Division 
1700 Rockville Pike, Suite 525 
Rockville, Maryland 20852 

Senior Resident Inspector 
U.S. Nuclear Regulatory Commission 
1 Nuclear Plant Road 
Russellville, Arkansas 72801 

Regional Administrator, Region IV 
U.S. Nuclear Regulatory Commission 
Office of Executive Director 

for Operations 
611 Ryan Plaza Drive, Suite 1000 
Arlington, Texas 76011 

Honorable Joe W. Phillips 
County Judge of Pope County 
Pope County Courthouse 
Russellville, Arkansas 72203 

Ms. Greta Dicus, Director 
Division of Environmental Health 

Protection 
Arkansas Department of Health 
4815 West Markam Street 
Little Rock, Arkansas 72201
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ARKANSAS POWER AND LIGHT COMPANY 

DOCKET NO. 50-313 

ARKANSAS NUCLEAR ONE, UNIT 1 

AMENDMENT TO FACILITY OPERATING LICENSE

Amendment No. 125 
License No. DPR-51 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Arkansas Power and Light Company 
(the licensee) dated June 13, 1989, complies with the standards and 
requirements of the Atomic Energy Act of 1954, as amended (the Act), 
and the Commission's rules and regulations set forth in 10 CFR 
Chapter I; 

B. The facility will operate in conformity with the application, as 
amended, the provisions of the Act, and the rules and regulations 
of the Commission; 

C. There is reasonable assurance: (i) that the activities authorized 
by this amendment can be conducted without endangering the health 
and safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this license amendment will not be inimical to the 
common defense and security or to the health and safety of the public; 
and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 
of the Commission's regulations and all applicable requirements have 
been satisfied.  
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2. Accordingly, the license is amended by changes to the Technical 
Specifications as indicated in the attachment to this license 
amendment, and Paragraph 2.C.(2) of Facility Operating License No.  
DPR-51 is hereby amended to read as follows: 

2. Technical Specifications 

The Technical Specifications contained in Appendix A, as 
revised through Amendment No. 125, are hereby incorporated 
in the license. The licensee shall operate the facility in 
accordance with the Technical Specifications.  

3. The license amendment is effective as of its date of issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

. ' 

Frederick J. Hebdon, Director 
Project Directorate IV 
Division of Reactor Projects - III, 

IV, V and Special Projects 
Office of Nuclear Reactor Regulation 

Attachment: 
Changes to the Technical 

Specifications

Date of Issuance: August 31 , 1989



ATTACHMENT TO LICENSE AMENDMENT NO. 125 

FACILITY OPERATING LICENSE NO. DPR-51

DOCKET NO. 50-313

Revise the following page of 
with the attached page. The 
number and contains a vertica 

REMOVE PAGE 

40

the Appendix "A" Technical Specifications 
revised page is identified by Amendment 
1 line indicating the area of change.  

INSERT PAGE 

40



3.4 STEAM AND POWER CONVERSION SYSTEM

Applicability 

Applies to the turbine cycle components for removal of reactor decay heat.  

Objective 

To specify minimum conditions of the turbine cycle equipment necessary to 
assure the capability to remove decay heat from the reactor core.  

Specifications 

3.4.1 The reactor shall not be heated above 280OF unless the following 
conditions are met: 

1. Capability to remove decay heat by use of two steam generators.  

*2. Fourteen of the steam system safety valves are operable.  

3. A minimum of 11.1 feet (107,000 gallons) of water is available 
in Tank T41B.  

**4. Both EFW pumps and their flow paths are operable.  

5. Both main steam block valves and both main feedwater isolation 
valves are operable.  

3.4.2 Initiate functions of the EFIC system which are bypassed at cold 
shutdown conditions shall have the following minimum operability 
conditions: 

a. "low steam generator pressure" initiate shall be operable when 
the main steam pressure exceeds 750 psig.  

b. "loss of 4 RC pumps" initiate shall be operable when neutron 
flux exceeds 10% power.  

c. "main feedwater pumps tripped" initiate shall be operable when 

neutron flux exceeds 10% power.  

* Except that during hydrotests, with the reactor subcritical, fourteen of 
the steam system safety valves may be gagged and two (one on each header), 
may be reset for the duration of the test, to allow the required pressure 
for the test to be attained.  

"**Except that a test with available steam pressure of the steam driven EFW 
pump shall demonstrate its functionality until completion of surveillance 
testing at hot shutdown conditions as required by Surveillance Requirement 4.8.1.

Amendment No. 00, 00, 01, X01, 125 40



UNITED STATES 
All NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 125 TO 

FACILITY OPERATING LICENSE NO. DPR-51 

ARKANSAS POWER AND LIGHT COMPANY 

ARKANSAS NUCLEAR ONE, UNIT NO. 1 

DOCKET NO. 50-313 

INTRODUCTION 

By letter dated June 13, 1989, Arkansas Power and Light Company (AP&L or the 
licensee) requested an amendment to the Technical Specifications (TSs) appended 
to Facility Operating License No. DPR-51 for Arkansas Nuclear One, Unit 1 
(ANO-1). The proposed amendment would add a note to Technical Specification 
3.4.1.4 to clarify that a limited test (with available steam pressure) of the 
steam turbine driven Emergency Feedwater (EFW) pump prior to exceeding a 
reactor coolant system (RCS) temperature of 280°F is sufficient demonstration 
of its functionality until completion of plant heatup to hot shutdown conditions 
(RCS temperature greater than 525 0 F), when adequate secondary steam pressure is 
available to allow performance of testing per Surveillance Requirement 4.8.1(a)i.  

EVALUATION 

TS 3.4.1.4 specifies that the reactor shall not be heated above 2801F unless 
both EFW pumps and their flow paths are operable. Surveillance Requirement 4.8 
describes the testing required to demonstrate the operability of the EFW pumps 
and associated valves. Surveillance Requirement 4.8.1(a)1 defines the specific 
performance criteria for the steam turbine driven EFW pump (in terms of minimum 
discharge pressure and flow) which must be verified at least once per 31 days 
or upon achieving RCS hot shutdown conditions following a plant heatup and 
prior to reactor criticality. However, prior to RCS heatup above 2800 F, there 
is insufficient steam energy in the steam generators to allow the EFW pump 
steam turbine to drive the pump to the minimum required discharge pressure and 
flow. Therefore, TS 3.4.1.4 and the associated Surveillance Requirement 4.8.1(a)i 
have historically been interpreted by the licensee as allowing demonstration of 
operability of the steam turbine driven EFW pump after completion of plant 
heatup, instead of prior to exceeding 280°F RCS temperature.  

The licensee has proposed to add a clarifying note in the TS to interpret the 
operability Surveillance Requirement 4.8.1(a)l unambiguously and more conserva
tively. This note would result in the requirement to perform a limited test of 
the steam turbine driven pump prior to RCS heatup above 2800 F, followed by 
demonstration of operability upon completion of RCS heatup to hot shutdown 
conditions, which then allows performance of the surveillance testing defined 
by 4.8.1(a)1.  

8909120165 890831 
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Because the proposed change represents an increase in previous test requirements 
and clarifies a significant ambiguity in the TSs, the staff concludes that the 
change will enhance safe operation of ANO-1 and is therefore acceptable.  

ENVIRONMENTAL CONSIDERATION 

The amendment involves a change in the installation or use of a facility 
component located within the restricted area as defined in 10 CFR Part 20.  
The staff has determined that the amendment involves no significant 
increase in the amounts, and no significant change in the types, of any 
effluents that may be released offsite, and that there is no significant 
increase in individual or cumulative occupational radiation exposures.  
The Commission has previously issued a proposed finding that the amendment 
involves no significant hazards consideration and there has been no public 
comment on such finding. Accordingly, the amendment meets the eligibility 
criteria for categorical exclusion set forth in 10 CFR Section 51.22(c)(9).  
Pursuant to 10 CFR 51.22(b), no environmental impact statement or environ
mental assessment need be prepared in connection with the issuance of the 
amendment.  

CONCLUSION 

The staff has concluded, based on the considerations discussed above, that: 
(1) there is reasonable assurance that the health and safety of the public 
will not be endangered by operation in the proposed manner, and (2) such 
activities will be conducted in compliance with the Commission's regulations, 
and the issuance of the amendment will not be inimical to the common defense 
and security or to the health and safety of the public.  

Date: August 31, 1989

Principal Contributor: C. Harbuck


