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SUBJECT: Revised Submission Of NEDC-33046 Report - Technical Justification 
to Support Risk-Informed Primary Containment Isolation Valve AOT 
Extensions for BWR Plants For NRC Staff Review 

The BWR Owners' Group (BWROG) is submitting the attached report for NRC Staff 
review and approval. This report is being submitted as part of the industry Risk Informed 
Technical Specification Task Force (RITSTF) Initiative 4a, risk informed allowed outage 
times (AOTs).  

This report provides the results of the application of risk informed anglyses to identify 
improvements in AOT specified for primary containment isolation valves (PCIVs) in BWR 
Technical Specifications. The analyses provide bounding risk assessments of the impact 
of adopting the proposed AOT change.  

The analyses conclude that plant safety and operational improvements can be achieved by 
extending the AOT for primary containment isolation valves from the current 4, 24, or 72 
hours to 7 days in order to perform on-line maintenance, repair, or testing. Justification of 
this AOT modification is based on an integrated review and assessment of plant 
operations, deterministic/design basis factors, and plant risk.  

The scope of the analysis included all PCIVs except the Main Steam Isolation Valves 
(MSIVs) and the ones in the Feedwater system. Based on the results of the analysis, the 
acceptance criteria for AOT extension were not met for the Low Pressure Core spray 
(LPCS) PCIVs for BWR 5/6 plants and the Shutdown Cooling Suction PCIVs for all 
BWRs.  

The results demonstrate that the risk level associated with the proposed AOT is below the 
regulatory guidelines set forth in Regulatory Guides 1.174 and 1.177. The proposed 
change increases the time available to perform on-line PCIV maintenance and reduce the 
potential for, and associated risks of, unnecessary plant shutdowns.
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If you have any questions regarding these comments, please contact Don McCamy (TVA), 
BWROG Risk Informed Technical Specification Committee Chairman at (259) 729-2474 
or Rick Hill (GE) Project Manager at (408) 925-5388.  

Sincerely, 

J. A. Gray, Jr.  
BWR Owners' Group Chairman 

Attachment: NEDC-33046 

cc: K Putnam, BWROG Vice Chairman 
BWROG Primary Representatives 
BWROG RITS Committee 
B. Bradley, NEI 
T. G. Hurst, GE 
R. A. Hill, GE


