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SOUTH TEXAS PROJECT, UNITS 1 AND 2 - AMENDMENT NOS. 95 

AND 82 TO FACILITY OPERATING LICENSE NOS. NPF-76 AND NPF-80 
(TAC NOS. MA3452 AND MA3453)

Dear Mr. Cottle: 

The Commission has issued the enclosed Amendment Nos. 95 and 82 to Facility Operating 

License Nos. NPF-76 and NPF-80 for the South Texas Project, Units 1 and 2 (STP). The 

amendments consist of changes to the Technical Specifications (TSs) in response to your 

application dated August 28, 1998.  

The amendments modify TS 4.0.5 to state that the inservice testing requirement for exercise 

testing in the closed direction for specified Unit 1 containment isolation valves shall not be 

required until the next plant shutdown to Mode 5 of sufficient duration to allow the testing or 

until the next refueling outage scheduled in March 1999.  

This amendment supersedes Notice of Enforcement Discretion 98-6-016 granted orally on 

August 27, 1998, and confirmed by letter dated August 31, 1998.  

A copy of our related Safety Evaluation is enclosed. The Notice of Issuance will be included in 

the Commission's next biweekly Federal Register notice.

Sincerely, 
ORIGINAL SIGNED BY: 

Thomas W. Alexion, Project Manager 
Project Directorate IV-1 
Division of Reactor Projects Ill/IV 
Office of Nuclear Reactor Regulation
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UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

September 24, 1998 

Mr. William T. Cottle 
President and Chief Executive Officer 
STP Nuclear Operating Company 
South Texas Project Electric 

Generating Station 
P. 0. Box 289 
Wadsworth, TX 77483 

SUBJECT: SOUTH TEXAS PROJECT, UNITS 1 AND 2 - AMENDMENT NOS. 95 
AND 82 TO FACILITY OPERATING LICENSE NOS. NPF-76 AND NPF-80 
(TAC NOS. MA3452 AND MA3453) 

Dear Mr. Cottle: 

The Commission has issued the enclosed Amendment Nos. 95 and 82 to Facility Operating 
License Nos. NPF-76 and NPF-80 for the South Texas Project, Units 1 and 2 (STP). The 
amendments consist of changes to the Technical Specifications (TSs) in response to your 
application dated August 28, 1998.  

The amendments modify TS 4.0.5 to state that the inservice testing requirement for exercise 
testing in the closed direction for specified Unit 1 containment isolation valves shall not be 
required until the next plant shutdown to Mode 5 of sufficient duration to allow the testing or 
until the next refueling outage scheduled in March 1999.  

This amendment supersedes Notice of Enforcement Discretion 98-6-016 granted orally on 
August 27, 1998, and confirmed by letter dated August 31, 1998.  

A copy of our related Safety Evaluation is enclosed. The Notice of Issuance will be included in 
the Commission's next biweekly Federal Register notice.  

Sincerely, 

Thomas W. Alexion, Project Manager 
Project Directorate IV-1 
Division of Reactor Projects Ill/IV 
Office of Nuclear Reactor Regulation 

Docket Nos. 50-498 and 50-499 

Enclosures: 1. Amendment No. 95 to NPF-76 
2. Amendment No. 82 to NPF-80 
3. Safety Evaluation

cc w/encls: See next page



Mr. William T. Cottle 
STP Nuclear Operating Company South Texas, Units 1 & 2

cc:

Mr. David P. Loveless 
Senior Resident Inspector 
U.S. Nuclear Regulatory Commission 
P. O. Box 910 
Bay City, TX 77414 

A. Ramirez/C. M. Canady 
City of Austin 
Electric Utility Department 
721 Barton Springs Road 
Austin, TX 78704 

Mr. M. T. Hardt 
Mr. W. C. Gunst 
City Public Service Board 
P. 0. Box 1771 
San Antonio, TX 78296 

Mr. G. E. Vaughn/C. A. Johnson 
Central Power and Light Company 
P. 0. Box 289 
Mail Code: N5012 
Wadsworth, TX 74483 

INPO 
Records Center 
700 Galleria Parkway 
Atlanta, GA 30339-3064 

Regional Administrator, Region IV 
U.S. Nuclear Regulatory Commission 
611 Ryan Plaza Drive, Suite 400 
Arlington, TX 76011 

D. G. Tees/R. L. Balcom 
Houston Lighting & Power Co.  
P. 0. Box 1700 
Houston, TX 77251 

Judge, Matagorda County 
Matagorda County Courthouse 
1700 Seventh Street 
Bay City, TX 77414

Jack R. Newman, Esq.  
Morgan, Lewis & Bockius 
1800 M Street, N.W.  
Washington, DC 20036-5869 

Mr. Lawrence E. Martin 
Vice President, Nuc. Assurance & Licensing 
STP Nuclear Operating Company 
P. 0. Box 289 
Wadsworth, TX 77483 

Office of the Governor 
ATTN: John Howard, Director 

Environmental and Natural 
Resources Policy 

P. 0. Box 12428 
Austin, TX 78711 

Jon C. Wood 
Matthews & Branscomb 
One Alamo Center 
106 S. St. Mary's Street, Suite 700 
San Antonio, TX 78205-3692 

Arthur C. Tate, Director 
Division of Compliance & Inspection 
Bureau of Radiation Control 
Texas Department of Health 
1100 West 49th Street 
Austin, TX 78756 

Jim Calloway 
Public Utility Commission of Texas 
Electric Industry Analysis 
P. 0. Box 13326 
Austin, TX 78711-3326



UNITED STATES 
0 NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-00I 

STP NUCLEAR OPERATING COMPANY 

DOCKET NO. 50-498 

SOUTH TEXAS PROJECT. UNIT 1 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 95 

License No. NPF-76 

1 . The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by STP Nuclear Operating Company* acting on 
behalf of itself and for Houston Lighting & Power Company (HL&P), the City 
Public Service Board of San Antonio (CPS), Central Power and Light Company 
(CPL), and City of Austin, Texas (COA) (the licensees), dated August 28, 1998, 
complies with the standards and requirements of the Atomic Energy Act of 1954, 
as amended (the Act), and the Commission's rules and regulations set forth in 
10 CFR Chapter I; 

B. The facility will operate in conformity with the application, as amended, the 
provisions of the Act, and the rules and regulations of the Commission; 

C. There is reasonable assurance: (i) that the activities authorized by this 
amendment can be conducted without endangering the health and safety of the 
public, and (ii) that such activities will be conducted in compliance with the 
Commission's regulations; 

D. The issuance of this license amendment will not be inimical to the common 
defense and security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of the 
Commission's regulations and all applicable requirements have been satisfied.  

*STP Nuclear Operating Company is authorized to act for Houston Lighting & Power 

Company (HL&P), the City Public Service Board of San Antonio, Central Power and 
Light Company and City of Austin, Texas and has exclusive responsibility and control 
over the physical construction, operation and maintenance of the facility.  
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2. Accordingly, the license is amended by changes to the Technical Specifications as 
indicated in the attachment to this license amendment and Paragraph 2.C.(2) of Facility 
Operating License No. NPF-76 is hereby amended to read as follows: 

2. Technical Specifications 

The Technical Specifications contained in Appendix A, as revised through 
Amendment No. 95, and the Environmental Protection Plan contained in 
Appendix B, are hereby incorporated in the license. The licensee shall operate 
the facility in accordance with the Technical Specifications and the 
Environmental Protection Plan.  

3. The license amendment is effective as of its date of issuance to be implemented within 
7 days of issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Thomas W. Alexion, Project Manager 
Project Directorate IV-1 
Division of Reactor Projects IllI/IV 
Office of Nuclear Reactor Regulation 

Attachment: Changes to the Technical 
Specifications

Date of Issuance: September 24, 1998



UNITED STATES 
0. NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

STP NUCLEAR OPERATING COMPANy 

DOCKET NO. 50-499 

SOUTH TEXAS PROJECT. UNIT 2 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 82 

License No. NPF-80 

1 . The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by STP Nuclear Operating Company* acting on 
behalf of itself and for Houston Lighting & Power Company (HL&P), the City 
Public Service Board of San Antonio (CPS), Central Power and Light Company 
(CPL), and City of Austin, Texas (COA) (the licensees), dated August 28, 1998, 
complies with the standards and requirements of the Atomic Energy Act of 1954, 
as amended (the Act), and the Commission's rules and regulations set forth in 
10 CFR Chapter I; 

B. The facility will operate in conformity with the application, as amended, the 
provisions of the Act, and the rules and regulations of the Commission; 

C. There is reasonable assurance: (i) that the activities authorized by this 
amendment can be conducted without endangering the health and safety of the 
public, and (ii) that such activities will be conducted in compliance with the 
Commission's regulations; 

D. The issuance of this license amendment will not be inimical to the common 
defense and security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of the 
Commission's regulations and all applicable requirements have been satisfied.  

*STP Nuclear Operating Company is authorized to act for Houston Lighting & Power Company 

(HL&P), the City Public Service Board of San Antonio, Central Power and Light Company and 
City of Austin, Texas and has exclusive responsibility and control over the physical 
construction, operation and maintenance of the facility.
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2. Accordingly, the license is amended by changes to the Technical Specifications as 
indicated in the attachment to this license amendment and Paragraph 2.C.(2) of Facility 
Operating License No. NPF-80 is hereby amended to read as follows: 

2. Technical Specifications 

The Technical Specifications contained in Appendix A, as revised through 
Amendment No. 82 , and the Environmental Protection Plan contained in 
Appendix B, are hereby incorporated in the license. The licensee shall operate 
the facility in accordance with the Technical Specifications and the 
Environmental Protection Plan.  

3. The license amendment is effective as of its date of issuance to be implemented within 
7 days of issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Thomas W. Alexion, Project Manager 
Project Directorate IV-1 
Division of Reactor Projects Ill/IV 
Office of Nuclear Reactor Regulation 

Attachment: Changes to the Technical 
Specifications

Date of Issuance: September 24, 1998



ATTACHMENT TO LICENSE AMENDMENT NOS. 95 AND 82 

FACILITY OPERATING LICENSE NOS. NPF-76 AND NPF-80 

DOCKET NOS. 50-498 AND 50-499 

Replace the following page of the Appendix A Technical Specifications with the attached page.  
The revised page is identified by Amendment number and contain marginal lines indicating the 
areas of change. The corresponding overleaf page is also provided to maintain document 
completeness.  

REMOVE INSERT 

3/4 0-3 3/4 0-3



APPLICABILITY

SURVEILLANCE REQUIREMENTS 

4.0.1 Surveillance Requirements shall be met during the OPERATIONAL MODES or other 
conditions specified for individual Limiting Conditions for Operation unless otherwise stated in an 
individual Surveillance Requirement.  

4.0.2 Each Surveillance Requirement shall be performed within the specified surveillance 
interval with a maximum allowable extension not to exceed 25 percent of the specified 
surveillance interval.  

4.0.3 Failure to perform a Surveillance Requirement within the allowed surveillance interval, 
defined by Specification 4.0.2, shall constitute a failure to meet the OPERABILITY requirements 
for a Limiting Condition for Operation. The time limits of the ACTION requirements are 
applicable at the time it is identified that a Surveillance Requirement has not been performed.  
The ACTION requirements may be delayed for up to 24 hours to permit the completion of the 
surveillance when the allowed outage time limits of the ACTION requirements are less than 24 
hours. Surveillance Requirements do not have to be performed on inoperable equipment.  

4.0.4 Entry into an OPERATIONAL MODE or other specified condition shall not be made unless 
the Surveillance Requirement(s) associated with the Limiting Condition for Operation has been 
performed within the stated surveillance interval or as otherwise specified. This provision shall 
not prevent passage through or to OPERATIONAL MODES as required to comply with ACTION 
requirements.  

4.0.5 Surveillance Requirements for inservice inspection and testing of ASME Code Class 1, 2, 
and 3 components shall be applicable as follows:* 

a. Inservice inspection of ASME Code Class 1, 2, and 3 components and inservice 
testing of ASME Code Class 1, 2, and 3 pumps and valves shall be performed in 
accordance with Section XI of the ASME Boiler and Pressure Vessel Code and 
applicable Addenda as required by 10 CFR Part 50, Section 50.55a(g), except 
where specific written relief has been granted by the Commission pursuant to 10 
CFR Part 50, Section 50.55a(g)(6)(i); 

*The Inservice testing requirement for exercise testing in the closed direction for the following 
listed valves shall not be required until the next plant shutdown to Mode 5 of sufficient duration to 
allow the testing or until the next refueling outage scheduled in March 1999. This exception shall 
apply to the following Unit I valves only: 1-CC-0319, 1-CV-0034A, 1-CV-0034B, 1-CV-0034C, 
1-CV-0034D, 1-CV-0026, 1-FP-0943, and 1-IA-0541.  

SOUTH TEXAS - UNITS I & 2 3/4 0-3 UNIT I - AMENDMENT NO. 24, 95 
UNIT 2 - AMENDMENT NO. +-+, 82



APPLICABILITY 

SURVEILLANCE REQUIREMENTS (Continued) 

b. Surveillance intervals specified in Section XI of the ASME Boiler 
and Pressure Vessel Code and applicable Addenda for the inservice 
inspection and testing activities required by the ASME Boiler and 
Pressure Vessel Code and applicable Addenda shall be applicable as 
follows in these Technical Specifications: 

ASME Boiler and Pressure Vessel Required frequencies for 
Code and applicable Addenda performing inservice 
terminology for inservice inspection and testing 
inspection and testing activities activities 

Weekly At least once per 7 days 
Monthly At least once per 31 days 
Quarterly or every 3 months At least once per 92 days 
Semiannually or every 6 months At least once per 184 days 
Every 9 months At least once per 276 days 
Yearly or annually At least once per 366 days 

c. The provisions of Specification 4.0.2 are applicable to the above 
required frequencies for performing inservice inspection and testing 
activities; 

d. Performance of the above inservice inspection and testing activities 
shall be in addition to other specified Surveillance Requirements; 
and 

e. Nothing in the ASME Boiler and Pressure Vessel Code shall be construed 
to supersede the requirements of any Technical Specification.  

4.0.6 Surveillance Requirements shall apply to each unit individually unless 
otherwise indicated as stated in Specification 3.0.5 for individual specifica
tions or whenever certain portions of a specification contain surveillance 
parameters different for each unit, which will be identified in parentheses, 
footnotes or body of the requirement.

SOUTH TEXAS - UNITS 1 & 2 3/4 0-4 UNIT I - AMENDMENT NO. 4



UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

ZWASHINGTON, D.C. 20555-o001 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NOS. 95 AND 82 TO 

FACILITY OPERATING LICENSE NOS. NPF-76 AND NPF-80 

STP NUCLEAR OPERATING COMPANY 

DOCKET NOS. 50-498 AND 50-499 

SOUTH TEXAS PROJECT, UNITS 1 AND 2 

1.0 INTRODUCTION 

By application dated August 28, 1998, STP Nuclear Operating Company, et.al., (STPNOC, the 
licensee) requested changes to the Technical Specifications (TSs) (Appendix A to Facility 
Operating License Nos. NPF-76 and NPF-80) for the South Texas Project, Units 1 and 2 (STP).  
The proposed changes would modify TS 4.0.5 to state that the inservice testing requirement for 
exercise testing in the closed direction for specified Unit 1 containment isolation valves shall not 
be required until the next plant shutdown to Mode 5 of sufficient duration to allow the testing or 
until the next refueling outage scheduled in March 1999.  

2.0 BACKGROUND 

During a review of the Inservice Test Plan, STPNOC determined that eight containment 
isolation valves had not been tested in the required position for performing a specific safety 
function (closed) within the required testing periodicity of the Section Xl ASME Code. These 
valves have met Section Xl ASME Code requirements for testing in the open direction. These 
valves have been historically tested in the closed direction by performance of local leak rate 
testing required by Appendix J of 10 CFR Part 50. STPNOC received a license amendment to 
the TSs on August 13, 1996, for allowing performance-based containment leak testing per 
Appendix J, Option B of 10 CFR Part 50. Leak rate performance testing allowed extension of 
the local leak rate test frequency to periodicities beyond each refueling cycle, and the frequency 
of the appropriate plant surveillances for leak rate testing was extended for the affected valves.  
However, an alternate test method to test the valves in the shut direction was not developed to 
meet the Section Xl ASME Code test frequency requirements. When the change was made to 
implement Appendix J, Option B of 10 CFR Part 50, which allowed extension of local leak rate 
testing periodicities, the change process did not adequately evaluate the impact of Section Xl 
ASME Code testing requirements. In addition, STPNOC stated that the required testing on 
these eight valves (listed in Attachment 6 of the August 28, 1998, application) cannot be 
performed with the unit at power.  
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3.0 DISCUSSION 

STPNOC states that the purpose of containment isolation valves ensures that the containment 
atmosphere will be isolated from the outside environment in the event of a release of 
radioactive material to the containment atmosphere or pressurization of the containment. The 
valves for which this change is being requested tested satisfactorily in the closed position in 
accordance with ASME Code requirements the last time the test was performed. Performance
based local leak rate testing results have demonstrated the leak tightness of these valves such 
that leak rate testing periodicities have been extended beyond the periodicity of a normal 
refueling cycle. In addition, maintenance history has demonstrated reliable performance of 
these valves (a summary table of recent local leak rate test results is included in Attachment 7 
of the application). Also, STPNOC stated that the potential failure of these valves to close has 
no impact on core damage frequency and the impact of these valves, assuming complete 
failure, from a large early release standpoint is minimal. Based on the above, STPNOC 
concluded that in the event containment isolation is necessary, the subject valves will have a 
high probability of performing their intended safety function and the safety significance of the 
proposed action is minimal.  

4.0 EVALUATION 

The ASME Code requires that check valves be exercised to their safety position every three 
months. If testing is impractical at power it may be deferred to cold shutdowns or refueling 
outages. Certain containment isolation valves may not be capable of verifying their closed 
safety function quarterly because they do not have remote position indication and are located 
inside of containment or at other inaccessible locations. These check valves may also lack 
design provisions for testing at any plant condition to verify closure. Staff guidance included in 
NUREG-1482, "Guidelines for Inservice Testing at Nuclear Power Plants," Section 4.1.4, states 
that if no other practical means is available, it is acceptable to verify that check valves are 
capable of closing by performing leak-rate testing, such as local leak rate testing in accord with 
10 CFR Part 50 Appendix J, at each reactor refueling outage. The licensee had previously 
performed closure testing of the eight check valves by using the 10 CFR Part 50 Appendix J 
test program for containment isolation valves as described in the staff guidance.  

In evaluating the operational readiness of the eight check valves, the staff examined Appendix J 
leak rate test data provided by the licensee from the previous three refueling outages. All 
valves were previously leak rate tested in accordance with Appendix J in May of 1996 during 
the previous Unit 1 refueling outage and passed their acceptance criteria by a significant 
margin. Historical data from the prior two tests did not reveal any leak rate test failures and 
also did not indicate that any of the valves were trending such that they would fail their leak rate 
test if the Appendix J testing was deferred to the next refueling outage. One valve, FP-0493, 
did exceed its acceptance criteria in December 1993, because of an improper test setup. The 
subsequent two refueling outage tests were acceptable. The next refueling outage is 
scheduled for March of 1999. The two refueling outage test interval proposed by the licensee, 
while greater than the current Code requirements, is identical to guidance provided in Generic 
Letter 89-04, Guidance on Developing Acceptable Inservice Test Programs. Position 2 of 
Generic Letter 89-04 allows a licensee, in cases of extreme hardship, to extend the 
disassembly interval of a check valve to every other refueling outage where the extension is
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supported by actual in-plant data from previous testing. Therefore, the staff finds that the 
proposed extension is acceptable. In addition, the staff finds that a shutdown of South Texas 
Project, Unit 1, to perform the required testing on these eight valves would constitute an 
unnecessary operational risk.  

5.0 EXIGENT CIRCUMSTANCES 

As discussed in Section 2.0 above, the amendment request was the result of the licensee's 
review of their Inservice Test Plan. In this case the licensee took prompt action to address the 
situation, and entered the action requirements of TS 3.6.3 for containment isolation valves 
(which could have led to the shutdown of Unit 1 if the valves were not returned to operable 
status within 24 hours) since the valves did not meet testing requirements in TS 4.0.5, 
evaluated the safety significance of the situation, and requested a Notice of Enforcement 
Discretion (NOED). The amendment request was submitted in a timely manner after the NOED 
was granted.  

The Commission's regulations in 10 CFR 50.91 contain provisions for issuance of an 
amendment where the Commission finds that exigent circumstances exist, in that a licensee 
and the Commission must act quickly and that time does not permit the Commission to publish 
a Federal Register notice allowing 30 days for prior public comment. The exigency exists in this 
case in that the proposed amendment was the result of an NOED granted to prevent the 
shutdown of Unit 1. The staff has determined that the licensee used its best efforts to make a 
timely application associated with the NOED. Accordingly, the Commission has determined 
that exigent circumstances exist pursuant to 10 CFR 50.91 (a)(6) and could not have been 
avoided, that the submittal of information was timely, and that the licensee did not create the 
exigent condition.  

6.0 FINAL NO SIGNIFICANT HAZARDS CONSIDERATIONS DETERMINATION 

The Commission's regulations in 10 CFR 50.92 (c) state that the Commission may make a final 
determination that a license amendment involves no significant hazards consideration if 
operation of the facility in accordance with the proposed amendment would not (1) involve a 
significant increase in the probability or consequences of an accident previously evaluated, (2) 
create the possibility of a new or different kind of accident from any accident previously 
evaluated, or (3) result in a significant reduction in the margin of safety. The NRC staff has 
made a final determination that no significant hazards consideration is involved for the 
proposed amendment and that the amendment should be issued as allowed by the criteria 
contained in 10 CFR 50.91. The NRC staffs final determinations are presented below.  

1. The change does not involve a significant increase in the probability or 
consequences of an accident previously evaluated.  

The proposed change in merely an extension of surveillance test intervals, which 
has no effect on accident initiation. Previous testing of the valves has 
demonstrated that they are capable of performing their design function.  
Therefore, the valves would be expected to perform their accident mitigation 
function as designed.
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2. The change does not create the possibility of a new or different kind of accident 
from any accident previously evaluated.  

Extending the surveillance test intervals does not affect the method or manner in 
which the valves operate. In addition there are no configuration changes on 
other systems that would affect the operation of the valves.  

3. The change does not involve a significant reduction in the margin of safety.  

All valves were previously leak rate tested in accordance with Appendix J in May 
of 1996 during the previous Unit 1 refueling outage and passed their acceptance 
criteria by a significant margin. In addition, historical data from the prior two 
tests of the valves did not reveal any leak rate test failures and also did not 
indicate that any of the valves were trending such that they would fail their leak 
rate test if the Appendix J testing was deferred to the next refueling outage.  

7.0 STATE CONSULTATION 

In accordance with the Commission's regulations, the Texas State official was notified of the 
proposed issuance of the amendments. The State official had no comments.  

8.0 ENVIRONMENTAL CONSIDERATION 

The amendments change a requirement with respect to installation or use of a facility 
component located within the restricted area as defined in 10 CFR Part 20 and change 
surveillance requirements. The NRC staff has determined that the amendments involve no 
significant increase in the amounts, and no significant change in the types, of any effluents that 
may be released offsite, and that there is no significant increase in individual or cumulative 
occupational radiation exposure. The Commission has previously issued a proposed finding 
that the amendments involve no significant hazards consideration, and there has been no 
public comment on such finding (63 FR 48254). Accordingly, the amendment meets the 
eligibility criteria for categorical exclusion set forth in 10 CFR 51.22(c)(9). Pursuant to 10 CFR 
51.22(b) no environmental impact statement or environmental assessment need be prepared in 
connection with the issuance of the amendments.  

9.0 CONCLUSION 

The Commission has concluded, based on the considerations discussed above, that: (1) there 
is reasonable assurance that the health and safety of the public will not be endangered by 
operation in the proposed manner, (2) such activities will be conducted in compliance with the 
Commission's regulations, and (3) the issuance of the amendments will not be inimical to the 
common defense and security or to the health and safety of the public.  

Principal Contributors: J. Colaccino 
T. Alexion

Date: September 24, 1998


