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Remarks: 

R Urgent Z For your review 7 Reply ASAP • Please comment 

After talking with you today, 5i9/02, I have attached s a copy of Nuclear 

Nonconformance Report which I am submitting in accordance with our Quality Plan 

Procedure RSP-505-53 Procedure for 10 CFR-21 Implementation.
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Rockwell 
Automation

NUCLEA-R NONCONFORMNA-NCE REPORT 

1. CUSTOMER: Ho\\den Buffalo Inc 
338 SoLu- ioicw' 

NeCw PhJdadtflphLmI. Ohio) 4460"

2.PURCIFLASE ORDER: 1) NLT1-7T'440(J - QriY I 
2) NL-979400 - QTY i 

N--%118"i700 - Q)TY 
4', \-,\121930U - y)TY 

8~ 262 - l'Y 2

3. PART/ COMPONENT NAME: AC M-OTOR>1ý 

4. PA-RT/COM'vPONENLT NUMBER: I t IKNYVu626 - HOWYD V\ý P,",N 0`0028- S511k 
2) iIKK\ cjuu-, - HOWVDLN t1 N 6U028"7-52'R 
3), 1P W 125 - HO\VD EN P /N 600276-3R 
4) IKX6 Ul 3'3 - HOW D E\N, P "N 6 00276 -171R 
D I lKV-\ 2- -0 - HO\\V.DEN P /N 6002 16-3R 

5. QUANTITY ON HAND - 0 SHIPPED 

6. LOCATION OF ALL UNITS 1) P 
21) DLJI1QE- ENEIGN 

3'1 DULKIN ENEE K:" CL'RlRENTLY AI'\ W-ESTINGHOUSE 
SER i~E (k- A~iONPA) 

4: FULEDO F.1-IDN,) 
D) I A'rDUIKE ELi\"'RG\Y, I A-! %'ESTINGHOUiSE 

-7. DATE NONCONFORMAANCE ASCERTAINED: My 9, 2002 

S. DESCRIPTION OF DEFECT/NONCONFORMAL'LNCE: iNL1-CETSLOf FILL OF 

MIOTOR \VIINDINGS ( 1 UNIT, I IKN'V6Ol 25 AýT \V"E•YINGHOUSE SERýVICE Cm,' 

SHORT:1ED INN SLOT W1L IN SERVICE).

MAllen-B
dwcg

radley

Ql"E Llýl 

-CCT 

k7l-ý7-



9. CORRECTIVE ACTION TAKEN: I-IAVE NOTIFIED HOWDEN QUALIiT 
ASSLURANCE. "THROUGH THEM WE WILL INITIATE REWIND AND OR 
REPLACEMENT OF UNITS AS NECESSARY. DETAILS YET TO BE DETERIvINED.  
ALSO THE 1KX\.'602'7 UNIT CLURRENTLY A1 W\\ESTINGHOUSE WILL BE 
INSPECTED TO VERIFY FOR ADEQUATE SLOT FILLER MALATERIAL AS A CHANGE 
WAS ISSUED TO ADD FILLER STICKS AND WE BELIEVE THE MOTORS ON THAT 
ORDER DO HAVE ADEQUATE SLOT FILL.  

10. AMY ADVICE RELATED TO DEFECT/NONCONFORMANCE: SUDDEN 
CURlENT SURGES CAN CAUSE THE COIL TO MOVE INSIDE SLOT. CURRENT 
SURGES CAN BE CAUSED ON START-UP, DURING SPEED CHANGES, OR DURING 
SEVERE LOAD CI-HLa'NGES. THE MOTOR IhvLAY NEVER EXPERIENCE PROBLEMS 
BUT THE POSSIBLIT= DOES EXIST. MOTORS RUNNING AT CONSTANT SPEED 
"WITH NO LOAD CI-HANGES SHOULD ACHIE\ E 40 YEAR LIFE, 

11. INDI,.DUAL COMPLETING THIS REPORT

James Thigpen QA Mianager, Rockwell Automnion Ga.nesviUe, G.\ 
vay 9, 2002
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