
2FEB 1987 

Docket No. 50-298 

Mr. George A. Trevors, Division 
Manager - Nuclear Support 

Nebraska Public Power District 
Post Office Box 499 
Columbus, Nebraska 68601 

Dear Mr. Trevors: 

The Commission has issued the enclosed Amendment No. 107 to Facility 
Operating License No. DPR-46 for the Cooper Nuclear Station. This 
amendment consists of changes to the Technical Specifications in response 
to your application dated November 6, 1986.  

The amendment changes the Technical Specifications to state that the Main 
Steam Drain Header Primary Containment Isolation Valves are normally open.  

A copy of the Safety Evaluation is also enclosed. Notice of Issuance will 
be included in the Commission's Bi-Weekly Federal Register Notice.  

Sincerely, 

1wsa Sir by 

William 0. Long, Project Manager 
BWR Project Directorate #2 
Division of BWR Licensing

Enclosures: 
1. Amendment No. 107 to 

License No. DPR-46 
2. Safety Evaluation 

cc w/enclosures: 
See next page
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Mr. George A. Trevors 
Nebraska Public Power District Cooper Nuclear Station 

cc: 
Mr. G. 0. Watson, General Counsel 
Nebraska Public Power District 
Post Office Box 4999 
Columbus, Nebraska 68601 

Mr. Arthur C. Gehr, Attorney 
Snell & Wilmer 
3100 Valley Center 
Phoenix, Arizona 85073 

Cooper Nuclear Station 
ATTN: Mr. G. Horn, Division 

Manager of Nuclear Operations 
Post Office Box 98 
Brownville, Nebraska 68321 

Director 
Nebraska Department of Environmental 

Control 
Post Office Box 94877 
State House Station 
Lincoln, Nebraska 68509 

Mr. William Siebert, Commissioner 
Nemaha County Board of Commissioners 
Nemaha County Courthouse 
Auburn, Nebraska 68305 

Resident Inspector 
U.S. Nuclear Regulatory Commission 
Post Office Box 218 
Brownville, Nebraska 68321 

Regional Administrator, Region IV 
U.S. Nuclear Regulatory Commission 
611 Ryan Plaza Drive, Suite 1000 
Arlington, Texas 76011 

H. Ellis Simmons, Director 
Division of Radiological Health 
Department of Health 
301 Centennial Mall, South 
Post Office Box 95007 
.Lincoln, Nebraska 68509



UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

NEBRASKA PUBLIC POWER DISTRICT 

DOCKET NO. 50-298 

COOPER NUCLEAR STATION 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 107 
License No. DPR-46 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Nebraska Public Power District 
(the licensee) dated November 6, 1986, complies with the standards 
and requirements of the Atomic Energy Act of 1954, as amended 
(the Act), and the Commission's rules and reaulations set forth in 
10 CFR Chapter I; 

B. The facility will operate in conformity with the application, the 
provisions of the Act, and the rules and regulations of the 
Commission; 

C. There is reasonable assurance (i) that the activities authorized 
by this amendment can be conducted without endangering the health 
and safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common 
defense and security or to the health and safety of the public; 
and 

E. The issuance of this amendment is in accordance with 10 CFR Part 
51 of the Commission's regulations and all applicable requirements 
have been satisfied.  

2. Accordingly, the licensee is amended by changes to the Technical Spec
ifications as indicated in the attachment to this license amendment 
and paragraph 2.C.(2) of Facility Operating License No. DPR-46 is hereby 
amended to read as follows: 

B702090151 870203 
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(2) Technical Specification 

The Technical Specifications contained in Appendix A, as 
revised through Amendment No. 107, are hereby incorporated in the 
license. The licensee shall operate the facility in accordance 
with the Technical Specifications.  

3. This license amendment is effective as of its date of issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

Daniel R. Muller, Director 
BWR Project Directorate #2 
Division of BWR Licensing 

Attachment: 
Changes to the Technical 

Specifications

Date of Issuance: February 3, 1987



ATTACHMENT TO LICENSE AMENDMENT NO. 107 

FACILITY OPERATING LICENSE NO. DPR-46 

DOCKET NO. 50-298 

Replace the following pages of the Appendix A Technical Specifications with 

the enclosed pages. The revised areas are indiciated by marginal lines.  

Paaes 
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COOPER NUCLEAR STATION 

TABLE 3.7.1 (Page 1) 

PRIMARY CONTAINMENT ISOLATION VALVES

Number of Power Maximum Action On 
Operated Valves Operating Normal -Initiating 

Valve & Steam Inboard Outboard Time (Sec) (1) Position (2) Signal (3)

Main Steam Isolation Valves 
MS-AO-80- A,B,C, & D 
MS-AO-86- A,B,C, & D 

Drywell Floor Drain Iso. Valves 
RW-AO-82, RW-AC-83 

Drywel] Equipment D)rain 
Iso. Valves RW-AO-94, RW-AO-95

4

I

I 

I 

1

Main Steam Line Drain 
Valves MS-MO-74, MS-MO-77 

Reactor Water Sample Valves 
RRV-740AV, RRV-741AV

Reactor Water Cleanup System 
Iso. Valves RWCU-MO-15, RWCU-MO-18 

RIIR Reactor Head Spray 
]so. Valves RIIR-MO-32, RHR-MO-33 

RHR Suction Cooling Iso.  
Valve RIIR-MO-17, RHR-MO-18 

1IIR Discharge to Radwaste 
Iso. Valves R|IR-MO-57, RHR-MO-67 

Suppression Chamber Purge & 
Vent PC-245AV, IC-230MV 

Suppression Chamber N2 SutplIly 
PC-237AV, PC-233MV
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1

1

I

I,

I
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UNITED STATES 
0 •NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

SUPPORTING AMENDMENT NO. 107 TO FACILITY OPERATING LICENSE NO. DPR-46 

NEBRASKA PUBLIC POWER DISTRICT 

COOPER NUCLEAR STATION 

DOCKET NO. 50-298 

1.0 INTRODUCTION 

By a letter dated November 6, 1986, the Nebraska Public Power District 
(the licensee) requested an amendment to Facility Operating License No.  
DPR-46 for the Cooper Nuclear Station. The proposed amendment would.  
change the Appendix A Technical Specifications to indicate that the 
primary containment isolation valves for the Main Steam Line (MSL) Drain 
Header are normally open.  

2.0 EVALUATION 

Table 3.7.1 of the Technical Specifications presently indicates that 
the MSL Drain Header primary containment isolation valves (MS-MO-74 
and MS-MO-77) are normally closed. The purpose of indicating the 
normal valve position is to identify those valves which are subject to 
Technical Specification 4.7.D.b.(1). Technical Specification 
4.7.D.b.(1) requires normally open power operated primary containment 
isolation valves to be cycled fully closed and reopened at least 
quarterly for maintenance purposes.  

In order to provide continuous drain paths for the HPCI and RCIC steam 
lines it is plant practice to operate with MS-MO-74 and MS-MO-77 
open. This reduces the risk of damage to the HPCI and RCIC turbines 
during a cold start. The proposed change would revise Table 3.7.1 to 
reflect this fact. Because the valves are subject to ASME Section XI 
Pump and Valve Inservice Inspection requirements which require the 
quarterly cycling action the proposed change would have no effect on 
maintenance requirements but serve only to clarify the Technical 
Specifications. The proposed amendment is therefore acceptable.  

3.0 ENVIRONMENTAL CONSIDERATIONS 

This amendment changes a requirement with respect to installation or 
use of a facility component located within the restricted area as 
defined in 10 CFR Part 20. The staff has determined that the amendment 
involves no significant increase in the amounts, and no significant 
change in the types, of any effluents that may be released offsite, and 
that there is no significant increase in individual or cumulative 
occupational radiation exposure. The Commission has previously issued 
a proposed finding that the amendment involves no significant hazards 
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consideration and there has been no public comment on such finding.  
Accordingly, the amendment meets the eligibility criteria for 
categorical exclusion set forth in 10 CFR 51.22(c)(9). Pursuant to 
10 CFR 51.22(b), no environmental impact statement or environmental 
assessment need be prepared in connection with the issuance of the 
amendment.  

4.0 CONCLUSION 

We have concluded, based on the considerations discussed above, that: 
(1) there is reasonable assurance that the health and safety of the 
public will not be endangered by operation in the proposed manner, and 
(2) such activities will be conducted in compliance with the Com
mission's regulations and the issuance of the amendment will not be 
inimical to the common defense and security or to the health and safety 
of the public.  

Principal Contributor: W. Long

Dated: February 3, 1987


