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Docket No. 50-458

Mr. William J. Cahill, Jr.  
Senior Vice President 
River Bend Nuclear Group 
Gulf States Utilities Company 
Post Office Box 2951 
Beaumont, Texas 77704 
ATTN: Mr. J. E. Booker
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Dear Mr. Cahill: 

SUBJECT: AMENDMENT TO RIVER BEND STATION OPERATING LICENSE, NPF-47 

This confirms our telephone authorization given on September 19, 1986, for 

the change in the Technical Specifications for River Bend Station, Unit 1, 

as requested in your letters of September 17, 1986 and September 19, 1986.  

Facility Operating License NPF-47 is amended on September 19, 1986 by permitting 

valve IE51*MOVF076 not to be required to be OPERABLE through October 4, 1986, 

thus not requiring valve 1E51*MOVFO64 to be shut and thereby permitting RCIC 
to be operable.  

The formal license amendment, our completed safety evaluation, and the Federal 

Register Notice for this change to the Technical Specifications for River Bend 

Station Unit 1 is being processed and copies of these documents will be sent 

to you in the near future.  

Sincerely, 

Robert M. Bernero, Director 
Division of BWR Licensing

cc: See next page
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UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

,WASHINGTON, D. C. 20555 

SEP 1 9 W86 

Docket No. 50-458 

Mr. William J. Cahill, Jr.  
Senior Vice President 
River Bend Nuclear Group 
Gulf States Utilities Company 
Post Office Box 2951 
Beaumont, Texas 77704 
ATTN: Mr. J. E. Booker 

Dear Mr. Cahill: 

SUBJECT: AMENDMENT TO RIVER BEND STATION OPERATING LICENSE, NPF-47 

This confirms our telephone authorization given on September 19, 1986, for 

the change in the Technical Specifications for River Bend Station, Unit 1, 

as requested in your letters of September 17, 1986 and September 19, 1986.  

Facility Operating License NPF-47 is amended on September 19, 1986 by permitting 

valve 1E51*MOVFO76 not to be required to be OPERABLE through October 4, 1986, 

thus not requiring valve 1E51*MOVF064 to be shut and thereby permitting RCIC 
to be operable.  

The formal license amendment, our completed safety evaluation, and the Federal 

Register Notice for this change to the Technical Specifications for River Bend 

Station Unit 1 is being processed and copies of these documents will be sent 

to you in the near future.  

Sincerely, 

Robert M. Bernero, Director 
Division of BWR Licensing

cc: See next page



Mr. William J. Cahill, Jr.  
Gulf States Utilities Company 

cc: 
Troy B. Conner, Jr., Esq.  
Conner and Wetterhahn 
1747 Pennsylvania Avenue, NW 
Washington, D.C. 20006 

Mr. Edward Grant 
Director - Nuclear Licensing 
Gulf States Utilities Company 
P. 0. Box 2951 
Beaumont, Texas 77704 

Richard M. Troy, Jr., Esq.  
Assistant Attorney General in 
State of Louisiana Department 
234 Loyola Avenue 
New Orleans, Louisiana 70112

River Bend Nuclear Plant

Ms. Linda B. Watkins/Mr. Steven Irving 
Attorney at Law 
355 Napoleon Street 
Baton Rouge, Louisiana 70802 

Mr. William H. Spell, Administrator 
Nuclear Energy Division 
Louisiana Department of 

Environmental Affairs 
P. 0. Box 14690 
Baton Rouge, Louisiana 70898

Charge 
of Justice

Resident Inspector 
P. 0. Box 1051 
St. Francisville, Louisiana 70775 

Gretchen R. Rothschild 
Louisianians for Safe Energy, Inc.  
1659 Glenmore Avenue 
Baton Rouge, Louisiana 70775 

Regional Administrator, Region IV 
U.S. Nuclear Regulatory Commission 
Office of Executive Director 

for Operations 
611 Ryan Plaza Drive, Suite 1000 
Arlington, Texas 76011 

Mr. J. E. Booker 
Manager-Engineering, Nuclear Fuels & 

Licensing 
Gulf States Utilities Company 
P. 0. Box 2951 
Beaumont, Texas 77704

Mr. J. David McNeill, III 
William G. Davis, Esq.  
Department of Justice 
Attorney General's Office 
7434 Perkins Road 
Baton Rouge, Louisiana 70808

H. Anne Plettinger 
3456 Villa Rose Drive 
Baton Rouge, Louisiana 70806

President of West Feliciana 
Police Jury 
P. 0. Box 1921 
St. Francisville, Louisiana 70775
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TABLE 3.6.4-1 (Contfnued) cmlX mEJr Al/ •IS OSRYhELL 1SDIAtrIOH VALVES 
' 

Ma) 
Subject to a Type C leak rat test at a test pressu, of 7.6 ps~g exept as (b) Also Iselates the dr l.Pofe 
Tc) Testable check valve.  (d) Isolatsen NS.PLCS aft ltne high flow or PIS-PLCS air line header to plain Steam Line low differential 

Receives a rmote mnual isolation signal.  : Thils Ife Is sealed by te penetration ave I seate 
' valves sealed by the PVLCS o o tin.e le v akage control Thse. comb, . aeal ge, -.tre 0 La Type 8 and C test total.k 

~XC.d he imi spcfE in Sefin c auedtn O.E --.c "-"s leakag is ot 1 ,he 
M s - V -l s ubjle t y the V ein steim pustteve La 

0l-PL am ce leaokage control syten (-pLCS!.  nottx e sed I* . .. .rdanm e with Surveillance Re -. r sy s 4 7_ LC ) V alv es sea e by the Tve"• MW e __ h• ,•lt Slectlt WI fled f n SP~C ~f f cation 3 -•. r en 4. .I 3. to " erf • f. th at leakage does: 

( h ) t e s t ee av age. i s not i n c l u d e d i n t h e 6. 6 0 I &n 

Not subject to a Type A, C , C leak rate. test.  ) Valve Irups ll sted are designated in Table 3.3.p-s.  
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