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Dear Mr. Deddens: CMcCracken 

SUBJECT: RIVER BEND STATION, UNIT 1 - AMENDMENT NO. 54 TO FACILITY 
OPERATING LICENSE NO. NPF-47 (TAC NO. 79392) 

The Nuclear Regulatory Commission has issued the enclosed Amendment No. 54 
to Facility Operating License No. NPF-47 for the River Bend Station, Unit 1.  
The amendment consists of changes to the Technical Specifications (TSs) in 
response to your application dated January 7, 1991.  

The amendment revised Technical Specification (TS) Table 3.6.4-1, "Drywell 
and Containment Isolation Valves" by adding the chilled water return from 
the drywell isolation valve and correcting the identifying title for the 
1SWP*V206 valve in the table. The chilled water return from the drywell 
isolation valve had been inadvertently omitted from the Safety Analysis 
Report and the TS table.  

A copy of our Safety Evaluation is enclosed. Notice of Issuance will be 

included in the Commission's biweekly Federal Register notice.  

Sincerely, 

Original Signed By 

Claudia M. Abbate, Project Manager 
Project Directorate IV-2 
Division of Reactor Projects - III/IV/V 
Office of Nuclear Reactor Regulation 

Enclosures: 
1. Amendment No. 54 to NPF-47 
2. Safety Evaluation 
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See next page 1./ 
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Mr. James C. Deddens

cc w/enclosures: 
Winston & Strawn Ms. H. Anne Plettinger 
ATTN: Mark J. Wetterhahn, Esq. 3456 Villa Rose Drive 
1400 L Street, N.W. Baton Rouge, Louisiana 70806 
Washington, D.C. 20005-3502 

Mr. Les England 
Director - Nuclear Licensing 
Gulf States Utilities Company 
P. 0. Box 220 
St. Francisville, Louisiana 70775 

Mr. Philip G. Harris 
Cajun Electric Power Coop. Inc.  
10719 Airline Highway 
P. 0. Box 15540 
Baton Rouge, Louisiana 70895 

Senior Resident Inspector 
P. 0. Box 1051 
St. Francisville, Louisiana 70775 

President of West Feliciana 
Police Jury 
P. 0. Box 1921 
St. Francisville, Louisiana 70775 

Regional Administrator, Region IV 
U.S. Nuclear Regulatory Commission 
611 Ryan Plaza Drive, Suite 1000 
Arlington, Texas 76011 

Mr. J. E. Booker 
Manager-Nuclear Industry Relations 
Gulf States Utilities 
P. 0. Box 2951 
Beaumont, Texas 77704 

Mr. Glenn Miller, Administrator 
Radiation Protection Division 
Office of Environmental Affairs 
P. 0. Box 14690 
Baton Rouge, Louisiana 70898 

Mr. J. David McNeill, III 
William G. Davis, Esq.  
Department of Justice 
Attorney General's Office 
P. 0. Box 94095 
Baton Rouge, Louisiana 70804-9095

-2 - March 12, 1991



'UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, 0. C. 20555 

GULF STATES UTILITIES COMPANY

DOCKET NO. 50-458 

RIVER BEND STATION, UNIT I

AMENDMENT TO FACILITY OPERATING LICENSE

Amendment No. 54 
License No. NPF-47 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Gulf States Utilities Company 
(the licensee) dated January 7, 1991, complies with the 
standards and requirements of the Atomic Energy Act of 1954, as 
amended (the Act), and the Commission's rules and regulations set 
forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, as 
amended, the provisions of the Act, and the rules and regulations 
of the Commission; 

C. There is reasonable assurance: (i) that the activities authorized 
by this amendment can be conducted without endangering the health 
and safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this license amendment will not be inimical to the 
common defense and security or to the health and safety of the public; 
and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 
of the Commission's regulations and all applicable requirements have 
been satisfied.  
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-2-

2. Accordingly, the license is amended by changes to the Technical 
Specifications as indicated in the attachment to this license amendment 
and Paragraph 2.C.(2) of Facility Operating License No. NPF-47 is hereby 
amended to read as follows: 

(2) Technical Specifications and Environmental Protection Plan 

The Technical Specifications contained in Appendix A, as revised 
through Amendment No. 54 and the Environmental Protection Plan 
contained in Appendix B, are hereby incorporated in the license.  
GSU shall operate the facility in accordance with the Technical 
Specifications and the Environmental Protection Plan.  

3. The license amendment is effective as of its date of issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

George F. Dick, Jr., Acting Director 
Project Directorate IV-2 
Division of Reactor Projects - III/IV/V 
Office of Nuclear Reactor Regulation 

Attachment: 
Changes to the Technical 

Specifications

Date of Issuance: March 12, 1991



ATTACHMENT TO LICENSE AMENDMENT NO. 54 

FACILITY OPERATING LICENSE NO. NPF-47 

DOCKET NO. 50-458 

Replace the following page of the Appendix "A" Technical Specifications with 
the enclosed page. The revised page is identified by Amendment number and 
contains a vertical line indicating the area of change. The overleaf page 
is provided to maintain document completeness.  

REMOVE INSERT 

3/4 6-41 3/4 6-41



TABLE 3.6.4-1 (Continued) 

CONTAINMENT AND DRYWELL ISOLATION VALVESr'I 

m 

z 

.- I

PENETRATION 
NUMBER

SECONDARY 
CONTAINMENT 
BYPASS PATH 

(Yes/No)

b. Manual Isolation Valves

2. Drywell(k)

Service Air Supply 
Instrument Air Supply 
Service Water Supply 
Service Water Supply 
Service Water Return 
Service Water Return 
Air Sup. for Main Steam SRV 
Air Sup. for Main Steam SRV 
Cont Atmos. Monitor Probe 
Cont Atmos. Monitor Probe 
Cont Atmos. Monitor Probe 
Cont Atmos. Monitor Probe 
Cont Atmos. Monitor Probe 
Cont Atmos. Monitor Probe 

c. Other Isolation Valves 

1. Primary Containment(a) 

Feedwater Line 
Feedwater Line 
Feedwater Line 
Feedwater Line

1SAS*V489 
IIAS*V79 
1HVN*V542 
1SWP*V205 
1HVN*V543 
1SWP*V206 
1SVV*V50 
1SVV*V53 (e) 
TCMS*SOV34A (e) 
1CMS*SOV34B(e) 
1CMS*SOV34C (e) 
1CMS*SOV34Dre) 
1CMS*SOV32A"e) 
1CMS*SOV32G(e)

1B21*AOVF03f•C) 
1B21*VFO1OA (c) 
IB21*AOVF03?c) 
1B21*VFO1OB

1DRB*Z45 
1DRB*Z47 
1DRB*Z54 
1DRB*Z54 
1DRB*Z55 
1DRB*Z55 
1DRB*Z107 
1DRB*Z112 
1DRB*Z500 
1DRB*Z430 
1DRB*Z499 
1DRB*Z428 
IDRB*Z333 
1DRB*Z335

1KJB*Z3A 
1KJB*Z3A 
1KJB*Z3B 
1KJB*Z3B

VALVE NUMBERSYSTEM

w

M 
z 
0 

o,

1

No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No

Yes(f) 
Yes f 
Yes(f) 
Yes(f)



TABLE 3.6.4-1 (Continued) 

CONTAINMENT AND DRYWELL ISOLATION VALVES
m 
M 
m 

--4

PENETRATION 
NUMBER

SECONDARY 
CONTAINMENT 
BYPASS PATH 

(Yes/No)

c. Other Isolation Valves 

1. Primary Containment(a) (Continued)

RWCU Disch. to Condenser 
RWCU Backwash Disch.  
HPCS to Reactor 
Supp. Pool Pump-Back Return Line 
Supp. Pool Pump-Back Return Line 
HPCS Th. Relief to Supp. Pool 
HPCS Th. Relief to Supp. Pool 
HPCS Th. Relief to Supp. Pool 
LPCS to Reactor 
RHR/RCIC Head Spray 
RHR/RCIC Head Spray 
RHR Shutdown Cooling Sup.  
LPCI C to Reactor 
RHR A Hx V&R to Supp. Pool 
RHR A Hx V&R to Supp. Pool 
RHR A Hx V&R to Supp. Pool 
RHR A Hx V&R to Supp. Pool 
RHR A Hx V&R to Supp. Pool 
LPCS Th. Relief to Supp. Pool 
LPCS Th. Relief to Supp. Pool 
LPCS Th. Relief to Supp. Pool 
RHR B Hx V&R to Supp. Pool 
RHR B Hx V&R to Supp. Pool 
RHR B Hx V&R to Supp. Pool

1WCS*RV144 
1WCS*RV154 (b)(c) 1E22*AOVFgQ•£)c 
1DFR*V181-J.  
1DFR*V18203) 
1E22*RVFO14(h) 
1E22*RVF035(h) 
1E22*RVF039(h) 
1E21*AOVFO06(b) c) 

1E51*AOVF065.(b)Cc) 
1E51*AOVFO66 (b)Cc) 
1RHS*V240 .....  
1E12*AOVFACIb)(c) 
1RHS*RV3A"S(h) 
1E12*RVFO55A•J 
1E12*RVFO25A(h) 
1E12*RVF017 th) 
1E12*RVFO05(h) 
1E21*RVFO18 h) 
1E21*RVFO31h 
1E12*RVFO?§3 
1RHS*RV3B"S.  
1E12*RVFO55B(h) 1E12,RVF025C• s

1KJB*Z4 
1KJB*Z5 
1KJB*Z9,IDRB*ZIO 
1KJB*Z11 
1KJB*Z11 
1KJB*Z11 
1KJB*Z11 
1KJB*Z11 
1KJB*Z13,1DRB*Z14 
1KJB*Z19,1DRB*Z130 
1KJB*Z19,1DRB*Z130 
1KJB*Z20 
1KJB*Z21C,1DRB*Z22C 
1KJB*Z23A 
IKJB*Z23A 
1KJB*Z23A 
1KJB*Z23A 
1KJB*Z23A 
1KJB*Z23A 
1KJB*Z23A 
1KJB*Z23A 
1KJB*Z23B 
1KJB*Z23B 
1KJB*Z23B

VALVE NUMBERSYSTEM

Yes(f) 
Yes(f) 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No 
No



0- UNITED STATES 
0 NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 54 TO FACILITY OPERATING LICENSE NO. NPF-47 

GULF STATES UTILITIES COMPANY 

RIVER BEND STATION, UNIT 1 

DOCKET NO. 50-458 

1.0 INTRODUCTION 

By letter dated January 7, 1991, Gulf States Utilities Company (GSU) (the 
licensee) requested an amendment to Facility Operating License No. NPF-47 for 
the River Bend Station, Unit 1. The proposed amendment would add the chilled 
water return from the drywell isolation valve, 1HVN*V543, to Technical 
Specification (TS) Table 3.6.4-1, "Drywell and Containment Isolation Valves," 
and correct the identifying title for the 1SWP*V206 valve in the TS table.  
The 1HVN*V543 isolation valve had apparently been omitted from the Safety 
Analysis Report (SAR) Table 6.2-51, "Drywell Isolation Provisions for Fluid 
Lines," and when the TS table was developed from the SAR table the omission 
was carried over.  

2.0 EVALUATION 

On January 25, 1990, GSU identified that the chilled water return from the 
drywell isolation valve, 1HVN*V543, had been omitted from TS Table 3.6.4-1.  
The 1HVN*V543 manual isolation valve performs the function of isolating 
chilled water returning from the drywell. After discovery of the omission 
on January 25, 1990, GSU determined the event to be reportable since the 
surveillance requirements of TS 4.6.2.1, "Drywell Integrity," had not been 
performed on the valve. Subsequently, GSU submitted Licensee Event Report 
(LER) 90-025 dated'September 7, 1990. TS Surveillance Requirement 4.6.2.1.a 
requires that once every 31 days, drywell penetrations that are not capable of 
being closed by automatic isolation valves and are required to be closed 
during accident conditions, be verified closed. As described in the LER and 
the amendment request, GSU verified that valve 1HVN*V543, which is normally 
closed, was already included in Station Operating Procedure (SOP)-0066, "Plant 
and Control Building HVAC Chilled Water System.". This SOP is used during normal 
system lineups to.ensure correct valve position of the valves in the system.  
On April 4, 1990, Surveillance Test Procedure (STP)-O00-0201, "Monthly Operating 
Log," was revised to include valve 1HVN*V543 on the list that verifies valve 
position once every 31 days. This in essence ensures compliance with TS 4.6.2.1.a.  
On January 30, 1990, GSU issued a Temporary Change Notice to the Operations 
Section Procedure (OSP)-0013, "CTMT/ECCS/Diesel Generator Valves Verification," 
to include valve 1HVN*V543 on the list of containment penetrations that are 
locally verified quarterly.  
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GSU also verified the chilled water supply line valve, 1HVN*V542, was included 
in both the TS and SAR tables and that the appropriate surveillances had been 
performed.  

Based on the staff's review of the licensee's submittal, LER 90-025, the 
applicable sections of the RBS SAR and Safety Evaluation Report, and the 
Standard Review Plan, the addition of the chilled water return from the 
drywell isolation valve, 1HVN*V543, to TS Table 3.6.4-1 is acceptable.  

The editorial change requested by the licensee would revise the identifying 
title of valve 1SWP*V206 from service water supply to service water return.  
This change in identifying titles is acceptable.  

3.0 STATE CONSULTATION 

In accordance with the Commission's regulations, the Louisiana State official 
was notified of the proposed issuance of the amendment. The State official 
had no comments.  

4.0 ENVIRONMENTAL CONSIDERATION 

The amendment changes a requirement with respect to installation or use of a 
facility component located within the restricted areas as defined in 10 CFR 
Part 20. The NRC staff has determined that the amendment involves no significant 
increase in the amounts, and no significant change in the types, of any effluents 
that may be released offsite, and that there is no significant increase in 
individual or cumulative occupational radiation exposure. The Commission has 
previously issued a proposed finding that the amendment involves no significant 
hazards consideration, and there has been no public comments on such finding 
(56 FR 4865). Accordingly, the amendment meets the eligibility criteria for 
categorical exclusion set forth in 10 CFR 51.22(c)(9). Pursuant to 10 CFR 
51.22(b) no environmental impact statement or environmental assessment need 
be prepared in connection with the issuance of the amendment.  

5.0 CONCLUSION 

The Commission has concluded, based on the considerations discussed above, 
that: (1) there is reasonable assurance that the health and safety of the 
public will not be endangered by operation in the proposed manner, (2) such 
activities will be conducted in compliance with the Commission's regulations, 
and (3) the issuance of the amendment will not be inimical to the common 
defense and security or to the health and safety of the public.  

Date: March 12, 1991

Principal Contributor: Claudia M. Abbate, PDIV-2


