
Septeni, 10, 1994 

Entergy Operations, Inc.  
River Bend Station 
ATTN: Mr. John R. McGaha, Jr.  

Vice President - Operations 
Post Office Box 220 
St. Francisville, Louisiana 70775 

SUBJECT: CORRECTION TO AMENDMENT NO. 74 TO FACILITY OPERATING LICENSE 
NO. NPF-47 - RIVER BEND STATION, UNIT I (TAC NO. M88873) 

Dear Mr. McGaha: 

On August 2, 1994, the Commission issued Amendment No. 74 to Facility 
Operating License No. NPF-47 for the River Bend Station, Unit 1. The 
amendment revised Technical Specification (TS) Sections 3/4.3, 
"Instrumentation," 3/4.4.2, "Safety/Relief Valves," and associated Bases to 
increase the surveillance test intervals and allowable out-of-service times 
for various instruments.  

Correction is being made to the amendment to the license to reflect the 
correct effective date. It should read as follows: 

3. The license amendment is effective 60 days from the date of issuance.  

A newly signed version is enclosed in its entirety for your convenience.

In addition, and editorial error was made to TS page 
parenthetical information under B.l.c. was omitted.  
corrected page for your use.

3/4 3-42. The 
We are enclosing a

Please accept our apology for any inconvenience this may have caused you.  

Sincerely, 

ORIGINAL SIGNED Y: 
Ramon0. Azua, Accing Project Manager 
Project Directorate IV-1 
Division of Reactor Projects III/IV 
Office of Nuclear Reactor Regulation

Docket No. 50-458

Enclosures: 

cc w/encl:

1. Amendment No. 74 to NPF-47 
2. TS page 3/4 3-42 

See next page
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) UNITED STATES 
"I •NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

***-W September 10, 1994 

Entergy Operations, Inc.  
River Bend Station 
ATTN: Mr. John R. McGaha, Jr.  

Vice President - Operations 
Post Office Box 220 
St. Francisville, Louisiana 70775 

SUBJECT: CORRECTION TO AMENDMENT NO. 74 TO FACILITY OPERATING LICENSE 

NO. NPF-47 - RIVER BEND STATION, UNIT 1 (TAC NO. M88873) 

Dear Mr. McGaha: 

On August 2, 1994, the Commission issued Amendment No. 74 to Facility 

Operating License No. NPF-47 for the River Bend Station, Unit 1. The 

amendment revised Technical Specification (TS) Sections 3/4.3, 

"Instrumentation," 3/4.4.2, "Safety/Relief Valves," and associated Bases to 

increase the surveillance test intervals and allowable out-of-service times 

for various instruments.  

Correction is being made to the amendment to the license to reflect the 

correct effective date. It should read as follows: 

3. The license amendment is effective 60 days from the date of issuance.  

A newly signed version is enclosed in its entirety for your convenience.  

In addition, and editorial error was made to TS page 3/4 3-42. The 

parenthetical information under B.1.c. was omitted. We are enclosing a 

corrected page for your use.  

Please accept our apology for any inconvenience this may have caused you.  

Sincerely, 

, Acting Project Manager 
Project Directorate IV-1 
Division of Reactor Projects III/IV 
Office of Nuclear Reactor Regulation 

Docket No. 50-458 

Enclosures: 1. Amendment No. 74 to NPF-47 
2. TS page 3/4 3-42

cc w/encl: See next page



Mr. John R. McGaha 
Entergy Operations, Inc.  

cc: 
Winston & Strawn 
ATTN: Mark J. Wetterhahn, Esq.  
1400 L Street, N.W.  
Washington, D.C. 20005-3502

Mr. Otto P. Bulich 
Manager - Nuclear Licensing 
Entergy Operations, Inc.  
River Bend Station 
St. Francisville, Louisiana

River Bend Station 

Mr. Harold W. Keiser 
Executive Vice President and 

Chief Operating Officer 
Entergy Operations, Inc.  
P. 0. Box 31995 
Jackson, Mississippi 39286 

Mr. Michael B. Sellman 
General Manager - Plant Operations 
Entergy Operations, Inc.  
River Bend Station 
Post Office Box 220 
St. Francisville, Louisiana 70775

70775

Mr. Philip G. Harris 
Cajun Electric Power Coop, Inc.  
10719 Airline Highway 
P. 0. Box 15540 
Baton Rouge, Louisiana 70895

Senior Resident Inspector 
P. 0. Box 1051 
St. Francisville, Louisiana

Mr. James J. Fisicaro 
Director - Nuclear Safety 
Entergy Operations, Inc.  
River Bend Station 
Post Office Box 220 
St. Francisville, Louisiana70775

President of West Feliciana 
Police Jury 
P. 0. Box 1921 
St. Francisville, Louisiana 70775 

Regional Administrator, Region IV 
U.S. Nuclear Regulatory Commission 
611 Ryan Plaza Drive, Suite 1000 
Arlington, Texas 76011 

William G. Davis, Esq.  
Department of Justice 
Attorney General's Office 
P. 0. Box 94095 
Baton Rouge, Louisiana 70804-9095

Ms. H. Anne Plettinger 
3456 Villa Rose Drive 
Baton Rouge, Louisiana

70775

Mr. Jerrold G. Dewease 
Vice President - Operations Support 
Entergy Operations, Inc.  
P. 0. Box 31995 
Jackson, Mississippi 39286-1995 

The Honorable Richard P. Ieyoub 
Attorney General 
State of Louisiana 
P. 0. Box 94095 
Baton Rouge, Louisiana 70804-9095 

Wise, Carter, Child & Caraway 
Attn: Robert B. McGehee, Esq.  
P. 0. Box 651 
Jackson, Mississippi 39205

70806

Administrator 
Louisiana Radiation Protection Division 
P. 0. Box 82135 
Baton Rouge, Louisiana 70884-2135



UNITED STATES 
* ,NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

GULF STATES UTILITIES COMPANY** 

CAJUN ELECTRIC POWER COOPERATIVE AND 

ENTERGY OPERATIONS, INC.  

DOCKET NO. 50-458 

RIVER BEND STATION, UNIT 1 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 74 

License No. NPF-47 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Gulf States Utilities* (the 
licensee) dated January 14, 1994, as supplemented July 15, 1994, 
complies with the standards and requirements of the Atomic Energy 
Act of 1954, as amended (the Act), and the Commission's rules and 
regulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, as 
amended, the provisions of the Act, and the rules and regulations of 
the Commission; 

C. There is reasonable assurance: (i) that the activities authorized 
by this amendment can be conducted without endangering the health 
and safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this license amendment will not be inimical to the 
common defense and security or to the health and safety of the 
public; and 

* EOI is authorized to act as agent for Gulf States Utilities Company, which 
has been authorized to act as agent for Cajun Electric Power Cooperative, 
and has exclusive responsibility and control over the physical construction, 
operation and maintenance of the facility.  

**Gulf States Utilities Company, which owns a 70 percent undivided interest in 
River Bend, has merged with a wholly owned subsidiary of Entergy 
Corporation. Gulf States Utilities Company was the surviving company in 
the merger.  
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E. The issuance of this amendment is in accordance with 10 CFR Part 51 
of the Commission's regulations and all applicable requirements have 
been satisfied.  

2. Accordingly, the license is amended by changes to the Technical 
Specifications as indicated in the attachment to this license amendment; 
and Paragraph 2.C.(2) of Facility Operating License No. NPF-47 is hereby 
amended to read as follows: 

(2) Technical Specifications and Environmental Protection Plan 

The Technical Specifications contained in Appendix A, as revised 
through Amendment No. 74 and the Environmental Protection Plan 
contained in Appendix B, are hereby incorporated in the license.  
EOI shall operate the facility in accordance with the Technical 
Specifications and the Environmental Protection Plan.  

3. The license amendment is effective 60 days from the date of issuance.  

FOR THE NUCLEAR REGULATORY COMMISSION 

William D. Beckner, Director 
Project Directorate IV-1 
Division of Reactor Projects III/IV 
Office of Nuclear Reactor Regulation 

Attachment: 
Changes to the Technical 

Specifications

Date of Issuance: August 2, 1994



TABLE 4.3.3.1-1 

EMERGENCY CORE COOLING SYSTEM ACTUATION INSTRUMENTATION SURVEILLANCE REQUIREMENTS

TRIP FUNCTION
CHANNEL 

CHECK

CHANNEL 
FUNCTIONAL 

TEST
CHANNEL 

CALIBRATION

OPERATIONAL 
CONDITIONS FOR WHICH 

SURVEILLANCE REQUIRED

A. DIVISION I TRIP SYSTEM 
1. RHR-A (LPCI MODE) AND LPCS SYSTEM 

a. Reactor Vessel Water Level 
Low Low Low Level 1 

b. Drywell Pressure - High 
c. LPCS Pump Discharge Flow-Low 
d. Reactor Vessel Pressure-Low 

(LPCS/LPCI Injection Valve 
Permissive) 

e. LPCI Pump A Start Time Delay 
Relay 

f. LPCI Pump A Discharge Flow-Low 
g. LPCS Pump Start Time Delay 

Relay 
h. Manual Initiation 

2. AUTOMATIC DEPRESSURIZATION SYSTEM 
TRIP SYSTEM "A"# 
a. Reactor Vessel Water Level 

Low Low Low Level I 
b. Drywell Pressure-High 
c. ADS Timer 
d. Reactor Vessel Water Level 

Low Level 3 
e. LPCS Pump Discharge 

Pressure-High 
f. LPCI Pump A Discharge 

Pressure-High 
g. ADS Drywell Pressure Bypass 

Timer 
h. ADS Manual Inhibit Switch 
i. Manual Initiation

S 
S 
S 
S

Q 
Q 
Q 
Q

NA 
S 
NA 
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Q 
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S 
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NA
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Q 
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S 
NA 

NA 
NA
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R(a) R(a)

1, 
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1, 
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Q 
R(a) 
Q

NA

R(&) R(a) 
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R(a) 
Q

1, 
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2, 
2, 
2, 
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2, 
2, 
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3, 4*, 5* 
3 
3, 4*, 5* 
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3, 
3, 
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(

4*, 5* 
4*, 5* 
4*, 5*

1, 2, 3, 4*, 5*

1, 
1,

2, 
2, 
2,

3 
3 
3

(
1, 2, 3 

1, 2, 3

1, 
1, 

1, 
l,

NA 
NA

2, 
2, 

2, 
2,

3 
3 

3 
3
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TABLE 4.3.3.1-1 (Continued) 

EMERGENCY CORE COOLING SYSTEM ACTUATION INSTRUMENTATION SURVEILLANCE REQUIREMENTS

CHANNEL CHECK
TRIP FUNCTION

CHANNEL 
FUNCTIONAL 

TEST
CHANNEL CALIBRATION

OPERATIONAL CONDITIONS FOR WHICH 
SURVEILLANCE REQUIRED

B. DIVISION II TRIP SYSTEM 

1. RHR B AND C (LPCI MODE1 

a. Reactor Vessel Water Level 
Low Low Low Level 1 S 

b. Drywell Pressure - High S 
c. Reactor Vessel Pressure-Low S 

(LPCI Injection Valve Permissive) 
d. LPCI Pump B Start Time Delay 

Relay Ni 

e. LPCI Pump Discharge Flow-Low S 
f. LPCI Pump C Start Time Delay N 

Relay 
g. Manual Initiation N

2. AUTOMATIC DEPRESSURIZATION SYSTEM 
TRIP SYSTEM "B"# 

a. Reactor Vessel Water Level 
Low Low Low Level 1 

b. Drywell Pressure - High 
c. ADS Timer 
d. Reactor Vessel Water Level 

Low Level 3 
e. LPCI Pump B and C Discharge 

Pressure-High 
f. ADS Drywell Pressure Bypass 

Timer 
g. ADS Manual Inhibit Switch 
h. Manual Initiation

S S 
NA

Q Q 
Q 

Q 
q 
Q

R(b)

3/4 3-42
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