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PCIVs 
TR 3.6.3 

TABLE TR3.6.3-I (Page 2 of 22) 
Primary Containment Isolation Valves 

MAXIMUM ISOLATION TIME 
FUNCTION (seconds)(u) 

1. Automatic Isolation Valves(a) (continued) 

c. Group 3 - Residual Heat Removal (RHR) System 

RHR Drywell Spray Isolation Valves 

Loop A: E1150-F016A 150 

E1150-F021A 60 

Loop B: E1150-FO16B 150 

E1150-F021B 60 

RHR Containment Cooling/Test Isolation Valves 

Loop A: E1150-F024A 45*' 

Loop B: E1150-F024B 45* 

RHR Suppression Pool Spray Isolation Valves 

Loop A: E1150-F027A 60 

Loop B: EII50-F027B 60 

RHR Suppression Pool Spray/Test Isolation Valves 

Loop A: E1150-F028A 45* 

Loop B: E1i50-F028B 45* 

d. Group 4 - Residual Heat Removal Shutdown Cooling and Head Spray 

RHR Shutdown Cooling Suction Isolation Valves 

inboard: E1150-F009 51 

Outboard: EI!50-F008 51 

RýR Reactor Pressure Vessel Head Spray Isolation Valves 

:nboard: E1150-F022 36 

Outboard: E1150-F023 120 

e. Group i - Core Spray System 

Core Spray Pump Flow Test Valves'

Loop A: E2150-F015A 150 

Loop 5: E2150-F015B 150 

(continued) 
"-o ensure LPC: response time of 72 seconds per OPL-4.
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