
FENOC Beaver Valley Power Station Route 168 
__P.O. Box 4 

FirstEnergy Nuclear Operating Company Shippingport, PA 15077-0004 

724-682-5234 

L. W. Pearce Fax. 724-643-8069 

Site Vice President 

May 23, 2002 

L-02-062 

U. S. Nuclear Regulatory Commission 
Attention: Document Control Desk 
Washington, DC 20555-0001 

Subject: Beaver Valley Power Station, Unit No. 2 
Docket No. 50-412, License No. NPF-73 
Ninth Refueling Outage Inservice Inspection Report 

This letter forwards the Inservice Inspection (ISI) Ninety-Day report on ASME Class 1, 

2, 3, and MC components examined during the ninth refueling outage at Beaver Valley 

Power Station (BVPS) Unit 2. The ASME Boiler and Pressure Vessel Code, Section XI, 

Article IWA-6230 requires that an inservice inspection report be submitted to the 

enforcement and regulatory authority having jurisdiction at the plant site within ninety 

days after completion of an inservice inspection. The recent inservice inspection term at 

BVPS Unit 2 ended on February 26, 2002.  

The Class 1, 2 and 3 examinations are part of Interval 2, Period 2 of the Unit 2 ISI 

schedule, and were performed in accordance with Section X1 of the ASME Boiler and 

Pressure Vessel Code, 1989 Edition, using Code Case N-408-2 for Class 2 piping welds.  

The Class MC examinations are part of the initial Containment Inspection Interval, and 

were performed in accordance with the 1992 Edition, 1992 Addendum of the ASME XI 

Code.  

If you have any questions concerning this matter, please contact Mr. Larry R. Freeland, 

Manager, Regulatory Affairs/Corrective Action at 724-682-5284.  

Sincerely, 

L. W. Pearce 

c: Mr. D. S. Collins, Project Manager 
Mr. D. M. Kern, Sr. Resident Inspector 
Mr. H. J. Miller, NRC Region I Administrator 
Mr. J. Payton, Commonwealth of Pennsylvania
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BEAVER VAILLEY POWER STATION UNIT 2 
Route 168, Shippingport, PA 

Outage 9, Year 2002 

Inspection Term: 12/29/2001 to 2/26/2002 

Issue date: 6d-l- O4-

Owner: FirstEnergy 
76 South Main St.  

Akron, OH 44308 

NRC Docket Number: 50-412 

Reactor Supplier: Westinghouse Electric Corporation 
Commercial Service Date: November 17, 1987
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Supervisor, Nuclear Engineering 
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Approved by:
Plant Engineering
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FORM NIS-I OWNER'S REPORT FOR INSERVICE INSPECTIONS 
As required by the Provisions of the ASME Code Rules

FirstEnergy Nuclear Operating Company, Route 168, Shippingport, PA 15077 
(Name and Address of Owner) 

Beaver Valley Power Station, Route 168, Shippingport, PA 15077
(Name and Address of Plant) 

4. Owner Certificate of Authorization (if required) 26-05000 

11/17/87 6. National Board Number for Unit N/A

3. Plant Unit 2 

5. Commercial Service Date

7. Components Inspected 

Manufacturer or 
Component or Manufacturer or Installer State or National 
Appurtenance Installer Serial No. Province No. Board No.  

Reactor Vessel Combustion Engineering CE-9071 160591B 21669 

Pressurizer Westinghouse 1911 485064V W18695 

21B Steam Generator Westinghouse 1962 485066V W16599 

2CHS-P21A Pacific Pumps / Dresser Ind. 49190 N/A N/A 

2RHS-P21A Ingersoll-Dresser 1274-26 N/A N/A 

2RSS-P21A Bingham Willamette 230439 N/A N/A 
Valve 
2RCS-MOV-585 Copes - Vulcan 7310-95295-1-2 N/A N/A 
Valve 
2SIS-108 Westinghouse W7200157 N/A N/A 
Reactor Coolant 
Piping Southwest Fabricating N/A N/A N/A 
Auxiliary 
Piping Schneider Power N/A N/A N/A 

Note: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8½ in. x II in., 
(2) information in items I though 6 on this report is included on each sheet, and (3) each sheet is numbered and 
the number of sheets is recorded at the top of this form.  

This form (E0029) may be obtained from the ASME Order Dept., 22 Law Drive, Box 2300, Fairfield, NJ 07008-2300
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FORM NIS-1 (Back)

"8. Examination Dates 

9. Inspection Period Ident

12/01/2001 to 02/26/2002 

ification: 12/01/2001 to 04/29/2005

10. Inspection Interval Identification: 11/17/1997 to 08/29/2008

11. Applicable Edition of Section XI 1989 Addenda None

12. Date/Revision of Inspection Plan: 2TYPP-2, Revision 0 

13. Abstract of Examination and Tests. Include a list of examinations and tests and a statement concerning status of work required for the 
Inspection Plan. See Appendix I (Code Exams) for exams performed during 2R09. 2R09 was the first outage in the 2"d Period 
of the 2"d Ten-Year Interval. Two outages remain in this period to complete the Code percentage requirements.  

14. Abstract of Results of Examination and Tests. See text of summary report.  

15. Abstract of Corrective Measures. No Corrective measures resulting from NDE ISI examinations were required in 2R09. Code 
Case N-513 was used to evaluate thinning in the BV2 Service Water System.  

We certify that a) the statements made in this report are correct, b) the examinations and tests meet the Inspection Plan 
as required by the ASME Code, Section XI, and c) corrective measures taken conform to the rules of the ASME Code, Section XI.  

Certificate of Authorization No. (if applicable) 26-05000 Expiration Date N/A 
Date 6-15-02. Signed FirstEnergy Nuclear Operating Co. By -

-4-

ýv(Owner)

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 
and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, RI have inspected the components described in this Owner's Report during the period 
12/01/2001 to 02/26/2002 and state that to the best of my knowledge and belief, the 

Owner has performed examinations and tests and taken corrective measures described in this Owner's Report in accordance 
with the Inspection Plan and as required by the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer make any warranty, expressed or implied, concerning 
the examinations, tests, and corrective measures described in this Owner's Report. Furthermore, neither the Inspector 
nor his employer shall be liable in any manner for any personal injury or property damage or a loss of any kind arising 
from or connected with this inspection.  

Commissions NB7509 (N, I), PA2162 
Inspector's Signature National Board, State, Province and Endorsements 

Date



OUTAGE SUMMARY 

During the Ninth Refueling Outage (2R09) at the Beaver Valley Power Station, Unit 2, Inservice 
Inspection (ISI) examinations were performed on Class 1, 2, 3 and MC components. This was the first 
outage in the second period of the second ten year interval. Also included in this report and the counts 
below, are examinations performed prior to 2R09 during plant operation. The examinations were based 
on ASME Section XI, 1989 Edition.  

ASME XI Class 1, 2 and 3 Credited Exams (See Appendix 1) 

1. One Hundred-twenty-three (123) Class 1 exams were performed and are divided as follows: 

a. Welds (vessels, and attachments) 
Ultransonic Exams - 2 
Penetrant Exams - 1 

b. Reactor Vessel bolting 
Ultrasonic Exams - 19 
Mag Particle Exams - 19 
Visual Exams - 38 

c. Visual Examinations 
Supports (VT-3) - 39 
Bolting (VT-1) - 5 

2. Eighty-three (83) Class 2 exams were performed and are divided as follows: 

a. Welds (vessels, pumps, piping, and attachments) 
Ultrasonic Exams - 2 
Penetrant Exams - 26 
Mag Particle Exams - 5 
Visual Exams - 7 

b. Supports, visual exams - 43 

3. Forty-two (42) visual exams of Class 3 supports were performed and are divided as follows: 

a. Supports, visual exams - 25 
b. Attachments, visual exams - 17

-5-



Examinations were performed by FirstEnergy Nuclear Operating Company (FENOC) and 
contracted NDE Technicians. Appendix I compiles the examinations that have been credited toward 
fulfilling the Ten Year Plan requirements.  

IWL Containment Examination 

The BV-2 Containment concrete was examined prior to 2R09 in accordance with 
1OCFR50.55a(b)(2)(viii), The examination found no conditions that affected either the containment 
structural integrity or leak tightness. The examinations required by the NRC rul~making regarding IWE 
and IWL were completed at both BV1 and BV2 prior to the due date of 9/9/01.  

Pressure Testin! 

The Class 1 piping System Leakage Test was performed prior to plant start-up. All Class 1 bolted 
connections were examined during 2R09. Also, Class 2 and 3 system functional and system inservice 
tests were performed on various systems to fulfill the current 40-month pressure testing requirement.  

As of December 29, 2001, the 40-month pressure testing requirements for the first period of the second 
ten-year interval were completed for all systems. Additionally, all Class 1 bolted connections were 
examined during each refueling outage of the first 40-month period, and all Class 2 bolted connections 
were examined once within the first 40-month period.  

Deficiency Resolution 

There were no ISI non-destructive examination deficiencies in 2R09.  

Steam Generator Tube Examination 

One hundred percent of the in-service tubes were examined in the three steam generators. Results of the 
examinations are submitted to regulatory authorities in accordance with Technical Specification 
requirements.  

NIS-2 Forms 

Included as Appendix I[ are the NIS-2 Forms associated with repairs and replacements. Code Case N
416-1, Alternative Pressure Test Requirement for Welded Repairs or Installation of Replacement Items 
by Welding, Class 1, 2 and 3, was used. The NIS-2 specifies when N-416-1 was implemented.

-6-
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SUMMARY 

189800 

190300 
220400 
220500 
220600 
220700 
220800 
220900 
221000 
221100 
221200 
221300 

221400 
221500 
221600 
221700 
221800 
221900 

222000 
222100 
222200 

226200 
226300 
226400 

226500 
226600 
226700 
226800 
226900 
227000 
227100 
227200 

227300 
227400 
227500 
227600

COMPID 

2RCS*PRE21-C-1 
2RCS*PRE21-L-2 
2RCS*REV21 -NUT-20 
2RCS8REV21 -NUT-21 
2RCS*REV21-NUT-22 
2RCS*REV21-NUT-23 
2RCS*REV21-NUT-24 
2RCS*REV21-NUT-25 
2RCS*REV21-NUT-26 
2RCS*REV21-NUT-27 
2RCS*REV21-NUT-28 
2RCS*REV21-NUT-29 

2RCS*REV21-NUT-30 
2RCS*REV21-NUT-31 
2RCS*REV21-NUT-32 
2RCS*REV21-NUT-33 
2RCS*REV21-NUT-34 
2RCS*REV21-NUT-35 
2RCS*REV21-NUT-36 

2RCS*REV21-NUT-37 
2RCS*REV21-NUT-38 
2RCS*REV21-STUD-20 
2RCS*REV21-STUD-21 
2RCS*REV21-STUD-22 

2RCS*REV21-STUD-23 
2RCS*REV21-STUD-24 
2RCS"REV21-STUD-25 
2RCS*REV21-STUD-26 
2RCS*REV21-STUD-27 
2RCS"REV21-STUD-28 
2RCS*REV21-STUD-29 
2RCS*REV21-STUD-30 
2RCS*REV21-STUD-31 

2RCS*REV21-STUD-32 
2RCS*REV21-STUD-33 
2RCS*REV21-STUD-34

DESCRIPTION
i I i =
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CAT 

B-B 
B-B 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 
B-G-1 

B-G-1 
B-G-1 

B-G-1 
B-G.1 
B-G-1 

B-G-1 
B-G-1 

B-G-1 
B-G-1 

B-G-1 

B-G-1 
B-G-1 

B-G-1 

B-G-1 
B-G-1 
B-G-1

ITEM NO 

B2.11 
B2.12 
B6.10 
B6.10 
B6.10 
B6.10 

B6.10 
B6.10 
B6.10 
B6.10 

B6.10 
B6.10 
B6.10 
B6.10 
B6.10 

B6.10 
B6,10 
B6.10 

B6.10 
B6.10 

B6.10 
B6.30 
B6,30 
B6.30 
B6.30 
B6.30 
B6.30 

B6.30 
B6.30 
B6.30 
B6.30 
B6.30 
B6.30 

B6.30 
B6.30 
B6.30

CIRCUMFERENTIAL WELD 
LONGITUDINAL WELD 
BOLTING 
BOLTING 
BOLTING 
BOLTING 
BOLTING 

BOLTING 
BOLTING 
BOLTING 
BOLTING 
BOLTING 

BOLTING 
BOLTING 
BOLTING 
BOLTING 

BOLTING 
BOLTING 

BOLTING 

BOLTING 
BOLTING 
BOLTING 
BOLTING 
BOLTING 
"BOLTING 
BOLTING 
BOLTING 

BOLTING 
BOLTING 
BOLTING 
BOLTING 
BOLTING 
BOLTING 
BOLTING 
BOLTING 
BOLTING

ISO NO 
E-1D-1 
E-1D-1 
E-1A-1 
E-1A-1 
E-1A-1 

E-1A-1 
E-1A-1 
E-1A-1 
E-1A-1 
E-1A-1 
E-lA-1 
E-1A-1 
E-1A-1 
E-1A-1 
E-1A-1 
E-1A-I 
E-1A-1 
E-1A-1 

E-1A-1 
E-iA-1 

E-1A-1 
E-1A-1 

E-1A-1 
E-iA-1 
E-iA-1 
E-1A-1 

E-1A-1 
E-1A-1 
E-1A-1 
E-1A-1 

E-1A-1 
E-1A-1 
E-1A-1 

E-IA-1 

E-1A-I 
E-1A-1

METHOD COMMENTS 

UT 
UT 

VT-1 
VT-1 
VT-1 
VT-1 
VT-1 
VT-1 
VT-1 
VT-1 
VT-i 
VT-1 

VT-i 
VT-1 
VT-1 
VT-1 
VT-1 
VT-1 
VT-I 
VT-1 
VT-1 

UT, MT 
UT, MT 

UT, MT 
UT, MT 

UT, MT 
UT, MT 
UT, MT 

UT, MT 
UT, MT 
UT, MT 
UT, MT 
UT, MT 

UT, MT 
UT, MT 
UT, MT
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SUMMARY 

227700 
227800 
227900 
228000 
232000 
232100 
232200 
232300 
232400 
232500 
232600 

232700 
232800 
232900 
233000 

233100 
233200 

233300 
233400 
233500 
2$3600 

233700 
233800 
188200 

011000 
013300 
150700 
264800 

262600 
528500 
529000 
487900 
502100 
502200 

502300 

502400

COMPID.  

2RCS*REV21-STUD-35 
2RCS*REV21-STUD-36 
2RCS*REV21-STUD-37 
2RCS*REV21-STUD-38 
2RCS*REV21-WASHER-20 
2RCS*REV21 -WASHER-21 

2RCS*REV21 -WASH ER-22 

2RCS*REV21-WASHER-23 
2RCS*REV21-WASHER-24 
2RCS*REV21-WASHER-25 
2RCS*REV21-WASHER-26 
2RCS*REV21-WASHER-27 

2RCS*REV21-WASHER-28 
2RCS*REV21-WASHER-29 
2RCS*REV21-WASHER-30 

2RCS*REV21 -WASHER-31 
2RCS*REV21-WASHER-32 
2RCS*REV21-WASHER-33 

2RCS'REV21-WASHER-34 
2RCS*REV21-WASHER-35 
2RCS*REV21-WASHER-36 

2RCS*REV21-WASHER-37 

2RCS*REV21-WASHER-38 
2RCS*PRE21-B-01 TO 16 
107414-MJ-01-B-1 TO 8 

107414-MJ-02-B-1 TO 4 

2RCS-MOV585-B-1 TO 12 
2SIS-108-B-1 TO 16 

2815-071-F508 

2RCS*SG21 B-C-03 

2RCS*SG21 B-C-02 
2MSS-043-F803 

2QSS-001-F801 
2QSS-001-F802 
2QSS-0oi-F803 
20SS-001-F804

CAT 
B-G-1 
B-G-1 
B-G-1 

B-G-1 
B-G-1 
B-G-1 

B-G-1 
B-G-1 
B-G-1 

B-G-1 
B-G-1 

B-G-1 
B-G-1 
B-G-1 
B-G-1 

B-G-1 
B-G-1 

B-G-1 
B-G-1 

B-&1i 

B-G-1 
B-G-1 
B-G-1 
B-G-2 
B-G-2 
B-G-2 

B-G-2 
B-G-2 

B-K 
C-A 
C-A 

C-C 
C-C 
C-C0

C-C

DESCRIPTION ISO NO
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COMMENTS

DESCRIPTION

ITEM NO 

86.30 
86.30 
B6.30 
B6.30 
B6.50 
B6.50 
B6.50 
B6.50 

86.50 
B6.50 
B6.50 
B6.50 

B6.50 
B6.50 
B6.50 

B6.50 
B6.50 
B6.50 
B6.50 
B6.50 
86.50 
86.50 
B6,50 

B7.20 
B7.50 
B7.50 
B7,70 
B7.70 
B10.20 
C1.10 
C1.30 
C3.20 

C3.20 
C3.20 

C3.20 
C3.20

BOLTING E-1A-i 

BOLTING E-iA-1 
BOLTING E-1A-1 

BOLTING E-IA-1 
BOLTING E-1A-1 

BOLTING E-1A-1 

BOLTING E-iA-1 

BOLTING E-IA-1 

BOLTING E-iA-1 
BOLTING E-1A-1 

BOLTING E-1A-1 
BOLTING E-1A-1 

BOLTING E-1A-1 

BOLTING E-IA-1 

BOLTING E-iA-i 

BOLTING E-1A-1 

BOLTING E-1A-1 

BOLTING E-1A-1 

BOLTING E-iA-1 

BOLTING E-1A-1 

BOLTING E-1A-1 
BOLTING E-IA-1 
BOLTING E-1A-1 

BOLTING E-1 D-1 
PIPE BOLTING STUD BOLTS MJ-0' 107414-4 

PIPE BOLTING STUD BOLTS 107414-4 

2RCS-MOV585 STUDS AND NUTS 110236-3 

2SIS-1 08 BOLTS 1107107-3 
WELDED ATTACHMENT 108207-3 

SHELL CIRCUMFERENTIAL WELD E-1 B-1 

TUBESHEET-TO-SHELL WELD # 2 E-1 B-1 

WELDED ATTACHMENT 100212-4 

WELDED ATTACHMENT 107933-3 

WELDED ATTACHMENT 107933-3 

WELDED ATTACHMENT 107933-3 

WELDED ATTACHMENT 107933-3

METHOD 

UT, MT 
UT, MT 
UT, MT 
UT, MT 

VT-i 
VT-1 
VT-1 
VT-1 
VT-1 
VT-I 

VT-i 
VT-1 
VT-1 

VT-1 
VT-i 
VT-1 
VT-1 

VT-i 
VT-1 
VT-1 
VT-1 
VT-1 
VT-1 
VT-1 
VT-1 
VT-1 
VT-1 
VT-1 

PT 

UT 
UT 
MT 
PT 

PT 
PT 

PT
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531610 

531611 
531612 
531613 
531614 
531615 
531616 
531617 

580600 
580700 

759400 
759500 
759600 
759700 
795910 
795920 
795930 
795940 
621350 
621460 

621800 
622000 
622200 

622300 

622500 
622700 
622900 
623000 
621900 
622100 
622400 

622600 
622800 
829500

COMPID 

2RHS-006.F-502 
2RHS-006-F-503 
2RHS-006-F-504 
2RHS-006-F-505 
2RHS-006-F-802 
2RHS-006-F-803 
2RHS-006-F-804 
2RHS-006-F-805 

2RSS-004-F826 
2RSS-004-F828 
2SIS-01 1-F800 
2SIS-011-F801 
2SIS-011-F802 
2SIS-011-F803 
2SVS-040-F-808 
2SVS-040-F-809 
2SVS-040-F-810 
2SVS-040-F-811 
2RSS*P21A-A-6 
2RSS*P21A-A-8 

2RSS*P21A-C-05 
2RSS*P21A-C-07 
2RSS*P21A-C-09 

2RSS*P21A-C-10 

2RSS*P21A-C-12 
2RSS*P21A-C-15 
2RSS*P21A-C-17 
2RSS*P21A-C-18 
2RSS*P21A-L-06 

2RSS*P21A-L-08 
2RSS*P21A-L-11 
2RSS*P21A-L-13 

2RSS*P21A-L-16 
2ccP-323-F-800

C-G 
C-G 
C-G 
C-G 
C-G 
C-G 
C-G 

C-G 
C-G 
D-A

C6.10 
C6.10 
C6.10 
C6.10 

06.10 

06.10 

C6.10 
06.10 
D1.20

CAT 
C-C 
C-C 
C-C 
C-C 
C-C 
C-C 
C-C 
C-C 
C-C 
C-C 
C-C 
C-C 
C-C 
C-C 
C-C 

C-C 
C-C 
C-C 
C-C 
C-C 
C-G 
C-G 
C-G

ITEM NO 
03.20 

C3.20 
03.20 
C3.20 
C3.20 
C3.20 
03.20 
C3.20 
C3.20 
C3.20 

C3.20 
C3.20 
C3.20 

03.20 
C3.20 
C3.20 
C3.20 
C3.20 
C3.30 
C3.30 
C6.10 
C6.10 
C6.10

COMMENTSDESCRIPTION 

WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 

WELDED ATTACHMENT 
WELDED ATTACHMENT 

WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 

PUMP CASING WELD # 5 
PUMP CASING WELD # 7 
PUMP CASING WELD # 9 

PUMP CASING WELD #10 

PUMP CASING WELD #12 
PUMP CASING WELD #15 
PUMP CASING WELD #17 
PUMP CASING WELD #18 

PUMP CASING WELD # 6 
PUMP CASING WELD # 8 
PUMP CASING WELD #11 

PUMP CASING WELD #13 

PUMP CASING WELD #16 

WELDED ATTACHMENT

ISO NO 

107103-5 
107103-5 
107103-5 
107103-5 
107103-5 
107103-5 
107103-5 
107103-5 
107950-4 
107950-4 
1107124-4 
1107124-4 
1107124-4 

1107124-4 
100203-5 
100203-5 
100203-S 

100203-5 
E-2M-2 
E-2M-2 
E-2M-2 
E-2M-2 
E-2M-2 

E-2M-2 

E-2M-2 
E-2M-2 
E-2M-2 
E-2M-2 
E-2M-2 
E-2M-2 
E-2M-2 

E-2M-2 
E-2M-2 

107219-2

VT-2 based on RR 2TYP-2-C6.1 0-1 
VT-2 based on RR 2TYP-2-06,10-1 

VT-2 based on RR 2TYP-2-C6.10-1
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METHOD 
PT 
PT 
PT 
PT 
PT 
PT 

PT 
PT 
PT 

PT 
PT 
PT 

PT 
PT 
MT 
MT 
MT 
MT 
PT 

PT 

PT 
PT

PT Limited exam 70% coverage. Refer to 

RR 2TYP-2-C6.10-1 
PT Limited exam 70% coverage. Refer to 

RR 2TYP-2-C6.10-1 
VT-2 VT-2 based on RR 2TYP-2-C6.10-1 
VT-2 VT-2 based on RR 2TYP-2-06.1 0-1 
VT-2 VT-2 based on RR 2TYP-2-06.10-1 
VT-2 VT-2 based on RR 2TYP-2-06.10-1
PT 
PT 

VT-2 
VT-2 
VT-2 
VT-1

C-G C6.10



(

SUMMARY 

829600 
829700 
829800 
829900 
830000 
827300 
827400 
827500 
827600 
814400 
814500 
814600 

814700 
861100 
941550 
879900 
171000 
156800 
281200 
056900 

057000 
002200 
009500 
016400 

036400 
056100 
036100 
064700 
065100 

065800 
106600 
263100 
289700 
281800 
280700 
007200

COMPID 

2CCP-323-F-801 
2CCP,323-F-802 
2CCP-323-F-803 
20CP-323-F-804 
2CCP-323-F-805 
2CCP-431-F-502 
2CCP-431 -F-503 
2CCP-431 -F-504 
200P-431 -F-505 
2CCP-473-F-500 
2CCP-473-F-501 
2CCP-473-F-502 
2CCP-473-F-503 
2FWE-076-F-800 
2MSS-933-F5C 
2SVS-028-F-800 
2RCS-PSA029 

2RCS-PSA058 
2SIS-PSA521 
2CHS-PSR002 

2CHS-PSR003 
2CHS-PSR034 
2CHS-PSR665 

2CHS-PSR676X 
2CHS-PSR679 
2CHS-PSR694 
2CHS-PSR781 
2DGS-PSR092 
2DGS-PSR095 
2DGS-PSR099 
2RCS-PSR650 
2SIS-PRR816 
2SIS-PSR086 
2SIS-PSR518 

2SIS-PSRS24 
2CHS-PSSH020B
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COMMENTS
I

CAT 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
D-A 
F-A 
F-A 
F-A 

F-A 
F-A 
F-A 

F-A 
F-A 
F-A 

F-A 
F-A 
F-A 
F-A 

F-A 
F-A 
F-A 

F-A 
F-A 

F-A 
F-A

ITEM NO 

D1.20 

D1.20 
D1.20 
D1.20 
D1.20 
D1.20 
D1.20 
D1.20 
D1,20 
D1.20 
D1.20 
D1.20 
D1.20 
D1.20 

D1.20 
D1.20 
Fl .1 OA 
Fl.10A 
Fl.10A 
F1.1 OR 
F1.10R 
F1.1 OR 
FI.10R 

F1.10R 
F1.10R 
F1.10R 
F1.10R 
F1.10R 
FI.1OR 
FI.10R 
F1,1OR 
FI.10R 
F1.10R 
F1.10R 

Fl .1OR 
F1,10R 
F1.108

DESCRIPTION 

WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 

WELDED ATTACHMENT 
WELDED ATTACHMENT 

WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 

WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 
WELDED ATTACHMENT 

WELDED ATTACHMENT 
WELDED ATTACHMENT 

SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 

SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT 
SUPPORT

ISO NO 

10721 9-2 
107219-2 
107219-2 
107219-2 
107219-2 
107217-2 
107217-2 
107217-2 
107217-2 

107206-2 
107206-2 
107206-2 

107206-2 
101601-2 
520155-1 
101613-2 

110907-3 
1107139-3 
110790-2 
110768-2 
110768-2 
107404-2 
107414-4 
107419-2 
1107175-3 
110768-2 
1107175-3 
110772-3 
110772-3 

110772-3 
107009-4 
108207-3 
110801-3 
110790-2 

110790-2 
107413-3

METHOD 

VT-i 
VT-1 

VT-1 
VT-1 
VT-1 
VT-1 
VT-1 

VT-i 
VT-1 

VT-1 
VT-1 

VT-i 
VT-I 
VT-1 
VT-1 
VT-1 

VT-3 
VT-3 
VT-3 
VT-3 

VT-3 
VT-3 
VT-3 

VT-3 

VT-3 
VT-3 
VT-3 
VT-3 

VT-3 
VT-3 
VT-3 
VT-3 
VT-3 
VT-3 

VT-3 

VT-3



(

SUMMARY 

051500 

176800 
107700 
249500 

262500 
290800 
018300 
007300 
056200 

018800 
163500 
108800 

271700 
358100 

560400 
634200 
686900 
702800 
664500 
452000 
453800 
399000 

389700 
393100 

356400 
391950 
464900 
514400 
505600 
592400 

639100 
762700 
762400 
763700 
694600 
685600

COMPID 

2CHS-PSSH278 
2RCS-PSSH052 
2RCS-PSSH652 
2RHS-PSSH519X 
2SIS-PSSH01 1A 

2SIS-PSSH093X 
2CHS-PSST006A 
2CHS-PSST019 
2CHS-PSST120 
2CHS-PSST717X 

2RCS-PSST027 
2RCS-PSST042 
2SIS-PSST028 

2CHS-PSA155 
2RHS-PSA512X 
2SDS-PSA027R 

2S1S-PSA053 
2SIS-PSA1 14 
2SIS-PSA331Y 
2CHS-PSR058C 

2CHS-PSR079C 
2CHS-PSR254Y 
2CHS-PSR274Y 

2CHS-PSR278Y 
2CHS-PSR288F 

2CHS-PSR866 
2FWS-PSR003 
2QSS-PSR205X 
2QSS-PSR732 
2RSS-PSR131Y 
2SDS-PSR135R 
2SIS-PSR031A 
2SIS-PSR033A 
2SIS-PSR043 
2SIS-PSR044Y 
2SIS-PSRO5O

CAT 

F-A 

F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 

F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 

F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A
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ITEM NO DESCRIPTION 

FI.10S SUPPORT 

Fl.1OS SUPPORT 

F1.10S SUPPORT 
F1.10S SUPPORT 

F1.10S SUPPORT 

F1.10S SUPPORT 

F1.10T SUPPORT 

F1.10T SUPPORT 
F1.10T SUPPORT 

F1.10T SUPPORT 

Fl.1OT SUPPORT 

F1.10T SUPPORT 

F1.10T SUPPORT 

F1.20A SUPPORT 

F1,20A SUPPORT 

F1.20A SUPPORT 

F1.20A SUPPORT 
F1.20A SUPPORT 

F1.20A SUPPORT 
F1.20R SUPPORT 

F1.20R SUPPORT 
F1.20R SUPPORT 

F1.20R SUPPORT 

F1.20R SUPPORT 

F1.20R SUPPORT 

F1.20R SUPPORT 

F1.20R SUPPORT 
F1.20R SUPPORT 

F1.20R SUPPORT 

F1.20R SUPPORT 

F1.20R SUPPORT 
F1.20R SUPPORT 
F1.20R SUPPORT 

F1.20R SUPPORT 

F1.20R SUPPORT 

F1.20R SUPPORT

ISO NO METHOD COMMENTS 

110765-2 VT-3 

110909-2 VT-3 

107009-4 VT-3 
107120-3 VT-3 

108207-3 VT-3 

110801-3 VT-3 

107419-2 VT-3 

107413-3 VT-3 

110768-2 VT-3 

107419-2 VT-3 

110903-2 VT-3 

107009-4 VT-3 

1107127-2 VT-3 

108318-4 VT-3 

107122-4 VT-3 

510070-4 VT-3 

108346-4 VT-3 
109923-5 VT-3 

108109-5 VT-3 

410312-4 VT-3 

410313-4 VT-3 

108398-4 VT-3 

108396-6 VT-3 

108397-6 VT-3 

108317-4 VT-3 

108397 VT-3 

101702-4 VT-3 

107941-4 VT-3 

107934-3 VT-3 

107964-3 VT-3 

510219-4 VT-3 

1107126-4 VT-3 

1107126-4 VT-3 

1107126-4 VT-3 

108349-4 VT-3 
'108346-4 VT-3
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SUMMARY COMPID CAT ITEM NO DESCRIPTION ISO NO METHOD COMMENTS

690100 
703500 

789700 
665700 
391150 

487400 
501900 
559700 
759300 
795900 
392400 
531600 
559200 
580550 

760800 
826500 
829400 
861000 
941551 

879800 
928700 
827200 
822300 

814300 
835800 
838000 

865000 
870100 
867200 
878600 
885200 
887800 
890300 

890100 
894900 
836300

2SIS-PSR060 
2SIS-PSR1 12 
2$IS-PSR322S 
2SIS-PSR340Y 
2CHS-PSSH867 
2MSS-PSSH006A 
2QSS-PSSH178A 

2RHS-PSSH514X 
2SIS-PSSH087X 
2SVS-PSSH01 8 
2CHS-PSST277Y 
2RHS-PSST035B 
2RHS-PSST517X 
2RSS-PSST587A 

2SIS-PSST035B 
2CCP-PSA014 
2CCP-PSA021 
2FWE-PSA020Y 
2MSS-PSA499 
2SVS-PSA238Y 
2SWS-R299 
2CCP-PSR002 
2CCP-PSR042 
2CCP-PSR068 

2CCP-PSR306 

2CCP-PSR310 
2FWE-PSR015Y 
2FWE-PSR029Y 
2FWE-PSR060Y 

2SVS-PSR235Y 
2SW5-PSF041 
2SWS-PSR063Y 
2SWS-PSR070 

2SWS-PSR071 
2SWS-PSR128Y 
2CCP-PSSH314

F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 

F-A 
F-A 

F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 
F-A 

F-A 
F-A 
F-A 
F-A 

F-A 
F-A 
F-A 

F-A 
F-A 
F-A 

F-A 
F-A
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F1.20R SUPPORT 
Fl .20R SUPPORT 
F1.20R SUPPORT 
F1.20R SUPPORT 
F1.20S SUPPORT 

F1.20S SUPPORT 
F1.20S SUPPORT 
F1.20S SUPPORT 

F1.20S SUPPORT 
F1.20S SUPPORT 
F1.20T SUPPORT 
F1.20T SUPPORT 
F1.20T SUPPORT 
F1.20T SUPPORT 
F1.20T SUPPORT 
F1.30A SUPPORT 
F1.30A SUPPORT 

F1.30A SUPPORT 
Fi.30A SUPPORT 
F1.30A SUPPORT 

F1 30H SUPPORT 
F1.30R SUPPORT 
F1.30R SUPPORT 
F1.30R SUPPORT 

F1.30R 'SUPPORT 
F1.30R SUPPORT 
F1.30R SUPPORT 
F1.30R SUPPORT 
F1.30R SUPPORT 
F1.30R SUPPORT 
iF1.30R SUPPORT 

F1 30R SUPPORT 
F1.30R SUPPORT 
F1.30R SUPPORT 

F1.30R SUPPORT 
F1.30S SUPPORT

108347-4 
109923-5 

111102-3 
108110-4 
263021 
100212-4 
107933-3 
107122-4 
1107124-4 
100203-5 

108397-6 
107103-5 

107122-4 
107950-4 
1107125-4 
107217-2 
107219-2 
10!601-2 
520155-1 

101613-2 
311001-2 
107217-2 
107215-2 

107206-2 
107703-2 
107705-2 
101606-2 
101616-2 
101609-2 
101613-2 
101908-2 
101910-2 
101912-2 
101912-2 
101921-2 
107704-2

VT-3 
VT-3 
VT-3 

VT-3 
VT-3 
VT-3 
VT-3 
VT-3 
VT-3 
VT-3 

VT-3 
VT-3 

VT-3 
VT-3 
VT-3 

VT-3 
VT-3 
VT-3 
VT-3 

VT-3 
VT-3 
VT-3 
VT-3 
VT-3 
VT-3 
VT-3 

VT-3 

VT-3 
VW-3 
VT-3 
VT-3 

VT-3 
VT-3 
VT-3 
VT-3 
VT-3



(

SUMMARY COMPID CAT ITEM NO DESCRIPTION ISO NO METHOD COMMENTS

2FWE-PSSH016A 
2SWS-PSSH761 
2CCP-PSST939 

2CHS*E25A-SUPP 
2CHS*P21A-WS-1 

2CHS*P21A-WS-2 
2CHS*P21 A-WS-3 
2CHS*P21A-WS-4 
2RCS*REV21 -CRDM-WS-A 

2RCS*REV21-CRDM-WS-B 
2RCS*REV21-CRDM-WS-C 

2RCS*REV21 -CRDM-WS-D 
2RCS*REV21-CRDM-WS-E 
2RCS*REV21-CRDM-WS-F 

2RHS*E22A-WS-1

F-A 
F-A 
F-A 
F-A 
F-A 
F-A 

F-A 
F-A 

F-A 
F-A 
F-A 

F-A 
F-A 
F-A 

F-A

F1.308 
F1.30S 

F1.30T 

F1.40E 
F1.40E 
F1.40E 
F1.40E 
F1.40E 
F1.40E 

F1.40E 
F1.40E 

F1.40E 
F1.40E 
F1.40E 

F1.40E

SUPPORT 
SUPPORT 
SUPPORT 
LUBE OIL COOLER SUPPORT 
PUMP SUPPORT 

PUMP SUPPORT 
PUMP SUPPORT 
PUMP SUPPORT 
CRDM SEISMIC SUPPORT 

CRDM SEISMIC SUPPORT 

CRDM SEISMIC SUPPORT 

CRDM SEISMIC SUPPORT 
CRDM SEISMIC SUPPORT 
CRDM SEISMIC SUPPORT 

SADDLE STRUCT SUPPORT
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864800 
898600 
844050 
461800 
462300 

462310 
462320 
462330 
209000 

209100 
209200 
209300 
209400 
209500 

878200

101606-2 
101925-3 
110709-3 
E-2H-1 
E-2H-1 

E-2H-1 
E-2H-1 
E-2H-1 
E-1A-1 

E-lA-1 
E-1A-l 
E-IA-1 
E-lA-1 
E-1A-1 
E-3E-1

VT-3 
VT-3 
VT-3 
VT-3 
VT-3 
VT-3 
VT-3 
VT-3 
VT-3 

VT-3 
VT-3 
VT-3 
VT-S 
VT-3 
VT-3



APPENDIX II 

REPAIR / REPLACEMENT ABSTRACT 
AND 

NIS-2 FORMS



FORM NO.  
1181 
1182 

It 

1183 
!1 

1184 
1185 

I1 

1186 
1187 
1188 
1189 
1190 

1191 
11 

1192 
1193 
1194 
1233 
1391 
1394 
1419 
1420 
1439 
1441 
1443 
1444 

!1 

It 

Is 

1451 
1455 
1469 
1471 
1472 
1474 
1477 

11 

1512 
1510 
1514 
1515

MARK NUMBER 
2SWS-003-057-3 
2SWS-004-045-3 
2SWS-PSR592 

2-SWS-003-055-3 
'I 

2-SWS-003-518-3 
2-SWS-003-061-3 

2SWS-PSR590 
2SWS-151 

2-SWS-003-059-3 
2-SWS-003-051-3 
2-SWS-003-517-3 
2-SWS-003-053-3 
2-SWS-003-052-3 

2SWS-PSR584 
2SWS-004-044-3 

2SWS-PSR57 
2-SWS-004-046-3 
2-SWS-003-054-3 
2-SWS-004-047-3 

2SWS-481 
2HVC-CND24A 
2HVC-CND24B 

2RCS-MOV557B 
2RCS-MOV556A 
2RCS-PCV455D 
2RCS-PCV456 

2SWS-57 
2-SWS-006-187-3 
2-SWS-006-189-3 

2SWS-1230 
2SWS-1231 

2SVS-82 
2SWS-58 

2RCS-MOV556C 
2SWS-59 

2SVS-PCV101 B 
2RCS-RV551 C 

2-SWS-003-182-3 
2SWS-PSR101 

2RCS-P21 C 
2MSS-SOV105C 

2RCS-5 
2RHS-P21 B

NIS-2 ABSTRACT 
WORK ORDER NO.  

99-077639-000 
99-077638-000, 004, 007 

1i 

99-077640-000 
00-020491-006 
99-077641-000 
99-077637-000 
99-077637-007 
99-077637-010 

99-077630-000, 004 
99-077629-000 
99-077634-000 
99-077633-000 
99-077636-000 
99-077636-004 
99-077635-000 
99-077635-004 
99-077628-000 
99-077632-000 
99-077631-000 
99-225148-000 
00-008278-002 
00-020491-002 
00-030531-000 
00-030569-000 
01-005097-000 
01-005149-000 
01-007431-000 

DCP-2419 
I! 

I' 

'I 

01-005773-000 
01-008022-000 
00-030954-000 
01-008736-000 
99-218565-000 
01-004194-000 
01-022178-000 

II 

01-008840-000 
00-016955-000 
00-030726-003 

DCP-2371
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COMMENTS 
Replacement 
Replacement 

Repaired 
Replacement 

II 

Replacement 
Replacement 

Repaired 
Repaired 

Replacement 
Replacement 
Replacement 
Replacement 
Replacement 

Repaired 
Replacement 

Repaired 
Replacement 
Replacement 
Replacement 

Repaired 
Repaired 
Repaired 
Repaired 

Replacement 
Replacement 
Replacement 
Replacement 
Replacement 

Replacement 
Replacement 
Replacement 
Replacement 
Replacement 
Replacement 
Replacement 

Replacement 
Replacement 
Replacement 
Replacement



FORM NO.  
1516 

It 

No 

1517 
1518 
1520 
1522 
1525 
1526 
1527 
1528 
1529 
1531 

1i 

It 

153 
Is 

It 

1535 

It 

It 

It 

It 

itl 

1536 

Il 

3, 

1537 
1538 
1539

MARK NUMBER 
2-SWS-002-104-3 
2-SWS-002-095-3 
2-SWS-002-105-3 
2-SWS-002-755-3 
2-SWS-1 50-968-3 

2SIS-122 
2RCS-7 

2MSS-17 
2CHS-HCV389 
2RCS-SG21A 
2RCS-SG21 B 
2RCS-SG21C 
2CHS-RV382B 
2RHS-RV721 B 

2-CHS-004-357-2 
2-CHS-003-070-2 

2CHS-815 
2-CHS-1 50-672-2 
2-CHS-002-275-2 
2-CHS-003-977-2 

2CHS-PSR866 
2CHS-PSSH867 
2RCS-PSSP035X 
2RCS-PSSP883A 
2RCS-PSSP883B 
2RCS-PSSP884A 
2RCS-PSSP885 

2RCS-PSSP009A 
2RCS-PSSP015X 
2RCS-PSSP026B 
2RCS-PSSP029X 
2RCS-PSSP890 

2RCS-PSSP891 B 
2RCS-PSSP892A 
2RCS-PSSP893 
2RCS-PSSP896 
2RCS-PSSP897 

2RCS-PSSP007X 
2RCS-PSSP023X 
2RCS-PSSP898 

2CHS-PSSP308A 
2BDG-PSSP927 
2CCP-PSSP301 

2EDG-PSSP029B

01 -008964-000 
Is

NIS-2 ABSTRACT 
WORK ORDER NO.  

02-001510-000 
3, 

II 

00-007837-000 
00-030727-003 
02-001112-000 
02-002476-000 
P.O. 7024829 
P.O. 7024829 
P.O. 7024829 

01-020747-000 
02-001355-000 

DCP-2435

It 

isl

1' 

IN 

It

01-008967-000 
3, 
Is

Replacement 
Is

33 

It 

IN

'3l 

I3,

It 

Isl

'3 

01-008984-000 
01-008986-000 
01-008989-000

I, 

33 

3, 

'3 

I,

No 

Replacement 
Replacement 
Replacement 
Replacement
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COMMENTS 
Replacement 

NI 

IN 

1l 

Repaired 
Replacement 
Replacement 
Replacement 

Repaired 
Repaired 
Repaired 

Replacement 
Replacement 
Replacement 

It 

Replaced 
11 

Replacement 

Replacement 
is

Itl

11l



FORM NO.  
1540 
1541 
1542 

is 

1543 
3' 

'I 
it 

It 

1544 
3' 

it 

1545 
it 

1546 
1547 

1I 

1548 

1549

MARK NUMBER 
2SIS-PSSP014A 
2SIS-PSSP45OX 
2SIS-PSSP358Y 
2SIS-PSSP366Y 
2SIS-PSSP006A 
2SIS-PSSP006B 
2SIS-PSSP208X 
2SIS-PSSP451 X 
2SIS-PSSP492 
2MSS-PSSP1 10 
2MSS-PSSP165 
2MSS-PSSP476 
2QSS-PSSP129Y 
2QSS-PSSP131Y 
2QSS-PSSP1 54X 
2RHS-PSSPOO7 

2RHS-PSSP522X 
2SWS-PSSP769A 
2SWS-PSSP770A 
2SWS-PSSP774Y 
2SWS-PSSP752 
2SWS-PSP766A 

2SWS-PSSP768Y 
2SWS-PSSP830Y

NIS-2 ABSTRACT 
WORK ORDER NO.  

01-008998-000 
01-009001-000 
01-009003-000 

1! 

01-009011-000 
It 

I' 

01-009012-000 

01-009014-000 
It 

01-009015-000 
01-009016-000 

I0 

01-009021-000 
01-009021-000 

It
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COMMENTS 
Replacement 
Replacement 
Replacement 

to 

Replacement 

'i 

Replacement 
!! 

Replacement 
iR 

Replacement 
Replacement 

Replacement 
to 

Replacement



FORM Y-ADM-O0.FW REV 0R

Form No. 1181 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  
76 South Ma (NAE 

..76 South Main Street-Akron, OH 44308

Date. 02/19102 

Sheet 1 of 2

2. Plant

(ADORESS) 

Beaver Valley Power Station
(NAME) 

Shippinqport PA 15077 
(ADORESS) 

.3Work Performed By FENCO Maintenance 
(NAME) 

Shippingport, PA.  
(ADDESS)

Unit :No. 2

WO# 99-077639-000 
REPAIR ORGANIzATnoN P.O NO JOB1NO.. ETC.  

Type Code Symbol Stamp Not Applicable 

Authorization No. N/A" 

Expiration Date

Identification of System River/Service Water(Class 3) 

(a) Applicable Conýuction Code ASME Sect 111 19 "71 Edition, W72 Addenda, N/A 
Code Case See N-5 

(b) Applicable Edition of Section X1 Utilized for Repairs or Replacents 1989 

Identification of Components Repaired or Replaced and Replacements Components

7. Description of Work Replace pipeline 2-SWS-003-057-3.

8. Tests Conducted: Hydrostatic [I Pneumatic [] Nominal Operating Pressure N 
Other I] Pressure psi Test Temp. _°OF

FORM !A-ADM-0801.F02 REV 0

4.  

5

6.

Rq--. CO-.  
tmeof Nun of Mamhwc Ni"oaBsoad Oil.0 Yewr or :s 

CO ac Sea .No No. ldmtfcafiio Bi& a (S or 
!40) 

Piping FENOC N/A N/A .2-SWS-003-- 2000 Replacement .No 
057-3 

Piping Schneider. N/A N/A. 2-SWS-003- 1986 Replaced Yes 
Power 057-3.  

Fittings FENOC N/A N/A 2-SWS-003- 2000. Replacement No .  
057-3 - I 

Fittings Schneider- N/A N/A 2-SWS-003- 1986 Replaced Yes 
Power 057-3

RTL # MA4.14-A

RTL # A4A414-A



FORM NiS-2 (Back) 

9. Remarks Pipino replaced from 2-SWS-003-520-3 to 2-S WS-004-45-3 

Piping replaced in accordance with Code.Case N-416-1 

All material was purchased to ASME III CL-3

Date ~ ~ ~ 2 0r4 -32

CERTIFICATE OF COMPLIANCE

We ceify that-the statements made in the reportare correct and this Replacement conforms 
to the rules of the ASME Code Section XI. Repa or Replacemoe 

Type Code Symbol Stamp ier iA"DM-W01"ASME Section Xl RepairReolacement and RepaidAIteration Procgram"

NIAExpiron DateCertitcate of Authorization No. WA

*Slgnedg,. k/ ýeýA ,/•ýsfA Date

I, 

1

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid cormmission issued by the National Board of Boiler and. Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by . Factory Mutual Insurance Co. of 

Johnston, R-1. . have inspejted the 4:fomponents described in tlft 

Oine es Report during the prod /,1.2.Y(' i to .2 /-?A•2- and state that to the. 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code, Section XL 

By signing this certificate neithertie Inspector'nor his employer makes any warranty,. expressed or implied, concerning the 

"examinations and corrective measures described in this Owne's Report Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal injury or ppopedy damage or a loss of any kind arising from or connected with 

this inspection.

Commissions AM 7S- (4q 1-19 K 
Nalions 8oarc 5W.. P- &Wce End -ments

20 cla

Date



FORM V.-ADM-0N0L.F02 REV 0

Form No. -1182 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  

76 South Main Street- Akron, OH 44308

2. Plant

(AOORESS) 

Beaver Valley Power Station
(NAMP 

Shionnarnort PA 15077

3. Work Performed By 

Shippinpq

Date 02/19102 

Sheet 1 of 2 

Unit No. 2 

WO# 99-077638-000,004,007
lE.SS)". " "- :,REPAR ORGANIZATION P.O. NO•.OB NO, ETC.  

FENCO Maintenance Type Code Symbol Stamp Not Applicable 

Dort, PA. Authorization No. NWA
* AOREMS 

Expiration Date _ 

4. Identification0ofSystemr River/Service Water (Class 3) 

5.-(a): Aplicable C onstruction Code. ASME Sect. 111 19 7_.L.__.Ed'tion, W72 Addenda, MIA 
Code Case See45 

(b) Applicable Edition of Section XI Utilized fur Reairs r Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

Rv*,d. -ASME 

Name or Naue of_ MaimActuer Naiooa Boag.0&er YewrO Sda4ed 
C-yon . S"a .io• No. -o B. P.o 

Piping FENOC N/A N/A 2-SWS-004- 2000 Replacement. No 
045-3 

Piping Schneider N/A N/A .2-SWS-004- 1986 Replaced: Yes 

'Power, 045-3:.  

Fittings FENOC N/A NiA 2-S'WS-004- 2000 Replacement No." 
045-3 

Fittings Schneider N/A N/A 2-SWS-004- 1986 Replaced Yes 
Power 045-3 

Support, FENOC N/A N/A 2SWS- 2000 Repaired No 
Restraint PSR592 

7. Description of Work Replace pipeline 2-SWS-004-045-3.

8. Tests Conducted: Hydrostatic [] Pneumatic [] 
Other [I Pressure

FORM '/-ADM-0801.F02 REV 0

Nominal Operating Pressure [ 

psi Test Temp- OF 

RTL # A4.414-A

Shinninam- rt PA 1'5077

RTL # A4.414-A



FORM NIS-2 (Back) 

9. Remarks Pipinl segiment I from 2-SWS-003-057-3 

Piping rpnIgamd in aordlance-with Code Case N-416-1

Restraint Support 2SWS-PSR592 was removed to replace piping and re-installed.

CERTIFICATE OF COMPUANCE

We cef*that the statements made in the report are correct and this 
to the rules of the ASME Code Section XI.

"Revair/Redacement 
Rep.* Or RepW--tee

Type Code Symbol Stamp per ADM-08O1 "ASME Section XI Re"Ir/Reolacement and RepaidAlteration ProIrarm-

Cerifficate of Authorization No. NIA . Expiration Date WA.

SianedA,,A. L. -d A E(u•/~ .. tRu-e.r,,f' Date

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued bylthe National Board of Boiler and Pressure Vessel Inspectors 

and.the State or Province of Pernsv•vania" and employed by Factory Mutual Insurance Co. of 

Jiohnston, K 1. have inspectpd the c9rnponents; described !Wthej 
Ownier's Report during the period AO 1-1-5 9 to -i-, and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owners Report in accordance with the requirements of the ASME Code, Section Xt.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied. concemingthe 

examinations and corrective measures descnbd in this Owner's Report. Furthiermore, neither the inspector nor his employer 

shal be lable in any manner for any personal injury or property damage or a los of any kind arising from or connected with 

tths inspection.

(7A11# iomssions AL? 25?4 (Ax),ý04 2.K
N*ao" 8a=4 Stage.P ,icv and Endos -ft

conforms

Date '-/ .20

. . offAtft*Wj8De80_0.Mft ;



FORM %-ADM-OSOI.F02 REV 0

Form No. 1183 

FORM NIS-2 oWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section X1

F.EN.O.C.

76 South Main Street - Akron, OH 44308
W(ADDESS) 

Beaver Valley Power Station

Date 02/19/02 

Sheet I. of 2

Unit No. 2

ShiopiniporLt PA 15077 WO# 99-077640-000 & 00-020491-006

3. Work Performed 

Ship

:(ADDRESS) R eEPr"M ORGANIZTMON P.O. NO. JO.No.. ETC.  

By FENCO Maintenance Type Code Symbol Stamp Not Applicable 

pincqport, PA. Authorization No. N/A 
(ADOEpSS) 

Expiratioin Date ___________

4. I tificatioof System River/Service Water (ClaWs 3) 

.5? (a) Applicable Construction Code ASME Sect 111 19.-71. Edition, W72 Addenda, N/A 
Code Case See WS 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements' 1989 

"6. Identification of Components Repaired or Replaced and Replacements Components

7. Description of Work Replace pipeline 2-SWS-003-055-3.

8. Tests Conducted: Hydrostatic- ] Pneumatic Eli 
Other [] Pressure

Nominal Operating Pressure 0 
psi Test Temp. - 'OF

FORM IA-ADM-080I.F02 REV 0

1. Owner

2. Plant

RepairtA Aode 

Name Of Name of M-6-daa NalioWa Bow Other Year or tme 
Coaaoae• Ma .....uSaw No. No. ld ficatim t .. iaeuo (YES or 

.__ _ _ _ _ _ _ _ ._ _ _ NO) 

Piping FENOC N/A N/A. 2-SWS-003- 2000 Replacement. No 
055-3 

Piping Schneider. N/A . NIA 2-SWS-003- 1986- Replaced - Yes 
Power 055-3 

Fittings FENOC N/A 'NA 2-SWS-003- 2000 Replacement- :..No 
055-3 

Fittings Schneider N/A N/A 2-SWS-003- 1986 Replaced Yes 
Power -055-3

RTL P A4.414-A

RTL # A4.414-A



FORM NIS-2 (Back) 

9. Remarks Ppinal replaced from 2HCV-REF24B to 2-SWS-002-962-3 

Piping replaced in accordatnce with Code Case N-416-1 

All material was purchased to ASME III CL-3 

CERTIFICATE OF COMPLIANCE

We cer*y that the statements madekin the report are correct and ts 
to the rules of the ASME Code Section XI. Repar Or Replaemes

-Type Cod Symbol Stamp per •ADM-080ViASME Section XI Repair/Replacement-and Repairl/Ateration PrOw.ram"

Certificate of Authorization No. NIA Expiration Date

Signed•A - ." oo so n - . .- .
-G~wr~w &0e 1 -greN

Date

.conforms

N/A

I 

5 1

CERTIFICATE OF INSERVICE -INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board-ofBoiler aid Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by- Factory Mutual Insurance Go.* - of 

Johnston. R.I. .haveinspeced the .omponents desc inbesm ie 

Owners Report during the peiod" / sf/, _._. to 30LL",. and state that to the 

best of my knowledge and belie, the Owner has performed examinations and taken corrective measures described in this 

Ownee's Report In accordance with the requirements of he ASME Code, Section XL 

By signing Othi certificate neither the Inspector nor his employer makes any warranty, expressed or Implied, concerning the 
examinations and corrective measures described in this Owner's Report. Furthermore, neither the inspector nor his employer 

shall be liable In any manner for any personal injury or.property damage or a loss of any kind arising from or connected with 

this Inspection.

Commissions /1/875dqC11Jy)1 a-9161 
Ngocabl Boad.t state, pfuMvi. amd Endosesnstkq-"s SS-•W 

Date / ,2o 0

S. ... O.X/J? _'.2001



FORM WADM-0801.F02 REV 0 " RIL # A4.414-A 

Form No. 1184 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.EN.O.C.

76 South Main Street-Akron, OH 44308

2. Plant

(BeavrESS) 

Beaver Valley Power Station

Date 02119/02 

Sheet 1 of 2

Unit No. 2

Shippinqport, PA 15077 WO# 99-077641-00

3. Work- Performed

Shil

(ADDRESS) REPAIR ORGAATION P.O. NO. JOB NO. ETC.  

By. FENCO Maintenance . Type Code Symbol. Stamp Not.Applicable 

pingport. PA. Authorization No. N/A 
(ADDaESS) 

Expiration Date ___________

4.- Identification of System River/Service Water (Class 31 " " 

.5..(a) Applicable Construction Code ASME Sect 111 19 71 Edition, W72 Addenda, / 
Code Case See N-5 

(b) Applicable Edition of Section XI Ubtilied for Repairs or Replacements 1989 

- 6. Identification of Components Repaired or Replaced and Replacements Components

"" e, . ASME • • .... co&:.  
rame Of Name of M=6a.WM NatiocmI Board Othr YMa Or- stmmped 

COWpoen MIRamsCUxu M.alN No. Ideatiflaicao Bu&l R4qfacehia* (ME or 

Piping FENOC N/A N/A 2-SWS-003- 2000 Replacenent No 
518-3 

Piping. Schneider N/A N/A 2-SWS-003- 1986 Replaced Yes 
Power 518-3 

Fittings FENOC N/A N/A 2-SWS-003- 2000 Replacement No 
518-3 

Fittings Schneider N/A N/A 2-SWS-003- 1986 Replaced Yes 
Power 518-3 

7. Description of Work Replace pipeline 2-SWS-003-518-3.

8. Tests Conducted: Hydrostatic [] Pneumatic [1 
Other [] Pressure

Nominal Operating Pressure [ 

psi Test Temp. OF

FORM Y2-ADM-080L.F02 REV 0 RTL # A4.414-A



FORM NIS-2 (Back)

•__ 9. Remarks Piirnql replaced from 2-SWS-003-055-3 to 2-SWS-003-057-3 

Pinina reolaced in accordance with Code Case N-416-1

AN material was purchased to ASME III CL-3 

CERTiFICATE OF COMPLIANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code Section XI.

RepOlacement

Type Code Symbol Stamp per 8!-ADM-Mi "ASME Section XA ReopaMetacerertt and RepairdAlteration Progran" "

Certificate of Authorization No. WA Expiration Date WA

Signed, A r_ A/se/•-•P /,aoe Date OwA#%r oWW3es Ddnee, "TWOl
ogh .20412-

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a .valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania" - and employed by Factory Mutual Insurance Co. of 

Johnston. FL I. * have insp the oents descein th 

Owner's Report during the period " J•z.- q to 7AX1; '2O . and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code, Section XI.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, conceming tl.  

examinations and corrective measures described in this Owner's Repor. Furthermore, neither the inspector-nor his employer 

shallbe liable in any manner-for any personal injury or-property damage or a loss of any kind arising from or connected with 

this inspection.

tsp-weCs s5not-
-commissions 44875 -1)1 

tlaiioa Boar4 &*a. tovPmvn and Endorenierts

Date 2 _

conforms

2 Or :;t-Date



FORM '/-ADM-0801.F02 REV 0

Form No. 1185 

FORM N4S-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the-ASME Code Section Xi

1..Owner F.EN.O.C.  

_ 76 South Main Street-Akron, OH 44308
(ADoaESS) 

Beav6r Valley Power Station:
pump 

higminczoort PA 15077

Date 02/19/02 

Sheet I of .2

-Unit No. 2

SWO#.99-077637-000.006.007.0100

3.- Work Performed 

Ship

4.  

-5.  

6.

IAUIA J REPK OROPGAI&ATMN P.O. NO4. J00 No., Etc..  

By FENCO Maintenance Type -Code,Symbol! Stamp Not A-olcable.  

pinqport, PA. Authorization No. N/A 

"Expiration Date ". _ "_"_"

Identifidation of System River/Service Water (Class3)" .  

(a), Appficable Consructim CodeASME Sect. 11 19 71. Edition, - W72- Addenda, N/A 
Code Case See W5 

(b) Appr"acble Edition of Section )U Utilized for Repairs or Replacements 1989 

Identification of Components Repaired or Replaced and Replacements Components

: ". - r . . . : - " . " A' ." 

kqhcce*. oe 
ram of Nhaw 9f. M-6-fcte Naijoo Boad Otbff Yewr or .s .ira 

Coazoco 16m2axrcber Seim NaM No. dfatifaoa Bui Rcplho-,==t (YEs 

. _ _ _: - • . . .. _ _ - N 

S. ... :.. No).  

Piping FENOC N/A N/A 2-SWS-003- 2000 Replacement No 
061-3 

Piping Schneider N/A N/A 2-SWS-003-,.. 1986 Replaced Yes 
Power 061-3.  

Fittings FENOC : N-A -WA 2-SWS-003- 2000 Replacement No
061-3 

Fittings Schneider N/A N/A 2-SWS-003- 1986 Replaced Yes 
Power 061-3 

Support, Restraint FENOC . N/A N/A 2SWS-PSR590: 2000 Repaired: No 

Valve Walworth Co. D-66389 1881 2SWS-151 1980 Repaired Yes 

7. Description of Work Replace pipeline 2-SWS-003-061-3. Weld repaired Body Indication.

8. Tests Conducted: Hydrostatic [] Pneumatic [] 
Other [] Pressure

Nominal Operating Pressure 9 

psi Test Temp. OF

FORM ½-ADM-0801.F02 REV 0

2. Plant

RTL # A4.414-A

(NAME) 
Shippir•lport 

PA 15077
:..._-

RTL. # MA4.14-A



* 5.-

FORM NIS-2 (Back) 

-~9. Remarks ftirgm rec~aggid from .2HV-ACV2O1A to 2-SWS-004 

Pjinan renlaced in accordaned with CoeCase N-41.64

Restraint Support 2SWS-PSR590 was removed to replace 6igmin and re-installed.  

CERWIiCATE OF COMPULANCE.  

We-cetit that the'statements made in fth report are coirrect and this -ReoalriRenabeMent conforms 

to the rules of the ASME Code Section A. or ropaacenwt 

Type Co6d Symbol Stamrp. Yner i~ M.4)801 .IASME Section AI Reosir/Replacement and Repair/Aftratiom Poramt. e.

Date 20 '

. A . ICertific .ate o .f Authdzaivtiori) No-' N/A Expirationi Daste

200Z.2-Date 0 9__.ý�,iruwla.4LA I. �k�i A4pJr-A4' /�eLLd��
. ..*.r Ov i M~_ 0W D6S4gn. Td8

CER71FICATE OF INSERVICE INSPEOTION 

1. the~undersigned, holding a valid commission issued by the National Board of.Boiler and Pressure Vessel Inspectors 

ýand the. State or Province of Pennsylvania and-employed by ' Factory Mutual Insurance Co.. Of 
Johnston. R. 1. have inspecled the 9monnts described In Ame 

Owner's Report during the-period . LAl L to /? and statethatto the: 
best of my knowledge and belief. the Owner has performed. examinations and -taken corrective measures described in this 

Own .eis Report in accordance with the requirement of the ASME Code.-Section Xl.  

By signing this certificate neither the inspector ror his employer Makes any warranty,* expressed or implied, concerning the" 

examuiaztions and corrective measures described in this Owner's Report Furthermore. neither the inspector nor his employer 

shall be liable ln any manner for any personal Iirduy or property damage or a loss-of any kind arising from or connected with 

this inspection.

ýCommissions A e7 V 
tNatonai Bowd ,e Pmmukce aid Endoremetsfrispedos Sagnaiwo

20 09--
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FORM 52-ADM-0801.F02 REV 0 RTL #A4.414-A 

Form No. 1186 

FORM NIS2 OWNER'S REPOR F0R REPAIRS OR"REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI -.

1.. Owner F.E.NKO.C. : Date- 02/19/02

76 South Main Streeth - Akron, OH 44308

2.: Plant Beaver Valley Power Station
-(RAW 

Shippinclport, PA 15077 
0AORESS) 

Work Performed By FENCO Maintenance 
(KAME) 

Shippincqport, PA.  
(AlORESS)

Sheet 

Unit No..

1 of.. -2 

2

WO# 99-077630-000, 004 
REPAIR O1GANIZATION P.O. NO- JO0NO.. ETC.  

Type Code Syhbo.Stamp, Not Applicablei 

AUthorization No. N/A 

Expiration Date ....

4. Identificatiov.of Systern River/Service Water (Class 3).  

5. (a) Applicable Constuction Code ASME-Sect 1.11 19 71 -Edition,., W-V72.: Addenda, N/A .  
Code Case See N-5 

(b) Appricable Edition of Section XI Utilized .for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

Rep0 Co9& 
Naaaeof 4-ame Of Mm=Wuft=rc Natdocal Bo"r OrrYear or 

coWa MWA&aCtu Sa No. N" •. a Bu-•A - q-hecw .  

Piping FENOC . N/A N/A- 2-SWS-003- 2001 Replacement: -No.  
059-3 

Piping Schneider N/A N/A 2-SWS-003- 1986 Replaced- Yes 
Power. 05973..  

Fittings FENOC N/A N/A '•2SWS-003- 2001 Replacement No.  
• . .. .. .. .. - 059-3 .  

Fittings Schneider N/A N/A 2-SWS-M3-. 1986 Replaced Yes 
Power 059-3.:ý

bescription of Work Replace pipeline 2-SWS-003-059-3.

,8: Tests Conducted: Hydrostatic I] Pneumatic [I Nominal Operating Pressure 0 
Other D] Pressure psi Test Temp. - OF

FORM '-&-ADM-0801.F02 REV 0

'-3.

7.

RTL # A4.414-A



FORM NIS-2 (Back)

9. Remarks Pivinrreplaced viperme from 2WVC-ACU201A to 2-SWS-004-047-3 

Pipinc replaced Wn accordance with Cede Case N-"16-4 

AN material installed meets ASME Iii CL-3 requirements. A 3" elbow Heat # jZYI installed from PO 
D120687 was purchased as ANSI B31.1 A234 but meets the ASME-II CL 3 SA234 requirements..  

CERTIFICATE OF COMPLIANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code SectionXt .

Replacement 
Rw*Or. Reaimt

Type Code Symbol Stamp ver %/ADM-0801 ASME Secton XI Repair/Replacement and RepaidAIteration Program"

Certiflcate of Authorization No. -N/A Expiration Date

Signed o•wA•L L:LsAWA4 Date 
om*koW eneis n

Dae:2, 3

conforms

N/A

" -/,9 20OX

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a varid commission issued by the National Board-of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of

Johnston.RI. have' i eoents desdbed the 

Owners Report during the period 6- to. /.Z .3/d2ý - .and state that to the 

best of my knowledge and befief, the Ownerhas performed examinations and taken corrective measures' described WNWthis 

Ownees Report in accordance with the requirements of the ASME Code, .Section XU.  

Ely signing ths cerilcate neither the inspector norhis employer makes any warrarityse~qressed or implied, conceming the 

exminations and. corective measures described ipi-Owners Report FuMrhmore, neither the inspector nor his employer 

shall be lable in any manner for any personal injuryor property damage or a loss of any kind arising from or connected with 

this Inspection.

Commissions Me 67Yd-c&r),vz
NHaonaI Boad. 5 , Boe and - e a on,ksp-edws S'W5,i

20 0XDate



FORM %-ADM-0801.F02 REV 0 RTL # A4.414-A 

Form No. 1187 

FORM NIS-2 OWNER'S REPORT FOR REPAIRSOR REPLACEMENTS 
As Required by the Provisions of the-ASME Code Section XI

I. Oner F.E.N.O.C.  

. 76 South Main Street- Akron. OH 44308

Date 02118/02 

Sheet 1 of 2

2. Plant

tAOORESS) 

Beaver Vallev Power Station:

Shinninalnort PA 150f77

3,. Work Performed By FENCOMntenance 

Shipprinagrt PA. 
(ADOMES5)

Unit No. 2

IWO# 99-077629-000 
REPUAR ORGANATMON P.O. NO1,-JOB NO., ETC.  

Type Code Symbol Stamp Not Applicable 

Authorization No. NIA 

Expiration Date

4. Identification of System River/Service Water (Class 3) 

5. (a) Applicable Construction Code. ASME Sect 111 19 "•7_. .. Edition. W72 Addenda, NIA 
Code Case See N-5 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components

7. Description of Work Replace pipeline 2-SWS-003-051-3.

8. Tests Conducted: Hydrostatic I] Pneumatic [I Nominal Operating Pressure [ 
Other -] Pressure psi Test Temp. °F 

FORM Y2-ADM-0801.F02 REV 0 RTL # A4.414-A

Re. lae•.• = .. d 

NO= of NSM of lataufWWd t Roa o Ya 
sawi~l W rim IdamtWICoM B& Repaoemt (• • Y.S o 

NO) 

Piping FENOC N/A N/A . 2-SWS-003- -2001 R.placement -No 
0514 

Piping Schneider N/A WA 2-SWS-003- 1986 Replaced Yes 

Power 051-3 

Fittings FENOC N/A N/A :2-SWS-003- 2001 Replacement No 
051-3 

Fittings Schneider N/A N/A 2-SWS-003- 1986 Replaced Yes 
Power 051-3

Beaver Vallev Power StalkS.... g ..............



FORM NIS-2 (Back)

9. Remarks Pipinq reolaced from 2-SWS-004-0463 TO 2 HVC-AC 

Piorka replaced in accordance with Code Case N-416-1

AN material was purchased to ASME III Ct-2.  

CERInFICATE OF COMPLIANCE

Re Or Repaeet
* We ceuify that••t statements. made in the report are correct and this 

to the rules of the ASME Code Section XI.

Type Code Symbll Stamp per %-ADM-0801 "ASME Section XI. RepairiReplacement and RepairlAlteration Programn

N/AExpiration DateCertificate of Authorization No. N/A

20 _02Signed A.4ý - Date 
0weWGwsDesigwm Wite

20 Q _-.

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston. R. I. have inspected the cgmponents described y the, 

Owm.'s Report during the period L, EL/•- to and4 lO 2s , andstate thatto the 
.best of my knowledge and belief, the Owner has performed examinations and taken corretive measures described in t 

Owner's Report in accordance with the requirements of the ASME Code, Section Xl.  

By signing this certificate neither the inspector nor his employer makes any wafranty. expressed or implied, concerning the 

examinations and corrective measures described in this Owner's Report. Furthermore, neither the inspector nor his employer

shal be liable in any manner for any personal injury or property damage or a loss of, any kind arising from or connected with 

this inspecton

NationAl Boa4d State, Provi..ncmd Endxsw-Anskattoes Sonbe 

Date

conforms

Cýl



FORM 1/-ADM-080|.F02 REV 0 RTL # A4.414-A 

Form No. 1188 

FORMNIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

.1. Owner F.E.N.O.C.  

76 South Main Street,- Akron, OH 44308

Date 02/19/02 

Sheet I of 2
(ADOOESS) 

Beaver Vallev Power Station

ShinMinnaQrt PA 15077

3. Wo* Performed By. FENCO Maintenance 

Shippinqport PA 
(ADORESS)

WO# 99-077634-0 
REPAIR ORGANIATION P.O. NO. JOB NO, ETC.  

Type Code Symbol Stamp. Not-Abplicable 

Authorization No. N/A 

Expiration Date

4. Identification of System River/Service Water fClass 3) 

5.- (al Applicable Construction Code ASME Sect. 111 19. 71 Edition, W72 Addeina, N/A 
Code Case See N-5 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

ASNE 

meo Nue of MaM eW Nadmo BoMul OdtW Yew Or StM," 
CoMaui~m. sa No. No. Idegificadoo E.tk Rgp e (YS or 

___________NO) 

Piping FENOC N/A N/A 2-SWS-003- 2001. Replacement No 
517-3 

Piping Schneider NIA N/A 2-SWS-003- 1986 Replaced Yes 
Power 517-3 

"Fittings FENOC N/A NIA 2-SWS-003- 2001 Repladcment N6 
517-3 

Fittings Schneider N/A N/A 2-SWS-003- 1986 Replaced Yes 
Power 517-3

7. Description of Work Replace Pipeline 2-SWS-003-517-3.

8. Tests Conducted: Hydrostatic D] Pneumatic [] Nominal Operating Pressure [ 
Other E] Pressure _ psi Test Temp. OF

FORM 'A-ADM-0801.F02 REV 0

2. Plant Unit No. 2Beaver Vallev Power Station

RTL # A4.414-A



FORM NIS-2 (Back)

__. 9. Remarks Piping reclaced from 2-SWS-003-053-3 to 2-SWS-003-54-3 

P•im replaced in- fa-eode Case N-416-1• 

AN material was purchased to ASME Ill CL-3

Repair Of Replac-*

CERTIFICATE OF -COMPUANCE.

conformswe cefifythat tohe e•• a inthe report are correct and this 
to the roles of the ASME Code Section XI-

Type Code symbl Stamp per 1ADUM ASME Section X1 RepaWRM"aement and RevairlAfteftioarar .

N/AExpiration DateCerificate of Aultoization No. WA

201 1L..oIgnied o mdfs " 21 tt e,• -oA Date

20.0 .

I 

- - 1

"CERTIFICATE OF INSERVICE INSPECTION 

I. the undersigned, holding a validcommission issued by the National Board of Bolter anrd Pressure Vessel Inspectors 

and.the.State or Province of Pennsylvania.- and employed by" Factory Mutual Insurance Co.. of 

Johnston, R, 1. have inspecty the cpmponents descdr d!nhe 

.Owners Report during the period IO/ ,EZ. to 2 ?-'/ *2 " and state that to the' 

best of my knowledge and belief, the Owner has performed examinations: and taken corrective measures described In this 

:Owners Repot-in accordance with the requirements of the ASME Code, Section Xf.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or irplied, concerning the 

examviations and corrective measures described In this Owner's Report. Furthemore, neilher the inspector nor his employer 

shal be liable in-any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection.

commissions A1367,09q (AVzbý )014 '--/6 1,.
knspedos Signature

Date ci~~.



- FORM W-ADM-0801.F02 REV 0 RIt #A4.414-A

Form No. 1189 

FORM NIS-2 OWNER1S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

F.E.N.O.C.

76 South Main Street - Akron, OH 44308
(ADDRESS) 

Beaver Valley-Power Station

Date 02105102 

Sheet 1 of 2

Unit No. 2
(NAME) 

Shippinqport, PA 15077 
(ADORESS) 

=3. Work Performed By FENCO Maintenance 

Shippingport. PA.  
(ADORESS)

WO# 99-07763-000
REPMR OGAATION P.O. NO, JOB NO. ETC.  

*Type 'Code Symbol Stamp Not Applicable:.  

Authorization No., N/A 

Expiration Date

4. Identification of System Service Water (Class 3) 

5. (a)'Applicable Construction Code ASME Sect 111 19 71. Ed"ition, W2 Addenda, "A 
Code Case See N-5 

(b) Applicable'Edition of Section XI Utilized for Repairs or Replacements .1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

Repaet. ASME 
e Cod& 

Namof Name of Muativer 4Nati Bond (ehr: Year Or Slmnped 
C-Wyaai Mazrurser No. No. Ideaffidatiou Bulk &R~enlcaet (ME or 

NO) 

Piping FENCO N/A N/A 2-SWS-003- 2001 Replace No.  
053-3 ment 

Piping Schneider N/A N/A 2-SWS-003- 1986 Replaced .Yes 
Power 053-73 

7. Description of Work Replace pipeline from 2HVC-REF24A to 2-SWS-002-9 

8. Tests Conducted: Hydrostatic U Pneumatic [] Nominal Operating Pressure [ 

Other [] Pressure psi Test Temp. _OF

1. Owner

2- Plant



SRIL # A4A14-A"FORM ,ADM-.Oi.F2 ROW 0

FORM NIS-2 (Back) 

9.. Remarks Pioinrfrepdaced in accordance withCode Case N-416-1 

CERTIFICATE OF COMPUANCE 

We certify that the statements made in the report. are correct and this Replacement -conforms 

to the ruLes of the ASME Code Section Xf- "epair or Reace•mt 

Type Code Symbol Stamp per m4-ADM-0801 'ASME Section Xl Repair/Redlacement and Repair/Alteration Prociram" 

Certificate of Authorization No. N/A Expiration Date NA 

Signed ,._4-. Z_•.A_'M,_-*, R 7 jA/,•. Date g /6 20C>2

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston. R.l. havp inspeced the-components defcrbpd in.the 

Owners Report during theperod J 2 / I to 2 /7/07- , and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report In accordance with the requirements of the ASME Code. Section Xl.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

*examinations and corrective measures described in Oth Owner's Report Furthermore, neither the inspector nor his employer 

shall be liable-in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

ths Inspection.  

(~~ • •~~ Commissions '6,) 

InsPeclot Siagnatur National Boardl. State, Province, and Endorsements 

Date c i. 7 ,20 O



FORM Y%-ADM-080 LF02 REV 0 RL1A.1-

Form No. 1190 

FORM NIS-2 OWVNE~RS REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl1

1. Owner P.E.NO.C.  

76 South Main Street - Akron. OH 44308
(ADDRESS)

Date 02/20/02 

Sheet I Of 2

Beaver Valley Power Station
(NAMP

Unit No- 2

WO# 99-077636-000.004-.005

3. Work Performed By FENCO 'Maintenance 

Shippingport PA.  
(ADDRESS)

EP"AI DRGAMMIATMO P.O NO. " OBNO., M.  

Type Code Symbol Stamp Not Anolicable, 

Authorization No. NIA 

Expiration (sate ___________

A4. Identification of System River/Service Water'(Class 3ý 

5.(a) Applicable Construction Code ASME Sect. 1.11 19 71 -Edition. W72 -Addenda, NIA 
Code Case See W 

(b) Applicable Edition of Section X1 Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

Name Of ftkmc Of Maaac NatioWa Boad Odwe Year .or StamPe 
cupoca Mamdkdur S.W.a N..' No.- rdeafflmzoa BUMk KRephcmu (YES or 

piping FENOC N/A N/A 2-S WS-003-- 2000 Replacement: No
052-3 

Piping Schneider N/A N/A 2-S WS-003-. 1986 Replaced e 
Power 05273-.1 

Fittings FENOC N/A N/A 2-SWS-003- 2000 Replacement: N6, 
052-3 

Fittings Schneider N/A N/A 2-S WS-003- 1986 Replaced Yes 
Power 052-3 

SptRestraint FN&N/A N/A 2SWS-PSRS94: 26000 Rkepaired N

7. Description of Work Replace pipeline 2-S WS-003-052-3.  

8. Tests Conducted: Hydrostatic LI Pneumatic D - Nominal Operating Pressure 
OtherE[] Pressure _____psi Test Temp. -____ '17

FORM Y.-ADM-080 LF02 REV 0 h#A441A

2. Plant

RIL # A4.414-A

RTL # A4.414-A



FORM NIS-2 (Back)

9. Remarks PipinQ replaced from 2-SWS-004-044-3 to 2HVC-ACU201B 

Piinal replaced in accordance with Code Case N-416- "

Restraint Support 2SWS-PSR584 was removed to replace piping, and re-installed.

CERTIFICATE OF COMPUANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code Section XI.

conforms
RePA or RqA --- 11

Type Code Symbol Stamp r wAM-W01 ASME Section XI ReceaidReppbamnt and RepaidAlteration Promram"

Certificate of Authorization No. N/A Expiration Date

Signed A L ? J. AG&IkAx ;&-VA "--&A Date 
owW~r~reeDeagrirm

Date

2.2--•i 20. 20 -

N/A

CERTIFICATE OF INSERVICE INSPECTION 

I. the undersigned, holding a valid commission issued by theNational Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of -Pennsylvania and employed by Factory Mutual irisurance Co. of 

Johnston, R. I. have inspetedthe cortnents described in t .

Owne's Report during the period .L,, =•/- - •to -- and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective-measures described in this 

Owners Report in accordance with the requirements of the ASME Code, Section Xl.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinations and corrective measures descrbedin this .Oners Report. Futhermore, neither.the inspector nor his employer 

shal 1be liable in any manner for any personal injury or property damage or a loss of any kind adsing from or connected with 

this inspection.

Commissions .t . X
Mspecioi's Sign�au

, 20 0Z



FORM %-ADM-0801.F02 REV 0

Form No. 1191 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  
(NAME) 

76 South Main Street - Akron. OH 44308

(ADDRESS)

Date 02/20/02 

Sheet I of 2

Beaver Valley Power Station
(NAM) 

Shippinvport, PA 15077

2

. .WO# 99-077635-000. 004

3..WorkPerformed 

Ship

4.  

5.  

6.

• (AREss) ' REPAIR ORANIZATO P.O. -N-JO, NO, ETC.  

By FENCO Maintenance -Type Code Symbol Stamp Not Applicable 

pinqport, PA. Authorization No. N/A 

Expiration Date "__

identification of System River/Service Water (Class 3) 

(a) Appficable Construction Code ASME Sect 111 19 71. Edition, W72 Addenda. WA 
Code Case See-N-5 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements '1989 

Identification of Components Repaired or Replaced and Replacements Components

7. Description of Work Replace Pipeline 2-SWS-004-044-3.  

8. Tests Conducted: Hydrostatic [] Pneumatic [E Nominal Operating Pressure [ 

Other [] Pressure _ psi Test Temp. F_ 0F

FORM 'A-ADM-080.F02 REV 0

2. Plant

ASME 

Nameof Name of Mwamfadtwe Nadonal Board Oh& Year or Sa~e 
Compot.. Mia i saw No. No. •3 dc- is&len Rqlae. (MEs.or 

_ _.. .. _ _ _ NO) 

Piping FENOC N/A N-A 2-SWS-004- 2000 "Replacement No 
044-3 

Piping Schneider N/A N/A 2-SWS4)04- 1986 Replaced Yes 
Power .. 044-3 

Fittings FENOC N/A N/A 2-SWS-004- Z000 Replacement 'go 
044-3 

Fittings Schneider N/A N/A 2-SWS-004- 1986. Replaced Yes 
Power 044-3" 

Support, FENOC N/A N/A 2SWS- 2000 Repaired No 
Restraint PSR57

RTL A A4.414-A

Unit.No.

RTL # A4.414-A



FORM NIS-2 (Back) 

9. Remarks Piping replaced from 2-SWS-006-042,3 to 24SWS-0I3-052-3 

Pinina reolaced in accordance 6W Case N-416-i

Restraint Support 2SWS-PSR587 was removed to ieplace pip. and re4nstalled.  

CERTIFICATE OF COMPIER• .

We celtifythat the statemnts made in the report are correct and this 
to the rules of the ASME Code Section XA.

RevalrIRerjlac�ment
Repair Of Replaemer

Type Code Simbol Stamp Vper S4.ADM-01 'ASME Secti•n XI Rem anReoairiAlteration Proaram

Certificate of Authoization No. NWA Expiration Date

_________ 200.t

conforms

oi•ned,444ýr_ Is-&4&V, eA

N/A

Date

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a varid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factor Mutual Insurance Co. of 

Johnston. R. I. have ins ted thqcomponents debcrbed Irgthe t 

Owne.s Report durng theperiod to 0 2.. and statethattothe 

"best of my knowledge and belief, the Owner has performed examinations and taken corrcive measures described in this 

Owners Report in accordance with the requirements of the ASME Code, SectionX.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinations and corrective measures described in this Owners Report, Futhermore, neither the inspector nor his employer 

shal be liable in any manner for any personal injur or property damage or a loss of any kind arising from or connected with 

this ir~spection.

AhB-5ý7S (W~4 T~ j~ 
H4alioanl Soavl, St~O, vm~iic and EoSA merts

Date A'.V' 1 I_ Z/ - -
|

I



"FORM -ADM-0801.F02 REV 0 RT. # A4.414-A 

Form No. 1192 

FORM NiS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.EN.O.C.  

76 South Main Street- Akron. OH 44308

2. Plant

(ADORESS) 

Re=.vwr Valley Power Station

Date 02/18/02 

Sheet I of 2

Unit No. .2

WOOESS) 

Work Performed By .&F 

-Shipinnwort, 
p(ADRESSM

ck0 DA ir(1f77 WO# 99-077628-000
REPADR ORGANIZATION PO. NO, JO• NO..- ETc.  

ICO Maintenance - Type Code Symbol Stamp Not Applicable 

P& Authorization No. . N/A 

Expiration Date .

4.. identification of System River/Service Water (Class 3). .  

5. '(a) Apprliable Construction Code ASME Sect. 111 19 71 Edition, W72 _Addenda, NA- 
G Code Case See N-5 

{b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements• Components .

7. Description of.Work Replace pipeline 2-SWS-004-046-3.

8. Tests Conducted: Hydrostatic I] Pneumatic [] Nominal Operating Pressure [.  

Other EI • Pressure psi Test Temp. oF 

FORM 'A-ADM-0801.F02 REV 0 RTL # A4.4 14-A

.

14.-6 ... odE 

m oe f . . N am- o f " .u r N a ,io a l B oa i d O fhf e r Y ,a r O r .- .e 

co. --: " No. NO: -dc ca".io- Bak "-p-m , -' (ME- or 

Piping FENOC -N/A N/A 2-SWS-004- 2001 Replace6innt.:. No 
045-3 . 7 

Piping " Sceider " N/A N/A 2-SWS-004- 1986 Rep ... . -Yes 
-Power.. -,43 

Fittings FENOC N/A N/A 22-SWS-004- 20o1 Replacement.- No 
046-3 

Fittings Schneider N/A N/A 2-SWS-004- 1986 Replaced Yes 
Power 046-3

[ • I•i E



FORM NIS-2 (Back) 

9. Remarks Piping replaced from 2-SWS-006-043-3 TO 2 SWS-003-051-3 

Pinin renlanced inaccordance.with Code Case N-416-1

All material was purchased-to ASMEIl C1-2..  

CERTIFICATE OF COMPUANCE.

We certify that th" statements made in the report are conrect and this 
to the rules of the ASME Code Section .XI.

Reolacement 
Repair. Or Rq*--t

Type Code Symbol.Stamp per wy-ApDM-O ,*ASME Section XI Repair/ReL ent ad ReOar/Aiteation Program".

certificate of MAutation No.- f/A Expiration Date.",

Sign ed 4 4/g9 1 J'OA 
.. . . .. " .- T , .::. - . -

N/A.-.

Date

conforms

CERTIFICATE OF INSERVICE INSPECTION 

I.the undersigned, holding a-valid commission issued'by the National Board of Boiler:and Pressure Vessel-Inspectors.  

anidthq State or Province of - Pennsylvania ?and.emoloyed.by - FactoryMutual InsurancetCo. -..of 

Johnston. FL 1. have inspected the ~oponents. descri 7d in .. anItteta t*h 

Owner's Report during-the period .. 4d0 ' 9 to _.to,, - , and state that _othe" 

bes of my knowledge and.belief, the Owner has performed examinations and taken corrective measures descnrbed in this 

Owner's Report in accordance withthe requirements of the-ASME Code. SectionXI-. 

By signing his crificate neither the.inspector nor his employer makes any warranty; expressed or implied, concem..mgithe 

•examinations and corrective measures described in this Owner's Report Furthermore. neither the.nspectoir nor his employer -.  

shall beie in any manerf a p al u orope damage or a loss oay rising or conneced*ft 

this inspection.  

62~~~~J ~~commissions A6&< 4')p&J 
Daspteos s Hafion Boarc, Mt, _ _ ,awl ____ 

Date 20'

2 Z?



FORM '/-ADM-08OI.F02 REV 0

Form No. 1193 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the:ASME Code Section Xl

1. Owner F.EN.O.C.  

76 South Main Street - Akron, OH 44308 
(ADo•,SS)

Date 02119102 

Sheet I of 2

2. Plant Beaver Valley Power Station
QMWU 

ShippinportA PA 15077 
pWORESS) 

3...Work.Performed By FENCO Maintenance • - ... " :-: : (NW E) " 

Shipwingport PA_ 
(•AMOESS)

Unit No. 2

WO# 99-077632-000
"REPAIR ORGANIZATION P.O. NOH JOB NO.. ETC.  

Type.Code:Symbtol Stamp Not Applicable.  

Authorization No. N/A 

Expiration Date

Identification of System River/Service Water (Class 3) 

(a) Applicable Constniction Code ASME Sect. 111 1971. Edition, W72 Addenda, NWA 
Code Ca.e See N-5 

(b) Applicable Edition of Section Xl utirized for Repairs or Replacements 1"989 

Identification of Components Repaired or Replaced and Replacements Components

RepbAri C4&E 

Nam of Namu of. " " mncuxer Naxwua Boud Other Year Or Se 

ComoeaMazWoer Si 4 No. Idaaffm~ae Bulk Rq&cmnt (E of
__ NO) 

Piping FENOC N/A N/A .2-SWS-003-- 2001 Replacement No 
054-3 

Piping.. Schneider. N/A WA 2-SWS-003- 1J986 Replaced Yes 
Power. 054-a.  

Fittings FENOC /WA -N/A 2;SWS-O03- . 2001 Replacenent No 
054-3 

Fittings Schneider N/A N/A 2-SWS-003- 1986 Replaced Yes 
Power 054-3 

7. Description of Work Replace pipeline 2-SWS-003-054-3.

8:- Tests Conducted: Hydrostatic [I Pneumatic [I 

Other [I Pressure

Nominal Operating Pressure [ 

psi Test Temp. OF

FORM V-ADM-0801.F02 REV 0

4.  

5.  

6.

RTL # A4.414-A

RTL # A4.414-A



FORM NIS-2 (Back) 

9. Remarks Pipina replaced from 2-SWS-003-519-3 to 2-SWS-0007-3 

Pioin reolaced in accordance with Code Case N-416-1

AN material was purchased to ASME IIl CI-2.  

CERTIFICATE OF COMPLIANCE

-We cedify that the statements made in the report are correct and.this 
to the rules of the ASME Code Section XlA.

Repar Or Rephcen-t

Type-Code Symba Stamp per 34-ADM-0801 "ASME Section XI I.Reor/tReplaoementand RepaidAftemralionPromram"

Certificate of A6rzation No. WA Expiration Date "

SIgne Date 0.0r w lne. 1- •"., " - " "

N/A

2002

Date c - •-3, 2 . .

conforms

CERTIFICATE OF INSERVICE INSPECTION 

I, theundersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, R. I. have inspected the nomponents described' the 

Owner's Report during the period 3O!62JL' to A.-fZ l) . and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report In accordance with the requirements of the ASME Code, Section Xl.  

By signing this certificate neither the-inspector nor his employer makes any warranty, expressed or implied, concerning the 

examn-dnations and corrective measures described In this. Owne0s Reporl Furthemore, neither the Inspector nor his employer.....  

shal Nbeolable In-any manner for any personal injury or property damage or a loss of any kind arising fromor connected with 

this inspecftLw

Commissions 446 Z~ • )FA-Z4 
matonw Boa4. sta Pi, pm- WEsndor-emefts



FORM 'A-ADM-0801.F02 REV 0

Form No. 1194 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.EN.O.C.

.76 South Main Street - Akron, OH 44308

2. Plant

(ADDRESS) 

Beaver Valley Power Station
(r:� 

Shinninannrt PA 1�077
(ADDR.SS) 

3. Work Performed Byv;. FENCO Maintenance 

Shimingo PA.  
(ADDRESS)

Date 02/19102 

Sheet I of 2 

Unit No. 2 

WO# 99-077631-000 

REPAIR ORGANIZATION P0. NO, JO NO.. M 

Type Code Symbol.Stamp Not Applicable 

Authorization No. N/A 

Expiration Date

4. Identification of System River/Service Water (Class 3) 

5. (a) Applicable Const.uction Code ASME Sect 111 19 1L Edition W'72 Addenda, WA 
Code Case See N-5 

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

. + I - epahvd. .Ao& + 

Name of Name of - Mamfd-6-aiaa or Other Yewr or Sbmupd 
CoWjioan Msct<f serw No. No. ldenificato Bt kl aCemO- (YES ' 

Piping FENOC N/A N/A 2-SWS-O041- 2001 Replacement No 
047-3 

Piping Schneider N/A. N/A 2-SWS-004-= 1986 Replaced .-Yes.  
Power 047-3.  

Fittings FENOC N/A N/A 2-SWS-004- 2001 Replacement WN& 
047-3 .  

Fittings Schneider N/A N/A 2-SWS-004- 1986 Replaced Yes 
Power- 047-3

7. Description of Work Replace pipeline 2-SWS-004-047-3.

8. Tests Conducted: -Hydrostatic [] Pneumatic O Nominal Operating Pressure [ 

Other [D Pressure psi Test Temp. _°OF

FORM Y2-ADM-0801.F02 REV 0

Beaver Vallev Power Station

RTL # A4.414-A

RTL # A4+414-A



FORM NIS-2 (Back)

9. Remarks Pioina replaced segment I from 2-SWS-003-054-3 

Pipif.l replaced in accordande with odeý Case N4161 . .  

AN material was purchased to ASME II Q1-2.  

CERTIFICATE OF COMPUANCE 

We certify -t: the statements made in the report are correct and this. Replacement conforms 

to the rules of the ASME Code Section XA. Rep* Or Replacem 

Type Code Symli StamP per I A-AD& 4861 -ASME Section XI Repair/Replacerent and RenaiAltertion Proara.

Certificate of Authorization No. N/A Expiration Date :N/A 

SkjnedA0,&'- ::,,- i ,Date 20oQ.Z2 

CERTIFICATE OF INSERVICE INSPECTION 

I. the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston. FL I. have inspectedte comnenents descrbedn the/ 

Ownees Report during the period 1,40I/ 21!L .'andstate thatto the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in. this 

Owner's Report in accordance with the requirements of the ASME Code, Section XI.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinations and corrective measures described in this Owner's Report Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or aloss of any kind arising fromn-or connected with 

this inspection.  

& lComm iissions 6 S0 f 6,/ 
kwpecioes skpv" atmotBor~ State Prowice aid EnOwsewetts

Date ____________________



FORM YW-ADM-0801.F02 REV 0

Form No. 1233 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1t Owner F.E.N.O.C.

76 South Main Street - Akron. OH 44308

Date 02/05/02 

Sheet 1 of 2

Beaver Valley Power Station 

Shinoinaonort. PA 15077

Unit No. 2

WO# 99-225148-000

3. Work Performed 

Ship

(ADONESS) REPAIR OWATION MO. NO JOBNO. ETU.  

By FENCO Maintenance Type Code Symbol Stamp Not Applicable 
• ? " (NAMEW , " i . " ""°. " 

pnagporL PA. Authorization No. N/A 
(ADORESS) 

Expiration Date

4. Identification of System River/Service Water fda,,grs" 1,.) 

5. (&) Applkate Consbuictinxl Code ASME Sect. 111 * 19 71E '7tii"fi- - s72A " "' A 
,Code Case 

(b) Applicable Edition of Section XA Utlized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components

Repaked. ASME 
'P~l,•n : Code 

NOf Name of Mauw NatkmWa Boad Oder year Or_ Seampd 
CvmPo.ae Manua=r " Se" No. No. ldwfihcatinm Bo" Pqdwemen (YES W 

NO) 

.Gate Valve Walworth 1471 N/A 2SWS-481 N/A Repaired Yes 

7. Description of Work. Added approx. 1/8" weld buildup to each side of the top of the wedge where it 

Connects to the stem.

8. * Tests Conducted: Hydrostatic [I 

Other [] Pressure

Pneumatic El Nominal Operating Pressure [I 
psi Test Temp. - °OF * N/A

2. Plant

RTL # A4.414-A



" R1L # A4.414-A
FORM K-ADM-0801i O2 REV 0 

FORM NIS-2 (Back) 

9. Remarks No Code Data Report available for this valve.

CERTIFICATE OF COMPUANCE

We cerify that the statements made in.the report are correct and this 
to the & of the ASME Code Section XA.

. Repair 
kepaWr Or Replacemet

Type Code Synbd. Stamp per Y.-AM-MO81 ASME Section. X RepairdReplacement and Repair/Alteration Proora" • 

Certificate of Authorization No. N/A Expiration Date NWA 

S0&•f Date ./. 2O..  
~~~V4 .... •ofuwers Desnee, rop. *

Date

conforms

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

a•n the State or Province of Pennsylvana. and-employed by Factory Mutual Insurance Co. of 

Johnston. R.I. Iaeiethe components dscnm d in the 

Ownea's Reportduring the period to -2 ~d and state that to the 

- best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

. Ownees Report in accordance with the requirements of the ASME Code, Section.XL

By sig.nig this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinl ions and corrective measures described in this Owner's Report. Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal lijury or property damage or a loss of any kind arising from or connected with 

this inspecfo "

Commissions AM8.76?•o , kl,),C) • :2 
atUional oarcL SlaWe Provce. mid Emiorsemela-npecwes srur"

20 ai_



FORM %-ADM--0801F02 REV 0

Form No. 1391 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

1. Owner F.E.N.O.C.  
- - (P ME) 

76 South Main Street-Akron, OH 44308

Date 02/11/02 

Sheet 1 of 6.
(ADOJESS) 

Beaver Valley Power Station
(NA•IE 

Shippinqport, PA 15077 
(ADORESS) 

:. 3. Work Performed By FENCO Maintenance 

Shippinaport PA.  
(ADORESS)

Unit No. 2

WO# 00-008278-002
REPAIR ORGATION P.O. NO1, JOB NO., ETC.  

Type Code Symbol Stamp 146Not Milabie 

Authorization No. NIA 

Expiration Date

Identification of System 44A Vent/Contr.tAr a•_,a 9 s3) -

(a) APplicable Construction Code Section lit 19 • 74 - Edition. S74, Addenda, .NA

(b) Applicable Edition of Section AU Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

Repaire ASME 

N.me of Name of bautfictwurer "N&6w Board Oth" Year Or SWmid 
CooWooa am- ~ Sea"a NO. NM Idesiiioatio Bulk Repacmt- (YES o 

_ _ _ _ __ . -NO) 

Nozzle Astro Nuclear/ M1047-1 thru 4 N/A 2HVC-CND24A 1996 Repair Yes 
Dynamics 

7. Description of Work Weld repaired and machined nozzle surface

8. Tests Conducted: Hydrostatic [I Pneumatic El Nominal Operating Pressure N 
Other El Pressure psi Test Temp. OF

FORM 'A-ADM-0801F02 REV 0

2. Plant

4.  

5.

RTI] # A4.414-A

RTL # A4.414-A



FORM NIS-2 (Back)

"9. Remarks NPP-1Data Report attached. Unable toadetermiiewhicsinumb usL

CERTIFICATE OF COMPLIANCE 

We certify that the statements made in the report are correct and this Repair conform 

to the rules of the ASME Code Section X1. k or pRecmeqt 

Type Code Symbol Stamp per WA-,, 01 =ASME Section Xl Repair/Replacement and RepaidAlteration Proqram"

N/A-Expiration DateCertificate of Authorization No. WA - .

20
Signed Aa Owne or Gfk*'s Desgnee T#el

CERTIFICATE OF INSERVICE INSPECTION 

I,.the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Perinsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, R.I. have Wnspecd the components descrim-in the 

Owner's Report during the period A _0 to 2L and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code, Section Xl.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinations and corrective measures described inthis-Owner's Report. Furthermore. neither the inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection.

Commssions /7V(<)AL6
atm -k rs S -" 

Date ~ ' & 20 Z

Uatý Board. SWe. PWC-' -0 End--ft



FORM NPP-I DATA .RE0ORT FOR FABRICATED NUCLEAR f"WING'SIJBASSEMBLIES" 

- ~~As Required 1aylitee Provisions of lthe ASME Code Rules, Section 111. Div. 1./ 

-Ated by -AsffcL)ucjearlj ynaatica&Ifc. IfteLhe*IY&O.,kt older J1..1O0S I.-_____ 

-tenef eond Addeasen of MPT certificate t*atdew) 

Fabricated 
Ooe ft.. 1~~In adAd~s ~~ 

I.OnrDuquesne' Light Company -4 Loaino 'in Shippingpofrt, P.A 15677 

L Piping SYS4441ldentlriien M1 0 ~t 1  11047-1 &.141041-2 fora I etE 1aiSr -
Moselroociurtifl of Intended lose. maain oesonofat et.) 

Ia)rawrteO. A105.04G01 Rev. I'mmedjby Astro Nucle~ar DYS'amicsiC nc. _________ 

lb) National 8"ad No. NIA 

L. Thea niatemal, design. cosstrctloalo. seed woffkettaosstiss corraplies whitt ASM19 Code Section mu1. Cassa .  

Edition "'1989 *AtddesdaDote- No *Case Io.--WAI.*

Rteiarks: Ceffinfceat Mlkker? Data Helmerts properly identified and signeed by Comsorrusoned fnspectorss leave been fierisloed for Stue lotieosing'ltems' of altos.  

* None- ~- 19;isofrarii-'Item number. CrliaeSodf ame n m~mliesan' 

7.Smiyksai~s - 225.ri for I hour

B. ~~iec cotisisting -of: flange a fange-.-----

-(include - metas& no. - onoterlei spec; ,om, tiesz. chdueo lckcs- Oengh- ttes-tane.tc 

GRneSA55- . 70.. 3"0 HT l: 421T6101 ______ 

- Pipe- Sh-106 G97. B -SCH go -ii -8 9 0 0 7 '________ 

- Flan~e,_ - SA-105 150#. HT: S1077 

Overall len th of Group 1 is 5.18" 4,____ 

We certify that tise stiernmensrisade on thits iCIP"f ate corr!ct amid tihat tote fabideatlon of tote described joip~ing confoor is withl the requirements of sIEcT iON 

- illof the ASME GOILEltI AND PI1ESSUIFIE VESSIEL CODE.-*j.j~ 

0 ateLJ2j4A .' .Cetlcos 
t , 

- - INHPT Cdtile e r 

Certificate of Autirorization Exicpres- cUU 9  98 ilflc~te of Autlhorzatlort No...-.- -.  

CERTIFICATE OF SI-4OP INSPECTION 

1, ltie undersigned. flooding a valid coountrisslo-n i'sSued by. tore National. Goard of Dollar and Ptessure Vessel Insolectors artdtoe' time State of Province @1, 

Penn~sylvania _ _ , arid tbtlyed!,y Protection Witual Insuarance Co. of No wood, HA.----

heave inspected the pipintg descoiltedl ott tWmSOata riepott en jZ0 '19 -and" State that to tite bsest of tity kntowliedge.  

a"mi~dl be~l.ite Ne) Certificate I otlden Stat cotisttiected thims pipitng lim accordance whith Igoe applicable Subsections of ASME Code-. Swcoon Off.  

By signing tlmi cectlficate. smelitier ltie finspector umlor~tit employer make any warranty, expressed or Iniqti.Setl concerning tote ftlplrmg in tills Data RePort.  

Eurtilermore. neither the: iemrgecter smof Urn eejmooyer. sloaSI be liable in any $omanne foe any perjosoalintiury orgrrlopetty dasnaije or a loqss of army kkined A arisirsg from-.  

or contnected witittlals lrtrpectioatm Factory t-utual EngrS. kssn' 

D3ate 
9 

Conisutissioni__________ 
Natilanai Board, State. Provinrce acind N-o.  

Is (eiptest sheets in loonsm of Sist%. stvetcites oir irawtetglevity tbe tired peo-Ided (S1 sIze Is BY. In. 31 11 Iin- 12) Setforniat~i Sn Isitems 1. 2. and 5 on1 "bs 00to 

tl. Is inciuded on each1 sheet. and (31 each sheet Is e~numbered oend nuetrber or sheeots Is recorded Set Itserm 8

112131/791 
STills forn-e M000621 sn!Y be obtalosd fto.ee thea Order Oept-t ASMIE. 345 E- 4 It. St.. He- York. N"L. to0t 7

PAGE 3



*ot 
14301 18ad 

1.Fil idlsai Test rýtntVSE 

*cer~tify f.that tile field fabriliof Owlf1 time tdcScribed1'r'"U onforlt "Im, time refikhen intefl ca SE TOMg-1 ieA M B IL~ N IfES t~ V S E 

DOE, Class 
.. Edition - ~ ded ae________ 

meo....  

Signed 

ccearCrlial of Aahdtl to lose tile 
Smo xie 

* ..  

:e reicatie Of AuttlmO aiZ~I4 o .------------- _____ 
J 

CERIFCAE F FIELD FABRICATION INSPE.CTI.ON 

* te nd rt~ fld.holin avaid onmm~ilfllh e by the lHat ilimml Board of 11oiter slidpless issre Vessel tn leco t Amdlis time State -o.'O ic f. .  

Mid employed by__ 
of_________ piig n ,,,Ilepr.  

kware comiwimed tihe statements is thuis Data ftepoft VAi qat decieM~igadste tha teprsrf~Cl oa tt tu 

niot lucluded in llsecemlifiraCte Gf shoal Inspiection Imave been Inspecte 

by bu and that to also best of ismy knovolustga 81Idbelief. tile HPT Cectificate Iloldem bag constfucited tfils 11141409 in aGccordMCe vfIth time aluslic"etle cCtlo" of t.11e 

ASME CODE' SECTION Ill.  

Report. Fucttertuowe. nteither thme lost-ecto' ct lorts emstloyer laib lbeI n anrfrayproa njr rpnm'Ydirng raIs fam i' 

arlsksomgifont or Connected V4ith tihis immsiectiomm.  

Datel 
or.Stt m~tr o 

Icommissions 

PAGE A#



FORM NPP-1 DATA REPORT FOR FABRICAIED NUCLEAIf PIPING SUBASSEMBLIES 
As Reqtied by the Provisitoi of thi A-6IE Code Rfi.s. Secti(m l. Div. 1.

SFebricat~edby Asetro Pini Dyssnmmicrs Tnr._ U;thol PatIrPA 1V1l7? 
11Name end AddAres of NPT Certifcate Holder) 

- ".-._tel Iow Dquuesue Light fW nW 9O9ýM 4. PA1, ndd7 
lNsene and A•ml~le•

0wer Duquesne Light Cimpany 4.

L Piping System identllcavton

A10504G

Order No. M-1047 

,rder-,o. D149353

• Lo.aionfPlat Shippingport, PA 15077

SI~t N11167-1 L WAffl7-&k -F,,h' SlrHoi a~~ "(rilef deacription of Intended use, aIn coolant em 

0i Rev. 1 pme edbv Astro Yuclear/Dynamics Inc.
XIA _

L The material. design. construction. and workmanship complies with ASME Code Section ltI. Class 3 

Edition - 1989 Addend Date NO Case No. NIA 
Rematic Certificate Holder? Date Reports properly identified and signed by Commissoned Inspectors have been furnished, for the follovl'ng. Items of this 
export" -one 

. oneHomein of Part - Item number, Cerdtifcate Hold4es neame, end identifying stamp) 

C

Shop Hydrostatic Test. 225 -p for 1 hour

Oeciddnof-ppinginspected Spool piece consisting of: flangie, pipe -& flange 

(include - mark no. - material spec. - nom. pipe site - schedule or thickness - length - fittings - flanges, etc.) 

Flange SA-515 GR. 70 3" HT: 421T6101 
Pipe .SA-106. GR." B SCHK 80 HT -T:. 1889Q07 
Flan•e SA-4I05 1501. -HTt S!77 

"Overall length of Group 1 is* 5.18". * 

.4.  

We certify'thit thestaements-mnade In this report are-correctand that the ( bilcatmon at the daukibed pipl.g conforms with the requirements of SECTION.  

III of theASME BOILER AND PRESSURE VESSEL.COE .. . - ' " 
Date I,? toi ! q Signed A y_1:.+g.a+ i-, T-. .y .  

Certificate of Aothoritation Expires August 9. 1998 -Cel•fic. of e Authorizatio'n No. "1-2869 

CERTIFiCATE OF .ýIOP iSPECTION' 
the undersigncd, holding a valid cqmmission issued by thi Nationsl Board of Bo61ir and Prissure" Vessel Inspectors aandor the State or Province 01 

"Pennsylvania and employed by•" P .etL. *mkaLa Co.* o. Norwood,- MA 

me Inspected the pipng described on this Data Report on 19 •C -" and state that to the best of Mny-k 

I beiefet the NPT Certificate Holder has constructed this p;I g AIaA'."ance with the applcable Subsections of ASME Code. Section - ..  

By signing this certificate, neither the Inspector nor his eiployer rmake anie'araety. .b*rpisýd or implied, concerning the piping in this bata Report.  

rthermore, neither the Inso-ctor not his employer shall be liable In any manner for any personal inJury or property damage or a Foss of any kind asesing from 

connectedwltth. VApR!i" *Factory Mutual' Efisgt." Absn;." 1 - 9c - .. -r 4, 

(?~4 ~ .- '----Commissions g!44 f* #s 
S(Inspector) Nitlonal Bosed. State. Province and No.  

rpp,._ ntai sheets In forao of lIsts, sketches or drawings may be used-povided Elst.e -Is %-I.Jn. x I I In. 12) Information If% items 1. 2. end 5 on thls Deaa
inaOrt is Included on each sheet, and (3) each sheet Is numbered and number of "hlate Is recorded In Item 8.

This form (E00062) mey be obtained from the Order Dept.. ASME. 345 E. 47th St. New York. N.Y- 100I7

PAGE 3

(a) Dral 
tb) Nati



-- 0FMýP~ (1364:0 

"crip, io of.- F. .r t 

esriton of Fied Fab"ricati " on

l.a .

Field Hydrostatic Tast .. ..  

•eriiy that the field fabrication of' J• descrod piping conflfor with the requlretlUof SECTION'll of the ASME BOILER AND PRES$IJtE VESSEL 

____________" _ "_'Edlton . .... A enda Date Case No.  

e_ .19- Slgnedw • By 

- I"PT Certiflcate of Authotloez~to) " " • "/ e-' : "t-v'.  

.Certirk'tio, of Authorization to use the syd 'ba. EXPI1 

tificate of Authorization No._ . .  

CERTIFICATE OF-FIELD FABRICATIO• INSPECTION.  

ive undersigned. holding a valid omisn sudby fth NaionBo~ardcEBoUtwrandPressure Vessel inspecos -nlrteSaeor Provic f 

I employed by -f 

w compared the statements In this Dat -Report with theadescribed piping and state th"atlfie portsreferred to a data Items.  

."; .not icluded in te certirncata of shop inspection have been insece.  

Snthat to the best of my knowledge and belief, the.NPT Certificate Holder has coTructed this piping in accordance with the a e s 

IME CODE SECTION fit.  

-By signingthis certificate neither the Inspector nor his employer makes any warranty, expressed or implied. concering the piping described In this Data 

po-t- Furthermore, neither the Inspector nor his employer shall be. ,able In any for any personal injury or property da-ag o. a.loss ;e.y kind 

®r npor connected with ttilsinspectiofl. -.  

IVISIit" " National Board. State. Province and No.  

Inspector 

!LAGE A

.- :..-:: " "" •11



FORM Vz-ADM-O801.F02 REV 0

Form No.. 1394 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

1. Owner F.E.N.O.C.  
(NAM k H 

76 South Main Street -Akron, OH 44308

Date 02/11/02 

Sheet 1 of 6

2. Plant

(ADORESS)• 

Beaver Valley Power Station
(NAME) 

4Zhmninn wt PA isfl77
(ADORESS) 

Work Performed By FENC4 

Shippinjport, PA 
(ADORESS) • .

Unit No. 2

WO#f 00-020491-002
REAR ORGANIZATION P.0.NO. JO1 NO ETC.  

0 Maintenance Type Code Symbol Stamp Not Applicable 

Authorization No. N/A 

Expiration Date

4. Identification of System 44A VentfControIr (Cjss3. " 

5. (a) Applicable Constnuction Code Section III 19 74 Edition. S74 Addenda, N/A 

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components

7. Description of Work Weld repaired and machined nozzle surface

8. Tests Conducted: Hydrostatic I] Pneumatic El Nominal Operating Pressure [ 

Other Di Pressure psi Test Temp. OF

FORM 'A-ADM-080i.F02 REV 0

• 3.

Rejakek ASM" 

Nameof Nme of M"•aM&c=Wx Natfim Bo1=d Ote Yew Or St-Wed 
Comoet M" Sedal No No. Mldcuica Builk* ýRq*boc . (YES or 

I NO) 

Nozzle Astro Nuclear/ M1047-1 thru 4 N/A 2HVC-CND24B 1996 Repair Yes 
Dynamics 

• "" • -- .- ""A

RTL # A4.414-A

RTL # A4.414-A

i l•3 #



FORM NIS-2 (Back)

9. Remarss NPP-1Data Report attached. Unable to determine which sMn number was used.  

CERTIFICATE OF COMPIANCE

We certify that the statements nade in-the report are correct and this 
to the rules of the ASME Code Section XL_

Repair
Regak Or Repace"at

Type Code Symbol Stamp per -%AM-08O1 "ASME Section XI RepaiReplacement and Repair/Alteration P .o " "

Certificate of Authorization No. N/A Expiration Date

Signed AMA Z. *A.j&___4_• %) • tAC. " , Date A~~ 20jA

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston. R.I. haye inpected the components o in the 

Owner's Report during the pedod to --- and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code, Section XL 

By sIgning this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinations and corrective measures described in this Owner's Report Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection.

Commissions A187o75- eA 
NMioni &Mosar te Prmhw. -0 afe6 i�nh 1 Jj

Date , ____'______ 20 d2Z

conforms

MA



FORM IJPP-1 DATA REPORT'FOR FASRCCAtEO NUCLEAR PIPING SU8ASSEMB3LIEtS' 
As Require by the Provisions oi thit A641E Code flules, Section III. Div. 1. 

-j- -ýricsqd by -AsJrtI Q ~ .rf~~~ Tni%_9r Blth.1 ]!ArrPA 1510l2 order No.. X-1147 
- (Name and Address of I4PT C fiarefete Hkorle? 

j~bc te or Duqouesne lixht. gornM K&~cc A. §hkpiqF2rt. PA 1M07 Order-No -D149353 

3.uusetih opn 4. Locto hofPlantI Shippingport, PA 15077 

S.'Plping tysteml dentififcation SINnt M104&7-1 L. Mltl&7-/A for. /I A Jgant' _hasee 
(9rief description -of Intended use, mainL clantet.).

(A rain ~No. A10504GOI 1tev. I1rprdb Astro Nuclear/Dynamies Inc* 
(b) Natijon Board No. -N/A 

6.The material, design. construction. and workmanship.compiies with ASME Code Section I I. class 3 
Edition- 1989 .Addenda Date NQ *case No. lA 
Rlemarks'. Certificate Holders' Data Reports property Identified and signed by Commissioned Inspectors have been furnished. for the followi WIg items of this 

None iteme of Part - Item number, Certifi'cat* Holdwes name, and identifyeing stamp) 

-7.' Shop Hydrostatic Test 225 --i. for 1hour 

Bs' Descriptittn of piping inspected spool piece consistihg 'of: fa epipe & flange 
fin .cluda - mark no. - material spec. - nom. pipe site - schedule or thickness -length.- fittings - flanges. etc.) 

Flange SA-515 GR. 70 3" HT: 421T6101 
Pipe SA-106. GR.- B SCQH 80 HI; 1189007 
Flan&.e SA-405 -1500 il S]OZ77 

Overall lingth ofGroupI is'_5.18",______.___ 

We certify thit the-statem ents-made In ths report are-correctAnd that the fabtleation of ~the dlesdfrbe piping conforins with the reqiirements of SECTI*ON.  
Ill of the.ASPAE BOILER AND PRESSURE VESSEL-CODE.7 

Date 1 atIQ( Signed Ast mt'Tart Mt Holder T B 

Certificate of Authorization Expires Auust 9, 1998 Certificate of Authorization N~O. 1 

CETFCATE. OF .bOP. ihsPECf ION 
,the tindersignid,; holdling a valid commission issued by the National Booed of Bdiiir and Pressure Vessel inspectors and/or the State or -Province_ o~f 

Pennsylvania h.d emloedby tecti.o Ktm hvmCo* Of KorXwod - MA 
ave inspected the piping described on this Data Report ow~E 2.22 .. 1 and state that to th e best of mny knowledge 
rid belief. the NPT Certificate Holder has constructed this pi~i~L'P~rmc with the applic~able Subsections of ASME Code, Section Ill.  

* By signing this certificate. neither the Inspector nor his emnployer make anir Warranty. Axpre-ised or Implied; concerning the piping In this bata Repor.  
urthermore, neither the Inspector nor his employer shall be liable' in any manner for any personal injury ar property damage or a loss of any -kind arising from 
r connected with *iJ~po *Factory HutuaT Eiigcg.- Aissn;" .7 

Commissions A'~~I#' I~L. _______ 

(Inspector) - Ntional Board. State. Province and No.  

iuji-rental sheets In form or lists, sketches or drawings may be used-peovlded 414-4tta.l-8WX-In. x, 11 In.- t2) Information In. Itams 1. 2. and S on thi Deat 
Ieport Is Included on each sheet, and (3) each sheet Is numbered and number of "shts Is recorded in ftem 8.  

11nin~s) This form fE0006,21 may be obtained from the Order Dept.. ASME.. 345 E. 47th St.. New York, N.Y. 10017

PAGE 3



Description of Field Fab

FýOfM NpiP1 (Back) 

dton I

-.. 
-. .

. ."

N

-. . . . . S .

1. Field Hydrostatic Test psi." 

Sc-ertify that the fedd abrication ofthe descried piping conforns with the requirements of SECTION'Iil of the ASME BOILER AND PRESSURE VESSEL 

D Class Edition - * Addenda Date___ Case No.  

"te "" 9."" "Stgned . By" 

.NPT Certificate of AuthorIztaid) " . r.s. 1• - l " 

at Certfircton of Addorzation touse the - Symbol Expires 19- .- . . .. A 

artificate of Authorization No._____________ 

CERTIFICATE OF FIELD FABRICATION INSPECTION 

the undersigned, holding a valid commission issued by the National Board of floiler and Pressure Vessel Inspectors andlor the State or Province of -- " 

ad employed by_ 
Of 

iave compared the statements in this Data Report with the described piping and state that I-e parts:referred to as data items.  

.'.. no t Included In the certificate of shop inspection have been inspected 

ly me and that to she best of my knowledge and belief, the N fr Certicate Holder has constructed this piping in accordance with the applicable section.of the 

ILSME CODE SECTION Il1.  

By signing this certificate neither the Inspector nor his employer makes any wn'ralty; expressed or iwplted, contenigng thepiping described In this Data 

lte Furthermore, neither the Inspector nor his employer shall-be liable In any Tanner for any personal injury or property damage *or a ilo-ss Ofany •kind 

i., om or connected with this inspection.  

)ato 

Commissionsf 

inspector 
National Board, State. Province and No.  

YAGE A



'FORM NPP-I DATA REPORT FOR FABRICATED NUCLEAR PIPING SUBASSEMBLIES" 

As Requited by tie Provisions of the ASME Code Rules, Section IIl. Div. 1.  

+di~ibv ear tL~yaami ta i _nCaJ , ~BPthal ParkUPA 151"02..J Order No. -J-H:.04 7-.  
(Hsi" end Addero" of NPT Cetrllcete "olde41 

2. - Fabricated for D uesne totht 
Olero. D149353 

3. Owne Duquesne Light Company 4. Loctto, oiii-t.Sh'pplngpoci, PA 15077 

S. plpbngsysemidenuirs.iton, I t.S _I047-l & H1047-2 for AIC Heat Exchag_.  

(Bieef descuiption of Intended uss. main coolant etc.) 

SlalOrbemlgNO- A10504G01 Rey. 1 .Prepaedby Astro NuclearLDynamics inc.  

Ib) National Boasd o-.. NIA 

B6. Tile materal. design. consitrctlion, ancd woksksianslhit complies with ASME Code Sectlon, Ill. Clast 3 " 

Edito- " Addeda Doale No , N. .  

Ren<arks: Cectlficae It loldees Data Fleports Propelly idendlliedald signed by Co"mnlssioned Inspectors have been furlished for lite following 1tems of this.  

"OiO .Nao' o I Prt -- Iem number. Certflcate floldeors nae* and IlIntl/ hin stang'i 

7. Shop Ilyduostatlc Test 225 - psi. for I hour 

9. Descriptionofpipin g Sece consistinK of: 'lane Pi e & fla'l 

%licude - issawk too. 7- matrile o pipe siof -- scahedulor thlficsess - lenmogt -. littin.- flanges. et7c.1 

Flan ge SA-515 -GR. 70 3" IIT: 42lT6101 

Pipe - SA-106 GitR. B SCI 80 liIT: N89007. __ 

"Flang._ SA-t05 150#. lIT: S1077 

Overall length of Group 1 is 5.18" 

We certify that tie statetmemivs muade In thiss reliot are correct avod that the fabrication of tile described piping cosfomins with tihe require'netits or SECT IONft 

II of the ASME BOILEn AND PIRESSURE VESSEL CODE.  

Date .1 4 1. signed _' 

C.Cerlificate of Auticorizatioll Expires W9g 1 % terificafe of Authorization No. N- 2869 

"- CERTIFICATE OF SHOP iNSPECTION 

I.. itie Pmndersigned. holding a valid, coternissioI isstled by tie National. Board of Boiler and Pressure Vessel Inspecorts andltorthe State or Province of 

- Pennsylvania _gl esoployed by ProteCtioxl MtitUl1 ItwDce Co. f Norood, A 

have Impacted tie piping descuiieon i ti Data riep,1 O" (8" - 44-i1 sla"ae tie.t to te best of my k.owedge 

and betietli tie NPTrCertificale 1101tei ieas constticted tis pilling In accordat•ce will, the alpplicable Subsections of ASME Oxde. section III.  

. signing this certificate. #ewithser itie inspector tsor his employer make any warranty. expressed or isqtiled. cogicernithg ihe piping irt this Data Repoit.  

Fuctheemore. nitiher tihe: hslector Igor his esIt ,looyer shall be liable in any manner "lor ny Personal injury or lmolpeety damage of a loss of any kh.ld arlsingtrols 

or connected will this •lnspection. Factory Mutual Engrg. Assn.' 

Date /Z-o-- q4 q9 1 9.  

ttnspectorlNational 
Board. State. P'rovinsce and No0.  

sirentel sheels, in forum of lists. sketches or rhawhigs gesay te •inted provided (I) sit* Is 8Y- is. x It In.. (2) ls
t 
oroation fit Items 1. 2. and 5 on thIs Oite 

•lwpOft is Included on. each useed, and 13) each sheet Is lnctsbemed and number of sheets Is recorded hi ItoeSt 8.  

112/3 1/791 TIsis form (E-000621 cssy be obteaied frm04 tie Osder "Dept.. ASME. 346 E. 41sth St.. New Yogti. N.Y. lDO It

PAGE 3



"FORMNPP' fOaci) 

Oebmmemltion of Field FaI.l-"catt"" 

..
i 

0.. Field tfyd Ostatic Test -.

yecetiy ha te ied ab ic til'of:~c lc riin dpillitig contoforit Wit h tile .requ lire lents of $E .CTIION I of %be ASM E BOkLE lt AND P t E tsu pt VESSEL 

_e Cer ss tdat -- . Addenda Date._...___._Cseo 

WOE. E-ition 

-to us til 
-..bo Ex ie ' .. .1. 

9 

Osm Certificath" of Auth.orizatioo 

Cetiicate of Authorization NO....  

7 CEIIFICATE OF FIELD FABRICATIO PNSPECT-O.  

-..T - c d / ti l S a .- _ v ]" .c .e: .

e i i consio. issued by the National Board of Boller and essc VeS .u t-. .-- .

1. th nesg . hod i a 
-

v.. 
. .. 

li 

- -q 

and *enmployed by h at ee~dt sdl ts

cInti Data teport .Ithte described piping and sta. that t-e ps e 
not inclued in ~he caiteict of shot' binstqction have ýbeenr inspce 

-arce.it' 
th 

.-
llc 

by me and that to tme bes of lily kilowiedge and belief. thme NPY Certificat Wi-oder has conSltkuted tisis p)ipig in accordnewt iea~~chescino h 

"ASME CODE S IO I or t O 

By signing this certificate steithcr time isptonrhieployerec 
mae a warrny exI5~r SIX qle.cmcramf ieppn e~l)di hsDt 

Report. Frthermore. neitler time sispector nor his employer shalt be liable In any manner for aty persol '%fly or Isloliesty danua9g or a. loss of any kind 

arising Iron or connected witho this inspection.  

a -state. 1 wce 
s 

, No.  

Inspmector 

tOed o 

PAGE '4



FORM .z-ADM-0801.N2 REV 0

Form No. 1419 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section X)

1. Owner F.E.N.O.C.  

76 South Main Street - Akron, OH 44308

2. Plant

(AvValleSo 

Beaver Valley Power Station
Shipoinaport, PA 15077-,, 

(AMDRESM 

3. Work Performed By FENOC-Maintenance

Shippinpoort,.PA 15077

.Date -04/30/2002

Sheet 1 of 3

Unit No. 2

W.O. #00-030531-000 
WMREPAIR OAIWATNION P.O. NO.. JOBNO. ETC.  

Type Code Symbol Stamp N/A 

Authorization No .. N/A

Expiration Date

4. Identification of System Reactor Coolant (Class 1) 

5. (a) Applicable consruction Code Section lII 19 71V Ecdliion. W72 -Addenda. flA Code Case 

(b) Applicable Edition of Section YU Utilized for Repairs or Replacements :1989 

6. Identification of Components Repairted.or Replaced and Replacements Components 

"*R-pik& ASME 

Nl•fuo Name of .Y.ew " • Naounal Bo,'< Odx" . Yc• or Sw.  

• aV a MA uc ru No. No. d i- n B R;;la".,. (YES or 

Globe Valve Velan Valve. :.; 863 N/A ,2RCS-MOV557B 1.977 Repaired Yes 

Plug Velan Valve. -4846- N/A N/A 2002 .Repace- Yes 

Plug Velan Valve F-2749 N' A ' /C: 997- --1977: Replaced Yes 

Stud Nova Machine .-N/A N/A Ht #C730 2""2001 Replace- No 
• --. .. : -. m atR

7. Description of Work Replaced~valvepIuq with spare.- replaced body/bonnet studs, weld repaired 

gasket seatinq area-

8. Tests Conducted: Hydrostatic [I. Pneumatic I] Nominal Operating Pressure 0 
Other E] Pressure psi. Test Temp. O.

-RTL # A4.414-A



RTL #,4.414-A
FORU.4ADM-0801.F02 REV 0

FORM NIS-2 (Back) 

9. Remarks Code D&ata eor attached. 'Reolý tplee , .was from Vlve Sedal'number 022029-2.  

Body to bonnet ,aket area was dmagoed durinq disassembly.,

- CERTIFICATE OF COMPUANCE 

We-certify thatte statements madelin the report are correct and this Reolacement. conforms 

to the rules of theASME Code Section Xl.:-: Repair Or Plept -aw 

Type Code Symbol Stap 6er Y,-AbM-O3O0l -ASME Section Al RMcarfRflWacemqent and FRej air/ldteration Proarani" 

Certificate ofAuthorizatioO No. N/A Expiration Date N/A 

Signed. Date. Apwl 30 . 20.02 

CERTIFICATE OF INSeRVICE INSPECTION" 

I, hed undersigned, holding a.valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors.  

and theStateor Provinc of 'penn varia dnd employed by Factory Mutual Insurance Co. of 

JohnstonR.I h eI9lerted the components depcdbqd .i the 

Owner's Report'during thepedod " I 'Y1/ .2-. to .37#// 2-, and state that to the 

best of my knowledge and belief, thOwner.hass performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the.requirements of the ASME Code, Section XL)(I 

By signiqg this certificate neither-the inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinatio. ns and.corrective. measures descried in this Own.e.s Report Furthermo .e, neither the inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection.  

CommissionsA/nf'oa 9 (.P icea 'En . ;r 
lmpectws- signature ~~~~~t4aionai Bad ttPom n noae

Date - 20_____



- NV-ICERTIFCATE HOLDERS' DATA REPORT FORNUCLEAR PUMPS CU EV 
As Required by the Provislons of the ASME Code, Section IUl Division 

Pg. I of 2 

.550 iMcARTHUR STREET, 

.+ Manufactured and certid by VELAN INC. .IONTREAL, QUEaEC. H14T 1X8 " 
.(name and address of N Certificate Holderd ""IR" ENEKRGY CORPORATION P.O. BOX 345: SHIPPINGPORT PA 15077 USA 

2. Manufactured for ""nam and add ess of Pu 01 WSA 

BEAVER -VALLEY POWER STATION- .:.-SHIPP.[1OPORT PA- 15077 USA 
3. Location of installation •_ _ _ -_ _ _ " _ __..... ._"_-_ _ __-__-,_"_ _ _ 

'nam, and address)N/ 
B09-3074B.t3HS P012-134510-NOI A N/A 

4. Model No., Series No.. or Type Drawing Rev. - C-N_________CRN_ 

1971 SUIJtER 1973 1 l/A 
5. ASME Code, Section ItI, Division 1: 

ledition) (addenda datel (dcass) ("Code Case no.) 

BB GLOBE VALVES 2" 2"4" 
6. Punp or valve _ _ Nominal inlet size Outlet size 

SA182F316 _SA_82 F316 AIkS-5387 SA453/660 GR-B 
7.-Material:. Bod• onnet Disk.-_"____ _____ Bo _ __: 

- TkLLTE- .K 

--a -. ... ib . (c. ( le} :( 

Cert. Nat'l Body Bonnet Disk 

Holders Board Seerial Serial Serial 

Serial No-. I N. No. No. . No.  

#022029-1 N/A "6040" 15851*# 4843 

#022029-2 N/A 6061 . 15853 4846 
_ ...... .._"_Heat-.No-: 26285 Lot-.749j7' 70'920/-518062. 4764 

_____ _ : &_51076 _ 

'Suplnemental information in form of lists. sketches. of drawings may be used provided (I1I size is 8 V2x 11. (2) information in items 1. thr(ough 4 

on this Data Report-is included on each sheet. (31 each sheet is numbered and thte number of sheets is recorded at the3 top of this form

4121881 This form (E000371 may be obtained from the Order Dept.. ASME. 22 Law Drive, Sox 2300. Fairfield. NJ 07007-2300-

,41



FORM NPV-1 (Back - Pg.2of 2__•__2 2 

8. Design conditions pM F or valve pressure class 10 
At' M1, V~ f~4 R(5~~4 (emperature) ______________ 

"9. Cold woing pessue psi at 1606F PAG .pE'! .  

.5625 . - 2750 
10. Hydrostatctet(Shet .. D' isk diffarential test pressure 

11. Remarks: NOTE LINE 15 PAGE-4: EXCEPT MATERIAL SPEC. SUPPLIED IS TO ASKE SEC.II

PART-A CODE EDIT[ION 199 ADENDA: NONE

CERTIFICATION OF DMSI" N 

Design Specification certified by L.EZ P.E..State PA UI Reg. po. 18379-E 

Design Reportcertified by S. ISBITTSFY P.E. State( XAADA Rego no. 22115 

CERTIFICATE OF COMPLANCE 

We certify thai the statements made in thisreport are correct and. that this pump o.valve conforms to the rules for construction 

of the ASME Code, Section II"O'Division 1.  

N Certificate of Authorization No W2797-2 (N) Exp 20 APR."2004 

Date 30 JAN ./02 Name VELAN INC. Si 
IN Certificate Holderl - authodrized representadve) 

CERTIFICATE OF INSPECTION 

1. the undersigned, holding .a valid commission issued by the .National Board of Boiler and Pressure Vessel Inspectors and.  

the State or Province of. QUEBEC and employed. byREGIE DO BATIHEWT. DU QUE.  

o 0 ". O BEC /have.inspected the pump, or valve, described in this Data Report on 

ItF&)UAA- O0 / 200 ;.and state that to the best of my knowledge and belief, the Certificate Holder has con

structed this mp.-or valve, in accordance with the ASME Code, Section III, Division 1." 

By signing this certificate, neither the inspector nor his employer makes -any warranty, expressed or implied, concerning the 

component described in thil Da.ta-Rep . Furthermore, neither the inspector nor his employer shall be liable in any manner for 

any pers~onawl in orprope y d a or a loss of any kind arising from or coJr ne,.fns jf 31 

Da =lte 
1  

'ne -I Comi-ssions ,•nI....,DU• 1 0 -F, EBE-C "-
t jr iWlholzed Inspectorl - Nat'•&.--d endorsementsi and state or prov. and no-I

IIl For manually operated valaes-only.
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;-F4OM 'A-ADM.-081.F02 REV 0 . RLi 441-

Form No. 1420 

"FORM NIS-2 OWNER'S REPORTFOR REPAIRS OR REPLACEMENTS 

.As Required.by the wP!o•vions of the ASME Code.Section X....

1. Owner R.EFN.O.C. uale uzouz--L 

76-South Main Street - Akron, OH 44308 Sheet 1 of 2 
- (A"l: - .5S ..  

2. Plant Beaver Valley Power Station- Unit No. .2 

Shir•. i•n , PA 15077 . WO#.00-030569-)00 

=. ~(AUDDRESS) . ""REPAIR ORGAM, IZATrM P.O. NO, JO NO, ETC." -

"3-.3W6rk Performed BY FENCO Maintenance .-. "TyýeCode.Symbol stmp Not Aiteabio 

" . -AShioiportPA- 15077 . A... o a.o o. - A
•..."" . ... Expiration Date 

",A - -•..,4•F' 1n ,,F C•-em - Reactor Coolant (Class 1) __;_:_-_. ..._-_-.......

.5.-( pcable Cposcon.Cod ASME Sect. If- 1 t7711 "Eo. :S Ad-na- -1972- Code Case 

.(b) A0p&lible Editio-obf Sdctioh Xi.Utilized f0rRea.irs or Replacements "989E .  

6. Icdentification of Components.Repaired or:Replacd .and Replacements Components . . .  

y.. NO) 

Valve Velaný Inc. 799 N/A 2Rcs- OV556A 19797 Rep Yes- :.  

Vl V 

Valve Velan, Inc. .022029-1 - .N'--,2KCSMOVSS56A -2002 1 elae- Ys- ..,,.;;...-.

_______ I.. I- **. t. 1

.1 . 4 . - i a . _

U U - _______________ a ______ J ________ --

7. Description of Work Replace valve with spare;.

8. Tests Conducted: Hydrostatic E] Pneumatic [D Nominal Operating Pressure [ 

Other El Pressure psi Test Temp. OF

. o• •.. • .. • _•

..°.. .•.= mVIL]



RIL #A44CA14
FORM V/-ADM-O801F02 REV 0

FORM NIS-2 (Back) 

9_ Rema Code a Reprts Attached. Valve a ina aewithCodeCaseN-416-I. .  S.. ... 9 Re ars.- c deD t•. .re•-".. ...

;we-certify thatte statem=ent-madei•• : n theý .p-; are correct and-tisa Reacet.ent cof•om•s

tothe rles1 of theASME.CodeS XI. Re- i•=-: or •. ...a.i..  

y Code Symbol ta : r _ADM-M.00tASME Section Xi Reo,/Relac and Re /Alteration Promran.  

Certificat of Authorization-No. WA Eipicaor t Date :NA 

ign Date." 20 

- - . ~ CERTIFICATE O N ERVI .1N$PECTION 

I the un der'sig-n*ed hoklirig a varid commrission issued byftheNatonal Board of Bqffer and Pressure VeslIsectors 

andthe State or Provin0ce of Pennsylvania and employed by Fatory Mutuallnsurance Co. -of 

Johnston. R. h. ed thecomponents-dsc.. in the-in 

""eidOwner sRepotdurngthe pi I O to j ....and state that to the 

best of myknowiedge and .beief, the Owner has performed examinations-and taken ofrrective measures describedl .this 

Owne. s Report in accordance with the requirements of the ASME Code. S&•ct•onr .-..' 

By l ign this certificate neiter the inspector nor his employer*make-s any *warntý exessed or umpli•ed conceig the 

-examinations and corrective measures cdescribed in this Owner's Report ~urthermore, ne~ithe the.Wnpecto nor his employer' 

shal be liable in any manner for any personal injury or property damage ora loss of any knd arising from oaorinected with: 

-this Inspection.  

___________________~ ~~Commissions A~Sd~(~~)q~ ~
.spetoes - " ed Provivie. ad : 

Date' 20dt~~/ ~



--qpM NP1,V..CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PUMPS 0 VALVES* 
As Required by the Provisions of the ASME Code, Section ill. Division __..__-__-_-___-__ 

"Pg. I of .  

550- cARTRA0 22 0S2 8 
1. Manufoctured and ertifed by-VELAt. HoNTRAL, QUEBEC . ... ..  

"nam-• iand address of N Certificate Holder) 
.2. M�aofaed - .FIIkST ERY 61ORATI0N P,.0BOX 345 SHIPPINGPORT' PA 15077. USA 

iname and address of Purcduaser) 

3. oci.saEAVERVALLEY POWER STATION SHIPPINGPORT- PA& 15077 USA.  3. tocatioinof installation . . . .°"" - ...- - ÷"". -" " 
( name and address) 

Ml rN Bor _307Te.13_srw P012-134510ý-NOl A N/A 
4."Model s N. o.,or TypeDrWing Rev. " CRN_ 

1971 SUMMER.1973 1.. N/A 
5.- ASME Code, Section III, Division 1:.  

(edition) (addenda date) (dass) lCode Cate no.1 
BB GLOBE VALVES 2" - 2"0 

6. Pump or valve _ _ Nominal inlet siz- Outlet size 
i.. ml. 4inJ" 

7.Material: BodyA182 F316 SA182 F316 - A AS-5387 SA453/66. .R-B 
7._Materal:_Bod Sonnet - Disk "'_" _______r_-- _.n _____ -__ " "-" -SEL LiTih-t 

(a) - (b): c) (d) . . (e, .
Cert. Nat'l . Body Bonnet Disk 

Holder's Board - Serial Serial Serial 

Serial No. No. No. No. No..  

#022028-1 N/A 6052- . 15854 4845 
#022028-2 N/A .. 6055 15852* .8448 
__ .... __- _Heat No. 26285 Lot-7497 70920/151806" 4764 

•__ •& 51076.  

'Supplemental information in form of lists, sketcheS, or drawings may be used provided 1ll size is SY. x 11. (2) information in items 1 through 4 

on this Data Report is included on each sheet. (31 each sheet is numbered and the number of sheets is'.ecorded at the top of this form.  

112188) This form 1E00037) may be obtained from the Order Dept.. ASME, 22 Law Drive, Box 2300. Fairfield. NJ 07007-2300.



FORM NPV-1 (Back - Pg. 2 of 2.220 28 
"" 2. 0 2- 

-.  

"":~~~~C rtfc "e Hol er' S1:. "to:. .. 'Z "'. " N o.

(Pressure) 'Itemperskure) 
3600 psi a o 10, 

9 Cold working pressure p" "' it I000F." 

10. Hydrostatic.test psi. Disk differential test pressure ps1 -(Shell) . " 

1.,emrks -NOTE LINE 15 PACE-i: EXCEPT MATERIAL SPEC.-SUPPLIED IS TO ASHESEC.I .: 
.- PART-A CODE EDITION 1989 ADDENDA: HONE

CERTIRCATION 'OF. DESIGN 

Design Specification certified by L.T.EZEKOYE PF. State PA USA Reg. no. 18379E 

Design Report certified by S.ISBITSK.Y P.E. StateQUE -CANADA Rneg. no. 22115 

CERTIFICATE OF COMPLIANCE 

We certify that the statementsamade i this -eport are correct and that this pump or valve conforms to the ruleo for constnuctcoio 
of the ASME Code. Section III. Division 1..  
N Certificate of Authorization No- . N2797-2 (N) Expi • 20 APR 2004 

Date 30 JAN./02 Name VELAN INC.  

IN Certificate Holder) oauthorized representa"e) 

CERTIFICATE OF INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and.  

the State or Province of- QUEBEC and employed byREGIE DU BATIHENT DU QOHEo 

of QUEREC I have inspected the pump, or valve, described in this Data Report on 
Zi(AA 0. /251O0L., and state that to the best of my knowledge and belief, the Certificate Holder has con

structed this pump, or valve, in accordance with the ASME Code, Section 111, Division 1.  

By signing this certificate, neither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

component described in this ata R ortý urthermore, neither the inspector nor his employer shall be liable in any manner for 

any personal injur or prope damage r loss of any kind arising from or connected with thiq ins!ect~qn .... -.  d_ - in t.i s R or - J P . F A C H -- :'! I , : ..  

Commissions . ........ .  
inut nit ns.,tr -' ;state or prov- and nio.1

11) For manually operated valves only. "
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FORM I4ADM-080O.F02 REV 0

Form No. 1439 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

. 1. Owner F.E.NO.C. Date 05/01/2002

76 South Main Street - Akron, OH 44308 
(AoR.ss5

2. Plant Beaver Valley Power Station

Sheet 1 of 2

Unit No. 2

Shippingport, PA 15077' 

3. Work Performed By FENOC-Maintenance 

Shippinqnort-,PA 15077

Type Code Symbol Stamp

Authorization No.  

Expiration Date

4. Identification of System Reactor Coolant (Class 1)

5. (a): Appiic6e Consiniction Code Sectioni 111 19 77 Ed!io,: ._•Addenda, CN/Aode Case 

(b). Applcable Edition of Section XI Utflized for Repairs or Replacements '1989 

"6. Identification of Components Repaired or Replaced and Replacements Components 

.Repuie, AS 
RepU-Lac CO&e 

Numof NHira of ma". : ue NadoaI Bovod Oder Yewr -or Stmwd 
CoejoR- Mmufmeba.er Sedi No. No. Ideafficadon Buk R ..a.enu (YES or 

NO) 

Power Relief Garrett P422 N/A .2RCS-PCV455D 1983 Repaired Yes 
Valve Pneumatic...  

Plug Crosby-Valve N96012-65-0124 N/A N/A 1999 Replaced Yes 

Plug Crosby Valve N96012-67-0130 N/A HIt #33005 2000 Replace- Yes 

7. Description of Work Replaced valve plug.

8. Tests Conducted: Hydrostatic 0l Pneumatic [] Nominal Operating Pressure M

Other I] Pressure _ psi Test Temp.

W.0. #01-005097-000 
REPAIM ORGAMZATON P.O. NO, JOB NO- ETC.

WA:

N/A

RTL #A4.414-A -



DTl If A AAIA -A

FORM IWADM-0801.02 REVO 

FORM NIS-2 (Back) 

9. Remarks Code Data Reports attached. Previous NIS-2 Data Reprt Nos: 1196, 1044. 81; 554 .362, 

221. and 089.  

CERTIFICATE OF COMPLIANCE 
• por are; corec and. ths-. 11p cnom 

We certify that the statements made in the report are correct and this Replacement conforms 

to the rutet of the ASME Code Section XR. -.. or Rep2acemen 

Type Code. Symbol Stamp per Y.-ADM-0801'*ASME Section XI Reoair/Replacement and RepaidAlteration Pro ram" 

Certficate of Authorization No. N/A Expiration Date N/A 

Signed Date May 1 .20 02 

CERTIFICATE OF INSERVICE INSPECTION 

I, the tindersigned, holding a Valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pensylfar and employed by Factory Mutual Insurance Co. of 

- Johnston. RI hain oIcted the components deycribeki the 

Owner's Report during the period toa 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owners Report in accordance with the equirements of the ASME Code, Section XA.  

By signing this certificate neitherthe inspector.nor his employer makes any warranty, expressed or implied. concering the 

examinations .and corrective measures described in this Owner's Report Furthermore, neither the inspector nor his employer 

shall be liable.in any manner for any personal Unjury or property damage or a loss of any kind arising from or connected with 

this inspection.  

kapectoes swgra- NreNona somr. St" f . wkd Erdomweft 

Date /d 20 d2-



-. Q.C.-392 

Sheet I -of 2

FORM N-2 CERTMnfCA¶X Hi)LDERS! DATA -RPORT FOR IDEN7ICAL 
NUCLEAR PARTS AND APPURTENANCES* 

As. reauired by the Provisions of theASME Code. S6ciol Division 1- Not to Exceed One Dav's Production
.1. Mamdfactd and certified by 

2. Manufactured for

3. Location of Installation

Andersion Greenood• , • y3Kdrick St., Wrentham, MA 02093
(Name and Address of N Certificate Holder) 

DUQUESENE LIGHT COMPANY 
(Name and Addrs of Purdmser or Owner) 

BEAVER VALLEY POWER STATION
(Name and Address) 

4. Type DS-C-679"0-13 REVG SA479 TYPE 316 -75,000- . -- 2000 
(drawing no.) (mat'. spec. no.) (tensile strength) (CR1) (year built) 

5. ASME Code, Section III, Division 1: 1977 SUMMER 1979 . • --::
.. (edition) (Addidadati) (class) (Code Case No.) 

6. Fabricated in accordance with Const. Spec. (Div. 2 only) -_______.__ ::Revision - Date 
(no.)

7. Remarks

8.Nom. thickness(m.) - Min. design dckness(in) __ Dia.ID(r&in.)_-_Le gthoverall(ft&iii)._
9. When appicable, Certificate, polders data reports are a4ttace for eac item f this report.

Part or A*" teuance 
Serial Number-

7(1) N96012-ý65.12Y 
°4).- N96012:67-0129 

") N96012-67-0130 

(5)" 

(6) 

(8)

-4 
*1

National 
Board No.  

in Numerical Order

19Y (10) .. .. .  
111) 

(12) 
(13) 
(14) 
(15) 
(16) 
(17) 
(18).  
(19) 
(20) 
(21) 
(22) 
(23)
(24 
(25

) 
)

Part or Appurtenance 
Serial Number

(20 
(27) 

(29) 
(3O3 
(31 
(3Z 
(33 
(34 
(353 
(36 
(37 
(38 
(39 
(40 
(41 
(42 
(43 
(44 
(45 
(46 
(47 
"(48 
(49 
(5C

4 . .* . o 

National 
Board No.  

in Nl iic Order"

)

) 
) 

,) 

) 
)) 
)) 
) 
,) 
)) 
t) 
,) 

r)

P) 

I)

"esign pressure - psi. Temp. - 0 F Hydro. test pressure 6125 at temp- 70 F 

(when applicable) 
Suoeplemintal infonnaion in the form of fists, sketches, ot drawings may be used provided (1) size is 9-1/2 x 11. (2) infomvatioa in icms 2 and 3 on this Data Report 

i included on each toe•t. (3) each shee is ournbered and the munber of dse is recorded at die top of dais fom.  

This foam CE00040) may be obained from tde Order Dept. ASME. 22 Law Drive, Box 2300, Fairfield. NJ 0001-2300



MPPrOB-2ffl 88: 50 

Form N'-2 (Back)

CRjStHY FMI III

Cxrftficate Holders Serial No. H9612-65-025

Z~t .)O'4 Ir C- I. C.

Q.C.-392 
Shiee 2 of 2

-P.E. state 

P.R_ Staft

CIFQMICQATE OfDFIi

Design specificatuons certified by LIEEZKV
(when -piabe

Design report4 certdfied by
Reg- no.I"

(When appicabl)

-CERTIFCATIE OF CMLIANCE

We ceiufy that the swatemensmade in this report ame correct andfn dda hs (these) 
conforms to die rules of cosrcinof the ASUM C-.od, Section I11. Divisrion 1.

NPT CertificAte. of Anthorizai~on -No.  

]Dare 2S4i Sig ned

(Authorized brrspeo)

Wreniham, MA by __ 

(NPT Certificate Holder)

I

.CERMi-iLITE OFV iPECITON

IL the underigned, -holding a valid commission issned by the Naional Board of Boiler and Ptessure Vem!e Inspecors and 
the'State or Province of Massactniseng and enmployed by .FaCtory Munuia InsufA=.eCO_ 
Of Johnstinn Rhodre Island have its pec e item deci-e in dj s fljMf Report on 

1620.4L) wiad state diat to the best of my knowledge and belief., The Cerdiict golde" 
has fabricathedie parts or Wutnt=in acordance with die ASME Code, Section III. DivsIou 1. Lich pan listedha 
been authorized. for stamping on the date shownt above-.  
BY signing this certificate neither the. Inpector nor his employer makes any warranty., epxpred or implied. COceng 
the equipmen deswcrbd -in this Data ReporL Purthennore, neither the hinsector nor Uis emplyer shall be. liable in an~y 
HIaM=e for Wny peronal ii4ry or property'damag or tosn of any kind aris-ng from or connected with this inspectio.

VOL IU

Signed ii~Comissions A L fi fu 
(Mal. B,& (lad. vadorseamuis) and slbor prwv_ ad wn.)



FORM W-ADM-0SOI.F02 REV 0

Form No. 1441 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner DateF.E.N.O.C.  
QWAU0

76 South Main Street - Akron, OH 44308 
(ADOnESS)

Beaver Valley Power Station 
(NM•E)

Sheet 1 of 2.

Unit No. 2

Shippinpoort, PA 15077 
(ADDRESS) 

3. Work Performed By FENOG-Maintenance 

Shippinaport, PA 15077.  
(ADORESS)

W.O. #01-005149-000 
REPAIR ORGANIZAT)0N P.O. NW.. JO"NO. ETC.  

Type Code Symbol Stamp . A NA-.

Authorization No..  

Expiration Date

. .N/A.

4. Identification of System 

5. (a) Applicable Constructim Code

Reactor Coolant (Class 1)

SectionI 19 Edtion S Addena. -- N/A code•Case

(b) Applicable izotion of Sectionl uM uUizeu for Repalt or nolactpimbtst 198q

6. Identification of Components Repaired'or Replaced and Replacements Components 

Serepa ASME 
Rqaeced. Code 

Nameof Name oa Mau...e: NadiW. Board. otr Year : eor St. - d 

C W e Manufamcm Sled No. No. " mikatio, Bel Replac (YEs or 
' " .- • . . . " " ! . ... • NO ) 

Power Relief Garrett P-1 19 N/A .2RCS-PCV456 1983 Repaired Yes 
Valve Pneumatic 

Plug Crosby Valve N96012-65-0126 N/A Ht #Y2686-5E 1999 Replaced Yes 

Plug Crosby Valve N496012-65-0125 N/A Ht #33005 2000 Replace- Yes 

Stud Nova Machine N/A N/A Ht #E382 2002* Replace- No 
meat.  

7. Description of Work Replaced valve plug and two bonnet studs.

8. Tests Conducted: Hydrostatic El Pneumatic D] Nominal Operating Pressure 0

Other DI Pressure _ psi Test Temp.

2. Plant

RTL # A4.414-A



FORM NIS-2 (Back) 

9. Remarks Code Data Reports attached. Previous NIS-2 Data Report-Nos: 1195.1042 539,360, 

and 090. *Year installed. 

CERTIFICATE OF COMPUANCE

We certify that the statements made in the report-are correct andthis.. Replacement conforms 

to the rules of the ASME Code Section X.. or RPL --- t 

Type Code Symbol Stamp nor %-ADM-0801 'ASME'Section XI Recair/Reolacement and Repair/Alteralion -Pro-ara-Af

Certificate of Authorization No. WA -Expiration Date 

Signed - : "o*oJsr. Date

WA 

Mavi , 20 02

Dat.e

"&"•RT1FICATEr OF INSERVICE iNSPEC'O:-: 

I, the undersigned, holding a valid commission issued by the NationalBoard of Boller and Pressure Vessel Inspectors 

and theState or Province of Pennsylvania- and employed by Factory Mutual Insurance Co. Of.  

Johnston, RI. hayn inypected the components d in the 

Owner's Report during the period /4/ to - tLo2. and state that to the 

best of my knowledge and belief, the Owner has performed examinations-and taken corrective measures described in this 

Owner's Report in accordance wit the requirements of the ASME Code, Section XI.  

By signing this certificate .neiher-the Inspector nor his employer makes any warranty,.express or implied, concerning the 

examinations and corrective measures described in this Owner's Report.: Furthennore, neither Veinspector nor his employer 

shall be liable in any manner for any pesonal iniury or propety diamage or a loss of any kind arising from or connected With 

thlis inspection-

Commissions Af67d-& Y (ýT)M~2/1d2
kispeclo.s 5igiatu

FORM WADM-080 I.Xo2 RE o RTL # A4.414-A

,-20 ! 2•..



Q.C.-392 
Seet l of 2

FORM N-2 CERTFlKCAg.E 6HLDEIRS, DATA REPORT FOR IDENTICAL 
NUCLFAR PARTS AND APPURTErANCES* 

As reuired by the Provisions of the ASME Code, Section M Division 1 - Not to Exceed One Day's P.odz.,tio-
1. Manufactured and certified by

2. Manufactured for 

3. Location of Installation

A .n o rJee ood C. 43jS, wrag., MA 02093
(Name and Address of N Certificate Holder) 

DUQUESENE uLGHT COMPANY
(Name and Addres. of Purhaser or Owner) 

BEAVER VALLEY POWER STATION

4. Type DS-C-67970:13 REVG SA479 TYPE 316 75,000. . -- _2000 

(drawing no.) (mat'a. spec. no.) (tensile strengthl) (CRN) (year built) 
5. ASME Code, Section HI, Division 1: 1977 SUMMER 1979 " 

(edition) (addenda datej (class) (Code Case No.) 
6. Fairicated in accordance with Const. Spec. (Div. 2 only) - .. Revision - Date 

(no.)
7. Remarks

8. Nom. thickness (n.) - Min. design thickness (in.) - Dia_ ID (ft &.in.) Length overall (ft&ii)_-_ 
9When applicable, Certificate. folder"' data reports are attached for each item fdthisreport.

S Part or Anx-urtnce National 
SerialN r . Board No.  

in. Numerical Order 
(1) N9601D265-G125_ 

SN96012-67-0129 " 
"-0•) N96012-67-013*0 

(4) 
(5) 
(6) _ _ _ _ _ _ _ __ 

* (10`) =,: . . . " _ .;.._ ...  (11) 

(12) . . . ... _.. .  (13) .. .__ .. . .: :.___..____ _.  
(14) _ _-_- _ _ • 

(16) 
(17) 

(19) 
(20) _ _ _ 

(21) ________ 

(22) _-_..._- 

(23) . . ...... .  
(24) 
(25)

Par or Appurtenance 
Serial Number 

(26) 
(27) 
(28) 
(29) 

(30)..  

(32)_ 
(33).  
(34) 
(35) 
(36) 
(37) 
(38)
(39). .  
(40) 
(41) 
(42) 
(43) 
(44) 
(45) 
(46) 
(47) 
(48) 
(49) 
(50)

' National 
Board No.  

i .fik.Nu O,.er 

.; .

1, . sign pressure - psi. Temp. - 0 F Hydro. test pressure 6125 at temp. 70 

(when applicable) 
*uppinentual information in dhe form of lists. sketcdes. of drawings may be usd Pmvid0d (i) size is S-M li. (2) infom iin item 2 aM 3 on this Data Reqpt 

is ikwnluded on each seet. (3) each sheet is anmnbeood and the owmber of ms is recotrded at dke op of das fian.  

TWis fo-m (E00040) may be aobained from the Order Dep. ASME. 22 Law Drive. Box 2300. Fairfierld M 01D00"-2300

4

T



Wflii88-33B0 06:50 

Form N-2 (Back)

CRUSBYr I-Ml Li-

.Q.-C-392 
- Slzct 2of 1 

-Certificaft 1fokes Seria No. 096612-6"-125

cJ�krIncATE OF DFSIGN

Design specifications certified by

Design report* certified by

L IKE EZEKOYE 
(when a~lirable)

P.R_ State PA .. Res- no. 1837-E

P.E.*State 
(when wHcable)

Reg. no-.____

CERTIFCATE OF COMPLIANCE 

We caftl dWa the statemewnusmde in this rep=r arc correct. and (hat Odis (thee) P 
confoJrmS to dhe rules Of COiUstzution of die ASME .Codc, SectiozzI, Division I

MP Cclrtiflcarw of AnoiztnN. N-1877 Expies Sep. 30, 00 
-Andersonlareenrwood Croftb~ 

Date Signed Wýranflwn A m by 
(NPT Ciertificate Holde) (Authorized

CER M-ICA TE OF INSECTION

Ithe undersignd, hodijig a valid'commnission iwsuod by the. National Board of Boiler and pre~ssur Vesel - nspector and 
he StateorfPtovnce of Maittseirg and ezployed by ]Pacrcw UMIMis imsuanft Ca

Of Jhniqrnui Jhodc IýIa~nd -have inspected thes items. described itthis Data Report on 
20 w ad state that to the best of my knowledge and belief. bhe Certificate Hjolde 

-has fabricated appe parts o int accordance with the ASMIE Code, Section Ill.Division 1. Each part. rasted has 
been authorized for samping on dwe date showiu above.  
By signin this cerui~cate. neidiezuhe [nspeto nor his euupl~ycr makes say warranty, expres . e.d ora implied . .concerng 
tie ecptipmeut described in this Daa Report. lFwhenxmmc, neither. dhe k-nVspector -nor his employer shall be. liable. inan 
manne for any persorial Injury or p erydamage or loss of any kind arisig frlom or conected with this insecti-on.

Date20 

Signed7A2
(Authorized Insector) WNaI. Dd. (inci vndorsement) and taeor prov.. and no.)

0



FORM %-ADM-080 .F02 REV 0

Form No. 1443 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  
(Nt AE) 

76 South Main. Street - Akron, OH 44308
MO(AOESS) 

Beaver Valley Power Station
(ioo

(ADORESS) 

3. Work Performed By FENCO'Maintenance 

ShipOingport PA 15077 
(ADDRESS)

Date 02/1 02 

Sheet 1 of 2

Unit No. 2

WO#01-007431-000 
REPAIR ORGANIZATION P.O. NO.. JOB NO, ETC.  

Type Code Symbol Stamp Not Aprpcable 

Authorization No. NIA 

Expiration Date

4. Identification of System Service Water (Class 3) 

5. (a) Applicable Construction Code Section III 19 74 Edition,-.. S74 Addenda. -NA * 

(b) Applicable Edition of Section Xl Utilized.for Repairs.or Replacements 1989 

6. Identification of Components Repaired -or Replaced and Replacements Components 

R cs&. .'"Co& MmNoeo Nam=e Or Ntiod Bo"d Ow- Yew or stC : 
Cooywt amz~axw Soda NoNo. Idiicdo iu&k Rq~cpaneme- (XE 4er 

Check. Valve .. :Mission -1B4582 N/A 2SWS-57 1976. Repair YeS.  

Plate: Mission N/A N/A N/A 2001* Replace No.  
ment 

Plate Mission. N/A N/A N/A 2001" Replace:- No
ment; 

7. Description of Work Replaced Plates with spares.

8. * Tests Conducted: Hydrostatic D] Pneumatic [1 
Other [] Pressure psi

Nominal Operating Pressure I] 
Test Temp. OF * WA

FORM W4-ADM-080I.F02 REV 0

2. Plant

RTL # A4.414-A

WTL # A4.414-A



FORM NIS-2 (Back) 

9. Remarks Disc was replaced due to teak-ly and piWina. * Year installed.  

The new Plates were purchased under PO 7070308 as ASME III Class 3.

CERTIFICATE OF COMPUANCE 

We cerWify thathe statements made in the repoit are correct and this R.. dRey en--t confm 

to the rules of the ASME Code Section Xl. Repair Or RWepiAc 

Type Code Symbol Stamp -er- %-ADM0801i"AsME Section XI Regair/Re and Repair/Alttation Proram.

Ceruiicate of Authorization No.. N/A . Exp.iration Date N/A

SigDate February20 20 02,-

CERTiFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factoiy Mutual Insurance CO. of 

Johnston, R-I. . ave impected the. components d ).ic.the 
Owner's Report during the peod a stte that t 

best of my knowledge and belief, .the Owner has performed examinations and taken corrective •easures described in this 

Owner's Report in accordance-with the. requirements of the ASME Code, Section XU 
signin . -" emp-l.o"" make •e .... " . implied. c • -:-:..L.-.

Bysgigthis certficate neither the inspector no( hisepormas any warranty, exqprese oripid ocerningth 

examiations and correctie measures deSctied. inthis• wnes Repoit Fuemore,:neitr ie "isp6.ctnor h. emply.  

shato be liable in any manner for any personal injury or property damage or a loss of any kind arising from or. connected with 

this inspection.  

6 ? ~commissions A1,6/1 750 
Depec20s s 0• ..... " 'oafd , Nr4 Ende r* " 

Date 2
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RTL #A4.414-A

Form No.  

FoRM NIS-2 o E REPOR FOR REPAmS OR REPLA•EmENS 
As Requtred by the Provislons of the ASME Code Sect6on Xl

1444

Date- 3-22-01

• 78 South Main Street-Akron,OH 44308 
(Address) 

2. Plant Bleaver Valley Power Station (Name) 

Shipplimort PA 15077 

(Address) 

3. Work Pedormed By BVS-Constniction 
(Nan6) 

Sppopbngport, PA 15077 
(Address)

Sheet I of. 2 

UnitNo. - .  

DCP-2419 Phase 1 & Phase 2 (2R09 Scope)

Repair Organization P.O. No., Job No., etc.

Type Code Symbol Stamp

Authoization No.  

Ep*afion Date

N/A

N/A 

N/A

4. Identfication of System Service Water (Class 3)

5.- (a) Applicable Construction Code ASME 111 19 71 Edition 

(b)- Applicable Edition of Section X) Utilized for Repairs or Replacements

Winter 
72 

19

Addenda, N-416-1 Code Case

89

6. Identification of Components Repaired or Replaced and Replacement Components 

ASME Code 

Name of Name of Manufacturer- National Other Identification Repaired, Replaced. Stamped 

Component Manufacturer Sedal No. Board No. Year or Replacement (Yes or No).  

A WN/A NIA 2-SWS-06-187-3 2001 Reaacement Yes 

pipe N/A N/A. WAN 2-SWS-06-189-0'S .2001.-. Repi ment - Yes 
-Xe. • 

Gate Valve Waiwoth Al 103 N/A 2SWS-1230 1978 Replacement Yes 

Company -, .. _... ._.__ 

Gate Valve Walwoth. A1104 .N/A 2SWS-1231 1978 Replacement Yes 

Company _ _ _-"_.. ..

7. Description of Work Piping modification to replace existing carbon steel flanged pipe spool pieces to piping spool pieces and 
flanges made of AL6XN and stainless steel isolation valves (2SWS-1230 & 2SWS-1231). Phase 2 Scope 

includes removing from 14 x 6* Weldolet the existing elbow and piping spool and flange Witha new elbow, 

piping and flanges made of AI6XN. For lrie 2-SWS-006-187-3, this DCP also-replaces the W carbon steel 

vent line with isolation valve with W" AL6xN vent line with stainless steel isolatio valve.

8. Tests Conducted: Hydrostatic 0i

Other E0

Pneumatic 0-

Pressure

Nominal Operating Pressure 0

psi Test Temp.

NPDAP 8.5, Attach. 3, Rev. 7

I. OerW F.E.N.O.C.

ASMENiS1lof 2



9.

CERTIFICATE OF COMPLIANCE,

we catify that the statements made in the report are coned and this 
conforms to the rules of the ASME Code Section XI.

Type Code Symbol Stamp

* replacement. repai or replacement

Per ½-ADM-803 "ASME XA RepairlReplacement Program"

Certificate of Authgj~zatfion 'No. NIA 

Skne r 'uI N~~ neer
Owner or Owne's DesigneeTt•le

Expiration Date N/A

Date •- 3 •-ocfl'-

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania andemployed by Factory Mutual Insurance-Co. of 

Johnston, R.I- have ted component described in the 

Owner's Report during the period j7II,4L to29 o 9 and'state that to 

the best of my knowledge and belief, the Ow•erihas. performed examinations and taken corrective measures described in 

this Owner's Report in accordancOWith the requirements of the ASME Code, Section .  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or plied,.conceming 

the examinations and corrective measures described in this Owners RepoiL Furthermore, neither the Inspector nor his 

employer shall be liable in any manner for any personal injury or property damage or a los of any kind arising from or 

connected with this inspection.

Commissions
z T-edois inaw National Board. State, Province, and Endorsements

Date 9 Ž.

ASMENIS
NPDAP 8.5, Attach. 3, Rev. 7

This desig change removes exiting catbon steel flanged Mipng spool pieces and replaces them with piping and 

ftnqs made of AL6XN and stainless steel isolation valves (2SWS-1230 & 2SWS-1231).). Phase2 Scope Includes 

remo.. tam 14",C x6 _ Weldoet the exls*tg elbow and piping spoo and Sange with a new eibow, piping and flanges made of Ai6XN.  

For rie SWS-O6.187A. this DCP also replaces the 3" carbon steel vent line with sation val" e Wi .AL6xN vent &W wMth 

staitess steel isolation valve.

)

)
m f

2 of 2



9 a

FORM NPV-1 MAMAAC11WERS 9ATA REPORT. FOR NUCLEART.UMI 1S OR VALVES
(As Riequired by dta Provisions of the ASMVE Code, k= W1N.n 

I. himdctrdb Walworth coapny/loyco Plant, 'Linden. Nefw Jersey 003j6 -.  

2.M~AitMared lic Duidque tiqL*Vout ivy, Stone &. Webster, Agents, Boston, Mass 

~~ Reaver Valley Power Station. -Unt .2 
-kW an4 Addfteai 

4. Pump or Valve G a I 1o NOminal Ilow Size .h .Outlet Size 62L 

(a4 MOde No.. (b) Manufacawret' Icl Canadian 
Sod". NO. So"a Regisuazon idl Drawing (OUNazi (g) Year

or Type No. NO. NO. m c aaa 8maN. Suift

U 226SP A1104 D-50945 2 1124 1978 

13)ic 
"WW6r-of W-* I*-Kdsnd

7. COWd Woadn I Pressuref .2 -5L..... psi at 10OOF.
8.Preeumr Retsa"nn Pleces 

Maek NOo. ýMatedalSpsc NO. asnufactu'rer Remarks 
____ ___ ___ ___ __ ___ ___ ___ ___ Heat_4 

(a) Caadngs _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ 

Bod SA351cF8alworth/JAloyco 3517D 

__________-[a T~11~R~worth/A 16=6~ 63M!ir
Dio a^S-l 91 cr' awrh/lyo 46 

Suplements)set Ilomo OWN.. Iethe or draWng, may be used pmoIded 11)sl isiz I-a 842x r1~ 23 infonmadon Irk 
Items), 2 W an on-thisdata rapoilt Ia icued on each sheet, and (M)each sh~eet Is numbered and nujmber of sheets 

fom 0037a be tromd m the Ore w.ASME, 345 E. 47St.,New YorktiY10

S.



PcnM Mw-1 (Bck

Mart M06Spe m* o. Mafaterem tc.  

lIlSolt"n ____ ___ 
Studi iSA--193. ,-Gr BO B & &iT.  

________SA-l94,Gr8 ________ _____5_69 __ 

(dG Ote SPbO 

SKu18s P 304 C1______

9. ________pal.  Hy*�atatIetinst

- CERTlFICA11QN OF DESIGN 

SWalworth-Compan /loyco Plant.  

saamanalwals rpolmAiam fIylonm n eat-, Not requilreA 

Desgn peifiatonsoilfied by Of) Fairuk A." Gopalani 

A11* Pa. Re.N- 2L966-E 
-sUOress f .iyi bwfw by1w Not recxuired 

PESbw. flAg. Ho.__ __ 

It) - not "qeqtd. dAst name 0-* 

am th tntkrugned. holding a dal Sna~db heNtoa oard of Boler y~r~estisotr 
an the Sumasor Province of anomployed by 

of Xr~tford. ks.. have iniup od the pu mp. or valve. desaRmbd in this Data Report on 

atf -nd state that to the* best of'm'y knovledge and belief, the Man .ufacturer has con-..  
structad this punmp. otrvalve. In accodance ifth the ASdE- Code. Section UL.  

~UtI &tlflcaSneither the upecto nolhi fa e loyer miaesiaywrrny expressed or implied, concerning 
theeqlpmmadeambed in thisDat Repot. Furthemore neither the Inspector not his employer shal be liable in any 

.manner or an personal ~njuy-or propert damage or a los of any ind ardsing Iron or connected with this insp~ctlmi 

Comison .7 76 
Comisin 

rig"i ed. Stawe Prm,. and No

0

CiliRCAT OPCVOMPUIANCE 

we certif that dOe statements made In this reoo't are correct and that- this pump. or valve. Confor sthje rules o 
congjcqdtlo q1 the ASidE Code for Nudurar Power Pat ns.Section MI. Oiv- L. -"don ______ 

Aded W tek. 1972 cod Case Nao ______________ 

W.dWalwortli Coinpany/Aloyco) Plazt by Z =ý 

Our ASE Certificafteof Authodiztion No. H- 076... t s the symbol expres __"Ja

If

1-1; 7 ;,:'S -



FORM, NPV'-1 AAHUFAqTUR8MR DATA REPORT FMR NUCAR

i. Miaiwfictulred- byw alw h Ax 

zmaw~asc I. trd Ine'a ue f e Ich t 

laCo ý.. ...  

L~~ump or~VaLv aeVle-

PUMPS -OR. VALVES

4C Z-4?iewd ~ 07036 
bs celi' i e i:. Bos'ton-,-as 

it 2q

,)�. ,�

Mark NM L Material Spec. N4o.ý Ituacuer. ýea i~'

(a) 
B' 
B' 
D

Casin" :

Ody ... SA-351 C'8, paaworh7516D-,, 
onne t aA31 F Ala o yco:38 

SA2Y1 CFR ~ T1wairth/A~ y o 6 S F 

* ~ ~ 8 - ý . f .I_____________ 

.. _ ____ ____ ___V

(b) Forgings

4 lks w.
1-1.. tf T t iP

',A *).--. -I
4 I

_ NNj)
(1) For manually Coomated valves; onl4ry.  

Supplomental $11eets 'in fOrM of lists. sketches or dravin's may. tieus .ed Provided (Il size is -2xIV.2)ifrtonn 

items 1. 2 and 5 on -this data -rePort is inckuided nn each sha.and (3) each.seti ubrdan ub fsen 
is recorded at top o~f this formT.  

01PSI This form (E00037) may tn ot= .ned fromn. t4he Otdir COeos... SME-. 3 45 E. .47 St., New ..Yoritý N!.Y'. i0017

'~~{~~4o. ()Class.~tl 

(9):~~. ...... . . . . . . . .  

01rae wae,~s 
I~ulf ~ ~I~I~ qAIPISW w deso,7e 

oLvlipe-r Cressss Retinig Psc



'K FORM�W� �...................  
... .1. ...

- .. ,- . . ...  
U..

St

Material Sec~ ?4o. aluatue

SA I VJj'2L.3 DO v f. ' D .-:g , --;.
t.

SA-794,D.:Gr:8. r- B G - _______

lug SX 182T 'TP: ,,3O4~:;~
~ ~ ~ __________________ 

-4n 41r

,.-Ž� S�b�D

tfdotaits Psi

CERIFICATIONt OF DESIGN 

Waiwri Cma/Ai6ovco Plant.  

PE State: Paeg ; -_2 21966-E 
Strsaiiaftlisls Cenlfi~d b-,i it.r msrp 

11) Signawre not require&. Ustriame only...  

v. :_E2TIRCATE OF ~4" AAWPECTMO 

I.the undersigned, holding a valid comsinise yteNtoa or fBoiler and. PrsreeslIseco.  
and the Stataior Provlnceo 6f ~ A W Tri and 1ernpboyd . L flT&T CQ

-fo *aeinspected -the, pumvp. or valves, described in this Data Report on 

19 ,L.. nd tat that to the best of my lminetedge, and belief, the Manufacturer has con.  
-struCted this pump. or valve, in ac -cordnc wihhthe ASME .Code. S ection IH.  

By ignngthi cetiicae.neither the Inspectr nor his employer mkes any warranty, expressed or implied, concerning' 
the ecquipment described in this Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any 
manner for any personal injury or property damage or a ioss of any kind arising from or connected with this inspection.  

Date __ _ _ _ _ V.
Commissions

(Ma(I 8d.. Star.. Prov. and No.1
iJ

- . - CERT (ATE OF COMPLIANCE

We cetify thtthe statements made in this report are correct and that this'pump, or valve, conforms to the rules of 
.construction of -the ASME Code for Nuclear Power. Plant Components, Section Ill. Ci. OMI.. Edition- .1971.  
Aded winter 197 2 *code case No.. .1672.ae 

Si .gneol_ Walworth .company/Alov~co Plant 

Our ASME Cirtifctwe 6f Authorization No.- 12Q i...to use the~ t  stoexplres. 4-781 
JN IV)bee

/�fso.aoe1

3 Awý

U4nS_1;,,__,_.ý

,Nuts,--.

P 

.y- �



- FORM Y--ADM-0801.F02 REV 0

Form No. 1451 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS- OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  

76 South Main Street - Akron, OH 44308

2. Plant

(AvlOleSt

* Date 

Sheet 

Unit No.

04/30/2002

1 of 2 

2

4hinninnnnrt PA 1 077

(ADOFESS) 

3. Work Performed By 'FENOC-Maintenance 

Shippinpoor PA 15077.-

W.O. #01-005773-000 
REPAIR ORGANIZATION P.O. NO. J0 NO.. ETC.  

Type Code'Symbol Stamp N.A 

-Authorization No.. N/A 

Expiration Date

4. Identification of System Steam Vent (Class 2) 

5. (a) Ap•lcable Constuiution Code Section III 19-Y .E4_ liont, S.74 Addenda, - Code Case 

(b) Applicable Editon of Section XI Utlized for Repais or Replacements 1989 

6. dentification of Components Repaired or Replaced and Replacements Components 

kqkx ASME 
R&*d CO&e 

tawof Namor of Msaawfkm"r NaM tl Bowd 0dor .Y or'. Stayed 
cooo Mmufac S No. No. Ideaffcion BU& frdaom (YMS or 

,] . . . . .. : .. .. . .. . NO) 

No•zleheck Enertech 10331 N/A. 2SVS-82 .1995 Repaired Yes 
Valve 

Stud Nova Machine N/A N/A N/A 2002* Replace- No 
ineat 

Nut Nova Machine, N/A . N/A th #8990206- 2001. Replace- No 
HDF 

7. Description of Work Replaced valve inlet/outlet studs and nuts.

8. *Tests Conducted: Hydrostatic [l Pneumatic [] 
Other [] Pressure psi

Nominal Operating Pressure [] 
Test Temp. OF *N/A

Beaver Vallev Power Stark

RTL # A4..414-A



FORM NIS-2 (Back) 

9. Remarks Code Date Report attached. Previous NIS-2 Data Rep0ort Nos: 1155, 785, 555, 364, 224, 

083. Valve was removed and reinstalled for periodic inspection. *year installed.  

CERTIFICATE OF COMPLIANCE

We certify that the statements made in the report are correct and tids 
to the ades of the ASME Code Section XI.

conforms
Rep& r ~ Reptaceenta

Type Code Symbol Stamp per i-ADM-M801 ASME'Section XI Repair/Replacement and ReairdAlteration Prowram"

Certificate of Authorization No. WA 

Signed S e

Expiration Date

i Date
I

L/

MIA

May 7 20 02__

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by FactoyW Mutual Insurance Co. of 

Johnston, R.I. havejnspecjed the components do in thee 

Owne's Report f heperod 911710.1 to "//d/O 2- ,and statethatto t* 

best of my knowledge and-belief, the Owner has performed examinations and taken corrective measures. described in this 

owners Report in accordance•with the requirements of the ASME Code, Section )a.  

By signing this certificate neh fth inspector nor his employer makes any . anty. expressed or impli.ed, conceng the 

"examinations and corrective measures descri)ed in this Owner's ReportL Furdenore, neither the Inspector nor his employer 

shaDl be liable in any nannerfor anypersonal injury or property damage or a loss of any kind arising from or connected with 

this inspection.

. omiassxionsMS7&'. 6at X Pdq2Jmi 
: af*ni SminS State. PwwiM e. a End-T-ftS

20 __Date

RTL # A4.414-AFORM WzADM--0801.R)2 REV 0

Owner of Ov, m•'s Designee, ime



FORM NPV- 1 CERTIFICATE HOLDERS' DATA REPORT FOR NjCLEAR PUMPS OR VALVES* 
As Required by the Provisions of the ASME Code* Section III. Division 1 

Pg. I of 2 

1 Mantifacted O od •odb ENERTECH- 2950 Birch Street, Brea, CA 92621 
DUQUESNE LIGHT COMPANY o4Ceticat -- 4de 

2. Manufacturede( P.O Box 34U. Rt 168-. Shippi-ngnrt PA 15077 
DUQUESNE LIGHT COMPANY -,a ad •ddres of Beaver Valley Station 

3. Location of installation PP-8ox 4 Shiopingpport. PA 15077 
ORV-Z Nozzle (namean ,ado.ss.  

4. Model No.. Series No.. or Tyej. Check orawing P097451 Rev. A CRN No-re 

S. ASME Code. Section wn. Oivision 1: 1974 Summer '174 2 . N/A 
te�~tfonl faddena datre "ciassi $CoIde C4se -o 

6. P.o .. ,W .Va 1 ve Nominal inlet ize 6" Outet size 6" 
ir.i SA-479 fi.j 

7. Material: eddy SA-105 Bonnet N/A Disk" Type 316 Bolting N/A

lb) 1c) 1dl 
Nat'l Body ... ino 

Board Serial Serial 
No. No. No.  

None ICC-002 None 
None. ICC--O0177. None 

-None ICC- -0U3 None 

- .. ..  

.. ~~ . .. . . - . 7.- n..  

• . : :: -y . .- : .-- .. . .. !. •.,•:•-7 t , 

.:.- ...- .-.., _.:... :..:. •.••'•,..• .. : -.. ::. 7w•;. . - .. ... "-.

(ei 

Disk 

Soviet 

GYW-N-017 
GYI-N-016 
GY ,,""W•. -N- .",

Mw "u~t sur ii~ctddo ah teg 431 e tamhsecanmbee and fthe numbwrof s X ft. 12 n-iantm io.  
aeuid,ee~orded at the too of We fov

This torm M6000.371 may be outamned from the order oeeg.. ASMIE. 22 Law Oaime Sox 230 AarilN 70 C--

(1.  '-7

(a) 
cert.  

Holder's 
.. .. Serial No;

10330 
103-31

112/881



FORM IPV-1 (3Sack -;-Pg. 2 of L2 
Cerwfiateoses~eiaaol~ 3 0thru !1333

a. Design condjitions 1100 Oi 560 - av as 600 
(oeFue cw vlve resurerlas 

9 . Cold working Pressure 1480 as - sat 100.1:

10. Hydrostatic tint 2225 Psi. Desk differential test pressure 1480 
354

11. Remarkis: sy

cERTMFCATION OF DESIGN 

* esg~pccaiocrtfedy Francis W. Gardner P..Sa.PA ~ gp036614-E 
IOslsig.Reooscrtifiedbv-_Ira Jay Silverman P.tae CA- _____

We ceartify thatthe statements made in-this reporttahe corriect and thait this pump or Valve conforms to the rulesfo construction 
ofýý th4SAE Code. Section-II. Division 1.  

NCsrtificateoto Authorization Nozz. E-82OMi~ 10/ 26196 
Oat. Meme ~Enertech - ____________ 

(N4 Certsficat Home"t &jdu~rud ftoeSenteove

tT

CERTMIACAT O*#1MTIf 

4. the Aindersigned. Iholding. a --va"l eomuWerAsuedeiv Wtml the Ntiona 4or of' Boier and Pressurea Vqss" Inspectors and 
A State or. CroAns: fariai - -. -o by 

Stae o Cal fralaaor valv. described in hl Oats Re"port on 
•~ A /4; / ~ 9 -adstate thai toh thebest of my knowed"eadbl te CrtIcs 41!dr-hagcon

Mtuctetdthws pump. ow valver. in accordance* with the ASME Code. Section iii. Divsio 1 

AV signing this Mumsew. wie -va the knspector nor his empoyrý*s macsnyý warranty. *xpes or kniopid. epocKrning tne 
component descrrdibed i *gOt eMp4ortFurtheutor nihrteInspector nor his~e" emplo ellha be liable in any manne for 
any personal -uvuuy or property damsegeor a oI *" 'any'kind arn'" from or connected with this inspection.  

Oate. Signed -~t coao.s 119 1.  
77"jmnq n tt rprw fdn

-(1) For Tmanualy operated -fatve* only

t

-j



FORM WADM-080I.F02 REV 0 RTL # A4.414-A 

Form No. 1455 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  

"76 ,outh Main Street - Akron, OH 44308 
(ADORESS) 

2. Plant Beaver Valley Power Station 

Shippinaoort, PA 15077 
(AODflEMS 

3. Work Performed By -FENOC-Mai tenance 

Ship inqport, PA 15077 
(AfORESS)

Date 05/02/2002

Sheet 1 of 3

Unit No. 2

W.O. #01 -008022-000 
REPAR ORGANIZATMON P.O. NO. JOB NO. ETC 

Type Code Symbol Stamp N/A 

Authorization No. N/A 

Expiration Date U

4. Identification of System Service Water (Class 3) 

5. (a) Applicable Construction Code Sectionill 19 Editlofl. 74-Addenda, !S'74Code0Case 

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components

Of Na -m or Ma. atwer National Board Oder Ym . or S. Ved 

poeemt mamacturer SeralN No No. Idetifcation Buil Rqe- (YES. or 

k Valve Mission B4581 N/A 2SWS-58 1976 Repaired. Yes

Crane Nuclear D0296 NWA Ht#01194 2001
Replaceý: 
S- moot

I. I I A I I t
Crane Nuclear 

Nova Machine 

Nova Machine

D0297 N/A Ht #01194 2001

I ______________ I I * t

NIA N/A Ht #9465 1-DZT 1997

Rep-ace
ment,

Replace
ment

j. I F -t 1

N/A N/A N/A
2002* Replace

Sment

.1 1 ________ _____

Yes

Yes

No

No

7. Description of Work Re~laced valve plates and flange studs, nuts.  

8. *Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure [l 

Other [I Pressure _ psi Test Temp. _ 
0F *N/A

Na 

Checi 

PIlate

Plate 

Stud 

Nut



RTL $A4.414-A
FORM V½-ADM-080I.F02 REV 0

FORM NIS-2 (Back) 

9. Remarks Code Data Reports attached.! *ear installed.

CERTIFICATE OF COMPUANCE

Wecertify that the statements made in the report are correct and this 
to the rules of the ASME Code Section Xi.

,Renpacement 
Repot or Reoacmd

Type Code Symbol'StamP per Y2-ADM-O80I ASME Section Xl Repair/Replacement andRepair/Alteration Proqram"

Certificate of Authorization No. N/A 

Sind -9{~f

.V

Expiration Date

ad A; Date

conforms

NWA

May8 20 02

CERTIFICATE OF INSERVICE INSPEC0TION 

I, the undersigned, holding a valid commission issued by the National Board of Boger and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston. R.I. haye i9 pected the componentspdescybed in the 

Owner's Report during the period M111-61L 1 ... to 4L/W10 2, , and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code, Section XI.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the.  

examinations and corrective measures described in this Owner's Report. Furthermore, neither the.inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection.

Natil6 75ar0 1lt.Prlc.an no~net
nspectors Signature

.•20 02-Date Id
'A,

o-..oVMWSrk-ký Trd

Natiota Boarcd. State. r~l' ftwme &WE--4



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL 
NUCLEAR PARTSAND APPURTENANCES* 

As Required by the Provisions of the ASME Code, Section III 
Not to Exceed One Day's Production

1.  

2.

Manufactured and cetified by CRANE Nuclear. Inc.. 860 Remirgon Boulevard, Bout 
(namee and address o NPT Certicate Holder) 

Manufactured for First Energy Corporation, PO Box 345. Shippingport PA 15077 
(name and address of purchaser)

ngbrook, IL 60440

3. Location of installation Beaver Valley Power Station, Route 168. P0. BOX 4. Shippingport. PA 15077 
(name and address) 

4. Type CB02727, Rev. A SA216 Gr. WCB 70 KSI (MM.) N/A 2001 
(drawing no-) (mart. spec. no-) (tensie sheMge) (C.N) (year buit) 

5. ASME Code. Section 11, Division 1: 1974 Summer 1974 3 MIA 
(edition) (addenda4ate) (dass) (Code Case no.) 

6. Fabdcate•d in accordance with Const Spec. (Div. 2 only) . NA Revision NIA Date NWA 
(no•) 

7. Remarks: PO No. 7066753. 1. Item I SO No. 13321-01 30" Plate, PIN 12418-EO43 

For a 30' Model K15*SEF-X04. 150#, DUO-Check Valve. Assembly Drawing No. 19285. Sht 6 7 No Hydro performed

Material supplier PRL Industries. Inc.. Ht No. 01194. PRL SINfs: P387, P388

Noar. thickness (in.) 1.25 Min. design thickness (in.) 1.14 Dia. ID (ft & in.) " 14.25' R 

When applicable. Certificate Holders' Data Reports are attached for each item of this report

pact or Appurtenance 

Serial Number 

D0296'

National 
Board No.  

In Numerical Order 

NIA
00297 N/A

Length overall (ft. &-in.) 24.312*

Part or Appurtenance National 
Serial Number" Board No.  

In Numerical Ordeir 

(26) .
(27) 
(28) ..... ..  
(29) 
(30) 
(31) 
(32) 
(33) 
(34) 
(35) 

(36) 
(37) 
(38) 
(39) 
(40) 
(41) 
(42) 
(43) 
(44) (45) 
(46) 

(47) 
(48) 

(49)" 

(50)

10. Design pressure ANSI 150 psi. Temp. ANSI 150 °F. Hydro. test pressure *"_ at temp. IF.  

S Jpgem entatiomation in the fatom o lists. sketches. or awvings may be used provided (1) size Ls 8 X x 11. (2) information in items 2 and 3 on this Oata Report is induded on each 

weet: (3) ead= sheet is numbered and the umberaT of sheets is recorded at the top of this form.  

This form (EO0040) may be obtained frbm the Order Oept_ ASME. 22 Law Orme. 8ox 2300. Fairfeld. NJ 07007-2300.

Pg. 1 of 2

8.  

9.

(1) 

(2) 
(3) 
(4) 
(5) 
(6) 
(7) 
(8) 
(9) 

(10) 

(11) 
(12) 
(13) 

:(14) 
(15) 
(16) 
(17) 
(18) 
(19) 

(20) 
(21) 
(22) 
(23) 
(24) 
(25)

I



FORM N-2 (Back) - Pg. 2 of 2 

Certificate Holdes Serial Nos. 00296 "Trough D0297 

CERTIFICATION OF DESIGN 

Design specifications certified by Walter Joseph Parker; Jr. P.E. State PA Reg. No. 29003-E 
(-wh ap ) -;j 

Design report certified by N/A P.E. State NIA Reg. No. N/A.  
(-,a-,k. •..).  

CERTIFICATE OF COMPUANCE 

We certify that the statements made in this report are correct and that this (these) Plate - P/N 12418-EO-43 
conforms to the rules of construction of the ASME Code. Section III. Division 1.  

NPT Certificate of Authorization No. N-2900 Expires September24. 2002 

Date 09/29101 NMme CRANE Nuclear. Inc: Signed 4A 
(NPT CertcatM Hokld. (Autwdzed Repreatativ-) 

-- .:- .. Garrett Petrcioich 
S.Oua*tyAssaraianw~e 

CERTIFICATE OF. INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State .or 

Province of Illinois and employed by Factory Mutual Insutrance Company 

Johnston, RI have inspected these.items described in this Data Report onr- 09/29101 * and state that to the 

of my knowledge and belief, the Certificate Holder has fabricated these parts or appurtenances in accordance with the ASME Code' 

Section Ill. Division 1. Each part listed has been authorized for stamping on the date shown above.  

By signing this certificate, neither the inspector nor his employer makes any warranty, expressed or implied, concerning the equipment 

described in this Data Report. Furthermore, neither the inspector nor his employer shall be liable in any manner for any. personal injury 

or property damage or loss of any kind arising from or connected with this inspection.  

"Date -09/29/01 Signed Commissions Illinois 1077 
(Natl. 8d. tin d miorsernents) and state ar piow. and no.) 

. JaesBh."V• :
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"FORM V%-ADM-0801.F02 REV 0

Form No. 1469 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

1. Owner F.EN.O.C.  
7 uAME

76 South Main Street- Akron. OH 44308

Date 03/01/02 

Sheet .1 of .2 -

SBeaver Valley Power Station

Shippinoport PA 15077 
(ADMRSS) 

3. Work Performed By FENCO'Maintenanc e 

Shippingport PA. 15077 
- •ES .

WO# 00-030954-000 
REPAIR ORGAMZATION P.O. "O. JOB1NO ETC 

-Type. Code Symbol'Stamp Not Applicble-

Authorization No. WA -

Expiration'Date.*______________•_ _

4. Identification of System Reactor.Coolant (Glass 1) .  

5. (a) ApplrcableConstruction.Code ASME Sect I1l 19 71 Edition, S73 Addenda.: .1972 Code Case: 

(b) Appicable Edition of Secfi.XlUtilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements:Comronehts.......  

kephce -A .o 

Ne of Nam of MAfnihdwe Ngio" Bod Ohe Yew Or Stia.ed 
CecWoer Mzmfiwctnrer se"a No. NO. Idwfiscafon B,&. Rephoaueint (YES or 

a ___.NO) 

Valve Velan Valve 783 N/A. 2RCS-MOV556C • 1979 Repaired. Yes.  

Disc Velan Valve N/A 1986 Replace .- N 
.ment.  

7. Description of Work Replace valve Disc .ith spare.

8.* Tests Conducted: Hydrostatic EL Pneumatic I
Other [] Pressure . psi

Nominal Operating Pressure 0dg 
Test Temp. - OF * N/A

2. Plant Unit•No. 2

RTL # A4.414-A'



RTL # A4.414-AFORM Vz-ADM-080I-F02 REV 0

FORM NIS-2O (ack)

9. Remarks .Code Data Reports Attached..  

__ .• ^ -; rt .. mno*-IL~ri- 4k* la91 1HT• 1171 ne5 bNt 1l92 HT;• 111

CERWiICATE'OF COMPLIANCE

We certify that the-statements made in the report are correct and this " 
to.the-rules of the ASME Code Section XI-.

• conforms;
Repair Or Rep;aceme"

Type Code Symbd Stamp. Per 3'ADM-0801 ASME S ction XI RepairlReolacement and glepairlAiteration Promram"f.

Cerffcate ofAuthorization No. WA m xpiraion Date WA - -

20_ =

Dat 6 2 o".

CERTIFICATE OF INSERVICE INSPECTION

It undersigned, holding a valid commission issued by the NaWnal Board of Boiler and Pressure Vessel Inspectors 

'ad the State or Province of Pennsylvania • and employed by Factory Mutual Insurance Co. of 
"Johnston. RI. .have cnspetents~e ..cbpo in the 

Ownes Report during the period' 1612L.I 0f~.to S/ fO .1 0 and state that to the 

best of my knowledge and beief,t-he Owner has perform examinatns a taken corrective mneasures decibed in ths 

:v ners Report in accordance with the.requirements of theASME Code. Section Xl..  

By signing this-cerificate neither the inspector nor his employer makes any warranty, expressed or implid,.conce•ning the 
"examinations and corrective measures described in this Owner's Report Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

turns inspection.

Commissions________________
Inspecor's Signature

---_!•tI : U1 Ulu• ]ILAU•n I. " U lY tgl wu lý- •cl~ ,y an 'la- l . g.v .. • .. . .. .  

." M 1A1 f-. 117 or ,.# 142 HT 3

Sim Date - , 16 ý-ý

S20.2. k-4,-zj

"-" .- wner m V[='•=O Title• •'

Na" Boarc, state, Provie and Enoorsa"er

Date
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FORM V.-ADM-0801.F02 REV 0

Form No. 1471 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

1. Owner F.E.N.O.C.  
7 hai e 

7,6 South Main Street - Akron. OH 44308

2. Plant

(ADO•ESS 

Beaver Valley Power Station

Date 05/02/2002

Sheet . 1 of 3

Unit No. 2
PNAME) 

Shippinuport, PA 15077 

3. Work Performed By FENOC-Maintenance 

Shippingpaort, PA 15077 
CAF-RIESS)

W.O. 01-008736-000
RBEPAJI ORGANIZATMON P.O. NO., JOB NO.. ETC.  

Type Code Symbol Stamp N/A 

Authorization No. N/A 

Expiration Date _

4. Identification of System Service Water (Class 3) 

5. (a) Applicable Construction Code Sectionill 19 74 'Edifxin, "S;74-Addendai N:ACOdeCase 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

Repaied. ASME 
Repwacd. Code 

Namnof Nam of Manufacture Natimad Board od" Yew or Stamped 
Co-4pooeat Mafacktumr Seial No. No. Idce&Biafion Built Replaqemet (YES or 

NO) 

CheckValve Mission B4583 N/A 2SWS-59 1976 Repaired Yes 

Plate Crane Nuclear * NIA N/A 2001 Replace- Yes 
ment 

Stop Pin Crane Nuclear N/A N/A Ht #70203F 2001 Replace- No 
Retainer mert 

Hinge Pin Crane Nuclear N/A N/A Ht #70768AZ 2001 Replace- No" 
Retainer .nnu

7. Description of Work Replaced plates, stop pin retainer and hinge pin retainer.

8. Tests Conducted: Hydrostatic [] Pneumatic [I Nominal Operating Pressure 0 
Other [] Pressure psi Test Temp. OF

RTL # A4.414-A



RTIL# A4.414-AFORM ½z-ADM-0801.F02 REV 0

FORM NIS-2 (Back) 

9. Remarks Code Data Report attached. *Replacement- S/N not recorded.  

CERTIFICATE OF COMPLIANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code Section Xl.

Replacement 
Repair Or Replacement

Type Code Symbol Stamp per ½-ADM-0801 'ASME Section Xl Repair/Redlacement and Repair/Alteration ProEram"

Certificate of Authorization No. WA 

Signed

Expiration Date

Date

/7

conforms

WA

WAi8 20 o0Z

CERTiFICATE OF INSERVICE INSPECTION 

i, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. 'of 

Johnston, R.I. hav inpced the components depcrgbeim the 

Owner's Report during the peried .L.r to I. / O Z.± and state.that to tMe 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code, Section X1.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinations and corrective measures described In this Owner's Report Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection.  

_____________Commissions 
/' "~ 6t aint oi.Sae.Poican nosmet npco- int

20 C' ?,Date

i

kispecoes sogmb-

Omworovows grwx% -

National Board, State Provirce, arid Endodsernefts



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL 
NUCLEAR PARTS AND APPURTENANCES* 

As Required by the Provisions of the ASME Code, Section Iii 
Not to Exceed One Day's Production

I. Manufadured and certified by CRANE Nuclear,.Inc., 860 Remington Boulevard, Bolingbrook. IL 60440
mame, an address of NFT Cerfftiae Holder) 

2. Manufadcuredfor FwstEnegy Corporation, PO Box 345, ShippingpoM PA 15077 

(3me and adress, of pi odPA 

3. Location ofmistallatio Beaver Valle Power Station, Route 168. P0 Box 4. Shippingpoct, PA 15077
(na•m• aid adkeas) 

4. Type CB02727. Rev. A SA216 Gr.. MCB 70 KSI (Min.) WA 2001 
(•ai no ) (mart spec no.) -tense abe•ng (C•Q (year buit) 

5. ASME Code, Section fi1, Division 1: 1974 Summer 1974 3 N/A 
teako (addenda date) (dass) (CodsCase nU; ) 

6. Fabricated in accondance with Const Spec. (Div. 2 only) N/A Revision N/A Date N/A 
(no).

7. Remarks: PONo. 7070308 Item 3 SO No. 13505-03 30- Plate, P/N 12418-EO-43 

For a 301 Model K15 SEF-X04, 150#, DUO-Check Valve Assembly Drawing No. 19285. 5Sh 6 -" No Hydro netre

Material supplier: PRL Industries, Inc., Hit. No. 01193, PRL SINs: P384. P385 & Ht No. 01194, PRL S/N's P386. P389

"Nomi, thickness (in.) 1.25 MW. design thickness (m.) 1.14 Dia-l1(fL&.i inj-. -14.25"R 

When applicable, Cedificate Holders'- Data Reports are attached for each item of this report

Length overall (IL & in.) 24.31T

Part or.Appurtenance 
Serial Number

(26) 
(27)
(28) 
(29) 
(30) 
(31) 
(32) 
(33) 
(34) 
.(35) 
(36) 
(37) 
(38) 
(39) 
(40) 
(41) 
(42) 
(43) 

0(44) 

(45) 
(46).  
(47) 
(48)•

/.

II

National 
Board No.  

In Numerical Order

Ir Design pressure ANSI 150 psi. Temp. ANSI 150 *F. Hydro. test pressure • at temp. "F.  

-SEV•o h i r (. sts. j*Ad.M or *a*•-*W ay be used provided (1) size isS 8 x l. (2) ikmlonim in "es 2 and 3 on is ODa Repoit isu kdded on each 
sheet (3) each set is nwmbeced and ame nmb of shets is recerded at we lop of vis form 

This form (E00040) may be obtained fram toe Order Dept. ASF. 22 Law onve. om n2 . FadieK mi 07007-2300.

Pg. I of 2

8.  

9.

Part orAppurtenance National 
Serial Number Board No..  

In Numekical Order 

(V) D0390 N/A 
(2) -D0391 N/A 
(3) 0 00392 N/A 
(4) D0393 . N/A 
(5) 
(6) 
(7) 
(8) 
(9) 

.(10).  
(11) _ 
(12) ____________ 

(13): ____________ 

(14) ____________ 

(16) • 
(17) 
pga) 
(19) 

(20) 
(21) 
(22) 
(23).

- No Hydro pefflormed
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FORM '%-ADM-OSI0F02 REV 0

Form No. 1472 

FORM NIS-2 OWNEWS REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  

76 Soth Main Stet-Akron, .OH 44308

2. Plant

(ADoRESS) 

Beaver Valley Power Station
�AM� 

5�hinninciooit PA 16077
(.... A. orE, PA .- 1 5 

3. Work Performed By FENCO Maintenance 

Shipnor , PA.

Date 02/20/02 

.Sheet 1 - of 2

Unit No. 2

WO# 99-218565-000 
REPAIR ORGNMIZATMON P.O. NO- JOB NO.. ETC.  

'Type Code Symbol Stamp Not Applicable 

Authorization No. N/A 

Expiration Date

4. Identification of System Main Steam-(Class.3) 

5. (a) Applicable Construction Code ASME Sect. 111. 19_.80- Edition, S'81 Addenda, WA 
Code Case See N-5 

(b) Applicable Edition of Section XM Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components

7. Description of Work Replaced internal 10* Tandem Hush Trim Set.

8.* Tests Conducted: Hydrostatic [I - Pneumatic El Nominal Operating Pressure M 

Other E] Pressure psi Test Temp. _°OF * N/A

R~pai& -ASME 
RqhCC& 'CO& 

kNmeof Name of Mumkctubr Nationa Board Odher Year Or Sased 
Coot Mlunasae Serw No. No_- Ideofi~ftion Buit RA o- (MS or 

NO) 

Valve Copes-Vulcan 8320-95453-3- 2491 2-SVS- 1984 Repaired Yes 
2 PCVI01B 

Plug Copes-Vulcan 00-03 N/A N/A 2001 Replace No4 
ment 

Plug, Inner Copes-Vulcan 00-01 N/A N/A 2001 No 
Replace 

ment

S........... 

j

RTM # A4.414--A



FORM W-.ADIM-0801-F02 REV 0 
RTL # A4.414-A 

FORM NIS-2 (BaCk) 

9. Remarks Internal 10" Tandem Hush Trim Set was purchased as ASME Ill CL 2 material under P0.  

101644 

CERTIFICATE OF COMPLAN1CE 

We ceify that the statements made in the report are correct and this Repadw conforms 

to the rules of the ASME Code Section XA. -. Rer Or t 

Type Code Symbol Stamp per %-ADM-081 "ASME Secton XI RepairlReplacemnent and Repair/Alteration Proramw 

Certificate of Authodzaoon No. _WA Expiration Date. NIA 

SigOsA,,e• . Date ".OA/,20 200O __ 

CERTIFICATE OF INSERVICE INSPECTION 

I, theaundersigned, holding a valid commission issued bythe National Board of Boiler and Pressure Vessel Inspectors 

-and the State or Province of Pennsylvania and employed by Factory MutuallInsurance Co. of 

Johnsn RI.e ienspected the components dpscribd in the 

..Ownees Report during the period I to 0 . and state that to the 

best of my.know.edge and belief, the Owner has performed examinations and taken crte measures described in this 

ownees Report in accordance with the requirements of the ASME Code. Section XL.  

By signing this certificate. neither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinations and corrective measures described in this Owner's Report Furthermore, neither the inspector nor. his employer 

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection.  

6eis (Comioisstons A Af 2nd 

kispedm's signatile NW~aio Board. State. Pwiine. and Endorseaift 

jDate ~ I .20 0 Z
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RTL # A4A 14-A"FORM Y2-ADM-0801.F02 REV 0

Form.No. 1474 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  

76 South Main. Street - Akron, OH 44308

2. Plant BeaverValley Power Station

- Shippingpolt PA 15077 
(ADORESS) 

3. Work Performed By-- FENCO Maintenance 
(NAME) 

ShippingDort, PA. 15077 
(ADORESS)

Date 02/22/02 

Sheet I of 3

Unit No. 2

" W0901-004194-000 
REPAIR ORGANIZATION P.O. NO. JO8 NO.. ETC.  

Type Code Symbol Stamp NotApplicable, .  

A i i n-.• _ -....... " N/A. ' .

Expiration Date -_-_-__ _-__"_-,_

4. Identification of System Reactor. Coolant (Class 1) 
5. (a) pplableConstruction Code ASME Sect 111 19 71 Ed'dion. W72 Addenda, NIA 

-Code Case See N-5.  

"(b) Applicable Edition of Section A Utilized for.Repairs or Replacements 1989E 

6. Identification of Components Repaired or-Replaced and Replacements Components�..

- - -A,--.'- � � **AI� � D�r�S�a-�,I nattc nn lnl�t Fl�ntiA

7. uescnpuon 0 vvofM

8. Tests Conducted: Hydrostatic [] Pneumatic [] 
Other '] Pressure

Nominal Operating Pressure [ 

psi Test Temp. OF

- FORM 4--ADM-O8OI.F02 REV 0 RTL # A4.414-A

FORM NIS-2 (Back)

RcP.1.#•.1k .CO -• .- C- .  

Nameof Name of " Nationa Board other Or t .m Or.  

cook- SeWa No. NO Meofficaion Bil Repiacewteat (YES or: 
NO) 

Safety Valve Crosby N56963-01-0007" ]Y/A 2RCS-RV55i.C. 1976 Rep•aced Yes.,_ 

Safety Valve Crosby N56963-01-001i . N/A 2RCS-RV551C. 1985 Replace. Yes 
"ment.

.sfl • wM it ~ na ~n s rIvd• f,)1UU valvv OFl0-(1•.I'l/ll•'UIltav== i••,'v
..-



9. Remarks NV-I Code Data Report attached. Valve was replaced for testinq purposes. Previous 

Nis-2 Code Data /report Nos.979. 556,345,205. 123. 014, and 010.

CERTIFICATE OF COMPUANCE 

We certify that the statements made in the report are comrect and this Replacement conforms 

to the rules of the ASME Code Section XI. Rair Or Reoace-t 

Type Code Symbol Stamp er %-ADM-0801 .ASME Section Xl- Repai'/Replacement and RepairlAlteration Pr°oram 

Cetificate of.Autdrization No. _/A ExpirationDate NA 

.. od Date. ".. -7 .2o0 'O 

.CERTIFICATE OF INSERVICE ISPECTION 

I. the undersignd, holding a varld commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or:Province of Pennsvtania and employed by Factory Mutual Insurance Co.. :of'

John to.; 1: .. have sm.,ted t* com4ponents described ithe" 

Owne's Reportduring the pe•eriod M- 4t / to , and state that to the 

bet of myrknowledge and belief, the Owner has performed examinations'and tak"en.orrective measures described in this 

Ownes Report in acoordance with the requirements of the ASME Code. Sectionk XA.  

By signing this cetificate neither the inspector nor his employer makes.any wa.ranty, expressed or implied.' ocerning th..  

exa'fmnations and corrective measures described.in this:Owner's Report Futqhrmore. neither the:inspl:e:t- nor his employer 

shall be liable in. any manner for any personal injury or pro&Fi-.damage Or a loss ot any k rising-fron or connectd with 

thisinspecti-".  

* ~~~~Commissiomn $ 7 Oq1Z 
k siecor 5jar atiopa Board. State. P~c. ami Enldors~effetS 

Date • 120 0" "
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M. froc

i mavatvro CrosbyL YVaVe Case' CO., 41 Iendrick St..a Wreath&%. JW 020g 
143-8ý6-3?. - No.. .e - . .i modteI O...~.rder N2391 1. Cns Da 2/8/83 atnl~~Y.  

klabavia ?otre'r Company --2 manatted tr P'.O. 3ox. 2641. Birminithas'. AL. 35291 Orx .: 

J.0100 Alabamia Power Comoanv Farley MEiic~gar Plant.  

4 Locaticn 4(Pln Columbia, A 

S; Valve Id* th"cto S-RESoria, 1o. xS6943-ýOijooi1 0afvtu, Io.OS-C-56963-1: Rev., 0' 
tips Safety - oiaeie..L.rieSa- neI.ae Safety Safety Roltsef.ipse #4044iEsb 

ac lack et 
3.44,811t iE~ G ~ Z 4 ' 650L 

lbslhr- 'sa tura ted steam .... Terak 

Hv&"s44ic Tqst.IPSGJo Iftlatt 4575, Moa~vj* 7 Op~ 
7 Tt Material desi~gn. vonstnticog aid WO -CkmaASINaP 40110lY Wf ASUZ Coe". Soeuce Ill.  

ClausE -1ill....Addenhds Dot* winter A972 C. o.....  

Presuuue Con"amang of ?MOW@~ Reftiaese CONPOWSeet

N9467-31 M-.

b. Sar,".oCVa01~ge 
14s; Holddo 

2~KR -K6090-9-Q~j K~62-mOnn

Nozl 

Disc lpsoc't.  

SWnng Washeis K65002-31-0001
Adusig oltt N94631-32-Q002

Sipindle Point .~iI11~

10I0nI spec ficatioe

A.S M A182 Gr. FI16 

-AS05 AGSr. LII 

ASTh A637 Gr. 718 

:ASTMNAi82.Cr. F316 

896Y44 Stellite Alloy.-No. 6B 
ASTR ALMS Cr. IT 

ASIM A193 Cr. 56

~VA4ULO Da.lA N94632-99-000i ASTM A276 Type 440C 
*The material, design, construjction and workmanship for Bonnet comply with ASHE Code. Section 111, Class 1, 1980 Edition, Winter 1981 Addenda in accordance with Change No. 2 to the cuscomer's purchase order.

Bar Stock & -Forgings 

" sonnet

I A

rov xS .NVI OR SA7T~Y AND SAMYf ACtLIgZ? VALVU Z..S ----As tequlted by M's Pfovieaoeg 4( 9e ASMZ Cod* R,4" IC44 

DATA RIPORT 
Safety &MI. SafetY Relse( V41Woo

W 9 it T N A a I f# & S SI



FrOlby:Quality A-sfitiCftit. Dais
RI -71 

~~actory 4eua

Spe:36 -C55;2-31-000t 

4. Soki~m

.40 titi~6 

.4-4 766-99 -000

hmaetata Specification 

'mcludtng T yge otr Grad.  

AST,4'A304:Cr. 51B601i

E Oth~ti~tt d .,lf 'as pilot Componns,

Inlet Stud M(90/8 ASTM-A453 de. 66.0 

Inlet Nu .949 ASTX4 A193 GC-. 86 

Sonnet Sid 108 ASTM A45 3 Gr.- 660, 

Sonnet Nut -997ASTh A193 Gr. 86

We Comfty tiiat th staE-nants ,Mad* in this report ate Comet.

DU#te .Lz-,-j1.- 1 r ___ iga*4 Crosby Vslva Gage24 Co. 3,

Ceruacae ofAiaaonauon~ l7S epie. Splember -40, 19866

-CUaWICAT Of SHOP IN(SPfCTION 

1: the uudo"Isaged. Wel99 a v-lid 46"Irste issued W 4eauftal Baued a( 5sell" aad 
Pes.iAweVs, e l1* spetNOWws .:_"e State Ost .,ac If .pvtnd 4(1Ore 64 
-Airiitht-loditid Nim 12kuarn Miatual MsauanJ- havea~y , 

stat t1149 to CMs best of or knowledge aad belief. the mawaufatwe has.caauee 
me*at St.acce"Aace with t" -Appl4C#Ote Susitetoe.s AsMC Settlea at.  

By5 Signing this eefmacace. n.$et-e.the fasoesm aw his employ' Makes Aaw wamaty.- eS
.. tfsisid atmtoled. tonceramng. *54tweqpmat Lesasbed in this Dsai Aeporn.runaesorie. neither 
*the faspec.'r Am his employer sbah he~lm liabe say misaw tor say perso"Isal tjoy .-M @pefty 
damage or -a loss at gay kind arisma ftem vi: Coeneecd watS tall inpeca 

~* ~ 7 ~ _____ Factory Histtaa1 System 

s~nspsco~aqatlwdei sftfd. State., prownct and ,40-

-%ezjcz --3rre-ztod.:z revise, :no zaýac-.zv.

.0% ýý AMA



FORM 0h-ADM-0801.F02 REV 0

Form No. 1477 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section )(I

1. Owner F.E.N.O.C.  

76 South Main Street - Akron, OH 44308

Date 05101/2002

Sheet 1 of 1

Beaver Vallev Power Station
(NAiA� 

5�hinninnnort PA 151077

3. Work Performed.By FENOC-Construction 
Shippinport, PA 15077 

ShiPhortESA5077

W.O. #01-022178-000
REPAIR ORGANIZATION P.O. NO. J08 NO.. ETC, 

Type Code Symbol Stamp NIA 

Authorization No. N/A 

Expiration Date _

4. Identification of System Service Water (Class 3) 

5. (a) Applicable Construction Code' Section III 19 71' ESdtion, W72 Addenda, NIA Code"Case 

(b) Applicable Edtion of Section Xl Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

Repd. ASME 
Rqehced. COde

Nam of Nme of Minufatrt Nadomal Bud- Od'er Yee o & StaipAd 

Coapoae Mr SeI W Io No. Idetifimaiioo But .Rquacee (YES or 

Piping FENOC. N/A N/A- 2-SWS-003-182-3 2002 Replace- No 
meat 

Support FENOC N/A N/A 2SWS-PSROI0 2002 -Replace- No 

7. Description of Work Replaced section of pipe and an elbow. Removed and reinstalled suport.  

8. Tests Conducted: Hydrostatic El Pneumatic [I. Nominal Operating Pressure [ 

Other El Pressure psi Test Temp. OF

2. Plant Unit No. 2

RTL # A4.414-A



IM" 4 AA AIA A

FORM '-ADM-080.F02 REV 0 1 ..  

FORM NIS-2 (Back) 

9. Remarks No Code Data Reoorts available. Elbow (HL #X52941) iL 14 and pipe (Ht #122569) it. 13 on 

drawing 2806262-920-612 were installed as replacements in accordance with Code Case N-416-1.  

Tube steel, it. Ion 12241-BZ-1 9B-49,was replaced with new Ht #17734-20 as part of 2SWS-PSR011 

removal and reinstallation to allow pipe replacement Previous NIS:2 Data Report Nos: 354 and 254.  

CERTIFICATE OF COMPUANCE 

We certify that the statements made in the report are correct and this Replacement conforms.  
to the rules of the ASME Code Section XRepai - Or- . . Or-Paaw• 

Type Code Symbol Stamp per %-ADM-0801 ASME Section Xl Repair/Replacement and RepairlAiteration Pr.o"M 

Certificate of Authorization No. NIA E.piration Date N/A 

Signed Lw) oI ,Date .20 09Owe or /• De.s.gn-e.. ,e 

"CERTIFCATE OF INSERVICE INSPEC'ION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, R.I. hav insp cted ft components derubld in the 

Owner's Report during the period ____ to 0,F. 2_..,and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of te ASME Code, Section XL.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinations and corrective measures described in this Ownees Report. Furtherore, neither the inspector nor his employer 

shail be liable in any manner for any personal injury or property damage or a loss of any kind ardsing from or connected with 

this isecton 

t-ped's Siýnatu Naional Board. Siae, Provkvnc and Encdossanants 

Date __ _ ___ 20o
,j.

f/



FORM Yz-ADM-0801.F02 REV 0 RTL # A4.414-A 

Form No. 1510 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

.1. Owner F.E.N.O.C.  

76 South Main Street - Akron. OH 44308 

2. Plant Beaver Valley Power Station 

ShiDR~piot PA 15077 
(ADDRESS) 

'3. Work Performed By FENOC-Maintenance 

Shippinagoo PA 15077 
(ADORESS) . .

Date 

Sheet 

Unit No.

* 05101/2002 

1 of 3 

2

W.O. #00-016955-000 
R6P"MR ORGANIZATION P.O. NO.. JOBNO. ETC 

Type Code Symbol Stamp N/A 

Authorization No. N/A 

Expiration Date "

4. Identification of System Main Steam (Class 2) 

5. (a) Applicable Construction Code Section 10 191AQ Edition. S81 Addenda. : A Code Case 

(b) Appicable Edition of Sectn YXI Utiized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

RIkd AMd 

Noi tm. o INadou B=d yew o St-ed 

MVmid aca S aw No. NO. NdmtfCa6.U or 
• I " "" - .- I ": m ." No)

Glove Valve Target Rock 3 N/A .2*MSS-SOVl05C 1984 Repaired Yes 

Bonnet Target Rock 147 N/A Ht #4287 1994 Relace- Yes 

Indicator Tube Target Rock 4287 N/A N/A 1994 Replace- Yes 

Disc Target Rock 365 N/A .it #32614 1993 -Replaced Yes

Disc Target Rock 377 NA Ht #A1464 1996 Replace- Yes 

7. Description of Work Replaced bonnet assembly. main disc, and pilot discq. -Seal welded body to

bonnet.  

8. Tests Conducted: Hydrostatic [] Pneumatic I] Nominal Operating Pressure [ 

Other El Pressure psi Test Temp. OF



FORM ½-ADM-0801.F02 REV 0 RTL #A4.414-A 

FORM NIS-2 (Back) 

9. Remarks Code Data Reort attachid. Previous NIS-2bata Report No. 865. Indicator Tube was 

supplid with the bonnet as an assembly.  

CERTIFCATE OF COMPUANCE

We certify that the stati~ents made in the report are correct and. this 
to the rules of the ASME Code Section XI.

Reolacement
" Repair Or R8eplaceme

Type Code Symbol Stamp Ifof -ApM-ol8 "ASME Section Xl Regair/Reolacement and Repair/Alteration Proqram"

Certificate of Authorization No., N/A 

O"Signed

Expiration Date N/A

2cwý • Date Mav2 , 20 02

conforms

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania. and employed by Factory Mutual Insurance Co. Of 

Johnston, R.I. jhave jspected the componentse the 

Ownrs's Report during the period 1 to ,Z/ 142=. and state that to the 

best of my-knowledge and belief,:the Owner has performed examinations and taken corrective measures described In this 

Owners Report in accordance with the requirements of the ASME Code, Section XI.  

By signing lhis certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the

examinations and corrective measures descnrbed in this Owners Report. Furthermore, neither the inspector nor his employer 

shall be itable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection 

Commissions 4~ 
bIspectos Smgtn alN Bowr Ste Pewin and 8ndosemets 

Date , 20Q ,:
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL 
NUCLEAR PARTS AND APPURTENANCES* 

As Required by the Provisions of the ASME Code, Section III 
Not to Exceed One Day's Production, Pg. 1 of .  

lanufacturedandcertifiedby Target Rock Corp.: 1966E Broadhollow Rd., Farmingdale, NY 
toans. and addrese of WT Centifcate 14~ d173 

2. Manufactured for -, uquesne Light Co.; Shippingport, PA 15077 11735 
(name and addres of Purdtaseil 

3. Locationofinstalation Beaver Valley Power Stati~on;;;Route 168; Shippingport, PA 15077 
4. Type: 300278-1 SA564-630 140 ksi - N/A 1996 drawing no.j (mWel. Spec. no. - (tensile atuadgdul iCmN" ybeaond 

5. ASMECode. Secton ll, Divsion1: 1980 Summer 1981 2 None (edItWon faddtend datQ Idassl (Code Case no).  6. Fabricated in accordance with Const. Spec. (Div. 2 onlyl N A Revision N A Date N A 
• • "(no.) 

7. Remarks: Main Disc" 

Spare parts for valve-model no:. 83C-004, -007, -027 

8. Nomn. thickness (in.) NA. Min. design-thickness in.)' . N A Dia. ID (ft &..I .. N A. Length overall (ft & in.) NA 
9. When applicable, .Certificate Hotders'.Data Reports are attached for each item of this report:

Part or Appurtenance " National 

Serial Nuinber 'Board. No

in Numerical Order 

A 377 7 NA 
121 379) 

:(3)_ , N -7' W .131. . ... ( 
(4) ( 
(5) 13 
1 6 ) 

f.. ( 3 

(71- (3 

(81 (3 
(9) . (3 

1101- (3 (111, (3 

(121 Q -. (3 
(13) (3 
(14) - • (3 
(151 (4 
(161 (4 
(17) (4 
(08) 44: 

(4 
(191 (4, 

(20) (4: 
(21) 4 
(22) (4: 
(231- (41 
(24) (44 
f251 15( 

-ign pressure NA psi. Temp.

Part or Appurtenance 

Serial Nutmber 

261 

27) 
28) 

Z91 

1) 

2) 

341.  

41_ 

6I 
7) 

77- 

9, 

0.) 
1) 

21 
3) 

41 

51 

7) 

81 

31

31 ___________________ 

0F Hvdrn re,�rnrpv�,.ro 260 0510 - - .- - atittiq.i. -r

I National 
Board No.  

in Numerical Order

•~~~~~fe .. .• .... ,fo,. -- ra- " at temnp. 1-' -- -" ..( hen a p ca e A m b i e n t suemnenwa infra.ion in the ftr of lists. sktetches. or drawings mnay be used provided 4 11 size is 8 ~ix 11, (21 infocrnaion in iterns 2 and 3 on this Data Repor! is incuded on each sheet. (31 each sheet is numbered and the number of sheets is recorded at the top of this form.
(121881 This form E0000401 may be obtained from the Order Oept.. ASME. 22 Law G)'v.3. 8o. 2300. Faidlield. NJ 07007-2300_ 

Reprint U79 I I
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.FORM N-2 (BaMck - pg. 2 of ' 2)J,

CERTWIF

Design specifications certified by J. F. Hark 
.. W#WM app

and Certificate Hoider's Serial Nos. 379 

:ATION OF DESIGN " 

in P.E. State PA Reg.no. 30388-E

Design report* certified by Not APPlicable P.E. State - Reg. no.  
twhM appEcab~qi

CERTIFICATE OF COMPUANCE 

We certify that the statements made in this reportare correct and that this (these) Parts 
conforms to the rules of construction of the ASME Code, Section Ill, Division 1.

NPT Certificate of Authnrizatinn No,, N-i1OA

Dt NamPTarget Rock Corp

Expires 12/12/98 

Signed 
-. Gl az i rzed . Qpesenmi.e 

R lzirMr.

-CERTiFICATfE OF -INSPECTI'ON

I. the undersigned, holding a vaflid commission issued by the National.Bdard of Boilerasid Pressure Vessel Inspectors'and the State or Province of.  . New York and employed by Commercial Union insurance o.  
of BOStOn. MA have inspected these items described in this-Data Repor on 
best of my knowledge and belief. the Crtificate lHolder has fabricated these-parts or appurtenanc s in accordance with the ASME Code, Section 
Ill. Oivision 1. Each part rlsted has been authorized for stamping on the date shown above.  
.By signing, thi'cetificate, neither the inspector norhis employer make•. any warranty, expressed or implied,, concerning the equipment described in this Data Report. Furthermore, neither the inspector nor his employer.sha.l be liable in any manner for any personal'injury or property damage or 
k' f any kind arising from or connected with thfis spection.  

____ ____ ___ ___J ___ N. Y. STATE COMMISStON NO. 228 ate SCommispjigw _y.MMtS5I(WNfl IN PENN., OH111 & COLNl (Au"oi"ed - Mpecr (NaIl. .d. fIn. .r ,,.end ,,se,,m.st and iswe o, w'y,. and no.j

w..  WIQAA

• 

°: 

CERTW-ICATIE OF 
INSPECTI(



FORM VY-ADM-O80I.F02 REV 0 RIL # A4.414-A

Form No. - - 1512 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xi

1. Owner F.E.N.O.C.  
(NAME) 

76 South Main Street - Akron. OH- 44308

2. Plant

(ADDRESS) 

Beaver Valley Power Station

Shi pingoort, PA 15077
(ADDRESS) 

3. Work Performed By. FENOC-Maintenance 
4AME) 

Shippingport, PA 15077 
(A•DORESS)

Date 

Sheet 

Unit No

05/01/2002 

1 of 

2

W ' 0.. #01 -008840-"00 
REPAIR ORGANIZATO P.O. NO., JOB NO. ETC.  

Type Code Symbol Stamp N/A 

Authorization No.- N/A 

Expiration Date "

4. Identification of System Reactor Coolant (Class 1) 

5. (a) 'Applicable Construction Code Section 111 191 Edion, 7 S7Addenda, .. A Code Case 
(b) Applicle Edition of Section X1 Utilized for Repairs or Replacbenits 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

Repjrkd. ASME 
Name of N of maudowc•r Nuiovwl Boord Odor Year or -S ., d COVOMM Manubaic Serial" N No No. Identrcaiioa Balk Repla e (YES or 

_ _ NO) 

Pump Westinghouse 3-1163E81G01 NIA 2RCS-P2IC 1986 Repaired Yes SEl.ectro-Mech,." 

Stud Westinghouse 9995 N/A N/A --- Replaced No 

Stud Westinghouse 12263 N/A Ht #89726 1980 Replace- No 
-meat

7. Description of Work Replaced one main flange stud.  

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure [ 
Other El Pressure psi Test Temp. -OF

Beaver Vallev Power Station



Di'I A AAIkLA

FORM V%-ADM-080I.F02 REV 0 

FORM NIS-2 (Back) 

9. Remarks Code Data Report not available. Replaced stud at the No. 7 location.  

CERTIFICATE OF COMPUANCE 

We certify that the statements made in the report are correct and this Replacement conforms 

to the rules of the ASME Code Section XI. f.e-. Or Replacement 

Type Code Symbol Stamp per •-ADM-0801 'ASME Section XI Reoair/Replacement and Repair/Alteration Program .  

Certificate of Authorization No. N/A Eipiration Date N/A 

Signed Date May 7 ,20 02 

CERTFICATE OF INSERVICE INSPECT1ON 

i, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsyvania and employed by Factory Mutual Insurance Co. of 

Johnston. R.I. hve i~spected the components In the 

Owner's Report during the period. "7ii// to /(0- .and state that to the.  

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code, Section XI.  

By signing this certificate neither the inspector nor his employer makes amy warranty, expressed or implied, concerning the 

examinations and corrective measures described in this Owner's Report. Furthermore, neither the inspector nor his employer 

shall be l•able in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection, 

ommissions 
kvwmsspto-a Sinaur asonai Board., state, Pbic.MId Endorsemefts 

Date ,20 d 2..

1,



FORM V-ADM-080 I.F02 REV 0

Form No. 1514 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASMECode-Section.XI-

Date. .02/26M02 -7

76 South Main Street - Akron. OH 44308
(AOQRESS)

Beaver Valley Power Station 
• (AME)

Sheet I --of, 2

Unit No-. .2

ShirpinqpnrtPA 15077 
(ADORMS)

: .- WO# 0-030726-o03
. REPAIM ORGANIZAT'• P.O. W,. ."08 W_, ETC.

. Work Performed' ByFENCO Mai"ienance . Typp-:e, o '="" -P"

ShiooincrnortPA. 1 5077. - urization'No. N/ 
-(ADORESSM ' 

-'" ExirtionDate . _.... _._- _'.-_. __-_ 

- '4 Identificationf System Reactor Coolant (Class ) - ....  

5. Ap.p-ical•c • oýCocode ASME Sdt " 19 E.it-b• --d-"d. 1 °972 .Codd - .  
(b) Appl&iable Edition of Section XlUtlized for Repais or Replacements . 1989 

"6. -Identification of Components Repaired: or Replaced and Replaceme.nts.Components-. - .  

I I.. *.. ._ . .. . . . . -, - . .

""of- .. ram of .... ui r ,g Odi ior --. sti w
CoayonedtMsfoc Said No. MoIIenfificafida BuRO! Rqphoement. (YS 

No . o) 

Valve Kerotest. JT.-19. 6057- -2RCS-5 -19.75.Replaced Ye 

Valve FowQserve E371R-2-1 N/A 2RC-5 . 2902 iepza, . Yesw , . .. -co . I.9 . .- . .- . #7-19973- l!.,f-i.P•.tk 

7. ... . ..or.p. v 

S 7. Description of Work -Replace valve with spare."" .

8. Tests Conducted: Hydrostatic El Pneumatic [J 
Other El Pressure "

.Nominal .Operating Pressure..  

psi Test Temp. ..... OF

_,1..Owner F.EN.O.C.

2. Plant

.IRTL # MA4A4-A



FORM Yz-ADM-O8OMiF02 REV 0 RTL # A4.414-A 

FORM NIS-2 (Back).  

9. Remarks Code Data Reports Attached. Valve ••.acedinaccordance with Code Case N-416-1.-

"-CERTIFICATE. OF COMPLIANCE

We cerify that the statements madein the report are-correct and this *Reac nt. conforms 
to the -ies.of the ASME Code-SectionX. .- .-- ep* Or. Re;. a-..  

Type Code Symbol Stamp -Pr %-AM-0801 ASME Secfion X R./Re .ande 

Certificate oif Auh ztn No-. MA - txpir Dae jN/A 

Sijned .4&J .. A W Date 12, •6 

... -- "CERTIFICATE OF ,NSERVICEAINSPEcTION 

"I, the undersigned holding a valid commission issued by the Nationil Board of w•iir and Pressure Vessel Inspedors 

."and the State-or Province of- Pennsylvania -. and-employed by-'--- " Faactory Mutual Insuranc Coe . -of.. .  

"Johriston, R.. ... hayeinscted the:compone.ntsysa~e in:the. . .  

Report during the period ..Zto - and statethattothe 

best of-my knowledge and bermef. the Owner has perfonrmed examinations and taken corrective measures desdibed inthis" 

Owne's Report in accordance with the requirements of the .ASME Code, S ction Xi.  

By signing this certificate neither the inspector nor his employer makes any .warranty, expressed or implied, concerning the; 

'examinationsand cotective measures described in this Owndr's Report. Furthermore, neithelhe inspeCtOr a odiS employer 

shall be •iable in any manner for any personal injury or property damage or a koss 6f any kind arising from or connected wi -t 

this inspection.  

_____________Co missions -/,' 7S5 
lspectoes signare tlaio"a Board. State Pw,~rarand Ekdorsemeits

Date h244i .6, 20



FORM NPV-1 CERTIFICATE HOLDERS' DATA REPORT FOR-NUCLEAR PUMPS OR VALVES* 

As Required by the Provisions of theASME Code. Section II1. Division 1 2 
Pa.... of -

Flosezve Cooration, 701 First Street, Williamsport, PA 17701 
1. Manufactured and certified by 

(name and address of H Certificate Holder) 

2. Manufactured • First Energy Corp., P.O. Box 345, Shippingport^ PA 15077 
(nmem and address of Purchaser or Ownerd 

3. Location of t Beaver Valley Station, State-Rte. #168,-Shippingtpprt, PA 15077.  
(name and address) 

Globe 72577034 " / 

4. Model No.. Serims No., Or Type Drawing Rev. CR2504N ..  

1971. Winter i972 1 N/A 

5. ASME Code, Section III, Division 1: 
(edition. (addenda datei WcassW . (Code Case noj 

6. Pump ormvave Valve Nominal Inlet size- - - Outlet size 

7SAI82-F316 Bonnet SA479-316 Disk SA479-3 16 Bowin --- N/A 
7. Material: Body 

1(a Ib) (1c Idl l (e) 

Cert. Nat'l Body Bonnet Disk 

U.M,.'s Board Serial Serial Se.•l

Se"~a No.  

E371R,2-1

No. No.  

N/A 53

H No.  
Heat #719973 61

SSuppemental i .nformation in form of rlts. sketches, or drawings m" be used provided (1) s3ie is 38f x 11. (2) information in items I through 4 

on this Deta Report is included on each sheet, 132 each sheet is numbered and the number of sheets is recorded at the top of this form.  

(121861 This form IE000371 may be obtained from the Order Dept.. ASMF 22 Law Drive. Box 2300. Fairfield. NJ 07007-2300.



FORM NPV-1 fback) 

ears Ret. Drawking #W-D-9909-(l); Yoke, Heat #H4460, Matedial SAI-05 

-S.O. #E371R-2 

W. Design* conitions- JIM 65 *F or- styv pressure class 10 
4pr~sure) temper~ature)l 

10. Cold working pressure 3600 Iii 1000F.  

11. Hydrostatic test psi. Disk differential test pressure . psi.  

CERTIFICATION OF DESIGN 

Design Specification certified by LBegkocPE Sae P ~ 139 

Design Report certified byh'eron C. Bart1ott if P.E. Stat PA Reg. oo- 03903&.E 

CERTIFICATE OF SHOP COMPUANCE 

we certify thafthie statements made .in this report awe correct and that this pump or valve conforms to the rules for construction 

of thie A:SME Code. Section U1I. Division 1.  

N Certificate of Authorization No N17 12----74150 

Date .Li jam Flowserve Corporation Signed 
NaeIN Certficate Moideri (authoried ropresentatie) C 

CERTIFICATE OF SHOP INSPECTION 

1, the undersigned. aholding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and 

the State ava e of Pennsylvania and employed by One Beacon Atnierica Insurance 

of- Boston. Mass. *~have Inspebled the pumip, or valve.-deicribeid In this Data Report on 

,o-r-oi~~-- iil .•L..and state thait to the best of my knowledge and belief, the Certificate. Holder has 

constructed this pump. or valve, In accordance with the ASME Code..Section 111, Division 1.  

BY signing this certficate. neither the Inspiector nor his employer makes any warranty, expressed or implied, concerning the 

component described In this Data Report. Furthermore. neither the inspector nor his employer shall be liable in any manner for 

any personal injury or property -damags a loss of any kind arising from or connected with this inspection.  

Date LLPs......Sin - Comminssions Pennsylvania 2392 
Charles Youn@~ ./ ()o, set Nat'l. 8d. ruio. endorwenintsl state or prov. and no.1

t,(7,
(I1I For manually operated valves only.
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FORM %-ADM-0801.F02 REV 0

Form No. .1515 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section X)

1. Owner F.E.N.O.C.  
(NAkEH 

•76 South Main Steet - Akron, OH 44308

Date 2/16/02

Sheet 1 of 1

Beaver Valley Power Station 

Shippingport, PA 15077

Unit No. BVPS 2

DCP 2371, P.O. 7052594

3.. Work Performed

Ship

4. Identification ofS

V,.,.a)OJ RIPAIR UJWGANIZATION P.O. NO JOB"NO- EFCL 

By FwstEnergy Type Code Symbol Stamp N/A 

pingport, Pa. 15077 Authorization No. N/A 

Expiration Date N/A 

Pystem Residual Heat Removal (Class 2)

5. (a) Applicable Construction Code ASME 1971 Edition, $72 Addenda. WA Code Case 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

Repred. ASME 
Replaced. Code Name of Name of Manufacturer National Other Year or Stamped 

CpOOofq Miufacbme se" No. Board klentiox auk Reacemen (YES M 
No. NO) 

Residual Heat Ingersoll- .127427 223 2RHS-P21B 1977 N/A YES 
Removal Pump Rand 

Residual Heat Flowserve RLSA01833 N/A 2RHSýP21B 2001 Replacement YES 
Removal Pump 

Stufblig Box 
Extension 

Residual Heat Flowserve RLSA01572 N/A 2RHS-P21 B 2001 Replacement YES 
Removal Pump 
Mechanical Seal 

Flange 

7. Description of Work Replaced pump's mechanical seal, stuffing box extension (SBE), pump shaft, impeller, 

Modified pump diffusor.  

8. Tests Conducted: Hydrostatic 0 (SBE & Seal by Flowserve) Pneumaticl] Nominal Operating Pressureoi 

Other 1] Pressure 900 psi Test Temp. 63 OF

.2. Plant

RTL # A4.414-A



FORM %-ADM-0801.FO2 REV 0

FORM NIS-2 (Back) 

9. Remarks Applicable Manufacturers Data Reports attached.  

2RHS-P21B was modified during refueling outage 2R09.  

Mechanical seal cooler vent valve, 2RHS-308, and the seal cooling water supply. and return tubingt 

piping were also replaced, these components were leak tested (• 155 psi & 72F.  

CERTIFICATE OF COMPLIANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code Section XI-

Replacement 
Repair Or lephemt

type Code Symbol Stamp per %-ADM 0O8M ASME Section XI Repair/Replacement and Repa -ation Program'

Certificate of Authorization No. N/A Expiration Date MIA

Signed Jay Gazdacko, Senior Nuclear Engineer 4L .!-ate 
O0WWnr Oiees Desigee,,.*.[ 17

2/27 2002

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission Issued by the National Board'of Boiler and Pressure Vessel Inspectors 
and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, R.I. hale h"spected the components d"scibejl in the 
Owne's Report during the period ". 2 • to " 9_- _/6_ 2- ,and state that to the 
best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described In this 
Owner's Report in accordance with the requirements of the ASME Code, Secdon XL 

By signing this ceitifccate neither the Inspector nor his employer makes any waranty,-expressed or mplied, con ing the 

examinations and corrective measures described In this Ownees Report. Furthermore, neither #he Inspector nor his employer 
shal be. able In any manner for any personal injury or property damage or a loss of any kind adsing from or connected with 

this Inspection.

Commissions Boa/ d, -/Svc/ I9[ • 
NaIonwal Board, SUMt. Pro~4ne, and Endaiserneers

Date Al" 72 ,

Inseeta's Nanahsre

conforms

RTL #A4.414-A

20



FORM Y2-ADM-O801.F02 REV 0 RTL # A4.414-A 

Form No. 1516 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

1. Owner F.E.N.O.C.  
7NAP4 

76 South ManSre koO 40

2. Plant

. (ADORESS) 

Rp-avt.r Vallev Power Station
(NAM 

Shippinqport, PA 15077 
(ADDRESS) 

3. Work Performed By FENOC-Construction 
(NAME) 

S hippingqport, PA 15077

Date 05/01/2002 

Sheet 1 of 

Unit No. 2 

W.O. #02-001510-000 
REPAIR ORGANIZATION P.O. NO., J"0 NO., ETC.  

Type Code Symbol Stamp N/A 

Authorization No. N/A
(ADDRESS) 

Expiration Date 

Identification of System Service Water (Class 3) 

(a) Applicable Construction Code Section III 19 71. Edition,: W'72 Addenda, N/A Code Case 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 1989 

Identification of Components Repaired or Replaced and Replacements Components

7. Description of Work Replaced pipe and fittings with new.

8. Tests Conducted: Hydrostatic [l Pneumatic E] Nominal Operating Pressure H 
Other [] Pressure psi Test Temp. o_ 0 F

4.  

5.  

6.

Repaired, ASME 
R-edL Code 

Nam of Name of Manufacturer National Board Other Year or Stamped 
Componnt Manufacturer Seral No. No. ldwaitiation Built Replacemeot (YES or 

NO) 

Piping FENOC N/A N/A 2-SWS-002-104-3 2002 Replace- No 
ment 

Piping FENOC N/A N/A 2-SWS-002-095-3 2002 Replace- No 
meat 

Piping FENOC N/A N/A 2-SWS-002-105-3 2002' Replace- No 
mert 

Piping FENOC N/A N/A 2-SWS-002-755-3 2002 Replace- No 
ment 

Piping FENOC N/A N/A 2-SWS-150-968-3. 2002 Replace- No 
ment



FORM V2-ADM-0801.F02 REV 0

FORM NIS-2 (Back).  

9. Remarks No Code Data Report available. Replacements were in accordance with Code Case 

N-416-1.

CERTIFICATE OF COMPLIANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code Section Xl.

Replacement 
Repair Or -Replacemen"

Type Code Symbol Stamp per Y--ADM-O801 'ASME Section Xl Repair/Replacement and Repair/Alteration Proqram"

Certificate of Authorization No. N/A 

Signed _
Owe or Owners Designee, Tide

Expiration Date

/
Date

conforms

N/A

May 20 20 02

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, R.I. ye inspected the components described in the 

Owner's Report during the period ;__ -__ to ý /LO / 2-, and statethattothe 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code, Section XI.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinations and corrective measures described in this Owner's Report. Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection.

Commissions N8 i73fd'? (4M2) A 2 2( 
National Board. State. Pio-vinee, and Endkorserients11mpctoes signature

~2z~ 2 0 2.Date

6'

I'M),,.

RTL # A4.414-A

20 o),.



- FORM /-ADM-N801.FM2 REV 0

Form No. 1517 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  

76 South Main Street -Akron, OH 44308 
WDORMES)

2. Plant Beaver Valley Power Station
PLAMP 

Shippingporft PA 15077 
(AWOOESS) 

3. Work Performed By -FENCO Maintenance 

Shippingqport, PA. 15077 
(ADORESS)

Date 02/26102

Sheet 

Unit No.

I of 2

2

WO# 00-007837-000 
REPAIR ORGAIZATION P.O- NO, JOB NO., ETC.  

Type Code Symbol Stamp. Not Applicable.  

Authorization.No.. N/A 

Expiration Date

4. Identification of System Safety Injection (Class 1) 

5. :(a) App1icable Construction Code ASME Sect. Ill 19 71 -Edition, 72 Addenda,:" 1972 Code Case 

(b) Applicable Edition of Section X Utifilzed for Repairs or Replacements 1989E -. .  

6. Identification of Components Repaired or Replaced and Replacements Components 

Repakre& ASME 
RqA-4 •Code 

Nme of N=W of " Mam ch Naop Bead O"• Year Or s. o 
conpocesi Nm2=, Seea No. No. I =ekio 'uk Repa. m- t (. or 

__"_" NO) 

Valve Kerotest. ADF8-I 5658 - 2SIS-122 1975 Repaired -Yes

7. Description of Work Seal welded the cap to the body of the valve.  

8. Tests Conducted: Hydrostatic [] Pneumatic [E Nominal Operating Pressure [ 

Other El Pressure psi Test Temp. __ _ F

RTL # A4.414-A



FORM NIS-2 (Back) 

9. Remarks This reair is-not due to a failure, it is to correct a leak caused ba-bad -asket 

CERTIFICATE OF COMPUANCE

We cedify that the statements made inthe report are correct and this 
to thel uls of tfihe ASME Code Section XI..

Rebair, 
kwi-• O• -.cm .

Type Code Symo Stamp .per -ADM J801 'ASME Section Xl Repair/Replacementand.ReaWiAtiertion ProaraWm -. j::
Ceitificate of Authozation No, N/A Eixpiration Date"-

I 7�....'A# �A/17a�e� �74,Ad,�,12-

oawor Oaiei's Designee. UI�

Date. 04 . ?OQ.L.

CERTIFICATE -OF iNSERVICE INSPECTION 

I. the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel-Inspectors.  

and the State or Province of. Pennsylvania and employed by Factory Mutual Insurance Co. - of 

Johnston. R.I. :ve inspected the components clescnied in the 

Owne..s Reportduring the period i/ " to ,Y76 • ,and state thattothe 

es.t of -iy knowhdIge-and belef, the.Owner has performed examinations and taken dorrective, mea'sures.descr'bed in this-.  

Owner's Report in accordance with the requirements of the ASME Code, Section XL.  

By signing this certificate neither the inspector nor his employer makes any. warranty, expresed Wo Ip , -onenming the 

examinations and corrective measures described in this Owners Report Furthermore, nefith the i-secbr-r his employer.  

hall .be iWable in any manner for any personal injury or property damage.or a.loss of any kind arising firoor connected.with 

this inspection.

-zpets S•nar
Commissions. /W67.3Vq'9 -fZ•.  

Hationa Soard. statek. ftovktce aid &0ndorsei

Date --.7 20 0 2.. .I'

-.Conforms-,!

N/A' i:

v•J I , -. V-/ al.,•-.

'- R'[, # A4.414-A-FORM V,.ADM-WI01Y02 REV 0
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FORM V--ADM-0801.F02 REV 0

Fonn No. 1518 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
ASj Required by the Provisions of the ASME Code Section XI

1. Owner RF.EN.O.C.

76 South Main -Steet - Akron, OH 44308 
(ADORESS)

Date 02/26/02 

Sheet I of 2

Beaver Valley Power Station
O&ALIE 

Shippinqport, PA 15077 
(ADDRESS) 

"3. Work Performed By FENCO Maintenance 
: (NAUe 

Shioangcort. PA--15077 
D•DRESS)

Unit No. 2 .

WO# 00-030727-003
REPAIR ORGANAON P.0. NO, JONO. EC.  

Type Code Symbol Stamp- 'Not Appflcable 

-Authorization No. 4N/A 

Expiration Date

4. Identification of System Reactor Coolant (Class I I 

5.. (a)"Applicable Construction Code-ASME Sell 971 Edition, 72 Addenda,'1972 ' -Case: 

(b). Applicable Edition of Section X) Utilized for Repairs'or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

!keaired - S .  

Nam of Name cC of Nb=•tfir Nadoa o0&" Yew • Or -. smpd 
C .a Mamufact Sel" No. Board dMectifimtioo Bu&•I . Rqaccm ..- (YS. o

No. NO) 

Valve Kerotest JTI-17 6055 2RCS-7 1975 Replaced Yes 

Valve Flowserve E839R-1-1 N/A 2RCS-7 2002 Replace *Yes 

Corp.- HT# 719973 ment

7. Description of Work Replace valve with spare.  

8. Tests Conducted: Hydrostatic [I Pneumatic I] Nominal Operating Pressure H 

Other [I Pressure psi Test Temp. OF

2. Plant

RTL # A4.414-A



"- " .RTL # A4.4 4-A
FORM VO-0ADM-081-FO2 REV 0

FORM NIS-2 (Back)* 

9. Remarks Code Data Reports Attached. Valve replaced in accordance with Code Case N-416-1.  

CERTIFCATE OF COMPuANCE.  

-We ceify that the statements made in the report are correct and this. -Replacement - -- conforms,: 

tolthe rldes of t1h ASME CodeoSection A. .  

Type Code Symbol Stamp ver %-ADM-081 'ASME Section 2. Renair/Rebacem ent and Repair/Afteration PaWam.-

Certificate of Authorization No. N/A' Expiration Date
.N/A-

Signed ,Date .Sge .ww'bW .e a Too

CERTIFICATE"OF INSERVICE INSPECTION 

I. the undersignedr holding a valid commission-issued by the National- Board of Boiler and Pressure Vessel-Inspectors.  

and-the State orProvince of Pennsylvania' and employed.by . Factory Mutual Insurance Co. ..of.  

Johnston. 11. s ted the compeenets dh-t t-tthe 

Owner's Report dudngthe period 7. 0 to - 3/A -/Z .2 -and-state thattotthe 

best of"M knowledge and belief. the Owner has performed examinations and taken cor-ective measures describd in this 

Owner's Report in accordance with-the requirements of the ASME Code, Section XL " 

By signing this certificate neither the inspector nor his employer makes-any warranty,. expressedor i.nplied, concerning the: 

examinations andcorrective measures described in this Ownes Report. Furhermore, neither the inspector nor his employer.  

shah be liable in any manner for any personal injury or propedy damage or a loss of any kind arising from or connected with 

this inspection.

Commissions 
knsectols SigAli 

Date 6 20 02

/,75-0q CV -r) t?/
NaftWoa &Md. State. Provkic. and EndorsemtS



FORM HNW-f CBTRMCATE HOWEPWS tIATA REPORT FOR NUCLEAR PUMPSOR VALVESs 
As Required by dwtheovkukos of the ASME Co&, Section Ut. Divbson 1 

pg_ Iof 2 

1. ~e.Actwd d eat~dbyFlowmver Oozpixatian, '701 FIz~ SftqotWfilimsport, PA 1-7701 

2. MwfahrWforFirst Energy Coip. P-0. Box 345. Shippiq~poct, PA 1S077 

3.L~dn fI~~on-Beaver Vacly Statio, St*t W20t.#l68, ShlppiapoztPA 15077 

4. Model NO.. Setis .No- 0. ~r TWO-Ype ob Orawfna 72577034, Rv_ j ,m NIA 

1971 Witr19-NIA 
S AMý&.ScIPHMA0 -. slwidanI (addenida datel Ic~las (Cde CMs& no.) 

6. pumip or ve valve fbon~ma Inlet sr2" Oudet eke 2 

7. Ood sone S4~-F1 ~479-316 DisSA479-316 804VNA

floldoers 
-SdlNo..

MA

-So

NO.  

4-2

Odl 
sonnet 
se'"l 
Na.  

Heat# 719973

* Cipptemuawd manfudotIon hifacm otwt&ss shetdwgv. cc drawings maiybe oW ptokided ill ske is BY& x Mi (21 hifognation mnitsms I ttvoughIt 
ao #ft Pas PNoport is Wwiduded on each Wiest. 131 soch sheet Is nungwW4 end tOw ernube of sheauls tsecorded K iet bop of this tona.  

112/588 Ths fonvA 1E000373 may be obt.Intd Itros the Ordor Dept-. A5M 22 Uaw DrISO. flaK 2300. Feorfl*Kd ki 07007-2300. AIS4TSMS 

02/16/02 SAT 18:45 fTX/RXNO: 89601 Q0105

U005/051

63'



FrmM PV-.1 (Hock - Pa. 2 of -&-.i 

246 650 1500 AI 

& Veslai coatm pal o F r Valt preeixu Asa( 

S. cowd wot~khi prso"" 60 pel at 10**F 

10.t Hydrotati testda pA10 Vikf -.tsp"iepi 

.RfDrwing #W4D-9909-(1); Ybko cdM40.MAcsSA0 

CEftT~fflATION OF DESIGN 

L.I. ftekoya PA 19379E 
Deawsigpecullaetien certlfie by Ih._$w lg. no._ ___ 

Design Report certified b Theiron Q Bf detI p.e. State PA P4e. no. 039036-E

CERTIFICATE OF COMPUA?4CE 

we cwurdf that the statements made in ilds report uam correct and that thit ptimp or valve ciofoms ito the rules for conerruction 

of the ASME Code. Section M.f Division 1. 11 _________ 

N Cerifibcet of Au cinzcttflNor Expue 

__ z A ( i~ Z. ~ Flowserve Corp~oraind ~ ,1 ) JJ 
IN crdifleate "adwart (eutI-oded raesseentadv) 

CERTIFCATE 01: INM4ECT1ON1 

th. #a holrsgo di'knq a varld cormaisioa issued by the flatonel Hoard of Boller and Pre~ssurie Vassail Inspectors anid 

4"he State. or Psovinoe of - Penurivayira anwd employed by One Beacon Aificaica Irnsmce 

of ~~ Miss have inspect the pump, cc vetve. Oescried iin AMi Data Report ean 

____________________agd 3tat that to -the best of aw Muovwledg and belif, thia Cerriliscae raldier-has con-.  

structed thspump,. or valve. iM accurdence vith Ithe ASFMt Code,. Section II. Divisýo 1.  

By signing this certifloate, neithe thenpoctor nior his ewiployer snakes any warradty. expressed ar implied. conicerning the 

component described gn ib~s Data Report. Furthermoire. nelthe the bnspecto nor hi~s0em.Ploer eihall beUV*Me In any mann-( for 

any parsonal k~ury or property deansae ore loss of anty kind arising fromnt o connected with tins insp*ction 

LL.' LidC mision l~eL Jeisylania 1-722 
wilii~~fti'~lvat InKete 64.e~d. iendrseantews and atae or proy, and no.) 

(SO For manually operated! valves onily.

02/416/02 SAT 18+:45 [TX/RX -NO 89601 -IZ006

ýiLez'LUU& ixa& Ao.ýý jrzý
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FORM Y.-ADM-0801.F02 REV 0

-FormiNo. 1520 

FORM NIS-2 owNER'S REPORT FOR REPAIRS ORIREPGLACEMETS 
As Required by the Provisions of the ASME Code:Section XI

1. Owner F.E.N.O.C.  
IAME 

76 South Main Street -Akron, OH 44308 
(ADORESS)

Date 02/20102

S.heet 1 of - 2 
. . : :- '. .

2. Plant Beaver Valley Power Station 

Shilpinniort PA 15077
(ADDRESS)

3. Work Performoed yB FENCO Maintenance 

- .Shippinqpor PA.  
(ADORESS).

Unid No. " .- 2

WO# 02-001112Z000 
SREPA" O("G-.IATIOM P.O.'NO., "OBNO.. M" 

Typ , "9e' ta. .  

TYPe-CeSymbol St.mp Not -Applicable-:.  

Authorization N6. N/A 

i-piration Date,

4. Identification of System Main Steam System (Class 2) :" " .; - ! ; :•-':-:".

"5. (a).Applicable-Contction Code ASME -Sect. II 19- 71. Edition, SV.72 -A-ldenda,: - 1972-CodeCase

(b) Applicable Editin or Section XI Utilized for Repairs- or.Replacenents 1989E 

6. Identification of Components Repaired or Replaced and Replacements Components.

" -- -ASME Sa -- d. -ICode 
NAe Of Naine of _M2Amfa"turer Na o..on : Bo-d O.r Ye" r Or. SbAmed 

comonn MadcwrSce No: No. dceato Dt* Rpleio (YESW o 

Valve Wawvorth Co. D-66543 1801 2MSS-17 1978 Repaired Yes 

Studs Nova Machine N/A N/A HT# 99694 SSM N/A. Replace No 
ment 

Nuts Nova Machine N/A N/A HT# B87035-B54 1.. NA Replace No 
ment 

7. Description of Work Replaced body to bonnet studs and nuts.

8.* Tests Conducted: Hydrostatic [I Pneumatic [] Nominal Operating Pressure LI
Other [D Pressure _ psi Test Temp. OF * N/A

FORM V2-ADM-0801.F02 REV 0

Main Steam

RTL # A4.414-A

.. :.: ..... _ ...•-

RTL # A4.414-A
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2�U 1289�'�' -

FOR.% Npv1 XMASU1ACTURERS, C_*;_ ZEPCR'1 fca -mr-mC.C P~IScRaL' 
(.As Reqasind by die Pu'uvisicnz of -"o ASAIE C.3d.. S.'cdon 0I. 0;v. 1)

1. 3Jinudac~jsrd --y

L. manmhahjr '-a

wa1.gorthi Company, ren33uIr; ?-,ant, Graeasaur'9, ?A.! i~ovi

Vuqu~sag Lijc ZZ25:1 7~, SiiLppiagporc. PIL.
4-VI~~e S~t~a.3zc oay,.b~i~c~ A

&Pump of Valve i___________ oejna falK V44 - 0udoK

I a) model .440. 4b) manatac~u"Wi 
senwe lie. - . .3*" 

cc cTV94* 14.

(C3 CanaCUOa-
¶.imtIon 

14o.
f.4 euvE9 14 man1 Is) YWs 

fglat 82 Sd.54o. Eijt

5232. - E D64543 WlA - SX-L96L-3a z LOIJL LIOJ

101 
0)
4131 

tic)
- SEFRIAU -NO

L U L L~Iwate. ..

* ..Wife. £.tasmoeo io51 nc S~ WC "AWE' oCJi Q W Wom O f*G"n

7. Cold Wcelif-Q Pressure -p datI F 
S. prossed Retaining pieces

dy -- 454E P1. A- e16, vI~ca lalvorct Ch ~psatyl ý*ea± 14feJed. OIcs
Botin*a.-- 77C "P3 
W~edge - C-23 P4 -

-C -
ý A2I6.' WCB

S A2 16. WC3
Va lug* S.':7.S~ *.5 tdeLea Seat 
Volwrt oapay. .corA yaced. ats

-- .___ _____ ___7

. miso a ý ýa

-~~D uI:.:al4 'omV - _________ 

~~~~~~~~ -a v ~! i h o p n I 

________F aw Copany 

* ucgme,, fse nOM ',a ON&u gsdolm~ or 4eaw1ngs nay be sdgo'dd11eu4 l V 2 gEnao U 
~~IIW ~ Go ads 8 t #cue Ug ~ 'pts #Wcudod cue s4h -sn*0. and 1 eas shoke is anOnCeud end ueun'bit of WWOM 

Ukitw Igs o =.4O3# "mwy beoocakd Iron, met 34. ~w,*B 4 It 41 t 154.. *est. N4.Y. 10017 'V.'

(1) 
01 
(di 

Is)

I 
to17 

I.m

1*



44 

4644 

4 

lii s�iii �. 
ftd 

-, 

- .�, 

.4 
, 

9�'I. 

S 

I'; 
� 

* I., '��iJ �4�' a Al �g 
I 

14 

U' 

* 
qa � i�i � i 

�' �II 
* 

� 
*.  

/ 
4.40 L 

I, 3 V 

A4  i �j4� �I�! �Q . i.' 2 4.  

&�"� "I � �.. � 

fl 
44 

4� 

14j � A4 *1 '.4 
� � 

4.  

:1 

� 

�...  

1' 
1* .rt' I 

4 � r 4 
611 

.4Iu7�-n4,� 

' :.�;. 
'I I4� 

I� 

'. 
. �. 

'1 

I �' i� J 
4.), .  

4.  

4 

.4,4'..,,

1
I

jU

S 
C 
4' 

p

4' 

C 

'.4 
0 

'4 

.4.

C *41

I.c

II 

144 

'4.

C 
4' 

I

-3 U 4 
I

V

I

tIt -9

I..  I I,,

3, 
a

I 'U

V. a

N 
.4;

I�I 

('1

4" I.  1...  £.. �4, W C�. 4' 4, 0. 4¶4 
.�, . '4 1"'1 ;..  

4"I 

4., 

c�.,* 4;! 
444 

*1 
"Ii 

LAD 44,4 

LI 
I,' 

U 
Th, 

414

4, 4.44 0 
4, 
am 

1.4

'44 

4� 
CA i 

C

I 
.44�

4.  

t.

*41



FORM VW-ADM-080.F02 REV 0

Form No. 1522 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.
(KA5AE 

76 South Main Street - Akron, OR 44308

Date 05/01/2002

Sheet 1 of 2

2. Plant Beaver Valley Power Station
(NNAE) D I 

C•h rDAnr 'fI)/ rn -"7-7.

(ADORESS) 

Work Performed By FENO( 

Shipoinoort. PA 
(ADDRESS)

Unit-No. 2

W.O. 02-002476-000
"REPAIR ORGANIZATION PO.. , JOBNO. ETC.  

C-Maintenance Type Code Symbol Stamp N/A 
(N.A L=) 

15077 Authorization .No. N/A 

Expiration Date•

4. Identification of System Chemical and Volume Control (Class 2) 

5. (a) ApableConstictioncode Section 11 19 1%.71 Edioh S72 Addenda, NIA Case 

(b) Applicable Edition of Section )U Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and. Replacements Components

7. Description of WQrk Replaced valve inlet/outlet studs.  

8. Tests Conducted: Hydrostatic [] Pneumatic I] Nominal Operating.Pressure I] 
* Other LI Pressure psi Test Temp. 'OF *N/A

3.

Repaked. ASME 

Namof Natm of M aufactuKm Natiomi Boaol Oder • Ye . or.- Stmped 
c om M=,,far=,,,r Sera No. No. n'ifice, B'k. Rcpla-- (YES <r 

______NO) 

Valve Fisher Control ' 5945443 4192, 2CHS-HCV389 1979 Repaired Yes 

Stud Nova Machine N/A N/A Ht #530221-- 2001- Replace No 
B908 -ment 

... .a ;: , . ": " : ' ": ": " : "' " I" ":' " " " ": "

• I•11

RIL # A4.414-A



RT, #A4.414-A
FORM WADM-080I.F02 REV 0

FORM NIS-2 (Back) 

9. Remarks Code Data Report attached. Studs were replaced when valve was removed from system 

.to correct a packing leak.  

CERTIFICATE OF COMPUANCE 

We certify that #he statenents made in the-report-are correct and this Replacement conforms 

to the Alies of the ASME Code Section X ... .- ep, or R FWa;enun 

Type -ode-Symo Stamp per Y4-ADM-0801 AsME Section xI. Renair/RFneadement and Repair/Alteration Proqram

Epiration Date N/ACertificate of Authorization No.. N/A

Signed •e •4.
Date May 1

"CERInFiCATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province dt Pehnnsylvania .and en•ipiyed.by Factory Mutual Insuran6e Co. of 

Johnston, R.I hae.nsected the components s in the 

Owner's Report during the period 21to 0162 •o 2- and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Repor.in accordance with the requirements of the ASME Code, Section XI.  

By signing this certilf'ate neither the inspector nor his employer makes any warranty, expressed or Implied., concerning the 

examinations and corrective measures described in this Owner's Report Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal injuy or property damage or a loss of any kind arising from or connected with 

this inspection I n 

Lo ezH-t2Lý Commissions 4Rd 4 
knspecwos Sagnature National Board, state. and Enrseiont 

Date J 20 2

20 02
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Form#:1525

APPENDIX II• - MANDATORY
R-1_ A4_414-A 

Form NIS-2

FORM tNIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner First Energy Nuclear Operating Company 
Name 

76 South Main Street -Akron. OH-44308-1890

Address 

Plant Beaver Valley Power Station 
Name

Shipp"mgport, PA 15077

Date ---

Sheet 1 of

Unit 2

Address 

3. Work Performed by Life Cycle Management 
Name 

Shppirnport, PA 15077
Address

Reactor Organization P.O. No., Job No., etc.  

Type Code Symbol Stamp Not Applicable:.  

Authorization No. N/A 

Expiration Date N/A

4. . Identification of System Reactor Coolant (Class 1) 

5.(a) Applicable Construction Code Section i1l 1971 . Edition, S72 Addenda, See N-1 Code:Case 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacement 19 1989 Edition 

6. Identification of Components Repaired or Replaced and Replacement Components 

Name of Name of Manufacturer National Other Year Repaired, ASME 
Component Manufacturer Serial. No. Board . Identification Built Replaced, or Code 

No. Replacement' Stamped, 
"(Yes or 

Heat Westinghouse DMGT-1 961 W-1 6598 2RCS-SG21A 1977 Repaired & Yes 
Exchanger Replaced

7. Description of Work Plugged 18 tubes (hot leg & cold leg). Stabilized 6 tubes in the hot lea
Installed new oaskets on primary side manwavs (2•_ secondary .•ide handhnls (9'1 and

2.00" inspection ports (4).  

Replaced bolt #7 in secondary side handhole #I.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0) 

Other El Pressure

Nominal Operating Pressure IN 

psi Test Temp.

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided 
(1) size is 8-1/2 in. X 11 in., 
(2) information in items 1 through 6 on this report is included on each sheet, and 
(3) each sheet is numbered and the number of sheets is recorded at the top of this form.  

This Form (E00030) may be obtained from the ASME Order Dept. 22 Law Drive, Box 2300, Fairfield, NJ 07007-2300

RRPNIS2

2.

02/02-

1

Exempt 0 
oF

Westinghouse P.O. 7024829



1992 SECTION Xl - DIVISION 1

FORM NIS-2 (Back) 7)
9. Remarks ASME repair work orders: Tube plugging/stabilization - W(}. 01-008l284:O00 

S-. Applicable Manufacturers Data -Reports tobe attached 

Handhole bolt replacement -W.O. 01-008288-000

CERTIFICATE OF COMPLIANCE 

We certify that the statements made in the report are correct and this repair/-eplacneent conforms to the rules 
of the ASME Code, Section X1. repair or replacement

Type Code Symbol Stamp 

Certificate of Authorization No.

Signed L MAt

per NPDAP 8.5 "ASME Section XI Repair/Replacement Program"

N/A Expiration Date WA

Date * akabka
---3wner or Ownel's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the 
State or Province of Pennsylvania and employed by Factory Mltual Insurance Company of 

Johnston, Rhodesa have i ,"ted the components described 
in this Owne'sReport during the period Y- -0 to 3 and state that' 
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures descitbedin this 
Owner's Report In accordance with the requirements of the ASME Code, Section X).  

By signing this certificate neither the Inspector nor his Employer makes any warrnty, expressed or implied, concerning the 
examinations and corrective measures described in this Owner's Report Furthermore, neither the Inspector nor his employer shall 
be lable In any manner for any personal inqury or property damage or a loss of any kind-arising from or connected with this 
inspection.  

___________�____oi rmisionsata , a1 ,60 qaePrvn, an E ce 
Inspector's Signature National Board,' State, Province, and Endorsements

Date 0?1J 0~'P1

(

)

RRPNIS2

a 1- &C1 V)W, AA\) -
WA

Formn NIS-2

)



Form #: 1526

APPENDIX II - MANDATORY
fill A4A14-A 

Form NIS-2

FORM NIS-2 OWNER'S -REPORT FOR REPAIRS OR, REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

' 1. Owner First Energy Nuclear Operating Company 
Name 

* 76 South Main Street - Akron. OH 44308-1890

...2.
Address 

Plant Beaver Valley Power Station 
Name 

Shiooinanort_ PA 15A77

Address 

.3- Work Performed by FENOC/Life Cycle Mgrnt 
Name 

Shippingport, PA 15077 
Address-.

Date 02128/02

Sheet 1 of

Unit -2

Westinghouse P.O. 7024829 
Reactor Organization P.O. No., Job No., etc.  

Type Code Symbol Stamp Not Applicable 

Authorization No. /WA 

Expiration Date N/A

4. Identification of System. Reactor Coolant (Class 1) 
5.(a) Applicable Construction Code Section 1i1 19 71 Edition, S72 Addenda, See N-I Code Case 

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacement 19 : 1989 Edition 

6. Identification of Components Repaired or Replaced and Replacement Components

7. Description of Work Plugged 12 tubes (hot leg & cold leg). Stabilized 3 tubes in the hot lea.

Installed new gaskets on primary side manways (2), secondary side handholes (2) and

2.00' inspection Dots (4).

8. Tests Conducted: Hydrostatic El Pneumatic 0 

Other [3 Pressure

Nominal Operating Pressure 0 

Dsi Test Temn

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided 
(1) size is 8-1/2 in. X 11 in., 
(2) information in items 1 through 6 on this report is included on each sheet, and 
(3) each sheet is numbered and the number of sheets is recorded at the top of this form.  

This Fonr (E00030) may be obtained from the ASME Order Dept 22 Law Drive, Box 2300, Fairfield, NJ 07007-2300

RRPNIS2

Name of Name of Manufacturer National Other Year Repaired, ASME: 
Component Manufacturer Serial No. Board Identification Built Replaced,-or .Code.  

No. Replacement Stamped 
(Yes or 

-- _ _... . . " " N o) 

Heat Westinghouse DMGT-1962 W-16599 2RCS-SG21B 1977 Repaired Yes 
Exchanger _ -.

Exempt 01 

of:

m 

.

I 
I



1992 SECTION XI - DIVISION 1

FORM NIS-2 (Back) 

9. Remarks ASME repair wodrorders:.Tube pluggnWIngslization -W.O. 01-008285-00" 
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

We certify that the statement§ made in the report are correct and this 
of the ASME Code, Section X-.

Type Code Symbol Stamp

repair conforms to the rules 
repair or replacement

per NPDAP 8.5 "ASME Section XI Repair/Replacement Program*

Certificate of Authorization No. N/A 

Signed - Date 

---- Owner or Owner's Designee, Title

Expiration Date - N/A

CERTIFICATE OF INSERVICE INSPECTION 

I,.the undersigned, holding a valid commission issued by lhe National Board of Boiler and Pressure Vessel Inspectors and the 

State or Province of Pennsylvania and employed by Factory Mutual Insurance Company - of: 
Johnston,. Rhode. hav ected the components described 

in this Owneirs Report during the period X/2- to 3"7'/9O- .. ,and.state that 

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in tlis 

Owner's Report in accordance with the requirements of the ASME Code. Section XI.  
By signing this certificate neither the Inspector nor his Employer makes any wananty. expressed or implied, concerning the

examinations and corrective measures described In this-Owner's Report. Furthermore, neither the Inspector nor his employer shall 

be*liable in any manner for any personal injury or property damage or. a loss of any kind arising from or connected -with this

commissionsiV79(1)/A 16
Inspector's Signature

National Board, State, Province, and Endorsements

Date 9 d a

'1

RRPNIS2

)

Form NIS-2

OaL



APPENDIX II -MANDATORY
RTL# A4.414-A 

Form NIS-2

FORM NIS-2 OWNER'S REPORT FOR- REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner First Energy Nuclear Operating Company 

Name 

76 South Main Street - Akron. OH 44308-1 890
Address 

Plant Beaver Valley Power Station 
Name 

Shippingpod, PA 15077
Address 

3. Work Performed by FENOC/Lfe Cycle Mgm't 
Name 

Shippingport, PA 15077 
Address-

Date 02/280

Sheet 1 of

Unit

1 -

2

Westinghouse P.O. 7024829
Reactor Organization P.O. No., Job No., etc.  

Type Code Symbol Stamp Not Applicable 

Authorization No. WA 

Expiration Date NWA

Identification of System Reactor Coolant (Class 1) 

Applicable Construction Code Section I11 19 71 Edition, S72 Addenda, See N-1 Code Case 

Appricable Edition of Section XI Utilized for Repairs or Replacement 19 1989 Edition 

Identification of Components Repaired or Replaced and Replacement Components

7. - Description of Work Plugged 5 tubes (hot leg & cold leg): Stabilized 2 tubes in the hot-leg.

Installed new easkets on orimani side manw�v� (�)i �-nnd�r�, � h,�n 4hst� P)�I �nA

2-00" inspection ports (4).  

Replaced the helicoil in bolthole #10. on the primary side cold leg manway.  

Installed helicoil in bolthole #7 of secondary side handhole #1.

8. Tests Conducted: Hydrostatic 0 

Other 0 Pressun

Pneumatic 0 Nominal Operating Pressure !9 

e _ psi Test Temp.

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided 
(1) size is 8-1/2 in. X 11 in., 
(2) information in items 1 through 6 on this report is included on each sheet, and 
(3) each sheet is numbered and the number of sheets is recorded at the top of this form.  

This Form (E00030) may be obtained from the ASME Order Dept. 22 Law Drive, Box 2300, Fairfield, NJ 07007-2300

RRPNIS2

Forn #- 1527

2.

4.  

5.(a) 

(b) 

6.

Name of Name of Manufacturer National Other Year Repaired,. ASME 
Component Manufacturer Serial No. Board Identification Built Replaced, or. . Code 

No. Replacement Stamped 
(Yes or 

__No) 

Heat. Westinghouse DMGT-1963 W-16600 2RCS-SG21C 1977 Repaired & Yes 
Exchanger _ Replaced

Exempt I0 
OF



1992 SECTION XI - DIVISION 1

FORM NIS-2 (Back)

9.. Remarks

7)

ASME repair work oirders: Tube plugging/stabilization - WO. 01-008287-00O 

- .. Applicable Manufacturer's Data Reports.to be attached 

Replacement of prmary manway Helicoil -W.O. 01-008287-000 

InstaMllation of helicoil in secondary side handhole - W.O. 01-008292-000

CERTIFICATE OF COMPLIANCE 

We certify thatthe statements made in the report are correct and this repair/repla ement conforms to the rules 

of the ASME Code, Section X1. repair or replacement 

Type Code Symbol Stamp per NPDAP 8.5 "ASME Section Xl Repair/Replacement Program" 

Certificate ofAuthorization No. WNA Expirafion Date NWA 

Signed X 1, L AAdNt. ~'J Date 0 a
--Owner or Owners Designee. Title 

CERTIFICATE OF INSERVICE INSPECTION

)

I, the undersigned, holding a varid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the 
State or.Province of Pennsyvania and employed by Facto0y ýAtual insurance Company of 

* Johnston. Rhode Islaod-a have 66e the compoonents descrbdW 
in this Owner's Report.during the period./to __________________ ,and state that 

- to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures descnrbed in this 
Owner's Report in accordance with the requirements of the ASSME Code, Section Xl.  

By signing this certificate nither the Inspector nor his Employer makes any Wananty,.expressed or implied, 4oncerninthe 

examinations and corrective measures described in this Owner's ReporL -Furthermore, neithe the Inspector nor Wis employer shall 
'1 b in y manner for any personal injury-or property-danage ora loss oftany kind arsing from or connected with this 

Inspeclion.  

* .i . . ) I .T11 

______________Csm missio Ns ation oadstte Pr ad d 

Inspector's Signature National Board, State, Province, and Endorsemnents-

Date

-9

RRPNIS2

Form NIS-2



FORM V--ADM-0801 F02 REV 0 RTL # A4.414-A

Form No. 1528 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

1. Owner F.E.N.O.C.
S(NAm

76 South Main Street - Akron, OH 44.308

2. Plant

(AD•RESS) 

Beaver Valley Power Stqtinn

Shipnincport, PA 15077
(ADDRESS)

3. Work Performed By BVPS-Maintenance 
AME) 

SShiroinanort, PA 15077
(ADDRESS)

Date 04/26/2002

Sheet 1 of 2 

Unit No. 2 

W.O. #01-020747-000 

REPAIR ORGANIZATION P.O. NO.. JOB NO.. ETC.  

Type Code Symbol Stamp N/A 

Authorization No. N/A 

Expiration Date

4. Identification of System Chemical and Volume Control (Class 2) 

5. (a) Applicable Construction Code Section III 19 71 Edition, W'72 Addenda, N/A Code Case 

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

RePaied. ASME 
Replaced, Code Nameof Name of MauWfacturer National Board Other Year or Stamped Component Maenciurer . Sera No. No. Mewification Built Replacement (YES or 

NO) 

Relief Valve Crosby .N56900-.00-0029 N/A 2CHS-RV382B 1993 Replaced Yes 

Relief Valve Crosby N56900-OO-0034 NB-209 2CHS-RV382B 1976 Replace- Yes 
ment

7. Description of Work Replaced valve with spare.  

_ 8. Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure [ 

Other Li Pressure psi Test Temp. OF

76SouthM nStreet-Akron H44308



FORM NIS-2 (Back) 

9. Remarks Code Data Report attached. Previous NIS-2 Data Report No. 513 (Code Data Report not 

available for replaced valve).

Repair Or Fteplacement

CERTIFICATE OF COMPUANCE

conformsReplacementWe certify that the statements made in the report are correct and this 

to the rules of the ASME Code Section Xl.

Type Code Symbol Stamp per ½-ADM-0801 'ASME Section Xl Repair/Replacement and Repair/Alteration Proqram"

N/AExpiration DateCertificate of Authorz1ion No. N/A 

Signed t! Date May 20 , 20 02

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, R.1. hveirspected the components depcribejf in the 

Owner's Report during the period JLL$LL42. to S/2-0 /d Z2- -, and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code, Section Xl.  

By signing this certificate nrither the inspector nor his employer makes any warranty, expressed or implied, concerning the 

examinations and corrective measures described in this Owner's Report. Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or a toss of any kind arising from or connected with 

this inspection.

6tXZ� 1 � 
Inspedor's siWlatum

Commissions 7'5• 7q"•(1-• 2 ) p4 •. 71 
National Board. State, Province, and Endorsements

Daej 9- ,20

4t-rl

Date

RTIL, # A4.414-AFORM Y2-ADM-080I.F02 REV 0

owner or Owner's Deskinee, Tde 4r
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oftOSBRY VALVE A GAGE COMPANY 
CRUJ~iVWRENT14KU, MASS

* FORMU NV-i F611tgr& SA FETY .2' srri LIEF VAEtVFS 
-As Teq~iure bT Me:-PCQv1Isofl2 of the ASUE Code Ru~les 

* ~:IATA REPORT

0-c -44C

1, vap(Act~reo a Crosby Valve & Gage Compainy, 43 Kendtifck -St., Wrentrham, Mass. 02093 
-Rawe abdAddr-lss 

JB-25-Th-WR 
UOdel 140 Order. No _X302954 . Contract Date 3!LIPLZI-atiottal Boa-rd No, NB- 2 09 

- .- .:,We-stingho~aiis--Elect~rtc Corpoxzati.on q* 

~.Muf~d~ P.O . Box 355, .Pft tburgh, 'Peon.. 1523ý0 546-CCK-: IS$426-BH
NfAue anAAA ddreaw

- ?4~A~enejd Addiess 

4. LaeAgion of Plant Shippinigport, Beaver County, PeBnsylvania 

6- Valve Idant(iftation RV-8123-DRW serijal NO - 156900-0O-0034 iDrawwg No. DS-C-56900 Rev. A 

Tye Relief oritice, Size____ J ipe Size -- InleL, 2L outlet____ 
wety.waety Relief P110C.power Aciuzted itiCh inch iftch rc 

50 ftvasufe (P510) 150 io 
Rated Temperature 

StAMped CapaClty 180 gpm 'Water 10 ,~Overpessuhe- ffowd:wu 10% SIP.  
outlet 

Hydroatv Telt WSIG) TInle 4-25 -- ~425 

7. The nwAWeraL des~$i2. 5Ion~suatoa ILIA vockflanlip comfply witb ASUP. Code. Sectloo III 

Chias 2 R~d ition- .97, Addenda Date Winter 1912 -,Case No.  

Preimure Containing or p'ressmve Rsalultng 'ConiponeaL.  

Serial No. ~a~raIspeeIfication 
A. Caaistgs Identificaiiwz elnding Type ot Grade 

N9015-350037ASWM A351472 Gr. CF8_M 
Rady N0335-07ASHE S31~ (8 

ASTH A216-70 Gr. WCB 
soonI*& N90449-32--0030 ASM4B SA216 Gr, WCB*

b. Bar Stock arA rorjags 

support Roda 

N02116 

Dis tuett Top 
spring wasijers Bottomi 

A4j"'Uvg Bolt 

Spindle K55 16ý2-38-0071

.N90137-39--0019 

N488634-42-0192

AST14 A479-71 ype 31 
ASIEE SA479 nye 31.6 
ASTh 149-/l Type 316

ASIAE SA479 vpi 31 

_ASTH 4A193-:70Gr. B6.  
_ASW, SA.193.Gi§:- Bk6 -

~r om"e' 0 HI I 'F-Z 

Corjj, rected Report 1/28/87

77, - F

Du uesne i-bt Co. -1seaver Vqllev Power Station Beaver Valley Unit #2



-- 7'53fl aI -L v L v vL71 LU r. -v v F 11 v r.10i 
din~rks: Report cor-rected to add the date to the- Certificate of Shop Inspection after 
-i-ficarilon to the couqponeut route sheet. z Originaj, ANlf,-Signee. is no longer in the employment 
Factory lHutual.

11WA-)C 3 95;:

C ysr~~
i- tT�-�-4' 

Date- ]Facto-zy Mutual ANW-ý
/-2�--;� 2

- -Date-

Serial No. or 

.NX-2605--OC30

d. boating.

It. Otbor Parts. Su'b. k Pilot Componenkta

Materfal Specification 

Including TYPe or G~ra4e 

ASIX A313 Type 316

* u1.,tJ

Bonnet :stud -v k~.  

Bonne Stu NutAST?1 A193-71 Gr. B6 
Bonnt Std Nu 8923 AML SA193 Gr. B6

We c4!-( that the statefuents nude ~in this report are correct: t 

izawe_ 1?.. 9 .Z ~ Signed C~rosby Valve & Cage Co.  
M~duf~kcturer

I.a!

QA Manage'r

Cettifirzate of AuthaorizatinxNo. 926 eprsOctober 28,* 1977

CERTIFICATF- OF SHOP INSPE~CTIGH 

1. the urndersigned. holding a Valid commiuussiw issued hr the %ational Board of Boiler and 
Pressure Vessej Inspectors and. (he State or province of_ Ha~A and ernptoyed b% 
Fa~ctory mutual SvsY..ijuS*. Nnzr~swa4. 1M.:'iq. - hve 

Inspected zbe equtpmua; desc.-ibed -n tlus Data Repott on * 1(~ 9ZCjre and 
State Vlat to the beft. of my knowledge and belief., the Manufacturer Pas construczed this equip
ment in accec4ance *wih the appticable Subseitiloas of ASME Section £II 

By signirug this eaetilfwate. tiexrher Cie Icuspectot plot his emploý er makes an$ warzanty. ex
pressed ar implied. cOnce-ratrg the equipment desvvtbed in Ohuss Dama ReportFurttlerinore. Aeitber 
the Inspector not his einpIcer saint bU 'I able. In anyt manner for arki personal ninjury or property 
damage or a lciis of any kinti atis'nW frour or eonneieted wtth ntis inspection 

Dat9

/2g7

*Axltwright...Boston 'Manufacturex-s ',.4Itual surance Company - iHutual 
B01ler &. Machiup r Djvl,ýý1Qn-

C. SPrIi

V
Wie VF S7(--.



FORM %-ADM-080I.F02 REV 0

Form No. 1529 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  
(NANE) 

76 South Main Street -Akron, OH 44308

2. Plant

(ADDRESS) 

Beaver Valley Power Station
(NMAE) 

Shippingport, PA 15077 
(ADDRESS) 

3. Work Performed By FENOC-Maintenance 
(NAMfE 

BVPS-Shippingport, PA 15077 
(ADDRESS)

Date 

Sheet 

Unit No.

04/25/2002

1 of 3 

2

W.O. #02-001355-000 
REPAIR ORGANIZATION P.O. NO- JOB NO- ETC.  

Type Code Symbol Stamp. N/A 

Authorization No. N/A.

Expiration Date

4. Identification of System Residual Heat Removal (Class 2) 

5. (a) Applicable Construction Code Section 111 1971 Edition, W'72 Addenda,- Code Case 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 1989 

6.. Identification of Components Repaired or Replaced and Replacements Components 

Repaired, ASME 
Replaced. Code 

Name of Name of Manufacturer National Board Other Year or Stamped 

Component Manubcturer Serial No. NO. dentification Built Replacement (YES or 
NO) 

Relief Valve Crosby Valve N56904-00-0043 1065 .2RHS-RV721B 1978 Replaced Yes 

Relief Valve Crosby Valve N56904-00-0064 1070 2RHS-RV721B 1988 Replace- Yes 
ment

7. Description of Work Replaced valve with spare for testing purposes.  

"8. Tests Conducted: Hydrostatic Ii Pneumatic Ii Nominal Operating Pressure [ 

Other [] Pressure psi Test Temp. _OF

RTL #.A4.414-A



FORM %-ADM-0801.F02 REV 0 RTL # A4.414-A 

FORM NIS-2 (Back) 

9. Remarks Code Data Report attached. Valve was inspected after having been in service with no 

evidence of boric acid present.

CERTIFICATE OF COMPUANCE

We certify that the statements made in the report are correct and this Replacement 

to the rules of the ASME Code Section XI. Repar Or R•eptaý

conforms

Type Code Symbol Stamp per ½k-ADM-0801 1ASME Section X1 Repair/Replacement and Repair/Altemtion Prourar"

Certificate of Authorization No. N/A Expiration 

Signed ~ oowe'~sge~~L J

Date N/A 

Date May 20 ., 20 02

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, R.I. itve ins 3cted the components dpscwibd in the 

Owner's Report during the period L/2.oL/ .•. to L5"/.O 1 - .2,, and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owners Report in accordance with the requirements of the ASME Code, Section XI.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the.  

examinations and corrective measures described in this Owner's Report. Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspection.

-nspectors Sig-tue 

Date . 6 . 20 ____"

Commissions •1 v a/ ('q z 1&--) •"/0" 
National Board, State, Province, and Endorseweits

1/



ffdl -LU- LUUL L-ulvrm riO-un1 r-. 4/3

VCROSSY VALVE di GAGE C OM PANY 
CRO B WR-IEMTHAM MASS 

/-1I IT 'np a A, IO&z-O w &,kin 4 A viUe-1D5'I TKv' rir ..W-'

Am required: byThe Provisions of the ASME. Code Rxilev 

DATA REPORT 
Safety idSfc eeacs

1. anjatuedBy igro by Valve & cage co., 43 Keudrick St -, Wrentham, MA-0269-3 
1. an fa tu~ re N a-me AWl Add r.es.  

Uodel No.____ order Mo863 Coatract Date 12/8national1 Boar&r No.17 
We~in~iotse .Elec~tric. Corp. -. .  

2. Mantiactrea rot -PQ Box 3700 PFltSBurgh_, PA, 15230- Mre-o -77962-11

3 Owner 

4. Location of Plant

Duquesne Ligi~t Co.
- - Nanue and A4&0" 

BeaverValley N~o. 2 PennSylvania

5- V:Llvp Identitlcaulon 3RV-76LWB 3erial .N56904-G0-0064 Draing zqo. DS-C--56904 Rev. A

TV"- Re1IJ~ef

Safet~y.Sa.fety Relief.Pllot. Power ActuAted 

8- Set Pressuare (PSTG) 600

orifice size 2.030 pipe Size______ Inlec._..ouu~t 4 
Inch Inch Inch Inch

400 F
Rated Temperature,

stamped Capacity IT131 GPMJ WTR (a 70OF @ a 1- ov~preugrOa Bowow (P1. 10% of SI.P

Hydrostatic Test. (PSIG) Inlet 950 Complete Valve

7. The matarial, desigo. construction and workumanhip comply with ASME Code. Section Ill.  

Clams 2 Eldition-....9J72Z1 Addenda Date Wner 19 72 

Preslure Coatxiving or Frteesure Retaining Components

..Case No. 15.67

x- Castings 

Body 

Bonnet 

b- Bar Stock and Forgings 

Support Rods 

Nozzle 

Disc 1Insert 

Spring Washers 

Adjusting Bolt 

spindle K55179-%69.GI:16

N90445-60-0083 

XT90447-52-0068 

N90149-7770160 

N90446-65-TO139 
X88697-392AU2 
N98697-38-024fl 

N88698-56-0187 

N88706-.01-0134

Mdaterial Spocificatlion 
Incluiding 7yve o~r Grade 

7ASTH A 351. Gr. CF8M1 

"AST,) A 2179 Orpe 316 

ASTI4 A-479 Type 316 

AS-M A 4793 T". 316 

ASTM A 1-93 Gr. B6 

ASTWi A 193 Gr-. B6

425



MaY.LU. zUUz Z:UbFM NO.-ill P. V/4

e. Stinhgs- " . .-' 

d. Boltin" 

e. Othes Parts such as pilot Components

Serial No- or 

Identific6t0on 

•'2769-00O4

Mttetial Specficatlon.• 

Including Type or Gtade +.  

ASTfl, A 313 Type 316

Bonnet Stud- 104091 ASTM A 45.3 Gr. 660 

Bonn, .Nu"- "" -89294 "- :T-M A- 1.93 Gr,-B6. 

Rone -Nt--46

We certify that the statements nade iA this report are correct.

Date 10-2 -7, 19 ?K,? S"ignetd Cosby Valve & Gage Co.  
Manufacturer 7-,J V -

Certificate of Authorizatiou No. 1878 expires September 30, 1989

CERTIFICATE OF SHOP INSPECTION 

1. the undersigned. holding a valid commis; Sion issued Wt3he )National M~aid of Bailor anid 
pressure Vessel inspectors n the State or Plovince of•'. and employed by 

Ar1ff-r+iht Muntuf nsurance •orpany have 

inspected the equipment described in this Data Report on 0':, C amd 
state that to the best of my knowledge and belief, the Manufacturer has co-structed this equip

meat in accordance with the applicable Subsectioas o• ASME Section In, 

'By signing this certificate, neither the Inspector nor hig employer makes any warranty. ex

preesed or implied. concerning the equipment described in this Data. Report.Furthermore. neither 

the Inspector nor his employer shall be liable - any mauner for any personal injury o. property 
dmage or a loss of any kind arising trom or connected with bhis inspection

Date d 1 ?Fac-tOkry Mutual System 

o # j -W X6 / P'a' SVa - 3e s National 110"d. Stat.t+ Province and Nov.)-
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FORM Yz-ADM-0801.F02 REV 0

Form No. 1531 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required -by the Prov.isionsof the ASME Code Section XI

1. Owner ;F.E.N.O.C.  
(NAUM 

76 South Main Street - Akron, OH 44308

2. Plant

(ADORESS) 

Beaver Valley Power Station

Shipoinarort, PA 15077

Date 2/21/02 

Sheet 1 of .2 

Unit No. BVPS 2 

S... .. .- DCP 2435 .
(ADDRESS) REPAIR ORGANIZATION PO. NO- JOBNOC. EMC 

3. Work.Performed By First Enerqy . Type Code Symnbo.lStamp WA 

ShippirgoPort. Pa. 15077 Authorization No. N/A 

Expiration Date NWA 

4. Identification of System Chemical and Volume Control (Class 2) 

5. Appiae Cosrt Code ASME .19. 1EditionW72 -Ad d. S -Cde Cas 
(b) Applicale Edition of Section X) Utilized for Repairs or Replacements 1989 

.6. -Identification of Components Repaired or Replaced and Replacements Components

7. Description of Work: ' 

Added a replacement spool piece.and. reAlaced @@M in pipelme 2-CHS-004-357 & 2-CHS-003-70-2. Reolaced
pipirnm andf-ttincgs in Pipeline 2-CHiS-003-70-;2,.includinj refacement of tee and reducer with a.90 elbow. Removed 
a section of retired pipeline 2-CHS-150-672-2. including-valve 2CHS-815. and capped the pipe ends.  

8. Tests Conducted: Hydrostatic l0 Pneumatic El Nominal Operating Pressure I] 
Other [ ' Pressure 3008 psi Test Temp. OF FORM ½-ADM-0801.F02 REV 0 RTL # A4.414-A

Repoa6ed0 Code ___ Nameof Name of Manufacur aio•Oee Year or "~ ~ e or laqlead 
kftnfacw Sial Nc enieitW- ~Yt5 _____ NO 

Piping Schneider Power. 2-SR7-45-CHS WA 2-CHS-004-357-2 1987 Replaced Yes, 

Piping FENOC N/A NA 2-CIS-004-357-2 2002 Replacement• 1 No 

Piping Schneider Power 2-SR-7-15-CMS WA 2-CHS-003-70-2 1987 Replaced Yes$.  

Piping FENOC #WA WA 2-CHS-003-70-2 2002 ReplacementI. NO 

Piping Schneider Power 2-SR-7-15-CHS INA 2-CHS-150-672-2 1987 Replaced Yes 

GlobeValve Velan Valve Corp. 840448-1 N/A 2c-s-815 1987: Replaced Yes

I I RI • I . . . . i ... . i . . ..

RTLI # A4o414-A



FORM NIS-2 (Back)

9. Remarks ReDpament of and rnis• wasin accordaiewtCode ae N416-1. No Code 
Data Reoorts for materials (aioe and fittinas). Pipe f'dtinos replaced '4" fianre (2); 4" x .3"reducino elbow.

W" cupolet 3" tee. 3" x 2" reducer. New welds on piPetine 2CS_-l2O72-2werM hyllrostat !v testjed.

CERTIFICATE OF COMPUANCE' 

We c•ifythat.the statements made in the report are correct and this -.- fepacemeuit conforms 
to the rues of the ASME Code Section XA. nP-ak or epAeaent 

Type Code Symbol Stamp per y--ADM-080I "ASME Section XI* Repair/Replacement and Repair/Alteration proqrarnf

N/ACertificate of Authorization No. WA Expiration Date 

S4iged " s. .... -Dat..

CERTIFICATE: OF INSERVICE. INSPECTION 

I. heuderignd.holding avalid commission issued by the National Board of Boiler and Pressure Vessel lInspectors 

and the State.orProvince of Pennsylvania and employed by Factory MutualInsurance Co. of 

Johnston, FLI. have:* the components In the 

"Owne's Report duing the pe.,od to , / tO 2. and state that to-the 

best of my knowledge and belief, the Ownerbhas perfonred examinations and taken corrective measures-descdbed in this 

.OwhnsReport in aco4dance with the requirements of the.ASME Code, Seption X).  

By f g his certificate neither the Inspector nor his employr makes any warranty. ep oessd or implied, concernig the 

examinations and corrective measures~descibed in this Owner's Report. Furthetmoe, neither the inspector nor his employer.  

shall be fiable In any manner for any personal ijury or property damage or a loss of any kind arising from or connected with 

this knspection.

-,4ij 'r 1/z6
C

Dae.O 2

NabonaaIoard 5btf Pwmxnc and End~rsemwft

Ce 20 o:-

Data Reports fournaterials (dw and fiftirm). Pip-efddnqsrepbced.,Cff-armt2).ýCx.3"7reducin-gegiow.
q

20 d9Date



Form No. 1531 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section X)

1. Owner 

76 South 

2. Plant

F.E.N.O.C.  

Main Street -Akron, OH 44308

Reaver Val.Ey Power Station

h NA P 5 
Shim~inaDort, PA 15077

Date 

Sheet

Unit No.

2/21/02

2 of 2 

BVPS 2 

DCP 2435

3. Work Performed 

Ship

RESS) REPAIR ORANIZATION P.O. NO. JO"NO. ETC.  

By First Enercqy Type Code Symbol Stamp N/A 

ipingport, Pa. 15077 Authorization No. N/A 
paDDOaESS) Expiration Date N/A

4. Identification of System Chemical and Volume Control (Class 2) 

5. (a) Applicable Constuction Code ASME 1971'Edition W72 Addenda, SeeN-5 Code-Case 

(b) Apprlable Editon of Section X) Utilized for Repairs or Replacements 1989 

6. Identification of Components Repaired or Replaced and Replacements Components 

continuation from Sheet 1 of 2 (Item 6) 

'Rea-ird ASME 
Plqftade Code 

Name of Name of . Manufaaune National Otie Year or Samped 
Cmet Manufactue Seria No. Board Idenafc BUR nepacemet (YES or 

No. _ II_ NO) 

Piping Schneider Power 2-SR-7-15-CHS N/A 2-CHS-002-275-2 1987 Replaced Yes 

Piping FENOC WA WA 2-CHS-002-275-2 2002 Replacement No 

Piping FENOC WA WA 2-CHS-003-977-2 2002 Replacement No 

Support FENOC N/A N/A 2CHS-PSR866 2002 Replacement No 
Restraint 

Support, FENOC N/A N/A 2CHS-PSSH867 2002 Replacement No 
Restraint 

7. Description of Work: 

Removed and replaced portions of line 2-CHS-002-275-2 and installed a new pipeline 2-CHS-003-977-2. Added (2) 
new pipe supports 2CHS-PSR866 and 2CHS-PSSH867 in Pipeline 2-CHS-003-70-2.

8. Tests Conducted: Hydrostatic 0 

Other []

Pneumatic Dl Nominal Operating Pressure (0l 

Pressure __ psi Test Temp. OF

N,-76VY~) qJc2

Beaver Valk-v Power Station

I I =•1 I

y



RTL # A4.4 14-A

Form No. 1534 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section X1

1. Owner F.E.N.O.C.  
h tAM k H 

76 South Main Street - Akron, OH 44308
(ADDRESS 

Beaver Valley Power Station
(NAME) 

Shioninonort, PA 15077

Date 4/26/02

Sheet 1 of 

Unit No. 2

WO #01-008964-000

3. Work Performed 

Ship 

4_ Idk.ntificat inn of S

(ADDRESS) WPAMn ORGANZAON P.O. NO.. JO"NO. ETC.  

By BVPS - Nuclear Construction. Type Code Symbol Stamp ___ _______ 

(NAMP) 

ninqport, PA 15077 Authorization No. N/A 
(ADDRESS) 

Expiration Date _ 

-vstem Reactor Coolant (Non Q. but within first anchor)

5. (a) Applicable Constniction Code Section III 1971 Edition, W72 Addenda, N/A Code Case 
(b) Applicale Edition of Section XI Utilized for Repairs or Replacements 1989E 

6. Identification of Components Repaired or Replaced and Replacements Components 

Rcp~ued. ASWE 
RepbleL Code 

Name of Name of Manufww" Naotkma Bowd Odier. Year Or Stamped 

c oe Stew No. No. demnifcaioa BUAk Replacement (YES 0r 
NO) 

Snubber Pacific Scientific 17210 N/A 2RCS-PSSP035X - Replaced No 

Snubber Pacific Scientific 17005 N/A 2RCS-PSSP035X __ Replacement No 

Snubber Pacific Scientific 10961 N/A 2RCS-PSSP883A _- Replaced No 

Snubber Pacific Scientific 3701 N/A 2RCS-PSSPI83A - Replacement No.  

Snubber Pacific Scientific. 3688 N/A .2RCS-PSSP883B -_ Replaced. No 

Snubber Pacific Scientific 10961 N/A 2RCS-PSSP883B - Replacement No 

Snubber Pacific Scientific 17195 N/A 2RCS-PSSPSS4A Replaced No 

Snubber Pacific Scientific 17192 N/A 2RCS-PSSP884A __ Replacement No 

Snubber Pacific Scientific 30290 N/A 2RCS-PSSP885 -_ Replaced N6 

Snubber Pacific Scientific 30363 N/A 2RCS-PSSP885 -_ Replacement No 

7. Description of Work Replaced snubber with spare for testing/refurbishment purposes.

"8. Tests Conducted: Hydrostatic [I Pneumatic E] Nominal Operating Pressure [1 
Other [] Pressure psi Test Temp. OF

2. Plant



FORM NIS-2 (Back)

9. Remarks The snubbers were replaced with a used spare from stock. No Code Data Reports are, 

available. Snubbers are considered non-NF components (non-code).

Repak Or Aeplacman

CERTIFICATE OF COMPUANCE

We certify that the statements made in the report are correct and this 
to the ruies of the ASME Code Section X0.

per NPDAP 8.5 "ASME Section Xl Repair/Replacement ProarWamType Code Symbol Stamp

N/A

Oeme or Owremf' Designee. T-." , .  

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, R.I. hav2 inseed the components tosat in the 

Owner's Report during the perod / to 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

- Owner's Report in accordance with the requirements of the ASME Code, Section X)I.  

By signing this certificate neither the inspector nor his employer makes any wananty, expressed or Implied, concerningthe 

examinations and corrective measures described inthis Owner's Report.. Furthermore, neither the inspector nor his employer 

shal be liable in any manner for any personal Injury or property damage or a loss of any kind arising from or connected with 

this inspection.

Certificate of Authorization No. N/A Expiration Date

NaiowW Boat, s5ltf Pmrmce and Endorsements
CommissionsmA6 7S0 q (/ij ) ••"/•

hrspecos skabum 

Date 20 02.

7" . .; I -0 v -- , - -

conforms

Signed D ate 20.02-

6ZAejýa,7ý,ý



RTL #A4.414-A

Form No. 1535 

FORM NIS-2 OWNER'S REPORT FOR REPAIRs"OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section X.

1. Owner F.E.N.O.C.  

* 76 South Main Street - Akron- OH 44-'t0R
(ADDRESS1 

Beaver Valley Power Station 
(NAPE) 

Shioninanort- PA -15077

Date 

Sheet 

Unit No.

4/26/02 

1 of 3 

2

WO #01-008967-000

3. Work Performed 

"Ship 

4. Identification of S

(ADDRESS) REPAIR ORGANIZATON P.O. NO• JO EMO..LErG.  

By BVPS - Nuclear Construction. Type Code Symbol Stamp i m .(NAME 

pingport, PA 15077 Authorization No.. N/A 
(ADDRESS) Expiration Date a___-__ 

'ystem Reactor Coolant (Q4 but within first anchor)
5. (a) Applicable Construction Code - Section 111 1971 Edition, W72Add.. enda, A "CodeCase -

(b) Applicable Edition of Section XA Utilized for Repairs or Replacements 1989E 

6. Identification of Components Repaired or Replaced and Replacements Components 

Rehai ASME 
P=• ..Code& 

Nameof Name of Manufadtmer Nal Bor•d Odor Yea" Or Stauled 
Componem blawomaza Sai No. No. [dMufficauoa Bk phde- (YS .or 

,,. _ __ _ _ _ _ _"NO) 

Snubber Pacific Scientific 18476 N/A 2RCS-PSSP009A --- Replaced No' 

Snubber Pacific Scientific 29440 N/A 2RCS-PSSPOO9A _ Replacement No 

Snubber Pacific Scientific 8092 N/A -2RCS-PSSPOI5X _ Replaced No 

Snubber Pacific Scientific 16839 N/A 2RCS-PSSPOI5X __ Replacement No 

Snubber. Pacific Scientific 29440 N/A ..2RCS-PSSP026B -. Replaced No 

Snubber Pacific Scientific 30297 N/A 2RCS-PSSP026B Replacement No 

Snubber Pacific Scientific 15878 N/A 2RCS-PSSPO29X .Replaced No 
Snubber Pacific Scientific 30276 N/A .2RCS-PSSP029X _ Replaement No 

Snubber Pacific Scientific 30287 N/A 2RCS-PSSP09. - Replaced No 

Snubber Pacific Scientific 30275 N/A 2RCS-PSSP890 - Replacement No 

7. Description of Work Replaced snubber with soare for testinctlrefurbishment purposes.  

8. Tests Conducted: Hydrostatic [I Pneumatic E] Nominal Operating Pressure I] 
Other E] Pressure psi Test Temp. -OF

2. Plant

+



E

FORM NIS-2 (Back) 

9. Remarks The snubbers were renlaced with a used spare from stock. No Code Data Reports are.  

available. Snubbers are considered non-NF components (non-code).  

CERTIFICATE OF COMPUANCE

We ceddfy that the statements made in the report are correct and this 

to the rules of the ASME Code Section XI.

Type Code Symbol Stamp

Certificate of Authorization No. N/A

Replacement 
ePAi Of Rempcemnwt

conforms I

per NPDAP 8.5 "ASME Section XG Repair/Replacement: Proqmp"f

Expiration Date

Signed Date S- owo,
N/A

20. 02

Date 20 d Z..

CERTIRCATE OF INSERVICE INSPECTION 

I, the undersied, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylv-ani and employed by Factory Mutual Insurance Co. of 

Johnston, R.I. he impced the components desjnibe9 In the 

Owners Report during the period L to Ž- Len. and state thatto the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with-the requirements of the ASME Code, Section )0.  

By signing this ceficate neither the inspector nor his employer makes any warranty, expressed or implied,:conceming the.  

examinations and corrective measures described in this Owner'sReport. Furthennmore, nether the inspector nor his employer 

shall be IMable in anymanner for any personal inrjurforproperty damage or a loss of any kind arising from or connected with 

this inspection.

Commissions 4'71( f)~ 46
mnspecoes Signature 

Z.d 0!(

| " • •

7

Naional Boank SW%• Provb-e% -W Endo-swenft

F!
20. &___Date



RTL # A4.414-A

Form No. 1535 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

1. Owner F.E.N.O.C.  
(NSME) 

76 South Main Street - Akron. OH 44308
(ADDRESS) 

Beaver Valley Power Station 
(NAME) 

Shippinaport. PA 15077

Date 4/26102

Sheet 2 of 3 

Unit No. 2 

WO #01-008967-000

3. Work Performed 

ShiIo

4. Identification of S

(ADDRESS) REPAIR OFRANIZATION P.O.- N.o.. E•r.  

By BVPS - Nuclear Construction. Type Code Symbol Stamp Not Applcable 
(RAE) 

pinqport, PA 15077 Authorization No. N/A 
(ADDRESS) 

Expiration Date _ 

,vstem Reactor Coolant (Q4 but within first anchor•

5. (a) Applicable Construction Code Section 1i1 1971 Edition, W72 Addenda, N/A Code Case 
(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 1989E 

6. Identification of Components Repaired or Replaced and Replacements Components 

Repaied, ASMlE" 
Rrph-cLd CID& 

Naftof Nam of Manuftaus - Nakwal Board oter Year Or Stanped 
C oNe otawbrctwr "Serial No. No. Idetificatio Built Rephcement .(YES of 

NO) 

Snubber Pacific Scientific 30363 N/A 2RCS-PSSP891B - Replaced No 

Snubber Pacific Scientific 18481 N/A 2RCS-PSSP891B - Replacement No 

Snubber Pacific Scientific 17214 N/A 2RCS-PSSP892A __ Replaced No 

Snubber Pacific Scientific 3691 N/A 2RCS-PSSP892A - Replacement No 

Snubber Pacific Scientific. 30295 N/A. 2RCS-PSSP893 Replaced No 

Snubber Pacific Scientific 30284 N/A 2RCS-PSSP893 - Replacement No 

Snubber Pacific Scientific 30296 N/A 2RCS-PSSP896 - Replaced No 

Snubber Pacific Scientific 6267 N/A 2RCS-PSSPS96 - Replacement No.  

Snubber Pacific Scientific 30288 N/A 2RCS-PSSP897 - Replaced No 

Snubber Pacific Scientific 30283 N/A 2RCS-PSSP897 - Replacement No

16 737d f 7 /-/7-

2. Plant

J-Idla2, 

ZTd2,



RTL # A4.414-A

Form No. 1535 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section-Xi

1. Owner F.E.NO.C.  

76 South Main Street - Akron. OH 44308

2. Plant

(AvrVEvt

Shipoinagort, PA 15077
JADORESM 

3. Work Performed By BVPS - Nuclear Construction.  

Shipn-prort, PA 15077 
fADOESs)

Date 

Sheet 

Unit No.

4/26/02 

3 of 3 

2

WO #01-008967-000 
REPAR OPGANIZATlON P.O. No. O.B O. EO.  

Type Code Symbol Stamp Now Apicabe 

Authorization No. N/A 

Expiration Date a

4. Identification of System Reactor Coolant (01) 

5. (a) Applicable COnstruction Code Section I11 1971 Edition, W72 Addenda, NIA Code Case 
(b) Applicable Edition of Section )U Utilized for Repairs or Replacements 1989E 

6. Identification of Components Repaired or Replaced and Replacements Components 

Repmiectd ASME 
Cor NasmI of Nam Of mafc "Naol Board oe -Yer Or. Stae 

cop anhChm Seda No. No. Iduiffoi Buol Replzpmc (YES or 
NO) 

Snubber Pacific Scientific 11071 N/A 2RCS-PSSP007X - Replaced No 

Snubber Pacific Scientific 3690 N/A 2RCS-PSSP007X Replacement No 

Snubber Pacific Scientific 15527 N/A 2RCS-PSSP023X - Replaced No 

Snubber Pacific Scientific 30299 N/A 2RCS-PSSP023X - Replacement No 

Snubber Pacific Scientific 16263 N/A 2RCS-PSSP898 - -Replaced No 

Snubber Pacific Scientific 29985 N/A 2RCS-PSSPS9g Replacement No

&2,ekJ
WN -756q (A -T) ~~

Beaver Vallev Power Station



RTL # A4.414-A

Form No. 1536 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  
(NA• 

76 South Main Street - Akron, OH 44308
(,D OES 

Beaver Valley Power Station
(NAME 

Shinninnnort_ PA 15077

Date 4/26/02 

Sheet 1 of 1 

Unit No. 2 

WO #01-008973-000

3. Work Performed 

Ship 

A Idnntifw,-.qinn nf !

(ADDnRMSs REPAIR ORGANIZATION P.O. NO JOB NO.. ETC.  

I By BVPS - Nuclear Construction. Type. Code Symbol Stamp w t raw 
(NAME) 

'pinqciport, PA 15077 Authorization No. N/A 

Expiration Date " 
Rv~tem Ch•_mic•nl end Volume Control (O2•t

5. (a) Applicable Construction Code Section III .1971 Edition, W72 Addenda, WA Code Case 
(b) Applicable Edition of Section Xl Utliized for Repairs or Replacements 1989E 

6. Identification of Components Repaired or Replaced and Replacements Components 

Nam of Nuae of Modx= NKaliona Bo"M oth Year Or SgPe 
Coyofmnt a SawM No. No. Iduction Bua Reptcemet ('YES or 

NO) 

Snubber Pacific Scientific 24113 N/A 2CHS-PSSP30SA __ Replaced No.  

Snubber Pacific Scientific 24108 N/A 2CHS-PSSP308A __ Replacement No

7. Description of Work Replaced snubber with spare for testing/refurbishment purposes.

8. Tests Conducted: Hydrostatic E] Pneumatic [] Nominal Operating Pressure [] 
Other [] Pressure psi Test Temp. OF

2. Plant

Shinninnnnrt PA 15077



FORM NIS-2 (Back)

9. Remarks The snubber was replaced with a used spare from stock. No Code Data Reports are, 

available. Snuhhern are connidered non-NF comnonents inon-c~odel:

CERTIFICATE OF COMPUANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code Section XA.

Type Code Symbol Stamp

Certificate of Authorization No. N/A

Replacement conforms' 
Repak Or Repaceamnt

per NPDAP 8.5 "ASME Section Xl Repair/Replacement Proqram"

Expiration Date N/A

Signed Date 20 .02

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsyvvania and employed by Factory Mutual Insurance Co. of 
Johnston.-R.l. have, nspesd the componentsRd~ din the 

Owner's Report during the period "- / to _,__-_______,andstate thattothe 
best of my knowledge and belief, the.Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code, Section Xl.  

By signing this certificate neither the inspector nor his employerrmakes any warranty, expressed or implied, concerning the 

examinations and corrective measures-described in this Owner'sReport -Furthem-ore,-neither the inspector nor his employer 

shag be rlable in any manner forany personal injury or property damage or a loss of any kind arising from or connected with.  

this inspection .

(2�4k6�nt�rJ
kqpeoa'os Signature

Commissions Y
NaftWoa Boarct State, Provk&~e and Endosemneafs

Date

4
, 20 62-6

l • .... -,--'•. -. -i.

J)Vý



RTL #A4.414-A 

Form No. 1537 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

1. Owner F.E.N.O.C.  

76 South Main Street - Akron, OH 44308

2. Plant

3. Work Performed 

Ship

kIdentification of S

(ADORESS) 

Beaver Valley Power Station
RWAQ 

Shippingport, PA 1 5077

Date 

Sheet 

Unit No.

4/26102

1 of I 

2

WO #01-008984-000
(ADDRESS) REPAIR ORGANIZAI'ON P.-0 NOW, J0 NO. ETC.  

By BVPS - Nuclear Construction. Type Code Symbol'Stamp "-- Alcbe 

pinaport, PA15077 Authorization No. N/A 
(AIDDESS) 

Expiration Date 

-vstem Steam Generator Blowdown (Q21
(a) Applicable Construction Code Section 111 1971 Editionj W72 Addenda; WA Code Case. 

(b), Applicable Edition of Section.Xl Utilized for Repairs or Replacements. 1989E 

Identification of Components Repaired or Replaced and Replacements Components

7. Description of Work Replaced snubber with spare for testinq/refurbishment purposes.

8. Tests Conducted: Hydrostatic [] Pneumatic [] Nominal Operating Pressure El 
Other El Pressure psi Test Temp. OF

4.  

5.  

6.

Rzpaked. ASME 
eh-C CIO& 

NaKm of Name of Manuauw" Natonal Board Oher Year( Or SsaWd 
Coqiomuo HamfWuret Serw No. No. Idenificalion BuMa Rqftaceuin (YES or 

_ _"_ _ _ _ _ _ _ NO) 
SP i-2N" N 

Snubber Pacific Scientific 25266 N/A 2BDG-PSSP927 .Replacedm"n No 

Snubber Pacific Scientific ""25709 N/A :2BDG-PSSP927 _ Replacemie-t " No



FORM NIS-2 (Back) 

9. Remarks The snubber was replaced with a used spare from stock. No Code Data Reports are, 

available. Snubbers are consideied non-NF components (non-code).

CERTIFICATE OF COMPLIANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code Section XQ.

Type Code Symbol. Stamp

Certificate of Authorization No. N/A

Signed

Replacement 
Repai Or Relacemen

per NPDAP 8.5 "ASME Section XI .Repair/Replacement Proqram'

Expiration Date

Date

N/A

Date 5xit ji e ,0O2-

conforms

a,0AJ 9;/
I.

20 02

CERTIFICATE OF INSERVICE INSPECTION 

1, the undersigned. hoking a vali d commission issued by the National Board of Boier and Pressure Vessel Inspectors 

"and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, R.I. have)nspect I the components.dejc'b•._ in the 

Owners Report during the period ocl-wl/l to and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective-measures described in Ihis 

Owner's Report in accordance with the requirements of the ASME Code, Section Xl.  

* By signing this certificate neither the inspectorpor his employer makes any wananty, expressed or implied, concerning the 

examinations and corrective measures descnbed in this Owner's-Repor. -Furthermore, neither the inspector nor his employer 

shal be Wable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with 

this inspectin• -

Commissions 11146 "16 
.NaftWoa Boar. Ftafte Pm*owic.an BW--ttcossa

Date



RTL # A4.14-A 

Form No. 1538 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

F.E.N.O.C.
(NAME) 

76 South Main Street - Akron, OH 44308
BvlORESS) 

Beaver Valiev Power Station

NAME) 

Shippingport, PA 15077 
* (ADRESS).  

3. Work Performed By BVPS - Nuclear Construction.  
(NAME) 

Shippinpoort, PA 15077 
(ADORESS)

Date 

Sheet

Unit No.

4/26102

1 of 

2

WO #01-008986-000 
REPAIR ORGANZATbO P.0 NO..- J0914 ETC.  

Type Code Symbol: Stamp Not ApolicaMe

Authorization No.  

Expiration Date

"N/A

4. Identification of System Component Coolinq (03) 

5.. (a) AppWicable Construction Code Section III 197-1 Edition.W72 Addenda, MA Code Case 
(b) Applicable Ecrdition of Section Xl Utilized for Repairs or Replacements 1989E.  

6. Identification of Components Repaired or Replaced and Replacements Components: 

RqnL ASME 
• • (Code 

Nac of Nam of Manulfera Nadosa BoMWd Oher Year Of. Stmped 
Compona N msfactwer Seri No. No. Ideidiatou Bult Repl-e (YES V 

•__-__ _.-NO).  

Snubber Pacific Scientific 3701 N/A 2CCP-PSSP301- _ Replaced 'No 

Snubber Pacific Scientific 16968 N/A 2CCO-PSSP30 1 _ Replacement "No

7. Description of Work Replaced snubber with spare for testing/refurbishment purposes.

8. Tests Conducted: Hydrostatic [] Pneumatic I
Other [] Pressure

Nominal Operating Pressure DI 
psi Test Temp. _ F

1. Owner

S2. Plant



FORM NIS-2 (Back) 

9. Remarks The snubber was replaced with a used spare from stock. No Code DataReports are, 

available. Snubbers are considered non-NF components (non-code).  

CERTIFICATE OF COMPLIANCE 

We certify that the statements made in the report are correct and this Replacement conforms 

to the rules of the ASME Code Section Xl. Repa Or R ......  

Type Code Symbol Stamp per NPDAP 8.5 aASME Section Xl Repair/Re-lacement Proqram" 

Certificate of Authorization No. NWA Expiration Date - W"N/A'" 

Signed .___Dt. 
"__20 ...._02 

CERTIFICATE OF INSERVICE INSPECTION 

ie undersigned, holding a vaid commission issued by the National Board f Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania_ and employed by _ Factory Mutual Insurance Co. 'of 

Johnston. RI. havyinspeytýed the compnents de~cribe Un the

owners Report duing the period to - 6/ 2 .and state thto the 

best of my knowledge and belief, the Owner has performed examinations and.taken corrective meaiures descrlbedinfhis 

owners Report in accordance with the requirements of the ASME Code, Section Xi.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, conceming the 

examinatiols and corrective measures desc-Ibed in this Ownees RepoL--.Furthermore,-neitherthe inspector-nohisemPloyer 

shal be lable In any manneri.orany personal knury or property damage ora loss of any kind arising Iom or connected with 

this Inspection.  

k~dS ~wecommissions A1 
Dsat Naeonal Board, Stle . and f 

Date 20 •<



RTL # A4A14-A

Form No. 1539 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  

76 South Main Street - Akron, OH 44308 
(ADDRESS) 

2. Plant Beaver Valley Power Station 

Shinninonort. PA 15077

3. Work Performed 

Ship! 

A Ilrlntifi-t.inr nf

Date 4/26/02

Sheet 1 of 

Unit No. 2 

WO #01-008989-000
(ADDRESS) REPAIR ORGANIZATION P.O. NO., JOB NO. ETC.  

By BVPS - Nuclear Construction. Type Code Symbol Stamp wot AWcable 
NAME) .  

pinaport, PA 15077 Authorization No. N/A 

Expiration Date __ .  

--vstnm Emeraencv Diesel Generator (03)

-5... (a) Applicable Construction Code Section l1i 1971 Edition W Addenda, WA-- Code.Case 

(b) .Applicable Edition of Section Xl Utilized for Repairs or Replacements 1989E 

6. Identification of Components Repaired or Replaced and Replacements Components 

-ear ASME 
-vcd CO&e 

Name of Name of MaNamfacmr National Bo ottear Ye Or Stmped 

Com binde.Sem No. NO kidmiao•on BuMk Re .. nF(.S M -a 
NO) 

Snubber Pacific Scientific 30029 N/A 2EDG-PSSP029B - Replaced No 

Snubber Pacific Scientific '18652 N/A 2EDfPSSP029B - Replacement No 

7. Description of Work Replaced snubber with spare for testinq/refurbishment purposes.

8. Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure 0] 

Other E] Pressure psi Test Temp. F_ 'F



FORM NIS-2 (Back)

__ 9. Remarks The snubber was replaced with a used spare from stock. No Code Data Reports are, 

available. Snubbers are considered non-NF components (non-code).

CERTIFICATE OF COMPUANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code SectionXl..

Type Code Symbol Stamp

Certificate of Authorization No. N/A

Replacement 
RegPok Of RP1PUe---M

per NPDAP 8.5 "ASME Section XG Repair/Replacement Procran-"

Expiration Date.

""n '4A&. Date 
"ow• or s v ,.. (/ -fl

N/A

S20. 02

/1.

confdrms

CERTIFICATE OF INSERVICE INSPECTION..  

I, the undersigned, holding a valid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurance Co. of 

Johnston, R.I. have .ed the components d"cribo in the 

owner's Report during the period _ _ _ __ to J6d2,and state Ilalo the 

best of my kmnedge and belief, the Owner has performed examinatns and taken corrective measures described..i hIS 

Owner's Report in accordance with the requirements of the ASME Code, Section Xf.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or mied, concenfi the-: 

examinations and corrective measures descnlbed in this.Ownees-Report Furthermore, neither the inspector nor WiS emptoyer 

shall be Hable in any manner for any personal miury or property damage or a loss of any kind adsing fromýor connected with' 

tisCmpeisioion

(:2-
.Naona OoarL Se, tPro ud Endmenf • .Inspeclor's Sipeeture

,20O~Date

-wj • • .. •



RTL #A4.414-A 

Form No. 1540 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  

76 South Main Street - Akron, OH 44308

2. Plant
(ADORESS) 

Beaver Valley Power Station
(NAME) 

Shippingport, PA 15077 
ODDRESS) 

3. Work Performed By BVPS - Nuclear Construction.  
.nMM5 

Shiooinanort- PA 1607
(AVMDESS)

Date 4/26/02 

Sheet 1 of 

Unit No. 2 

WO #01-008998-000 
•REPMR OG•AN.zAT-ON P.O. NO., JOB NO., ETC.  

Type Code Symbol Stamp NOt Apcace

Authorization No. N/A 

Expiration Date a

4. Identification of System Safety Injection (Q2) 

5. (a) Applicable Construction Code- Section III 197i Edition,. W72 Addenda, WA Code Case.  
(b) Applicable Edition of Section )a Utilized for Repairs or Replacements 1989E 

6. -Identification of Components Repaired or Replaced and Replacements Components 

i ASME 

Nua of Name of MRaaUm Naziaal Boad Otir Year or Stamped 
Comp- &1.K&aWU=ctu SeraW No. No. IdenfiIioa Bued Replemeot (YES of 

____ _ _ ___ __ _ ____ _ _NO) 

Snubber Pacific Scientific. 16923 NiA 2SIS-PSSP014A - Replaced No 

Snubber Pacific Scientific' 25708 N/A .2SIS-PSSP014A Replacement No

7. Description of Work Replaced snubber with spare for testinufrefurbishment oumoses.

8. Tests Conducted: Hydrostatic -I Pneumatic [] Nominal Operating Pressure E] 
Other E] Pressure psi Test Temp. o F

ReDlaced snubber with soare for testinalrefurbishment numn-A--s



FORM NIS-2 (Back)

-- 9. Remarks The snubber was replaced with a used spare from stock. No Code Data Reports are, 

available. Snubbers are considered non-NF components (non-code).

CERTIFICATE OF COMPUANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code Section Xl..

. Replacement 
Rmpk Or RePacement

Type Code Symbol Stamp per NPDAP 8.5 'ASME Section XI Repair/Replacement Proqram'.

Certificate of Authorization. No. N/A Expiration Date

Signed 2 Date _. ..... 20 2 okwrber~ ýOww 02•m)

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boller and Pressure-Vessel Inspectors 

andithe State or Province of Pensylvania and employed by Factory Mutua Insurance Co. of 

Johnston RILl. have nspect the components desyibeil in the 

Own6es Report during the period A"....;00// to an1-'14 ,2-- and-state that to the

best of my knowledge and belief, the Owner has pedormed examinations and taken corrective measuresdescribed n this 

ONiner's Report in accordance with the requirements of the ASME Code, Section XQ.  

By signing this cerificate neither the inspectoi nor his employer makes any warranty, expressed or implied, concerning the 

* examinations and corrective measures descr'bed In this Owners Report Furthermor, neither The Inspector nor his employer 

shall be liable in any mariner for-any personal Injury or property damage or a loss of any kind arising from or connected with 

U thIs-nspection.

insecols siat o 

Date ~2 __

Commissions A '-!..  
National Board. State, Provim ncmd Edorseen-ts

conforms

N/A



RTL # A4.4 14-A 

Form No. 1541 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.

76 South. Main Street - Akron, OH 44308

"2. Plant

(A•DOSS) 

Beaver Valley Power Station
(NAME) 

ShippiMuport, PA 15077 
(WORESS) 

3. Work Performed By BVPS - Nuclear Construction.  

Shippingport, PA 15077 
pDOREss)

Date 

Sheet

Unit No.

4/26/02

of 

2

WO #01-009001-000 
REPAIR ORGANIZATON P.O. NO. JOB NO. ETC.  

Type Code Symbol Stamp NAvoicape

Autho ization No.  

Expiration Date

N/A

4. Identification of System Safety Injection (Q2) 

5. (a) Applicable.Constructlin Code Secton III 1971 Edtin, W72 Addenda. NA : Code Case 
(b) Apprk:able Edition of Section Xl Utilized for Repairs or Replacements 1989E 

6. Identification of Components Repaired or Replaced and Replacements Components 

Eepakcd ASME 

Name of Name of MMau&•mur" Naiwmal Board Odmer Year Or Smamped 

COeUomem M-M&C-mzr saw NO. No- Ideugikatkiu BUMk Rqlepb-(ESo 
NO) 

Snubber Pacific Scientific 24933 N/A 2Sis-PSSP45OX - Replaceid No 

Snubber Pacific Scientific 25313 N/A 2SIS-PSSP45OX Replacement No--, 

7. Description of Work Replaced snubber with spare for testinq/refurbishment purposes.

8. Tests Conducted: Hydrostatic [I Pneumatic I] 
Other [] Pressure

Nominal Operating Pressure [] 
psi Test Temp. OF



FORM NIS-2 (Back) 

9. Remarks The snubber was replaced with a used spare from stock. No Code Data Reports are, 

available. Snubbers are considered non-NF components (non-code).  

CERTIFICATE OF COMPLIANCE 

We certify that the statements made in the report are correct and this Repoladement conforms 

to the rules of the ASME Code Section X1. Rep* :or e.a.e....  

Type Code Symbol Stamp per NPDAP 8.5 "ASME Section Xl Repair/Replacement Program" 

Certificate of Authorization No. N/A Expiration Date N/A 

Signed Dat 20 02 

CERTIFiCATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commissiohissued by the National Board of Boiler and Pressure Vessel. Inspectors 

and the State or Province of Pennsylvania and employed by Factory Mutual Insurane Co. of 

- Johnston. R. hae ins,,cted the components 9ci,', n the 

Owners Report during the period Ll to and state tat to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures descrbed in th.  

Owner's Report in accordance with the requirements of the ASME Code, Section X1.  

By signing this certificate neither the inspector nor his employer makes any warranty, expressed or implied, concerning the.  

-examinations and cbnrctv measures described in this Owrtrs.Report. Furnhermore, nel Or the inspector-n0t hisemployer.  

shall be liabe in any manner for-any personal [imry or property damage or a loss of any kind anising from or connected with 

this i•spection.  

sNaion•a oadSt, Piant roi andEndorefllt 

Date ' • 0"2_



RTL # A4.414-A

Form No. 1542 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

(ADOE•ESS) 

Beaver Valley Power Station
(NA4E) 

Shippingport, PA 15077 
(ADORESS) 

3. Work Performed By BVPS - Nuclear Construction.  
(NAME) 

Shippincqpor, PA 15077 
(ADDRESS)

Date 4/26/02 

Sheet 1 of 1 

Unit No. 2 

WO #01-009003-000 
REPAIR ORGAIZAfON P.O.. NO, JOB NO. ETC.  

Type Code Symbol Stamp Not Apwlable 

Authorization No. N/A 

Expiration Date _

4. Identification of System Safety Iniection (02) 

5. (a) Applicable Construction Code Section III 1971 Edition, W72 Addenda,- NWA Code Case.  
(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 1989E.  

6. Identification of Components Repaired or Replaced and Replacements- Components 

- A 
Rtephoed& Co)& Nane of Nane of Manufac= Naional Board Othr yew . Or Stae 

ColpneV . Mazfactuer Serial No..i No. Mdetirlcation BIA Rep•ace ores or 
_ __ __ " -. NO) 

Snubber Pacific Scientific 28044 N/A 2SIS-PSSP358Y - Replaced No 

Snubber Pacific Scientific 30039 N/A 2SIS-PSSP358Y Replacement No 

Snubber Pacific Scientific 24108 N/A 2SIS-PSSP366Y -- Replaced No 

Snubber Pacific Scientific 24114 N/A 2SIS-PSSP366Y - Replacement . No -

7. Description of Work Replaced snubber with spare for testinq/refurbishment purposes.

"8. Tests Conducted: Hydrostatic [] Pneumatic [] Nominal Operating Pressure I] 
Other [B Pressure psi Test Temp. - OF

1. Owner F.E.N.O.C.  

76 South Main Street - Akron, OH 44308

2. Plant



FORM NIS-2 (Back)

~< 9. Remnarks The snubbers w~ere replaced wihaue pr rmsok. No Code Daita Reports are.  

available.- Snubbers -are considered non-NF compnets(nnod.  

CERTIFICATE OF COMPUANCE 

We certifylthat the statements made in the report are correct and this' Replaement conforms 

to the rules of the ASME Code Section Xl. ePAar Or Repa3CeMet 

Type Code Symbol Stamp per NPDAP 8.5 "ASME Section X1 Reriairfeolacemeflt Program"e 

Certificate of Authorization No. _NA_ Ex~piration Date IVA' 

Signed Da te 1 A .C 2-0 02 

CERTIFICATE OF INSERVICE INSPECTION 

1. the-undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel inspectors 

'and the State or Province Of.- Pennsytvania and employed by Factgory Mutual Insurance.Co. of 

Johnston, R.I. hvis etd the cmoents sn~in the 

Owner's Report during the period 6,2-10 to J 6 n state ftattoft-e 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this 

Owner's Report in accordance with the requirements of the ASME Code. Section )(I.  

Bysining ths certificate neithe the inspector nor his employer makes. any warranty,exrsdoripecncmgth 

..'examidnations. and corrective measures described ifi ths OwneesiFteport -Furtherniome, neithe the inspector nor hi employer 

shall be liabe in anry manner for any personal klrruy or property damage or aMoss of any kind arising from -or connected with 

-oils inspection.  

___________________cmrru sslons A/4','7C? i '9.21 ' 
hispwedrs SlibeNawinam oa4d St"te Pmeio. n Edrsner 

Date 2



RTL # A4.414-A

Form No. 1543 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  
(NAME) 

76 South Main Street - Akron, OH 44308
(ADDoESS) 

Beave(Valley Power Station
(NAME) 

Shippinqport, PA 15077

Date 

Sheet 

Unit No.

4/26/02 

1 of I 

2

WO #01-009011-000

3. Work Performed 

Shipi 

4_ Identification of S

(ADDQRESS) REPAIR ORGANIZATKON P.O. NO.. JOB NO.. ETC.  

By-ý BVPS - Nuclear Construction. Type Code Symbol.Stamp N'ikt r, cable 
(NAME) 

pinqiport, PA 15077 Authorization No. N/A 
(ADODRESS) 

Expiration Date 

'vstem Safety Iniection (208X is QI. All others are Q21

5. (a) Apprliable Construction Code.` - Section 111 1971 Edition, W72Addnda, - N/A- Code Case.
(b) Applicable Edition of Section X1 Utilized for Repairs or Replacements 1989E 

6z Identification of Components Repaired or Replaced and Replacements Components 

Rqmkc4ASM4 

rum Of Nam of Mamf•r" Naioi Boar Ott" Year of StVed 
CoIpoEMm-. Mfmdactmr Slal NNo. o. 1deuiffcatlo Bult . c (YES oe 

Snubber Pacific Scientific 25727 N/A 2SIS-PSSP006A . Rdplaced. No 

Snubber Pacific Scientific . 23481: N/A 2SMS-PSSP006A - Replacement No 

Snubber Pacific Scientific 25736 N/A 2SIS-PSSP006B -Replaced No 

Snubber Pacific Scientific 24333 N/A 2SIS-PSSP006B v Replacement No 

Snubber Pacific Scientfic. 24941.. N/A 2S]S-PSSP2OSX - Replaced No 

Snubber Pacific Scientific 24340 N/A 2SLS-PSSP20SX Replacement No 

Snubber Pacific Scientific 15876" N/A 2sIS-PSSP451X Replaced No

Snubber Pacific Scientific 18654 N/A 2S1&PSSP451X - Replacement No 

Snubber Pacific Scientific 17159 N/A 2SlS-PSSP492 ' Replaced No 

Snubber Pacific Scientific 16959 N/A 2SMSPSSP492 Replacement No 

7. Description of Work Replaced snubber with spare for testinq/refurbishment purposes.  

8. Tests Conducted: Hydrostatic [I Pneumatic El Nominal Operating Pressure I] 
Other D] Pressure psi Test Temp. ._ __ F

"2. Plant



FORM NIS-2 (Back) 

9. Remarks The snubbers were replaced with a used spare from stock. No Code Data Reports are.  

available. Snubbers are considered non-NF components (non-code).  

CERTIFICATE OF COMPUANCE 

We certify that the statements made in the report are correct and this Replacement conforms 

to the rules of the ASME Code Section XI. Repair Or nepiacemeit 

Type Code Symbol Stamp per NPDAP 8.5 "ASME Section Xl Repair/Relacement Proqram" 

Certificate of Authorization No. N/A Expiration Date N/A 

Signedl. ...- eof:,s ,T _, .-. . Date -.. / a . <-. 2o,6: 94"2 .. _02.___ 

-we or Deine Tw 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania* and employed by Factory Mutual InsuranceCo. of 

johnston. R.I. havenp .vec~d thecfflponn~fts dOSjesd~tw 6 h 

Owneers Reportdudngth period __ __ _ ________ and state that to the 

best of my knowledge and belief, the Owner has performed examinations and taken corrective measures descnlbed: inthis 

Owner's Report In accordance with the requirements of the ASME Code, Section Xl.  

By signing this cedcati e neither the Inspector nor his employer makes any warranty, expressed or implied concerning the: 

examinations and corrective measures described in thlsOwnees.Report.-Futhermore. neither the inspector nor his employer 

shal be Wbe In any manner forany personal hniwy or prope damkaige or a loss of anyind arsing from or connected with.  

o this inspectio.  

Intwer's sbg -- " . National Board. State. Prna*inand Endosen&et 

] Date 20 
//0



RTL # A4.414-A

Form No. 1544 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As Required by the Provisions of the ASME Code Section XI 

1. Owner F.E.N.O.C. Date 4/26/02 
• (NAME} 

76 South Main Street - Akron, OH 44308 Sheet 1 of 1 
(ADORESS) 

2. Plant Beaver Valley Power Station Unit No., 2 

ShippinaDort, PA 15077 WO #01-0090.12-000 
(pJEjADOSE) . REPAIR ORGA NIZATION P.O. NO., JOBNO. ETC : 

3. Work Performed By BVPS - Nuclear Construction. Type Code Symbol Stamp bot mgq _ 
(NAME) 

Shippinagoi, PA 15077 Authorization No. N/A (ADD RESS) 

Expiration Date 

4. Identification of System Main Steam (Q3 for 476 and 04 for 110 and 165) 

5. (a) Applicable Conýc fCode SectionlllI 1971 Edition.W72 Addenda. WA C Code Case 

3) ApplcableEditionofSectionX)Utizedfor.RepaksorReplacements- 1989E .

6. Identification of Components Repaired or Replaced and Replacements Components 

RqnkatASME 
Repbced.Code 

Name of Name of Msifanoconre tadoalA BOar Otba Year of suanow 

Coapooaml M-6- Seaa No. No. ideraifi on B]RM ReTh (YES oc 

Snubber Pacific Scientific 17000 NIA 2MSS-PSSP110 -- Replaced No 

.Snubber Pacific Scientific 17159 NIA. 2MSS-PSSP110 R Replacement No 

Snubber Pacific Scientific 651 N/A 2MSS-PSSPI65 Replaced No 

Snubber Pacific Scientific 1173 N/A 2MSS-PSSP165 - Replacement NO 

Snubber Pacific Scientifil -24935 N/A> - 2MSS-PSSP476 - Replaced No 

Snubber Pacific Scientific 25729 N/A 2MSS-PSSP476 Replacement No 

7. Description of Work Replaced snubber with spare for testing/refurbishment purposes.  

8. Tests Conducted: Hydrostatic [I Pneumatic E] Nominal Operating Pressure l

Other E] Pressure _ psi Test Temp. °F



FORM NIS-2 (Back) 

9. Remarks The snubbers were replaced with a used spare from stock. No Code Data Reports are.  

available. Snubbers are considered non-NF cbmponents (non-code).  

CERTIFICATE OF COMPUANCE 

We certify that the statements made in the report are correct and this Replacement conforms.  

to the rules of the ASME Code Section Xl. Rp. o RePl&ac-me -.  

Type Code Symbol Stamp per NPDAP 8.5 'ASME Section Xl RepairiReplacement.. Proqram" 

Certificate of Authorization No. N/A Expiration Date N/A 

Signed 115-2L A, A - v Date - ., 02 

CERTIFICATE OF INSERVICE INSPECTION

1, the undersigned, holding a valid commission issued by the National Board-of Boiler and Pressure Vessel Inspectors 

-and e State or Province of P tynia and employed by Factory Mutual Insurance Co. Of_ý 

Johnston, R.I. ha inspoed the components Z1.." ..e 

Owne's Report during the period YZ? L4 to ______ ndi state tiiat .to the 

best of my knoledge and belief, Owner has performed examinations and taken corrective measures described in ts 

Owner's Report-in accordance wit the requirements of the ASME Code, Section Xl.  

By signi th•s certificate neithe the inspector nor his employer makes any warranty, expressed or imp-ied,"concerning 

examinations and correctNe measures described intis. Owners Report. Furthennore, neither the inspector nor-ls emo -' 

shall be liable in any manner forany personal injuryor property damage or a- loss of any ldnd arising from -or connected. wt 

uis knpectio-: 

.Ispec•os,• m b- Na. nal Board.Stat Provic, andEndorsements 

Date " 20



RTL # A4.414-A

Form No. 1545 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section Xl

1. Owner F.E.N.O.C.  

76 South Main Street - Akron. OH 44308
(ADDRESS) 

Beaver Vallev Power Station
(MAE) 

Shipoinaport, PA 15077

Date 4/26/02

Sheet 1 of 

Unit No. .2 

WO #01-009014-000

3. Work Performed 

Ship 

A Idnntifkunttinn nf c;

(ADDREss) REPIR ORGANZATM P.O. NO. J NO, ErC.  

By BVPS - Nuclear Construction. Type Code Symbol Stamp 0o6 Ab-ricatIe 
(NAMn

pinqport, PA 15077 AuthorizationlNo. NIA 
(ADDRESS) 

Expiration Date 

•vntnm C",nntainmn~nt l nressuriz-ation (O2'=.

5. (al Aplcable Construction Code Section III 1971 Edlion W7gAdderh,4 WA' Code Case 

(b) Applicable Ediion of Section X) UtiFzed for Repairs or Replacements 1989E 

6. Identification of ComponentsRepaired or Replaced and Replacements. Components 

Repaked.ASME 

Nam of Nam of Mmmfactme Nat3na Board Othr Year Or Stape 
ComoVent Mamtfa:CUM Seia No.. No. ldenfatiflon Buf' Repam (YE r-

NO% 

Snubber Pacific Scientific 16959 N/A 2QSS-PSSP129Y _ Replaced No 

Snubber Pacific Scientific 17000 N/A 2QSSPSSP129Y - Replacement No 

Snubber Pacific Scientific 30040 N/A 2QSS-PSSPI31Y- Replaced -No 

Snubb•r -.Pacific Scientific 29989 N/A 2QSS-PSSPI31Y - Replacement - o N 

7. Description of Work Replaced snubber with spare for tesfincqrefurbishment purposes.  

8. Tests Conducted: Hydrostatic [ Pneumatic El Nominal Operating Pressure [] 

Other [ Pressure psi Test Temp. °F

2. Plant



FORM NIS-2 (Back) 

"'-' 9. Remarks The snubbers were replaced with a used spare from stock. No Code Data Reports are.  

available. Snubbers are considered non-NF components (non-code).  

CERTIFICATE OF COMPUANCE 

We certify that thestatements made in the report are correct and this Replaceent• conforms 

to the rules ofthe ASME Code. Section X(l. Repair Or apsacerm.  

Type Code Symbol Stamp - per NPDAP 8.5. -ASME Section XI RepairlReplacement Program .  

Certificate of Authorization No. N/A Sxpiration Date N/A 

2002 Sigjned krV-Date. 2020 02 

CERTIFICATE OF INSERVICE INSPECTION 

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of P__E--svanIa and employed by Factor Mutal Insurance Co.. of 

jotinsto. -R.I. h~e ed the mpne bdin the 

Ownees Report during the period 
and state that to the 

bestof my knowledge and belief, the Owner has perfomed examinations and taken corrective Measures described in •s 

Owner's Report In accordance with the requiremnts of the ASME Code, Section XI.  

examinations and corrective measuresdescibed inthOs OnwesReport"furheflfl 'f h•. " the kisoector nor4, s employer 

shal. l lable In a .y manner for anry personal ijus yor property damage or a loss of any kind arskVifromn or connected with 

this inspection.  

k~specO(S SinatureNational Boant SLiae, PrOAioc and Endoseueiks 

Date , -



RTL # A4.414-A 

Form No. 1546 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

F.E.N.O.C. Date 4/26/02
(NSA k , 

76 South Main Street - Akron, OH 44308

(ADDRESS) 

Beaver Valley Power Station
(NAME) 

Shippinqport, PA 15077 
•DDOAESS) 

3. Work Performed By BVPS - Nuclear Construction.

Shinninanort. PA

Sheet 

Unit No.

1 of 1 

2

WO #01-009015-000 
REPAIR OCreIyTION P.O. No- JOB NO,. ETr.  

Type Code Symbol Stamp Not AR04caWI

15"077 Authorization No.  

Expiration Date

N/A

4. Identification of System Containment Depressurization (Q2) 

5. (a) Applicable Construction Code Section II1 1971 Edition, W7.Addenda, WA -Cde Case 

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements" 1989E 

6. Identification of Components Repaired or Replaced and Replacements Components 

RvaireCASNIE 

Nam of Name of Niaaolactnm National Board OWNr Year Or Stamped 

Compo Marfctuir Seoda No. No- Ideatiacadin Bui Repl.eh- (YES or 
•NO) 

Snubber Pacific Scientific 28143 N/A 2QSS-PSSP154X - Replaced No • 

Snubber Pacific Scientific 18658 N/A 2QSPSSPIS54X - Replacement NO

7. Description of Work

8. Tests Conducted:

Replaced snubber with spare for testinakrefurbishment purposes.

1. Owner

"I'-Plant

Hydrostatic [I Pneumatic El Nominal Operating Pressure [] 

Other [] Pressure psi Test Temp. OF

Shin nanort- PA (ADDAESS)



FORM NIS-2 (Back)

"9. Remarks The snubber was replaced with a used spare from stock. No Code Data Reports are,.  

available. Snubbers are considered non-NF components (non-code).  

CERTIFICATE OF COMPUANCE 

We cc .that:the statements made in the report are correct and this Replacement conforms 

to the rules of the ASME Code Section Xl. n . or .Paacem -e 

Type Code Symbol Stamp per NPDAP 8.5 "ASME Section Xl Repair/Reolacement Proram'" 

Certificate of Authorization No. N/A "Expiration Date . _WA__ 

Signed Date..- ... .. 20._ 02.__ 

CERTIFICATE OF INSERVICE INSPECTION 

I, th undersigned, holding a valid commission issued by the National Board of Boler and Press.ure Vessel inspectors 

and the State or Province of Pennsylvania and employed.by Factory Mutual Insurance Co. of 

Jo.. ston. RI. hav inspec dhe components dst, 

Owne's Report during the period o..q s. t t 

best of my knowledge and belief, te Owner has performed examinations and taken corrective measures describedin th•il.  

Owner's. Report in accordance with the requirements of the ASME Code, Section XI.  

By signg this certificate neither the Inspector nor his employer makes any warranty" expressed or kmled, concerning •tfe 

examinations and corrective measures dli:c ibed inihs'OwneI'sRePoIL-Furhermore,'neither the inspector nor hi employer--." 

shah be'lable in any manner for-any personal injury or property damage or a less of any kind arising from or connected with 

this Inspection.  

_______________co missions. A/V&- '7JV9 4t<r,4q 
Date "...aonal Board. sttei and, "d"en" 

Date ,/ ,0J '" "



RTL # A4A14-A 

Form No. 1547 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 

As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  

76 South Main Street - Akron, OH 44308 
(ADDRESS) 

2. Plant Beaver Valley Power Station 

Shinninnoart PA 15077

3. Work Performed 

Shin 

A I*4antfiiPJatinn -nf

Date 4/26/02 •

Sheet 1 of I 

Unit No. 2 

WO #01-009016-000

(A. ESS) - REPAIR ORGANIZATION PDO. NOO. ET1O.0 ETC.  

By BVPS - Nuclear Construction. Type Code Symbol.Stamp N; Not. be 
(NAME) 

pinuport, PA 15077 Authorization No. N/A 
OExpiration Date ._ _ _ _ 

wntE.m Residual Heat Removal (01 for 522X and Q2 for 007)

5. (a) Applicable Construction Code Seclion III 1.971 Edition, W72 Addenda, N/A :Code Case 

(b)..Ap.plicable Edto of Section xj utiized for Repairs or.Replacements .1989E 

6. Identification of Components Repaired or Replaced and Replacements Components • 

Nume of Name of MmnufctWer National Board Odr Year Or .Sad 

CoNWoert Mauf Serial No. No. Idewtifwcatiom Bulk Reph-em (YES or 
_ . • - :-NO) 

Snubber Pacific Scientific 18488 N/A 2RHS-PSSP007 . Replaced NO 

Snubber Pacific Scientific 15876 N/A 2RHS-PSSP007 - Replacement 'NO 

Snubber Pacific Scientific 17005 NIA 2RHS-PSSP522X - Replaced .'No 

Snubber -Pacific Scientificý, 3686 N/A- 2RHS-PSSPS22X Replacement . No 

7. Description of Work Replaced snubber with spare for testinq/refurbishment purposes:.  

8. Tests Conducted: Hydrostatic [] Pneumatic El Nominal Operating Pressure[] 

Other El Pressure psi Test Temp. _ F



FORM NIS-2 (Back) 

9. Remarks The snubbers were replaced with a used spare from stock. No Code Data Reports are

available. Snubbers are considered non-NF components (non-code).  

CERTIFICATE OF COMPUANCE 

We certify that the statements made in the report are correct and this Replacement conforms 

to the rules of the ASME Code Section XI. nepa• or Rep•b•ewt 

Type Code Symbol Stamp per NPDAP 8.5 'ASME Section XI Repair/Replacement Proqran" 

Certificate of Authorization No. WA Expiration Date N/A 

Signed 
Date.w • ... .20 02 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undemigned, holding a valid commnission issued by the National Board of Boiler and Pressure Vessel Inspectors.  

lnd the State or Province of Pennsylvania and employed by Factor. Mutual Insurance Co. of 

4ghnstn R.I. ta is ed thie components jsoe-n# 

Owne-'s Report during the period 

best of my knowledge and belief, the Owner has performed examinations and.taken corrqectve measures described iRnthis 

Owner's Report in accordance with the requirements of the ASME Code, Section XA.  

By signlng.ts certificate neither the inspector nor his emo makes anywarranty, expressed.or irpled conceming the6 

-examintions and corrective measures descried i this Owners Report Furthermore, neither the inspector nor his employer 

shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with

* ths inspection.  

ComrrudssmosAI 7Z9( r)/4Q 
isnpecwos Sipuatre ..- National Board, State. Provltee, and Endorsements 

Date '20



RTL # A4.414-A

Form No. 1548 

FORM NIS-2 OWNER'S REPORT FOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  

76 South Main Street-Akron, OH 44308

Beaver Valley Power Station

Date 

Sheet 

Unit No.

4/26/02

1 of 1 

2
(NAME) 

Shinoinanort. PA 15077
(ADDRESS) 

:3. Work Performed By BVPS - Nuclear Construction.  

Shippinflport, PA 15077 
ShinninDnort PA 15077 

(ADDRESS)

WO #01-009020-000 
REPAIR. ORGANIZATION P.O. NO JOB NO, ETC.  

Type Code Symbol Stamp w : .e 

Authorization No. N/A 

Expiration-Date "______

4. Identification of System Service Water (Q3) 

5. (a)- Applicable Construction Code. Section ll" 1971 Ediio. W7ZAddenda, WA CodeCase 
(b)- Applicable Edition of Section XA Utilized for Repairs or Replacements 1989E. f 

6. Identification of Components Repaired or Replaced and Replacements Components.

ASME 
Replcedcode 

Name Of Name Of blanoufrct National Board Odwer year . OF stann~ed 
Component Manufacturer Seial No. No. identification Bodi Rephcembea (Y"i or 

NO) 

Snubber Pacific Scientific 16968 N/A 2SWS-PSSP769A Replaced: No 

Snubber Paific Scientific 1071 N/A 2SWS-PSSP769A. .Replacement' No 

Snubber Pacific Scientific 30035 N/A 2SWS-PSSP770A Replaced No 

Snubber- Pacific Scientific 16261 N/A .2SWS-PSSP770A Replacement No

Pacific ScientificSnubber

Snubber Pacific Scientific 30032 N/A 2SWS-PSSP774Y Replacement No

7. Description of Work Replaced snubber with spare for testinq/refurbishment purposes..

8. Tests Conducted: Hydrostatic [3 Pneumatic [] Nominal Operating Pressure I
Other [] Pressure psi Test Temp. _OF

N/A Replaced;

i2. Plant

:-"No"'30038- -, 2SWS-PSSMT4Y:



FORM NIS-2 (Back) 

9. Remarks The snubbers were replaced with a used spare from stock. No Code Data Reports are, 

available. Snubbers are considered non-NF components (non-code).  

CERTIFICATE OF COMPUANCE 

We certify that the statements made in the report are correct and this Replacement conforms 

to the rules of the ASME Code Section Xl. Repair oi Replacement 

Type Code Symbol Stamp per NPDAP 8.5 'ASME Section XI Repair/Replacement Pro4ramW 

Certificate of Authorization No. N/A Expiration Date N/A 

Signed Date 20 02 

Ownrw or akw 
02<w) 

w 

CERTIFICATE OF INSERVICE INSPECTION 

i, the undersigned, holding a varid commission Issued by the National Board of Boiler and Pressure Vessel Inspectors 

and the State or Province of Pennsylvania and employed by, Factory Mutual Insurance Co. of 

Johnson. R.I. have eed the components doscrin the 

Ow JesReport during the period _ _ " to 17 L L3. and state tMat to the 

best of my knowledge and befief, the Owner has performed exami"nations and t .correcti.meaes described in this 

Ownee's Report in accordance with the requirements of the ASME Code, Section XI.  

By signing Ihis certificate neither the inspector nor his employer makes any warranty, expressed or impled, concerning the:.: 

-examinations:and corrective measures described in this Owner's ReporL- Furdhenore, neither the inspector nor his employer 

shall be liable in any manner for any personal Injury or property damage or a loss of any kind adsing frdm or cormectedwith

thIbis ispetion.  

(f Com/ •2 / ,7 

.ispedors signaur .. Naional oami. Staw Pnwowe. and E• d"ment 

Date• '" 20 _ -_ "



RTL # A4.414-A

Form No. 1549 

FORM NIS-2 OWNER'S REPORTFOR REPAIRS OR REPLACEMENTS 
As Required by the Provisions of the ASME Code Section XI

1. Owner F.E.N.O.C.  
t nAMe, 

76 South Main Street - Akron, OH 44308
VDOOESS) 

Beaver Valley Power Station

Date 

Sheet 

Unit No.

4/26/02

1 of 

2
(NAME) 

Shinninanort, PA 15077
(ADORWESS) 

3. Work Performed By BVPS - Nuclear Construction.  
(NAME) 

Shippingport, PA 15077 
(ADORESS)

WO #01-009021-000
REPAIR ORGANIATION P.O. NO- JOB NO- ETC.  

Type Code Symbol Stamp NotalAvgcale" 

Authorization No. N/A 

Expiration Date _

4. Identification of System Service Water (Q3) 

5. (a) Applicable Consruction Code .- Section III 197.1 EdriOm, W7.Adaida, N/A Code Case " 
(b) Applicable Edition of.Section Xl Utilized for Repairs or Replacements 1989E' 

6. Identification of Components Repaired or Replaced and Replacements Components%

Repaied. AS•E 
RNfoced CO&e 

Name Of Nam of MamctwiNer Na.ikal Board Yew Ya . or StamESd 
cornpooeva Niaadouera Serial No. No. IftdrIatkia BUMk Repkceme- (YES-or 

NO) 

Snubber Pacific Scientific 16995 N/A 2SWS-PSSP752 " Replaced No

Snubber Pacfic Scientific 17210 N/A 2SWS-PSSP75 2 Replacement' No.  

Snubber Pacific Scientific 29448' N/A 2SVWS-PSSP766A - Replaced No 

Snubber Pacific Scientific 30290f- N/A 2SWS-PSSP766A. - Replacement No 

Snubber.- Pacific Scientific 29449% N/A :2SWSP.SP 68Y. Replaced No 

Snubber Pacific Scientific 18476 N/A 2SWS-PSSP76SY Replacement No 

Snubber -PadficScientific:. 3009 ,. - N/A 2SWS-PSSPS3Y. - Replaced No 

Snubber Pacific Scientific 18488 N/A 2SWS-PSSP830Y Replacement No 

7. Description of Work Replaced snubber with spare for testinq/refurbishment purposes.

8. Tests Conducted: Hydrostatic [U Pneumatic I] Nominal Operating Pressure [] 
Other [] Pressure psi Test Temp. _°__ F

2. Plant



FORM NIS-2 (Back)

9. Remarks The snubbers were replaced with a used spare from stock. No Code Data Reports are,.  

available. Snubbers are considered non-NF components (non-code);

CERTIFICATE OF COMPLIANCE

We certify that the statements made in the report are correct and this 
to the rules of the ASME Code Section Xl.

Type Code Symbol Stamp

Certificate of Authorization No. . N/A

conforms
Repair .or Fleptlaceen

per NPDAP 8.5 "ASME SectionXI Repair/Replacement- Proqgram"

Expiration Date N/A

Signed . . .4 Date

Date 6' 202

i 2 1 e4"20 02

CERMFICATE OF INSERVICE INSPECTION 

I, the urtders*Kned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors: 

and the State or Province of Pennsylvania and employed by Factory Mutual Inance.Co. of 

Johnston. R.I. 7 is ed the comoe nt sttetht o h 
Owner's Report dwurmngthe period to adstehttoh6.  

best of my knowledge and belief, the Owner has perfonmed examinations and taken corrective measures described in this.  

Owner's Report in accordance with the requirements of-the ASME Code, Section AI.  

By si..ng ths.cer•icate neither theainspector nor his employer.makes any warranty, expressed or implied,, concerning the 

* examinations- and corrective measures described in this Owner's Report. Furthermore, neitherthe inspector nor-bis employer 

- shapl be liable in any manner for~any personal Injuryor property damage or a loss of any kind arising from or connected with.

National Board, State. Provhnce and Endorsements"Dnspedoes Signati.e


