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Dear Mr. Liu: 

SUBJECT: CORRECTION TO THE SAFETY EVALUATION RELATED TO AMENDMENT NO. 200 
TO FACILITY OPERATING LICENSE NO. DPR-49 - DUANE ARNOLD ENERGY 
CENTER 

By letter dated October 4, 1994, the Commission issued Amendment No. 200 to 
Facility Operating License No. DPR-49 for the Duane Arnold Energy Center 
(DAEC). This letter contained a Safety Evaluation by the office of Nuclear 
Reactor Regulation related to the Amendment. The Safety Evaluation contained 
an editorial error that is in need of correction.  

The last sentence of the last paragraph in section 2.1 (LPCI and Core Spray 
Operability) of the Safety Evaluation reads as follows: 

"These coincide with the specific changes made in the TS LCOs concerning 
core spray subsystem component operability." 

The reference to the core spray subsystem is incorrect. The correct reference 
is the containment spray subsystem. Therefore, the sentence should be 
recognized to be changed and read as follows: 

"These coincide with the specific changes made in the TS LCOs concerning 
containment spray subsystem component operability." 

Sincerely, 

ORIGINAL SIGNED BY 

Anthony H. Hsia, Project Manager 
Project Directorate 111-3 
Division of Reactor Projects III/IV 
Office of Nuclear Reactor Regulation 

Docket No. 50-331 

cc: See next page 
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UNITED STATES 
.o NUCLEAR REGULATORY COMMISSION 
-t WASHINGTON, D.C. 20555-0001 

October 31, 1994 

Mr. Lee Liu 
Chairman of the Board and 

Chief Executive Officer 
IES Utilities Inc.  
P. 0. Box 351 
Cedar Rapids, IA 52406 

Dear Mr. Liu: 

SUBJECT: CORRECTION TO THE SAFETY EVALUATION RELATED TO AMENDMENT NO. 200 
TO FACILITY OPERATING LICENSE NO. DPR-49 - DUANE ARNOLD ENERGY 
CENTER 

By letter dated October 4, 1994, the Commission issued Amendment No. 200 to 
Facility Operating License No. DPR-49 for the Duane Arnold Energy Center 
(DAEC). This letter contained a Safety Evaluation by the office of Nuclear 
Reactor Regulation related to the Amendment. The Safety Evaluation contained 
an editorial error that is in need of correction.  

The last sentence of the last paragraph in section 2.1 (LPCI and Core Spray 
Operability) of the Safety Evaluation reads as follows: 

"These coincide with the specific changes made in the TS LCOs concerning 
core spray subsystem component operability." 

The reference to the core spray subsystem is incorrect. The correct reference 
is the containment spray subsystem. Therefore, the sentence should be 
recognized to be changed and read as follows: 

"These coincide with the specific changes made in the TS LCOs concerning 
containment spray subsystem component operability." 

Sincerely, 

Anthony H. H ia, Project Manager 
Project Di torate 111-3 
Division of Reactor Projects III/IV 
Office of Nuclear Reactor Regulation 
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Mr. Lee Liu Duane Arnold Energy Center 
IES Utilities Inc.  

cc: 

Jack Newman, Esquire 
Kathleen H. Shea, Esquire 
Newman, Bouknight and Edgar, P.C.  
1615 L Street, N. W.  
Washington, D. C. 20036 

Chairman, Linn County 
Board of Supervisors 
Cedar Rapids, Iowa 52406 

IES Utilities Inc.  
ATTN: David L. Wilson 
Plant Superintendent, Nuclear 
3277 DAEC Road 
Palo, Iowa 52324 

Mr. John F. Franz, Jr.  
Vice President, Nuclear 
Duane Arnold Energy Center 
3277 DAEC Road 
Palo, Iowa 52324 

Mr. Keith Young 
Manager, Nuclear Licensing 
Duane Arnold Energy Center 
3277 DAEC Road 
Palo, Iowa 52324 

U. S. Nuclear Regulatory Commission 
Resident Inspector's Office 
Rural Route #1 
Palo, Iowa 52324 

Regional Administrator, RIII 
U. S. Nuclear Regulatory Commission 
801 Warrenville Road 
Lisle, Illinois 60532-4531 

Mr. Stephen N. Brown 
Utilities Division 
Iowa Department of Commerce 
Lucas Office Building, 5th floor 
Des Moines, Iowa 50319


