JAN 23 1974

Docket Hos.
and 30-301

Wisconsin Michigan and Wisconsin
Electric Power Company
ATTR: Mr. Sol Burastein
Senior Vice President
231 West Michigan Street
Milwaukee, Wisconsin 53201
Change No, 5
License No. DPR-24

_ Change No. 9
Gentlemen: License Ho. DPR-27

By letter dated February 19, 1973, you advised us of your interpretation
of the Technical Specifications for Point Beach Units No. 1 and 2 rela-
tive to minimum staffing requirements. You expressed the opinion that
the Technical Specifications as presently written would allow you to
reduce your operating staff below the numbers listed in Figure 15.6.1~2
of the Technical Speecifications. You also proposed a speeific reduc—
tion in staffing requirements during & labor strike situatiom.

We have reviewed your letter and find that we cannot agree with your
interpretation of stiffing requirements. Specifically, it is the
Commission's position that (1) Technical Specifications identify minimum
requirements, and (2} there must be a minimum of one licensed reactor
operator in the control room for each operating unit for all conditions
other than cold shutdown.

To clarify the requirements of the Technical Specifications, we are

hereby changing the Technieal Specifications appended to License No. DPR-24

and No. DPR-27 as shown in Attachment A. Ve have concluded that this
change, to clarify the minimum evew size requirements, does not present
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a gignificant hazards consideration and that there 1s reasomable assurance
that the health and safety of the public will not be endangered.

You may propose changes to the Technical Specifications relative to mini-
aun crew size. You gshould, howaver, provide an adequate safety analysis
to support any such proposed change.

Sincerely,

Original signed by

Donzld J. Skovholt
Donald J. Skovholt
Assistant Director for

Operating Reactors
Dlrectorate of Licensing

Enclosure:

Attachment A - Change No. 5 (OPR-24)
and Change No. 9 {(DPR-27) to the
Technical Specifications

ce w/enclosure:
Mr. Bruce W. Churchill, Esquire Manitowoe Public Library
Shaw, Pittman, Potts, Trowbridge 808 Hamilton Street

and Madden Manitowoe, Wiseonsin 54220
910 -~ 17th Street, N. W.
Washington, B. C. 20008
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ATTACHMENT A

CHANGE NO. 5 (DPR-24) AND CHANGE NO. 9 (DPR~27)

TG THE TECHNICAL SPECIFICATTONS

POINT BRACH NUCLEAR PLANTS UNITS NO. 1 AND HO, 2

WISCONSIN MICHIGAN AND WISCONSIN FLECTRIC POWER COMPAWY

DOCKET ROS8. 30-266 AWD 50-301

Change Flgure 15.56.1~2, Note No. 1, to read:

“1. The operations group shift makeup is the minimum size
for operation in all modes except cold shutdown of
Point Beach Units Neo, 1 and Ho, Z."
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