
January 24, 1996

Mr. Robert E. Link, Vice President Distribution w/encls: 
Nuclear Power Department Docket File GHill(4) 
Wisconsin Electric Power Company PUBLIC WAxelson, RIII 
231 West Michigan Street, Room P379 PB3 3 Read4" CGrimes 
Milwaukee, WI 53201 ACRS GMarcus 

TKobetz, RIII 
SUBJECT: CORRECTION TO AMENDMENT NOS. 161 AND 165 TO FACILITY OPERATING 

LICENSE NOS. DPR-24 AND DPR-27 - POINT BEACH NUCLEAR PLANT, 
UNIT NOS. 1 AND 2 (TACS M91177 AND M91178) 

Dear Mr. Link: 

The Commission issued Amendment Nos. 161 and 165 to Facility Operating License 
Nos. DPR-24 and DPR-27 for the Point Beach Nuclear Plant, Units 1 and 2, 
respectively, on March 6, 1995. The amendments revised the Technical 
Specifications (TS) in response to your application dated December 22, 1994, 
as supplemented by letters dated February 1, 1995, and February 21, 1995.  

The amendments included changes to Item 13 of Table 15.4.1-1, page 2 of 6, of 
the Technical Specifications (TSs), as indicated by a margin bar on that page.  
A change was inadvertently made to Item 19, "Analog Rod Position." A monthly 
testing requirement was incorrectly inserted. This change was not addressed 
in your submittals or in the staff's Safety Evaluation. In fact, the monthly 
testing requirement was removed from this item as part of Amendment Nos. 140 
and 144 for Units I and 2, respectively, which was issued on July 28, 1993.  
Amendments 157 and 161 for Units 1 and 2, respectively, issued on December 8, 
1994 (the only other change to this page between the issuance of the above two 
amendments), did not include this testing requirement.  

A copy of the corrected page 2 of 6 of TS Table 15.4.1-1 is enclosed, and 
should replace the current copy in your TSs. Please contact me if you have 
any questions regarding this issue.  

Sincerely, 

Original Signed By: 

Allen G. Hansen, Project Manager 
Project Directorate 111-3 
Division of Reactor Projects Ill/IV 
Office of Nuclear Reactor Regulation 

Docket Nos. 50-266 
and 50-301 

Enclosure: Corrected page 2 of 6 of TS Table 15.4.1-1 
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UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

* January 24, 1996 

Mr. Robert E. Link, Vice President 
Nuclear Power Department 
Wisconsin Electric Power Company 
231 West Michigan Street, Room P379 
Milwaukee, Wisconsin 53201 

SUBJECT: CORRECTION TO AMENDMENT NOS. 161 AND 165 TO FACILITY OPERATING 
LICENSE NOS. DPR-24 AND DPR-27 - POINT BEACH NUCLEAR PLANT, 
UNIT NOS. 1 AND 2 (TACSM91177 AND M91178) 

Dear Mr. Link: 

The Commission issued Amendment Nos. 161 and 165 to Facility Operating License 
Nos. DPR-24 and DPR-27 for the Point Beach Nuclear Plant, Units 1 and 2, 
respectively, on March 6, 1995. The amendments revised the Technical 
Specifications (TS) in response to your application dated December 22, 1994, 
as supplemented by letters dated February 1, 1995, and February 21, 1995.  

The amendments included changes to Item 13 of Table 15.4.1-1, page 2 of 6, of 
the Technical Specifications (TSs), as indicated by a margin bar on that page.  
A change was inadvertently made to Item 19, "Analog Rod Position." A monthly 
testing requirement was incorrectly inserted. This change was not addressed 
in your submittals or in the staff's Safety Evaluation. In fact, the monthly 
testing requirement was removed from this item as part of Amendment Nos. 140 
and 144 for Units I and 2, respectively, which was issued on July 28, 1993.  
Amendments 157 and 161 for Units 1 and 2, respectively, issued on December 8, 
1994 (the only other change to this page between the issuance of the above two 
amendments), did not include this testing requirement.  

A copy of the corrected page 2 of 6 of TS Table 15.4.1-1 is enclosed, and 
should replace the current copy in your TSs. Please contact me if you have 
any questions regarding this issue.  

Sincerely, 

Allen G. Hansen, Project Manager 
Project Directorate 111-3 
Division of Reactor Projects III/IV 
Office of Nuclear Reactor Regulation 

Docket Nos. 50-266 
and 50-301 

Enclosure: Corrected page 2 of 6 of TS Table 15.4.1-1

cc w/encls: See next page
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Revised by NRC letter dated: January 24; 1-996.I

TABLE 15.4.1-1 (continued)

L CHANNEL DESCRIPTION 

9, Steam Generator Flow Mismatch 

10. Steam Generator Pressure 

11. 4KV Bus Undervoltage (AOl & A02) 
-AFW pump actuation 
-Reactor Protection actuation 

12. 4KV Bus Underfrequency (AOI & A02) 
-to Reactor Coolant Pump trip 

13. Safeguards Bus Voltage 
-Loss of 4KV 
-Degraded 4KV 
-Loss of 480V 

14. 120 Vac Instrument Buses 

15. Reactor Trip Signal From Turbine 
-Turbine Autostop 
-Turbine Stop Valve 

16. Reactor Trip Signal From SI 

17. Feedwater Isolation on SI 
-MFP Trip on Safety Injection 
-MFRV Shutting on Safety Injection 

18. Accumulator Level and Pressure 

19. Analog Rod Position 
-with step counters 
-Monitoring by On-Line Computer
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Mr. Robert E. Link, Vice President Point Beach Nuclear Plant 
Wisconsin Electric Power Company Unit Nos. I and 2 

cc: 

Ernest L. Blake, Jr.  
Shaw, Pittman, Potts & Trowbridge 
2300 N Street, N.W.  
Washington, DC 20037 

Mr. Gregory J. Maxfield, Manager 
Point Beach Nuclear Plant 
Wisconsin Electric Power Company 
6610 Nuclear Road 
Two Rivers, Wisconsin 54241 

Mr. Ken Duveneck 
Town Chairman 
Town of Two Creeks 
13017 State Highway 42 
Mishicot, Wisconsin 54228 

Chairman 
Public Service Commission 

of Mi•sconsin 
P.O. Box 7854 
Madison, Wisconsin 53707-7854 

Regional Administrator 
U.S. NRC, Region III 
801 Varrenville Road 
Lisle, Illinois 60532-4531 

Resident Inspector's Office 
U.S. Nuclear Regulatory Commission 
6612 Nuclear Road 
Two Rivers, Wisconsin 54241 

Ms. Sarah Jenkins 
Electric Division 
Public Service Commission of Wisconsin 
P.O. Box 7854 
Madison, Wisconsin 53707-7854


