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President and Chief Executive Officer 
Wolf Creek Nuclear Operating Corporation 
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Burlington, Kansas 66839 

Dear Mr. Withers:
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SUBJECT: WOLF CREEK GENERATING STATION - AMENDMENT NO. 19 
OPERATING LICENSE NO. NPF-42 (TAC NO. 69010)

TO FACILITY

The Commission has issued the enclosed Amendment No. 19 to Facility Operating 
License No. NPF-42 for the Wolf Creek Generating Station. The amendment 
consists of changes to the Technical Specifications in response to your 
application dated July 26, 1988.  

The amendment revises Technical Specification 5.3.1, Fuel Assemblies, to 
allow the replacement of a limited number of fuel rods with filler rods or 
vacancies if such replacement is acceptable based on the results of a 
cycle-specific reload analysis.  

A copy of our related Safety Evaluation is enclosed. The notice of issuance 
will be included in the Commission's next bi-weekly Federal Register notice.  

Sincerely, 

/s/ 

Douglas Pickett, Project Manager 
Project Directorate - IV 
Division of Reactor Projects - III, 

IV, V and Special Projects 
Office of Nuclear Reactor Regulation

Enclosures: 
1. Amendment No. 19 to 

License No. NPF-42 
2. Safety Evaluation 

cc w/enclosures: 

See next page 
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SUBJECT: WOLF CREEK GENERATING STATION - AMENDMENT NO.  
OPERATING LICENSE NO. NPF-42 (TAC NO. 69010)

TO FACILITY

The Commission has issued the enclosed Amendment No. to Facility Operating 
License No. NPF-42 for the Wolf Creek Generating Station. The amendment 
consists of changes to the Technical Specifications in response to your 
application dated July 26, 1988.  

The amendment revises Technical Specification 5.3.1, Fuel Assemblies, to 
allow the replacement of a limited number of fuel rods with filler rods or 
vacancies if such replacement is acceptable based on the results of a 
cycle-specific reload analysis.  

A copy of our related Safety Evaluation is enclosed. The notice of issuance 
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SUBJECT: WOLF CREEK GENERATING STATION - AMENDMENT NO. 19 TO FACILITY 
OPERATING LICENSE NO. NPF-42 (TAC NO. 69010) 

The Commission has issued the enclosed Amendment No. 19 to Facility Operating 
License No. NPF-42 for the Wolf Creek Generating Station. The amendment 
consists of changes to the Technical Specifications in response to your 
application dated July 26, 1988.  

The amendment revises Technical Specification 5.3.1, Fuel Assemblies, to 
allow the replacement of a limited number of fuel rods with filler rods or 
vacancies if such replacement is acceptable based on the results of a 
cycle-specific reload analysis.  

A copy of our related Safety Evaluation is enclosed. The notice of issuance 
will be included in the Commission's next bi-weekly Federal Register notice.  

Sincerely, 

/s/ 

Douglas Pickett, Project Manager 
Project Directorate - IV 
Division of Reactor Projects - ITI, 
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10 UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

October 12, 1988 

cket No. 50-482 

Mr. Bart D. Withers 
President and Chief Executive Officer 
Wolf Creek Nuclear Operating Corporation 
Post Office Box 411 
Burlington, Kansas 66839 

Dear Pr. Withers: 

SUBJECT: WOLF CREEK GENERATING STATION - AMENDMENT NO. 19 TO FACILITY 
OPERATING LICENSE NO. NPF-42 (TAC NO. 69010) 

The Commissivri has issued the enclosed Amendment No. 1 9 to Facility Operating 
License No. NPF-42 for the Wolf Creek Generating Station. The amendment 
consists of changes to the Technical Specifications in response to your 
application dateo July 26, 1988.  

The amendment revises Technical Specification 5.3.1, Fuel Assemblies, to 
allow the replacement of a limited number of fuel rods with filler rods or 
vacancies if such replacement is acceptable based on the results of a 
cycle-specific reload analysis.  

A copy of our related Safety Evaluation is enclosed. The notice of issuance 
will be included in the Commission's next bi-weekly Federal Register notice.  

Sincerely, 

Douglas Pickett, Project Manager 
Project Directorate - IV 
Division of Reactor Projects - I11, 

IV, V ano Special Projects 
Office of Nuclear Reactor Regulation 

Enclosures: 
1. Amendment No. 19 to 

License No. NPF-42 
2. Safety Evaluation 

cc w/enclosures: 
See next page



Mr. Bart D. Withers 
Wolf Creek Nuclear Operating Corporation 

cc: 
Jay Silberg, Esq.  
Shaw, Pittman, Potts & Trowbridge 
1800 M Street, NW 
Washington, D.C. 20036 

Chris R. Rogers, P.E.  
Manager, Electric Department 
Public Service Commission 
P. 0. Box 360 
Jefferson City, Missouri 65102 

Regional Administrator, Region III 
U.S. Nuclear Regulatory Commission 
799 Roosevelt Road 
Glen Ellyn, Illinois 60137 

Senior Resident Inspector/Wolf Creek 
c/o U. S. Nuclear Regulatory Commission 
P. 0. Box 311 
Burlington, Kansas 66839 

Mr. Robert Elliot, Chief Engineer 
Utilities Division 
Kansas Corporation Commission 
4th Floor - State Office Building 
Topeka, Kansas 66612-1571

Wolf Creek Generating Station 
Unit No. 1

Mr. Gerald Allen 
Public Health Physicist 
Bureau of Air Quality & Radiation 

Control 
Division of Environment 
Kansas Department of Health 

and Environment 
Forbes Field Building 321 
Topeka, Kansas 666?0 

Mr. Gary Boyer, Plant Manager 
Wolf Creek Nuclear Operating Corp.  
P. 0. Box 411 
Burlington, Kansas 66839 

Regional Administrator, Region IV 
U.S. Nuclear Regulatory Commission 
Office of Executive Director 

for Operations 
611 Ryar Plaza Drive, Suite 1000 
Arlington, Texas 76011 

Mr. Otto Maynard, Manager Licensing 
Wolf Creek Nuclear Operating Corp.  
P. 0. Box 411 
Burlington, Kansas 66839



UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

KANSAS GAS 9 ELECTRIC COMPANY 

KANSAS CITY POWER AND LIGHT COMPANY 

KANSAS ELECTRIC POWER COOPERATIVE, INC.  

WOLF CREEK GENERATING STATION 

DOCKET NO. 50-482 

AMENDMENT TO FACILITY OPERATING LICENSE 

Amendment No. 19 
License No. NPF-42 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment to the Wolf Creek Generating Station 
(the facility) Facility Operating License No. NPF-42 filed by 
the Volf Creek Nuclear Operating Corporation, dated July 26, 
1988, complies with the standards and requirenments of the Atomic 
Energy Act of 1954, as amended (the Act), and the Comnmission's 
rules and regulations set forth in 10 CFR Chapter I; 

B. The facility will operate in conformity with the application, as 
amended, the provisions of the Act, and the rules and regulations 
of the Commission; 

C. There is reasonable assurance: (i) that the activities authorized 
by this amendment.can be conducted without endangering the health 
and safety of the public, and (ii) that such activities will be 
conducted in compliance with the Commission's regulations; 

D. The issuance of this license amendment will not be inimical to the 
common defense and security or to the health and safety of the public; 
and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 
of the Commission's regulations and all applicable requirements have 
been satisfied.  
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2. Accordingly, the license is amended by changes to the Technical Specifi
cations as indicated in the attachment to this license amendment and 
Paragraph 2.C.(2) of Facility Operating License No. NPF-42 is hereby 
amended to read as follows: 

2. Technical Specifications 

The Technical Specifications contained in Appendix A, as revised 
through Amendment No. l1 , and the Environmental Protection Plan 
contained in Appendix B, both of which are attached hereto, are 
hereby incorporated in the license. KGAE shall operate the 
facility in accordance with the Technical Specifications and the 
Environmental Protection Plan.  

3. The license amendment is effective as of its date of issuance.  

FOR THE NUCLEAR REGULATORY COMISSION 

Jose A. Calvo, Director 
Project Directorate - IV 
Division of Reactor Projects - III, 

IV, V and Special Projects 
Office of Nuclear Reactor Regulation 

Attachment: 
Changes to the Technical 

Specifications

Date of Issuance: October 12, 1988



ATTACHMENT TO LICENSE AMENDMENT NO. 19 

FACILITY OPERATING LICENSE NO. NPF-42 

DOCKET NO. 50-482 

Revise Appendix A Technical Specifications by removing the page identified 
below and inserting the enclosed page. The revised page is identified by 
amendment number and contains a marginal line indicating the area of change.  

REMOVE PAGE INSERT PAGE 

5-6 5-6



DESIGN FEATURES 

5.3 REACTOR CORE 

FUEL ASSEMBLIES 

5.3.1 The core shall contain 193 fuel assemblies with each fuel assembly 
normally containing 264 fuel rods clad with Zircaloy-4 except that limited 
substitution of fuel rods by filler rods consisting of Zircaloy-4 or stainless 
steel or by vacancies may be made if justified by a cycle-specific reload 
analysis. Each fuel rod shall have a nominal active fuel length of 144 inches.  
The initial core loading shall have a maximum nominal enrichment of 3.10 weight 
percent U-235. Reload fuel shall be similar in physical design to the initial 
core loading and shall have a maximum enrichment of 4.50 weight percent U-235.  

CONTROL ROD ASSEMBLIES 

5.3.2 The core shall contain 53 full-length and no part-length control rod 
assemblies. The full-length control rod assemblies shall contain a nominal 
142 inches of absorber material. All control rods shall be hafnium, clad with 
stainless steel tubing.  

5.4 REACTOR COOLANT SYSTEM 

DESIGN PRESSURE AND TEMPERATURE 

5.4.1 The Reactor Coolant System is designed and shall be maintained: 

a. In accordance with the Code requirements specified in Section 5.2 
of the FSAR, with allowance for normal degradation pursuant to the 
applicable Surveillance Requirements, 

b. For a pressure of 2485 psig, and 

c. For a temperature of 6500 F, except for the pressurizer which is 
6800 F.  

VOLUME 

5.4.2 The total volume of the Reactor Coolant System, including pressurizer 
and surge line, is 12,135 ± 100 cubic feet at a nominal T of 5570 F.  avg 

5.5 METEOROLOGICAL TOWER LOCATION 

5.5.1 The meteorological tower shall be located as shown on Figure 5.1-1.

Amendment No. Z, I9, 19WOLF CREEK - UNIT 1 5-6



UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D. C. 20555 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO A1'ENDVENT NO. 19 TO FACILITY OPERATING LICENSE NO. NPF-42 

KANSAS GAS & ELECTRIC COMPANY 

KANSAS CITY POWER AND LIGHT COMPANY 

KANSAS ELECTRIC POWER COOPERATIVE, INC.  

WOLF CREEK GENERATING STATION 

DOCKET NO. 50-482 

1.0 INTRODUCTION 

By letter dated July 26, 1988, Wolf Creek Nuclear Operating Corporation 
requested changes to Facility Operating License No. NPF-42 for the Wolf 
Creek Generating Station. The proposed changes are to Technical Specifi
cations 5.3.1, Design Features-Fuel Assemtlies. The first sentence of 
Technical Specification 5.3.1 currently states, "The core shall contain 
193 fuel assemblies with each fuel assembly containing 264 fuel rods clad 
with Zircaloy-4." The proposed revisior would remove the period at the 
end of this sentence, add the word "normally" between "fuel assembly" and 
"containing", and add ", except that limited substitution of fuel rods by 
filler rods consisting of Zircaloy-4 or stainless steel, or by vacancies 
may be made if justified by a cycle-specific reload analysis." 

2.0 EVALUATION 

The intent of the proposed change to the Wolf Creek Technical Specifications 
is to allow for the reduction in the number of fuel rods per assembly in 
cases where leaking fuel rods can be identified and replaced with Zircaloy-4 
or stainless steel rods or vacancies. Replacement of leaking fuel rods 
with other fuel rods involves handling of additional fuel assemblies and 
has not been used in Westinghouse reactors to date. Replacement of 
leaking fuel rods will permit utilization of the energy remaining in fuel 
assemblies containing defective fuel rods.  

In general, substitution of a limited number of fuel rods with filler 
rods or water holes has a negligible effect on core physics parameters 
and consequently on the safety analysis. The licensee states that in 
each reload core the reconstituted assemblies will be evaluated using 
standard reload analysis methods. The reload analysis will ensure that 
the safety criteria and design limits, including peaking factors and core 
average linear heat rate effects, are not exceeded. Thus, the effect of 
the substitutions allowed by this change will be controlled as part of 
the reload analysis performed for the affected cycle.  

R " -
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Because the limited substitution of Zircaloy-4 or stainless steel rods or 
vacancies for fuel rods is not expected to have a significant impact on 
plant safety, and because a cycle-specific evaluation will be performed 
to justify any such substitutions, the staff finds the proposed Technical 
Specification change acceptable for Wolf Creek Generating Station.  

3.0 ENVIRONMENTAL CONSIDERATION 

This amendment involves a change in the installation or use of a facility 
component located within the restricted area as defined in 10 CFR Part 20.  
The staff has. determined that the amendment involves no significant 
increase in the amounts, and no significant change in the types, of any 
effluents that may be released offsite, and that there is no significant 
increase in individual or cumulative occupational radiation exposures.  
The Commission has previously issued a proposed finding that the amendment 
involves no significant hazards consideration and there has been no public 
comment on such finding. Accordingly, the amendment meets the eligibility 
criteria for categorical exclusion set forth in 10 CFR Section 51.22(c)(9).  
Pursuant to 10 CFR 51.22(b), no environmental impact statement or environ
mental assessment need be prepared in connection with the issuance of the 
amendment.  

4.0 CONCLUSION 

The staff has concluded, based on the considerations discussed above, 
that: (1) there is reasonable assurance that the health and safety of the 
public will not be endangered by operation in the proposed manner, and (2) 
such activities will be conducted in compliance with the Commission's 
regulations, and the issuance of the amendment will not be inimical to the 
common defense and security or to the health and safety of the public.  

Date: October 12, 1988

Principal Contributor: Paul W. O'Connor, PD-IV


