THOSE PORTIONS OF THIS A
DRAWING WHICH ARE COLORED

CYAN INDICATE THAT THE
COLORED ITEM IS SUBJECT TO
AGING MANAGEMENT REVIEW
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MAIN CONDENSER A
NOTES:

1. FOR GENERAL NOTES REFER TO
DRAWING 33013-2241.

2. REVISION "0 OF THIS DRAWING
SUPERSEDED PORTIONS OF L
33013—-1236,REVISION 10.

IN, ACCORDANCE, WITH EWR 5114,
8%14°, AND ZOE" MAIN FEED-
SAFETY SIG—

N

WATER' PIPES ARE

NIFICANT CLASS FOR HIGH ENERGY

LINE CONSIDEATIONS ONLY. CLASS
NDARY FOR ALL LINES

S AT TE. CONNEETION 1O THE
MAIN PIPING. H
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SINCE OPERABILITY IS REQUIRED BY
e TECH.SPEC. PRESSURE BOUNDARY IS
NON-NUCLEAR SAFETY CLASS.
5. ELECT. MOTOR EIN'S FOR MECH. EQUIP, —
ARE DEPICTED IN BRACKETS ADJACENT TO
b MECH. EQUIP. PER SFEWR 10328.
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