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THOSE PORTIONS OF THIS
_~—W\NIFOLD DRAWING WHICH ARE COLORED
CYAN INDICATE THAT THE
COLORED ITEM IS SUBJECT TO
§ AGING MANAGEMENT REVIEW
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SAFETY CLASS 2, 3, -2241.
SAFETY SIGNIFICANT (3!'

2. EXCEPT WHERE OTHERWISE INDICATED
SAFETY CLASS BREAKS FOR ALL VENT,
DRAIN & TEST CONNECTIONS SHALL BE

AT THE ROOT VALVE IN ACCORDANCE
WITH DETAIL "A".
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PUMPS C AND D CAUSE THE PUMPS TO
BE TRIPPED FOLLOWING RECEIPT OF

THE SIGNAL.
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4, ELECT. MOTOR EIN'S FOR MECH. EQUIP.
ARE DEPICTED IN BRACKETS ADJACENT
TO MECH. EQUIP. PER SFEWR 10328.
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