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THOSE PORTIONS OF THIS
DRAWING WHICH ARE COLORED
CYAN INDICATE THAT THE
COLORED ITEM IS SUBJECT TO
AGING MANAGEMENT REVIEW
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FOR GENERAL NOTES
DRAWING 33013-2241.
2. REVISION "0" OF THIS
DRAWING SUPERSEDED PORTIONS
OF DRAWING 33013-1885 REV. 2
3. RTD TT-2978 FEEDS THE REORDER.
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8. ELECTRIC MOTOR EIN'S FOR MECHANICAL
EQUIPMENT ARE DEPICTED IN BRACKETS
ADJACENT TO MECHANICAL EQUIPMENT PER
SFEWR 10328.

8. VALVE 5088G IS A LEAK DETECTION PORT
LOCATED ON THE 4° GUARD PIPE TO TEST
FOR SUPPLY LINE LEAKAGE.
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— WATER BAY | | 2126V ARE IN OPEN POSITION FOR
- ~ = L ACUUM BREAK OR ALTERNATE FLOW PATH.
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ECH " E ' FOR STOP LOG | L | 7. PCWO3C IS A SPARE PUMP AND MAY BE
X AJ USED IN PLACE OF PCWO3A OR PCWO3B.
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